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JAPANESE INDUSTRIAL STANDARD JIS G 3462 :2019

Alloy steel tubes for boiler and heat
exchanger

Introduction

This Japanese Industrial Standard has been prepared based on ISO 9329-2:1997,
Edition 1, and ISO 9330-2:1997, Edition 1, with some modifications of the technical con-
tents.

In addition to the specification items in the main body, the supplementary quality
requirements to be applied upon agreement between the purchaser and the manufac-
turer, and the requirements for U-bent tubes that are applied when specified by the pur-
chaser, are given in Annex JA and Annex JB, respectively. The vertical lines on both
sides and dotted underlines indicate changes from the corresponding International Stan-
dards. A list of modifications with the explanations is given in Annex JC.

1 Scope

This Standard specifies requirements for the alloy steel tubes (hereafter referred to
as tubes) used for exchanging heat between the inside and outside of the tube, such as
water tubes, smoke tubes, superheater tubes and air preheater tubes, etc. of boilers, and
heat exchanger tubes, condenser tubes and catalyser tubes, etc. used in chemical and
petroleum industries. It is not applicable to the steel tubes for fired heater and steel
heat exchanger tubes for low temperature service.

This Standard is generally applicable to tubes of outside diameters 15.9 mm to
139.8 mm.

NOTE The International Standards corresponding to this Standard and the sym-
bol of degree of correspondence are as follows.

ISO 9329-2:1997 Seamless steel tubes for pressure purposes—Technical
delivery conditions—Part 2: Unalloyed and alloyed steels with specified
elevated temperature properties

ISO 9330-2:1997 Welded steel tubes for pressure purposes—Technical deliv-
ery conditions—Part 2: Electric resistance and induction welded unalloyed
and alloyed steel tubes with specified elevated temperature properties (over-
all evaluation: MOD)

In addition, symbols which denote the degree of correspondence in the
contents between the relevant International Standard and JIS are IDT
(identical), MOD (modified), and NEQ (not equivalent) according to ISO/
IEC Guide 21-1.

2 Normative references

The following standards contain provisions which, through reference in this text, con-
stitute provisions of this Standard. The most recent editions of the standards (including
amendments) indicated below shall be applied.
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JIS G 0320 Standard test method for heat analysis of steel products

JIS G 0321 Product analysis and its tolerance for wrought steel

JIS G 0404 Steel and steel products—General technical delivery requirements
JIS G 0415 Steel and steel products—Inspection documents

JIS G 0416 Steel and steel products—Location and preparation of samples and test
pieces for mechanical testing

JIS G 0567 Method of elevated temperature tensile test for steels and heat-resisting
alloys

JIS G 0582 Automated ultrasonic examination of steel pipes and tubes

JIS G 0583 Automated eddy current examination of steel pipes and tubes

JIS Z 2241 Metallic materials—Tensile testing—Method of test at room temperature
JIS Z 2245 Rockwell hardness test—Test method

JIS Z 8401 Rounding of numbers

3 Symbol of grade

Table 1 Symbols of grade and symbols for manufacturing method

Symbol of grade Symbol for manufacturing method

Tube manufacturing method Finishing method Marking

Molybdenum | STBA12
steel tube STBA13

STBA20 | Seamless: S Hot-finished: H As given
STBA22 Electric resistance welded: E Co]d-ﬁnis".hed: -C in 13 b).
Chromium STBA23 As electric resistance welded: G
molybdenum
steel tube STBA24
STBA25 Seamless: S Hot-finished: H
STBA26 ' Cold-finished: C

4 Manufacturing method
The manufacturing method shall be as follows.
a) Tubes shall be manufactured by a combination of the tube manufacturing method

and the finishing method which are given in Table 1. Symbols indicating the manu-
facturing method shall be as given in Table 1.

b) Tubes shall be subjected to the heat treatment given in Table 2. Other heat treat-
ments may be applied upon agreement between the purchaser and the manufac-
turer.

¢) Tubes shall be finished with plain ends unless otherwise specified.
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d) When tubes are manufactured by electric resistance welding, the weld beads on
external and internal surfaces shall be removed to smooth the surfaces along the
contour of the tube. The weld beads on internal surface may be left unremoved if

Table 2 Heat treatment

Symbol of grade Heat treatment
STBA12 Low temperature annealing, isothermal annealing, full annealing,
STBA13 normalizing or normalizing followed by tempering
STBA20 Low temperature annealing, isothermal annealing, full annealing
STBA22 or normalizing followed by tempering
STBA23
STBA24 Isothermal annealing, full annealing or normalizing followed by
STBA25 tempering b)
STBA26
Notes ® Low temperature annealing shall not be applied to the electric resistance
welded steel tube.
" The tempering temperature for STBA23, STBA24, STBA25 and STBA26 shall
be 650 °C or higher.

5 Chemical composition

Tubes shall be tested in accordance with 11.1 and the obtained heat analysis values
shall satisfy the requirements given in Table 3. Where necessary, other alloy elements

chaser, the tube shall be tested in accordance with 11.1, and the obtained product analy-
sis values shall satisfy the requirements given in Table 3.

Table 3 Chemical composition

Unit: %
Symbol C Si Mn P S Cr Mo
of grade
STBA12 | 0.10 to 0.20 | 0.10 to 0.50 | 0.30 to 0.80 | 0.035 max. | 0.035 max. —w 0.45 to 0.65
STBA13 | 0.15 to 0.25 | 0.10 to 0.50 | 0.30 to 0.80 | 0.035 max. | 0.035 max. - 0.45 to 0.65

STBA20 | 0.10 to 0.20 | 0.10 to 0.50 | 0.30 to 0.60 | 0.035 max. | 0.035 max. | 0.50 to 0.80 | 0.40 to 0.65
STBA22 | 0.15 max. 0.50 max. | 0.30 to 0.60 | 0.035 max. | 0.035 max. | 0.80 to 1.25 | 0.45 to 0.65
STBA23 | 0.15max. | 0.50 to 1.00 | 0.30 to 0.60 | 0.030 max. | 0.030 max. | 1.00 to 1.50 | 0.45 to 0.65
STBA24 | 0.15 max. 0.50 max. | 0.30 to 0.60 | 0.030 max. | 0.030 max. | 1.90 to 2.60 | 0.87 to 1.13
STBA25 | 0.15 max. 0.50 max. | 0.30 to 0.60 | 0.030 max. | 0.030 max. | 4.00 to 6.00 | 0.45 to 0.65
STBA26 | 0.15 max. | 0.25to 1.00 | 0.30 to 0.60 | 0.030 max. | 0.030 max. | 8.00 to 10.00 | 0.90 to 1.10

Alloy elements not specified in this table and the element for which dashes (“~”) are entered in this
table may be added as necessary.

Note @ Addition of Cr is permitted to a level where chemical composition of the grade concerned remains
distinguishable, after the addition of Cr, from those of all other grades.
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6 Mechanical properties

6.1 Tensile strength, yield point or proof stress, and elongation

Tubes shall be tested in accordance with 11.2.3, and the tensile strength, yield point
or proof stress, and elongation shall be as given in Table 4. When the tensile test is
carried out on Test piece No. 12 for the tube under 8 mm in wall thickness, the elonga-

tion shall be in accordance with Table 5.

Table 4 Tensile strength, yield point or proof stress, and elongation

Symbol of Tensile Yield point or Elongation
grade strength ® | proof stress %
Outside diameter
10 mm or
Under over to and 20 mm or All outside diameters
10 mm over
excl. 20 mm
Tensile test piece
Test piece
Test piece | Test piece No. 11 Test piece | Test piece
No. 11 No. 11 Test piece No. 4 No. 14A
No. 12
Tensile test direction
Parallel to | Parallel to | Parallel to | Parallel to | Parallel to
N/mm? N/mm? tube axis tube axis tube axis | tube axis | tube axis
STBA12 380 min.
STBA13
STBA20
STBA22
STBA23 410 min. 205 min. 22 min. 25 min. 30 min. 24 min. 21 min.
STBA24
STBA25
STBA26
NOTE 1 N/mm?=1 MPa
Note ¥ Exclusively for the heat exchanger tubes, the purchaser may, where necessary, specify the maxi-
mum value of tensile strength. In this case, the maximum tensile strength value shall be the
value obtained by adding 150 N/mm?® to the value in this table.

Table 5 Elongation for Test piece No. 12 of tube under 8 mm in wall
thickness (direction parallel to tube axis)

Unit: %
Over 1 mm | Over 2 mm [ Over 3 mm | Over 4 mm | Over 5 mm | Over 6 mm | Over 7 mm
Wall
thickness | P to and up toand | uptoand | up toand up to and | up to and to and
incl. 2mm | incl. 3 mm | incl. 4 mm | incl. 5 mm | incl. 6 mm | incl. 7 mm | excl. 8 mm
Elongation 21 min. 22 min. 24 min. 26 min. 27 min. 28 min. 30 min.

NOTE The elongation values in this table are calculated by subtracting 1.5 % from the elongation value
given in Table 4 for each 1 mm decrease of tube wall thickness from 8 mm, and by rounding the
result to an integer according to Rule A of JIS Z 8401.
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6.2 Flattening resistance

Tubes shall be tested in accordance with 11.2.4. When flattened until the distance H
between two platens reaches the value obtained by Formula (1), the test piece shall be
free from cracks.

H= (“’"’r)’ ........................................................................... (1)
e+—
D
where, H: distance between platens (mm)

t: wall thickness of tube (mm)
D : outside diameter of tube (mm)
e : constant 0.08

NOTE For the detailed procedure for flattening test, see 11.2.4.

6.3 Flaring property

Tubes shall be tested in accordance with 11.2.5. When flared into a trumpet shape
until the outside diameter is enlarged 1.14 times the original size, the test piece shall

NOTE For the detailed procedure for flaring test, see 11.2.5.

6.4 Reverse flattening resistance

7 Hydraulic test characteristics or non-destructive test characteristics

Tubes shall be tested in accordance with 11.3, and their hydraulic test characteris-
tics or non-destructive test characteristics shall conform to either of the following. The
decision on which characteristics to test shall be left to the discretion of the purchaser.
If not specified, it shall be left to the discretion of the manufacturer.

a) Hydraulic test characteristics Hydraulic test characteristics shall be as follows.

1) When a hydraulic test pressure is not specified by the purchaser, the tube shall
be subjected to the minimum hydraulic test pressure P calculated by Formula (2)
(10 MPa if P exceeds 10 MPa), and shall withstand the pressure without leakage.

where, P: test pressure (MPa)
r: wall thickness of tube (mm)
D : outside diameter of tube (mm)

s 60 % of the specified minimum value of yield point

or proof stress given in Table 4 (N/mm?)
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2) When a hydraulic test pressure is specified by the purchaser, the tube shall be

purchaser and the manufacturer The test pressure shall be spec1ﬁed in 0.5 MPa
increments if lower than 10 MPa, and in 1 MPa increments if 10 MPa or higher.

b) Non-destructive test characteristics Tubes shall be tested by either the ultra-
sonic exammation or the eddy current examination, and their non- destructlve test

8 Dimensions, unit masses and dimensional tolerances

8.1 Dimensions and unit masses

The outside diameters, wall thicknesses and unit masses of tubes shall be as given
in Table 6. Dimensions not specified in Table 6 may be used upon agreement between
the purchaser and the manufacturer In this case, the unit mass shall be calculated by

NOTE The unit mass values given in Table 6 are the results of the calculation
given above.
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Table 6 Dimensions and unit masses of alloy steel tubes for boiler and
heat exchanger
Unit: kg/m
Out- Wall thickness
side (mm)
diam-
(z:_) 1.2 1.6 | 20 | 23 | 26 | 29 [ 3.2 |35 | 40 | 45 50 | 55 6.0 | 65 | 7.0 [ 8.0 | 95 [11.0|12.5
15.910.435|0.564 [ 0.686 [0.771|0.853 | 0.930
19.0 0.687(0.838]0.947(1.05 |1.15
21.7 0972(1.10 |1.22 134 [146
25.4 1.15 |1.31 [1.46 [1.61 |1.75(1.89
27.2 1.24 |1.41 [1.58 [1.74 [1.89(2.05| 2.29
31.8 1.67 [1.87 |2.07 [2.26|2.44| 2.74| 3.03
34.0 2.01 |2.22 (243]2.63| 2.96| 3.27| 3.58
38.1 2.28 |2.52 (2.75|2.99] 3.36| 3.73| 4.08| 4.42
42.7 257 |2.85 (3.12]3.38| 3.82| 4.24| 465| 505 543
45.0 2.72 3.01 |3.30|3.58| 4.04| 4.49( 4.93| 5.36| 5.77| 6.17
48.6 2.95 |3.27 [3.58|3.89| 4.40| 4.89| 5.38| 5.85| 6.30| 6.75| 7.18
50.8 3.09 |3.43 [3.76|4.08| 4.62| 5.14| 565| 6.14| 6.63| 7.10| 7.56| 8.44| 9.68|10.8(11.8
54.0 3.30 |3.65 (4.01|436| 4.93| 549 6.04| 6.58| 7.10| 7.61| 8.11| 9.07(10.4 |11.7|12.8
57.1 3.88 [4.25(4.63| 5.24| 5.84| 6.42| 7.00| 7.56| 8.11| 8.65| 9.69(11.2 |12.5|13.7
60.3 4.10 [451(490| 555| 6.19| 6.82| 7.43| 8.03| 8.62| 9.20(10.3 [11.9 |13.4|14.7
63.5 433 [4.76(5.18| 587 6.55| 7.21| 7.87| 8.51| 9.14| 9.75(109 [12.7 |14.2|15.7
65.0 444 (4.88(5.31| 6.02| 6.71| 7.40| 8.07| 8.73| 9.38(10.0 [11.2 [13.0 |14.6|16.2
70.0 4.80 |5.27(5.74| 6.51| 7.27( 8.01| 8.75| 9.47|10.2 |10.9 |12.2 [14.2 |16.0(17.7
76.2 576|627 7.12| 7.96| 8.78| 959|104 |11.2 |11.9 |135 [156 |17.7(19.6
82.6 6.2716.83| 7.76| 8.67| 9.57(10.5 |11.3 |12.2 |13.1 |14.7 [17.1 |19.4|21.6
88.9 6.76 |7.37| 8.37| 9.37(10.3 [11.3 |12.3 |13.2 |14.1 |16.0 [18.6 |21.1|23.6
101.6 8.47| 963|108 |11.9 [13.0 [14.1 [15.2 [16.3 (185 (21.6 [24.6|27.5
114.3 109 |12.2 |135 [14.8 |16.0 |17.3 |185 |21.0 |24.6 (28.0(31.4
127.0 12.1 [13.6 |15.0 |16.6 |17.9 [19.3 [20.7 (23.56 |27.5 |31.5|35.3
139.8 18.2 |19.8 [21.4 (229 (26.0 |30.5 [34.9(39.2
NOTE The standard unit mass used in transaction is to be the value given in this table increased by
15 % for the hot-finished seamless steel tube, by 10 % for the cold-finished seamless steel tube,
and by 9 % for the electric resistance welded steel tube.

8.2 Dimensional tolerances
The dimensional tolerances of tubes shall be as follows.

a) The tolerances on outside diameter of tubes shall be as given in Table 7.

b) The tolerances on wall thickness and eccentricity of tubes shall be as given in
Table 8.

¢) The tolerances on length of tubes shall be as given in Table 9.
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Table 7 Tolerances on outside diameter
Unit: mm
Hot-finished
Hot-finished | Cold-finished | S1eCtricTesistance | ooy griched
. . welded steel tube . .
Outside diameter range seamless steel | seamless steel . electric resistance
and as electric
tube tube . welded steel tube
resistance welded
steel tube
Under 25 +0.10 +0.15 +0.10
25 or over to and excl. 40 +0.15 +0.20 +0.15
40 or over to and excl. 50 404 +0.20 +0.25 +0.20
50 or over to and exel. 60 ~ OIS +0.25 +0.30 +0.25
60 or over to and excl. 80 ) +0.30 +0.40 +0.30
+0.
80 or over to and excl. 100 +0.40 g :g +0.40
+0.40 +0.40 +0.40
100 t d 1. 120
o over o and exe +0.4 ~0.60 ~0.80 ~0.60
-12 +0.40 +0.40 +0.40
120 t 1. 160
or over to and exc —0.80 ~1.00 —0.80
+0.4 +0.40 +0.40 +0.40
1 1. 201
60 or over to and excl. 200 _18 ~1.20 ~1.20 ~1.90
200 or over +0.4 +0.40 +0.40 +0.40
-24 -1.60 —1.60 —-1.60
Notes ® The tolerances on outside diameter in this table do not apply to local repaired parts.
b For the electric resistance welded steel tubes which are finished by methods other than cold
finishing, the tolerances on the outside diameter of cold-finished electric resistance welded steel
tubes may apply when requested by the purchaser.
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Table 8 Tolerances on wall thickness and eccentricity
Hot-finished Cold-finished Electric resistance
Wall seamless steel tube seamless steel tube welded steel tube
Tolerance thickness Outside diameter
mm mm
Under 100 [ 100 or over | Under 40 | 40 or over | Under 40 | 40 or over
8 ) +0.4 mm +0.3 mm
Under 2
neer 0 0 0 0
2 or over to +40 % 8
and excl. 2.4 0 0
Tolerance on | 2.4 or over to +35 % +35 % +22 % +18 %
wall thickness | and excl. 3.8 0 0 +20 % 0 +18 % 0
3.8 or over to +33 % +33 % 0 0
and excl. 4.6 0 0
+28 % +28 %
4.6
or over 0 0
Tolerance on 5.6 or over 22.8 % max. of
eccentricity *’ ’ wall thickness
Notes # The plus tolerance is not specified.

P Eccentricity is expressed by the ratio, in percentage, of the difference between the maximum
value and the minimum value of the wall thickness measured on the same cross-section of the
tube to the wall thickness value specified in the order. This requirement does not apply to
tubes under 5.6 mm in wall thickness.

Table 9 Tolerances on length

Range Tolerance on length
Length 7 m or under +g mm
Outside diameter
50 mm or under Add 3 mm to the plus tolerance above for each increase of
Length over 7 m 3 m or its fraction in length. The maximum value of the
plus tolerance shall be +15 mm.
Length 7 m or under * 18 mm
Outside diameter
over 50 mm Add 3 mm to the plus tolerance above for each increase of
Length over 7 m 3 m or its fraction in length. The maximum value of the

plus tolerance shall be +15 mm.

The tolerances on length may be +30 mm and 0 mm upon agreement between the purchaser and the
manufacturer.

9 Appearance

Appearance shall be as follows.

a) Tubes shall be straight for practical purposes with both ends at right angles to the
tube axis.

b) The internal and external surfaces of the tube shall be finished smoothly and free
from defects detrimental to use. For the electric resistance welded steel tubes, the
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purchaser may specify the inside convex to be 0.15 mm or under for tubes of out-

¢) The surfaces of tubes may be repaired by grinding, machining or other methods,
provided that the wall thickness after repair is within the specified tolerance on wall
thickness.

d) The surface of the repaired part shall be smooth along the contour of the tube.

10 Supplementary quality requirements and U-bent tubes

11 Tests
11.1 Chemical analysis

11.1.1 General requirements and sampling method

General requirements for analysis and the sampling method for heat analysis shall
be in accordance with Clause 8 of JIS G 0404. When the product analysis is requested

by the purchaser, the sampling method for product analysis shall be in accordance with
Clause 4 of JIS G 0321.

11.1.2 Analysis method

The heat analysis method shall be in accordance with JIS G 0320. The product
analysis method shall be in accordance with JIS G 0321.

11.2 Mechanical tests

11.2.1 General

General requirements for mechanical tests shall be in accordance with Clauses 7 and
9 of JIS G 0404. However, the sampling method for mechanical tests shall be in accor-
dance with Class A in 7.6 of JIS G 0404.

11.2.2 Sampling method and number of test pieces

One sample shall be taken from each group of 50 tubes or its fraction that are of the
same dimensions and of the same heat treatment batch. From each sample thus ob-
tained, one tensile test piece, one flattening test piece and one flaring test piece shall
be taken. The term “same dimensions” refers to the same outside diameter and the same
wall thickness. The “same heat treatment batch” of continuous furnace refers to a group
of tubes from continuous furnace operation under consistent heat treating conditions.
Tubes which are heat treated after any stop of furnace operation do not belong to the
same heat treatment batch. In the case of sampling from a group of tubes from the same
cast, the term “same heat treatment batch” may be replaced with “same heat treatment
conditions”.

In addition, for electric resistance welded steel tubes, one sample shall be taken from
each group of 100 tubes or its fraction that are of the same dimensions and of the same
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heat treatment batch. From each sample thus obtained, one reverse flattening test piece
shall be taken.

11.2.3 Tensile test
The tensile test piece and the test method shall be as follows.

a) Test piece The test piece shall be either Test piece No. 11, No. 12 (12A, 12B, or
12C), No. 14A, or No. 4 specified in JIS Z 2241 and shall be taken from the sample
in the direction parallel to tube axis. Test piece No. 12 shall be used for the testing
of tubes of outside diameter 20 mm or over. The sampling location of bar-form Test
piece No. 14A or No. 4 in thickness direction of section shall be in accordance with
A.7 of JIS G 0416. Test piece No. 4 shall be of diameter 14 mm (gauge length

50 mm).

Test piece No. 12 for the tensile test of electric resistance welded steel tubes shall
be taken from a portion not containing the weld.

b) Test method The test method shall be in accordance with JIS Z 2241.

11.2.4 Flattening test
The flattening test piece and the test method shall be as follows.

The flattening test for seamless steel tubes may be omitted unless otherwise speci-

fied by the purchaser?.
Note U This means that the flattening test may be omitted at the discretion of the

sistance.
a) Test piece The test piece shall be of at least 50 mm in length. For tubes of wall
thickness 15 % or over of the outside diameter, C-shaped test piece prepared by re-
moving a part of the circumference of a ring-shaped test piece may be used.

b) Test method Place the test piece between two platens at ordinary temperature
(5 °C to 35 °C), compress to flatten until the distance H between the two platens
reaches the value obtained by Formula (1) given in 6.2, and then examine the test
piece for cracks. For testing the electric resistance welded steel tube, place the test
piece, as shown in Figure 1, such that the line connecting the weld and the centre
of the tube is perpendicular to the direction of compression. The C-shaped test piece

shall be placed as shown in Figure 2.

Direction of compression Direction of compression

L I,
e, &
M ¢ Weld V////////J

Figure 1 Flattening test Figure 2 Flattening test
(ring-shaped test piece) (C-shaped test piece)

LeKe Piping | www.lkpiping.com Document page 14 of 28



LeKePiping JIS G 3462:2019 | BOILER & HEAT EXCHANGER TUBES

12
G 3462 :2019

11.2.5 Flaring test

The flaring test piece and the test method shall be as follows.

The flaring test for seamless steel tubes may be omitted unless otherwise specified
by the purchaser?.

Note ? This means that the flaring test may be omitted at the discretion of the

a) Test piece The test piece shall be of the proper length for the flaring test.

b) Test method Flare one end of the test piece at ordinary temperature (5 °C to

diameter is enlarged to the size specified in 6.3, and examine for cracks.

11.2.6 Reverse flattening test
The reverse flattening test piece and the test method shall be as follows.

When flaring test is performed, the reverse flattening test may be omitted unless
otherwise specified by the purchaser?.

Note ® This means that the reverse flattening test may be omitted at the discre-
tion of the manufacturer, provided that the tubes satisfy the specified re-
verse flattening resistance.

a) Test piece Cut off a sample having a length of 100 mm from one end of the tube.
Cut this sample into half at a position circumferentially displaced by 90° from the
weld line to both sides, and take one of the split halves which contains the weld as
a test piece.

b) Test method Flatten the test piece out into a plate shape at ordinary tempera-
ture (5 °C to 35 °C) with the weld line at the top and examine if any cracks are
present in the weld of the test piece.

11.3 Hydraulic test or non-destructive test

Either the hydraulic test or the non-destructive test described below shall be carried
out.

a) Frequency of test Either the hydraulic test or the non-destructive test shall be
carried out on each tube.

b) Test method The method of hydraulic test or non-destructive test shall be as fol-
lows.

1) Hydraulic test Apply to the tube the minimum or higher hydraulic test pres-
sure specified in Clause 7 a), hold for at least 5 s, and then examine if the tube
withstands the pressure without leakage.

2) Non-destructive test The non-destructive test methods shall be as follows.
When other non-destructive tests specified in relevant JISs are carried out upon
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2.1) The ultrasonic examination shall be in accordance with the method specified in

2.2) The eddy current examination shall be in accordance with the method specified

12 Inspection and reinspection

12.1 Inspection
The inspection shall be as follows.

a) General requirements for inspection shall be in accordance with JIS G 0404.

b) The chemical composition shall conform to the requirements specified in Clause 5.
¢) The mechanical properties shall conform to the requirements specified in Clause 6.

d) The hydraulic test characteristics or non-destructive test characteristics shall con-
form to the requirements specified in Clause 7.

e) The dimensions shall conform to the requirements specified in Clause 8.
f) The appearance shall conform to the requirements specified in Clause 9.

g) When the supplementary quality requirements are applied upon agreement between

12.2 Reinspection

The tubes having failed in the mechanical tests may be subjected to a retest accord-
ing to 9.8 of JIS G 0404 for further acceptance judgement.

13 Marking

Each tube having passed the inspection shall be marked with the following items.
When the marking on each tube is difficult due to its small outside diameter or when so
requested by the purchaser, the marking may be given on each bundle of tubes by a suit-
able means. The order of items to be marked is not specified. A part of the following

a) Symbol of grade

b)  Symbol for manufacturing method
Symbols indicating the manufacturing method shall be as follows. The dash (*-")
may be replaced with a blank.

Cold-finished seamless steel tube —S—C
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As electric resistance welded steel tube —E—G

¢) Dimensions: outside diameter and wall thickness
d) Manufacturer’s name or identifying brand

e) Symbol Z indicating the supplementary quality requirements (if specified)
14 Report

Unless otherwise specified, the manufacturer shall submit the inspection documents
to the purchaser. The report shall be in accordance with Clause 13 of JIS G 0404.

Unless otherwise specified at the time of ordering, the type of inspection document to
be submitted shall be in accordance with 5.1 of JIS G 0415.

When alloy elements not specified in Table 3 and the alloy element for which dashes
(“=") are entered in Table 3 are intentionally added, the content rate of the added alloy
element(s) shall be reported in the inspection document.
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Annex JA (normative)
Supplementary quality requirements

JA.1 Hardness (Z1)"
The hardness shall be as follows.

a) The hardness of tube shall be as given in Table JA.1.

Table JA.1 Hardness

Rockwell hardness
Symbol of grade (mean value of three positions)

HRBW
STBA12 80 max.
STBA13 81 max.
STBA20 85 max.
STBA22 85 max.
STBA23 85 max.
STBA24 85 max.
STBA25 85 max.
STBA26 89 max.

b) The sampling method and the number of test pieces for tensile test in 11.2.2 shall
apply.

c¢) A test piece with an appropriate length shall be cut off from the tube to be supplied
for the test.

d) The test method shall be in accordance with JIS Z 2245. The hardness of the test
piece shall be measured on its cross-section or internal surface at three positions
per test piece.

This test shall not be performed on the tubes of wall thickness 2 mm or under.
For electric resistance welded steel tubes, the test shall be performed in the por-
tion other than the weld or the heat affected zones.

Note  In transaction of tubes, the requirements for hardness may be marked
as Z1.

JA.2 Yield point or proof stress in tensile test at elevated temperatures (Z2)?

The yield point or proof stress in the tensile test at elevated temperatures shall be
as follows.

a) The required value of yield point or proof stress and the test temperature in the
tensile test of tubes at elevated temperatures shall be as agreed between the pur-
chaser and the manufacturer.

b) One sample shall be taken from each group of tubes from the same cast. From each
sample thus obtained, one test piece shall be taken for each test temperature.
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c) The test piece and the test method shall be in accordance with JIS G 0567.

When it is difficult to take a test piece in the shape specified in JIS G 0567 from
the tube, the shape of the test piece shall be as agreed between the purchaser and
the manufacturer.

Note # In transaction of tubes, the requirements for the yield point or proof
stress for the tensile test at elevated temperatures may be marked as Z2.

JA.3 Ultrasonic examination and inspection (Z3)?
The ultrasonic examination and inspection shall be as follows.

a) The standard detection sensitivity for the ultrasonic examination shall be Category
UA or UC specified in JIS G 0582, and there shall be no signals equivalent to or
greater than the signals from the reference sample containing the reference stan-
dard of the said category. The category of detection sensitivity to be applied shall
be as specified by the purchaser. If not specified, it shall be left to the discretion of
the manufacturer.

b) The ultrasonic examination shall be carried out in accordance with JIS G 0582.
¢) The ultrasonic examination shall be performed on each tube, and the results shall
conform to the requirements specified in a).

Note ¥ In transaction of tubes, the requirements for ultrasonic examination and
inspection may be marked as Z3.

JA.4 Eddy current examination and inspection (Z4)*
The eddy current examination and inspection shall be as follows.

a) The standard detection sensitivity for the eddy current examination shall be Cat-
egory EU, EV, EW or EX specified in JIS G 0583, and there shall be no signals
equivalent to or greater than the signals from the reference sample containing the
reference standard of the said category. The category of detection sensitivity to be
applied shall be as specified by the purchaser. If not specified, it shall be left to
the discretion of the manufacturer.

b) The eddy current examination shall be carried out in accordance with JIS G 0583.

¢) The eddy current examination shall be performed on each tube, and the results shall
conform to the requirements specified in a).

Note ¥ In transaction of tubes, the requirements for eddy current examination
and inspection may be marked as Z4.
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Annex JB (normative)
U-bent tubes

JB.1 Manufacturing method
The manufacturing method shall be as follows (see Figure JB.1).

a) U-bent tubes shall be produced by cold-bending process, and the bending radius
shall be at least 1.5 times the outside diameter of the tube.

b) The bent portion of the tube shall not be heat treated, in general. When requested
by the purchaser, the application of heat treatment may be agreed upon between
the purchaser and the manufacturer.

JB.2 Appearance
The bent portion of the tube shall be free from defects detrimental to use.

JB.3 Dimensional tolerances for U-bent tubes

Change in outside diameter, the reduction rate of wall thickness at the bent portion,
and the tolerance on pitch (p) or P (p+D,) shall be as given in Table JB.1. The toler-
ances on length after bending shall be as given in Table JB.2.

JB.4 Measurement of dimensions of U-bent tubes

From a group of tubes of the same dimensions that have been bent at the same time,
one sample with the smallest bending radius shall be taken. The outside diameter of
the tube shall be measured in the two circumferential directions (minor axis side and
major axis side) at the bent portion forming 90° (dimension Ds in Figure JB.1) to deter-
mine the change in outside diameter. At the same position, the wall thickness shall be
measured at 4 points on the circumference, and the reduction rate of wall thickness shall
be obtained from the minimum value of the four measurements.

JB.5 Hydraulic test characteristics

The manufacturer may perform the hydraulic test specified in 11.3 b) 1) by using a
U-bent tube instead of a straight tube. In this case, the hydraulic test characteristics
of U-bent tube shall conform to the requirements specified in Clause 7 a).
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Unit: mm
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R: bending radius p: pitch
D,: nominal outside diameter P: p+D,
Ds : outside diameter on minor axis side L: length of product
at bent portion L,: nominal length of product
Dy : outside diameter on major axis side L+R+D,/2
at bent portion I: length of product at
o : nominal wall thickness straight portion
f; : minimum wall thickness at bent I, nominal length of product
portion at straight portion

Figure JB.1 U-bent tube

Table JB.1 Dimensional tolerances for U-bent tubes

Change in outside diameter at bent portion Reduction rate of | Tolerance on
mm wall thickness at pitch (p) or P
bent portion
Minor axis side Major axis side b=l 100
Dy - Ds DiL-Dy fn
% mm
(Dy/4R) x D, (D/8R)x D, D, x 100 max. +15
max. max. 2.5R

Note @ If the calculated value of the change in outside diameter is under 0.5 mm, this
specification value shall be 0.5 mm or under.
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Table JB.2 Tolerances on length of U-bent tubes

Tube nominal length at Tolerance on length (/ or L)
straight portion (/,) mm
7 m max. +;
Over 7T m + lg

Length in the right column of this table may be either [ or L.
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Annex JC (informative)

Comparison table between JIS and corresponding International Standards

JIS G 3462:2019 Alloy steel tubes for boiler and heat exchanger

IS0 9329-2:1997 Seamless steel tubes for pressure purposes—
Technical delivery conditions—Part 2: Unalloyed and alloyed steels
with specified elevated temperature properties

IS0 9330-2:1997 Welded steel tubes for pressure purposes—
Technical delivery conditions—Part 2: Electric resistance and
induction welded unalloyed and alloyed steel tubes with specified
elevated temperature properties

(I) Requirements in JIS (II) Inter-| (III) Requirements in Interna- | (IV) Classification and details of (V) Justification for the
national | tional Standard technical deviation between JIS and technical deviation and
Standard the International Standard by clause future measures
No. and title of | Content number No. of | Content Classifi- Detail of technical
clause clause cation by | deviation
clause
1 Scope Alloy steel tubes ISO 1 Tubes made of Deletion JIS limits the scope to 1 Harmonization with ISO
used for boiler and 9329-2 unalloyed and Addition | alloyed steel tubes. specifications was diffi-
heat exchanger ISO alloyed steel that are Unalloyed steel tubes are cult due to the difference
9330-2 intended for pres- specified in other JISs. in standard systems
sure purposes where (JIS standards are sys-
the material is also tematized according to
subjected to elevated applications; ISO stan-
temperatures dards are systematized
- according to manufac-
2 Normative turing methods) and the
references difference in dimen-
3 Symbol of 8 grades of molybde- 4.1 ISO 9329-2: 4 grades | Deletion | In JIS, delete require- sional system, and also
grade num steel and chro- of unalloyed steel Alteration | ments for unalloyed steel due to the fact that this
mium molybdenum and 14 grades of Addition tubes, and add require- JIS is cited in manda-

steel

alloyed steel

ISO 9330-2: 4 grades
of unalloyed steel
and 3 grades of
alloyed steel

ments for molybdenum
steel tubes.

tory regulations.

02

6102 G9v€ D
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(I) Requirements in JIS (IT) Inter-| (ITI) Requirements in Interna- | (IV) Classification and details of (V) dJustification for the
national | tional Standard technical deviation between JIS and technical deviation and
Standard the International Standard by clause future measures
No. and title of | Content number No. of | Content Classifi- Detail of technical
clause clause cation by | deviation
clause
4 Manufactur- | Manufacturing ISO 5.3, Tube manufacturing | Alteration | While the specification 2 As a measure for the
ing method method, heat treat- | 9329-2 5.4 process, heat treat- items for manufacturing above, the corresponding
ment and tube end ISO 3 2’ ment and tube end method and heat treat- ISO standards have
shape 9330-2 . shape ment are identical be- been translated into
tween JIS and ISO, the Japanese and published
specified contents differ. as JISs (JIS G 7220,
5 Chemical Chemical composi- 6.1 Chemical composi- Addition | Chemical compositions of 'II;%G 7?24) so that
. . ] . -equivalent JISs are
composition tions of 8 alloy steel tions of unalloyed Deletion alloy steel differ between in place to improve har-
grades steel (4+4) and . JIS and ISO standards. R k
loyed steel (14+3) Alteration mor_nzatlon with Inter-
atloy national Standards, and
6 Mechanical | Tensile properties, 6.2.1 Tests at room tem- Deletion | In JIS, delete require- to promote widespread
properties flattening resis- 9.10.3 | perature (tensile, Addition | ments for the impact test use of the ISO-conform-
tance, flaring prop- flattening, drift or . etc., add requirements for ing products.
9.10.4 . . Alteration . .
erty and reverse ring expanding, and reverse flattening resis- i .
flattening resistance impact tests) and tance, and alter the speci- 3 Necesmty of this JIS,
tensile tests at fied value of mechanical independent from ISO
elevated tempera- properties and applicable standards, as a standard
tures dimensions of flaring prop- for SPFCI"’I_ a[:‘.phcatmns
erty. remains distinet.
7 Hydraulic Application of either 9.5 Application of either | Deletion | In JIS, add requirements |4 Specifications in the
test character- | hydraulic test char- hydraulic leak- Addition | for the eddy current ex- previous edition of JIS
istics or acteristics or non- tightness test or . amination, delete those for are maintained in this
non-destructive | destructive test non-destructive test Alteration the magnetic particle test current edition in order
test character- | characteristics and specify the hydraulic not to disturb the mar-
istics test pressure value lower ket stability.
than that specified in ISO
standards.
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(I) Requirements in JIS (II) Inter-| (III) Requirements in Interna- | (IV) Classification and details of (V) Justification for the
national | tional Standard technical deviation between JIS and technical deviation and
Standard the International Standard by clause future measures
No. and title of | Content number No. of | Content Classifi- Detail of technical
clause clause cation by | deviation
clause
8 Dimensions, | Dimensions, unit ISO 7 The outside diam- Alteration | The dimensional system 5 Future tasks:
unit masses masses and dimen- 9329-2 eters, wall thick- differs between JIS and Incorporate specifica-
and dimen- sional tolerances I1SO nesses and masses ISO standards. tions of corresponding
sional toler- 9330.2 of the tubes shall be ISO standards into this
ances selected from those JIS as far as possible in
in ISO 4200 and order to continue to im-
ISO 1129. prove harmonization
9 Appearance | Appearance 8 Appearance and Alteration | Alter requirements for the with ISO standards.
soundness weld of electric resistance
welded steel tubes.
10 Supplemen- | Supplementary qual- — - Addition | Add the supplementary
tary quality ity requirements and quality requirements to be
requirements U-bent tubes applied upon agreement
and U-bent between the purchaser
tubes and the manufacturer, and
the requirements for
U-bent tubes to be applied
when specified by the pur-
chaser.
11.1 Chemical | Chemical analysis 9.3 Chemical analysis Alteration | Alter the sampling method
analysis for analysis and the analy-
sis method in JIS.
11.2 Mechani- | Tensile test, flatten- 9.3 Testing of mechani- | Alteration | JIS and ISO are identical
cal tests ing test, flaring test 9.4 cal and technological in specification items but
and reverse flatten- characteristics different in the sampling
. 9.10
ing test frequency and shape of
test piece.
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(I) Requirements in JIS (IT) Inter-| (ITI) Requirements in Interna- | (IV) Classification and details of (V) dJustification for the
national | tional Standard technical deviation between JIS and technical deviation and
Standard the International Standard by clause future measures
No. and title of | Content number No. of | Content Classifi- Detail of technical
clause clause cation by | deviation
clause
12 Inspection | Inspection and ISO 9.10 Inspection and Addition | Add inspection items to
and reinspec- reinspection 9329-2 9.12 reinspection Alteration | 9IS, and alter general
tion ISO requirements .for inspec-
9330-2 tion and requirements to
be applied when the tube
fails in the mechanical
test.
13 Marking Marking 10 Marking items Alteration | JIS and ISO are identical
in specification items but
different in specified con-
tents.
14 Report Report 12 Report Alteration | JIS specifies 1 type of
inspection documents,
while ISO specifies 4
types.
Annex JA Hardness, tensile 6.2.2 Properties at Addition | Add requirements for
(normative) test at elevated tem- 9.8 elevated tempera- hardness to JIS.
Supplementary | Peratures, ultrasonic 9.10.5.2 tures, non-destruc-
quality require- | ©xamination and T | tive test and
ments inspection, and eddy inspection
current examination
and inspection
Annex JB U-bent tubes — — Addition | Add requirements for
(normative) U-bent tubes to JIS.

U-bent tubes
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Overall degree of correspondence between JIS and International Standard(s) (ISO 9329-2:1997, ISO 9330-2:1997): MOD

NOTE 1 Symbols in sub-columns of classification by clause in the above table indicate as follows:
— Deletion: Deletes the specification item(s) or content(s) of International Standard.
— Addition: Adds the specification item(s) or content(s) which are not included in International Standard.
— Alteration: Alters the specification content(s) which are included in International Standard.

NOTE 2 Symbol in column of overall degree of correspondence between JIS and International Standard(s) in the above table indicates as follows:
— MOD: Modifies International Standard(s).
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PROJECT SUPPORT

Send your requirement

Send a drawing, product list, size, material grade, standard, schedule or wall thickness, testing and project document
requirements.

EMAIL info@lkpiping.com
WHATSAPP +86 139 0327 9556
TECHNICAL RESOURCES www.lkpiping.com/technical/

RESPONSE AND DOCUMENT COORDINATION

Initial enquiries are answered within 24 hours, including weekends, by email or WhatsApp. Drawing review,
material/standard matching and project document requirements can be discussed and organized with the buyer.
Third-party inspection can be buyer-nominated or coordinated on request.

ADDRESS

Longtan Industrial Zone, Yanta Road, Yanshan County, Cangzhou City,

Hebei Province, China
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