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Chapter I
Scope and Definitions

100 GENERAL

This Power Piping Code is one of several Sections of The
American Society of Mechanical Engineers (ASME) Code
for Pressure Piping, B31. This Section is published as a
separate document for convenience.

Standards and specifications specifically incorporated
by reference into this Code are shown in Table 126.1-1. It
is not considered practical to refer to a dated edition of
each of the standards and specifications in this Code.
Instead, the dated edition references are included in
Mandatory Appendix F.

100.1 Scope

Rules for this Code Sectionhavebeendeveloped consid-
ering the needs for applications that include piping typi-
cally found in electric power generating stations,
industrial and institutional plants, geothermal heating
systems, and central and district heating and cooling
systems.

100.1.1 This Code prescribes requirements for the
design, materials, fabrication, erection, examination,
testing, inspection, operation, and maintenance of
piping systems. Where service requirements necessitate
measures beyond those required by this Code, such
measures shall be specified by the engineering design.

Piping as used in this Code includes pipe, flanges,
bolting, gaskets, valves, pressure-relieving valves/
devices, fittings, and the pressure-containing portions
of other piping components, whether manufactured in
accordance with standards listed in Table 126.1-1 or
specially designed. It also includes hangers and supports
and other equipment items necessary to prevent over-
stressing the pressure-containing components.

Rules governing piping for miscellaneous appurte-
nances, such as water columns, remote water level indi-
cators, pressure gages, and gage glasses, are included
within the scope of this Code, but the requirements for
boiler appurtenances shall be in accordance with
ASME Boiler and Pressure Vessel Code (BPVC), Section
I, PG-60.

The users of this Code are advised that in some areas
legislation may establish governmental jurisdiction over
the subject matter covered by this Code. However, any
such legal requirement shall not relieve the owner of

his/her inspection responsibilities specified in
para. 136.1.

100.1.2 ð22ÞPower piping systems as covered by this Code
apply to all piping and their component parts except as
excluded in para. 100.1.3. They include but are not limited
to steam, water, oil, gas, and air services.
(a) This Code covers boiler external piping as defined

below for powerboilers and high-temperature, high-pres-
surewater boilers inwhich steamor vapor is generated at
apressureofmore than15psig [100kPa(gage)]; andhigh-
temperature water is generated at pressures exceeding
160 psig [1 103 kPa (gage)] and/or temperatures
exceeding 250°F (120°C).

Boiler external piping shall be considered as piping that
begins where the boiler proper terminates at

(1) the first circumferential joint for welding end
connections; or

(2) the face of the first flange in bolted flanged
connections; or

(3) the first threaded joint in that type of connection,
and that extends up to and including the valve or valves
required by para. 122.1.

The terminal points themselves are considered part of
the boiler external piping. The terminal points and piping
external to power boilers are illustrated by Figures
100.1.2-1 through 100.1.2-10.

Piping between the terminal points and the valve or
valves required by para. 122.1 shall be provided with
Data Reports, inspection, and stamping as required by
ASME BPVC, Section I. All welding and brazing of this
piping shall be performed by manufacturers or contrac-
tors authorized to use the ASME Certification Mark and
appropriateDesignators shown inASMECA-1, Conformity
Assessment Requirements. The installation of boiler
external piping by mechanical means may be performed
by an organization not holding an ASME Certification
Mark. However, the holder of a valid ASME Certification
Mark, Certificate of Authorization, with an “S,” “A,” or “PP”
Designator shall be responsible for thedocumentationand
hydrostatic test, regardlessof themethodofassembly.The
quality control system requirements of ASME BPVC,
Section I; ASME CA-1; and ASME QAI-1, Qualifications
for Authorized Inspectors, shall apply.

The valve or valves required by para. 122.1 are part of
the boiler external piping, but do not require ASME BPVC,
Section I inspection and stamping except for safety, safety

ASME B31.1-2022
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Figure 100.1.2-1
ð22Þ Code Jurisdictional Limits for Piping — An Example of Forced-Flow Steam Generators

With No Fixed Steam and Waterline

Convection
   and radiant
   section

Reheater

Superheater

Economizer

Start-up system
   may vary to suit
   boiler manufacturer Condenser

Alternates, para. 122.1.7(b)(9)

Boiler 
  feed
  pump

Alternate para. 122.1.7(a)(2)

Para. 122.1.7(a)

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction
and technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and 
Authorized Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. 
Refer to ASME BPVC, Section I, Preamble, fifth, sixth, and seventh paragraphs and ASME B31.1 Scope, para. 
100.1.2(a). Applicable ASME B31.1 editions are referenced in ASME BPVC, Section I, Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative and technical responsibility.

Para. 122.1.7(b)

ASME BPVC, Section I,
   Part PFH

Prime mover throttle or stop valve

Turbine

To equipment

Turbine

To equipment

ASME B31.1-2022

2

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 11 of 382



Figure 100.1.2-2
ð22ÞCode Jurisdictional Limits for Piping — An Example of Steam Separator Type Forced-Flow

Steam Generators With No Fixed Steam and Waterline

Boiler feed pump

Alternates, para. 122.1.7(b)(9)
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(if used)
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  collector

Recirculation pump

   (if used)

Steam

  separator

Superheater

Reheater

Economizer

Convection

   and radiant

   section

Start-up system

   may vary to suit

   boiler manufacturer

(if used)

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction
and technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and 
Authorized Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. 
Refer to ASME BPVC, Section I, Preamble, fifth, sixth, and seventh paragraphs and ASME B31.1 Scope, para. 
100.1.2(a). Applicable ASME B31.1 editions are referenced in ASME BPVC, Section I, Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative and technical responsibility.

Turbine

To equipment

Prime mover throttle or stop valve

To equipment

Turbine

Alternate para. 122.1.7(a)(2)

Para. 122.1.7(a)

Para. 122.1.7(b)

ASME BPVC, Section I,
   Part PFH
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Figure 100.1.2-3
ð22Þ Code Jurisdictional Limits for Piping — Drum-Type Boilers
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Control device,
  para. 122.1.6

Multiple installation

Main steam,
para. 122.1.2

Soot blowers

Soot blowers

Surface blow
Continuous
  blow
Water treatment

Single installation(if used)

Integral

(if used)
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Turbine
Para. 122.1.7(a)(2)

(Throttle or stop valve)

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction
and technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and 
Authorized Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. 
Refer to ASME BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable ASME B31.1 
editions are referenced in ASME BPVC, Section I, Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative jurisdiction and technical responsibility.

Para. 122.1.5

Alternate single installation,
  para. 122.1.7(a)(2)

(Throttle or stop valve)

ASME B31.1-2022
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Figure 100.1.2-4
ð22ÞCode Jurisdictional Limits for Piping — Isolable Economizers Located in Feedwater Piping and Isolable Superheaters in Main Steam Piping (Boiler Pressure

Relief Valves, Blowoff, and Miscellaneous Piping for Boiler Proper Not Shown for Clarity)
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  (see Figure 100.1.2-3)

Para. 122.6.2

Drain, para. 122.1.5

Drain, para. 122.1.5

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total 
administrative jurisdiction and technical responsibility. Refer to ASME BPVC, 
Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative 
jurisdiction (mandatory certification by stamping the Certification Mark with the 
appropriate Designator, ASME Data Forms, and Authorized Inspection) of BEP. The 
ASME Section Committee B31.1 has been assigned technical responsibility. Refer to 
ASME BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable 
ASME B31.1 editions are referenced in ASME BPVC, Section I, Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for 
Pressure Piping, B31, has total administrative jurisdiction and technical responsibility.

NOTE: (1) With feedwater regulator located between the boiler and economizer, the economizer may be constructed using austenitic stainless steel (see ASME BPVC, Section I, Part PFE).

ASM
E
B31.1-2022
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relief, and relief valves; see para. 107.8.2. Refer to ASME
BPVC, Section I, PG-11.

Pipe connectionsmeeting all other requirements of this
Code but not exceeding NPS 1∕2 (DN 15) may be welded to
pipe or boiler headers without inspection and stamping
required by ASME BPVC, Section I.
(b) Nonboiler external piping includes all the piping

covered by this Code except for that portion defined
above as boiler external piping.

100.1.3 This Code does not apply to the following:
(a) economizers, heaters, pressurevessels, andcompo-

nents covered by Sections of the ASME BPVC.
(b) building heating and distribution steam and

condensate piping designed for 15 psig [100 kPa
(gage)] or less, or hot water heating systems designed
for 30 psig [200 kPa (gage)] or less.
(c) piping for hydraulic or pneumatic tools and their

components downstream of the first block or stop
valve off the system distribution header.

(d) piping for marine or other installations under
federal control.
(e) towers, building frames, tanks, mechanical equip-

ment, instruments, and foundations.
(f) piping included as part of a shop-assembled pack-

aged equipment assembly within an ASME B31.1 Code
piping installation when such equipment piping is
constructed to another ASME B31 Code Section (e.g.,
ASME B31.3 or ASME B31.9) with the owner’s approval.
See para. 100.2 for a definition of packaged equipment.

100.1.4 Procedures.This Code does not provide proce-
dures for flushing, cleaning, start-up, operating, or main-
tenance. Code users are advised, however, that the
cleaning and purging of flammable gas systems may be
subject to the requirements of NFPA Standard 56.

100.1.5 Units of Measure. This Code states values in
both U.S. Customary (USC) and International System
(SI, also known as metric) units. Within the text, the SI
units are shown in parentheses or in separate tables.

Figure 100.1.2-5
ð22Þ Code Jurisdictional Limits for Piping — Reheaters and Nonintegral Separately Fired Superheaters

superheater

Drain, para. 122.1.5

Drain

Hot reheat,
  para. 122.1.7(d)

Cold reheat,
  para. 122.1.7(d)

Drain

Inlet header
   (if used)

Vent

Steam out

Steam in

Vent

Vent

Vent

Reheater
Nonintegral 
   separately fired

Drain, para. 122.1.5

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction
and technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and 
Authorized Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. 
Refer to ASME BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable ASME B31.1 
editions are referenced in ASME BPVC, Section I, Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative jurisdiction and technical responsibility.

ASME B31.1-2022
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Thevalues stated in each systemarenot exact equivalents;
therefore, each system of units should be used indepen-
dently of the other.

When separate equations are provided for USC and SI
units, those equations shall be executed using variables in
the units associatedwith the specific equation. The results
obtained from execution of these equations may be
converted to other units.

When necessary to convert from one system of units to
another, conversion should be made by rounding the
values to the number of significant digits of implied preci-
sion in the starting value, but not less than four significant
digits for use in calculations.

100.2 ð22ÞDefinitions

Some commonly used terms relating to piping are
defined below. Terms related to welding generally
agree with AWS A3.0. Some welding terms are defined
with specified reference to piping. For welding terms
used in this Code, but not shown here, definitions in
AWS A3.0 apply.
alteration: a change in any item described in the original
design that affects the pressure-containing capability of
the pressure-retaining component.
anchor: a rigid restraint providing substantially full fixa-
tion, permitting neither translatory nor rotational dis-
placement of the pipe.

Figure 100.1.2-6
ð22ÞCode Jurisdictional Limits for Piping — Spray-Type Desuperheater

Regulating valve,
 para. 122.4(a)(1)

Regulating valve,
 para. 122.4(a)(1)

Stop valve,
 para. 122.4(a)(1)

Stop valve,
 para. 122.4(a)(1)

Administrative Jurisdiction and Technical Responsibility

Desuperheater
 located in boiler
 proper or in BEP
 steam piping 
 (see Figure 100.1.2-7)

Desuperheater
 located in boiler
 proper or in BEP
 steam piping 
 (see Figure 100.1.2-7)

Block valve,
 paras. 122.4(a)(1)
 and 122.4(a)(3)

Block valves,
 paras. 122.4(a)(1) and 
 122.4(a)(3)

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction and 
technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and Authorized 
Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. Refer to ASME 
BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable ASME B31.1 editions are referenced 
in ASME BPVC, Section I,  Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative and technical responsibility. In the case where the spray water is from BEP, all the piping indicated in 
Figure 100.1.2-6 would be considered as BEP.

Bypass valve,
 para. 122.4(a)(2)

From spray water
  source NBEP
  piping

ASME B31.1-2022
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Figure 100.1.2-7
ð22Þ Code Jurisdictional Limits for Piping — HRSG — Desuperheater Protection Devices
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Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction and 
technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and Authorized 
Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. Refer to ASME 
BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable ASME B31.1 editions are referenced 
in ASME BPVC, Section I,  Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative and technical responsibility.

ASME B31.1-2022
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Figure 100.1.2-8
ð22ÞCode Jurisdictional Limits for Piping — Firetube Boiler

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total administrative jurisdiction and 
technical responsibility. Refer to ASME BPVC, Section I, Preamble.

Boiler External Piping and Joint (BEP) — The ASME BPVC has total administrative jurisdiction (mandatory 
certification by stamping the Certification Mark with the appropriate Designator, ASME Data Forms, and Authorized 
Inspection) of BEP. The ASME Section Committee B31.1 has been assigned technical responsibility. Refer to ASME 
BPVC, Section I, Preamble and ASME B31.1 Scope, para. 100.1.2(a). Applicable ASME B31.1 editions are referenced 
in ASME BPVC, Section I,  Table A-360.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure Piping, B31, has total 
administrative and technical responsibility.
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annealing: see heat treatments.
arc strike: a discontinuity resulting from an arc, consisting
of any localized remelted metal, heat-affected metal, or
change in the surface profile of any metal object.
arcwelding: a group of welding processeswherein coales-
cence is produced by heating with an electric arc or arcs,
with or without the application of pressure and with or
without the use of filler metal.
assembly: the joining together of two or more piping
components by bolting, welding, caulking, brazing,
soldering, cementing, or threading into their installed
location as specified by the engineering design.
austenitizing: see heat treatments.

automaticwelding:weldingwithequipment thatperforms
the entire welding operation without constant observa-
tion and adjustment of the controls by an operator.
The equipment may or may not perform the loading
and unloading of the work.
backing ring: backing in the form of a ring that can be used
in the welding of piping.
ball joint: a component that permits universal rotational
movement in a piping system.
base metal: the metal to be welded, brazed, soldered, or
cut.
branch connection: the attachment of a branch pipe to the
run of a main pipe with or without the use of fittings.

Figure 100.1.2-9
ð22Þ Code Jurisdictional Limits for Piping — Steam Locomotive Boiler With Dome Throttle
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Dome throttle
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Blowoff
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Boiler feed(s)
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Steam

Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total 
administrative jurisdiction and technical responsibility (refer to Section I Preamble).

Boiler External Piping and Joint — The ASME BPVC has total administrative jurisdiction 
(mandatory certification by stamping the Certification Mark with appropriate Designator, 
ASME Data Forms, and Authorized  Inspection) of Boiler External Piping and Joint. The 
ASME Section Committee B31.1 has been assigned technical responsibility.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for Pressure 
Piping, B31, has total administrative and technical responsibility.

Header
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braze welding: a method of welding whereby a groove,
fillet, plug, or slot weld is made using a nonferrous
filler metal having a melting point below that of the
base metals, but above 840°F (450°C). The filler metal
is not distributed in the joint by capillary action.
(Bronze welding, the name formerly used, is a misnomer
for this term.)
brazing: a metal joining process wherein coalescence is
produced by use of a nonferrous filler metal having a
melting point above 840°F (450°C) but lower than that
of the base metals joined. The filler metal is distributed
between the closely fitted surfaces of the joint by capillary
action.
butt joint: a joint between two members lying approxi-
mately in the same plane.

capacitor discharge welding (CDW): a stud arc welding
process in which DC arc power is produced by a rapid
discharge of stored electrical energy with pressure
applied during or immediately following the electrical
discharge. The process uses an electrostatic storage
system as a power source in which the weld energy is
stored in capacitors.
cold spring: the intentional movement of piping during
assembly to produce a desired initial displacement and
reaction.
component: as used in this Code, is defined as consisting of,
but not limited to, pipe, piping subassemblies, parts,
valves, strainers, relief devices, fittings, pipe supports,
and hangers.

Figure 100.1.2-10
ð22ÞCode Jurisdictional Limits for Piping — Steam Locomotive Boiler With Front-End Throttle
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Administrative Jurisdiction and Technical Responsibility

Boiler Proper — The ASME Boiler and Pressure Vessel Code (ASME BPVC) has total 
administrative jurisdiction and technical responsibility (refer to Section I Preamble).

Boiler External Piping and Joint — The ASME BPVC has total administrative jurisdiction 
(mandatory certification by stamping the Certification Mark with appropriate Designator,  
ASME Data Forms, and Authorized  Inspection) of Boiler External Piping and Joint. The  
ASME Section Committee B31.1 has been assigned technical responsibility.

Nonboiler External Piping and Joint (NBEP) — The ASME Code Committee for 
Pressure Piping, B31, has total administrative and technical responsibility.
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specially designed component: a component designed in
accordance with para. 104.7.2.
standard component: a component manufactured in

accordance with one or more of the standards listed in
Table 126.1-1.
covered piping systems (CPS): piping systems on which
condition assessments are to be conducted. As a
minimum for electric power generating stations, the
CPS are to include NPS 4 (DN 100) and larger of the
main steam, hot reheat steam, cold reheat steam, and
boiler feedwater piping systems. In addition to the
above, CPS also include NPS 4 (DN 100) and larger
piping in other systems that have a design temperature
greater than 750°F (400°C) or a design pressure greater
than 1,025 psi (7.1 MPa).
creep strength enhanced ferritic steel: steel in which the
microstructure, consisting of lower transformation
products such as martensite and bainite, is stabilized
by controlled precipitation of temper-resistant carbides,
carbonitrides, and/or nitrides.
defect: a flaw (imperfection or unintentional disconti-
nuity) of such size, shape, orientation, location, or proper-
ties as to be rejectable.
discontinuity: a lack of continuity or cohesion; an interrup-
tion in the normal physical structure of material or a
product.
employer: theowner,manufacturer, fabricator, contractor,
assembler, or installer responsible for the welding,
brazing, and NDE performed by his/her organization
including procedure and performance qualifications.
engineering design: the detailed design developed from
process requirements and conforming to Code require-
ments, including all necessary drawings and specifica-
tions, governing a piping installation.
equipment connection: an integral part of such equipment
aspressurevessels, heat exchangers, andpumps,designed
for attachment of pipe or piping components.
erection: the complete installation of a piping system,
including any field assembly, fabrication, testing, and
inspection of the system.
examination: denotes the procedures for all nondestruc-
tive examination. Refer to para. 136.3 and the definition
for visual examination.
expansion joint: a flexible piping component that absorbs
thermal and/or terminal movement.
fabrication: primarily, the joining of piping components
into integral pieces ready for assembly. It includes
bending, forming, threading, welding, or other operations
on these components, if not part of assembly. It may be
done in a shop or in the field.
face ofweld: the exposed surface of aweld on the side from
which the welding was done.

failure: a physical condition that renders a system or
component unable to perform its intended function or
functions or meet design and performance requirements,
or that is a hazard to personnel safety.
failure analysis: the process of collecting and evaluating
data to determine the damagemechanism ormechanisms
and cause of a failure.
ferrousmaterial:metals and alloys that contain iron as the
principal component.
filler metal: metal to be added in welding, soldering,
brazing, or braze welding.
fillet weld: a weld of approximately triangular cross
section joining two surfaces approximately at right
angles to each other in a lap joint, tee joint, corner
joint, or socket weld.
fire hazard: situation in which a material of more than
average combustibility or explosibility exists in the pres-
ence of a potential ignition source.
flaw:an imperfectionorunintentional discontinuity that is
detectable by a nondestructive examination.
full fillet weld: a fillet weldwhose size is equal to the thick-
ness of the thinner member joined.
fusion: the melting together of filler metal and base metal,
or of base metal only, that results in coalescence.
gas blow: a process to clean and remove debris from the
gas supply piping by releasing gas (flammable or nonflam-
mable) at a high pressure and velocity through the piping
system while venting to atmosphere.
gas purge: a process to purge air from the flammable gas
supply piping, typically conducted at a low pressure and
velocity.
gaswelding: a group ofwelding processeswherein coales-
cence is produced by heating with a gas flame or flames,
with or without the application of pressure, and with or
without the use of filler metal.
groove weld: a weld made in the groove between two
members to be joined.
heat-affected zone: portion of the base metal that has not
been melted, but whose mechanical properties or micro-
structure has been altered by the heat of welding or
cutting.
heat treatments:
annealing, full: heating ametal or alloy to a temperature

above the transformation temperature range for that
material and holding above the range for a proper
period of time, followed by cooling to below that
range. (A softening treatment is often carried out just
below the transformation range, which is referred to
as a subcritical anneal.)
austenitizing: forming austenite by heating steel above

the transformation range.
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normalizing: a process in which a ferrous metal is
heated to a suitable temperature above the transforma-
tion range for that material and is subsequently cooled in
still air at room temperature.
postweld heat treatment (PWHT): any heat treatment

subsequent to welding. PWHT often refers to a general
heat treatment applied to provide tempering, stress
relieving, or a controlled rate of cooling to prevent forma-
tion of a hard or brittle microstructure.
preheating: the application of heat to a base metal

immediately prior to a welding or cutting operation.
stress-relieving: uniform heating of a structure or

portion thereof to a sufficient temperature below the
transformation temperature range for that material to
relieve themajor portion of the residual stresses, followed
by uniform cooling.
subcritical heat treatment: a general heat-treating

process where ferritic or martensitic steel is heated to
a temperature below the temperature at which austenite
begins to form.
tempering: reheating a quench-hardened or normalized

steel to a temperature below the temperature at which
austenite begins to form, and then cooling at any
desired rate.
imperfection: a condition of being imperfect; a departure
of a quality characteristic from its intended condition.
indication: the response or evidence from the application
of a nondestructive examination.
linear indication: an indication that has a length greater

than 3 times its width.
rounded indication: an indication of circular or elliptical

shape that has a length equal to or less than 3 times its
width.
inert gas metal arc welding: an arc welding process
wherein coalescence is produced by heating with an elec-
tric arc between ametal electrode and thework. Shielding
is obtained from an inert gas, such as helium or argon.
Pressure may or may not be used and filler metal may
or may not be used.
inspection: denotes the activities performed by an Author-
ized Inspector, or an owner’s Inspector, to verify that all
required examinations and testing have been completed,
and to ensure that all the documentation for material,
fabrication, and examination conforms to the applicable
requirements of this Code and the engineering design.
integrally reinforced branch outlet fitting: a branch outlet
fitting that is welded directly to a run pipe, where the
branch fitting and the deposited weld metal used to
attach the fitting to the run pipe are designed by the
fitting manufacturer to provide all the reinforcement
required by this Code without the addition of separate
saddles or pads. The attachment of the branch pipe to
the fitting is by butt welding, socket welding, threading,
or a flanged connection. Integrally reinforced branch

outlet fittings include those fittings conforming to MSS
SP-97.
joint design: the joint geometry togetherwith the required
dimensions of the welded joint.
joint penetration: the minimum depth of a groove weld
extends from its face into a joint, exclusive of reinforce-
ment.
low energy capacitor discharge welding: a resistance
welding process wherein coalescence is produced by
the rapid discharge of stored electric energy from a
low voltage electrostatic storage system.
maintenance: actions required to assure safe, reliable, and
continued operation of the piping within the scope of
ASME B31.1, including inspections, condition assess-
ments, repairs, and replacement of components.
manual welding: welding wherein the entire welding
operation is performed and controlled by hand.
maximum allowable stress: themaximum stress value that
may be used in the design formulas for a given material
and design temperature.
maximum allowable working pressure (MAWP): the pres-
sure at the coincident temperature to which a boiler or
pressure vessel can be subjected without exceeding the
maximum allowable stress of the material or pressure–
temperature rating of the equipment. For this Code,
the term “MAWP” is as defined in ASME BPVC, Sections
I and VIII.
may: used to denote permission; neither a requirement
nor a recommendation.
mechanical joint: a joint that providesmechanical strength
or leak resistance, or both, where themechanical strength
is developed by threaded, grooved, rolled, flared, or
flanged pipe ends; or by bolts, pins, compounds,
gaskets, rolled ends, caulking, or machined and mated
surfaces. These joints have particular application
where ease of disassembly is desired.
miter: two or more straight sections of pipe matched and
joined on a line bisecting the angle of junction so as to
produce a change in direction.
nominal thickness: the thickness given in the product
material specificationor standard towhichmanufacturing
tolerances are applied.
nonferrous: metals and alloys that do not contain iron as
the principal component.
normalizing: see heat treatments.
Operating Company: the owner, user, or agent acting on
behalf of the owner, who has the responsibility for
performing the operations and maintenance functions
on the piping systems within the scope of the Code.
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owner: the party or organization ultimately responsible
for operation of a facility. The owner is usually the one
who would be granted an operating license by the regu-
latory authority having jurisdiction orwho has the admin-
istrativeandoperational responsibility for the facility. The
owner may be either the operating organization (may not
be the actual owner of the physical property of the facility)
or the organization that owns and operates the plant.
oxygen cutting: a group of cutting processes wherein the
severing of metals is effected by means of the chemical
reaction of oxygen with the base metal at elevated
temperatures. In the case of oxidation-resistant metals,
the reaction is facilitated by use of a flux.
oxygen gouging: an application of oxygen cutting wherein
a chamfer or groove is formed.
packaged equipment: an assembly of individual compo-
nents or stages of equipment, complete with its intercon-
necting piping and connections for piping external to the
equipment assembly. The assembly may bemounted on a
skid or other structure prior to delivery.
peening: the mechanical working of metals by means of
hammer blows.
pipe and tube: the fundamental difference between pipe
and tube is the dimensional standard to which each is
manufactured.

Apipe is a tubewitha roundcross section conforming to
the dimensional requirements for nominal pipe size as
tabulated in ASME B36.10M and ASME B36.19M. For
special pipe having a diameter not listed in these stan-
dards, and also for round tube, the nominal diameter
corresponds to the outside diameter.

A tube is a hollow product of round or any other cross
section having a continuous periphery. Round tube size
may be specified with respect to any two, but not all
three, of the following: outside diameter, inside diameter,
andwall thickness; types K, L, andM copper tubemay also
be specified by nominal size and type only. Dimensions
and permissible variations (tolerances) are specified in
the appropriate ASTM or ASME standard specifications.

Types of pipe, according to the method of manufacture,
are defined as follows:
(a) electric resistance welded pipe: pipe produced in in-

dividual lengthsor in continuous lengths fromcoiled skelp
and subsequently cut into individual lengths, having a lon-
gitudinal butt joint wherein coalescence is produced by
the heat obtained from resistance of the pipe to the
flow of electric current in a circuit of which the pipe is
a part, and by the application of pressure.
(b) furnace butt welded pipe:
(1) furnace butt welded pipe, bell welded: pipe

produced in individual lengths from cut length skelp,
having its longitudinal butt joint forge welded by the
mechanical pressure developed in drawing the furnace
heated skelp through a cone-shaped die (commonly

known as a “welding bell”) that serves as a combined
forming and welding die.

(2) furnace butt welded pipe, continuouswelded: pipe
produced in continuous lengths from coiled skelp and
subsequently cut into individual lengths, having its lon-
gitudinal butt joint forge welded by the mechanical pres-
sure developed in rolling the hot formed skelp through a
set of round pass welding rolls.
(c) electric fusion welded pipe: pipe having a longitudi-

nal butt joint wherein coalescence is produced in the
preformed tube by manual or automatic electric arc
welding. The weld may be single (welded from one
side) or double (welded from inside and outside) and
may be made with or without the use of filler metal.
Spiral welded pipe is also made by the electric fusion
welding process with a butt joint, a lap joint, or a lock
seam joint.
(d) electric flashwelded pipe:pipe having a longitudinal

butt joint wherein coalescence is produced, simulta-
neously over the entire area of abutting surfaces, by
the heat obtained from resistance to the flow of electric
current between the two surfaces, and by the application
of pressure after heating is substantially completed.
Flashing and upsetting are accompanied by expulsion
of metal from the joint.
(e) double submerged arc welded pipe: pipe having a

longitudinal butt joint produced by the submerged arc
process, with at least two passes, one of which is on
the inside of the pipe.
(f) seamless pipe: pipe produced by one or more of the

following processes:
(1) rolled pipe: pipe produced from a forged billet

that is pierced by a conical mandrel between two diame-
trically opposed rolls. The pierced shell is subsequently
rolled and expanded over mandrels of increasingly larger
diameter. Where closer dimensional tolerances are
desired, the rolled pipe is cold or hot drawn through
dies, and machined.

One variation of this process produces the hollow
shell by extrusion of the forged billet over a mandrel
in a vertical, hydraulic piercing press.

(2) forged and bored pipe: pipe produced by boring
or trepanning of a forged billet.

(3) extruded pipe: pipe produced from hollow or
solid round forgings, usually in a hydraulic extrusion
press. In this process the forging is contained in a cylin-
drical die. Initially a punch at the end of the extrusion
plunger pierces the forging. The extrusion plunger
then forces the contained billet between the cylindrical
die and the punch to form the pipe, the latter acting as
a mandrel.

(4) centrifugally cast pipe: pipe formed from the so-
lidification of molten metal in a rotating mold. Both metal
and sand molds are used. After casting, the pipe is
machined, to sound metal, on the internal and external
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diameters to the surface roughness and dimensional re-
quirements of the applicable material specification.

One variation of this process uses autofrettage
(hydraulic expansion) and heat treatment, above the
recrystallization temperature of the material, to
produce a wrought structure.

(5) statically cast pipe: pipe formed by the solidifi-
cation of molten metal in a sand mold.
pipe-supporting elements: pipe-supporting elements
consist of hangers, supports, and structural attachments.
hangers and supports: hangers and supports include

elements that transfer the load from the pipe or structural
attachment to the supporting structure or equipment.
They include hanging type fixtures, such as hanger
rods, spring hangers, sway braces, counterweights, turn-
buckles, struts, chains, guides, and anchors, and bearing
type fixtures, such as saddles, bases, rollers, brackets, and
sliding supports.
structural attachments: structural attachments include

elements that are welded, bolted, or clamped to the pipe,
such as clips, lugs, rings, clamps, clevises, straps, and
skirts.
porosity: cavity-typediscontinuities formedbygasentrap-
ment during metal solidification.
postweld heat treatment: see heat treatments.
postweld hydrogen bakeout: the holding of a completed or
partially completed weld at an elevated temperature to
allow hydrogen to diffuse out of the weld.
preheating: see heat treatments.
pressure: an application of force per unit area.
fluid pressure: anapplicationof internal or external fluid

force per unit area on the pressure boundary of piping
components.
Procedure Qualification Record (PQR): a record of the
welding data used to weld a test coupon. The PQR is a
record of variables recorded during the welding of the
test coupons. It also contains the test results of the
tested specimens. Recorded variables normally fall
within a small range of the actual variables that will
be used in production welding.
qualified (personnel): individuals who have demonstrated
and documented abilities gained through training and/or
experience that enable them to perform a required func-
tion to the satisfaction of the Operating Company.
readily accessible: for visual examination, readily acces-
sible inside surfaces are defined as those inside surfaces
that can be examined without the aid of optical devices.
(Thisdefinitiondoesnotprohibit theuseof optical devices
for a visual examination; however, the selection of the
device should be a matter of mutual agreement
between the owner and the fabricator or erector.)

Reid vapor pressure: the vapor pressure of a flammable or
combustible liquid as determined by ASTM Standard Test
Method D323 Vapor Pressure of Petroleum Products
(Reid Method).
reinforcement of weld (external):weldmetal on the face of
a groove weld in excess of the metal necessary for the
specified weld size.
reinforcementofweld (internal):weldmetal on the interior
face of a grooveweld that extends past the root opening of
the joint.
repair: the work necessary to restore a system or compo-
nent to meet the applicable Code requirements and to
reestablish a safe and satisfactory operating condition.
restraint: any device that prevents, resists, or limitsmove-
ment of a piping system.
root opening: the separation between the members to be
joined, at the root of the joint.
root penetration: the depth a grooveweld extends into the
root opening of a joint measured on the centerline of the
root cross section.
seal weld: a weld used on a pipe joint primarily to obtain
fluid tightness as opposed to mechanical strength.
semiautomatic arc welding: arc welding with equipment
that controls only the filler metal feed. The advance of the
welding is manually controlled.
shall: “shall” or “shall not” is used to indicate that a provi-
sion or prohibition is mandatory.
shielded metal arc welding: an arc welding process
wherein coalescence is produced by heating with an elec-
tric arc between a covered metal electrode and the work.
Shielding is obtained from decomposition of the electrode
covering. Pressure is not used and filler metal is obtained
from the electrode.
should: “should” or “it is recommended” is used to indicate
that a provision is not mandatory but is recommended as
good practice.
size of weld:
filletweld: for equal-leg filletwelds, the leg lengthsof the

largest isosceles right triangle that canbe inscribedwithin
the fillet weld cross section. For unequal-leg fillet welds,
the leg lengths of the largest right triangle that can be
inscribed within the fillet weld cross section.
groove weld: the joint penetration (depth of chamfering

plus the root penetration when specified).
slag inclusion: nonmetallic solid material entrapped in
weld metal or between weld metal and base metal.
soldering: a metal joining process wherein coalescence is
produced by heating to suitable temperature and by using
a nonferrous alloy fusible at temperatures below 840°F
(450°C) and having a melting point below that of the
base metals being joined. The filler metal is distributed
between closely fitted surfaces of the joint by capillary
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action. In general, solders are lead–tin alloys and may
contain antimony, bismuth, silver, and other elements.
steel: an alloy of iron and carbon with no more than 2%
carbon by weight. Other alloying elements may include
manganese, sulfur, phosphorus, silicon, aluminum, chro-
mium, copper, nickel, molybdenum, and vanadium,
depending on the type of steel. For acceptable material
specifications for steel, refer to Chapter III.
stresses:
displacement stress: a stress developed by the self-

constraint of the structure. It must satisfy an imposed
strain pattern rather than being in equilibrium with an
external load. The basic characteristic of a displacement
stress is that it is self-limiting. Local yielding and minor
distortions can satisfy the displacement or expansion con-
ditions that cause the stress to occur. Failure from one
application of the stress is not to be expected. Further,
the displacement stresses calculated in this Code are
“effective” stresses and are generally lower than those
predicted by theory or measured in strain-gage tests.1
peak stress: the highest stress in the region under

consideration. The basic characteristic of a peak stress
is that it causes no significant distortion and is objection-
ableonlyasapossible sourceof a fatiguecrack initiationor
a brittle fracture. This Code does not use peak stress as a
design basis, but rather uses effective stress values for
sustained stress and for displacement stress; the peak
stress effect is combined with the displacement stress
effect in the displacement stress range calculation.
sustained stress: a stress developed by an imposed

loading that is necessary to satisfy the laws of equilibrium
between external and internal forces and moments. The
basic characteristic of a sustained stress is that it is not
self-limiting. If a sustained stress exceeds the yield
strength of the material through the entire thickness,
the prevention of failure is entirely dependent on the
strain-hardening properties of the material. A thermal
stress is not classified as a sustained stress. Further,
the sustained stresses calculated in this Code are “effec-
tive” stressesandaregenerally lower than thosepredicted
by theory or measured in strain-gage tests.
stress-relieving: see heat treatments.
subcritical heat treatment: see heat treatments.
submerged arc welding: an arc welding process wherein
coalescence is produced by heating with an electric arc or
arcs between a baremetal electrode or electrodes and the
work. The welding is shielded by a blanket of granular,

fusible material on the work. Pressure is not used, and
filler metal is obtained from the electrode and sometimes
from a supplementary welding rod.
supplementary steel: steel members installed between
existing members to facilitate installation of supports
for piping or piping equipment.
swivel joint: a component that permits single-plane rota-
tional movement in a piping system.
tack weld: a weld made to hold parts of a weldment in
proper alignment until the final welds are made.
tempering: see heat treatments.
throat of a fillet weld:
actual: theshortestdistance fromthe rootof a filletweld

to its face.
theoretical: the distance from the beginning of the root

of the joint perpendicular to the hypotenuse of the largest
right triangle that can be inscribed within the fillet weld
cross section.
throttle valve: a valve designed to regulate the supply of a
fluid, such as steam or gas, to a turbine or other prime
mover.
toe of weld: the junction between the face of the weld and
the base metal.
tube: refer to pipe and tube.
tungsten electrode: a nonfiller metal electrode used in arc
welding, consisting of a tungsten wire.
undercut: a groove melted into the base metal adjacent to
the weld toe or weld root and left unfilled by weld metal.
visual examination: the observation of whatever portions
of components, joints, and other piping elements that are
exposed to suchobservationbefore, during, oraftermanu-
facture, fabrication, assembly, erection, inspection, or
testing. This examination may include verification of
the applicable requirements for materials, components,
dimensions, joint preparation, alignment, welding or
joining, supports, assembly, and erection.
volumetric examination: an NDE method used to detect
imperfections that may be located anywhere within
the examined volume.
weld: a localized coalescence of metal that is produced by
heating to suitable temperatures, with or without the
application of pressure, and with or without the use of
filler metal. The filler metal shall have a melting point
approximately the same as the base metal.
welder: one who is capable of performing a manual or
semiautomatic welding operation.
Welder/Welding Operator Performance Qualification
(WPQ): demonstration of a welder’s ability to produce
welds in amannerdescribed in aWeldingProcedureSpec-
ification that meets prescribed standards.

1 Normally, the most significant displacement stress is encountered in
the thermal expansion stress range from ambient to the normal oper-
ating condition. This stress range is also the stress range usually consid-
ered in a flexibility analysis. However, if other significant stress ranges
occur, whether they are displacement stress ranges (such as from other
thermal expansion or contraction events, or differential support point
movements) or sustained stress ranges (such as from cyclic pressure,
steam hammer, or earthquake inertia forces), paras. 102.3.2(b) and
104.8.3 may be used to evaluate their effect on fatigue life.
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welding operator:onewhooperatesmachine or automatic
welding equipment.
WeldingProcedure Specification (WPS): awrittenqualified
welding procedure prepared to provide direction for
making production welds to Code requirements. The

WPSor other documentsmaybeused to provide direction
to the welder or welding operator to ensure compliance
with the Code requirements.
weldment: an assemblywhose component parts are joined
by welding.
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Chapter II
Design

PART 1
CONDITIONS AND CRITERIA

101 DESIGN CONDITIONS

101.1 General

These design conditions define the pressures, tempera-
tures, and various forces applicable to the design of power
piping systems. Power piping systems shall be designed
for the most severe condition of coincident pressure,
temperature, and loading, except as herein stated. The
most severe condition shall be that which results in
the greatest required pipe wall thickness and the
highest component rating.

101.2 Pressure

All pressures referred to in this Code are expressed in
poundsper square inch(psig) andkilopascals aboveatmo-
spheric pressure [kPa (gage)], unless otherwise stated.

101.2.2 Internal Design Pressure. The internal design
pressure shall be not less than the maximum sustained
operating pressure (MSOP) within the piping system
including the effects of static head.

101.2.4 External Design Pressure. Piping subject to
external pressure shall be designed for the maximum
differential pressure anticipated during operating, shut-
down, or test conditions.

101.2.5 Pressure Cycling. This Code does not address
the contribution to fatigue in fittings and components
caused by pressure cycling. Special consideration may
be necessary where systems are subjected to a very
high number of large pressure cycles.

101.2.6 Required Pressure Containment or Relief

(a) Provision shall be made to safely contain or relieve
(see paras. 122.5 and 122.14.1) any expected pressure to
which the piping may be subjected. Piping not protected
byapressure-relievingdevice, or that canbe isolated from
a pressure-relieving device, shall be designed for at least
the highest expected pressure.
(b) Sources of pressure to be considered include

ambient influences, pressure oscillations and surges,
improper operation, decomposition of unstable fluids,
static head, and failure of control devices.

(c) The allowances of paras. 102.2.4, 102.3.3(a), and
104.8.2 are permitted, provided that the other require-
ments of paras. 102.2.4, 102.3.3(a), and 104.8.2 are
also met.

101.3 Temperature

101.3.1 All temperatures referred to in this Code,
unless otherwise stated, are the average metal tempera-
tures of the respective materials expressed in degrees
Fahrenheit (°F) and degrees Celsius (°C).

101.3.2 Design Temperature

(a) The piping shall be designed for a metal tempera-
ture representing the maximum sustained condition
expected. The design temperature shall be assumed to
be the same as the fluid temperature unless calculations
or tests support the use of other data, in which case the
design temperature shall not be less than the average of
the fluid temperature and the outside wall temperature.
Ambient effects, including solar thermal heating, shall be
considered.
(b) Where a fluid passes through heat exchangers in

series, the design temperature of the piping in each
section of the system shall conform to the most severe
temperature condition expected to be produced by the
heat exchangers in that section of the system.
(c) For steam, feedwater, and hot water piping leading

from fired equipment (such as boiler, reheater, superheat-
er, or economizer), the design temperature shall be based
on the expected continuous operating condition plus the
equipment manufacturer’s guaranteed maximum
temperature tolerance. For operation at temperatures
in excess of this condition, the limitations described in
para. 102.2.4 shall apply.
(d) Accelerated creep damage, leading to excessive

creep strains and potential pipe rupture, caused by
extended operation above the design temperature shall
be considered in selecting the design temperature for
piping to be operated above 800°F (425°C).

101.3.3 Design Minimum Temperature. The design
minimum temperature is the lowest component tempera-
ture expected in service. This temperature may establish
special design requirements andmaterial qualification re-
quirements. See also paras. 101.4.3 and 124.1.2.
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101.4 Ambient Influences

101.4.1 Cooling Effects on Pressure. Where the
cooling of a fluid may reduce the pressure in the
piping to below atmospheric, the piping shall be designed
to withstand the external pressure or provision shall be
made to break the vacuum.

101.4.2 Fluid Expansion Effects.Where the expansion
of a fluid may increase the pressure, the piping system
shall be designed to withstand the increased pressure
or provision shall be made to relieve the excess pressure.

101.4.3 Ambient Temperature. Consideration shall be
given to how ambient temperature conditions impact the
displacement stress analysis described in paras.
102.3.2(b) and 104.8.3.

101.5 Dynamic Effects

101.5.1 Impact. Impact forces caused by all external
and internal conditions shall be considered in the
piping design. One form of internal impact force is due
to the propagation of pressure waves produced by
sudden changes in fluid momentum. This phenomenon
is often called water or steam “hammer.” It may be
caused by the rapid opening or closing of a valve in
the system. The designer should be aware that this is
only one example of this phenomenon and that other
causes of impact loading exist.

101.5.2 Wind. Exposed piping shall be designed to
withstand wind loadings. The analysis considerations
and loads may be as described in ASCE/SEI 7,
Minimum Design Loads for Buildings and Other Struc-
tures. Authoritative local meteorological data may also
be used to define or refine the design wind forces.
Where local jurisdictional rules covering the design of
building structures are in effect and specify wind loadings
for piping, these values shall be considered the minimum
design values. Wind need not be considered as acting
concurrently with earthquakes.

101.5.3 Earthquake. The effect of earthquakes shall be
considered in the design of piping, piping supports, and
restraints. The analysis considerations and loads may be
as described in ASCE/SEI 7. Authoritative local seismolo-
gical data may also be used to define or refine the design
earthquake forces. Where local jurisdictional rules
covering the design of building structures are in effect
and specify seismic loadings for piping, these values
shall be considered the minimum design values. ASME
B31E, Standard for the Seismic Design and Retrofit of
Above-Ground Piping Systems, may be used as an alter-
nate method of seismic qualification or for guidance in
seismic design. Earthquakes need not be considered as
acting concurrently with wind.

101.5.4 Vibration. Piping shall be arranged and
supported with consideration of vibration [see paras.
120.1(c) and 121.7.5].

101.5.5 Discharge Reactions.Piping shall be designed,
arranged, and supported so as to withstand reaction
forces due to fluid pressure and momentum effects
during normal operations and anticipated transients.

101.6 Weight Effects

The weight effects described in paras. 101.6.1 through
101.6.3 combinedwith loads and forces fromother causes
shall be taken into account in the design of piping. Piping
shall be carried on adjustable hangers or properly leveled
rigid hangers or supports, and suitable springs, sway
bracing, vibration dampeners, etc., shall be provided
where necessary.

101.6.1 Live Load. The live load consists of the weight
of the fluid transported. Snow and ice loads shall be
considered in localities where such conditions exist.

101.6.2 Dead Load. The dead load consists of the
weight of the piping components, insulation, protective
lining and coating, and other superimposed permanent
loads.

101.6.3 Test or Cleaning Fluid Load. The test or
cleaning fluid load consists of the weight of the test or
cleaning fluid.

101.7 Thermal Expansion and Contraction Loads

101.7.1 General. The design of piping systems shall
take account of the forces and moments resulting from
thermal expansion and contraction, and from the
effects of expansion joints.

Thermal expansion and contraction shall be provided
for, preferablybypipebends, elbows, offsets, or changes in
direction of the pipeline.

Hangers and supports shall permit expansion and
contraction of the piping between anchors.

101.7.2 Expansion, Swivel, orBall Joints, andFlexible
Metal Hose Assemblies. Joints of the corrugated bellows,
slip, sleeve, ball, or swivel types and flexible metal hose
assemblies may be used if their materials conform to this
Code, their structural and working parts are of ample
proportions, and their design prevents the complete
disengagement ofworking partswhile in service. In deter-
mining expansion joint design criteria, the designer shall
give due consideration to conditions of service, including,
but not limited to, temperature, pressure, externally
imposed displacements, corrosion/erosion, fatigue, and
flow velocity. The design of metallic bellows expansion
joints shall be in accordance with Mandatory Appendix P.
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101.9 Reduced Ductility Effects

The design rules of this Code are based onmaterial that
hasadequateductility toprovidesufficient reservemargin
so that overstress conditions will not cause sudden brittle
failure and a ductile failure mode occurs. For materials or
conditions where reduced ductility is expected, the Code
may impose reductions of allowable stress to provide
greater margins to failure. Other conditions may result
in reduced ductility; for example, ductility reduction
may result from welding, heat treatment, forming,
bending, or low operating temperatures, including the
chilling effect of sudden loss of pressure on highly volatile
fluids. When such conditions could occur, the designer
should ensure that adequate design margins are incorpo-
rated.

102 DESIGN CRITERIA

102.1 General

These criteria cover pressure–temperature ratings for
standard and specially designed components, allowable
stresses, stress limits, and various allowances to be
used in the design of piping and piping components.

102.2 Pressure–Temperature Ratings for Piping
Components

102.2.1 Components Having Specific Ratings. Pres-
sure–temperature ratings for certain piping components
have been established and are contained in some of the
standards listed in Table 126.1-1.

Where piping components have established pressure–
temperature ratings that do not extend to the uppermate-
rial temperature limits permitted by this Code, the pres-
sure–temperature ratings between those established and
the upper material temperature limit may be determined
in accordance with the rules of this Code, but such exten-
sions are subject to restrictions, if any, imposed by the
standards.

Standard components may not be used at conditions of
pressure and temperature that exceed the limits imposed
by this Code.

102.2.2 Components Not Having Specific Ratings.
Some of the standards listed in Table 126.1-1, such as
those for butt-welding fittings, specify that components
shall be furnished in nominal thicknesses. Unless
limited elsewhere in this Code, such components shall
be rated for the same allowable pressures as seamless
pipe of the same nominal thickness, as determined in
paras. 103 and104 formaterial having the sameallowable
stress.

Piping components, such as pipe, for which allowable
stresses have been developed in accordance with
para. 102.3, but that do not have established pressure
ratings, shall be rated by rules for pressure design in

para. 104, modified as applicable by other provisions
of this Code.

Should it be desired to use methods of manufacture or
design of components not covered by this Code or not
listed in referenced standards, it is intended that the
manufacturer shall comply with the requirements of
paras. 103 and 104 and other applicable requirements
of this Code for design conditions involved.Where compo-
nents other than those discussed above, such as pipe or
fittings not assigned pressure–temperature ratings in an
AmericanNational Standard, are used, themanufacturer’s
recommended pressure–temperature rating shall not be
exceeded.

102.2.3 Ratings: Normal Operating Condition. A
piping system shall be considered safe for operation if
themaximum sustained operating pressure and tempera-
ture that may act on any part or component of the system
do not exceed the maximum pressure and temperature
allowedby thisCode for thatparticularpartor component.
The design pressure and temperature shall not exceed the
pressure–temperature rating for the particular compo-
nentandmaterial asdefined in theapplicable specification
or standard listed in Table 126.1-1.

102.2.4 Ratings: Allowance for Variation From
Normal Operation. The maximum internal pressure
and temperature allowed shall include considerations
for occasional loads and transients of pressure and
temperature.

It is recognized that variations inpressureand tempera-
ture inevitably occur, and therefore the piping system,
except as limited by component standards referred to
in para. 102.2.1 or by manufacturers of components
referred to in para. 102.2.2, shall be considered safe
for occasional short operating periods at higher than
design pressure or temperature. For such variations,
either pressure or temperature, or both, may exceed
the design values if the computed circumferential pres-
sure stress does not exceed the maximum allowable
stress for the coincident temperature by
(a) 15% if the event duration occurs for nomore than 8

hr at any one time and not more than 800 hr/yr, or
(b) 20% if the event duration occurs for not more than

1 hr at any one time and not more than 80 hr/yr

102.2.5 Ratings at Transitions. Where piping systems
operating at different design conditions are connected, a
division valve shall be provided having a pressure–
temperature rating equal to or exceeding the more
severe conditions. See para. 122 for design requirements
pertaining to specific piping systems.
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102.3 Allowable Stress Values and Other Stress
Limits for Piping Components

102.3.1ð22Þ Allowable Stress Values

(a) Allowable stress values to be used for the design of
power piping systems are given in the tables in
Mandatory Appendix A, also referred to in this Code
Section as the Allowable Stress Tables. These tables
list allowable stress values for commonly used materials
at temperaturesappropriate topowerpiping installations.
In every case the temperature is understood to be the
metal temperature. Where applicable, weld joint effi-
ciency factors and casting quality factors are included
in the tabulated values. Thus, the tabulated values are
values of S, SE, or SF, as applicable.
(b) Allowable stress values in shear shall not exceed

80% of the values determined in accordance with the
rules of (a). Allowable stress values in bearing shall
not exceed 160% of the determined values.
(c) The basis for establishing the allowable stress

values in this Code Section are the same as those in
ASME BPVC, Section II, Part D, Mandatory Appendix 1
and Mandatory Appendix 2, 2-120; except that allowable
stresses for cast iron and ductile iron are in accordance
with ASME BPVC, Section VIII, Division 1, Nonmandatory
Appendix P for Tables UCI-23 and UCD-23, respectively.

102.3.2ð22Þ Limits for Sustained Stresses and Displace-
ment Stress Ranges

(a) Sustained Stress Ranges
(1) Internal Pressure Stress.Thecalculated stressdue

to internal pressure shall not exceed the allowable stress
values. This criterion is satisfied when the wall thickness
of the piping component, including any reinforcement,
meets the requirements of paras. 104.1 through 104.7,
excluding para. 104.1.3 but including the consideration
of allowances permitted by paras. 102.2.4, 102.3.3(b),
and 102.4.

(2) External Pressure Stress. Piping subject to
external pressure shall be considered safe when the
wall thickness and means of stiffening meet the require-
ments of para. 104.1.3.

(3) Longitudinal Stress. The sum of the longitudinal
stresses, SL (see para. 104.8.1), due to pressure, weight,
and other sustained loads shall not exceed the basicmate-
rial allowable stress in the hot condition, Sh.

The longitudinal pressure stress, Slp, may be deter-
mined by either of the following equations:

=S
PD

t4lp
o

n

or

=S
Pd

D d
lp

n

o n

2

2 2

(b) Displacement Stresses
(1) Cyclic Displacement Stress Ranges. The calculated

referencedisplacement stress range,SE (seeparas. 104.8.3
and 119.6.4), shall not exceed the allowable stress range,
SA, calculated by eq. (1A)

= +S f S S(1.25 0.25 )A c h (1A)

When Sh is greater than SL, the difference between
them may be added to the term 0.25Sh in eq. (1A). In
that case, the allowable stress range, SA, is calculated
by eq. (1B)

= +S f S S S(1.25 1.25 )A c h L (1B)

where
f = cyclic stress range factor1 for the total number of

equivalent reference displacement stress range
cycles, N, determined from eq. (1C)

=f N6/ 1.00.2 (1C)

N = total number of equivalent reference displace-
ment stress range cycles expected during the
service life of the piping. A minimum value for
f is 0.15, which results in an allowable displace-
ment stress range for a total number of equivalent
reference displacement stress range cycles
greater than 108 cycles.

Sc = basic material allowable stress at the minimum
metal temperature expected during the reference
stress range cycle,2 psi (kPa)

Sh = basic material allowable stress at the maximum
metal temperature expected during the reference
stress range cycle,2 psi (kPa)

In determining the basic material allowable stresses,
Sc and Sh, for welded pipe, the joint efficiency factor, E,
need not be applied (see para. 102.4.3). The values of
the allowable stresses from Mandatory Appendix A or
as calculated per para. 123.1.2(b) may be divided by
the joint efficiency factor given for that material. In deter-
mining the basic material allowable stresses for castings,
the casting quality factor, F, shall be applied (see para.
102.4.6).

When considering more than a single displacement
stress range, whether from thermal expansion or other
cyclic conditions, each significant stress range shall be
computed. The reference displacement stress range, SE,

1 Applies to essentially noncorroded piping. Corrosion can sharply
decrease cyclic life; therefore, corrosion-resistant materials should
be considered where a large number of significant stress range
cycles is anticipated. The designer is also cautioned that the fatigue
life of materials operated at elevated temperatures may be reduced.

2 For materials with a minimum tensile strength of over 70 ksi (480
MPa), eqs. (1A) and (1B) shall be calculated using Sc or Sh values no
greater than 20 ksi (140 MPa), unless otherwise justified.
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is defined as the greatest computed displacement stress
range. The total number of equivalent reference displace-
ment stress range cycles, N, may then be calculated by
eq. (2)

= + =( )N N q N i nfor 1, 2, ...,E i i
5 (2)

where
NE = number of cycles of the reference displacement

stress range, SE
Ni = number of cycles associated with displacement

stress range, Si
qi = Si/SE
SE = reference displacement stress range [see

para. 104.8.4(c)], psi (kPa)
Si = any computed stress range other than the refer-

ence displacement stress range, psi (kPa)

(2) Noncyclic Displacement Stress Ranges. Stress
ranges caused by noncyclic movements such as those
due to settlement or uplift of pipe-supporting structures
or components such as buildings, pipe racks, pipe anchors,
or rigid supports will not significantly influence fatigue
life. Stress ranges caused by such movements may be
calculated using Figure 104.8-1, eq. (17), replacing SA
with an allowable stress range of 3.0SC and replacing
MC with the moment range due to the noncyclic move-
ment. The stress ranges due to noncyclic displacements
need not be combined with cyclic stress ranges in accor-
dance with (1).

102.3.3 Limits of Calculated Stresses Due to Occa-
sional Loads

(a) During Operation. The sum of the longitudinal
stresses produced by internal pressure, live and dead
loads, and such occasional loads as the temporary
supporting of extra weight may exceed the allowable
stress values given in the Allowable Stress Tables by
the amounts and durations of time given in para. 104.8.2.
(b) During Test. During pressure tests performed in

accordance with para. 137, the circumferential (hoop)
stress shall not exceed 90% of the yield strength
(0.2% offset) at test temperature. In addition, the sum
of longitudinal stresses due to test pressure and live
and dead loads at the time of test, excluding occasional
loads, shall not exceed 90% of the yield strength at
test temperature.

102.4 Allowances

102.4.1 Corrosion or Erosion. When corrosion or
erosion is expected, an increase in wall thickness of
the piping shall be provided over that required by
other design requirements. This allowance in the judg-
ment of the designer shall be consistent with the expected
life of the piping.

102.4.2 Threading and Grooving. The calculated
minimum thickness of piping (or tubing) that is to be
threaded shall be increased by an allowance equal to
thread depth; dimension h of ASME B1.20.1 or equivalent
shall apply. For machined surfaces or grooves, where the
tolerance is not specified, the tolerance shall be assumed
to be 1∕64 in. (0.40mm) in addition to the specified depth of
cut. The requirements of para. 104.1.2(c) shall also apply.

102.4.3 Weld Joint Efficiency Factors. The use of joint
efficiency factors for welded pipe is required by this Code.
The factors in Table 102.4.3-1 are based on full penetra-
tion welds. These factors are included in the allowable
stress values given in Mandatory Appendix A. The
factors in Table 102.4.3-1 apply to both straight seam
and spiral seam welded pipe.

102.4.4 Mechanical Strength. Where necessary for
mechanical strength to prevent damage, collapse, exces-
sive sag, or buckling of pipe due to superimposed loads
from supports or other causes, the wall thickness of the
pipe should be increased; or, if this is impractical orwould
cause excessive local stresses, the superimposed loads or
other causes shall be reduced or eliminated by other
design methods. The requirements of para. 104.1.2(c)
shall also apply.

102.4.5 Bending. The minimum wall thickness at any
point on the bend shall conform to (a) or (b).
(a) The minimum wall thickness at any point in a

completed bend shall not be less than required by
eq. (7) or eq. (8) of para. 104.1.2(a).

(1) Table 102.4.5-1 is a guide to the designer who
must specify wall thickness for ordering pipe. In
general, it has been the experience that when good
shop practices are employed, the minimum thicknesses
of straight pipe shown in Table 102.4.5-1 should be suffi-
cient for bending and still meet the minimum thickness
requirements of para. 104.1.2(a).

(2) The bend thinning allowance in Table 102.4.5-1
maybeprovided in all parts of the cross section of the pipe
circumference without any detrimental effects being
produced.
(b) The minimum required thickness, tm, of a bend,

after bending, in its finished form shall be determined
in accordance with eq. (3) or eq. (4)

=
+

+t
PD

SEW I Py
A

2( / )m
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where at the intrados (inside of bend)
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Table 102.4.5-1
Bend Thinning Allowance

Radius of Bends

Minimum Thickness
Recommended Prior to

Bending
6 pipe diameters or greater 1.06tm
5 pipe diameters 1.08tm
4 pipe diameters 1.14tm
3 pipe diameters 1.25tm
GENERAL NOTES:
(a) Interpolation is permissible for bending to intermediate radii.
(b) tm is determined by eq. (7) or eq. (8) of para. 104.1.2(a).
(c) Pipe diameter is the nominal diameter as tabulated in ASME

B36.10M, Table 1 and ASME B36.19M, Table 1. For piping
with a diameter not listed in these tables, and also for tubing,
the nominal diameter corresponds with the outside diameter.

Table 102.4.3-1
Longitudinal Weld Joint Efficiency Factors

No. Type of Joint Type of Seam Examination Factor E
1 Furnace butt weld, continuous weld Straight As required by listed specification 0.60

[Note (1)]

2 Electric resistance weld Straight or spiral As required by listed specification 0.85
[Note (1)]

3 Electric fusion weld
(a) Single butt weld

(without filler metal)
Straight or spiral As required by listed specification 0.85

Additionally 100%
volumetric examination
(RT or UT)

1.00
[Note (2)]

(b) Single butt weld
(with filler metal)

Straight or spiral As required by listed specification 0.80
Additionally 100%

volumetric examination
(RT or UT)

1.00
[Note (2)]

(c) Double butt weld
(without filler metal)

Straight or spiral As required by listed specification 0.90
Additionally 100%

volumetric examination
(RT or UT)

1.00
[Note (2)]

(d) Double butt weld
(with filler metal)

Straight or spiral As required by listed specification 0.90
Additionally 100%

volumetric examination
(RT or UT)

1.00
[Note (2)]

4 API 5L Submerged arc weld
(SAW)

Straight with
one or two
seams

As required by specification 0.90

Gas metal arc weld
(GMAW)

Spiral Additionally 100%
volumetric examination
(RT or UT)

1.00
[Note (2)]

Combined GMAW, SAW

NOTES:
(1) It is not permitted to increase the longitudinal weld joint efficiency factor by additional examination for joint 1 or joint 2.
(2) RT (radiographic examination) shall be in accordance with the requirements of para. 136.4.5 or thematerial specification, as applicable. UT

(ultrasonic examination) shall be in accordance with the requirements of para. 136.4.6 or the material specification, as applicable.
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Figure 102.4.5-1
Nomenclature for Pipe Bends

Extrados

End of bend
  (typ.)

R

Intrados

and at the extrados (outside of bend)

= +
+

I
R D
R D

4( / ) 1
4( / ) 2

o

o
(6)

and at the sidewall on the bend centerline
=I 1.0

where
R = bend radius of pipe bend

See para. 104.1.2 for the other nomenclature used
above.
W equals 1 for seamless pipe or for seam-welded pipe

operating below the creep range and for parts of the bend
that do not contain a weld.

Thickness variations from the intrados to the extrados
and at the ends of the bend shall be gradual. The thickness
requirements apply at the center of the bend arc and at the
intrados , ex trados , and bend center l ine (see
Figure 102.4.5-1). The minimum thickness at the ends
of the bends shall not be less than the requirements of
para. 104.1.2 for straight pipe. For bends to conform
to this paragraph, all thickness requirementsmust bemet.

102.4.6 Casting Quality Factors

(a) General. Except for gray iron castings, the use of a
casting quality factor is required for all cast components
that use the allowable stress values of Mandatory Appen-
dix A as the design basis. This factor, 0.80 for castings and
0.85 for centrifugally cast pipe, is included in theallowable
stress values given in Mandatory Appendix A.

This required factor does not apply to component stan-
dards listed in Table 126.1-1, if such standards define
allowable pressure–temperature ratings or provide the

allowable stresses to be used as the design basis for
the component.
(b) For steel materials, a casting quality factor not

exceeding 1.0may be appliedwhen the following require-
ments are met:

(1) All steel castings having a nominal body thick-
ness of 41∕2 in. (114 mm) or less (other than pipe
flanges, flanged valves and fittings, and butt welding
end valves, all complying with ASME B16.5 or ASME
B16.34) shall be inspected visually (MSS SP-55 may be
used for guidance) as follows:

(-a) All critical areas, including the junctions of all
gates, risers, and abrupt changes in section or direction
and area of weld end preparation, shall be volumetrically
examined in accordance with ASME BPVC, Section V.
Radiographs shall conform to the requirements of
ASTM E446, Reference Radiographs for Steel Castings
up to 2 in. (50mm) inThickness, orASTME186, Reference
Radiographs for Heavy Walled (2 to 41∕2 in. [50 to 114
mm]) Steel Castings, depending on the section thickness.
MSS SP-54 may be used for guidance. The maximum ac-
ceptable severity level for a 1.0 quality factor shall be as
listed inTable102.4.6-1.Whereappropriate, radiographic
examination (RT) of castings may be supplemented or
replaced with ultrasonic examination (UT), provided it
is performed in accordance with MSS SP-94.

(-b) All surfaces of each casting, including
machined gasket seating surfaces, shall be examined
by the magnetic particle or dye penetrant method after
heat treatment. The examination techniques shall be in
accordance with ASME BPVC, Section V, Article 6 or
Article 7, as applicable, and Article 9. MSS SP-53 and
MSS SP-93 may be used for guidance. Magnetic particle
or dye penetrant indications exceeding degree 1 of
Type I, degree 2 of Type II, and degree 3 of Type III,
and exceeding degree 1 of Types IV and V of ASTM
E125, Standard Reference Photographs for Magnetic

Table 102.4.6-1
Maximum Severity Level for Casting Thickness

41⁄2 in. (114 mm) or Less

Discontinuity
Category Designation

Severity Level
≤1 in. (25 mm)

Thick
>1 in. (25 mm)

Thick
For E446 [Castings up to 2 in. (50 mm) Thickness]

A 1 2
B 2 3
Types 1, 2, 3, and 4 of C 1 3
D, E, F, and G None acceptable None acceptable

For E186 [Castings 2 in. to 41⁄2 in. (50mm to 114mm)Thickness]
A, B, and Types 1 and 2 of C 2 2
Type 3 of C 3 3
D, E, and F None acceptable None acceptable
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Particle Indications on Ferrous Castings, are not accept-
able and shall be removed.

(-c) Where more than one casting of a particular
design is produced, each of the first five castings shall be
inspected as above. Where more than five castings are
being produced, the examination shall be performed
on the first five plus one additional casting to represent
each five additional castings. If this additional casting
proves to be unacceptable, each of the remaining castings
in the group shall be inspected.

(-d) Any discontinuities in excess of the maximum
permitted in (-a) and (-b) shall be removed, and thecasting
may be repaired by welding after the base metal has been
inspected to ensure complete removal of discontinuities.
[Refer to para. 127.4.11(a).] The completed repair shall be
subject to reinspection by the samemethod aswas used in
the original inspection and shall be reinspected after any
required postweld heat treatment.

(2) All steel castings having a nominal body thick-
ness greater than 41∕2 in. (114 mm) (other than pipe
flanges, flanged valves and fittings, and butt welding
end valves, all complying with ASME B16.5 or ASME
B16.34) shall be inspected visually (MSS SP-55 may be
used for guidance) as follows:

(-a) All surfaces of each casting including
machined gasket seating surfaces shall be examined by
the magnetic particle or dye penetrant method after
heat treatment. The examination techniques shall be in
accordance with ASME BPVC, Section V, Article 6 or
Article 7, as applicable, and Article 9. Magnetic particle
or dye penetrant indications exceeding degree 1 of
Type I, degree 2 of Type II, degree 3 of Type III, and
degree 1 of Types IV and V of ASTME125, Standard Refer-
ence Photographs for Magnetic Particle Indications on
Ferrous Castings, shall be removed.

(-b) All parts of castings shall be subjected to
complete volumetric examination (RT or UT) in accor-
dance with ASME BPVC, Section V. Radiographs shall
conform to the requirements of ASTM E280.

The maximum acceptable severity level for a 1.0
quality factor shall be as listed in Table 102.4.6-2. MSS
SP-54 may be used for guidance. Where appropriate,
radiographic examination (RT) of castingsmay be supple-
mented or replaced with ultrasonic examination (UT),
provided it is performed in accordance with MSS SP-94.

(-c) Any discontinuities in excess of the maximum
permitted in (-a) and (-b) shall be removed and may be
repaired by welding after the base metal has been
magnetic particle or dye penetrant inspected to ensure
complete removal of discontinuities. [Refer to para.
127.4.11(a).]

(-d) All weld repairs of depth exceeding 1 in. (25
mm) or 20% of the section thickness, whichever is the
lesser, shall be inspected by volumetric examination
(RT or UT) in accordance with (-b) and by magnetic
particle or dye penetrant inspection of the finished
weld surface. All weld repairs of depth less than 20%
of the section thickness or 1 in. (25 mm), whichever is
the lesser, and all weld repairs of section that cannot
beeffectively radiographedshall beexaminedbymagnetic
particle or dye penetrant inspection of the first layer, of
each 1∕4 in. (6 mm) thickness of deposited weld metal, and
of the finishedweld surface.Magneticparticleordyepene-
trant testing of the finished weld surface shall be done
after postweld heat treatment.
(c) For cast iron and nonferrous materials, no increase

of the casting quality factor is allowed exceptwhen special
methods of examination, prescribed by the material spec-
ification, are followed. If such increase is specifically
permitted by the material specification, a factor not
exceeding 1.0 may be applied.

102.4.7 Weld Strength Reduction Factors. At elevated
temperatures, seam welds on longitudinal-welded or
spiral-welded pipe can have lower creep strength than
the basematerial. This reduction is a factor in determining
the minimum wall thickness for longitudinal-welded or
spiral-welded pipe (i.e., not seamless), whether fabricated
in accordancewithamaterial specificationor fabricated in
accordance with the rules of this Code. The weld strength
reduction factor, W, is given in Table 102.4.7-1. The
designer is responsible to assess application of weld
strength reduction factor requirements for welds other
than longitudinal and spiral, as applicable (e.g., circumfer-
ential welds).

PART 2
PRESSURE DESIGN OF PIPING COMPONENTS

103 CRITERIA FOR PRESSURE DESIGN OF PIPING
COMPONENTS

The design of piping components shall consider the
effects of pressure and temperature, in accordance
with paras. 104.1 through 104.7, including the considera-
tion of allowances permitted by paras. 102.2.4 and 102.4.
In addition, the mechanical strength of the piping system
shall be determined adequate in accordance with para.
104.8 under other applicable loadings, including, but
not limited to, those loadings defined in para. 101.

Table 102.4.6-2
Maximum Severity Level for Casting Thickness

Greater Than 41⁄2 in. (114 mm)

Discontinuity
Category Designation Severity Level

A, B, and Types 1, 2, and 3 of C 2
D, E, and F None acceptable
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Table 102.4.7-1
Weld Strength Reduction Factors (WSRFs) to Be Applied When Calculating the Minimum Wall Thickness

or Allowable Design Pressure of Components Fabricated With a Longitudinal Seam Fusion Weld

Steel Group

Weld Strength Reduction Factor for Temperature, °F (°C) [Notes (1)–(7)]
700
(371)

750
(399)

800
(427)

850
(454)

900
(482)

950
(510)

1,000
(538)

1,050
(566)

1,100
(593)

1,150
(621)

1,200
(649)

CrMo [Notes (8)–(10)] … … 1.00 0.95 0.91 0.86 0.82 0.77 0.73 0.68 0.64
CSEF (N + T) [Notes (8), (11), (12)] … … … … … 1.00 0.95 0.91 0.86 0.82 0.77
CSEF (Sub Crit) [Notes (8), (13)] … … … … 1.00 0.50 0.50 0.50 0.50 0.50 0.50
Austenitic stainless (incl. 800H and 800HT) [Notes (14),

(15)]
… … … … … 1.00 0.95 0.91 0.86 0.82 0.77

Autogenously welded austenitic stainless [Note (16)] … … … … … 1.00 1.00 1.00 1.00 1.00 1.00

NOTES:
(1) NP = not permitted.
(2) Longitudinal welds in pipe for materials not covered in this table operating in the creep regime are not permitted. For the purposes of this

table, the start of the creep range is thehighest temperaturewhere the nonitalicized stress values end inMandatoryAppendixA for thebase
material involved.

(3) All weld filler metal shall be a minimum of 0.05% C for CrMo and creep strength enhanced ferritic (CSEF) materials, and 0.04% C for
austenitic stainless in this table.

(4) Materials designed for temperaturesbelowthecreep range [seeNote (2)]maybeusedwithout considerationof theWSRFor the rulesof this
table. All other Code rules apply.

(5) Longitudinal seam welds in CrMo and CSEF materials shall be subjected to, and pass, a 100% volumetric examination (RT or UT). For
materials other than CrMo and CSEF, see para. 123.4(b).

(6) At temperatures below those where WSRFs are tabulated, a value of 1.0 shall be used for the factor,W, where required by the rules of this
Code Section. However, the additional rules of this table and Notes do not apply.

(7) Carbon steel pipes and tubes are exempt from the requirements of para. 102.4.7 and this table.
(8) Basicity index of SAW flux ≥ 1.0.
(9) The CrMo steels include 1∕2Cr–1∕2Mo, 1Cr–1∕2Mo, 11∕4Cr–1∕2Mo–Si, 21∕4Cr–1Mo, 3Cr–1Mo, and 5Cr–1∕2Mo. Longitudinal welds shall be normal-

ized, normalized and tempered, or subjected to proper subcritical PWHT for the alloy.
(10) Longitudinal seam fusion welded construction is not permitted for C–1∕2Mo steel for operation in the creep range [see Notes (2) and (4)].
(11) The CSEF steels include Grades 91, 92, 911, 122, and 23.
(12) N + T = normalizing + tempering PWHT.
(13) Sub Crit = subcritical PWHT is required. No exemptions from PWHT are permitted. The PWHT time and temperature shall meet the

requirements of Table 132.1.1-1; the alternate PWHT requirements of Table 132.1.1-2 are not permitted.
(14) WSRFshavebeenassigned for austenitic stainless (including800Hand800HT) longitudinallyweldedpipeup to1,500°F (816°C)as follows:

Temperature, °F Temperature, °C Weld Strength Reduction Factor
1,250 677 0.73
1,300 704 0.68
1,350 732 0.64
1,400 760 0.59
1,450 788 0.55
1,500 816 0.5

(15) Certainheatsof theaustenitic stainless steels, particularly for thosegradeswhosecreepstrength is enhancedby theprecipitationof temper-
resistant carbides and carbo-nitrides, can suffer froman embrittlement condition in theweld heat-affected zone that can lead to premature
failure of welded components operating at elevated temperatures. A solution annealing heat treatment of the weld area mitigates this
susceptibility.

(16) Autogenous stainless steel welded pipe (without weld filler metal) has been assigned aWSRF up to 1,500°F (816°C) of 1.00, provided that
the product is solution annealed after welding and receives nondestructive electric examination, in accordance with the material spec-
ification.
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104 PRESSURE DESIGN OF COMPONENTS

104.1 Straight Pipe

104.1.1 Straight Pipe Under Internal Pressure.
Straight pipe under internal pressure shall have a
minimum wall thickness calculated per para. 104.1.2.

104.1.2 Straight Pipe Under Internal Pressure —
Seamless, Longitudinal Welded, or Spiral Welded

(a) Minimum Wall Thickness. The minimum thickness
of pipe wall3 required for design pressures within the
prescribed temperature limits for materials permitted
by para. 123.1, including allowances for mechanical
strength, shall not be less than that determined by eq.
(7) or eq. (8), as follows:

=
+

+t
PD

SEW Py
A

2( )m
o (7)

= + +
+
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2 2
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m

m m
(10)

where
A = additional thickness, in. (mm)

(1) To compensate for material
removed in threading, grooving, etc.,
required to make a mechanical joint,
refer to para. 102.4.2.
(2) To provide for mechanical strength

of the pipe, refer to para. 102.4.4 (not
intended to provide for extreme conditions
ofmisapplied external loadsor formechan-
ical abuse).
(3) To provide for corrosion and/or

erosion, refer to para. 102.4.1.
d = inside diameter of pipe, in. (mm). For

design calculations, the inside diameter
of pipe is the maximum possible value
allowable under the purchase specifica-
tion. When calculating the allowable
working pressure of pipe on hand or in

stock, the actual measured inside diameter
and actual measured minimum wall thick-
ness at the thinner end of the pipe may be
used to calculate this pressure.

Do = outside diameter of pipe, in. (mm). For
design calculations, the outside diameter
of pipe as given in tables of standards
and specifications shall be used in
obtaining the value of tm. When calculating
the allowable working pressure of pipe on
hand or in stock, the actual measured
outside diameter and actual measured
minimum wall thickness at the thinner
end of the pipe may be used to calculate
this pressure.

P = internal design pressure, psig [kPa (gage)]
NOTE:When computing the design pressure for
a pipe of a definite minimum wall thickness by
eq. (9) or eq. (10), the value of P obtained by
these formulas may be rounded to the next
higher unit of 10. For cast iron pipe, see (b).

SE or SF = maximum allowable stress in material due
to internal pressure and joint efficiency (or
casting quality factor) at the design
temperature, psi (MPa). The value of SE
or SF shall not exceed that given in
Mandatory Appendix A for listed materials
or as determined per para. 123.1.2(b) for
unlistedmaterials, for the respectivemate-
rial and design temperature. These values
include the weld joint efficiency, E, or the
casting factor, F.

tm = minimumrequiredwall thickness, in. (mm)
(1) If pipe is orderedby its nominalwall

thickness, the manufacturing tolerance on
wall thickness must be taken into account.
After the minimum pipe wall thickness, tm,
is determined by eq. (7) or eq. (8), this
minimum thickness shall be increased by
an amount sufficient to provide the manu-
facturing tolerance allowed in the applica-
ble pipe specification or required by the
process. The next heavier commercial
wall thickness shall then be selected
from thickness schedules such as
contained inASMEB36.10Mor frommanu-
facturers’ schedules for other than stan-
dard thickness.
(2) To compensate for thinning in

bends, refer to para. 102.4.5.
(3) For cast piping components, refer to

para. 102.4.6.
(4) Where ends are subject to forming

or machining for jointing, the wall thick-
ness of the pipe, tube, or component
after such forming or machining shall

3 SF shall be used in place of SE where casting quality factors are
intended. See definition of SE. Units of P and SE must be identical. A
values must be converted to kilopascals when the design pressure is
in kilopascals.
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not be less than tm minus the additional
thickness, A, provided for removal.

W = weld strength reduction factor (see
para. 102.4.7)

x = 1 for seamless pipe or for seam-welded
pipe operating below the creep range

y = coefficient having values as given in
Table 104.1.2-1

(b) Thickness of gray and ductile iron fittings
conveying liquids may be determined from ANSI/
AWWA C110/A21.10 or ANSI/AWWA C153/A21.53.
The thickness of ductile iron pipe may be determined
by ANSI/AWWA C115/A21.15 or ANSI/AWWA C150/
A21.50. These thicknesses include allowances for
foundry tolerances and water hammer.
(c) While the thickness determined from eq. (7) or eq.

(8) is theoretically ample for both bursting pressure and
material removed in threading, the following minimum
requirements aremandatory to furnish addedmechanical
strength:

(1) Where steel pipe is threaded and used for steam
service at pressure above 250 psi (1750 kPa) or for water
service above 100 psi (700 kPa) with water temperature
above 220°F (105°C), the pipe shall be seamless, having
the minimum ultimate tensile strength of 48,000 psi (330
MPa) and a weight at least equal to Schedule 80 of ASME
B36.10M.

(2) Where threaded brass or copper pipe is used for
the services described in (1), it shall complywith pressure
and temperature classifications permitted for thesemate-
rials by other paragraphs of this Code and shall have awall
thickness at least equal to that specified above for steel
pipe of corresponding size.

(3) Plain end nonferrous pipe or tube shall have
minimum wall thicknesses as follows:

(-a) For nominal sizes smaller than NPS 3∕4 (DN
20), the thickness shall not be less than that specified
for Type K of ASTM B88.

(-b) For nominal sizes NPS 3∕4 (DN 20) and larger,
the wall thickness shall not be less than 0.049 in. (1.25
mm). The wall thickness shall be further increased, as
required, in accordance with para. 102.4.

104.1.3 Straight Pipe Under External Pressure. For
determining wall thickness and stiffening requirements
for straight pipe under external pressure, the procedures
outlined inASMEBPVC, SectionVIII,Division1,UG-28,UG-
29, and UG-30 shall be followed.

104.2 ð22ÞCurved and Mitered Segments of Pipe

104.2.1 Pipe Bends. Pipe bends shall be subject to the
following limitations:
(a) The minimum wall thickness shall meet the re-

quirements of para. 102.4.5 and the fabrication require-
ments of para. 129.
(b) Limits on flattening and buckling at bends may be

specifiedbydesign,dependingon theservice, thematerial,
and the stress level involved. Where limits on flattening
andbuckling arenot specifiedbydesign, the requirements
of para. 129.1 shall be met.

104.2.2 Elbows. Elbows manufactured in accordance
with the standards listed in Table 126.1-1 are suitable
for use at the pressure–temperature ratings specified
by such standards, subject to the requirements of para.
106.

Table 104.1.2-1
ð22Þ Values of y

Material

Temperature, °F (°C)
900
(482)
and

Below
950
(510)

1,000
(538)

1,050
(566)

1,100
(593)

1,150
(621)

1,200
(649)

1,250
(677)
and

Above
Ferritic steels 0.4 0.5 0.7 0.7 0.7 0.7 0.7 0.7
Austenitic steels 0.4 0.4 0.4 0.4 0.5 0.7 0.7 0.7
Nickel alloy UNS No. N06690 0.4 0.4 0.4 0.4 0.5 0.7 0.7 …
Nickel alloys UNS Nos. N06617,

N08800, N08810, N08825
0.4 0.4 0.4 0.4 0.4 0.4 0.5 0.7

Cast iron 0.0 … … … … … … …
Other metals [Note (1)] 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4

GENERAL NOTES:
(a) The value of y may be interpolated between the 50°F (27.8°C) incremental values shown in the Table.
(b) For pipe with a Do/tm ratio less than 6, the value of y for ferritic and austenitic steels designed for temperatures of 900°F (482°C) and below

shall be taken as y = d/(d + Do).

NOTE: (1) Metals listed in Mandatory Appendix A that are not covered by the categories of materials listed above.
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104.2.3 Miters. Miter joints, and the terminology
related thereto, are described in ASME B31J. A widely
spaced miter with

< t
r

9 degn

shall be considered to be equivalent to a girth butt-welded
joint, and the rules of this paragraph do not apply. Miter
joints, and fabricated pipe bends consisting of segments of
straight pipe welded together, with θ equal to or greater
than this calculated value may be used within the limita-
tions described below.
(a) Pressure shall be limited to 10 psi (70 kPa) under

the following conditions:
(1) The assembly includes amiterweldwith θ > 22.5

deg, or contains a segment that has a dimension
<B t6 n

(2) The thickness of each segment of the miter is not
less than that determined in accordance with para. 104.1.

(3) The contained fluid is nonflammable, nontoxic,
and incompressible, except for gaseous vents to atmo-
sphere.

(4) The number of full pressure cycles is less than
7,000 during the expected lifetime of the piping system.

(5) Full penetration welds are used in joining miter
segments.
(b) Pressure shall be limited to100psi (700kPa) under

the conditions defined in (a)(2) through (a)(5), in addition
to the following:

(1) the angle θ does not exceed 22.5 deg
(2) the assembly does not contain any segment that

has a dimension
<B t6 n

(c) Miters to be used in other services or at design pres-
suresabove100psi (700kPa) shallmeet the requirements
of para. 104.7.

(1) When justification under para. 104.7 is based on
comparable service conditions, such conditions must be
established as comparablewith respect to cyclic aswell as
static loadings.

(2) When justification under para. 104.7 is based on
an analysis, that analysis and substantiating tests shall
consider the discontinuity stresses that exist at the junc-
ture between segments, both for static (including brittle
fracture) and cyclic internal pressure.

(3) Thewall thickness, ts, of a segmentof amiter shall
not be less than specified in (-a) or (-b), depending on the
spacing.

(-a) For closely spaced miter bends (see ASME
B31J for definition)

=t t
r R
r R

2 /
2(1 / )s m

(-b) For widely spaced miters (see ASME B31J for
definition)

= +t t r t(1 0.64 / tan )s m s

(The above equation requires an iterative or quadratic
solution for ts.)

104.3 ð22ÞIntersections and Attachments
104.3.1 Branch Connections

(a) This paragraph gives rules governing the design of
branch connections to sustain internal and external pres-
sure in cases where the axes of the branch and the run
intersect, and the angle between the axes of the
branch and of the run is between 45 deg and 90 deg, inclu-
sive.

Branch connections inwhich the smaller angle between
the axes of the branch and the run is less than 45 deg or
branch connections where the axes of the branch and the
run do not intersect impose special design and fabrication
problems. The rules given herein may be used as a guide,
but sufficient additional strength must be provided to
ensure safe service. Such branch connections shall be
designed to meet the requirements of para. 104.7.
(b) Branch connections in piping may be made from

materials listed in Mandatory Appendix A by the use of
the following:

(1) fittings, such as tees, laterals, and crossesmade in
accordance with the applicable standards listed in
Table 126.1-1 where the attachment of the branch
pipe to the fitting is by butt welding, socket welding,
brazing, soldering, threading, or a flanged connection.

(2) weld outlet fittings, such as cast or forged
nozzles, couplings and adaptors, or similar items
where the attachment of the branch pipe to the fitting
is by butt welding, socket welding, threading, or a
flanged connection. Such weld outlet fittings are attached
to the run by welding similar to that shown in
Figure 127.4.8-5 or Figure 127.4.8-6, as applicable. The
minimum thickness of the weld attaching a branch
weld-on fitting to the run pipe shall be the greater of

(-a) the nominal wall thickness of the attached
branch pipe

(-b) the weld thickness required to fill the joint to
themanufacturer’s fittingweld line (or theweld thickness
required to fill the joint to the edge of the first bevel of the
branch weld-on fitting where a weld line is not provided)

MSSSP-97maybeused for design andmanufacturing
standards for integrally reinforced forged branch outlet
fittings. Couplings are restricted to a maximum of NPS 3
(DN 80).

(3) extruded outlets at right angles to the run pipe, in
accordance with (g), where the attachment of the branch
pipe is by butt welding.
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(4) piping directly attached to the run pipe by
welding in accordance with para. 127.4.8 or by socket
welding or threading as stipulated below.

(-a) socketwelded right angle branch connections
may be made by attaching the branch pipe directly to the
run pipe provided

(-1) the nominal size of the branch does not
exceed NPS 2 (DN 50) or one-fourth of the nominal
size of the run, whichever is smaller.

(-2) the depth of the socket measured at its
minimum depth in the run pipe is at least equal to
that shown in ASME B16.11. If the run pipe wall does
not have sufficient thickness to provide the proper
depth of socket, an alternate type of construction shall
be used.

(-3) the clearance between the bottom of the
socket and the end of the inserted branch pipe is in accor-
dance with Figure 127.4.4-3.

(-4) the sizeof the filletweld is not less than1.09
times the nominal wall thickness of the branch pipe.

(-b) threaded right angle branch connections may
be made by attaching the branch pipe directly to the run
provided

(-1) the nominal size of the branch does not
exceed NPS 2 (DN 50) or one-fourth of the nominal
size of the run, whichever is smaller.

(-2) the minimum thread engagement is six full
threads for NPS 1∕2 (DN 15) and NPS 3∕4 (DN 20) branches;
seven for NPS 1 (DN 25), NPS 11∕4 (DN 32), and NPS 11∕2
(DN40) branches; and eight forNPS2 (DN50)branches. If
the run pipe wall does not have sufficient thickness to
provide the proper depth for thread engagement, an alter-
native type of construction shall be used.
(c) Branch Connections Not Requiring Reinforcement. A

pipe having a branch connection is weakened by the
opening that must bemade in it. Unless the wall thickness
of the branch and/or run pipe is sufficiently in excess of
that required to sustain the pressure, it is necessary to
provide additional material to meet the reinforcement re-
quirements of (d) and (e). However, there are certain
branch connections for which supporting calculations
are not required. These are as follows:

(1) branch connections made by the use of a fitting
(tee, lateral, cross, or branch weld-on fitting), manufac-
tured in accordance with a standard l isted in
Table 126.1-1, and used within the limits of pressure–
temperature ratings specified in that standard.

(2) branch connections made by welding a coupling
or half coupling directly to the runpipe in accordancewith
Figure 127.4.8-6, provided the nominal diameter of the
branch does not exceed NPS 2 (DN 50) or one-fourth
the nominal diameter of the run, whichever is less. The
minimum wall thickness of the coupling anywhere in
the reinforcement zone (if threads are in the zone,
wall thickness is measured from the root of the thread
to the minimum O.D.) shall not be less than that of the

unthreaded branch pipe. In no case shall the thickness
of the coupling be less than that of ASME B16.11, Class
3000.

(3) integrally reinforced fittings welded directly to
the run pipe when the reinforcements provided by the
fitting and the deposited weld metal meet the require-
ments of (d).

(4) integrally reinforced extruded outlets in the run
pipe. The reinforcement requirements shall be in accor-
dance with (g).

(5) partial penetration welded branch connections
N P S 2 ( DN 5 0 ) a n d sm a l l e r , a s s h own i n
Figure 127.4.8-7, illustration (a), provided tw is not
less than the nominal wall thickness of Schedule 160
pipe of the branch size.

(6) partial penetration welded instrument connec-
tions NPS 2 (DN 50) and smaller , as shown in
Figure 127.4.8-7, illustration (b), provided tw is not
less than Pd/1.6Sh, where P is the design pressure [psi
(kPa)], d is the nominal diameter [in. (mm)] of the
hole into which the instrumentation is inserted, and Sh
is the allowable stress [psi (kPa)] of either the run
pipe or branch at the design temperature, whichever is
lower. In addition, forweldsmade to instruments inserted
into the flow stream, the designer shall consider the fluid
flowstatic, dynamic, andvibration loads towhich theywill
be subjected.
(d) Branch Connections Subject to Internal Pressure

Requiring Reinforcement
(1) Reinforcement is required when it is not

provided inherently in the components of the branch
connection. This subparagraph gives rules covering the
design of branch connections to sustain internal pressure
in cases where the angle between the axes of the branch
and of the run is between 45 deg and 90 deg.
Subparagraph (e) gives rules governing the design of
connections to sustain external pressure.

(2) Figure 104.3.1-1 illustrates the notations used in
the pressure–temperature design conditions of branch
connections. These notations are as follows:

b = subscript referring to branch
d1 = inside centerline longitudinal dimension of

the finished branch opening in the run of the
pipe, in. (mm)

x = [Dob − 2(Tb − A)]/sin α
d2 = “half width” of reinforcing zone, in. (mm)
x = the greater of d1 or (Tb − A) + (Th − A) + d1/2

but in no case more than Doh, in. (mm)
Dob = outside diameter of branch, in. (mm)
Doh = outside diameter of header, in. (mm)
h = subscript referring to run or header
L4 = altitude of reinforcement zone outside of

run, in. (mm)
x = 2.5(Tb − A) + tr or 2.5(Th − A), whichever is

smaller
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Tb, Th = actual wall thickness (by measurement) or
the minimum wall thickness permissible
under the purchase specification of the
branch or header pipe, in. (mm)

tmb, tmh = requiredminimumwall thickness, in. (mm),
of the branch or header pipe as determined
by use of eq. (7) or eq. (8) in para. 104.1.2(a)

tr = thickness of attached reinforcing pad, in
Example A, in. (mm); or height of the
largest 60 deg right triangle supported by
the run and branch outside diameter
projected surfaces and lying completely
within the area of integral reinforcement,
in Example B, in. (mm)

α = angle between axes of branch and run, deg

(-a) If the run pipe contains a longitudinal seam
that is not intersected by the branch, the stress value
of seamless pipe of comparable grade may be used to
determine the value of tmh for reinforcement calculations
only. If thebranch intersects a longitudinalweld in the run,
or if the branch contains a weld, the weld joint efficiency
for either or both shall enter the calculations. If the branch
and run both contain longitudinal welds, care shall be
taken to ensure that the two welds do not intersect
each other.

(-b) The required reinforcement area in square
inches (square millimeters) for branch connections
shall be the quantity

= =A A t A d(2 sin ) ( ) (2 sin )mh7 6 1

Forright angle connections, the requiredreinforce-
ment becomes

= =A A t A d( )mh7 6 1

The required reinforcement must be within the
limits of the reinforcement zone as defined in (-d).

(-c) The reinforcement required by (2) shall be
that provided by any combination of areas A1, A2, A3,
A4, and A5, as defined below and illustrated in Figure
104.3.1-1 where
A1 = area provided by excess pipe wall in the run
x = (2d2 − d1)(Th − tmh)

A2 = area, in.2 (mm2), provided by excess pipe wall in
the branch for a distance, L4, above the run

x = 2L4 (Tb − tmb)/sin α
A3 = area provided by deposited weld metal beyond

the outside diameter of the run and branch,
and for fillet weld attachments of rings, pads,
and saddles

A4 = area provided by a reinforcing ring, pad, or inte-
gral reinforcement. The value of A4 may be taken
in the samemanner inwhich excess headermetal
is considered,provided theweld completely fuses
the branch pipe, run pipe, and ring or pad, or inte-

gral reinforcement. For welding branch connec-
tions refer to para. 127.4.8.

A5 = area provided by a saddle on right angle connec-
tions

x = (O.D. of saddle − Dob)tr
A6 = pressure design area expected at the end of

service life
x = (tmh − A)d1

Portions of the reinforcement area may be
composed of materials other than those of the run
pipe, but if the allowable stress of these materials is
less than that for the run pipe, the corresponding calcu-
lated reinforcement area provided by this material shall
be reduced in the ratio of the allowable stress being
applied to the reinforcement area. No additional credit
shall be taken for materials having higher allowable
stress values than the run pipe.

(-d) Reinforcement Zone. The reinforcement zone
is a parallelogramwhosewidth shall extend a distance, d2,
on each side of the centerline of the branch pipe, and
whose altitude shall start at the inside surface of the
run pipe and extend to a distance, L4, from the outside
surface of the run pipe.

(-e) Reinforcement of Multiple Openings. It is
preferred that multiple branch openings be spaced so
that their reinforcement zones do not overlap. If closer
spacing is necessary, the following requirement shall
be met. The two or more openings shall be reinforced
in accordance with (2), with a combined reinforcement
that has a strength equal to the combined strength of
the reinforcement thatwould be required for the separate
openings. No portion of the cross section shall be consid-
eredasapplying tomore thanoneopening,orbeevaluated
more than once in a combined area.

When more than two adjacent openings are
provided with a combined reinforcement , the
minimum distance between centers of any two of
these openings should preferably be at least 11∕2 times
their average diameter, and the area of reinforcement
between them shall be at least equal to 50% of the
total required for these two openings.

(-f) Rings, Pads, and Saddles. Reinforcement
provided in the form of rings, pads, or saddles shall
not be appreciably narrower at the side than at the crotch.

A vent hole shall be provided at the ring, pad, or
saddle to provide venting during welding and heat treat-
ment. Refer to para. 127.4.8(e).

Rings, pads, or saddles may be made in more than
one piece, provided the joints between pieces have full
thickness welds, and each piece has a vent hole.

(-g) Other Designs. The adequacy of designs to
which the reinforcement requirements of para. 104.3
cannot be applied shall be proven by burst or proof
tests on scale models or on full-size structures, or by
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Figure 104.3.1-1
Reinforcement of Branch Connections

Mill tolerance

Branch pipe
or nozzle

Nominal
thickness

Reinforcement
zone

d2 d2

d1

Mill tolerance

Ring or pad, A4
[Notes (1) and (2)]

Th

tmh

tmb

Tb

Excess wall
in branch

Reinforcement
zone

Dob

A3

A3 A2

A6

cL

cL

Branch

L4

Doh

A3

Excess wall
in header

A2

A1

Explanation of areas:

Area A1 — available reinforcement area (excess wall) in header 

Header or
run pipe

A
1

tr

Run or header
Additional

thickness, A
[see para. 104.1.2(a)]

Nominal
thickness

Branch without
reinforcement
(for saddle,
see Detail on
next page)

Additional
thickness, A

Example A

Area A2 — available reinforcement area (excess wall) in branch

Area A3 — available reinforcement area fillet weld metal

Area A4 — metal in ring, pad, or integral reinforcement

Area A5 — metal in saddle parallel to run (see Detail)

Area A6 — pressure design area (expected
at the end of service life)
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Figure 104.3.1-1
Reinforcement of Branch Connections (Cont’d)

Reinforcement
 area

(b)(a)

Example B

Tb

d1 d1

Tb

ThTh

Reinforcement
 area

tr

tr

60 deg60 deg

Branch pipe 
 or nozzle 

Reinforcement 
 zone

A3

Excess wall
 in header

A2

A1

A3

Header or 
 run pipe

tr

Saddle, A5
 [Note (3)]

90 deg

Detail
for Example A

GENERAL NOTES:
(a) This figure illustrates the nomenclature of para. 104.3.1(d).
(b) Required reinforcement area = A7 = A6 (2 − sin α) = (tmh − A)d1 (2 − sin α).
(c) Available reinforcement areas = A1 + A2 + A3 + A4 + A5 (as applicable).
(d) Available reinforcement areas ≥ required reinforcement area.

NOTES:
(1) When a ring or pad is added as reinforcement (Example A), the value of reinforcement area may be taken in the samemanner in which excess header metal is considered, provided the weld

completely fuses thebranchpipe, headerpipe, and ringor pad. Typical acceptablemethodsofwelding thatmeet the above requirement are shown inFigure127.4.8-44, illustrations (c) and (d).
(2) Width to height of rings and pads shall be reasonably proportioned, preferably on a ratio as close to 4:1 as the available horizontal space within the limits of the reinforcing zone along the run

and the outside diameter of the branch will permit, but in no case may the ratio be less than 1:1.
(3) Reinforcement saddles are limited to use on 90 deg branches (Example A Detail).
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calculations previously substantiated by successful
service of similar design.
(e) Branch Connections Subject to External Pressure

Requiring Reinforcement. The reinforcement area in
square inches (square millimeters) required for branch
connections subject to external pressure shall be

t d0.5 (2 sin )mh 1

where tmh is the required header wall thickness deter-
mined for straight pipe under external pressure, using
procedures outlined in ASME BPVC, Section VIII, Division
1, UG-28, UG-29, UG-30, and UG-31.

Procedures established heretofore for connections
subject to internal pressure shall apply for connections
subject to external pressure provided that Doh, Dob, and
tr are reduced to compensate for external corrosion, if
required by design conditions.
(f) Branch Connections Subject to External Forces and

Moments. The requirements of the preceding paragraphs
are intended to ensure safe performance of a branch
connection subjected only to pressure. However, when
external forces and moments are applied to a branch
connection by thermal expansion and contraction; by
dead weight of piping, valves, and fittings, covering
and contents; or by earth settlement, the branch connec-
tion shall be analyzed considering the stress intensifica-
tion factors as specified in ASMEB31J. Use of ribs, gussets,
and clamps designed in accordance with para. 104.3.2 is
permissible to stiffen the branch connection, but their
areas cannot be counted as contributing to the required
reinforcement area of the branch connection.
(g) Extruded Outlets Integrally Reinforced
(1) The following definitions, modifications, nota-

tions, and requirements are specifically applicable to
extruded outlets. The designer shall make proper wall
thickness allowances in order that the required
minimum reinforcement is ensured over the design life
of the system.

(2) Definition. An extruded outlet header is defined
as a header in which the extruded lip at the outlet has an
altitude above the surface of the run that is equal to or
greater than the radius of curvature of the external
contoured portion of the outlet; i.e., ho ≥ ro. See nomen-
clature and Figure 104.3.1-2.

(3) These rules apply only to cases where the axis of
the outlet intersects and is perpendicular to the axis of the
run. These rules do not apply to any nozzle in which addi-
tional nonintegral material is applied in the form of rings,
pads, or saddles.

(4) The notation used herein is illustrated in
Figure 104.3.1-2. All dimensions are in inches (milli-
meters).

db = corroded internal diameter of branch pipe
dc = corroded internal diameter of extruded

outlet measured at the level of the
outside surface of the run

Dob = outside diameter of branch pipe
Doh = outside diameter of run
dr = corroded internal diameter of run
ho = heightof theextruded lip. Thismustbeequal

to or greater than ro, except as shown in (b)
under the definition of ro.

L8 = altitude of reinforcement zone
x = D T0.7 ob o
r1 = half width of reinforcement zone (equal to

dc)
ro = radius of curvature of external contoured

portion of outlet measured in the plane
containing the axes of the run and
branch. This is subject to the following
limitations:
(-a) Minimum Radius. This dimension

shall not be less than 0.05Dob except that
on branch diameters larger than NPS 30
(DN 750), it need not exceed 1.50 in. (38
mm).
(-b) Maximum Radius. For outlet pipe

sizes 6 in. (150 mm) nominal and larger,
this dimension shall not exceed 0.10Dob +
0.50 in. (0.10Dob + 12.7 mm). For outlet
pipe sizes less than NPS 6 (DN 150), this
dimension shall be not greater than 1.25
in. (32 mm).
(-c) When the external contour contains

more than one radius, the radius of any arc
sector of approximately 45 deg shall meet
the requirements of (-a) and (-b). When
the external contour has a continuously
varying radius, the radius of curvature at
every point on the contour shall meet the
requirements of (-a) and (-b).
(-d) Machining other than grinding for

weld cleanup shall not be employed to
meet the above requirements.

Tb − A = actual wall thickness (by measurement) or
the minimum wall thickness permissible
under the purchase specification of the
branch pipe minus the corrosion allowance,
in. (mm)

Th − A = actual wall thickness (by measurement) or
the minimum wall thickness permissible
under the purchase specification of the
header pipe minus the corrosion allowance,
in. (mm)

tmb − A = required thickness of branch pipe according
to wall thickness eq. (7) or eq. (8) in para.
104.1.2(a), but not including any thickness
for corrosion

tmh − A = required thickness of the run according to
eq. (7) or eq. (8) in para. 104.1.2(a), but
not including any allowance for corrosion
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Figure 104.3.1-2
ð22ÞReinforced Extruded Outlets
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To = corroded finished thickness of extruded
outlet measured at a height equal to ro
above the outside surface of the run

(5) The required area is defined as
=A K t A d( )mh c7

where K shall be taken as follows:
For Dob/Doh greater than 0.60,

=K 1.00

For Dob/Doh greater than 0.15 and not exceeding 0.60,

= +K D D0.6 /ob oh
2
3

For Dob/Doh equal to or less than 0.15,

=K 0.70

The designmustmeet criteria that the reinforcement
area defined in (6) is not less than the required area.

(6) ReinforcementArea.Thereinforcementareashall
be the sum of areas

+ +A A A1 2 4

as defined below.
(-a) Area A1 is the area lying within the reinforce-

ment zone resulting fromanyexcess thickness available in
the run wall.

=A d T t( )c h mh1

(-b) Area A2 is the area lying within the reinforce-
ment zone resulting fromanyexcess thickness available in
the branch pipe wall.

=A L T t2 ( )b mb2 8

(-c) Area A4 is the area lying within the reinforce-
ment zone resulting from excess thickness available in the
extruded outlet lip.

=
Ä
Ç
ÅÅÅÅÅÅ

É
Ö
ÑÑÑÑÑÑ)A r T T A2 (o o b4

(7) Reinforcement of Multiple Openings. It is
preferred that multiple branch openings be spaced so
that their reinforcement zones do not overlap. If closer

spacing is necessary, the following requirements shall
be met. The two or more openings shall be reinforced
in accordance with (g) with a combined reinforcement
that has a strength equal to the combined strength of
the reinforcement that would be required for separate
openings. No portion of the cross section shall be consid-
eredasapplying tomore thanoneopening, orbeevaluated
more than once in a combined area.

(8) In addition to the above, the manufacturer shall
be responsible for establishing andmarkingon the section
containing extruded outlets the design pressure and
temperature. The manufacturer’s name or trademarks
shall be marked on the section.

104.3.2 Attachments. External and internal attach-
ments to piping shall be designed so as not to cause flat-
tening of the pipe, excessive localized bending stresses, or
harmful thermal gradients in the pipe wall. It is important
that such attachments be designed to minimize stress
concentrations in applications where the number of
stress cycles, due to either pressure or thermal effect,
is relatively large for the expected life of the equipment.

104.4 Closures

104.4.1 General. Closures for power piping systems
shall meet the applicable requirements of this Code
and shall comply with the requirements described in
(a) or (b). Closures may be made
(a) by use of closure fittings, such as threaded or

welded plugs, caps, or blind flanges, manufactured in
accordance with standards listed in Table 126.1-1, and
used within the specified pressure–temperature
ratings, or
(b) in accordance with the rules contained in ASME

BPVC, Section I, PG-31 or Section VIII, Division 1, UG-
34 and UW-13, calculated from

= +t t Am

where
t = pressure design thickness, calculated for the given

closure shape and direction of loading using appro-
priate equations and procedures in ASME BPVC,
Section I or Section VIII, Division 1

The symbol A and the symbols used in determining t shall
have the definitions shown herein, instead of those given
in the ASME BPVC.

Figure 104.3.1-2
Reinforced Extruded Outlets (Cont’d)

NOTES:
(1) Taper bore inside diameter (if required) to match branch pipe 1:3 maximum taper.
(2) Illustration to show method of establishing To when the taper encroaches on the crotch radius.
(3) Illustration is drawn for condition where k = 1.00.
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Attachment of a welded flat permanent closure with
only a single fillet weld is not permitted.

104.4.2 Openings in Closures. Openings in closures
may be made by welding, extruding, or threading. Attach-
ment to the closure shall be in accordance with the limita-
tions provided for such connections in para. 104.3.1 for
branch connections. If the size of the opening is greater
than one-half of the inside diameter of the closure, the
opening shall be designed as a reducer in accordance
with para. 104.6.

Other openings in closures shall be reinforced in accor-
dance with the requirements of reinforcement for a
branchconnection.The total cross-sectional area required
for reinforcement in any plane passing through the center
of the opening and normal to the surface of the closure
shall not be less than the quantity of d5t, where
d5 = diameter of the finished opening, in. (mm)
t = as defined in para. 104.4.1(b)

104.5 Pressure Design of Flanges and Blanks
104.5.1ð22Þ Flanges — General

(a) Flanges of sizes NPS 24 (DN 600) and smaller that
are manufactured in accordance with ASME B16.1 and
ASME B16.5 shall be considered suitable for use at the
primary service ratings (allowable pressure at service
temperature) except the slip-on flanges to ASME B16.5
shall be limited in application to no higher than Class
300 primary pressure service rating. Refer to
para. 127.4.4.

For flanges larger than NPS 24 (DN 600) and manufac-
tured in accordance with the specifications and standards
listed in Table 126.1-1, the designer is cautioned about the
dimensionally different designs that are available, as well
as the limitations of their application.

Flanges not made in accordance with the specifications
and standards listed in Table 126.1-1 shall be designed in
accordance with ASME BPVC, Section VIII, Division 1,
except that the requirements for fabrication, assembly,
inspection, and testing, and the pressure and temperature
limits for materials of this Code for Pressure Piping shall
govern. Certain notations used in the ASME Code, namely
P, Sa, Sb, and Sf, shall have the meanings described below
instead of those given in the ASME Code. All other nota-
tions shall be as defined in the ASME Code.

P = design pressure, psi (kPa) (see paras. 101.2.2 and
101.2.4)

Sa = maximum allowable bolt stress at ambient
temperature, psi (kPa) (see Mandatory Appendix
A, Table A-10)

Sb = maximum allowable bolt stress at design
temperature, psi (kPa) (see Mandatory Appendix
A, Table A-10)

Sf = allowable stress for flange material or pipe, psi
(kPa) (see para. 102.3.1 and Allowable Stress
Tables; stress values converted fromMPa to kPa)

For certain specific applications, see the limitations of
paras. 122.1.1(f) through 122.1.1(h).
(b) These flange design rules are not applicable to flat

face designs employing full face gaskets that extend
beyond the bolts.
(c) Application of bolting materials for flanged joints is

covered in para. 108.5.

104.5.2 Blind Flanges

(a) Blind flanges manufactured in accordance with the
standards listed in Table 126.1-1 shall be considered
suitable for use at the pressure–temperature rating speci-
fied by such standards.
(b) The required thickness of blind flanges not manu-

factured in accordance with standards in Table 126.1-1
shall be calculated from eq. (13).

= +t t Am (13)

where
t = pressure design thickness as calculated for the

given style of blind flange from the appropriate
equations for bolted flat cover plates in ASME
BPVC, Section I. Certain notations used in these
equa t ions , name ly P and SE [ s ee para .
104.1.2(a), footnote 3], shall be considered to
have the meanings described in para. 104.1.2(a)
instead of those given in the ASME Code. All
other notations shall be as defined in the ASME
Code.

104.5.3 Blanks

(a) The required thickness of permanent blanks (see
Figure 104.5.3-1) shall be calculated from the equation

= +t t Am

where
t = pressure design thickness as calculated from

eq. (14)

=t d P
SE

3
166 (14)

See para. 104.1.2(a), footnote 3.
d6 = inside diameter of gasket for raised or flat (plain)

face flanges, or the gasket pitch diameter for
retained gasketed flanges, in. (mm)

(b) Blanks to be used for test purposes only shall have a
minimum thickness not less than the pressure design
thickness t specified above, except that P shall be not
less than the test pressure and SE [see para .
104.1.2(a), footnote 3] may be taken as the specified
minimum yield strength of the blank material if the
test fluid is incompressible.

ASME B31.1-2022

37

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 46 of 382



(c) Attachment of a welded flat permanent blank with
only a single fillet weld is not permitted.

104.6 Reducers

Flanged reducer fittings manufactured in accordance
with the standards listed in Table 126.1-1 shall be consid-
ered suitable for use at the specified pressure–tempera-
ture ratings. Where butt welding reducers are made to a
nominal pipe thickness, the reducers shall be considered
suitable for use with pipe of the same nominal thickness.

104.7 Other Pressure-Containing Components

104.7.1 Listed Components. Pressure-containing
components manufactured in accordance with the stan-
dards listed in Table 126.1-1 shall be considered suitable
for use under normal operating conditions at or below the
specified pressure–temperature ratings. However, the
user is cautioned that where certain standards or manu-
facturers may impose more restrictive allowances for
variation from normal operation than those established
by this Code, the more restrictive allowances shall apply.

104.7.2 Specially Designed Components. The pres-
sure design of components not covered by the standards
listed in Table 126.1-1 or for which design formulas and
procedures are not given in this Code shall be based on

calculations consistent with the design criteria of this
Code. These calculations shall be substantiated by one
or more of the means stated in (a) through (d).
(a) extensive, successful service experience under

comparable conditions with similarly proportioned
components of the same or similar material
(b) experimental stress analysis, such as described in

ASME BPVC, Section VIII, Division 2, Annex 5-F
(c) proof test in accordance with ASME B16.9; MSS SP-

97; or ASME BPVC, Section I, A-22
(d) detailed stress analysis, such as finite element

method, in accordancewithASMEBPVC, SectionVIII, Divi-
sion 2, Part 5, except that the basic material allowable
stress from the Allowable Stress Tables of Mandatory
Appendix A or as calculated per para. 123.1.2(b) shall
be used in place of Sm

Foranyof (a) through(d), it ispermissible to interpolate
between sizes, wall thicknesses, and pressure classes and
to determine analogies among related materials.

Calculations and documentation showing compliance
with this paragraph shall be available for the owner’s
approval and, forboiler externalpiping, they shall beavail-
able for the Authorized Inspector’s review.

Figure 104.5.3-1
Types of Permanent Blanks
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d6 d6
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104.8 Analysis of Piping Components

To validate a design under the rules in this paragraph,
the complete piping system must be analyzed for condi-
tions and criteria dealing with the effects of thermal
expansion, including movements of equipment,
anchors, guides, and restraints, weight and other
sustained loads, and applicable occasional loads such
as those described in para. 101. Each component in
the system must meet the limits in this paragraph. For
pipe and fittings, the pressure term in Figure 104.8-1,
eqs. (15) and (16) may be replaced with the alternative
term for Slp as defined in para. 102.3.2(a)(3). The pressure
term in eqs. (15) and (16) may not apply for bellows and
expansion joints. When evaluating stresses in the vicinity
of expansion joints, consideration must be given to actual
cross-sectional areas that exist at the expansion joint.

104.8.1 Stress Due to Sustained Loads. The effects of
pressure, weight, and other sustained mechanical loads
shall meet the requirements of Figure 104.8-1, eq.
(15). The nomenclature for the equation is as follows:

Ap = cross-sectional material area of the pipe
Do = nominal outside diameter of the pipe
Fa = longitudinal force due to weight and other

sustained loads (excluding pressure)
NOTE: Compressive forces are negative values.

Ia = sustained longitudinal force index. In the
absence of more applicable data, Ia is
taken as 1.00.

Ii = sustained in-plane moment index. In the
absence of more applicable data, Ii is
taken as the greater of 0.75ii and 1.00 (ii
taken from ASME B31J, Table 1-1).

Io = sustained out-of-plane moment index. In
the absence of more applicable data, Io
is taken as the greater of 0.75io and
1.00 (io taken from ASME B31J, Table 1-1).

It = sustained torsional moment index. In the
absence of more applicable data, It is taken
as the greater of 0.75it and 1.00 (it taken
from ASME B31J, Table 1-1).

MiA, MoA,
MtA = in-plane, out-of-plane, or torsional

moment, respectively, due to sustained
loads [see para. 104.8.4(a)]

P = i n t e r n a l d e s i g n p r e s s u r e ( s e e
para. 101.2.2)

Sh = basic material allowable stress at design
temperature [see paras. 101.3.2 and
102.3.2(b)]

SL = stresses due to pressure, weight, and other
sustained loads

tn = nominal wall thickness of pipe
Z = nominal section modulus of pipe

104.8.2 Stress Due to Occasional Loads.The effects of
pressure, weight, other sustained loads, and occasional
loads shall meet the requirements of Figure 104.8-1,
eq. (16). The loadsdescribed in para. 101.5maybe consid-
eredasoccasional loads if the time limitationsof the termk
are met.

Terms for eq. (16) are as defined in para. 104.8.1, except
Fb = longitudinal force due to weight, other

sustained loads (excluding pressure),
and occasional loads [see para. 104.8.4(b)]
NOTE: Compressive forces are negative values.

k = 1.15 foroccasional loadsacting fornomore
than 8 hr at any one time and nomore than
800 hr/yr [see para. 102.3.3(a)]

x = 1.2 for occasional loads acting for no more
than 1 hr at any one time and nomore than
80 hr/yr [see para. 102.3.3(a)]

MiB, MoB,
MtB = in-plane, out-of-plane, or torsional

moment, respectively, due to sustained
loads p lus occas iona l l oads [ see
para. 104.8.4(b)]

Po = pressure coincident with the occasional
load being evaluated

So = stresses due to pressure, weight, sustained
loads, and occasional loads

104.8.3 Stress Due to Displacement LoadRanges.The
effects of thermal expansion and other cyclic loads shall
meet the requirements of Figure 104.8-1, eq. (17).

Terms are as defined in para. 104.8.1, except
Fc = axial force range due to reference displace-

ment load range
NOTE: Compressive forces are negative values.

ia = axial force stress intensification factor. In
the absenceofmoreapplicable data, ia=1.0
for elbows, pipe bends, and miter bends
(single, closely spaced, and widely
spaced), and ia = io (or i when listed) in
ASME B31J for other components

iI, io, it = in-plane, out-of-plane, and torsional stress
intensification factors, respectively, for
piping component as defined by ASME
B31J, Table 1-1

MiC, MoC,
MtC = in-plane, out-of-plane, or torsional

moment, respectively, loading range on
the cross section due to the reference dis-
placement load range. For flexibility
analyses , the moments due to the
ambient to normal operating temperature
range and eq. (1A) are typically used [see
paras. 102.3.2(b), 104.8.4(a), and 119.7].

SA = allowable cyclic displacement stress range
[see para. 102.3.2(b)(1)]
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SE = reference displacement stress range [see
para. 104.8.4(c)]

104.8.4 Application of Forces and Moments
(a) For Figure 104.8-1, eqs. (15) through (17), for

moment convention to calculate stresses, the designer
may refer to ASME B31J, Figure 1-1 for moments in
branch connections and ASME B31J, Figure 1-2 for
pipe bends or welding elbows.
(b) When combining forces and moments due to

weight, other sustained loads and forces, and occasional
loads, if the method of analysis for occasional loads, such
as earthquakeor other dynamic loads, is such that only the
force and moment magnitudes without relative algebraic
signs are obtained, the most conservative combination of
the signed and unsigned forces and moments shall be
used.
(c) Figure 104.8-1, eq. (17) shall be used to calculate Si

when computing the total number of equivalent reference
displacement stress range cycles , N [see para.
102.3.2(b)(1), eq. (2)]. When calculating Si, the force
and moments associated with the i displacement range
cycle should be used rather than the reference displace-
ment range cycle.

PART 3
SELECTION AND LIMITATIONS OF PIPING

COMPONENTS

105 PIPE

105.1 General

Pipe conforming to the standards and specifications
listed in Mandatory Appendix A shall be used within
the range of temperatures for which allowable stresses
are given within the limitations specified herein.

105.2 Metallic Pipe
105.2.1 Ferrous Pipe

(a) Furnace butt welded steel pipe shall not be used for
flammable, combustible, or toxic fluids.
(b) Ductile iron pipe may be used for design pressures

within the ratings established by the standards and speci-
fications listed in Tables 126.1-1 and A-5 and Notes
thereto, and the limitations herein and in para. 124.6.
Ductile iron pipe shall not be used for flammable, combus-
tible, or toxic fluids. Temperature limits for the use of
ductile iron pipe are often determined by the type of elas-
tomeric gasket used in the pipe joints, or the lining mate-
rial used on the internal surface of the pipe. It is the
responsibility of the designer to determine whether
these components are suitable for use in the particular
application being considered. See para. 106.1(e).

Figure 104.8-1
ð22Þ Equations (15), (16), and (17)
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105.2.2 Nonferrous Pipe

(a) Copper and brass pipe for water and steam service
maybeused for designpressuresup to250psi (1750kPa)
and for design temperatures to 406°F (208°C).
(b) Copper and brass pipe for air may be used in accor-

dance with the allowable stresses given in the Allowable
Stress Tables.
(c) Copper tubing may be used for dead-end instru-

ment service with the limitations stated in para.
122.3.2(d).
(d) Copper, copper alloy, or aluminum alloy pipe or

tube may be used under the conditions stated in
para. 124.7. Copper, copper alloy, or aluminum pipe or
tube shall not be used for flammable, combustible, or
toxic fluids except as permitted in paras. 122.7 and 122.8.

105.3 Nonmetallic Pipe

(a) Rules and service limitations for plastic and elas-
tomer-based piping materials, with or without fabric or
fibrous material added for pressure reinforcement, are
given in Mandatory Appendix N. These materials
include thermoplastics and reinforced thermosetting
resins.
(b) Metallic piping lined with nonmetals may be used

for fluids that would corrode or be contaminated by
unprotected metal. See para. 122.9 and Mandatory
Appendix N.
(c) Reinforced concrete pipe may be used in accor-

dance with the specifications listed in Table 126.1-1
for water service up to 150°F (65°C).
(d) A flexible nonmetallic pipe or tube assemblymaybe

used in applications where
(1) satisfactory service experience exists
(2) the pressure and temperature conditions are

within the manufacturer’s recommendations
(3) the conditions described in paras. 104.7, 124.7,

and 124.9 are met

106 FITTINGS, BENDS, AND INTERSECTIONS

106.1 Fittings

(a) Threaded, flanged, groovedandshouldered, socket-
welding, butt-welding, compression, push-on, mechanical
gland, and solder-joint fittings made in accordance with
the applicable standards in Table 126.1-1 may be used in
power piping systems within the material, size, pressure,
and temperature limitations of those standards, and
within any further limitations specified in this Code.Mate-
rial for fittings in flammable, combustible, or toxic fluid
systems shall, in addition, conform to the requirements of
paras. 122.7 and 122.8.
(b) Fittings not covered by the standards listed in

Table 126.1-1 may be used if they conform to para. 104.7.

(c) Cast butt-welding steel fittings not covered by the
dimensional standards listed inTable126.1-1maybeused
up to the manufacturer’s pressure and temperature
ratings, provided they are radiographed in accordance
with MSS SP-54. Fittings with discontinuities in excess
of those permitted by MSS SP-54 shall be rejected. The
purchaser may allow the repair of a rejected fitting
provided it is reexamined and accepted in accordance
with the requirements of MSS SP-54.
(d) Fabricated ends for grooved and shouldered type

joints are acceptable, provided they are attached by full
penetrationwelds, double filletwelds, or threading. Fabri-
cated ends attached by single fillet welds are not accept-
able.
(e) Elastomeric gasket bell end fittings complying with

applicable standards listed in Table 126.1-1 may be used
for water service. Temperature limits for gray and ductile
iron fittings using ANSI/AWWA C111/A21.11 joints are
150°F (65°C) for push-on joints and 120°F (49°C) for
mechanical joints, based on standard water service
gasket and lining materials. Fittings of this type using
alternative materials, as allowed by AWWA C111, may
be used for nonflammable, nontoxic service to 212°F
(100°C), where suitability for the fluid and operating con-
ditions has been established by test or experience.
Temperature limits for bell and spigot fittings in nonme-
tallic pipe shall be per para. 105.3.

106.2 Bends and Intersections

Bends and extruded branch connections may be used
when designed in accordance with the provisions of
paras. 104.2 and 104.3, respectively. Miters may be
used within the limitations of para. 104.2.3.

106.3 Pipe Couplings and Unions

(a) Cast iron andmalleable iron pipe couplings shall be
limited in application as referenced in paras. 124.4 and
124.5, respectively.
(b) Straight thread couplings shall not be used.
(c) Class 3000 steel pipe unions constructed in accor-

dance with MSS SP-83 may be used, provided the system
design conditions are within the standard’s listed pres-
sure–temperature ratings.

106.4 Flexible Metal Hose Assembly

(a) Flexible metal hose assemblies may be used to
provide flexibility in a piping system, to isolate or
control vibration, or to compensate for misalignment.
The design conditions shall be in accordance with
para. 101 and within the limitations of the assembly as
recommended by the manufacturer. The basis for their
application shall include the following service conditions:
thermal cycling, bend radius, cycle life, and the possibility
of corrosion and erosion. Installation shall be limited to a
single-plane bend, free from any torsion effects during
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service conditions andnonoperating periods. Typeof end-
connector components shall be consistent with the re-
quirements of this Code.
(b) A flexible metal hose assembly, consisting of one

continuous length of seamless or butt welded tube
with helical or annular corrugations, is not limited as
to application in piping systems that are within the
scope of this Code, provided that the conditions described
in (a) aremet. For application subject to internal pressure,
the flexible element shall be containedwithin one ormore
separate layers of braided metal permanently attached at
both coupling ends by welding or brazing. For application
in toxic fluid systems, it is recommended that the designer
also review the standards published by the relevant fluid
industry for any additional safety and materials require-
ments that may be necessary.
(c) A flexible metal hose assembly consisting of wound

interlocking metal strips may be applied to atmospheric
vent systems only and shall not be used in systems that
convey high-temperature, flammable, toxic, or searching-
type fluids. Where applicable, as determined by the
designer and within the limitations described in
para. 122.6 and those imposed by the manufacturer,
this type of hose assembly may be used at pressure-
relieving devices.

107 VALVES

107.1 General

(a) Valves complying with the standards and specifica-
tions listed inTable 126.1-1 shall be usedwithin the speci-
fied pressure–temperature ratings. Unless otherwise
required in the individual standards and specifications
listed in Table 126.1-1, such steel valves shall be pressure
tested in accordance with MSS SP-61.
(b) Valvesnot complyingwith (a) shall beof adesign, or

equal to the design, that the manufacturer recommends
for the service as stipulated in para. 102.2.2. Such valves
shall be pressure tested in accordance with MSS SP-61.
(c) Some valves are capable of sealing simultaneously

against a pressure differential between an internal cavity
of the valve and the adjacent pipe in both directions.
Where liquid is entrapped in such a valve and is subse-
quently heated, a dangerous rise in pressure can result.
Where this condition is possible, the owner shall provide
means in design, installation, and/or operation to ensure
that the pressure in the valve shall not exceed the rated
pressure for the attained temperature. A relief deviceused
solely for the overpressure protection from such
entrapped fluid and conforming to (a) or (b) need not
comply with the requirements of para. 107.8. Any pene-
tration of the pressure-retaining wall of the valve shall
meet the requirements of this Code.
(d) Only valves designed such that the valve stem is

retained fromblowoutbyanassembly that functions inde-
pendently of the stem seal retainer shall be used.

(e) Materials used for pressure retention for valves in
flammable, combustible, or toxic fluid systems shall in
addition conform to the requirements of paras. 122.7
and 122.8.
(f) When selecting diaphragm valves in accordance

withMSSSP-88, the designer shall specify theproper cate-
gory pressure–temperature rating for the system design
conditions, and should consider the expected in-service
and shelf lives of the diaphragm material.
(g) Pressure-regulating valves may have pressure

ratings in accordancewithANSI/FCI Standard79-1. Regu-
lators having two static pressure ratings, i.e., inlet vs.
outlet, shall be installed with adequate overpressure
protectiondevices toprevent excessivedownstreampres-
sure resulting from any system failure. Refer to
paras. 122.5 and 122.14.

107.2 Marking

Each valve shall bear themanufacturer’s nameor trade-
mark and reference symbol to indicate the service condi-
tions for which the manufacturer guarantees the valve.
The marking shall be in accordance with ASME B16.5
and ASME B16.34. MSS SP-25 may also be used for
guidance.

107.3 Ends

Valves may be used with flanged, threaded, butt
welding, socket welding, or other ends in accordance
with applicable standards as specified in para. 107.1(a).

107.4 Stem Threads

Where threadedstemvalvesareused, stemthreadsmay
be internal or external with reference to the valve bonnet.
Outsidescrewandyokedesignshall beused forvalvesNPS
3 (DN 80) and larger for pressures above 600 psi (4135
kPa). This requirement is not applicable to quarter-turn
valves that comply with all other provisions of this Code.

107.5 Bonnet Joints

Bonnet joints may be flanged, welded, pressure seal,
union type, or other design, except that screwed
bonnet connections in which the seal depends on a
steam-tight threaded joint shall not be permitted as
source valves in steam service at pressures above 250
psi (1750 kPa).

107.6 Bypasses

Sizes of bypasses shall be in accordancewithMSS SP-45
as aminimum standard. Pipe for bypasses shall be at least
Schedule 80 seamless, and of a material of the same
nominal chemical composition and physical properties
as that used for the main line. Bypasses may be integral
or attached.
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107.8 Pressure-Relieving Valves and Devices

107.8.1 General.Pressure-relieving valves and devices
shall conform to the requirements specified in this Code
for flanges, valves, and fittings for the pressures and
temperatures to which they may be subjected.

107.8.2 Pressure-Relieving Valves on Boiler External
Piping. Safety, safety relief, andpower-actuated pressure-
relieving valves on boiler external piping shall be in accor-
dance with para. 122.1.7(d).

107.8.3 Pressure Relief Requirements on Nonboiler
External Piping
(a) Reheater safety valves on reheat piping shall

conform to para. 122.1.7(d).
(b) Safety, safety relief, relief, and pilot-operated pres-

sure relief valves shall be in accordance with ASME BPVC,
Section VIII, Division 1, UG-126.
(c) Nonreclosing pressure relief devices, such as

rupture disks, pin devices/valves, and spring-loaded
nonreclosing devices, shall be in accordance with
ASME BPVC, Section VIII, Division 1, UG-127.
(d) Valves and devices in (b) and (c) shall be

constructed, manufactured, rated, and marked in accor-
dance with the requirements of ASME BPVC, Section VIII,
Division 1, UG-128 through UG-132 and UG-136 through
UG-138.
(e) Capacity certification and the ASME Certification

Mark and Designator are not required for valves with
set pressures 15 psig [100 kPa (gage)] and lower.

107.8.4 Nonmandatory Appendix. For nonmandatory
rules for the design of safety valve installations, see
Nonmandatory Appendix II.

108 PIPE FLANGES, BLANKS, FLANGE FACINGS,
GASKETS, AND BOLTING

108.1 Flanges

Flanges shall conform to the design requirements of
para. 104.5.1 or to the standards listed in Table
126.1-1. They may be integral or shall be attached to
pipe by threading, welding, brazing, or other means
within the applicable standards specified inTable126.1-1.

108.2 Blanks

Blanks shall conform to the design requirements of
para. 104.5.3.

108.3 Flange Facings

Flange facings shall be inaccordancewith theapplicable
standards listed in Tables 112-1 and 126.1-1. When
bolting Class 150 standard steel flanges to flat face
cast iron flanges, the steel flange shall be furnished
with a flat face. Steel flanges of Class 300 raised face stan-
dard may be bolted to Class 250 raised face cast iron.

108.4 Gaskets

Gaskets shall be made of materials that are not injur-
iously affected by the fluid or by temperature. They shall
be in accordance with Table 112-1.

108.5 U.S. Customary Bolting
108.5.1 General

(a) Bolts, bolt studs, nuts, and washers shall comply
with applicable standards and specifications listed in
Tables 112-1 and 126.1-1. Bolts and bolt studs shall
extend completely through the nuts.
(b) Washers, when used under nuts, shall be of forged

or rolled material with steel washers being used under
steel nuts and bronze washers under bronze nuts.
(c) Nuts shall be provided in accordance with the re-

quirementsof the specification for thebolts andbolt studs.
(d) Alloy steel bolt studs shall be either threaded full

length or provided with reduced shanks of a diameter not
less than that at the root of the threads. They shall have
ASME heavy hexagonal nuts. Headed alloy bolts shall not
be used with other than steel or stainless steel flanges.
(e) All alloy steel bolt studs and carbon steel bolts or

bolt studs and accompanying nuts shall be threaded in
accordance with ASME B1.1 Class 2A for external
threads and Class 2B for internal threads. Threads
shall be the coarse-thread series except that alloy steel
bolting 11∕8 in. and larger in diameter shall be the 8-
pitch-thread series.
(f) Carbon steel headed bolts shall have square, hex, or

heavy hex heads (ASME B18.2.1) and shall be used with
hex or heavy hex nuts (ASME B18.2.2). For bolt sizes
smaller than 3∕4 in., square or heavy hex heads and
heavy hex nuts are recommended. For bolt sizes larger
than 11∕2 in., bolt studs with a hex or heavy hex nut on
each end are recommended. For cast iron or bronze
flanges using 3∕4 in. and larger carbon steel headed
bolts, square nuts may be used.

108.5.2 For the various combinations of flange mate-
rials, the selection of bolting materials and related rules
concerning flange faces and gaskets shall be in accordance
with para. 108 and Table 112-1.

108.5.3 Bolting requirements for components not
covered by para. 108.5.2 shall be in accordance with
para. 102.2.2.

108.6 Metric Bolting

108.6.1 General. The use of metric bolts, bolt studs,
nuts, and washers shall conform to the general require-
ments of para. 108.5, but the following are allowed:
(a) Threads shall be in accordance with ASME B1.13M,

M profile, with tolerance Class 6g for external threads and
Class 6H for internal threads.
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(b) Threads shall be the coarse-thread series for size
M68 and smaller, and 6 mm fine-pitch for M70 and larger
sizes, except thatalloy steelboltingM30and largershall be
the 3 mm fine-pitch.
(c) Nuts shall be heavy hex in accordance with ASME

B18.2.4.6M. Headed bolts shall be either hex or heavy hex
in accordance with ASME B18.2.3.5M and ASME
B18.2.3.6M, respectively. Heavy hex heads are recom-
mended for headed bolt sizes M18 and smaller.
(d) Bolt studs are recommended in lieu of headed bolts

for sizes M39 and larger.

108.6.2 Responsibilities When Specifying or Allowing
Metric Bolting

(a) The piping designer is responsible for specifying
the metric bolt size to be used with each class and size
of flange.
(b) The designer shall ensure that the selected metric

size will fit within the flange bolt holes, and that adequate
space exists for bolt heads, nuts, and the assembly tool.
(c) In those instances where the selected metric bolt

size is smaller in root thread area than the corresponding
U.S. Customary size, the designer shall ensure that the
selected size is capable of the required assembly
torque and of producing the required gasket loading to
adequately seal at design pressure. Further, the designer
shall ensure sufficient contact area exists between the
flange metal and both the nut and bolt head to withstand
the required bolt loading. If not, larger bolting or a higher
flange class shall be selected.

PART 4
SELECTION AND LIMITATIONS OF PIPING JOINTS

110ð22Þ PIPING JOINTS

The type of piping joint used shall be suitable for the
design conditions and shall be selectedwith consideration
of joint tightness, mechanical strength, and the nature of
the fluid handled. The effects of using materials with
different coefficientsof thermal expansion shall be consid-
ered.

111 WELDED JOINTS

111.1 General

Welded joints may be used in any materials allowed by
this Code for which it is possible to qualifyWPSs, welders,
and welding operators in conformance with the rules
established in Chapter V.

All welds shall be made in accordance with the appli-
cable requirements of Chapter V.

111.2 Butt Welds

111.2.1 Design of Butt Welds. The design of butt welds
shall include the evaluationof anyexpected jointmisalign-
ment [para. 127.3(c)] thatmay result from specification of
joint geometries at variancewith the recommendations of
this Code.

111.2.2 Backing Rings for Butt Welds. If backing rings
are used in services where their presence will result in
severe corrosion or erosion, the backing ring shall be
removed and the internal surface ground smooth. In
such services, where it is impractical to remove the
backing ring, consideration shall be given to welding
the joint without a backing ring, or with a consumable
type insert ring.

111.3 Socket Welds

111.3.1 Restrictions on size of socket welded compo-
nents are given in paras. 104.3.1(b)(4), 122.1.1(h), and
122.8.2(c). Special consideration should be given to
further restricting the use of socket welded piping
joints where temperature or pressure cycling or severe
vibration is expected to occur or where the service
may accelerate crevice corrosion.

111.3.2 Dimensions for sockets of socket welding
components shall conform to ASME B16.5 for flanges
and ASME B16.11 for fittings. Assembly of socket
welded joints shall be made in accordance with
para. 127.3(e).

111.3.3 A branch connection socket welded directly
into the wall of the run pipe shall be in accordance
with requirements of para. 104.3.1(b)(4).

111.3.4 Drains and bypasses may be attached to a
fitting or valve by socket welding, provided the socket
depth, bore diameter, and shoulder thickness conform
to the requirements of ASME B16.11.

111.4 Fillet Welds

Fillet welds shall have dimensions not less than the
minimum dimensions shown in Figures 127.4.4-2,
127.4.4-3, and 127.4.8-4.

111.5 Seal Welds

Seal welding of connections, including threaded joints,
may be used to avoid joint leakage, but the welding shall
not be consideredas contributing any strength to the joint.
Also see para. 127.4.5. Seal welded threaded joints are
subject to the limitations of para. 114.

112 FLANGED JOINTS

Flanged joints shall conform to paras. 108 and 110 and
Table 112-1.
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113 EXPANDED OR ROLLED JOINTS

Expanded or rolled joints may be used where experi-
ence or test has demonstrated that the joint is suitable for
the design conditions and where adequate provisions are
made to prevent separation of the joint.

114 THREADED JOINTS

Threaded joints may be used within the limitations
specified in para. 106 and within the other limitations
specified herein.

114.1 Threads on Piping Components

All threads on piping components shall be taper pipe
threads in accordancewith the applicable standards listed
in Table 126.1-1. Threads other than taper pipe threads
maybeused for piping componentswhere tightness of the
jointdependsona sealweldora seating surfaceother than
the threads, and where experience or test has demon-
strated that such threads are suitable.

114.2 Threaded Joints, Access Holes With Plugs
114.2.1 Threaded Joints

(a) Threaded joints are prohibited where any of the
following conditions is expected to occur:

(1) temperatures above 925°F (496°C), except as
permitted by paras. 114.2.2 and 114.2.3

(2) severe erosion
(3) crevice corrosion
(4) shock
(5) vibration

(b) The maximum size limitations in Table 114.2.1-1
apply to threaded joints in the following services:

(1) steam and water at temperatures above 220°F
(105°C)

(2) flammable gases, toxic gases or liquids, and
nonflammable nontoxic gases [also subject to the excep-
tions identified in paras. 122.8(b) and 122.8.2(c)(2)]

114.2.2 Threaded Access Holes With Plugs. Threaded
access holeswithplugs,which serve as openings for radio-
graphic inspection of welds, are not subject to the limita-
tions of para. 114.2.1 and Table 114.2.1-1, provided their
design and installation meet the requirement of para.
114.1. A representative type of access hole and plug is
shown in PFI ES-16.

114.2.3 Threaded Connections for Insertion Devices.
Threaded connections for insertion type instrument,
control, and sampling devices are not subject to the
temperature limitation stated in para. 114.2.1 nor the
pressure limitations stated in Table 114.2.1-1 provided
that design and installation meet the requirements of
paras. 104.3.1 and 114.1. At temperatures greater than
925°F (495°C) or at pressures greater than 1,500 psi
(10350 kPa), these threaded connections shall be seal

welded in accordance with para. 127.4.5. The design
and installation of insertion type instrument, control,
and sampling devices shall be adequate to withstand
the effects of the fluid characteristics, fluid flow, andvibra-
tion.

114.3 Threaded Pipe Wall

Pipe with a wall thickness less than that of standard
weight of ASME B36.10M steel pipe shall not be threaded,
regardless of service. See para. 104.1.2(c)(1) for addi-
tional threading limitations for pipe used in
(a) steam service over 250 psi (1750 kPa)
(b) water service over 100 psi (700 kPa) and 220°F

(105°C)

115 FLARED, FLARELESS, AND COMPRESSION
JOINTS, AND UNIONS

Flared, flareless, and compression type tubing fittings
and cast copper alloy fittings for flared copper tubes may
be used for tube sizes not exceeding 2 in. (50 mm), and
unionsmaybeused for pipe sizes not exceedingNPS3 (DN
80) within the limitations of applicable standards and
specifications listed in Table 126.1-1. Pipe unions shall
comply with the limitations of para. 114.2.1.

In the absence of standards, specifications, or allowable
stress values for the material used to manufacture the
fitting, the designer shall determine that the type and
the material of the fitting selected is adequate and safe
for the design conditions in accordancewith the following
requirements:
(a) The pressure design shallmeet the requirements of

para. 104.7.
(b) A suitable quantity of the type, size, andmaterial of

the fittings to be used shall meet successful performance
tests to determine the safety of the joint under simulated
service conditions. When vibration, fatigue, cyclic condi-
tions, low temperature, thermal expansion, or hydraulic
shock are expected, the applicable conditions shall be
incorporated in the test.

115.1 Compatibility

Fittings and their joints shall be compatible with the
tubing or pipe with which they are to be used and
shall conform to the range of wall thicknesses and
method of assembly recommended by the manufacturer.

115.2 Pressure–Temperature Ratings

Fittings shall be used at pressure–temperature ratings
not exceeding the recommendations of the manufacturer.
Unions shall comply with the applicable standards listed
withinTable126.1-1andshall beusedwithin the specified
pressure–temperature ratings. Service conditions, such as
vibration and thermal cycling, shall be considered in the
application.
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Table 112-1
ð22Þ Piping Flange Bolting, Facing, and Gasket Requirements (Refer to Paras. 108, 110, and 112)

Item
Flange A Mating With Flange B

Bolting Flange Facings GasketsFlange A Flange B
(a) Class 25 cast iron Class 25 cast iron (a)(1) “Low strength”

[Notes (1) through (3)]
(a)(1) Flat (a)(1) Flat ring nonmetallic to

ASME B16.21, Table 4.1-1
(a)(2) “Higher strength” or

“low strength”
[Notes (1) through (5)]

(a)(2) Flat (a)(2) Full face nonmetallic to
ASME B16.21, Table 4.1-1

(b) Class 125 cast iron Class 125 cast iron, “Low strength”
[Notes (1) through (3)]

Flat Flat ring; nonmetallic to
ASME B16.21, Table 4.1-2Class 150 steel and stainless

steel (excluding MSS SP-51),
or

Class 150 ductile iron
(c) Class 125 cast iron, Class 125 cast iron, “Higher strength” or “low

strength” [Notes (1)
through (7)]

Flat Full face nonmetallic to
ASME B16.21, Table 4.1-2
[Notes (8) and (9)]

Class 150 bronze, Class 150 bronze,
MSS SP-51 stainless steel, or Class 150 steel and stainless

steel (including MSS SP-51),Nonmetallic
Class 150 ductile iron, or
Nonmetallic

(d) Class 150 steel and stainless
steel (excluding MSS SP-51),
or

Class 150 ductile iron

Class 150 steel and stainless
steel (excluding MSS SP-51),
or

Class 150 ductile iron

(d)(1) “Low strength”
[Notes (1) through (3)]

(d)(1) Raised or flat on one
or both flanges

(d)(1) Flat ring nonmetallic to
ASME B16.5, Table B-1,
Group Ia
[Note (10)]

(d)(2) “Higher strength”
[Notes (3) through (5)]

(d)(2) Raised or flat on one
or both flanges

(d)(2) Ring style to
ASME B16.5, Table B-1,
Groups Ia and Ib
[Notes (10)
and (11)]

(d)(3) “Higher strength” or
“low strength”
[Notes (1) through (5)]

(d)(3) Flat (d)(3) Full face
nonmetallic to
ASME B16.5, Table B-1,
Group Ia material

(e) Class 150 steel and stainless
steel (excluding MSS SP-51)

Class 150 steel and stainless steel
(excluding MSS SP-51)

“Higher strength”
[Notes (3) through (5)]

Ring joint Ring joint to ASME B16.20

(f) Class 250 cast iron Class 250 cast iron,
Class 300 steel and stainless steel,

or
Class 300 ductile iron

(f)(1) “Low strength”
[Notes (1) through (3)]

(f)(1) Raised or flat on one
or both flanges

(f)(1) Flat ring nonmetallic to
ASME B16.21, Table 4.1-3

(f)(2) “Higher strength” or
“low strength”
[Notes (1) through (5)]

(f)(2) Flat (f)(2) Full face nonmetallic to
ASME B16.21, Table 4.1-6
(Class 300)
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Table 112-1
Piping Flange Bolting, Facing, and Gasket Requirements (Refer to Paras. 108, 110, and 112) (Cont’d)

Item
Flange A Mating With Flange B

Bolting Flange Facings GasketsFlange A Flange B
(g) Class 300 bronze Class 250 cast iron,

Class 300 bronze,
Class 300 steel and stainless steel,

or
Class 300 ductile iron

“Higher strength” or “low
strength” [Notes (1)
through (7)]

Flat Full face nonmetallic to
ASME B16.21, Table 11
[Note (8)]

(h) Class 300 ductile iron Class 300 steel and stainless
steel, or

Class 300 ductile iron

(h)(1) “Low strength”
[Notes (1) through (3)]

(h)(1) Raised or flat on one or
both flanges

(h)(1) Flat ring nonmetallic to
ASME B16.5, Table B-1,
Group Ia
[Note (10)]

(h)(2) “Higher strength”
[Notes (3) through (5)]

(h)(2) Raised or flat on one or
both flanges

(h)(2) Ring style to
ASME B16.5, Table B-1
[Notes (10) and (11)]

(h)(3) “Higher strength” or
“low strength”
[Notes (1) through (5)]

(h)(3) Flat (h)(3) Full face
nonmetallic to
ASME B16.5, Table B-1,
Group Ia material
[Note (10)]

(i) Class 300 and higher classes,
steel and stainless steel

Class 300 and higher classes,
steel and stainless steel

(i)(1) “Low strength”
[Notes (1) through (3)]

(i)(1) Raised or flat on one or
both flanges; large or
small male and female;
large or small tongue
and groove

(i)(1) Flat ring nonmetallic to
ASME B16.5, para. 6.11
and Table B-1,
Group Ia material
[Note (10)]

(i)(2) “Higher strength”
[Notes (3) through (5)]

(i)(2) Raised or flat on one or
both flanges; large or
small male and female;
large or small tongue
and groove

(i)(2) Ring style to
ASME B16.5, para. 6.11 and
Table B-1
[Notes (10) and (11)]

(i)(3) “Higher strength”
[Notes (3) through (5)]

(i)(3) Ring joint (i)(3) Ring joint to
ASME B16.20

(j) Class 800 cast iron Class 800 cast iron “Low strength”
[Notes (1) through (3)]

Raised or large male and
female

Flat ring nonmetallic to
ASME B16.21, Table 4.1-4

GENERAL NOTES:
(a) Bolting (including nuts), flange facing, and gasket selection (materials, dimensions, bolt stress, gasket factor, seating stress, etc.) shall be suitable for the flanges, service conditions, and

hydrostatic tests. There shall be no overstressing of the gasket or flanges from the expected bolt loading or external bending loads.
(b) Unless otherwise stated, the flange facing described applies to both flanges A and B.
(c) For flanges other than to ASMEB16.1, in sizes larger thanNPS 24 (DN600) [NPS 12 (DN300) in Class 2500], gasket dimensions should be verified against the flanges specified (e.g., MSS SP-44

and API 605).
(d) The effective seating of a full face gasket shall extend to the outside edge of the flange. For flat or raised face flanges, a flat ring or ring style gasket shall be self-centering, extending to the inner

edgeof thebolt holes orbolts.Where the joint contains a cast iron, bronze, nonmetallic, orMSSSP-51 stainless steel flange, the effective gasket seating shall extend to theoutsidediameterof the
gasket.
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Table 112-1
Piping Flange Bolting, Facing, and Gasket Requirements (Refer to Paras. 108, 110, and 112) (Cont’d)

GENERAL NOTES: (Cont’d)
(e) Unconfinednonmetallic gaskets shall not beusedon flat or raised face flanges if the expectednormal operatingpressure exceeds720psi (4950kPa) or the temperature exceeds750°F (400°C).

Metal gaskets, spiral wound gaskets ofmetalwith nonmetallic filler, and confined nonmetallic gaskets are not limited as to pressure or temperature, provided the gasketmaterials are suitable
for the maximum fluid temperatures.

NOTES:
(1) “Low strength” bolting shall conform to ASTM:

A193, Grade B8A, B8CA, B8MA, or B8TA A307, Grade B [bolting to A307, Grade B shall not
be used at temperatures greater than 400°F
(200°C)]

A320, Class 1, Grade B8, B8C, B8M, or B8T
A193, Class 1, Grade B8, B8C, B8M, or B8T

Per ASME B16.5, these bolting materials may be used with all listed materials but are limited to Class 150 and Class 300 joints.
(2) Nuts for “low strength” bolting shall conform to the grade of ASTM A194 or ASTM A563 as required by the bolting specification.
(3) For temperatures below −20°F (−29°C), bolting conforming to the ASTMA320 classes and grades listed, respectively, in Note (4) “higher strength” and Note (1) “low strength” shall be used.

For this bolting to ASTM A320, Grades L7, L7A, L7B, L7C, and L43, the nuts shall conform to ASTMA194, Grade 7 with impact requirements of ASTMA320. For bolting to the other grades of
ASTM A320, the nuts shall conform to ASTM A320.

(4) “Higher strength” bolting shall conform to ASTM:

A193, Grade B5, B6, B6X, B7, B7M, or B16 A320, Grade L7, L7A, L7B, L7C, or L43 A354, Grade BC or BD
A193, Class 2, Grade B8, B8C, B8M, or B8T A320, Class 2, Grade B8, B8C, B8F, B8M, or B8T

A437, Grade B4B, B4C, or B4D

A453, Grade 660

(5) Nuts for “higher strength” bolting shall conform to the grade of ASTM A194, ASTM A437, ASTM A453, ASTM A563, or ASTM A564, as required by the bolting specification.
(6) Additionally, for joints containing bronze flanges, nonferrous bolting conforming to the following may be used:

ASTM B98, UNS C65100, C65500, and C66100; half
hard; to 350°F (177°C) maximum

ASTM B164, UNS N04400, cold drawn, cold drawn and stress relieved,
or cold drawn and stress equalized; and N04405, cold drawn,
to 500°F (260°C) maximum

ASTM B150, UNS C61400, to 500°F (260°C)
maximum

ASTM B164, UNS N04400 and N04405; hot finish;
550°F (288°C) maximum

(7) Where a flanged joint contains dissimilarmaterials (e.g., bronze flangeswith steel bolting) and has a design temperature exceeding 300°F (149°C), the differences in coefficients of expansion
shall be considered.

(8) For bronze flanges where “low strength” or nonferrous bolting is used, nonmetallic gaskets having seating stresses greater than 1,600 psi shall not be used.
(9) For stainless steel flanges toMSSSP-51and fornonmetallic flanges, preferenceshall begiven togasketmaterialshaving the lowerminimumdesignseating stressas listed inASMEB16.5,Table

B-1, Group Ia.
(10) Where asbestos sheet, fiber, or filler material for gaskets is specified in ASME B16.5, this limitation shall not apply to ASME B31.1 applications. Any nonmetallic material suitable for the

operating conditions may be used in lieu of asbestos provided the requirements of this table are met.
(11) For items(d)(2), (h)(2), and (i)(2),where two flat face flanges areused ina joint and thegasket seatingwidth (consideringboth thegasket and the flanges) is greater than thatof anASMEB16.5

flange having a standard raised face, the gasket material shall conform to ASME B16.5, Table B-1, Group Ia.
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115.3 Threads

See para. 114.1 for requirements of threads on piping
components.

115.4 Fitting and Gripping

Flareless fittings shall be of a design in which the grip-
ping member or sleeve shall grip or bite into the outer
surface of the tube with sufficient strength to hold the
tube against pressure, but without appreciably distorting
the inside tube diameter. The gripping member shall also
form a pressure seal against the fitting body.

Whenusingbite-type fittings, a spot check shall bemade
foradequatedepthofbite andconditionof tubingbydisas-
sembling and reassembling selected joints.

Grip-type fittings that are tightened in accordance with
themanufacturer’s instructions need not be disassembled
for checking.

116 BELL END JOINTS

116.1 Elastomeric-Gasket Joints

Elastomeric-gasket bell end joints may be used for
water and other nonflammable, nontoxic service where
experience or tests have demonstrated that the joint is
safe for the operating conditions and the fluid being trans-
ported. Provisions shall be made to prevent disengage-
ment of the joints at bends and dead ends, and to
support lateral reactions producedby branch connections
or other causes.

116.2 Caulked Joints

Caulked joints, if used, shall be restricted to cold water
service, shall not use lead as the caulking material in
potable water service, and shall be qualified as specially
designed components in accordance with para. 104.7.2.
Provisions shall be made to prevent disengagement of

the joints at bends and dead ends, and to support
lateral reactions produced by branch connections or
other causes.

117 BRAZED AND SOLDERED JOINTS

117.1 Brazed Joints

Brazed socket-type joints shall be made with suitable
brazing alloys. The minimum socket depth shall be suffi-
cient for the intended service. Brazing alloy shall either be
end-fed into the socket or be provided in the form of a
preinserted ring in a groove in the socket. The brazing
alloy shall be sufficient to fill completely the annular clear-
ance between the socket and the pipe or tube. The limita-
tions of paras. 117.3(a) and 117.3(d) shall apply.

117.2 Soldered Joints

Soft soldered socket-type joints made in accordance
with applicable standards listed in Table 126.1-1 may
be used within their specified pressure–temperature
ra t ings . The l imi ta t ions in paras . 117 .3 and
122.3.2(e)(2)(-c) for instrument piping shall apply. The
allowances of para. 102.2.4 do not apply.

117.3 Limitations

(a) Brazed socket-type joints shall not be used on
systems containing flammable or toxic fluids in areas
where fire hazards are involved.
(b) Soldered socket-type joints shall be limited to

systems containing nonflammable and nontoxic fluids.
(c) Soldered socket-type joints shall not be used in

piping subject to shock or vibration.
(d) Brazed or soldered joints depending solely on a

fillet, rather than primarily on brazing or soldering mate-
rial between the pipe and sockets, are not acceptable.

118 SLEEVE COUPLED AND OTHER PROPRIETARY
JOINTS

Coupling type, mechanical gland type, and other
proprietary joints may be used where experience or
tests have demonstrated that the joint is safe for the oper-
ating conditions, andwhere adequate provision ismade to
prevent separation of the joint.

Table 114.2.1-1
ð22Þ Threaded Joints Limitations

Maximum Size Maximum Pressure
NPS DN psi MPa
3 80 400 3
21∕2 65 500 3.5
2 50 600 4

11∕2 40 900 6
11∕4 32 1,000 7
1 25 1,200 8
≤3∕4 ≤20 1,500 10

GENERALNOTE: For instrument, control, and sampling lines, refer to
para. 122.3.6(e).
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PART 5
EXPANSION, FLEXIBILITY, AND
PIPE-SUPPORTING ELEMENTS

119 EXPANSION AND FLEXIBILITY

119.1 General

In addition to the design requirements for pressure,
weight, and other sustained or occasional loadings (see
paras. 104.1 through 104.7, 104.8.1, and 104.8.2),
power piping systems subject to thermal expansion,
contraction, or other displacement-stress-producing
loads shall be designed in accordance with the flexibility
and displacement stress requirements specified herein.

119.2 Displacement Stress Range

Piping system stress ranges caused by thermal expan-
sion and piping displacements, referred to as displace-
ment stress ranges , when of suf f ic ient ini t ia l
magnitude during system startup or extreme displace-
ments, relax in the maximum stress condition as the
result of local yielding or creep. A stress reduction
takes place and usually appears as a stress of reversed
sign when the piping system returns to the cold condition
for thermal loads or the neutral position for extreme dis-
placement loads. This phenomenon is designated as self-
springing (or shakedown) of the piping and is similar in
effect to cold springing. The extent of self-springing
depends on the material, the magnitude of the displace-
ment stress ranges, the fabrication stresses, the hot
service temperature, and the elapsed time. While the dis-
placement stresses in the hot or displaced condition tend
todiminishwith timeandyielding, the sumof thedisplace-
ment strains for the maximum and minimum stress con-
ditions during any one cycle remains substantially
constant. This sum is referred to as the strain range.
However, to simplify the evaluation process, the strain
range is converted to a stress range to permit the
more usual association with an allowable stress range.
The allowable stress range shall be as determined in
accordance with para. 102.3.2(b).

119.3 Local Overstrain

Most of the commonlyusedmethodsof piping flexibility
and cyclic stress analysis assume elastic or partly elastic
behavior of the entire piping system. This assumption is
sufficiently accurate for systems where plastic straining
occurs at many points or over relatively wide regions, but
fails to reflect the actual strain distribution in unbalanced
systems where only a small portion of the piping under-
goes plastic strain, or where, in piping operating in the
creep range, the strain distribution is very uneven. In
these cases, the weaker or higher stressed portions
will be subjected to strain concentrations due to elastic

follow-up of the stiffer or lower stressed portions. Unba-
lance can be produced
(a) by use of small pipe runs in series with larger or

stiffer pipe, with the small lines relatively highly stressed
(b) by local reduction in size or cross section, or local

use of a weaker material
(c) in a system of uniform size, by use of a line config-

uration for which the neutral axis or thrust line is situated
close to themajor portion of the line itself, with only a very
small offset portion of the line absorbing most of the
expansion strain

Conditions of this type should preferably be avoided,
particularly where materials of relatively low ductility
are used.

119.5 Flexibility

Power piping systems shall be designed to have suffi-
cient flexibility to prevent piping displacements from
causing failure from overstress of the piping components,
overloading of anchors and other supports, leakage at
joints, or detrimental distortion of connected equipment.
Flexibility shall be provided by changes in direction in the
piping through the use of fittings, bends, loops, andoffsets.
When piping bends, loops, and offsets are not able to
provide adequate flexibility, provisions may be made
to absorb piping displacements by using expansion,
swivel, or ball joints, or flexible metal hose assemblies.

119.5.1 Expansion, Swivel, orBall Joints, and Flexible
Metal Hose Assemblies. Except as stated in para. 101.7.2,
these components may be used where experience or tests
have demonstrated that they are suitable for expected
conditions of pressure, temperature, service, and cyclic
life.

Restraints and supports shall be provided, as required,
to limit movements to those directions and magnitudes
permitted for the specific joint or hose assembly selected.

119.6 Piping Properties

The coefficient of thermal expansion andmoduli of elas-
ticity shall be determined from Mandatory Appendices B
andC,which covermore commonly usedpipingmaterials.
Formaterials not included in those Appendices, reference
shall be to authoritative source data, such as publications
of the National Institute of Standards and Technology.

119.6.1 Coefficient of Thermal Expansion. The coeffi-
cient of thermal expansion shall be determined from
values given in Mandatory Appendix B. The coefficient
used shall be based on the highest average operating
metal temperature and the lowest ambient metal
temperature, unless other temperatures are justified.
Mandatory Appendix B values are based on the assump-
tion that the lowest ambient metal temperature is 70°F
(20°C). If the lowest metal temperature of a thermal
range to be evaluated is not 70°F (20°C), adjustment of
the values in Mandatory Appendix B may be required.
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119.6.2 Moduli of Elasticity. The cold and hot moduli
o f e las t ic i ty , Ec and Eh , sha l l be as shown in
Mandatory Appendix C, Table C-1 for ferrous materials
and Table C-2 for nonferrous materials, based on the
temperatures established in para. 119.6.1.

119.6.3 Poisson’s Ratio. Poisson’s ratio, when
required for flexibility calculations, shall be taken as
0.3 at all temperatures for all materials.

119.6.4 Stresses. Calculations for the stresses shall be
based on the least cross section area of the component,
using nominal dimensions at the location under consid-
eration. Calculation for the reference displacement stress
range, SE, shall be based on themodulus of elasticity, Ec, at
room temperature, unless otherwise justified.

119.7 Flexibility Analysis

119.7.1 Method of Analysis. All piping shall meet the
following requirements with respect to flexibility:
(a) It shall be the designer’s responsibility to perform

an analysis unless the system meets one of the following
criteria:

(1) Thepiping systemduplicates a successfully oper-
ating installation or replaces a system with a satisfactory
service record.

(2) The piping system can be adjudged adequate by
comparison with previously analyzed systems.

(3) Thepipingsystemisofuniformsize, hasnotmore
than two anchors and no intermediate restraints, is
designed for essentially noncyclic service (less than
7,000 total cycles), and satisfies the following approxi-
mate criterion:

(U.S. Customary Units)
DY

L U

S
E( )

30 A

c2

(SI Units)
DY

L U

S
E( )

208 000 A

c2

where
D = nominal pipe size (NPS), in. (mm)
Ec = modulus of elasticity at room temperature, psi

(kPa)
L = developed length of pipe (total length of pipe

taken along the piping longitudinal axes), ft (m)
SA = allowable displacement stress range determined

in accordance with para. 102.3.2(b)(1), eq. (1A),
psi (kPa)

U = anchor distance (length of straight line between
the anchors), ft (m)

Y = resultantdisplacementbetween theanchors tobe
absorbed by the piping system, in. (mm)

WARNING: No general proof can be offered that this equa-
tionwill yield accurate or consistently conservative results.
It was developed for ferrousmaterials and is not applicable
to systems used under severe cyclic conditions. It should be
used with caution in configurations such as unequal leg U-
bends, or near straight “saw-tooth” runs, or for large
diameter thin-wall pipe, or where extraneous displace-
ments (not in the direction connecting anchor points)
constitute a large part of the total displacement, or
where piping operates in the creep range. There is no assur-
ance that anchor reactions will be acceptably low, even
when a piping system meets the above requirements.

(b) All systemsnotmeeting theabove criteria, orwhere
reasonable doubt exists as to adequate flexibility between
the anchors, shall be analyzed by simplified, approximate,
or comprehensive methods of analysis that are appro-
priate for the specific case. The results of such analysis
shall be evaluated using Figure 104.8-1, eq. (17).
(c) Approximate or simplifiedmethodsmay be applied

only if they are used for the range of configurations for
which their adequate accuracy has been demonstrated.
(d) Acceptable comprehensive methods of analysis

include analytical methods, model tests, and chart
methods that provide an evaluation of the forces,
moments, and stresses caused by bending and torsion
from the simultaneous consideration of terminal and
intermediate restraints to thermal expansion of the
entire piping system under consideration, and including
all external movements transmitted to the piping by its
terminal and intermediate attachments. Correction
factors shall be applied for the stress intensification of
curved pipe and branch connections, as provided by
the details of these rules, and may be applied for the
increased flexibility of such component parts.

119.7.3 Basic Assumptions and Requirements. In
calculating the flexibility or displacement stress ranges
of a piping system between anchor points, the system
between anchor points shall be treated as a whole. The
significance of all parts of the line and of all restraints,
such as supports or guides, including intermediate
restraints introduced for reducing moments and forces
on equipment or small branch lines, shall be considered.

Flexibility calculations shall take into account stress-
intensifying conditions found in components and joints.
Credit may be taken when extra flexibility exists in
such components. In the absence of more directly
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applicable data, the flexibility factors and stress intensi-
fication factors shown in ASME B31J4 may be used.

Dimensional properties of pipe and fittings used in flex-
ibility calculations shall be based on nominal dimensions.

The total reference displacement range resulting from
using the coefficient of thermal expansion determined in
accordance with para. 119.6.1 shall be used, whether or
not the piping is cold sprung. Not only the expansion of the
line itself, but also linear and angular movements of the
equipment to which it is attached, shall be considered.

Where simplifying assumptions are used in calculations
ormodel tests, the likelihood of attendant underestimates
of forces, moments, and stresses, including the effects of
stress intensification, shall be evaluated.

119.8 Movements

Movements caused by thermal expansion and loadings
shall be determined for consideration of obstructions and
design of proper supports.

119.9 Cold Spring

The beneficial effect of judicious cold springing in
assisting a system to attain its most favorable position
sooner is recognized. Inasmuch as the life of a system
under cyclic conditions depends on the stress range
rather than the stress level at any one time, no credit
for cold spring is allowedwith regard to stresses. In calcu-
lating end thrusts and moments acting on equipment, the
actual reactions at any one time, rather than their range,
are significant. Credit for cold springing is accordingly
allowed in the calculation of thrusts and moments,
provided an effective method of obtaining the designed
cold spring is specified and used.

119.10 Reactions

119.10.1 Computing Hot and Cold Reactions. In a
piping system with no cold spring or an equal percentage
of cold springing in all directions, the reactions (forces and
moments) of Rh and Rc, in the hot and cold conditions,
respectively, shall be obtained from the reaction, R,
derived from the flexibility calculations based on the
modulus of elasticity at room temperature, Ec, using
eqs. (18) and (19).
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whichever is greater, and with the further condition that
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where
C = cold spring factor varying from zero for no

cold spring to 1.00 for 100% cold spring
Ec = modulus of elasticity in the cold condition, psi

(MPa)
Eh = modulus of elasticity in the hot condition, psi

(MPa)
R = maximum reaction for full expansion range

based on Ec , which assumes the most
severe condition (100% cold spring,
whether such is used or not), lb and in.-lb
(N and mm⋅N)

Rc , Rh = maximum reactions estimated to occur in the
cold and hot conditions, respectively, lb and
in.-lb (N and mm⋅N)

SE = computed thermal expansion stress range, psi
(MPa)

Sh = basic material allowable stress at maximum
(hot) temperature, without the 20 ksi limita-
tion as noted in para. 102.3.2(b)

If apiping system isdesignedwithdifferentpercentages
of cold spring in various directions, eqs. (18) and (19) are
not applicable. In this case, the piping system shall be
analyzed by a comprehensive method. The calculated
hot reactions shall be based on theoretical cold springs
in all directions not greater than two-thirds of the cold
springs as specified or measured.

119.10.2 Reaction Limits. The reactions computed
shall not exceed limits that the attached equipment
can sustain. Equipment allowable reaction limits
(forces andmoments) on piping connections are normally
established by the equipment manufacturer.

120 LOADS ON PIPE-SUPPORTING ELEMENTS

120.1 General

(a) The broad terms “supporting elements” or
“supports” as used herein shall encompass the entire
range of the various methods of carrying the weight of
pipelines, insulation, and the fluid carried. It, therefore,
includes “hangers” that are generally considered as
those elements that carry the weight from above, with
the supporting members being mainly in tension. Like-
wise, it includes “supports” that on occasion are deli-
neated as those that carry the weight from below, with
the supporting members being mainly in compression.

4 The stress intensification factors in ASME B31J have been developed
from fatigue tests of representative commercially available, matching
product forms and assemblies manufactured from ductile ferrous mate-
rials. The allowable stress range is based on tests of carbon and stainless
steels. Caution shouldbe exercisedwhenapplying eqs. (1A) through (1C)
and (13) for the allowable stress range for certain nonferrous materials
(e.g., copper and aluminum alloys) for other than low-cycle applications.
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Inmany cases a supporting elementmaybe a combination
of both of these.
(b) In addition to the weight effects of piping compo-

nents, consideration shall be given in the design of pipe
supports to other load effects introduced by service pres-
sure, wind, earthquake, etc., as defined in para. 101.
Hangers and supporting elements shall be fabricated
and assembled to permit the free movement of piping
caused by thermal expansion and contraction. The
design of elements for supporting or restraining piping
systems, or components thereof, shall be based on all
the concurrently acting loads transmitted into the
supporting elements.
(c) Where the resonance with imposed vibration and/

or shock occurs during operation, suitable dampeners,
restraints, anchors, etc., shall be added to remove
these effects.

120.2 Supports, Anchors, and Guides
120.2.1 Rigid-Type Supports

(a) The required strength of all supporting elements
shall be based on the loadings as given in para. 120.1,
including the weight of the fluid transported or the
fluid used for testing, whichever is heavier. The allowable
stress in supporting equipment shall be as specified in
para. 121.2.
(b) Exceptions may be made in the case of supporting

elements for large size gas or air piping, exhaust steam,
and relief or safety valve relief piping, but only under the
conditions where the possibility of the line becoming full
of water or other liquid is very remote.

120.2.2 Variable and Constant Supports. Load calcu-
lations for variable and constant supports, such as springs
or counterweights, should be based on the design oper-
ating conditions of the piping. They shall not include the
weight of the hydrostatic test fluid. However, the support
shall be capable of carrying the total load under test con-
ditions, unless additional support is provided during the
test period.

120.2.3 Anchors or Guides. Where anchors or guides
are provided to restrain, direct, or absorb piping move-
ments, their design shall take into account the forces and
moments at these elements caused by internal pressure
and thermal expansion.

120.2.4 Supplementary Steel.Where it is necessary to
frame structural members between existing steel
members, such supplementary steel shall be designed
in accordance with American Institute of Steel Construc-
tion specifications, or similar recognized structural design
standards. Increases of allowable stress values shall be in
accordance with the structural design standard being
used. Additional increases of allowable stress values,
such as allowed in para. 121.2(j), are not permitted.

121 DESIGN OF PIPE-SUPPORTING ELEMENTS

121.1 General

Design of standard pipe-supporting elements shall be in
accordance with the rules of MSS SP-58. Allowable stress
values and other design criteria shall be in accordance
with this paragraph. Supporting elements shall be
capable of carrying the sum of all concurrently acting
loads as listed in para. 120. They shall be designed to
provide the required supporting effort and allow pipeline
movement with thermal changes without causing over-
stress. The design shall also prevent complete release
of the piping load in the event of spring failure or misa-
lignment. All parts of the supporting equipment shall be
fabricated and assembled so that they will not be disen-
gaged by movement of the supported piping. The
maximum safe loads for bolts, threaded hanger rods,
and all other threaded members shall be based on the
root area of the threads. MSS SP-58 may be used for
guidance with respect to selection and application of
pipe hangers and supports.

121.2 Allowable Stress Values

(a) Allowable stressvalues tabulated inMSSSP-58or in
Mandatory Appendix A of this Code Section may be used
for the base materials of all parts of pipe-supporting
elements.
(b) Where allowable stress values for a material spec-

ification listed in Table 126.1-1 are not tabulated in
Mandatory Appendix A or in MSS SP-58, allowable
stress values from ASME BPVC, Section II, Part D,
Tables 1A and1Bmaybe used, provided the requirements
of para. 102.3.1(b) are met. Where there are no stress
values given in ASME BPVC, Section II, Part D, Tables
1A and 1B, an allowable stress value of 25% of the
minimum tensile strength given in the material specifica-
tion may be used, for temperatures not exceeding 650°F
(345°C).
(c) For a steelmaterial of unknownspecification, or of a

specification not listed in Table 126.1-1 or MSS SP-58, an
allowable stress value of 30% of yield strength (0.2%
offset) at room temperaturemay be used at temperatures
not exceeding 650°F (345°C). The yield strength shall be
determined through a tensile test of a specimen of the
material and shall be the value corresponding to 0.2%
permanent strain (offset) of the specimen. The allowable
stress values for suchmaterials shall not exceed 9,500 psi
(65.5 MPa).
(d) The allowable shear stress shall not exceed 80% of

the values determined in accordance with the rules of (a)
through (c).
(e) The allowable compressive stress shall not exceed

thevalueasdetermined inaccordancewith therulesof (a),
(b), or (c). In addition, consideration shall be given to
structural stability.
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(f) The allowable bearing stress shall not exceed 160%
of the value as determined in accordance with the rules of
(a), (b), or (c).
(g) The allowable stress in tension determined from

(a), (b), or (c) shall be reduced 25% for threaded
hanger rods.
(h) The allowable stress in partial penetration or fillet

welds in support assemblies shall be reduced 25% from
thosedetermined in accordancewith (a), (b), (c), or (d) for
the weaker of the two metals joined.
(i) If materials for attachments have different allow-

able stress values from the pipe, then the allowable
stress for the weld shall be based on the lower allowable
stress of the materials being joined.
(j) Increases in the allowable stress values shall be

permitted as follows:
(1) an increase of 20% for short time overloading

during operation.
(2) an increase to 80% of the minimum yield

strength at room temperature during hydrostatic
testing. Where the material allowable stress has been
established in accordance with the rules of (c), the allow-
able stress value during hydrostatic testing shall not
exceed 16,000 psi (110.3 MPa).

121.3 Temperature Limitations

Parts of supporting elements that are subjected princi-
pally to bending or tension loads and that are subjected to
working temperatures for which carbon steel is not rec-
ommended shall bemade of suitable alloy steel, or shall be
protected so that the temperature of the supporting
member will be maintained within the appropriate
temperature limits of the material.

121.4 Hanger Adjustments

Hangers used for the support of piping, NPS21∕2 (DN65)
and larger, shall be designed to permit adjustment after
erection while supporting the load. Screwed adjustments
shall have threaded parts conform to ASME B1.1.

Class 2 fit turnbuckles and adjusting nuts shall have the
full length of thread in engagement. Means shall be
provided for determining that full thread length is in
engagement. All screw and equivalent adjustments
shall be provided with suitable locking devices.

121.5 Hanger Spacing

Supports for piping with the longitudinal axis in
approximately a horizontal position shall be spaced to
prevent excessive sag, bending, and shear stresses in
thepiping,with special considerationgivenwhere compo-
nents, such as flanges and valves, impose concentrated
loads. Where calculations are not made, suggested
maximum spacing of supports for standard and
heavier steel pipe are given in Table 121.5-1. Vertical
supports shall be spaced to prevent the pipe from
being overstressed from the combination of all loading
effects.

121.6 Springs

The springs used in variable or constant effort type
supports shall be designed and manufactured in accor-
dance with MSS SP-58.

121.7 Fixtures
121.7.1 Anchors and Guides

(a) Anchors, guides, pivots, and restraints shall be
designed to secure the desired points of piping in relative-
ly fixed positions. They shall permit the piping to expand
and contract freely in directions away from the anchored
or guided point and shall be structurally suitable to with-
stand the thrusts, moments, and other loads imposed.
(b) Rolling or sliding supports shall permit free move-

ment of the piping, or the piping shall be designed to
include the imposed load and frictional resistance of
these types of supports, and dimensions shall provide
for the expectedmovement of the supported piping.Mate-
rials and lubricants used in sliding supports shall be
suitable for the metal temperature at the point of
sliding contact.

Table 121.5-1
Suggested Steel Pipe-Support Spacing

Nominal
Pipe Size,

NPS

Diameter
Nominal,

DN

Suggested Maximum Span
Water
Service

Steam, Gas,
or Air Service

ft m ft m
1 25 7 2.1 9 2.7
2 50 10 3.0 13 4.0
3 80 12 3.7 15 4.6
4 100 14 4.3 17 5.2
6 150 17 5.2 21 6.4

8 200 19 5.8 24 7.3
12 300 23 7.0 30 9.1
16 400 27 8.2 35 10.7
20 500 30 9.1 39 11.9
24 600 32 9.8 42 12.8

GENERAL NOTES:
(a) Suggested maximum spacing between pipe supports for hori-

zontal straight runs of standard and heavier steel pipe at
maximum operating temperature of 750°F (400°C).

(b) Does not apply where span calculations are made or where there
are concentrated loads between supports, such as flanges, valves,
and specialties.

(c) The spacing is based on a fixed beam support with a bending
stress not exceeding 2,300 psi (15.86 MPa) and insulated
pipe filled with water or the equivalent weight of steel pipe
for steam, gas, or air service, and the pitch of the line is such
that a sag of 0.1 in. (2.5 mm) between supports is permissible.
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(c) Where corrugated or slip-type expansion joints, or
flexible metal hose assemblies are used, anchors and
guides shall be provided where necessary to direct the
expansion into the joint or hose assembly. Such
anchors shall be designed towithstand the force specified
by themanufacturer for thedesign conditions atwhich the
joint or hose assembly is to be used. If this force is other-
wise unknown, it shall be taken as the sum of the product
of the maximum internal area times the design pressure
plus the force required to deflect the joint or hose
assembly. Where expansion joints or flexible metal
hose assemblies are subjected to a combination of longi-
tudinal and transversemovements, bothmovements shall
be considered in the design and application of the joint or
hose assembly.

Flexible metal hose assemblies, applied in accordance
with para. 106.4, shall be supported in such amanner as to
be free from any effects due to torsion and undue strain as
recommended by the manufacturer.

121.7.2 Other Rigid Types

(a) Hanger Rods. Safe loads for threaded hanger rods
shall be based on the root area of the threads and 75% of
the allowable stress of the material as provided in
para. 121.2(g). In no case shall hanger rods less than
3∕8 in. (9.5 mm) diameter be used for support of pipe
NPS 2 (DN 50) and smaller, or less than 1∕2 in. (12.5
mm) diameter rod for supporting pipe NPS 21∕2 (DN
65) and larger. See Table 121.7.2-1 for carbon steel rods.

Pipe, straps, or bars of strength and effective area equal
to the equivalent hanger rod may be used instead of
hanger rods.

Hanger rods, straps, etc., shall be designed to permit the
freemovementof piping causedby thermal expansionand
contraction.
(b) Welded link chain of 3∕16 in. (5.0 mm) or larger

diameter stock, or equivalent area, may be used for
pipe hangers with a design stress of 9,000 psi (62
MPa) maximum.
(c) Cast iron in accordancewithASTMA48maybeused

forbases, rollers, anchors, andparts of supportswhere the
loading will be mainly compression. Cast iron parts shall
not be used in tension.
(d) Malleable iron castings in accordance with ASTM

A47 may be used for pipe clamps, beam clamps,
hanger flanges, clips, bases, swivel rings, and parts of
pipe supports, but their use shall be limited to tempera-
tures not in excess of 450°F (230°C). This material is not
recommended for services where impact loads are antici-
pated.
(e) Brackets shall be designed to withstand forces and

moments induced by sliding friction in addition to other
loads.

Table 121.7.2-1
Carrying Capacity of Threaded

ASTM A36, ASTM A575, and ASTM A576
Hot-Rolled Carbon Steel

Nominal
Rod

Diameter, in.
Root Area of
Thread, in.2

Max. Safe Load at Rod
Temp. of 650°F (343°C)

lb kN
3∕8 0.0678 730 3.23
1∕2 0.126 1,350 5.98
5∕8 0.202 2,160 9.61
3∕4 0.302 3,230 14.4
7∕8 0.419 4,480 19.9
1 0.551 5,900 26.2

11∕4 0.890 9,500 42.4
11∕2 1.29 13,800 61.6
13∕4 1.74 18,600 82.8
2 2.30 24,600 109

21∕4 3.02 32,300 144
21∕2 3.72 39,800 177
23∕4 4.62 49,400 220
3 5.62 60,100 267

31∕4 6.72 71,900 320
31∕2 7.92 84,700 377
33∕4 9.21 98,500 438
4 10.6 114,000 505

41∕4 12.1 129,000 576
41∕2 13.7 146,000 652
43∕4 15.4 165,000 733
5 17.2 184,000 819

GENERAL NOTES:
(a) Tabulated loads are based on a minimum tensile stress of 50 ksi

(345 MPa) divided by a safety factor of 3.5, reduced by 25%,
resulting in an allowable stress of 10.7 ksi.

(b) Root areas of thread are based on the following thread series:
diameters 4 in. and below — coarse thread (UNC); diameters
above 4 in. — 4 thread (4-UN).

(c) The corresponding table for metric size rods is available in MSS
SP-58.
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121.7.3 Variable Supports

(a) Variable spring supports shall be designed to exert
a supporting force equal to the load, as determined by
weight balance calculations, plus the weight of all
hanger parts (such as clamp and rod) that will be
supported by the spring at the point of attachment to
the pipe.
(b) Variable spring supports shall be provided with

means to limit misalignment, buckling, and eccentric
loading, or to prevent overstressing of the spring.
(c) It is recommended that all hangers employing

springs be provided with means to indicate at all times
the compression of the spring with respect to the approx-
imate hot and cold positions of the piping system, except
where they are used to cushion against shock orwhere the
operating temperature of the piping system does not
exceed 250°F (120°C).
(d) It is recommended that the support be designed for

a maximum variation in supporting effort of 25% for the
total travel resulting from thermal movement.

121.7.4 Constant Supports. On high-temperature and
critical service piping at locations subject to appreciable
movement with thermal changes, the use of constant
support hangers, designed to provide a substantially
uniform supporting force throughout the range of
travel, is recommended.
(a) Constant support hangers shall have a support

variation of no more than 6% throughout the total
travel range.
(b) Counterweight type supports shall be provided

with stops, and the weights shall be positively secured.
Chains, cables, hanger and rocker arm details, or other
devices used to attach the counterweight load to the
piping shall be subject to requirements of para. 121.7.2.
(c) Hydraulic type supports using ahydraulic headmay

be installed to give a constant supporting effort. Safety
devices and stops shall be provided to support the
load in case of hydraulic failure.
(d) Boosters may be used to supplement the operation

of constant support hangers.

121.7.5 Sway Braces. Sway braces or vibration damp-
eners shall be used to control themovement of piping due
to vibration.

121.7.6 Shock Suppressors. For the control of piping
due to dynamic loads, hydraulic or mechanical types of
shock suppressors are permitted. These devices do not
support pipe weight.

121.8 Structural Attachments
121.8.1 Nonintegral Type

(a) Nonintegral attachments include clamps, slings,
cradles, saddles, straps, and clevises.

(b) When clamps are used to support vertical lines, it is
recommended that shear lugs be welded to the pipe to
prevent slippage. The provisions of para. 121.8.2(b)
shall apply.
(c) In addition to theprovisionof (b), clamps to support

vertical lines should be designed to support the total load
on either arm in the event the load shifts due to pipe and/
or hanger movement.

121.8.2 Integral Type

(a) Integral attachments include ears, shoes, lugs, cy-
lindrical attachments, rings, and skirts that are fabricated
so that the attachment is an integral part of the piping
component. Integral attachments shall beused in conjunc-
tionwith restraints or braceswheremultiaxial restraint in
a single member is to be maintained. Consideration shall
be given to the localized stresses induced into the piping
componentby the integral attachments.Whereapplicable,
the conditions of para. 121.8.1(c) are to apply.
(b) Integral lugs, plates, angle clips, etc., used as part of

an assembly for the support or guiding of pipe may be
welded directly to the pipe, provided the materials are
compatible for welding and the design is adequate for
the temperature and load using the allowable stress
values of para. 121.2. The design of hanger lugs for attach-
ment to piping for high-temperature service shall be such
as to provide for differential expansion between the pipe
and the attached lug.

121.9 Loads and Supporting Structures

Considerations shall be given to the load-carrying ca-
pacity of equipment and the supporting structure. This
may necessitate closer spacing of hangers on lines
with extremely high loads.

121.10 Requirements for Fabricating Pipe
Supports

Pipe supports shall be fabricated in accordancewith the
requirements of para. 130.

PART 6
SYSTEMS

122 DESIGN REQUIREMENTS PERTAINING TO
SPECIFIC PIPING SYSTEMS

Except as specifically stated otherwise in this Part 6, all
provisions of the Code apply fully to the piping systems
described herein.
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122.1 Boiler External Piping; in Accordance With
Para. 100.1.2(a) — Steam, Feedwater,
Blowoff, and Drain Piping

122.1.1ð22Þ General. Theminimum pressure and tempera-
ture and other special requirements to be used in the
design for steam, feedwater, blowoff, and drain piping
from the boiler to the valve or valves required by
para. 122.1 shall be as specified in the following para-
graphs. Design requirements for desuperheater spray
piping connected to desuperheaters located in the
boiler proper and in main steam piping are provided
in para. 122.4.
(a) It is intended that thedesignpressure and tempera-

ture be selected sufficiently in excess of any expected
operating conditions, not necessarily continuous, to
permit satisfactory operation without operation of the
overpressure protection devices. Also, since the operating
temperatures of fired equipment can vary, the expected
temperatureat the connection to the firedequipment shall
include the manufacturer’s maximum temperature toler-
ance.
(b) In a forced-flow steam generator with no fixed

steam and waterline, it is permissible to design the
external piping, valves, and fittings attached to the pres-
sure parts for different pressure levels along the path
through the steam generator of water-steam flow. The
values of design pressure and the design temperature
to be used for the external piping, valves, and fittings
shall be not less than that required for the expected
maximum sustained operating pressure and temperature
to which the abutted pressure part is subjected except
when one or more of the overpressure protection
devices covered by ASME BPVC, Section I, PG-67.4 is in
operation.Thesteampipingshall complywith therequire-
ments for themaximumsustained operating conditions as
used in (a), or for the design pressure at the throttle valve
inlet plus 5%, whichever is greater.
(c) Provision shall be made for the expansion and

contraction of piping connected to boilers to limit
forces and moments transmitted to the boiler, by
providing substantial anchorage at suitable points, so
that there shall be no undue strain transmitted to the
boiler. Steam reservoirs shall be used on steam mains
when heavy pulsations of the steam currents cause vibra-
tion.
(d) Piping connected to the outlet of a boiler for any

purpose shall be attached by
(1) welding to a nozzle or socket welding fitting
(2) threading into a tapped opening with a threaded

fitting or valve at the other end
(3) screwing each end into tapered flanges, fittings,

or valves with or without rolling or peening
(4) bolted joints including those of the Van Stone

type

(5) blowoff piping of firetube boilers shall be
attached in accordance with (2) if exposed to products
of combustion or in accordance with (2), (3), or (4) if
not so exposed
(e) Nonferrous pipe or tubes shall not exceed NPS 3

(DN 80) in diameter.
(f) American National Standard slip-on flanges shall

not exceed NPS 4 (DN 100). Attachment of slip-on
flanges shall be by double fillet welds. The throats of
the fillet welds shall not be less than 0.7 times the thick-
ness of the part to which the flange is attached.
(g) Hub-type flanges shall not be cut from plate mate-

rial.
(h) American National Standard socket welded flanges

may be used in piping or boiler nozzles provided the
dimensions do not exceed NPS 3 (DN 80) for Class 600
and lower, and NPS 21∕2 (DN 65) for Class 1500.
(i) The use of expansion joints of all types, swivel and

ball joints, and flexiblemetal hose assemblies as described
in para. 101.7.2 is prohibited.

122.1.2 ð22ÞSteam Piping The value of P to be used in the
formulas in para. 104 shall be as follows:
(a) For steampiping connected to the steamdrumor to

the superheater inlet header up to the first stop valve in
each connection, the value of P shall be not less than the
lowest pressure at which any drum safety valve is set to
blow, and the S value shall not exceed that permitted for
the corresponding saturated steam temperature.
(b) For steam piping connected to the superheater

outlet header up to the first stop valve in each connection,
the design pressure, except as otherwise provided in (d),
shall be not less than the lowest pressure at which any
safety valve on the superheater is set to blow, or not
less than 85% of the lowest pressure at which any
drum safety valve is set to blow, whichever is greater,
and the S value for the material used shall not exceed
that permitted for the expected steam temperature.
(c) For steam piping between the first stop valve and

the second valve, when one is required by para. 122.1.7,
the design pressure shall be not less than the expected
maximum sustained operating pressure or 85% of the
lowest pressure at which any drum safety valve is set
to blow,whichever is greater, and the S value for themate-
rial used shall not exceed that permitted for the expected
steam temperature.
(d) For boilers installed on the unit system (i.e., one

boiler and one turbine or other prime mover) and
provided with automatic combustion control equipment
responsive to steam header pressure, the design pressure
for the steam piping shall be not less than the design pres-
sure at the throttle valve inlet plus 5%, or not less than
85%of the lowestpressureatwhichanydrumsafety valve
is set to blow, or not less than the expected maximum
sustained operating pressure at any point in the piping
system,whichever is greatest, and theSvalue for themate-
rial used shall not exceed that permitted for the expected
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steam temperature at the superheater outlet. For forced-
flow steam generators with no fixed steam and waterline,
the design pressure shall also be no less than the expected
maximum sustained operating pressure.
(e) The design pressure shall not be taken at less than

100 psig [700 kPa (gage)] for any condition of service or
material.

122.1.3 Feedwater Piping

(a) ThevalueofP tobeused in the formulas inpara. 104
shall be as follows:

(1) For piping from the boiler to and including the
required stop valve and the check valve, the minimum
value of P except as permitted in (4) shall exceed the
maximum allowable working pressure of the boiler by
either 25% or 225 psi (1 550 kPa), whichever is the
lesser. For an installation with an integral economizer
without valves between the boiler and economizer,
this paragraph shall apply only to the piping from the
economizer inlet header to and including the required
stop valve and the check valve.

(2) For piping between the required check valve and
the globe or regulating valve, when required by
para. 122.1.7(b), and including any bypass piping up to
the shutoff valves in the bypass, the value of P shall be
not less than the pressure required to feed the boiler.

(3) The value of P in the formula shall not be taken at
less than 100 psig [700 kPa (gage)] for any condition of
service or material, and shall never be less than the pres-
sure required to feed the boiler.

(4) In a forced-flow steam generator with no fixed
steam and waterline, the value of P for feedwater
piping from the boiler to and including the required
stop valve may be in accordance with the requirements
of para. 122.1.1(b).
(b) The Svalueused, except aspermitted in (a)(4), shall

not exceed that permitted for the temperature of satu-
rated steam at the maximum allowable working pressure
of the boiler.
(c) The size of the feed piping between the boiler and

the first required valve [para. 122.1.7(b)] or the branch
feed connection [para. 122.1.7(b)(4)] shall, as aminimum,
be the same as the boiler connection.

122.1.4 Blowoff and Blowdown Piping. Blowoff and
blowdown piping are defined as piping connected to a
boiler and provided with valves or cocks through
which the water in the boiler may be blown out under
pressure. This definition is not intended to apply to (i)
drain piping, and (ii) piping such as used on water
columns, gage glasses, or feedwater regulators, etc., for
the purpose of determining the operating condition of
the equipment. Requirements for (i) and (ii) are described
in paras. 122.1.5 and 122.1.6, respectively. Blowoff
systems are operated intermittently to remove accumu-
lated sediment fromequipment and/or piping, or to lower
boiler water level in a rapid manner. Blowdown systems

are primarily operated continuously to control the
concentrations of dissolved solids in the boiler water.
(a) Blowoff piping systems from water spaces of a

boiler, up to and including the blowoff valves, shall be
designed in accordance with (1) through (4). Two
shutoff valves are required in the blowoff system; specific
valve requirements and exceptions are given in para.
122.1.7(c).

(1) The value of P to be used in the formulas in
para. 104 shall exceed the maximum allowable
working pressure of the boiler by either 25% or 225
psi (1550 kPa), whichever is less, but shall be not less
than 100 psig [690 kPa (gage)]. The exception to this
requirement pertains to miniature boilers as described
in ASME BPVC, Section I, Parts PEB and PMB, where
the value of P to be used in the formulas in para. 104
shall be 100 psi [690 kPa (gage)].

(2) The allowable stress value for the piping mate-
rials shall not exceed thatpermitted for the temperatureof
saturated steam at themaximum allowableworking pres-
sure of the boiler.

(3) All pipe shall be steel except as permitted below.
Galvanized steel pipe and fittings shall not be used for
blowoff piping. When the value of P does not exceed
100 psig [690 kPa (gage)], nonferrous pipe may be
used and the fittings may be bronze, cast iron, malleable
iron, ductile iron, or steel.
CAUTION: Nonferrous alloys and austenitic stainless steels
may be sensitive to stress corrosion cracking in certain
aqueous environments.

When the value ofP exceeds 100psig [690kPa (gage)], the
fittings shall be steel, and the thickness of pipe and fittings
shall not be less than that of Schedule 80 pipe.

(4) The size of blowoff piping shall be not less than
the size of the connection on the boiler, and shall be in
accordance with the rules contained in ASME BPVC,
Section I, PG-59.3, PMB-12, and PEB-12.
(b) The blowdown piping system from the boiler, to

and including the shutoff valve, shall be designed in accor-
dance with (1) through (4). Only one shutoff valve is
required in the blowdown system.

(1) The value of P to be used in the formulas in
para. 104 shall be not less than the lowest set pressure
of any safety valve on the boiler drum.

(2) The allowable stress value for the piping mate-
rials shall not exceed thatpermitted for the temperatureof
saturated steam at themaximum allowableworking pres-
sure of the boiler.

(3) All pipe shall be steel except as permitted below.
Galvanized steel pipe and fittings shall not be used for
blowdown piping. When the value of P does not
exceed 100 psig [690 kPa (gage)], nonferrous pipe
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may be used and the fittings may be bronze, cast iron,
malleable iron, ductile iron, or steel.
CAUTION: Nonferrous alloys and austenitic stainless steels
may be sensitive to stress corrosion cracking in certain
aqueous environments.

When the value ofP exceeds 100psig [690kPa (gage)], the
fittings shall be steel and the thickness of pipe and fittings
shall not be less than that of Schedule 80 pipe.

(4) The size of blowdown piping shall be not less
than the size of the connection on the boiler, and shall
be in accordance with the rules contained in ASME
BPVC, Section I, PG-59.3, PMB-12, and PEB-12.
(c) The blowoff and blowdown piping beyond the

required valves described in (a) and (b) are classified
as nonboiler external piping. The requirements are
given in para. 122.2.

122.1.5 Boiler Drains

(a) Completedrainageof theboiler andattachedpiping
shall be provided to the extent necessary to ensure proper
operation of the steam supply system. The pipe, fittings,
and valves of any drain line shall not be smaller than the
drain connection. Double valving shall be required for
each boiler drain connection except as permitted in (c)
and (d).
(b) If the drain lines are intended to be used both as

drains and as blowoffs, then two valves are required and
all conditions of paras. 122.1.4, 122.1.7(c), and 122.2 shall
be met.
(c) Miniature boilers constructed in accordance with

the rules contained in ASME BPVC, Section I, Parts
PMB and PEB may use a single valve where drain lines
are intended tobeused forbothblowoff andperiodic auto-
matic ormanual flushing prior to startup. The single valve
shall be designed for blowoff service but need not have
locking capability.
(d) When a drain is intended for use only when the

boiler is not under pressure (pressurizing the boiler
for rapid drainage is an exception), a single shutoff
valve is acceptable under the following conditions:
either the valve shall be a type that can be locked in
the closed position, or a suitable flanged and bolted
connection that accepts a blank insert shall be located
on the downstream side of the valve. When a single
valve is used, it need not be designed for blowoff
service. Single valves on miniature boilers constructed
in accordance with the rules contained in ASME BPVC,
Section I, Parts PMB and PEB do not require locking
capability.
(e) Drain piping from the drain connection, including

required valves or the blanked flange connection, shall be
designed for the temperature and pressure of the drain
connection. The remainingpiping shall bedesigned for the
expectedmaximumtemperatureandpressure. Statichead
and possible choked flow conditions shall be considered.
In no case shall the design pressure and temperature be

less than 100 psig [690 kPa (gage)] and 220°F (105°C),
respectively.

122.1.6 Boiler External Piping — Miscellaneous
Systems

(a) Materials, design, fabrication, examination, and
erection of piping for miscellaneous accessories, such
as water level indicators, water columns, gage cocks,
and pressure gages, shall be in accordance with the ap-
plicable sections of this Code.
(b) The value of P to be used in the formulas in

para. 104 shall be not less than the maximum allowable
working pressure of the boiler except as provided by
para. 122.1.1(b).
(c) Valve requirements for water level indicators or

water columns, special gage glass and gage cock require-
ments, minimum line sizes, and special piping configura-
tions required specifically for cleaning, access, or
reliability shall be in accordance with ASME BPVC,
Section I, PG-60.

122.1.7 ð22ÞValves and Fittings. The minimum pressure
and temperature rating for all valves and fittings in
steam, feedwater, blowoff, and miscellaneous piping
shall be equal to the pressure and temperature specified
for the connected piping on the side that has the higher
pressure, except that in no case shall the pressure be less
than 100 psig [690 kPa (gage)], and for pressures not
exceeding 100 psig [690 kPa (gage)] in feedwater and
blowoff service, the valves and fittings shall be equal
at least to the requirements of the ASME standards for
Class 125 cast iron or bronze, or Class 150 steel or bronze.
(a) Steam Stop Valves. Each boiler discharge outlet,

except safety valve or safety relief valve connections,
or reheater inlet and outlet connections shall be fitted
with a stop valve located at an accessible point in the
steam-delivery line and as near to the boiler nozzle as
is convenient and practicable.

(1) Boiler stop valves shall provide bidirectional
shutoff at design conditions. The valve or valves shall
meet the requirements of para. 107. Valves with resilient
(nonmetallic) seats shall not be used where the boiler
maximum allowable working pressure exceeds 150
psig (1035 kPa) or where the system design temperature
exceeds 366°F (186°C). Valves of the outside screw and
yoke, rising stem style are preferred. Valves other than
those of the outside screw and yoke, rising stem style
shall meet the following additional requirements:

(-a) Each valve shall be equipped with a position
indicator to visually indicate from a distance whether the
valve is open or closed.

(-b) Quarter-turn valves shall be equipped with a
slow operatingmechanism tominimize dynamic loadings
on the boiler and attached piping. Either a quick-opening
manual quarter-turn valve or an automatic solenoid valve
may be used on miniature boilers constructed in accor-
dance with the rules contained in ASME BPVC, Section I,
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Parts PMB and PEB. Manual quarter-turn valves shall be
providedwith a handle or other position indicator to indi-
cate from a distance whether the valve is open or closed.

(2) In the case of a single boiler and prime mover
installation, the stop valve required herein may be
omitted provided the prime mover throttle valve is
equipped with an indicator to show whether it is open
or closed, and it is designed to withstand the required
boiler hydrostatic test. The limit of boiler external
piping ends at the connection of such prime mover
valves and does not include the connection; the connec-
tion between the boiler external piping and prime mover
valves is nonboiler external piping.

(3) When two or more boilers are connected to a
common header, or when a single boiler is connected
to a header having another steam source, the connection
from each boiler having a manhole opening shall be fitted
with two stop valves having an ample free-blow drain
between them. The preferred arrangement consists of
one stop-check valve (located closest to the boiler) and
one valve of the style and design described in (1). Alter-
natively, both valves may be of the style and design
described in (1).

When a second stop valve is required, it shall have a
pressure rating at least equal to that required for the
expected steam pressure and temperature at the valve,
or a pressure rating at least equal to 85% of the
lowest set pressure of any safety valve on the boiler
drum at the expected temperature of the steam at the
valve, whichever is greater.

(4) All valves and fittings on steam lines shall have a
pressure rating of at least 100 psig [690 kPa (gage)] in
accordance with the applicable ASME standard.
(b) Feedwater Valves
(1) The feedwater piping for all boilers, except for

high-temperature water boilers complying with the re-
quirements of (8) and forced-flow steam generators
with no fixed steam and waterline complying with the re-
quirementsof (9), shall beprovidedwitha checkvalveand
a stop valve or cock between the check valve and the
boiler. The stop valve or cock shall comply with the re-
quirements of (c)(5).

(2) The relative locations of the check and stop (or
cock) valves, as required in (1), may be reversed on a
single boiler-turbine unit installation.

(3) If a boiler is equipped with a duplicate feed
arrangement, each such arrangement shall be equipped
as required by these rules.

(4) When the supply line to a boiler is divided into
branch feed connections and all such connections are
equipped with stop and check valves, the stop and
check valves in the common source may be omitted.

(5) When twoormoreboilers are fed fromacommon
source, there shall also be a globeor regulating valve in the
branch to each boiler located between the check valve and

the source of supply. A typical arrangement is shown in
Figure 100.1.2-3.

When there is a regulating valve located downstream
of the enconomizer as shown in Figure 100.1.2-4, illustra-
tion (2), an additional globe or regulating valve upstream
of the check valve is not required.

(6) A combination stop and check valve in which
there is only one seat and disk, and in which a valve
stem is provided to close the valve, shall be considered
only as a stop valve, and a check valve shall be installed
as otherwise provided.

(7) Where aneconomizeror other feedwaterheating
device is connected directly to the boiler without inter-
vening valves, the feed valves and check valves required
shall be placed on the inlet of the economizer or feedwater
heating device.

(8) The recirculating return line for a high-tempera-
ture water boiler shall be provided with the same stop
valve, or valves, required by (1) and (3). The use of a
check valve in the recirculating return line is optional.
A check valve shall not be a substitute for a stop valve.

(9) The feedwater boiler external piping for a forced-
flow steam generator with no fixed steam and waterline
may terminate up to and including the stop valve or valves
and omitting check valves, provided that a check valve
having a pressure rating no less than the boiler inlet
design pressure is installed at the discharge of each
boiler feed pump or elsewhere in the feedline between
the feed pump and stop valves.

(10) Wherever globe valves are used within BEP
feedwater piping for either isolation or regulation, the
inlet shall be under the disk of the valve.
(c) Blowoff Valves
( 1 ) Ord i n a r y g l o b e v a l v e s a s s h own i n

Figure 122.1.7-1, illustration (a), and other types of
valves that have dams or pockets where sediment can
collect shall not be used on blowoff connections.

( 2 ) Y - t y p e g l o b e v a l v e s a s s h ow n i n
Figure 122.1.7-1, illustration (b), or angle valves may
be used in vertical pipes, or they may be used in hori-
zontal runs of piping provided they are so constructed
or installed that the lowest edge of the opening through
the seat is at least 25% of the inside diameter below the
centerline of the valve.

(3) The blowoff valve or valves, the pipe between
them, and the boiler connection shall be of the same
size except that a larger pipe for the return of condensate
may be used.

(4) For all boilers [except electric steam boilers
having a normal water content not exceeding 100 gal
(380 L), traction-purpose, and portable steam boilers;
see (11) and (12)] with allowable working pressure in
excess of 100 psig [690 kPa (gage)], each bottom
blowoff pipe shall have two slow-opening valves, or
one quick-opening valve or cock, at the boiler nozzle
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followed by a slow-opening valve. All valves shall comply
with the requirements of (5) and (6).

(5) When the value of P required by para.
122.1.4(a)(1) does not exceed 250 psig [1725 kPa
(gage)], the valves or cocks shall be bronze, cast
iron, ductile iron, or steel. The valves or cocks, if
of cast iron, shall not exceed NPS 21∕2 (DN 65)
and shall meet the requirements of the applicable
ASME standard for Class 250, as given in Table
126.1-1, and if of bronze, steel, or ductile iron
construction, shall meet the requirements of the ap-
plicable standards as given in Table 126.1-1 or para.
124.6.

(6) When the value of P required by para.
122.1.4(a)(1) is higher than 250 psig [1 725 kPa
(gage)], the valves or cocks shall be of steel construc-
tion equal at least to the requirements of Class 300 of
the applicable ASME standard listed in Table 126.1-1.
The minimum pressure rating shall be equal to the
value of P required by para. 122.1.4(a)(1).

(7) If a blowoff cock is used, the plug shall be held in
place by a guard or gland. The plug shall be distinctly
marked in line with the passage.

(8) A slow-opening valve is a valve that requires at
least five 360 deg turns of the operating mechanism to
change from fully closed to fully open.

(9) Onaboiler havingmultiple blowoff pipes, a single
master valve may be placed on the common blowoff pipe
from the boiler, in which case only one valve on each in-
dividual blowoff is required. In such a case, either the
master valve or the individual valves or cocks shall be
of the slow-opening type.

(10) Two independent slow-opening valves, or a
slow-opening valve and a quick-opening valve or cock,
may be combined in one body and may be used provided
the combined fitting is the equivalent of two independent
slow-opening valves or a slow-opening valve and a quick-
opening valve or cock, and provided further that the
failure of one to operate cannot affect the operation of
the other.

(11) Only one blowoff valve, which shall be either a
slow-opening or quick-opening blowoff valve or a cock, is
required on traction and/or portable boilers.

(12) Only one blowoff valve, which shall be of a slow-
opening type, is required for the blowoff piping for forced
circulation and electric steam boilers having a normal
water content not exceeding 100 gal (380 L). Electric
boilers not exceeding a normal water content of 100
gal (380 L) and a maximum MAWP of 100 psig [690
kPa (gage)] may use a quick-opening manual or slow-
opening automatic quarter-turn valve up to NPS 1 (DN
25). Electric boilers not exceeding a normal water
content of 100 gal (380 L) but with a MAWP greater
than 100 psig [690 kPa (gage)] shall only use either a
slow-opening manual or automatic valve, regardless of
size.
(d) Pressure-Relieving Valves. Safety, safety relief, and

power-actuated pressure-relieving valves shall conform
to the requirements of ASME BPVC, Section I, PG-67
through PG-73.

Figure 122.1.7-1
Typical Globe Valves

di

(a) (b)

1/4 di  min.
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122.2 Blowoff and Blowdown Piping in Nonboiler
External Piping

Blowoff and blowdown piping systems shall be, where
possible, self-draining and without pockets. If unavoid-
able, valved drains at low points shall allow system
draining prior to operation. To minimize pipeline
shock during the operation of blowoff systems, 3D
pipe bends (minimum) should be used in preference to
elbows, and wye or lateral fittings should be used in
preference to tee connections.
(a) From Boilers
(1) Blowoff piping, located between the valves

described in para. 122.1.4(a) and the blowoff tank or
other point where the pressure is reduced approximately
to atmospheric pressure and cannot be increased by
closing a downstream valve, shall be designed for the
appropriate pressure in accordance with Table
122.2-1. The provisions of paras. 122.1.4(a)(3) and
122.1.7 shall apply. The size of non-BEP blowoff
header to the safe point of discharge shall not be
smaller than the largest connected BEP blowoff terminal
[see para. 122.1.4(a)(4)].

(2) Blowdown piping, in which the pressure cannot
be increased by closing a downstream valve, shall be
designed for the appropriate pressure and temperature
in accordance with Table 122.2-1. The provisions of
para. 122.1.4(b)(3) shall apply. The size of non-BEP blow-
down piping between the shutoff valve described in para.
122.1.4(b) and the flow control valve shall not be smaller
than the BEP boiler shutoff valve [see para. 122.1.4(b)(4)]
unless engineering calculations confirm that the design
flow rate can be achieved with a smaller piping size
without flashing the blowdown prior to the flow
control valve.

(3) When the design pressure of Table 122.2-1 can
be exceeded due to closing of a downstream valve, calcu-
lated pressure drop, or other means, the entire blowoff or
blowdown piping system shall be designed in accordance
with paras. 122.1.4(a) and 122.1.7 for blowoff and para.
122.1.4(b) for blowdown piping.

(4) Non-BEP blowdown piping downstream of the
flow control valve shall not be smaller — and preferably
will be larger — than the connection on the boiler [see
para. 122.1.4(b)(4)].
(b) From Pressure Vessels Other Than Boilers. The

design pressure and temperature of the blowoff piping
from the pressure vessel to and including the blowoff
valves shall not be less than the vessel MAWP and corre-
sponding design temperature.

122.3 Instrument, Control, and Sampling Piping

(a) The requirements of this Code, as supplemented by
para. 122.3, shall apply to the design of instrument,
control, and samplingpiping for safe andproperoperation
of the piping itself.
(b) The term “instrument piping” shall apply to all

valves, fittings, tubing, and piping used to connect instru-
ments tomainpipingor to other instruments or apparatus
or to measuring equipment as used within the classifica-
tion of para. 100.1.
(c) The term “control piping” shall apply to all valves,

fittings, tubing, and piping used to interconnect pneuma-
tically or hydraulically operated control apparatus, also
classified in accordance with para. 100.1, as well as to
signal transmission systems used to interconnect instru-
ment transmitters and receivers.
(d) The term “sampling piping” shall apply to all valves,

fittings, tubing, and piping used for the collection of
samples, such as steam, water, oil, gas, and chemicals.
(e) Paragraph 122.3 does not apply to tubing used in

permanently closed systems, such as fluid-filled tempera-
ture responsive devices, or the temperature responsive
devices themselves.
(f) Paragraph122.3doesnot apply to thedevices, appa-

ratus, measuring, sampling, signaling, transmitting,
controlling, receiving, or collecting instruments to
which the piping is connected.

122.3.1 Materials and Design. The materials used for
valves, fittings, tubing, andpiping shallmeet theparticular
conditions of service and the requirements of the appli-
cable specifications listed under general paras. 105
through 108 with allowable stresses in accordance
with the Allowable Stress Tables in Mandatory
Appendix A or as calculated per para. 123.1.2(b).

The materials for pressure retention components used
for piping specialties such as meters, traps, and strainers
in flammable, combustible, or toxic fluid systems shall, in
addition, conform to the requirements of paras. 122.7 and
122.8.

Table 122.2-1
Design Pressure for Blowoff/Blowdown Piping

Downstream of BEP Valves

Boiler or Vessel Pressure
Design Pressure

[Note (1)]
MAWP kPa (gage) psig kPa (gage)

Below 250 1725 [Note (2)] [Note (2)]
250–600 1725–4135 250 1725
601–900 4136–6205 400 2760
901–1,500 6206–10340 600 4135
1,501 and higher 10341 and higher 900 6205

NOTES:
(1) Theallowable stress value for thepipingmaterial neednot exceed

that permitted for the temperature of saturated steam at the
design pressure.

(2) For boiler or vessel pressures below 250 psig [1725 kPa (gage)],
the design pressure shall be determined in accordance with
para. 122.1.4(b)(1), but need not exceed 250 psig [1725 kPa
(gage)].
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122.3.2 Instrument Piping

(a) Takeoff Connections
(1) Takeoff connections at the source, together with

attachment bosses, nozzles, and adapters, shall bemadeof
material at least equivalent to that of the pipe or vessel to
which they are attached. The connections shall be
designed to withstand the source design pressure and
temperature and be capable of withstanding loadings
induced by relative displacement and vibration. The
nominal size of the takeoff connections shall not be
less than NPS 1∕2 (DN 15) for service conditions not in
excess of either 900 psi (6200 kPa) or 800°F (425°C),
and NPS 3∕4 (DN 20) (for adequate physical strength)
for design conditions that exceed either of these limits.
Where the size of the main is smaller than the limits
given above, the takeoff connection shall not be less
than the size of the main line.

(2) To prevent thermal shock to the main steam line
by contact with the colder condensate return from the
instrument, steam meter or instrument takeoff connec-
tions shall be lagged in with the steammain. For tempera-
tures in excess of 800°F (425°C), they may also be
arranged to make metallic contact lengthwise with the
steam main.
(b) Valves
(1) Shutoff Valves. Shutoff valves shall be provided at

takeoff connections. They shall be capable ofwithstanding
the design pressure and temperature of the pipe or vessel
to which the takeoff adapters or nipples are attached.

(2) Blowdown Valves
(-a) Blowdown valves at or near the instrument

shall be of the gradual opening type. For subcritical pres-
sure steam service, the design pressure for blowdown
valves shall be not less than the design pressure of the
pipe or vessel; the design temperature shall be the corre-
sponding temperature of saturated steam. For all other
services, blowdown valves shall meet the requirements
of (1).

(-b) Whenblowdownvalves areused, the valves at
the instrument as well as any intervening fittings and
tubing between such blowdown valves and the meter
shall be suitable at 100°F (40°C) for at least 11∕2 times
the design pressure of the piping system, but the
rating of the valve at the instrument need not exceed
the rating of the blowdown valve.

(-c) When blowdown valves are not used, instru-
ment valves shall conform to the requirements of (-a).
(c) Reservoirs orCondensers. Indead-endsteamservice,

the condensing reservoirs and connecting nipples, which
immediately follow the shutoff valves, shall be made of
material suitable for the saturated steam temperature
corresponding to the main line design pressure.
(d) Materials for Lines Between Shutoff Valves and

Instruments

(1) Copper, copper alloys, and other nonferrous
materials may be used in dead-end steam or water
services up to the design pressure and temperature con-
ditions used for calculating the wall thickness in accor-
dance with para. 104 provided that the temperature
within the connecting lines for continuous services
does not exceed 406°F (208°C).

Wherewater temperature in the reservoir of conden-
sers is above 406°F (208°C), a length of uninsulated steel
tubing at least 5 ft (1.5 m) long shall immediately follow
the condenser ahead of the connecting copper tubing to
the instrument.

(2) The minimum size of the tubing or piping is a
function of its length, the volume of fluid required to
produce full-scale deflections of the instrument, and
the service of the instrument. When required to
prevent plugging aswell as to obtain sufficientmechanical
strength, the insidediameterof thepipeor tube shouldnot
be less than0.36 in. (9.14mm),with awall thickness of not
less than 0.049 in. (1.25 mm). When these requirements
do not apply, smaller sizes with wall thickness in due
proportions may be used. In either case, wall thickness
of the pipe or tube shall meet the requirements of (3).

(3) The piping or tubing shall be designed in accor-
dance with para. 104 with consideration for water
hammer.
(e) Fittings and Joints
(1) For dead-end steam service and for water above

150°F (65°C), fittings of the flared, flareless, or socket
welding type, or other suitable type of similar design,
shall be used. The fittings shall be suitable for the
header pressure and corresponding saturated steam
temperature or water temperature, whichever applies.
For supercritical pressure conditions, the fittings shall
be suitable for the design pressure and temperature of
the main fluid line.

(2) For water, oil and similar instrument services,
any of the following types may be used, within the pres-
sure–temperature limitations of each:

(-a) For main line hydraulic pressures above 500
psi (3450kPa) and temperatures up to 150°F (65°C), steel
fittings of the flared, flareless, socket welded, fusion
welded, or silver brazed socket type shall be used.

(-b) For main line pressures up to 500 psi (3450
kPa)and temperaturesup to150°F(65°C), the fittingsmay
be flared or silver brazed socket type, inverted flared or
flareless compression type, all of brass or bronze.

(-c) For pressures up to 175 psi (1200 kPa) or
temperatures up to 250°F (120°C), soldered type fittings
may be used with water-filled or air-filled tubing under
adjusted pressure–temperature ratings. These fittings are
not recommended where mechanical vibration, hydraulic
shock, or thermal shock are encountered.
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122.3.3 Control Piping

(a) Takeoff Connections.Takeoff connections shall be in
accordance with para. 122.3.2(a)(1).
(b) Valves. Shutoff valves shall be in accordance with

para. 122.3.2(b)(1).
(c) Materials. The same materials may be used for

control lines as for instrument lines, except that the
minimum inside diameter shall be 0.178 in. (4.52 mm)
with a minimum wall thickness of 0.028 in. (0.71 mm),
provided that this wall thickness is not less than that
required by para. 122.3.2(d)(3). If a control device has
a connection smaller than 1∕4 in. (6.0 mm), the size reduc-
tion from the control tubing to the control device shall be
made as close to the control device as possible.
(d) Fittings and Joints. Fittings and joints shall be in

accordance with para. 122.3.2(e)(2).

122.3.4 Sampling Piping

(a) Takeoff Connections.Takeoff connections shall be in
accordance with para. 122.3.2(a)(1).
(b) Valves
(1) Shutoff valves shall be in accordance with

para. 122.3.2(b)(1).
(2) Blowdown valves shall be of the gradual opening

type and shall be suitable for main line design pressure
and temperature.
(c) Materials. The materials to be used for sampling

lines shall conform to minimum requirements for the
main line to which they connect.
(d) Fittings and Joints
(1) For subcritical and supercritical pressure steam,

and for water above 150°F (65°C), fittings of the flared,
flareless, or socket welding type, or other suitable type of
similar design shall be used. The fittings shall be suitable
for main line design pressure and temperature.

(2) For water below 150°F (65°C), fittings and joints
shall be suitable for main line design pressure and
temperature and shall be in accordance with para.
122.3.2(e)(2).

122.3.6 Fittings and Joints. All fittings shall be in
accordance with standards and specifications listed in
Table 126.1-1.
(a) Socket welded joints shall complywith the require-

ments of para. 111.3.
(b) Flared, flareless, and compression type fittings and

their joints shall comply with the requirements of
para. 115.
(c) Silver brazed socket type joints shall comply with

the requirements of paras. 117.1 and 117.3.
(d) Solder type joints shall comply with the require-

ments of paras. 117.2 and 117.3.
(e) The use of taper threaded joints up to and including

NPS 1∕2 (DN 15) is permitted at pressures up to 5,000 psi
(34500 kPa) in dead-end service from outlet end and
downstream of shutoff valve located at the instrument,

at the control apparatus, or at the discharge of the
sample cooler.

122.3.7 Special Safety Provisions

(a) Connectingpiping subject to clogging fromsolids or
deposits shall be provided with suitable connections for
cleaning.
(b) Connecting piping handling air and gases

containing moisture or other extraneous materials
shall be provided with suitable drains or settling cham-
bers or traps.
(c) Connecting piping that may contain liquids shall be

protected fromdamagedue to freezingbyheating orother
adequate means.

122.3.8 Supports. Supports shall be furnished as speci-
fied in para. 121 not only for safety but also to protect the
piping against detrimental sagging, external mechanical
injury abuse, and exposure to unusual service conditions.

122.3.9 Installations

(a) Instrument, control, and sampling piping shall be
inspected and tested in accordance with paras. 136
and 137.
(b) The inside of all piping, tubing, valves, and fittings

shall be smooth, clean, and free from blisters, loose mill
scale, sand, and dirt when erected. All lines shall be
cleaned after installation and before placing in service.

122.4 Spray-Type Desuperheater Piping for Use on
Steam Generators, Main Steam, and Reheat
Steam Piping

(a) Valves and Piping Arrangement
(1) Each spraywater pipe connected to a desuper-

heater shall be providedwith a stop valve and a regulating
(spray control) valve. The regulating valve shall be
installed upstream of the stop valve. In addition, if the
steam generator supplies steam to a steam turbine, a
power-operated block valve5 shall be installed upstream
of the regulating valve.

(2) A bypass valve around the regulating valve is
permitted.

(3) Abypass valve around the power-operated block
valve is prohibited.

(4) On a superheater or reheater desuperheater, a
drain valve shall be installed between the power-operated
block valve and the regulating valve.

(5) If the spraywater supply is from the boiler feed-
water systemand its source isnotdownstreamof the feed-
water check valve required by para. 122.1.7, a check valve
shall be provided in the spraywater piping between the
desuperheater and the spraywater source.

5 For informationon thepreventionofwaterdamage to steam turbines
used for electric power generation, see ASME TDP-1.
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(6) It is recommended that the valves and piping be
arranged to provide a head of water on the downstream
side of the stop valve.

(7) A typical arrangement is shown in Figure
122.4-1.

(8) Provisions shall bemade toboth steamandwater
systems to accommodate the operating conditions asso-
ciatedwith this service, including water hammer, thermal
shock, and direct water impingement. The connection for
the spraywater pipe should be located per the require-
ments established by the manufacturer so that complete
flow mixing is achieved prior to any bends, elbows, or
other flow directional changes being encountered.

(9) Insertable-type desuperheaters, which include
an integral stop and spraywater regulating valve, may
be used within the limitations established by the manu-
facturer. If this type is used, the individual stop and regu-
lating valves shown in Figure 122.4-1 may be omitted.
Insertable-type desuperheaters that have integral
valving internal to the desuperheater unit itself may be
used, provided that the manufacturer can demonstrate
that the internal valving is in compliancewith the require-
ments of this Code. All other requirements described in
para. 122.4 shall apply.

(10) For Desuperheaters Located Within Main Steam
or Reheat Steam Piping. The steam system to be desuper-
heated shall be provided with proper drainage during all

water flow conditions. The drainage system shall function
both manually and automatically.
(b) Design Requirements
(1) The value of P to be used in the formulas of

para. 104 shall be as follows:
(-a) For piping from the desuperheater back to the

stop valve required by (a)(1), the value of P shall be equal
to or greater than the maximum allowable working pres-
sure of the desuperheater.

(-b) For the remainder of the spraywater piping
system, the value of P shall be not less than the
maximum sustained pressure exerted by the spraywater.

(2) The stop valve required by (a)(1) shall be
designed for the pressure requirement of (1)(-a) or the
maximum sustained pressure exerted by the spraywater,
whichever is greater.

(3) The S value used for the spraywater piping shall
not exceed that permitted for the expected temperature.
NOTE: The temperature varies from that of the desuperheater to
that of the spraywater source and is highly dependent on the
piping arrangement. It is the responsibility of the designer to
determine the design temperature to be used for the various
sections of the piping system.

Figure 122.4-1
Desuperheater Schematic Arrangement

Desuperheater

Stop valve

Block valve

Drain valve — required on superheater and
 reheater desuperheaters

From spray
 water source

Regulating valve

GENERAL NOTE: This figure is a schematic only and is not intended to show equipment layout or orientation.
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122.5 Pressure-Reducing Valves

122.5.1 General. Where pressure-reducing valves are
used, one or more pressure-relieving valves or devices
shall be provided on the low pressure side of the
system. Otherwise, the piping and equipment on the
low pressure side of the system shall be designed to with-
stand the upstream design pressure. The pressure-
relieving valves or devices shall be located adjoining or
as closeaspracticable to the reducingvalve.The combined
relieving capacity provided shall be such that the design
pressureof the lowpressure systemwill notbeexceeded if
the reducing valve fails open.

122.5.2 BypassValves.Hand-controlledbypass valves
having a capacity no greater than the reducing valve may
be installed around pressure-reducing valves if the down-
streampiping is protected by pressure-relieving valves or
devices as required in para. 122.5.1 or if the design pres-
sureof thedownstreampiping systemandequipment is at
least as high as the upstream design pressure.

122.5.3 Design of Valves and Pressure-Relieving
Valves and Devices. Pressure-reducing and bypass
valves and pressure-relieving valves and devices shall
be designed for inlet pressure and temperature condi-
tions. Pressure-relieving valves and devices shall be in
accordance with the requirements of para. 107.8.

122.6 Pressure Relief Piping

Pressure relief pipingwithin the scope of this Code shall
be supported to sustain reaction forces, and shall conform
to the requirements of paras. 122.6.1 and 122.6.2.

122.6.1 Piping to Pressure-Relieving Valves and
Devices

(a) There shall be no intervening stop valves between
piping being protected and the protective valve or device.
(b) Diverter or changeover valves designed to allow

servicing of redundant protective valves or devices
without system depressurization may be installed
between the piping to be protected and the required
protective valves or devices under the following condi-
tions:

(1) Diverter or changeover valves are prohibited on
boiler external piping and reheat piping.

(2) One hundred percent (100%) of the required
relieving capacity shall be continuously available any
time the system is in service.

(3) Positive position indicators shall be provided on
diverter or changeover valves.

(4) Positive locking mechanisms and seals shall be
provided on diverter or changeover valves to preclude
unauthorized or accidental operation.

(5) Diverter or changeover valves shall be designed
for the most severe conditions of pressure, temperature,
and loading to which they are exposed, and shall be in
accordance with para. 107.

(6) Provision shall be made to safely bleed off the
pressure between the isolated protective valve or
device and the diverter or changeover valve.

122.6.2 Discharge Piping From Pressure-Relieving
Valves and Devices

(a) There shall be no intervening stop valve between
the protective valve or device and the point of discharge.
(b) When discharging directly to the atmosphere,

discharge shall not impinge on other piping or equipment
and shall be directed away fromplatforms andother areas
used by personnel.
(c) It is recommended that individual discharge lines

be used, but if two or more reliefs are combined, the
discharge piping shall be designed with sufficient flow
area to prevent blowout of steamor other fluids. Sectional
areas of a discharge pipe shall not be less than the full area
of the valve or device outlets discharging thereinto, and
thedischargepipeshall beas short andstraight aspossible
and so arranged as to avoid undue stresses on the valve or
device.
(d) Discharge lines from pressure-relieving valves and

devices within the scope of this Code shall be designed to
facilitate drainage.
(e) When the umbrella or drip pan type of connection is

used, the discharge piping shall be so designed as to
prevent binding due to expansion movements.
(f) Drainage shall be provided to remove water

collected above the seat of the pressure-relieving valve
or device.
(g) Carbon steel materials listed in Mandatory

Appendix A may be used for discharge piping that is
subjected to temperatures above 800°F (427°C) only
during operation of pressure-relieving valves [see para.
107.8.3(b)] provided that

(1) the duration of the pressure-relieving valve’s
operation is self-limiting

(2) the piping discharges directly to atmosphere
(3) the allowable stresses for carbon steel materials

at temperatures above 800°F (427°C) shall be taken from
ASME BPVC, Section II, Part D, Table 1A for materials ap-
plicable to ASME BPVC, Section I and Section VIII,
Division 1

122.7 Piping for Flammable or Combustible
Liquids

122.7.1 General. Piping for flammable or combustible
liquids including fuel and lubricating oils is within the
scope of this Code. Piping for synthetic lubricants
having no flash or fire point need not meet the require-
ments of para. 122.7.
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The designer is cautioned that, among other criteria,
static electricity may be generated by the flowing fluid.
Additionally, the designer is cautioned of the extreme chil-
ling effect of a liquefied gas flashing to vapor during loss of
pressure. This is a factor for determining the lowest
expected service temperature relative to the possibility
of brittle fracture of materials. Consideration shall also
be given to the pressure rise that may occur as a cold
fluid absorbs heat from the surroundings.

122.7.2 Materials

(a) Seamless steel or nickel alloy pipingmaterials shall
be used in all areaswhere the line is within 25 ft (7.6m) of
equipment or other lines having an open flame or exposed
parts with an operating temperature above 400°F
(204°C). Seamless steel or nickel alloy pipe shall also
be used for fuel oil systems located downstream of
burner shutoff valves. Burner shutoff valves shall be
located as close to the burner as is practical.
(b) In all other areas, piping systems may include pipe

or tube of steel, nickel alloy, copper, or brass construction.
Copper tubing shall have a thickness not less than that
required by para. 104.1.2(c)(3), regardless of pressure.
Refer also to paras. 105, 124.6, and 124.7(a).

Wherever materials other than steel or nickel alloy are
used, they shall be so located that any spill resulting from
the failure of these materials will not unduly expose
persons, buildings, or structures, or can be readily
controlled by remote valves.
(c) For lubricating oil systems, steel tubing is anaccept-

able alternative to steel pipe.
(d) Polyethylene (PE) and reinforced thermosetting

resin (RTR) pipe may be used for flammable or combus-
tible liquids, in buried installations only, in accordance
with Mandatory Appendix N.

122.7.3 Piping Joints

(a) Welded joints shall be used between steel or nickel
alloy piping components where practicable.Where bolted
flanged joints are necessary, the gasket material shall be
suitable for the service. Where threaded joints and
compression fittings are unavoidable, the following re-
quirements shall be met:

(1) For threaded joints, the pipe thickness shall be
not less than extra strong regardless of pressure or type of
material.

(2) The requirements of para. 114 shall apply to all
threaded joints.

(3) Threaded joints and compression fittings shall be
assembled carefully to ensure leak tightness. Threaded
joints shall meet the requirements of para. 135.5.
Compression fittings shall meet the requirements of
paras. 115 and 135.6. A thread sealant, suitable for the
service, shall be used in threaded joints unless the
joint is to be seal welded or a gasket or O-ring is used
to provide sealing at a surface other than the threads.

(b) Threaded joints in copper or brass pipe shall be
subject to the same limitations as for steel pipe in
(a)(1), (a)(2), and (a)(3).
(c) Copper tubing shall be assembledwith flared, flare-

less, or compression type joints as prescribed in para. 115,
or brazed in accordance with para. 117. Soft solder type
joints are prohibited.
(d) RTR pipe shall be adhesive bonded in accordance

with the pipe manufacturer’s recommended procedures.
(e) Pipe joints dependent on the friction characteristics

or resiliency of combustible materials for mechanical or
leak tightness of piping shall not be used inside buildings.
(f) Steel tubing shall be assembled with fittings in

accordance with para. 115, or with socket weld fittings.

122.7.4 Valves and Specialties. Valves, strainers,
meters, and other specialties shall be of steel or nickel
alloy construction. As an alternative, ductile or malleable
iron or copper alloy valves and specialties may be used,
subject to the restrictions inparas. 124.6 and124.7,where
metal temperatures do not exceed 400°F (204°C).

122.8 Piping for Flammable Gases, Toxic Fluids
(Gases or Liquids), or Nonflammable
Nontoxic Gases

(a) Although some gases are liquefied for storage or
transport, they shall be considered as gases if their
Reid vapor pressure is greater than 40 psia [2068.6
mm Hg (absolute)] at 100°F (37.8°C).
(b) Threaded joints and compression fittings may be

used subject to the limitations of para. 114.2.1(b) and
other specific limitations identified below, except they
are permitted at connections to refillable storage
containers and associated pressure regulators, shutoff
valves, pumps, and meters, to a maximum pressure of
5,000 psig [34475 kPa (gage)], provided the size does
not exceed NPS 3∕4 (DN 20).

122.8.1 Flammable Gas

(a) Some of the common flammable gases are acety-
lene, ethane, ethylene, hydrogen, methane, propane,
butane, and natural or manufactured gas used for fuel.
It shall be the designers’ responsibility to determine
the limiting concentrations (upper and lower explosive
limits) and the properties of the gas under consideration.
The use of explosive concentrations shall be avoided, or
the piping shall be designed towithstand explosive forces.

Vent lines shall be routed in such a way as to avoid
explosive concentrations while venting. Each flammable
gas vent point shall be subjected to a hazard analysis that
requires owner approval. The hazard analysis shall
address

(1) dissipation of the flammable gases
(2) avoiding explosive concentrations
(3) mitigating possible ignition sources by stopping

hot work and other means
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(4) impingement of gases on nearby objects
(5) foreign objects propelled by venting
(6) chilling effect from the venting operation
(7) protection of people by evacuation, by use of

appropriate personal protective equipment, or by
other means

The chilling effect from venting is a factor for deter-
mining the lowest expected service temperature relative
to the possibility of brittle fracture of materials.
(b) Materials. Steel piping, subject to the limitations in

para. 105, shall be used for all flammable gases, except as
otherwise permitted in (2) through (4).

(1) Welded joints shall be used between steel
components where practicable. Where bolted flanged
joints are necessary, the gasket material shall be suitable
for the service. Where threaded joints and compression
fittings are unavoidable, the following requirements shall
be met:

(-a) For threaded joints, thepipe thickness shall be
not less than extra strong regardless of pressure or type of
material.

(-b) Threaded joints and compression fittingsmay
be used subject to the limitations of para. 122.8(b).

(-c) Threaded joints and compression fittings shall
be assembled carefully to ensure leak tightness. Threaded
joints shall meet the requirements of para. 135.5.
Compression fittings shall meet the requirements of
paras. 115 and 135.6. A thread sealant, suitable for the
service, shall be used in threaded joints unless the
joint is to be seal welded or a gasket or O-ring is used
to provide sealing at a surface other than the threads.

(2) For hydrogen systems, the following alternative
materials may be used:

(-a) seamless steel tubing with welded joints.
(-b) seamless copper or brass pipe or tubing with

brazed, threaded, or compression fitting joints. Threaded
fittings shall not exceed NPS 3∕4 (DN 20). For protection
against damage, tubing shall be installed in a guarded
manner that will prevent damage during construction,
operation, or service. Valves with suitable packing,
gages, regulators, and other equipment may also
consist of copper alloy materials. Safety relief devices
shall be vented individually, and connected vent piping
shall be designed to convey the fluid, without pockets,
to the outside atmosphere; and then directed away
from equipment ventilation systems and vents from
other systems.

(3) For fuel gas instrumentation and control, seam-
less copper tubing subject to the following restrictions
may be used:

(-a) The design pressure shall not exceed 100 psi
(690 kPa).

(-b) Tubing shall not exceed 5∕8 in. (15.9 mm)
nominal outside diameter.

(-c) All joints shall be made with compression or
flared fittings.

(-d) Copper tubing shall not be used if the fuel gas
contains more than 0.3 grains (19.4 mg) of hydrogen
sulfide per 100 ft3/min (47 L/s) of gas at standard con-
ditions.

(-e) Consideration shall be given in the design to
the lower strength and melting point of copper compared
to steel. Adequate support and protection from high
ambient temperatures and vibration shall be provided.

(-f) Tubing shall be installed in a guarded manner
that will prevent damage during construction, operation,
and service.

(4) Polyethylene (PE) pipe may be used for natural
gas service, inburied installationsonly, in accordancewith
Mandatory Appendix N.
(c) Valves and Specialties.Valves, strainers,meters, and

other specialties shall be of steel or nickel alloy construc-
tion. As an alternative, ductile iron or copper alloy valves
and specialties may be used, subject to the restrictions in
paras. 124.6 and 124.7, where metal temperatures do not
exceed 400°F (204°C).
(d) For in-plant fuel gas distribution systemswhere the

use of a full-relieving-capacity safety or safety relief valve
as described in para. 107.8.3(b) could create an undue
venting hazard, an alternative pressure-limiting design
may be substituted. The alternative design shall
include the provisions in (1) through (3).

(1) TandemGas Pressure-Reducing Valves.Toprotect
the low pressure system, two gas pressure-reducing
valves capable of independent operation shall be installed
in series. Each shall have the capability of closing off
against the maximum upstream pressure, and of control-
ling the pressure on the low pressure side at or below the
design pressure of the low pressure system, if the other
valve fails open. Control lines must be suitably protected,
designed, and installed so that damage to any one control
line will not result in overpressurizing the downstream
piping.

(2) Trip Stop Valve. A fail-safe trip stop valve shall be
installed to automatically close, in less than 1 sec, at or
below the design pressure of the downstream piping.
It shall be a manually reset design. The pressure
switch for initiating closure of the trip stop valve shall
be hardwired directly to the valve tripping circuit. The
pressure switch shall bemounteddirectly on the lowpres-
sure piping without an intervening isolation valve. The
trip stop valve shall be located so that it is accessible
and protected from mechanical damage and from
weather or other ambient conditions that could impair
its proper functioning. It may be located upstream or
downstream of the tandem gas pressure-reducing
valves. The trip stop valve and all upstream piping
shall be designed for themaximumupstream supply pres-
sure. The trip stop valve may also serve as the upstream
isolation valve of a double-block and vent gas supply isola-
tion system. Provision shall bemade to safely bleed off the
pressure downstream of the trip stop valve.
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(3) Safety Pressure Relief. The low pressure system
shall be protected from any leakage through the pressure-
reducing valves, when closed, by a safety relief valve
constructed and designed in accordance with
para. 107.8.3(b), and sized for the possible leakage rate.

122.8.2 Toxic Fluids (Gas or Liquid)

(a) For the purpose of this Code, a toxic fluid is one that
may be lethal or capable of producing injury and/or
serious illness through contact, inhalation, ingestion, or
absorption through any body surface. It shall be the
designers’ responsibility to adopt the safety precautions
published by the relevant fluid industry, which may be
more stringent than those described in this Code for
toxic fluids. In addition, the piping shall be installed in
such a manner that will minimize the possibility of
damage from external sources.
(b) Preferably, pipe and pipe fittings should be seam-

less steel. Wall thickness shall not be less than that in
Table 122.8.2-1.

If the fluid is known to be corrosive to the steels in
Table 122.8.2-1, thematerials andwall thickness selected
shall be suitable for the service. (Refer to para. 104.1.2.)
(c) Welded joints shall be used between steel compo-

nents where practicable. Backing rings used for making
girth butt welds shall be removed after welding. Miter
welds are prohibited. Fabricated branch connections
(shaped branch pipe welded directly to run pipe) may
be used only if other types of branch connections
permitted by para. 104.3.1 are not available. Socket
welded joints shall be used only with steel materials
and shall not be larger than NPS 21∕2 (DN 65). Where
bolted flanged joints are necessary, socket weld or
welding neck flanges shall be used. Gasket materials
shall be suitable for the service. Compression fittings
are prohibited. Where the use of threaded joints is
unavoidable, all of the following requirements shall be
met:

(1) The pipe thickness shall be not less than extra
strong, regardless of pressure or type of material.

(2) In addition to the provisions of para. 122.8(b),
threaded joints and compression fittings may be used
at connections to refillable storage containers and asso-
ciated pressure regulators, shutoff valves, pumps, and
meters to a maximum pressure of 50 psig [345 kPa
(gage)], provided the size does not exceed NPS 2 (DN 50).

(3) Threaded joints shall be assembled carefully to
ensure leak tightness. The requirements of para. 135.5
shall be met. A thread sealant, suitable for the service,
shall be used unless the joint is to be seal welded or a
gasket or O-ring is used to provide sealing at a surface
other than the threads.
(d) Steel valves shall be used. Bonnet joints with

tapered threads are not permitted. Special consideration
shall be given to valve design to prevent stem leakage to
the environment. Bonnet or coverplate closures andother
body joints shall be one of the following types:

(1) union
(2) flangedwith suitable gasketing and secured by at

least four bolts
(3) proprietary, attached by bolts, lugs, or other

substantial means, and having a design that increases
gasket compression as fluid pressure increases

(4) threaded with straight threads sufficient for
mechanical strength, metal-to-metal seats, and a seal
weld made in accordance with para. 127.4.5, all acting
in series
(e) Tubing not larger than 5∕8 in. (16 mm) O.D. with

socket welding fittings may be used to connect instru-
ments to the process line. An accessible root valve
shall be provided at the process lines to permit isolating
the tubing from the process piping. The layout and
mounting of tubing shallminimize vibration and exposure
to possible damage.
(f) The provisions of para. 102.2.4 are not permitted.

The simplified rules for analysis in para. 119.7.1(a)(3) are
not permitted. The piping system shall be designed to
minimize impact and shock loads. Suitable dynamic
analysis shall be made where necessary to avoid or mini-
mize vibration, pulsation, or resonance effects in the
piping. The designer is cautioned to consider the possi-
bility of brittle fracture of the steel material selected
over the entire range of temperatures to which it may
be subjected.
(g) For dry chlorine service between −20°F (−29°C)

and 300°F (149°C), the pipe material shall not be less
in thickness than seamless extra strong steel.
(h) Toxic fluid piping shall be pneumatic leak tested in

accordance with para. 137.5. Alternatively, mass spectro-
meter or halide leak testing in accordance with para.
137.6, and a hydrostatic test in accordance with para.
137.3 may be performed.
(i) Where it is not possible to avoid venting toxic gases

(such as discharges from safety relief devices where
containment is impractical), vent lines shall be routed
in such away as to avoid exposing personnel to hazardous

Table 122.8.2-1
Minimum Wall Thickness Requirements

for Toxic Fluid Piping

Size

Carbon and
Low Alloy Steel

(Mandatory Appendix A,
Tables A-1 and A-2)

Stainless and
Nickel Alloy Steel

(Mandatory Appendix A,
Tables A-3 and A-4)

NPS 2 (DN 50)
and
smaller

Extra strong Schedule 10S

Larger than
NPS 2
(DN 50)

Standard weight Schedule 5S

ASME B31.1-2022

69

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 78 of 382



concentrations while venting. Each toxic gas vent point
shall be subjected to a hazard analysis that requires
owner approval. The hazard analysis shall address the
following:

(1) dissipation of the toxic gases
(2) avoiding exposing personnel to toxic concentra-

tions by vent point location, by evacuation, by use of
appropriate personal protective equipment, or by
other means

(3) foreign objects propelled by venting
(4) chilling effect from the venting operation [see

para. 122.8.1(a)]

122.8.3 Nonflammable Nontoxic Gas

(a) Piping for nonflammable and nontoxic gases, such
as air, oxygen, carbon dioxide, and nitrogen, shall comply
with the requirements of this Code, except as otherwise
permitted in (b). The designer is cautioned of the extreme
chilling effect during rapid expansion. This is a factor for
determining the lowest expected service temperature
relative to the brittle fracture of the material selected.
(b) Threaded joints and compression fittings may be

used subject to the conditions of para. 122.8(b).

122.9 Piping for Corrosive Liquids and Gases

Where it is necessary to use special material, such as
glass, plastics, ormetallic piping linedwith nonmetals, not
listed in Table 126.1-1, for conveying corrosive or hazard-
ous liquids and gases, the design shall meet the require-
ments of para. 104.7.

122.10 Temporary Piping Systems

Prior to test and operation of the power plant and its
includedpiping systems,mostpowerandauxiliary service
piping are subjected to flushing or chemical cleaning to
remove internal foreign material such as rust particles,
scale, welding or brazing residue, and dirt, which may
have accumulated within the piping during the construc-
tion period. This Code does not address the flushing or
cleaning operations. Temporary piping, i.e., piping
attached to the permanent piping system whose function
is to provide means for introducing and removing the
fluids used in the flushing or cleaning operations, shall
be designed and constructed to withstand the operating
conditions during flushing and cleaning. The following
minimum requirements shall apply to temporary
piping systems:
(a) Each such system shall be analyzed for compliance

with para. 103.
(b) Connections for temporarypiping to thepermanent

piping systems that are intended to remain shall meet the
design and construction requirements of the permanent
system to which they are attached.

(c) The temporary systems shall be supported such
that forces and moments due to static, dynamic, and
expansion loadingswill not be transferred in an unaccept-
able manner to the connected permanent piping system.
Paragraphs 120 and 121 shall be used as guidance for the
design of the temporary piping system’s supporting
elements.
(d) The temporary systems shall be capable of with-

standing the cyclic loadings that occur during the flushing
and cleaning operations. Particular attention shall be
given to the effects of large thrust forces that may be
generated during high-velocity blowing cycles. Where
steam piping is to be subjected to high-velocity
blowing operations, continuous or automatic draining
of trapped or potentially trapped water within the
system shall be incorporated. Supports at the exhaust
terminals of blowdown piping shall provide for restraint
of potential pipe whip.
(e) Where necessary, temporary systems containing

cast iron or carbon steel material subject to chemical
cleaning shall be prewarmed to avoid the potential for
brittle failure of the material.
(f) Where temporary piping has been installed and it

does not comply with the requirements of this Code for
permanent piping systems, it shall be physically removed
or separated from the permanent piping to which it is
attached prior to testing of the permanent piping
system and prior to plant startup.

122.11 Steam Trap Piping

122.11.1 Drip Lines. Drip lines from piping or equip-
ment operating at different pressures shall not be
connected to discharge through the same trap.

122.11.2 Discharge Piping.Trap discharge piping shall
bedesigned to the samepressure as the inlet piping unless
the discharge is vented to atmosphere or is operated
under low pressure and has no stop valves. In no case
shall the design pressure of trap discharge piping be
less than the maximum discharge pressure to which it
may be subjected. Where two or more traps discharge
into the same header, a stop valve shall be provided in
the discharge line from each trap. Where the pressure
in the discharge piping can exceed the pressure in the
inlet piping, a check valve shall be provided in the trap
discharge line. A check valve is not required if either
the stop valve or the steam trap is designed to automat-
ically prevent reverse flow and is capable of withstanding
a reverse differential pressure equal to the design pres-
sure of the discharge piping.

122.12 Exhaust and Pump Suction Piping

Exhaust and pump suction lines for any service and
pressure shall have pressure-relieving valves or
devices of suitable size unless the lines and attached
equipment are designed for the maximum pressure to
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which theymay accidentally or otherwise be subjected, or
unless a suitable alarm indicator, such as a whistle or free
blowing pressure-relieving valve, is installedwhere it will
warn the operator.

122.13 Pump Discharge Piping

Pump discharge piping from the pump up to and
including the valve normally used for isolation or flow
control shall bedesigned for themaximumsustainedpres-
sure exerted by the pump and for the highest coincident
fluid temperature, as a minimum. Variations in pressure
and temperature due to occasional inadvertent operation
are permitted as limited in para. 102.2.4 under any of the
following conditions:
(a) during operation of overpressure relieving valves

designed to protect the piping system and the attached
equipment
(b) during a short period of abnormal operation, such

as pump overspeed
(c) during uncontrolled transients of pressure or

temperature

122.14 District Heating and Steam Distribution
Systems

122.14.1 General.Where pressure-reducing valves are
used, one or more pressure-relieving valves or devices
shall be provided on the low pressure side of the
system. Otherwise, the piping and equipment on the
low pressure side of the system shall be designed to with-
stand the upstream design pressure. The pressure-

relieving valves or devices shall be located adjoining or
as closeaspracticable to the reducingvalve. Thecombined
relieving capacity provided shall be such that the design
pressureof the lowpressure systemwill not beexceeded if
the reducing valve fails open.

122.14.2 Alternative Systems. In district heating and
steam distribution systems where the steam pressure
does not exceed 400 psi (2 750 kPa) and where the
use of pressure-relieving valves or devices as described
in para. 122.14.1 is not feasible (e.g., because there is no
acceptable discharge location for the vent piping), alter-
native designs may be substituted for relief valves or
devices. In either case, it is recommended that alarms
be provided that will reliably warn the operator of
failure of any pressure-reducing valve.
(a) Tandem Steam Pressure-Reducing Valves. Two or

more steampressure-reducing valves capable of indepen-
dent operation may be installed in series, each set at or
below the safe working pressure of the equipment and
piping system served. In this case, no relief valve or
device is required.

Each pressure-reducing valve shall have the capability
of closing off against full line pressure, and of controlling
the reduced pressure at or below the design pressure of
the low pressure system, if the other valve fails open.
(b) Trip Stop Valves. A trip stop steam valve set to close

at orbelow thedesignpressureof the lowpressure system
may be used in place of a second reducing valve or a relief
valve.
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Chapter III
Materials

123 GENERAL REQUIREMENTS

Chapter III contains limitations and required qualifica-
tions formaterials based on their inherent properties. Use
of these materials in piping systems is also subject to re-
quirements and limitations in other parts of this Code.

123.1 Materials and Specifications

123.1.1ð22Þ Listed Materials. Material meeting the
following requirements shall be considered listed and ac-
ceptable material:
(a) Materials for which allowable stress values are

listed in Mandatory Appendix A or that have been
approved by the procedure established by (c).
(b) A material conforming to a specification for which

allowable stresses are not listed inMandatory Appendix A
is acceptable provided its use is not specifically prohibited
by this Code Section and it satisfies one of the following
requirements:

(1) It is referenced in a standard listed in
Table 126.1-1. Such a material shall be used only
within the scope of and in the product form covered
by the referencing standard listed in Table 126.1-1.

(2) It is referenced in other parts of this Code Section
and shall be used only within the scope of and in the
product form permitted by the referencing text.
(c) The ASME B31.1 Committee considers requests for

adoption of new materials desired by the owner/user or
fabricator, manufacturer, installer, or assembler of piping
or piping components constructed to the Code.Where it is
desired to use materials that are not currently acceptable
under the rules of this Code Section, written application
shall be made to the Committee fully describing the
proposed material, the user need, and the contemplated
use.

(1) Details of information that should be included in
such applications are given in ASME BPVC, Section II, Part
D, Mandatory Appendix 5.

(2) If it is desired that the material be permitted for
use inBoiler External Piping (BEP), this should benoted in
the request. The request should indicate whether the
material is currently permitted for use by ASME BPVC,
Section I or an ASME BPVC, Section I Code Case and
whether a request has been made or will be made to
the Section I Committee to consider permitting the use
of the material. The request shall indicate the intended

application and range of service temperatures for the
material. In determining whether a material should be
permitted to be used in BEP, the ASME B31.1 Committee
will consider the following and other pertinent factors:

(-a) whether the material is permitted to be used
by ASME BPVC, Section I

(-b) whether the material is essentially the same
asamaterial permitted tobeusedbyASMEBPVC, Section I

(-c) the experience base for the use of thematerial
(-d) whether the material is seam welded with

filler metal added (seam-welded pipe with filler metal
added is generally not permitted)

(-e) whether the material is intended for use in
water-wetted service and is austenitic stainless steel (aus-
tenitic stainless steels are generally not permitted in
water-wetted service)

(3) Such material shall not be considered listed and
not be used as a listed material until it has been approved
by the Committee and allowable stress values have been
published in Mandatory Appendix A.
(d) Materials conforming toASMESAorASMESBspeci-

fications may be used interchangeably with material
specified to the listed ASTM A or ASTM B specifications
of the same number, except where the requirements of
para. 123.2.2 apply.
(e) The tabulated stress values inMandatory Appendix

A that are shown in italics are at temperatures in the range
where creep and stress rupture strength govern the selec-
tion of stresses.

123.1.2 Unlisted Materials.Materials other than those
meeting the requirements of para. 123.1.1 shall be consid-
ered unlisted materials. Such unlisted materials may only
beused fornonboiler externalpipingprovided theysatisfy
all of the following requirements:
(a) Unlisted materials are certified by the material

manufacturer to satisfy the requirementsof a specification
listed in any Code Section of ASME B31 Code for Pressure
Piping; ASME BPVC, Section II, Part D; or to a published
specification covering chemistry, physical andmechanical
properties, method and process of manufacture, heat
treatment, and quality control.
(b) The allowable stresses of the unlisted materials

shall be determined in accordance with the rules of
para. 102.3.1(c).
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(c) Unlisted materials shall be qualified for service
within a stated rangeofminimumandmaximumtempera-
tures basedondata associatedwith successful experience,
tests, or analysis, or a combination thereof. See
para. 124.1.2 for minimum service temperature qualifica-
tions.
(d) The designer shall document the owner’s accep-

tance for use of unlisted material.
(e) All other requirements of this Code are satisfied.

123.1.3 Unknown Materials. Materials of unknown
specification shall not be used for pressure-containing
piping components.

123.1.5 Size or Thickness. Materials outside the limits
of size or thickness given in the title or scope clause of any
specification listed in Table 126.1-1 may be used if the
material is in compliance with the other requirements
of the specification and no other similar limitation is
given in the rules for construction.

123.1.6 MarkingofMaterialsorProducts.Materialsor
products marked as meeting the requirements for more
than one grade, type, or alloy of amaterial specification or
multiple specifications are acceptable provided
(a) at least one of the multiple markings includes a

material specification, grade, class, and type or alloy of
the material selected by the designer; the selected mate-
rial is permitted by this Code; and the selected material
meets all the requirements of that specification
(b) only the appropriatedesignvalues, including allow-

able stress, for the selected material from Mandatory
Appendices A through C are used
(c) themultiplemarkingsmeet the guidelines set out in

ASME BPVC, Section II, Part D, Mandatory Appendix 7
(d) all other requirements of this Code are satisfied for

the selected material

123.1.7 Materials Manufactured to Other Specifica-
tion Editions. Materials may meet the requirements of
material specification editions other than the editions
listed in Mandatory Appendix F provided
(a) the materials are the same specification, grade,

type, class, or alloy, and heat-treated condition, as appli-
cable.
(b) the material tensile and yield strengths shall be

compared and any differences shall be evaluated. If the
material has a lower strength than required by the
edition of the specification in Mandatory Appendix F,
the effect of the reduction on the allowable stress and
the design shall be reconciled.

123.2 Piping Components

123.2.1 General.Materials that do not comply with the
rules of para. 123.1 may be used for flared, flareless, and
compression type tubing fittings, provided that the re-
quirements of para. 115 are met.

123.2.2 Boiler External Piping

(a) Materials for boiler external piping, as defined in
para. 100.1.2(a), shall be specified in accordance with
ASME SA, ASME SB, or ASME SFA specifications. Material
produced under an ASTM specification may be used,
provided that the requirements of the ASTM specification
are identical or more stringent than the ASME specifica-
tion for the grade, class, or type produced. The material
manufacturer or component manufacturer shall certify,
with evidence acceptable to the Authorized Inspector,
that the ASME specification requirements have been
met. Materials produced to ASME or ASTMmaterial speci-
fications are not limited as to country of origin.
(b) Materials that are not fully identified shall comply

with ASME BPVC, Section I, PG-10.
(c) In addition tomaterials listed inMandatory Appen-

dix A without Note (1), materials that are listed in ASME
BPVC, Section I may be used in boiler external piping.
When such Section I materials are used, the allowable
stresses shall be those listed in ASME BPVC, Section II,
Part D, Tables 1A and 1B applicable to Section I. For
these Section I materials, the applicable requirements
in Tables 1A and 1B, and Section I, PG-5 through PG-
13, PW-5, PWT-5, PMB-5, and PEB-5 shall be met.

123.3 Pipe-Supporting Elements

Materials used for pipe-supporting elements shall be
suitable for the service and shall comply with the require-
ments of para. 121.2(c), para. 121.7.2(c), para. 121.7.2(d),
para. 123.1, or MSS SP-58. When using MSS SP-58, the
allowable stresses for unlisted materials shall be estab-
lished in accordance with the rules of para. 102.3.1(c)
of ASME B31.1 in lieu of MSS SP-58.

123.4 Longitudinal-Welded or Spiral-Welded Pipe
With Filler Metal Added

(a) For the purposes of para. 104.1.1, the start of the
creep range is the highest temperature where the noni-
talicized stress values end in Mandatory Appendix A.
(b) All welds in longitudinal-welded or spiral-welded

pipe operating in the creep range shall receive and pass a
100% volumetric examination (RT or UT) per the appli-
cable material specification or in accordance with
para. 136.4.5 or para. 136.4.6 and Table 136.4.1-1, or
the joint efficiency factor (used as a multiplier to the
weld strength reduction factor) from Table 102.4.7-1
shall be used.

124 LIMITATIONS ON MATERIALS

124.1 Temperature Limitations

124.1.1 Upper Temperature Limits. The materials
listed in the Allowable Stress Tables,Tables A-1
through A-10, Mandatory Appendix A, shall not be
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used at design temperatures above those for which stress
values are given except as permitted by para. 122.6.2(g).

124.1.2 Lower Temperature Limits

(a) The designer shall give consideration to the possi-
bility of brittle fracture at low service temperature.
(b) The requirements of ASME B31T, Standard Tough-

ness Requirements for Piping, shall be met.
(1) For materials listed in ASME B31T, see

Nonmandatory Appendix VIII for guidelines to determine
if low-temperature service requirements apply.

(2) For materials not listed in ASME B31T, the
designer shall establish the T-number group using the
guidelines provided in ASME B31T, Nonmandatory
Appendix B, and the requirements of ASME B31T for
that T-number group shall be met. To confirm the T-
number group assignment, impact tests shall be run on
three heats of thematerial. The test shall be in accordance
with the requirements of section 4 of ASME B31T, and the
test temperature shall be at or below the “Material
Minimum Temperature Without Impacts” listed for the
T-number group in Table 3.1-1 of ASME B31T.

124.2 Steel

(a) Upon prolonged exposure to temperatures above
800°F (427°C), the carbide phase of plain carbon steel,
carbon–molybdenum steel, plain nickel alloy steel,
carbon–manganese alloy steel, manganese–vanadium
alloy steel, and carbon–silicon steel may be converted
to graphite.
(b) Upon prolonged exposure to temperatures above

875°F (468°C), the carbide phase of alloy steels, such
as manganese–molybdenum–vanadium, manganese–
chromium–vanadium, and chromium–vanadium, may
be converted to graphite.
(c) Carbon or alloy steel having carbon content ofmore

than 0.35% shall not be used inwelded construction or be
shaped by an oxygen cutting process or other thermal
cutting processes.
(d) Where low alloy 21∕4% chromium steels are used at

temperatures above 850°F (454°C), the carbon content of
the base material and weld filler metal shall be 0.05% or
higher.
(e) Carbon and low alloy steels may be susceptible to

flow-accelerated corrosion (FAC, also referred to as flow-
assisted corrosion) under certain conditions, whichmight
include rapid or turbulent single- or two-phase flow, low
pH, low oxygen concentration, and temperatures in the
range of approximately 200°F (93°C) to 500°F (260°C).
Materials containing at least 0.1% chromium are consid-
ered to be less susceptible to FAC, and these steels will
exhibit increasing resistance to FAC as chromium
content is increased. Additional information regarding
FAC is provided in Nonmandatory Appendix IV.

124.4 Gray Cast Iron

The low ductility of cast gray iron may result in sudden
failure if shock loading (pressure, temperature, or
mechanical) should occur. Possible shock loadings and
consequences of failure must be considered before speci-
fying the use of such material. Cast iron components may
be used within the nonshock pressure–temperature
ratings established by the standards and specifications
herein and in para. 105.2.1(b). Castings to ASME SA-
278 and ASTM A278 shall have maximum limits of 250
psig [1725 kPa (gage)] and 450°F (232°C).

The following referenced paragraphs prohibit or
restrict the use of gray cast iron for certain applications
or to certain pressure–temperature ratings:

Pipe supports 121.7.2(c)
BEP blowoff 122.1.4(a)(3)
BEP blowdown 122.1.4(b)(3)
BEP valves and fittings 122.1.7
Blowoff valves 122.1.7(c)(5), 122.1.7(c)(6)
Non-BEP blowoff 122.2(a)(1)
Non-BEP blowdown 122.2(a)(2)
Flammable or combustible liquids 122.7.2(a), 122.7.2(b), 122.7.4
Flammable gases 122.8.1(b), 122.8.1(c)
Toxic gases or liquids 122.8.2(b), 122.8.2(d)

124.5 Malleable Iron

Certain types of malleable iron have low ductility char-
acteristics andmaybe subject tobrittle fracture.Malleable
iron may be used for design conditions not to exceed 350
psig [2415 kPa (gage)] or 450°F (232°C).

The following referenced paragraphs prohibit or
restrict the use of malleable iron for certain applications
or to certain pressure–temperature ratings:

Pipe supports 121.7.2(d)
BEP blowoff 122.1.4(a)(3)
BEP blowdown 122.1.4(b)(3)
Non-BEP blowoff 122.2(a)(1)
Non-BEP blowdown 122.2(a)(2)
Flammable or combustible liquids 122.7.2(a), 122.7.2(b),

122.7.4
Flammable gases 122.8.1(b), 122.8.1(c)
Toxic gases or liquids 122.8.2(b), 122.8.2(d)

124.6 Ductile (Nodular) Iron

Ductile iron components complying with ANSI/AWWA
C110/A21.10, ANSI/AWWA C115/A21.15, ANSI/AWWA
C151/A21.51, or ANSI/AWWA C153/A21.53 may be
used for water and other nontoxic, nonflammable
service, with pressure limits as specified in those stan-
dards and temperature l imi ts as spec i f ied in
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para. 106.1(e). These components may not be used for
boiler external piping.

Ductile (nodular) iron components conforming toASME
B16.42 may be used for services including boiler external
piping under the following conditions:
(a) Components for boiler external piping shall be used

only within the following limitations:
(1) Only ASME SA-395 material may be used.
(2) Design pressure shall not exceed 350 psig [2415

kPa (gage)].
(3) Design temperature shall not exceed 450°F

(232°C).
(b) Welding shall not be used, either in fabrication of

the components or in their assembly as a part of a piping
system.
(c) The following referenced paragraphs prohibit or

restrict the use of ductile iron for certain applications
or to certain pressure–temperature ratings:

BEP blowoff 122.1.4(a)(3)
BEP blowdown 122.1.4(b)(3)
BEP blowoff valves 122.1.7(c)(5), 122.1.7(c)(6)
Non-BEP blowoff 122.2(a)(1)
Non-BEP blowdown 122.2(a)(2)
Flammable or combustible liquids 122.7.2(a), 122.7.2(b), 122.7.4
Flammable gases 122.8.1(b), 122.8.1(c)
Toxic gases or liquids 122.8.2(b), 122.8.2(d)
Pipe supports 123.3

124.7 Nonferrous Metals

Nonferrousmetalsmaybeused inpiping systemsunder
the following conditions:
(a) The melting points of copper, copper alloys,

aluminum, and aluminum alloys must be considered, par-
ticularly where there is a fire hazard.
(b) The designer shall consider the possibility of

galvanic corrosion when combinations of dissimilar
metals, such as copper, aluminum, and their alloys, are
used in conjunction with each other or with steel or
other metals in the presence of an electrolyte.
(c) Threaded Connections. A suitable thread compound

shall be used in making up threaded joints in aluminum
pipe to prevent seizing that might cause leakage and
perhaps prevent disassembly. Pipe in the annealed
temper should not be threaded.

124.8 Cladding and Lining Materials

Materials with cladding or liningmay be used, provided
that
(a) the basematerial is an approvedCodematerial. The

allowable stress used shall be that of the base metal at the
design temperature.

(b) the cladding or lining is a material that in the judg-
ment of the user is suitable for the intended service, and
the cladding/lining and its method of application do not
detract from the serviceability of the base material.
(c) bending procedures are such that damaging or

detrimental thinningof thecladdingmaterial isprevented.
(d) welding and the inspection of welds is in accor-

dance with the provisions of Chapters V and VI of this
Code.
(e) the thickness of the cladding is not credited for

structural strength in the piping design.

124.9 Nonmetallic Pipe

This Code recognizes the existence of a wide variety of
nonmetallicpipingmaterials thatmaybeused in corrosive
(either internal or external) or other specialized applica-
tions. Extreme care must be taken in their selection, as
their design properties vary greatly and depend on the
material, type, and grade. Particular consideration shall
be given to
(a) possible destruction where fire hazard is involved
(b) possible decrease in tensile strength at slight

increase in temperature
(c) effects of toxicity
(d) requirements for providing adequate support for

flexible pipe
Rules and service limitations for plastic and elastomer-

basedpipingmaterials, including thermoplastics and rein-
forced thermosetting resins, are given in Mandatory
Appendix N.

124.10 Deterioration of Materials in Service

It is the responsibility of the designer to selectmaterials
suitable for the intendedapplication.Guidelines and infor-
mation related to corrosion, corrosion protection, and
potential damage mechanisms other than corrosion are
provided in Nonmandatory Appendices IV and V.

124.11 Gaskets

Limitations on gasket materials are covered in
para. 108.4.

124.12 Bolting

Limitations on bolting materials are covered in
para. 108.5.

125 CREEP STRENGTH ENHANCED FERRITIC
MATERIALS

125.1 Requirements for ASTM A217, Grade C12A
and ASTM A1091, Grade C91 Castings

125.1.1 Required Examinations. The casting shall be
examined in accordance with the requirements of
para. 102.4.6(b).
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Alternatively, castings for valves may be examined in
accordance with the requirements of ASME B16.34 for
special class valves.

125.1.2 Heat Treatment Requirements

(a) The material shall be austenitized within the
temperature range of 1,900°F to 1,975°F (1040°C to
1080°C), followed by air or accelerated cooling1 to a
temperature of 200°F (95°C) or below, followed by
tempering within a range of 1,350°F to 1,470°F (730°C
to 800°C). However, if a major weld repair, as defined
in ASTM A217, para. 9.4 or ASTM A1091, para. 10.3.4,
as applicable, is made after the austenitizing and
tempering heat treatment, then a new austenitizing
and tempering heat treatment in accordance with the re-
quirements of this subparagraph shall be carried out.
(b) Whenheat treating single castings, compliancewith

the specified temperature range shall be verified by ther-
mocouples placed directly on the casting. For castings that
are heat treated in batches, compliance with the specified
temperature range shall be verified by thermocouples
placed on selected castings in each heat treatment
batch. The number and location of thermocouples to
be placed on each casting, or on each heat treatment
batch of castings, for verification of heat treatment
shall be as agreed between the purchaser and the
producer. A record of the final austenitizing and
tempering heat treatment, and any subsequent subcritical
heat treatment, to includeboth the number and location of
thermocouples applied to each casting, or to each heat
treatment batch of castings, shall be prepared and
made available to the purchaser. In addition, all heat treat-
ment temperatures and cycle times for the final austeni-
tizing and tempering heat treatment, and any subsequent
subcritical heat treatment, shall be shown on the certifi-
cation report.
(c) Thehardness of the castmaterial after the final heat

treatment (including PWHT) shall be Brinell hardness
number 185 to 248 or Rockwell B90 to C25. Hardness
testing shall be in accordance with Supplementary
Requirement S13 of ASTM A217 or ASTM A1091, as ap-
plicable.

125.1.3 Weld Repair Requirements

(a) Weld repairs to castings shall be made with one of
the following welding processes and consumables:

(1) SMAW, ASME SFA-5.5/SFA-5.5M E90XX-B9
(2) SAW, ASME SFA-5.23/SFA-5.23M EB9 + neutral

flux
(3) GTAW, ASME SFA-5.28/SFA-5.28M ER90S-B9
(4) FCAW, ASME SFA-5.29/SFA-5.29M E91T1-B9
In addition, the Ni + Mn content of all welding

consumables shall not exceed 1.0%.
(b) Weld repairs to castings as part of material manu-

facture shall be made with welding procedures and
welders qualified in accordance with ASME BPVC,
Section IX.
(c) All weld repairs shall be recorded with respect to

their location on the casting. For all major weld repairs, as
defined in ASTM A217, para. 9.4 or ASTM A1091, para.
10.3.4, as applicable, the record shall include a description
of the length, width, and depth of the repair. Supplemen-
tary Requirement S12 of ASTMA703 shall apply. Forweld
repairs performed as part of material manufacture, the
documentation shall be included with the Material Test
Report. For weld repairs performed on components for
boiler external piping by the Manufacturer, documenta-
tion shall be included with the Manufacturer’s Data
Report.

125.1.4 Overheating Requirements. If, during the
manufacturing, any portion of the component is heated
to a temperature greater than 1,470°F (800°C), then
the component shall be reaustenitized and retempered
in its entirety in accordance with para. 125.1.2, or that
portion of the component heated above 1,470°F
(800°C), including the heat-affected zone created by
the local heating, shall be replaced or shall be
removed, reaustenitized, retempered, and then replaced
in the component.

125.1.5 Certification Requirements. A manufacturer’s
test report meeting certification requirements of ASTM
A703 shall be provided.

1 To facilitate complete transformation to martensite after the auste-
nitizing, cooling should be as uniform as possible.
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Chapter IV
Reference Specifications, Codes, and Standards

126 SPECIFICATIONS AND STANDARDS FOR
STANDARD AND NONSTANDARD PIPING
COMPONENTS

126.1 Standard Piping Components

Standard piping components shall comply with the
standards and specifications listed in Table 126.1-1 in
accordance with para. 100.

126.2 Nonstandard Piping Components

When nonstandard piping components are designed in
accordance with para. 104, adherence to dimensional
standards of ANSI and ASME is strongly recommended
when practicable.

126.3 Referenced Documents

The documents listed in Table 126.1-1 may contain
references to codes, standards, or specifications not
listed in this table. Such unlisted codes, standards, or

specifications are to be used only in the context of the
listed documents in which they appear.

Where documents listed in Table 126.1-1 contain
design rules that are in conflict with this Code, the
design rules of this Code shall govern.

The fabrication, assembly, examination, inspection, and
testing requirements of Chapters V and VI apply to the
construction of piping systems. These requirements
are not applicable to piping components manufactured
in accordance with the documents listed in Table
126.1-1 unless specifically so stated.

126.4 Other Documents

Table 126.1-1 may contain references to codes, stan-
dards, or specifications not referenced elsewhere in
this Code. Compliance with these codes, standards, or
specifications is permissiblewhen the rules donot conflict
with this Code.
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Table 126.1-1
ð22Þ Specifications and Standards

Designator Title
AISC Publication

… Manual of Steel Construction Allowable Stress Design

American National Standard
Z223.1 National Fuel Gas Code (ANSI/NFPA 54)

API Specifications
Seamless and Welded Pipe
5L Line Pipe
570 Piping Inspection Code: In-Service Inspection, Rating, Repair, and Alteration of Piping Systems, Third Edition

ASCE Standard
ASCE/SEI 7 Minimum Design Loads and Associated Criteria for Buildings and Other Structures

ASME Codes and Standards
B1.1 Unified Inch Screw Threads
B1.13M Metric Screw Threads — M Profile
B1.20.1 Pipe Threads, General Purpose (Inch)
B1.20.3 Dryseal Pipe Threads (Inch)
B16.1 Gray Iron Pipe Flanges and Flanged Fittings — Classes 25, 125, and 250
B16.3 Malleable Iron Threaded Fittings
B16.4 Gray Iron Threaded Fittings
B16.5 Pipe Flanges and Flanged Fittings
B16.9 Factory-Made Wrought Buttwelding Fittings
B16.10 Face-to-Face and End-to-End Dimensions of Valves
B16.11 Forged Fittings, Socket-Welding and Threaded
B16.14 Ferrous Pipe Plugs, Bushings, and Locknuts With Pipe Threads
B16.15 Cast Bronze Threaded Fittings, Classes 125 and 250
B16.18 Cast Copper Alloy Solder-Joint Pressure Fittings
B16.20 Metallic Gaskets for Pipe Flanges — Ring Joint, Spiral Wound, and Jacketed
B16.21 Nonmetallic Flat Gaskets for Pipe Flanges
B16.22 Wrought Copper and Copper Alloy Solder Joint Pressure Fittings
B16.24 Cast Copper Alloy Pipe Flanges and Flanged Fittings — Class 150, 300, 400, 600, 900, 1500, and 2500
B16.25 Butt Welding Ends
B16.26 Cast Copper Alloy Fittings for Flared Copper Tubes
B16.34 Valves — Flanged, Threaded, and Welding End
B16.36 Orifice Flanges
B16.42 Ductile Iron Pipe Flanges and Flanged Fittings — Classes 150 and 300
B16.47 Large Diameter Steel Flanges
B16.48 Steel Line Blanks
B16.50 Wrought Copper and Copper Alloy Braze-Joint Pressure Fittings
B18.2.1 Square and Hex Bolts and Screws — Inch Series
B18.2.2 Square and Hex Nuts (Inch Series)
B18.2.3.5M Metric Hex Bolts
B18.2.3.6M Metric Heavy Hex Bolts
B18.2.4.6M Hex Nuts, Heavy, Metric
B18.21.1 Lock Washers (Inch Series)
B18.22M Washers, Metric Plain
B18.22.1 [Note (1)] Plain Washers
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Table 126.1-1
Specifications and Standards (Cont’d)

Designator Title
ASME Codes and Standards (Cont’d)

B18.31.1M Metric Continuous and Double-End Studs
B18.31.2 Continuous Thread Stud, Double-End Stud, and Flange Bolting Stud (Stud Bolt) (Inch Series)
B31.3 Process Piping
B31.4 Pipeline Transportation Systems for Liquid Hydrocarbons and Other Liquids
B31.8 Gas Transmission and Distribution Piping Systems
B31E Standard for the Seismic Design and Retrofit of Above-Ground Piping Systems
B31J Stress Intensification Factors (i-Factors), Flexibility Factors (k-Factors), and Their Determination for Metallic Piping

Components
B31P Standard Heat Treatments for Fabrication Processes
B31T Standard Toughness Requirements for Piping
B36.10M Welded and Seamless Wrought Steel Pipe
B36.19M Stainless Steel Pipe
BPVC Boiler and Pressure Vessel Code
TDP-1 Recommended Practices for the Prevention of Water Damage to Steam Turbines Used for Electric Power Generation —

Fossil Fueled Plants

ASME Material Specification
SA/EN 10028-2 FlatProductsMadeofSteels forPressurePurposesPart2:Non-AlloyandAlloySteelsWithSpecifiedElevatedTemperature

Properties

ASNT Specifications
CP-189 ASNT Standard for Qualification and Certification of Nondestructive Testing Personnel
SNT-TC-1A ASNT Personnel Qualification and Certification in Nondestructive Testing

ASTM Ferrous Material Specifications
Bolts, Nuts, and Studs
A193/A193M Alloy-Steel and Stainless Steel Bolting for High Temperature or High Pressure Service and Other Special Purpose

Applications
A194/A194M Carbon Steel, Alloy Steel, and Stainless Steel Nuts for Bolts for High Pressure or High Temperature Service, or Both
A307 Carbon Steel Bolts, Studs, and Threaded Rod 60 000 psi Tensile Strength
A320/A320M Alloy-Steel and Stainless Steel Bolting for Low-Temperature Service
A354 Quenched and Tempered Alloy Steel Bolts, Studs and Other Externally-Threaded Fasteners
A437/A437M Stainless and Alloy-Steel Turbine-Type Bolting Specially Heat Treated for High Temperature Service
A449 Hex Cap Screws, Bolts, and Studs, Steel, Heat Treated, 120/105/90 ksi Minimum Tensile Strength, General Use
A453/A453M High-Temperature Bolting, With Expansion Coefficients Comparable to Austenitic Stainless Steels

Castings
A47/A47M Ferritic Malleable Iron Castings
A48/A48M Gray Iron Castings
A126 Gray Iron Castings for Valves, Flanges, and Pipe Fittings
A197/A197M Cupola Malleable Iron
A216/A216M Steel Castings, Carbon Suitable for Fusion Welding, for High Temperature Service
A217/A217M Steel Castings, Martensitic Stainless and Alloy, for Pressure-Containing Parts, Suitable for High-Temperature Service
A278/A278M Gray Iron Castings for Pressure-Containing Parts for Temperatures Up to 650°F (350°C)
A351/A351M Castings, Austenitic, for Pressure-Containing Parts
A389/A389M Steel Castings, Alloy, Specially Heat Treated for Pressure-Containing Parts, Suitable for High-Temperature Service
A395/A395M Ferritic Ductile Iron Pressure-Retaining Castings for Use at Elevated Temperatures
A536 Ductile Iron Castings
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A1091/A1091M Steel Castings, Creep-Strength Enhanced Ferritic Alloy, for Pressure-Containing Parts, Suitable for High Temperature
Service

Forgings
A105/A105M Carbon Steel Forgings for Piping Applications
A181/A181M Carbon Steel Forgings for General Purpose Piping
/A182M ForgedorRolledAlloyandStainlessSteelPipeFlanges, ForgedFittings, andValvesandParts forHigh-TemperatureService
A336/A336M Alloy Steel Forgings for Pressure and High-Temperature Parts
A350/A350M Carbon and Low-Alloy Steel Forgings Requiring Notch Toughness Testing for Piping Components
A965/A965M Steel Forgings, Austenitic, for Pressure and High Temperature Parts

Cast Pipe
A377 Ductile Iron Pressure Pipe
A426/A426M Centrifugally Cast Ferritic Alloy Steel Pipe for High-Temperature Service
A451/A451M Centrifugally Cast Austenitic Steel Pipe for High-Temperature Service

Seamless Pipe and Tube
A106/A106M Seamless Carbon Steel Pipe for High-Temperature Service
A179/A179M Seamless Cold-Drawn Low-Carbon Steel Heat-Exchanger and Condenser Tubes
A192/A192M Seamless Carbon Steel Boiler Tubes for High-Pressure Service
A210/A210M Seamless Medium-Carbon Steel Boiler and Superheater Tubes
A213/A213M Seamless Ferritic and Austenitic Alloy-Steel Boiler, Superheater, and Heat-Exchanger Tubes
A335/A335M Seamless Ferritic Alloy Steel Pipe for High-Temperature Service
A369/A369M Carbon and Ferritic Alloy Steel Forged and Bored Pipe for High-Temperature Service
A376/A376M Seamless Austenitic Steel Pipe for High-Temperature Service

Seamless and Welded Pipe and Tube
A53/A53M Pipe, Steel, Black and Hot-Dipped, Zinc-Coated, Welded and Seamless
A268/A268M Seamless and Welded Ferritic and Martensitic Stainless Steel Tubing for General Service
A312/A312M Seamless, Welded and Heavily Cold Worked Austenitic Stainless Steel Pipe
A333/A333M Seamless and Welded Steel Pipe for Low-Temperature Service and Other Applications with Required Notch Toughness
A450/A450M General Requirements for Carbon and Low Alloy Steel Tubes
A530/A530M General Requirements for Specialized Carbon and Alloy Steel Pipe
A789/A789M Seamless and Welded Ferritic/Austenitic Stainless Steel Tubing for General Service
A790/A790M Seamless and Welded Ferritic/Austenitic Stainless Steel Pipe

Welded Pipe and Tube
A134 Pipe, Steel, Electric-Fusion (Arc)-Welded (Sizes NPS 16 and Over)
A135/A135M Electric-Resistance-Welded Steel Pipe
A139/A139M Electric-Fusion (Arc)-Welded Steel Pipe (NPS 4 and Over)
A178/A178M Electric-Resistance-Welded Carbon and Carbon-Manganese Steel Boiler and Superheater Tubes
A214/A214M Electric-Resistance-Welded Carbon Steel Heat-Exchanger and Condenser Tubes
A249/A249M Welded Austenitic Steel Boiler, Superheater, Heat-Exchanger, and Condenser Tubes
A254 Copper Brazed Steel Tubing
A358/A358M Electric-Fusion-Welded Austenitic Chromium-Nickel Stainless Steel Pipe for High-Temperature Service and General

Applications
A409/A409M Welded Large Diameter Austenitic Steel Pipe for Corrosive or High-Temperature Service
A587 Electric-Resistance-Welded Low-Carbon Steel Pipe for the Chemical Industry
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A671/A671M Electric-Fusion-Welded Steel Pipe for Atmospheric and Lower Temperatures
A672/A672M Electric-Fusion-Welded Steel Pipe for High-Pressure Service at Moderate Temperatures
A691/A691M Carbon and Alloy Steel Pipe, Electric-Fusion-Welded for High-Pressure Service at High Temperatures
A928/A928M Ferritic/Austenitic (Duplex) Stainless Steel Pipe Electric Fusion Welded with Addition of Filler Metal

Fittings
A234/A234M Piping Fittings of Wrought Carbon Steel and Alloy Steel for Moderate and High Temperature Service
A403/A403M Wrought Austenitic Stainless Steel Piping Fittings
A420/A420M Piping Fittings of Wrought Carbon Steel and Alloy Steel for Low-Temperature Service
A815/A815M Wrought Ferritic, Ferritic/Austenitic, and Martensitic Stainless Steel Piping Fittings

Plate, Sheet, and Strip
A240/A240M Chromium and Chromium-Nickel Stainless Steel Plate, Sheet, and Strip for Pressure Vessels and General Applications
A283/A283M Low and Intermediate Tensile Strength Carbon Steel Plates
A285/A285M Pressure Vessel Plates, Carbon Steel, Low- and Intermediate-Tensile Strength
A299/A299M Pressure Vessel Plates, Carbon Steel, Manganese-Silicon
A387/A387M Pressure Vessel Plates, Alloy Steel, Chromium-Molybdenum
A515/A515M Pressure Vessel Plates, Carbon Steel for Intermediate- and Higher-Temperature Service
A516/A516M Pressure Vessel Plates, Carbon Steel, for Moderate- and Lower-Temperature Service

Rods, Bars, and Shapes
A276/A276M Stainless Steel Bars and Shapes
A322 Steel Bars, Alloy, Standard Grades
A479/A479M Stainless Steel Bars and Shapes for Use in Boilers and Other Pressure Vessels
A564/A564M Hot-Rolled and Cold-Finished Age-Hardening Stainless Steel Bars and Shapes
A575 Steel Bars, Carbon, Merchant Quality, M-Grades
A576 Steel Bars, Carbon, Hot-Wrought, Special Quality

Structural Components
A36/A36M Carbon Structural Steel
A125 Steel Springs, Helical, Heat Treated
A229/A229M Steel Wire, Quenched and Tempered for Mechanical Springs
A242/A242M High-Strength Low Alloy Structural Steel
A992/A992M Structural Steel Shapes

ASTM Nonferrous Material Specifications
Castings
B26/B26M Aluminum-Alloy Sand Castings
B61 Steam or Valve Bronze Castings
B62 Composition Bronze or Ounce Metal Castings
B108 Aluminum-Alloy Permanent Mold Castings
B148 Aluminum-Bronze Sand Castings
B367 Titanium and Titanium Alloy Castings
B584 Copper Alloy Sand Castings for General Applications

Components
F1476 [Note (2)] Performance of Gasketed Mechanical Couplings for Use in Piping Applications
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F1548 Performance of Fittings for Use With Gasketed Mechanical Couplings Used in Piping Applications

Forgings
B247, B247M Aluminum and Aluminum-Alloy Die Forgings, Hand Forgings, and Rolled Ring Forgings
B283/B283M Copper and Copper-Alloy Die Forgings (Hot Pressed)
B381 Titanium and Titanium Alloy Forgings
B462 Forged orRolledUNSN06030, N06022,N06035, N06200, N06059,N10362, N06686,N08020, N08024, N08026,N08367,

N10276, N10665, N10675, N10629, N08031, and N06045 Pipe Flanges, Forged Fittings, and Valves and Parts for
Corrosive High-Temperature Service

B564 Nickel Alloy Forgings

Seamless Pipe and Tube
B42 Seamless Copper Pipe, Standard Sizes
B43 Seamless Red Brass Pipe, Standard Sizes
B68/B68M Seamless Copper Tube, Bright Annealed
B75 Seamless Copper Tube
B88/B88M Seamless Copper Water Tube
B111/B111M Copper and Copper-Alloy Seamless Condenser Tubes and Ferrule Stock
B161 Nickel Seamless Pipe and Tube
B163 Seamless Nickel and Nickel-Alloy (UNS N06845) Condenser and Heat-Exchanger Tubes
B165 Nickel-Copper Alloy (UNS N04400) Seamless Pipe and Tube
B167 Nickel-Chromium-Iron Alloys (UNSN06600, N06601, N06603, N06690, N06693, N06025, N06045, and N06696), Nickel-

Chromium-Cobalt-Molybdenum Alloy (UNS N06617) and Nickel-Iron-Chromium-Tungsten Alloy (UNS N06674)
Seamless Pipe and Tube

B210/B210M Aluminum and Aluminum Alloy Drawn Seamless Tubes
B234/B234M Aluminum and Aluminum-Alloy Drawn Seamless Tubes for Surface Condensers, Evaporators, and Heat Exchangers
B241/B241M Aluminum and Aluminum-Alloy Seamless Pipe and Seamless Extruded Tube
B251/B251M General Requirements for Wrought Seamless Copper and Copper-Alloy Tube
B280 Seamless Copper Tube for Air Conditioning and Refrigeration Field Service
B302 Threadless Copper Pipe, Standard Sizes
B315 Seamless Copper Alloy Pipe and Tube
B407 Nickel-Iron-Chromium Alloy Seamless Pipe and Tube
B423 Nickel-Iron-Chromium-Molybdenum-Copper Alloy (UNS N08825, N08221, and N06845) Seamless Pipe and Tube
B466/B466M Seamless Copper-Nickel Pipe and Tube
B622 Seamless Nickel and Nickel-Cobalt Alloy Pipe and Tube
B677 UNS N08925, UNS N08354, and UNS N08926 Seamless Pipe and Tube
B690 Iron-Nickel-Chromium-Molybdenum Alloys (UNS N08366 and UNS N08367) Seamless Pipe and Tube
B729 Seamless UNS N08020, UNS N08026, and UNS N08024 Nickel-Alloy Pipe and Tube
B861 Titanium and Titanium Alloy Seamless Pipe

Seamless and Welded Pipe and Tube
B338 Seamless and Welded Titanium and Titanium Alloy Tubes for Condensers and Heat Exchangers
B444 Nickel-Chromium-Molybdenum-Columbium Alloy (UNS N06625 and UNS N06852) and Nickel-Chromium-Molybdenum-

Silicon Alloy (UNS N06219) Pipe and Tube

Welded Pipe and Tube
B464 Welded (UNS N08020, N08024, and N08026) Alloy Pipe
B467 Welded Copper-Nickel Pipe
B468 Welded (UNS N08020, N08024, and N08026) Alloy Tubes
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B546 Electric Fusion-WeldedNi-Cr-Co-MoAlloy (UNSN06617), Ni-Fe-Cr-Si Alloys (UNSN08330 andUNSN08332), Ni-Cr-Fe-Al
Alloy (UNS N06603), Ni-Cr-Fe Alloy (UNS N06025), and Ni-Cr-Fe-Si Alloy (UNS N06045) Pipe

B608 Welded Copper-Alloy Pipe
B619 Welded Nickel and Nickel-Cobalt Alloy Pipe
B626 Welded Nickel and Nickel-Cobalt Alloy Tube
B673 UNS N08925, UNS N08354, and UNS N08926 Welded Pipe
B674 UNS N08925, UNS N08354, and UNS N08926 Welded Tube
B675 UNS N08367 Welded Pipe
B676 UNS N08367 Welded Tube
B704 Welded UNS N06625, N06219, and N08825 Alloy Tubes
B705 Nickel-Alloy (UNS N06625, N06219, and N08825) Welded Pipe
B804 UNS N08367 and UNS N08926 Welded Pipe
B862 Titanium and Titanium Alloy Welded Pipe

Fittings
B361 Factory-Made Wrought Aluminum and Aluminum-Alloy Welding Fittings
B366 Factory-Made Wrought Nickel and Nickel Alloy Fittings

Plate, Sheet, and Strip
B168 Nickel-Chromium-Iron Alloys (UNS N06600, N06601, N06603, N06690, N06693, N06025, N06045, and N06696), Nickel-

Chromium-Cobalt-MolybdenumAlloy (UNS N06617), and Nickel-Iron-Chromium-Tungsten Alloy (UNS N06674) Plate,
Sheet, and Strip

B171/B171M Copper-Alloy Plate and Sheet for Pressure Vessels, Condensers, and Heat Exchangers
B209 Aluminum and Aluminum-Alloy Sheet and Plate
B265 Titanium and Titanium-Alloy Strip, Sheet, and Plate
B409 Nickel-Iron-Chromium Alloy Plate, Sheet, and Strip
B424 Ni-Fe-Cr-Mo-Cu Alloy (UNS N08825, UNS N08221, and UNS N06845) Plate, Sheet, and Strip
B435 UNS N06002, UNS N06230, UNS N12160, and UNS R30556 Plate, Sheet, and Strip
B443 Nickel-Chromium-Molybdenum-ColumbiumAlloy (UNSN06625) andNickel-Chromium-Molybdenum-Silicon Alloy (UNS

N06219) Plate, Sheet, and Strip
B463 UNS N08020 Alloy Plate, Sheet, and Strip
B575 Low-Carbon Nickel-Chromium-Molybdenum, Low-Carbon Nickel-Chromium-Molybdenum-Copper, Low-Carbon Nickel-

Chromium-Molybdenum-Tantalum, and Low-Carbon Nickel-Chromium-Molybdenum-Tungsten Alloy Plate, Sheet, and
Strip

B625 UNS N08925, UNS N08031, UNS N08932, UNS N08926, UNS N08354, and UNS R20033 Plate, Sheet, and Strip
B688 Chromium-Nickel-Molybdenum-Iron (UNS N08366 and UNS N08367) Plate, Sheet, and Strip

Rods, Bars, and Shapes
B16/B16M Free-Cutting Brass Rod, Bar and Shapes for Use in Screw Machines
B150/B150M Aluminum Bronze Rod, Bar, and Shapes
B151/B151M Copper-Nickel-Zinc Alloy (Nickel Silver) and Copper-Nickel Rod and Bar
B166 Nickel-Chromium-Iron Alloys (UNS N06600, N06601, N06603, N06690, N06693, N06025, N06045, and N06696), Nickel-

Chromium-Cobalt-Molybdenum Alloy (UNS N06617), and Nickel-Iron-Chromium-Tungsten Alloy (UNS N06674) Rod,
Bar, and Wire

B221 Aluminum and Aluminum Alloy Extruded Bars, Rods, Wire, Profiles, and Tubes
B348/B348M Titanium and Titanium Alloy Bars and Billets
B408 Nickel-Iron-Chromium Alloy Rod and Bar
B425 Ni-Fe-Cr-Mo-Cu Alloy (UNS N08825, UNS N08221, and UNS N06845) Rod and Bar
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B446 Nickel-Chromium-Molybdenum-Columbium Alloy (UNS N06625), Nickel-Chromium-Molybdenum-Silicon Alloy (UNS
N06214), and Nickel-Chromium-Molybdenum-Tungsten Alloy (UNS N06650) Rod and Bar

B453/B453M Copper-Zinc-Lead Alloy (Leaded-Brass) Rod, Bar, and Shapes
B473 UNS N08020, UNS N08024, and UNS N08026 Nickel Alloy Bar and Wire
B572 UNS N06002, UNS N06230, UNS N12160, and UNS R30556 Rod
B574 Low-Carbon Nickel-Chromium-Molybdenum, Low-Carbon Nickel-Molybdenum-Chromium-Tantalum, Low-Carbon

Nickel-Chromium-Molybdenum-Copper, and Low-Carbon Nickel-Chromium-Molybdenum-Tungsten Alloy Rod
B649 Ni-Fe-Cr-Mo-Cu-N Low-Carbon Alloys (UNS N08925, UNS N08031, UNS N08354, and UNS N08926), Cr-Ni-Fe-N Low-

Carbon Alloy (UNS R20033) Bar and Wire, and Ni-Cr-Fe-Mo-N Alloy (UNS N08936) Wire
B691 Iron-Nickel-Chromium-Molybdenum Alloys (UNS N08366 and UNS N08367) Rod, Bar, and Wire

Solder
B32 Solder Metal
B828 Standard Practice for Making Capillary Joints by Soldering of Copper and Copper Alloy Tube and Fittings

ASTM Standard Test Methods
D323 Standard Test Method for Vapor Pressure of Petroleum Products (Reid Method)
E94 Standard Guide for Radiographic Examination
E125 Standard Reference Photographs for Magnetic Particle Indications on Ferrous Castings
E186 Standard Reference Radiographs for Heavy-Walled (2 to 41∕2-in. [51 to 114-mm]) Steel Castings
E280 Standard Reference Radiographs for Heavy-Walled (41∕2 to 12-in. [114 to 305-mm]) Steel Castings
E446 Standard Reference Radiographs for Steel Castings Up to 2 in. [51 mm] in Thickness
E1003 Standard Practice for Hydrostatic Leak Testing
E2930 Standard Practice for Pressure Decay Leak Test Method

AWS Specifications
A3.0 Standard Welding Terms and Definitions
D10.10 Recommended Practices for Local Heating of Welds in Piping and Tubing
QC1 Standard for AWS Certification of Welding Inspectors

AWWA and ANSI/AWWA Standards
C110/A21.10 Ductile-Iron and Gray-Iron Fittings, 3 in. Through 48 in. (76 mm Through 1200 mm), for Water and Other Liquids
C111/A21.11 Rubber-Gasket Joints for Ductile-Iron Pressure Pipe and Fittings
C115/A21.15 Flanged Ductile-Iron Pipe With Threaded Flanges
C150/A21.50 Thickness Design of Ductile-Iron Pipe
C151/A21.51 Ductile-Iron Pipe, Centrifugally Cast, for Water
C153/A21.53 Ductile-IronCompactFittings, 3 in.Through24 in. (76mmThrough610mm)and54 in.Through64 in. (1,400mmThrough

1,600 mm), for Water Service
C200 Steel Water Pipe—6 in. (150 mm) and Larger
C207 Steel Pipe Flanges for Waterworks Service—Sizes 4 in. Through 144 in. (100 mm Through 3,600 mm)
C208 Dimensions for Fabricated Steel Water Pipe Fittings
C300 Reinforced Concrete Pressure Pipe, Steel-Cylinder Type, for Water and Other Liquids (Includes Addendum C300a-93)
C301 Prestressed Concrete Pressure Pipe, Steel-Cylinder Type, for Water and Other Liquids
C302 Reinforced Concrete Pressure Pipe, Noncylinder Type, for Water and Other Liquids
C304 Design of Prestressed Concrete Cylinder Pipe
C500 Metal-Seated Gate Valves for Water Supply Service
C504 [Note (3)] Rubber Seated Butterfly Valves
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C509 Resilient-Seated Gate Valves for Water Supply Service
C516 [Note (3)] Large-Diameter Rubber-Seated Butterfly Valves, Sizes 78 in. (2,000 mm) and Larger
C600 Installation of Ductile-Iron Water Mains and Their Appurtenances
C606 Grooved and Shouldered Joints

Expansion Joint Manufacturers Association, Inc.
… Standards of the Expansion Joint Manufacturers Association, Inc.

FCI Standard
79-1-2009 Proof of Pressure Ratings for Pressure Regulators

MSS Standard Practices
SP-6 Standard Finishes for Contact Faces of Pipe Flanges and Connecting-End Flanges of Valves and Fittings
SP-9 Spot-Facing for Bronze, Iron and Steel Flanges
SP-25 Standard Marking System for Valves, Fittings, Flanges and Unions
SP-42 [Note (3)] Corrosion Resistant Gate, Globe, Angle and Check Valves With Flanged and Butt Weld Ends (Classes 150, 300 & 600)
SP-43 Wrought and Fabricated Butt-Welding Fittings for Low Pressure, Corrosion Resistant Applications
SP-45 Bypass and Drain Connections
SP-51 Class 150 LW Corrosion Resistant Flanges and Cast Flanged Fittings
SP-53 Quality Standard for Steel Castings and Forgings for Valves, Flanges, and Fittings and Other Piping Components —

Magnetic Particle Examination Method
SP-54 Quality Standard for Steel Castings for Valves, Flanges, and Fittings and Other Piping Components — Radiographic

Examination Method
SP-55 Quality Standard for Steel Castings for Valves, Flanges, and Fittings and Other Piping Components — Visual Method for

Evaluation of Surface Irregularities
SP-58 Pipe Hangers and Supports — Materials, Design, Manufacture, Selection, Application, and Installation
SP-61 Pressure Testing of Valves
SP-67 [Note (3)] Butterfly Valves
SP-68 High Pressure Butterfly Valves with Offset Design
SP-75 High-Strength, Wrought, Butt-Welding Fittings
SP-79 Socket Welding Reducer Inserts
SP-80 Bronze Gate, Globe, Angle and Check Valves
SP-83 Class 3000 and 6000 Pipe Unions, Socket Welding and Threaded (Carbon Steel, Alloy Steel, Stainless Steels, and Nickel

Alloys)
SP-88 Diaphragm Valves
SP-93 Quality Standard for Steel Castings and Forgings for Valves, Flanges, and Fittings and Other Piping Components— Liquid

Penetrant Examination Method
SP-94 Quality Standard for Ferritic andMartensitic Steel Castings for Valves, Flanges, and Fittings andOther Piping Components

— Ultrasonic Examination Method
SP-95 Swage(d) Nipples and Bull Plugs
SP-97 Integrally Reinforced Forged Branch Outlet Fittings — Socket Welding, Threaded and Buttwelding Ends
SP-105 Instrument Valves for Code Applications
SP-106 Cast Copper Alloy Flanges and Flanged Fittings: Class 125, 150, and 300
SP-128 Ductile Iron Gate Valves
SP-136 Ductile Iron Swing Check Valves

National Fire Codes
NFPA 85 Boiler and Combustion Systems Hazards Code
NFPA 1963 Standard for Fire Hose Connections
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ES-16 Access Holes and Plugs for Radiographic Inspection of Pipe Welds
ES-24 Pipe Bending Methods, Tolerances, Process and Material Requirements

GENERAL NOTES:
(a) For boiler external piping application, see para. 123.2.2.
(b) For all other piping,materials conforming to anASMESAorASMESB specificationmay be used interchangeablywithmaterial specified to an

ASTM A or ASTM B specification of the same number listed in this table.
(c) The approved year of issue of the specifications and standards is not given in this table. This information is given inMandatory Appendix F of

this Code.
(d) The addresses and phone numbers of organizations whose specifications and standards are listed in this table are given at the end of

Mandatory Appendix F.

NOTES:
(1) ANSI B18.22.1 is nonmetric.
(2) This standard requires testing of couplings with bending moments applied that are equivalent to support spacings shorter than those

recommended in para. 121.5. Couplings should be tested with bending moments applied that correspond to support spacings equal
to or greater than those to be used in the piping installation.

(3) See para. 107.1(d) for valve stem retention requirements.
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Chapter V
Fabrication, Assembly, and Erection

127 WELDING

127.1 General

Piping systems shall be constructed in accordance with
the requirements of this Chapter and of materials that
have been manufactured in accordance with the require-
ments of Chapter IV. These requirements apply to all fabri-
cation, assembly, and erection operations, whether
performed inashoporat a constructionsite.The following
applies essentially to thewelding of ferrousmaterials. The
welding of aluminum, copper, etc., requires different
preparations and procedures.

127.1.1 The welding processes that are to be used
under this part of this Code shall meet all the test require-
ments of ASME BPVC, Section IX.

127.2 Material

127.2.1 Electrodes and Filler Metal. Welding elec-
trodes and filler metal, including consumable inserts,
shall conform to the requirements of ASME BPVC,
Section II, Part C. An electrode or filler metal not
conforming to the above may be used provided the
WPS and the welders and welding operators who will
follow the WPS have been qualified as required by
ASME BPVC, Section IX. Unless otherwise specified by
the designer, welding electrodes and filler metals used
shall produceweldmetal that complieswith the following:
(a) Thenominal tensile strength of theweldmetal shall

equal or exceed theminimum specified tensile strength of
the base metals being joined.
(b) If basemetals of different tensile strengths are to be

joined, the nominal tensile strength of theweldmetal shall
equal or exceed theminimum specified tensile strength of
the weaker of the two.
(c) The nominal chemical analysis of the weld metal

shall be similar to the nominal chemical analysis of the
base metal, including consideration of both major and
essential minor alloying elements [e.g., 21∕4% Cr, 1%
Mo steels should be joined using 21∕4% Cr, 1% Mo
filler metals; see also para. 124.2(d)].
(d) If base metals of different chemical analysis are

being joined, the nominal chemical analysis of the weld
metal shall be similar to either base metal or an inter-
mediate composition, except as specified in (e) for aus-
tenitic steels joined to ferritic steels.

(e) When austenitic steels are joined to ferritic steels,
the weld metal shall have an austenitic structure.
(f) For nonferrous metals, the weld metal shall be that

recommended by the manufacturer of the nonferrous
metal or by industry associations for that metal.
(g) Filler metals not meeting the requirements of (a)

through (f) may be accepted by agreement between the
fabricator/erector and the designer. Examples of condi-
tionswhere thismayapply include (butmaynotbe limited
to) where unusual materials or combinations of materials
are used, where highly corrosive environments may
require a more electrochemically noble weld metal,
where dissimilar materials are welded, or where it is
desired to achieve a weld with different mechanical prop-
erties from the base material.

127.2.2 Backing Rings.Backing rings, whenused, shall
conform to the following requirements:
(a) Ferrous Rings. Ferrous metal backing rings that

become a permanent part of the weld shall be made
from material of weldable quality, compatible with the
base material and the sulfur content shall not exceed
0.05%.

(1) Backing ringsmaybeof the continuousmachined
or split band type.

(2) If two abutting surfaces are to be welded to a
third member used as a backing ring and one or two
of the three members are ferritic and the other
member or members are austenitic, the satisfactory
useof suchmaterials shall bedeterminedby theWPSqual-
ified as required in para. 127.5.

(3) Backing strips used at longitudinal welded joints
shall be removed.
(b) Nonferrous and Nonmetallic Rings. Backing rings of

nonferrous or nonmetallic materials may be used for
backing provided they are included in a WPS as required
in para. 127.5. Nonmetallic or nonfusing rings shall be
removed.

127.2.3 Consumable Inserts. Consumable inserts may
be used provided they aremade frommaterial compatible
with the chemical and physical properties of the base
material. Qualification of the WPS shall be as required
by para. 127.5.
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127.3 Preparation for Welding

(a) End Preparation
(1) Oxygen or arc cutting is acceptable only if the cut

is reasonably smooth and true, and all slag is cleaned from
the flame cut surfaces. Discoloration that may remain on
the flame cut surface is not considered to be detrimental
oxidation.

(2) Butt-welding end preparation dimensions
contained in ASME B16.25 or dimensions of any other
end preparation that meets the WPS are acceptable.

(3) If piping component ends are bored, such boring
shall not result in finished wall thickness, after welding,
less than the minimum design thickness. Where neces-
sary,weldmetal of the appropriate analysismaybedepos-
ited on the inside or outside of the piping component to
provide sufficient material for machining to ensure satis-
factory fitting of rings.

(4) If the piping component ends are upset, theymay
be bored to allow for a completely recessed backing ring,
provided the remaining net thickness of the finished ends
is not less than the minimum design thickness.
(b) Cleaning. Surfaces for welding shall be clean and

shall be free from paint, oil, rust, scale, or other material
that is detrimental to welding.
(c) Alignment. The inside diameters of piping compo-

nents to be butt welded shall be aligned as accurately as is
practicable within existing commercial tolerances on
diameters, wall thicknesses, and out-of-roundness. Align-
ment shall be preserved during welding. The internal
misalignment of the ends to be joined shall not exceed
1∕16 in. (1.5 mm) unless the piping design specifically
states a different allowable misalignment.

When the internal misalignment exceeds the allowable,
it is preferred that the componentwith thewall extending
internally be internally trimmed per Figure 127.3-1.
However, trimming shall result in a piping component
thickness not less than the minimum design thickness,
and the change in contour shall not exceed 30 deg (see
Figure 127.3-1).
(d) Spacing. The root opening of the joint shall be as

given in the WPS.
(e) Socket Weld Assembly. In assembly of the joint

before welding, the pipe or tube shall be inserted into
the socket to the maximum depth and then withdrawn
approximately 1∕16 in. (1.5 mm) away from contact
between the end of the pipe and the shoulder of the
socket (see Figures 127.4.4-2 and 127.4.4-3). In sleeve-
type joints without internal shoulder, there shall be a
distance of approximately 1∕16 in. (1.5 mm) between
the butting ends of the pipe or tube. The gap need not
be present or verified after welding.

The fit between the socket and the pipe shall conform to
applicable standards for socketweld fittingsand innocase
shall the inside diameter of the socket or sleeve exceed the
outsidediameter of thepipeor tubebymore than0.080 in.
(2.0 mm).

127.4 Procedure
127.4.1 General

(a) Qualification of the WPS to be used, and of the
performance of welders and operators, is required and
shall comply with the requirements of para. 127.5.
(b) Nowelding shall be done if there is impingement of

rain, snow, sleet, or high wind on the weld area.
(c) Tackweldspermitted to remain in the finishedweld

shall be made by a qualified welder. Tack welds made by
an unqualified welder shall be removed. Tack welds that
remainshall bemadewithanelectrodeandWPS that is the
same as or equivalent to the electrode andWPS to be used
for the first pass. The stopping and starting ends shall be
prepared by grinding or other means so that they can be
satisfactorily incorporated into the final weld. Tack welds
that have cracked shall be removed.
(d) Arc strikes outside the area of the intended weld

should be avoided on any base metal. Arc strikes made
outside of the weld joint area shall be removed and
the surface visually examined. The surface shall also be
examined by the liquid penetrant or magnetic particle
method when the material is P-No. 4, P-No. 5A, P-No.
5B, or P-No. 15E.

127.4.2 Girth Butt Welds

(a) Girth butt welds shall be complete penetration
welds and shall be made with a single vee, double vee,
or other suitable type of groove, with or without
backing rings or consumable inserts. The depth of the
weld measured between the inside surface of the weld

Figure 127.3-1
Butt Welding of Piping Components

With Internal Misalignment

30 deg
 max.

1/16 in. (1.5 mm) or less

Greater than 1/16 in. (1.5 mm)
Radius    0.05tm
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preparationand theoutside surfaceof thepipe shall notbe
less than the minimum thickness required by Chapter II
for the particular size and wall of pipe used.
(b) To avoid abrupt transitions in the contour of the

finished weld, the requirements of (1) through (4)
shall be met.

(1) When components with different outside
diameters or wall thicknesses are welded together, the
welding end of the component with the larger outside
diameter shall fall within the envelope defined by solid
lines in Figure 127.4.2-1. The weld shall form a
gradual transition not exceeding a slope of 30 deg
from the smaller to the larger diameter component.
This condition may be met by adding welding filler mate-
rial, if necessary, beyond what would otherwise be the
edge of the weld.

(2) Whenboth components to bewelded (other than
pipe topipe) have a transition froma thicker section to the
weld end preparation, the included angle between the
surface of theweld and the surface of either of the compo-
nents shall notbe less than150deg.Refer topara. 119.3(b)
for additional concerns related to this design.

(3) When welding pipe to pipe, the surface of the
weld shall, as a minimum, be flush with the outer
surface of the pipe, except as permitted in (4).

(4) For welds made without the addition of filler
metal, concavity shall be limited to 1∕32 in. (0.8 mm)
below the outside surface of the pipe, but shall not
encroach upon the minimum required thickness.
(c) As-welded surfaces are permitted; however, the

surface of welds shall be sufficiently free from coarse
ripples, grooves, overlaps, abrupt ridges, and valleys to
meet the following:

(1) The surface condition of the finished welds shall
be suitable for the proper interpretation of radiographic
and other nondestructive examinations when nonde-
structive examinations are required by Table 136.4.1-1.
In those cases where there is a question regarding the
surface condition on the interpretation of a radiographic
film, the film shall be compared to the actual weld surface
for interpretation and determination of acceptability.

(2) Reinforcements are permitted in accordance
with Table 127.4.2-1.

(3) Undercut on the surface of girth butt welds shall
not exceed 1∕32 in. (0.8 mm) and shall not encroach on the
minimum required section thickness.

(4) If the surface of the weld requires grinding to
meet the above criteria, care shall be taken to avoid re-
ducing the weld or base material below the minimum
required thickness.

(5) Concavity on the root side of a single welded
circumferential butt weld is permittedwhen the resulting
thicknessof theweld is at least equal to the thicknessof the
thinner member of the two sections being joined and the
contour of the concavity is smooth without sharp edges.
The internal condition of the root surface of a girth weld,

which has been examined by radiography, is acceptable
onlywhen there is a gradual change in the density, as indi-
cated in the radiograph. If a girthweld is not designated to
be examined by radiography, a visual examinationmay be
performed at welds that are readily accessible.

127.4.3 Longitudinal Butt Welds. Longitudinal butt
welds not covered by the applicable material specifica-
tions listed in Table 126.1-1 shall meet the requirements
for girth butt welds in para. 127.4.2, except that undercut
on the surface of longitudinal butt welds, fabricated in
accordance with the requirements of this Code, is not
permitted. For longitudinal welds and spiral welds in
pipe intended for sustained operation in the creep
range (see paras. 104.1.1 and 123.4 and Table
102.4.7-1), any welding using the SAW process shall
use a flux with a basicity index ≥ 1.0.

127.4.4 Fillet Welds. In making fillet welds, the weld
metal shall be deposited in such a way as to secure
adequate penetration into the base metal at the root of
the weld.
(a) Fillet welds may vary from convex to concave. The

size of a fil let weld is determined as shown in
Figure 127.4.4-1
(b) A fillet weld, in any single continuous weld, may be

less than the specified fillet weld dimension by not more
than 1∕16 in. (1.5 mm), provided that the total undersized
portionof thewelddoesnot exceed10%of the total length
of the weld or 2 in. (50 mm), whichever is less.
(c) Typical minimum fillet weld details for slip-on

flanges and socket-welding components are shown in
Figures 127.4.4-2 and 127.4.4-3.

127.4.5 Seal Welds. Where seal welding of threaded
joints is performed, threads shall be entirely covered
by the seal weld. Seal welding shall be done by qualified
welders.

127.4.8 ð22ÞWelded Branch Connections

(a) Welded branch connections shall be made with full
penetration welds, except as allowed in (f). Figures
127.4.8-1 through 127.4.8-3 show typical details of
branch connections with and without added reinforce-
ment. No attempt has been made to show all acceptable
types of construction and the fact that a certain type of
construction is illustrated does not indicate that it is rec-
ommended over other types not illustrated.
(b) Figure 127.4.8-4 shows basic types of weld attach-

ments used in the fabrication of branch connections. The
location and minimum size of these attachment welds
shall conform to the requirements of para. 127.4.8.
Welds shall be calculated in accordance with para.
104.3.1 but shall not be less than the sizes shown in
Figure 127.4.8-4.

The notations and symbols used in this paragraph and
Figures 127.4.8-4 and 127.4.8-5 are as follows:

tc = the smaller of 1∕4 in. (6 mm) or 0.7tnb
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Figure 127.4.2-1
Welding End Transition — Maximum Envelope

1/2tm (min.) 11/2tm (min.) 

30 deg max. 

Maximum slope 1:3

Radius of at least 0.05tm 

2tm (min.) 

tm 

Transition region 

See Note (1) 

See Note (2) 

Radius not mandatory 

Radius of at least 0.05tm 

Maximum — See Note (3) 
Minimum — 1.0 tm 

Component or fitting 

Inside 

Outside 

45 deg max. 

30 deg max. 

tn

GENERAL NOTES:
(a) The value of tm is whichever of the following is applicable:

(1) as defined in para. 104.1.2(a)
(2) the minimum ordered wall thickness of the cylindrical welding end of a component or fitting (or the thinner of the two) when the joint is

between two components
(b) The maximum envelope is defined by solid lines.

NOTES:
(1) Weld is shown for illustration only.
(2) The weld transition and weld reinforcement shall comply with paras. 127.4.2(b) and 127.4.2(c)(2) and may be outside the maximum

envelope.
(3) The maximum thickness at the end of the component is

(a) the greater of [tm + 0.16 in. (4 mm)] or 1.15tm when ordered on a minimum wall basis
(b) the greater of [tm + 0.16 in. (4 mm)] or 1.10tn when ordered on a nominal wall basis
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tmin = the smaller of tnb or tnr
tnb = nominal thickness of branch wall, in. (mm)
tnh = nominal thickness of header wall, in. (mm)
tnr = nominal thickness of reinforcing element (ring

or saddle), in. (mm)

(c) Figure 127.4.8-6 shows branch connections made
by welding half couplings or adapters directly to the run
pipe.

Figure127.4.8-5 showsbranchconnectionsusing speci-
fically reinforced branch outlet fittings welded directly to
the run pipe. These branch connection fittings, half
couplings, or adapters, which abut the outside surface
of the run wall or are inserted through an opening cut
in the run wall, shall have opening and branch contour
to provide a good fit and shall be attached by means
of full penetration groove welds except as otherwise
permitted in (f).

The full penetration groovewelds shall be finishedwith
cover fillet welds andmeet the requirements of para. 104.
The cover fillet welds shall have aminimum throat dimen-
sion not less than that shown in Figure 127.4.8-5 or Figure
127.4.8-6, as applicable.
(d) In branch connections having reinforcement pads

or saddles, the reinforcement shall be attachedbywelds at
the outer edge and at the branch periphery as follows:

(1) If theweld joining theaddedreinforcement to the
branch is a full penetrationgrooveweld, it shall be finished
with a cover fillet weld having a minimum throat dimen-
sion not less than tc; theweld at the outer edge, joining the

added reinforcement to the run, shall be a filletweldwith a
minimum throat dimension of 0.5tnr.

(2) If theweld joining theaddedreinforcement to the
branch is a fillet weld, the throat dimension shall not be
less than 0.7tmin. The weld at the outer edge joining the
outer reinforcement to the run shall also be a fillet weld
with a minimum throat dimension of 0.5tnr.
(e) When rings or saddles are used, a vent hole shall be

provided (at the side and not at the crotch) in the ring or
saddle to reveal leakage in the weld between the branch
and main run and to provide venting during welding and
heat treating operations. Rings or saddlesmay bemade in
more than one piece if the joints between the pieces have
strength equivalent to the ring or saddle parentmetal and
if each piece has a vent hole. A good fit shall be provided
between reinforcing rings or saddles and the parts to
which they are attached.
(f) Branch and instrument connections NPS 2 (DN 50)

and smallerweldedwith partial penetrationwelds that do
not require reinforcements (see para. 104.3) may be
constructed as shown in Figure 127.4.8-7. The groove
welds shall be finished with cover fillet welds with a
minimum throat dimension not less than that shown
in Figure 127.4.8-7. If this construction is used at
design temperatures greater than 750°F (400°C) or at
design pressures greater than 1,025 psi (7075 kPa),
then surface examination [magnetic particle examination
(MT) in accordance with para. 136.4.3 or liquid penetrant
examination (PT) in accordance with para. 136.4.4] shall
beperformedat the lesserofone-half of theweld thickness

Table 127.4.2-1
Reinforcement of Girth and Longitudinal Butt Welds

Thickness of Base Metal,
in. (mm)

Maximum Thickness of Reinforcement for Design Temperature
>750°F (400°C) ≤750°F (400°C)

in. mm in. mm
Up to 1∕8 (3), incl. 1∕16 1.5 3∕32 2.5
Over 1∕8 to 3∕16 (3 to 5), incl. 1∕16 1.5 1∕8 3
Over 3∕16 to 1∕2 (5 to 13), incl. 1∕16 1.5 5∕32 4
Over 1∕2 to 1 (13 to 25), incl. 3∕32 2.5 3∕16 5
Over 1 to 2 (25 to 50), incl. 1∕8 3 1∕4 6
Over 2 (50) 5∕32 4 [Note (1)] [Note (2)]

GENERAL NOTES:
(a) For double-sided groovewelds, the limitation on reinforcement given above shall apply separately to both inside and outside surfaces of the

joint.
(b) For single-sided grooveweldswith backing strips or bars that remain in place, the limitation on reinforcement given above shall apply to the

outside surface. For single-sided grooveweldswithout backing strips orbars that remain inplace, the limits shall apply to theoutside surface;
they also apply to the inside surface when the inside surface is readily accessible.

(c) The thickness of weld reinforcement shall be based on the thickness of the thinner of the materials being joined.
(d) The weld reinforcement thicknesses shall be determined from the higher of the abutting surfaces involved.
(e) Weld reinforcement may be removed if so desired.

NOTES:
(1) The greater of 1∕4 in. or 1∕8 times the width of the weld in inches.
(2) The greater of 6 mm or 1∕8 times the width of the weld in millimeters.
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or each 1∕2 in. (13mm) of weld thickness and all accessible
final weld surfaces.

127.4.9 Attachment Welds

(a) Structural attachments may be made by complete
penetration, partial penetration, or fillet welds.
(b) Low-energy capacitor discharge welding may be

used forwelding temporaryattachments (e.g., thermocou-
ples) and permanent nonstructural attachments without
preheat above 50°F (10°C) or subsequent postweld heat
treatment on P-No. 1 through P-No. 5B and P-No. 15E
materials, provided that the following requirements
are met:

(1) A Welding Procedure Specification is prepared,
describing the low-energycapacitordischargeequipment,
the combination of materials to be joined, and the tech-

nique of application; qualification of the welding proce-
dure is not required.

(2) The energy output of the welding process is
limited to 125 J.

(3) For P-No. 5A, P-No. 5B, and P-No. 15E materials,
the maximum carbon content of the material is 0.15%.

(4) Permanent thermocouple or strain gage attach-
ments or the surface from which temporary attachments
are removed shall require visual examination but are
exempt from further examination in accordance with
para. 136.4, whether or not the location was subjected
to postweld heat treatment.

127.4.10 Heat Treatment. Preheat and postweld heat
treatment for welds shall be in accordance with para. 131
or para. 132 as applicable except as exempted in para.

Figure 127.4.4-1
Fillet Weld Size

Size of
 weld

Size of
 weld

Leg
   length

Leg
 length

θ Theoretical throat

(a) Convex Equal Leg
Fillet Weld

(b) Concave Equal Leg
Fillet Weld

θ

(d) Concave Unequal Leg
Fillet Weld

Leg
   length

Leg
 length

(c) Convex Unequal Leg
Fillet Weld

θθ Theoretical throat

GENERAL NOTES:
(a) The “size” of an equal leg fillet weld shall be described by the leg length of the largest inscribed isosceles triangle.
(b) The “size” of an unequal leg fillet weld shall be described using both leg lengths and their location on the members to be joined.
(c) Angle θ, as noted in the above illustrations, may vary from the 90 deg angle as shown based on the angle between the surfaces to be welded.
(d) For an equal leg fillet weldwhere the angle q between themembers being joined is 90 deg, the theoretical throat shall be 0.7 × leg length. For

other fillet welds, the theoretical throat shall be based on the leg lengths and the angle q between the members to be joined.
(e) For all filletwelds, particularly unequal leg filletweldswith angle θ less than 90 deg, the theoretical throat shall lie within the cross section of

the deposited weld metal and shall not be less than the minimum distance through the weld.
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127.4.9. Alternatively, the rules in ASME B31P may be
used in entirety.

127.4.11 Repair Welding

(a) Defect Removal. All defects in welds or base mate-
rials requiring repair shall be removed by flame or arc
gouging, grinding, chipping, or machining. Preheating
may be required for flame or arc gouging on certain
alloy materials of the air-hardening type to prevent

surface checking or cracking adjacent to the flame or
arc gouged surface. When a defect is removed but
welding repair is unnecessary, the surface shall be
contoured to eliminate any sharp notches or corners.
The contoured surface shall be reinspected by the
same means originally used for locating the defect.
(b) Repair Welds. Repair welds shall be made in accor-

dance with a WPS using qualified welders or welding
operators (see para. 127.5), recognizing that the cavity
to be repair welded may differ in contour and dimension
fromanormal joint preparation andmaypresent different
restraint conditions. The types, extent, and methods of
examination shall be in accordance with Table

Figure 127.4.4-2
Welding Details for Slip-On and Socket-Welding Flanges;

Some Acceptable Types of Flange Attachment Welds

tn or 1/4 in. (6 mm),
 whichever is smaller

Approximately 1/16 in.
 (1.5 mm) before welding

(a) Front and Back Weld
[See Notes (1) and (2)]

(b) Face and Back Weld
[See Notes (1) and (2)]

(c) Socket Welding Flange
[See Notes (2) and (3)]

xmin
xmin

xmin
xmin

xmin
xmin

Legend:
tn = nominal pipe wall thickness

xmin = 1.4tn or thickness of the hub, whichever is smaller

NOTES:
(1) Refer to para. 122.1.1(f) for limitations of use.
(2) Refer to para. 104.5.1 for limitations of use.
(3) Refer to para. 122.1.1(h) for limitations of use.

Figure 127.4.4-3
Minimum Welding Dimensions Required for

Socket Welding Components Other Than Flanges

tn = nominal pipe wall thickness

Cx (min.) = 1.09tn or the thickness
 of the socket wall,
 whichever is smaller

Cx

Cx

Approximately 1/16 in. (1.5 mm)
 before welding

Figure 127.4.8-1
Typical Welded Branch Connection
Without Additional Reinforcement
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136.4.1-1. For repairs towelds, theminimumexamination
shall be the same method that revealed the defect in the
original weld. For repairs to base material, the minimum
examination shall be the same as required for butt welds.

127.5 Qualification

127.5.1 General. Qualification of the WPS to be used,
and of the performance ofwelders andwelding operators,
is required and shall comply with the requirements of
ASME BPVC, Section IX, except as modified herein.

Certainmaterials listed inMandatoryAppendixAdonot
appear in ASME BPVC, Section IX P-Number groups.
Where these materials have been assigned P-Numbers
in Mandatory Appendix A, they may be welded under
this Code for nonboiler external piping onlywithout sepa-
rate qualification as if they were listed in ASME BPVC,
Section IX.

127.5.2 Welding Responsibility. Each employer (see
para. 100.2) shall be responsible for the welding
performed by his/her organization and the performance
of welders or welding operators employed by that organ-
ization.

127.5.3 Qualification Responsibility

(a) Procedures. Each employer shall be responsible for
qualifying any WPS that he/she intends to have used by
personnel of his/her organization. However, to avoid
duplication of effort, and subject to approval of the
owner, a WPS qualified by a technically competent
group or agency may be used

(1) if the group or agency qualifying the WPS meets
all of the procedure qualification requirements of this
Code

(2) if the fabricator accepts the WPS thus qualified
(3) if the user of the WPS has qualified at least one

welder using the WPS

(4) if the user of the WPS assumes specific respon-
sibility for the procedure qualificationworkdone for him/
her by signing the records required by para. 127.6

All of the conditions in (1) through (4) shall be met
before a WPS thus qualified may be used.
(b) Welders and Welding Operators. Each employer

shall be responsible for qualifying all the welders and
welding operators employed by him/her.

However, to avoid duplication of effort, he/she may
accept a Welder/Welding Operator Performance Qualifi-
cation (WPQ)madeby aprevious employer (subject to the
approval of the owner or his/her agent) on piping using
the sameoranequivalentprocedurewherein theessential
variables are within the limits established in ASME BPVC,
Section IX. An employer accepting such qualification tests
by a previous employer shall obtain a copy of the original
WPQ, showing the name of the employer by whom the
welders or welding operators were qualified, the dates
of such qualification, and evidence that the welder or
welding operator has maintained qualification in accor-
dancewith ASMEBPVC, Section IX, QW-322. The evidence
of process usage to maintain continuity may be obtained
from employers other than the original qualifying
employer. The employer shall then prepare and sign
the record required inpara. 127.6 accepting responsibility
for the ability of the welder or welding operator.

127.5.4 Standard Welding Procedure Specifications.
Standard Welding Procedure Specifications published
by the American Welding Society and listed in ASME
BPVC, Section IX, Mandatory Appendix E are permitted
for Code construction within the limitations established
by ASME BPVC, Section IX, Article V.

127.6 Welding Records

The employer shall maintain a record (WPS and/or
WPQ) signed by him/her, and available to the purchaser
or his/her agent and the inspector, of the WPSs used and
the welders and/or welding operators employed by him/
her, showing the date and results of procedure andperfor-
mance qualification.

The WPQ shall also show the identification symbol
assigned to the welder or welding operator employed
by him/her, and the employer shall use this symbol to
identify the welding performed by the welder or
welding operator. This may be accomplished by the appli-
cation of the symbol on the weld joint in a manner speci-
fied by the employer. Alternatively, the employer shall
maintain records that identify welds made by the
welder or welding operator.

Figure 127.4.8-2
Typical Welded Branch Connection

With Additional Reinforcement

Vent hole
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128 BRAZING AND SOLDERING

128.1 General

128.1.1 The brazing processes that are to be used
under this part of the Code shall meet all the test require-
ments of ASME BPVC, Section IX.

128.1.2 Soldering. Solderers shall follow the proce-
dure in ASTM B828, Standard Practice for Making Capil-
lary Joints by Soldering of Copper and Copper Alloy Tube
and Fittings.

128.2 Materials

128.2.1 Filler Metal. The brazing alloy or solder shall
melt and flow freely within the specified or desired
temperature range and, in conjunction with a suitable
flux or controlled atmosphere, shall wet and adhere to
the surfaces to be joined.

128.2.2 Flux.A flux that is fluid andchemically active at
brazing or soldering temperature shall be usedwhen nec-
essary to eliminate oxidation of the filler metal and the
surfaces to be joined, and to promote free flow of the
brazing alloy or solder.

128.3 Preparation

128.3.1 SurfacePreparation.The surfaces tobebrazed
or soldered shall be clean and free from grease, oxides,
paint, scale, dirt, or other material that is detrimental
to brazing. A suitable chemical or mechanical cleaning
method shall be used if necessary to provide a clean
wettable surface.

128.3.2 Joint Clearance. The clearance between
surfaces to be joined by brazing or soldering shall be
no larger than is necessary to allow complete capillary
distribution of the brazing alloy or solder.

128.4 Procedure
128.4.1 General

(a) Qualification of the brazing procedures to be used
and of the performance of the brazer and brazing opera-
tors is required and shall complywith the requirements of
para. 128.5.
(b) No brazing shall be done if there is impingement of

rain, snow, sleet, or high wind on the area to be brazed.

128.4.2 Heating. Tominimize oxidation, the joint shall
be brought to brazing or soldering temperature in as short
a time as possiblewithout localized underheating or over-
heating.

128.4.3 Flux Removal. Residual flux shall be removed
if detrimental.

128.5 Brazing Qualification

128.5.1 General. The qualification of the brazing
procedure and of the performance of brazers and
brazing operators shall be in accordancewith the require-
ments of ASME BPVC, Section IX, Part QB, except as modi-
fied herein.

128.5.2 Brazing Responsibility. Each employer (see
para. 100.2) shall be responsible for the brazing
performed by his/her organization and the performance
of brazers or brazing operators employed by that organ-
ization.

128.5.3 Qualification Responsibility

(a) Procedures. Each employer shall be responsible for
qualifying any Brazing Procedure Specification (BPS) that
he/she intends to have used by personnel of his/her or-
ganization. However, to avoid duplication of effort, and
subject to approval of the owner, a BPS qualified by a tech-
nically competent group or agency may be used

Figure 127.4.8-3
Typical Welded Angular Branch Connection Without Additional Reinforcement
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(1) if the group or agency qualifying the procedures
meets all of the procedure qualification requirements of
this Code

(2) if the fabricator accepts the procedure thus qual-
ified

(3) if the user of the procedure has qualified at least
one brazer using the BPS

(4) if the user of the procedure assumes specific
responsibility for the procedure qualification work
done by him/her by signing the records required by
para. 128.6

All of the conditions in (1) through (4) shall be met
before a procedure thus qualified may be used.
(b) Brazers andBrazingOperators.Each employer shall

be responsible for qualifying all the brazers and brazing
operators employed by him/her.

However, to avoid duplication of effort, he/she may
accept a Brazer/Brazing Operator Performance Qualifica-
tion (BPQ) made by a previous employer (subject to the
approval of the owner or his/her agent) on piping using
the sameoranequivalentprocedurewherein theessential
variables are within the limits established in ASME BPVC,
Section IX. An employer accepting such qualification tests
by a previous employer shall obtain a copy (from the
previous employer) of the BPQ, showing the name of
the employer by whom the brazers or brazing operators
werequalified, thedates of suchqualification, and thedate
the brazer last brazed pressure piping components under
such qualification. The employer shall then prepare and
sign the record required in para. 128.6 accepting respon-
sibility for the ability of the brazer or brazing operator.

128.6 Brazing Records

The employer shall maintain a record signed by him/
herandavailable to thepurchaserorhis/her agent and the
inspector, showing the date and results of procedure and
performance qualification.

The BPQ shall also show the identification symbol
assigned to the brazer or brazing operator employed
by him/her, and the employer shall use this symbol to
identify the brazing performed by the brazer or
brazing operator. This may be accomplished by the appli-
cation of the symbol on the braze joint in a manner speci-
fied by the employer. Alternatively, the employer shall
maintain records that identify braze joints made by the
brazer or brazing operator.

129 BENDING AND FORMING

129.1 Bending

Pipe may be bent by any hot or cold method and to any
radius thatwill result in a bend surface free of cracks. Such
bends shall meet the design requirements of para. 102.4.5
with regard to minimum wall thickness. Where limits on
flattening and buckling are not specified by design, as

Figure 127.4.8-4
Some Acceptable Types

of Welded Branch Attachment Details Showing
Minimum Acceptable Welds
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GENERAL NOTE: Weld dimensions may be larger than the minimum
values shown here.
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Figure 127.4.8-5
Some Acceptable Details for Integrally Reinforced Outlet Fittings
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Figure 127.4.8-5
Some Acceptable Details for Integrally Reinforced Outlet Fittings (Cont’d)

GENERAL NOTES:
(a) Welds shall be in accordance with para. 127.4.8(c).
(b) Weld attachment details for branch fittings that do not match the schedule or weight designation of the run pipe as defined by MSS SP-97,

Table 1 shall be designed to meet the requirements in paras. 104.3.1 and 104.7.2.
(c) The stress intensification factors as requiredbyparas. 104.8 and119.7.3, for the fittings representedbydrawings (b-1), (b-2), (c-1), and (c-2),

should be obtained from the fitting manufacturer.

NOTES:
(1) When the fittingmanufacturerhasnotprovidedavisible scribe lineon thebranch fitting, theweld line shall be theedgeof the firstbevel on the

branch fitting adjacent to the run pipe.
(2) Theminimum coverweld throat thickness, tc, applieswhen the angle between the branch fitting grooveweld face and the run pipe surface is

less than 135 deg. For areaswhere the angle between the grooveweld face and the run pipe surface is 135 deg or greater, the coverweldmay
transition to nothing.

(3) Cover weld shall provide a smooth transition to the run pipe.
(4) tnb shall bemeasuredat theplane that passes through the longitudinal centerline of the runpipe and the centerline of thebranch fitting.When

tnb in the crotch area does not equal tnb in the heel area, the thicker of the two shall govern in determining the heat treatment in accordance
with para. 132.4, and in determining the nondestructive examination in accordance with Table 136.4.1-1.

Figure 127.4.8-6
Typical Full Penetration Weld Branch Connections for NPS 3 (DN 80) and Smaller Half Couplings

or Adapters

Socket-welding or
 threaded half coupling

Socket-welding or
 threaded adapter

Cover fillet weld Cover fillet
 weld3/16 in. (5 mm) min.

3/16 in. (5 mm) min.

Full penetration
 groove weld

Full penetration
 groove weld

Header or run pipe
Header or run
   pipe

Bore after weldingPer WPS

(a) Branch Connection Using ASME B16.11 
Forged Steel Socket-Welding or

Threaded Half Coupling [See Note (1)]

(b) Branch Connection Using Forged Steel Socket-Welding or
Threaded Adapter for Pressure and Temperature Conditions

Greater Than Permitted for ASME B16.11 Forged Steel Fittings

NOTE: (1) Refer to para. 104.3.1(c)(2) for branch connections not requiring reinforcement calculations.
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Figure 127.4.8-7
ð22ÞTypical Partial Penetration Weld Branch and Instrument Connections for NPS 2 (DN 50) and Smaller Fittings

3/16 in. (5 mm) min.

Partial penetration
 groove weld

Socket-welding or
 threaded fitting

Cover fillet weld

Header or run pipe

tw [see para. 104.3.1(c)(5)]

Cover fillet weld

Partial penetration groove weld

Header or run pipe

(a) Branch Connection Typical Partial Penetration Weld

3/16 in. (5 mm) min.

(b) Instrument Connection Typical Partial Penetration Weld

C L

d/2

tw [see para. 
  104.3.1 (c)(5)]
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delineated inpara. 104.2.1,manufacturing limitsofPFIES-
24 shall be met. When defaulting to PFI ES-24, mutual
agreement between purchaser and fabricator beyond
the stated manufacturing limits shall not be allowed
without the approval of the designer.

The use of bends designed as creased or corrugated is
not prohibited.

129.2 Forming

Piping components may be formed (swedging, lapping,
or upsetting of pipe ends, extrusion of necks, etc.) by any
suitable hot or cold working method, provided such
processes result in formed surfaces that are uniform
and free of cracks or other defects, as determined by
the method of inspection specified in the design.

129.3 Heat Treatment of Bends and Formed
Components

The processes and temperature control methods
described in ASME B31P are recommended in addition
to any required heat treatment.

129.3.1 Except for creep strength enhanced ferritic
steels (P-No. 15E), hot bending or hot forming is
performed at a temperature equal to or above Tcrit −
100°F (56°C), where Tcrit is the lower critical temperature
of thematerial. Cold bending or cold forming is performed
at a temperature below Tcrit − 100°F (56°C). (See
Table 129.3.1-1 for lower critical temperatures.) For
creep strength enhanced ferritic steels (P-No. 15E), hot
bending or hot forming is performed at a temperature
equal to or above 1,300°F (705°C). Cold bending or
cold forming is performed at a temperature below
1,300°F (705°C).

129.3.2 A postbending or postforming heat treatment
at the timeand temperature cycles listed forpostweldheat
treatment inTable132.1.1-1 is requiredonall carbonsteel
(P-No. 1)materialswith anominalwall thickness in excess
of 0.75 in. (19.0mm)unless the bending or forming opera-
tions are performed and completed at temperatures of
1,650°F (900°C) or greater.

129.3.3 A postforming or postbending heat treatment
as defined below is required for all ferritic alloy steel
(excluding P-No. 1 and P-No. 15E) materials with a
nominal pipe size 4 in. (DN 100) and larger or with a
nominal thickness of 0.50 in. (12.7 mm) or greater.
(a) If hot bending or hot forming is performed, the

material shall receive a full anneal, normalization and
temper, or tempering heat treatment as specified by
the designer.
(b) If cold bending or cold forming is performed, a heat

treatment is required at the time and temperature cycle
listed for the material in Table 132.1.1-1.

129.3.3.1 Creep strength enhanced ferritic steels (P-
No. 15E) subject to forming or bending shall be heat
treated in accordance with the following rules. When
the material is cold formed or cold bent, cold forming
strains shal l be calculated in accordance with
para. 129.3.4.1 or para. 129.3.4.2.
(a) If hot bending or hot forming is performed, and for

all cold swages, flares, or upsets, normalizing and
tempering of the material is required in accordance
with the requirements in the base material specification.
(b) If cold bending or cold forming is performed, the

material shall beheat treatedas listed inTable129.3.3.1-1.

129.3.3.2 Formaterialswith less than or equal to 5%
strain or design temperatures less than 1,000°F (540°C),
heat treatment is neither required nor prohibited.

129.3.4 Postbending or postforming heat treatment of
austenitic materials and nickel alloys shall be performed
as described in paras. 129.3.4.1 through 129.3.4.6.

129.3.4.1 Cold-formed areas of components manu-
factured of austenitic materials and nickel alloys shall be
heat treated after forming if they exceed both the design
tempera tures and forming s t ra ins shown in
Table 129.3.4.1-1. Forming strains shall be calculated
as follows:
(a) For cylinders formed from plate

= t R R R% strain 50 / (1 / )n f f g

(b) For spherical or dished heads formed from plate
= t R R R% strain 75 / (1 / )n f f g

(c) For tube and pipe bends
= r R% strain 100 /od

Table 129.3.1-1
Approximate Lower Critical Temperatures

Material

Approximate
Lower Critical
Temperature,

°F (°C)
[Note (1)]

Carbon steel (P-No. 1) 1,340 (725)
Carbon–molybdenum steel (P-No. 3) 1,350 (730)
1Cr–1∕2Mo (P-No. 4, Group No. 1) 1,375 (745)
11∕4Cr–1∕2Mo (P-No. 4, Group No. 1) 1,430 (775)
21∕4Cr–1Mo, 3Cr–1Mo (P-No. 5A) 1,480 (805)
5Cr–1∕2Mo (P-No. 5B, Group No. 1) 1,505 (820)
9Cr 1,475 (800)
9Cr–1Mo–V, 9Cr–2W (P-No. 15E) 1,470 (800)

NOTE: (1) These values are intended for guidance only. The usermay
apply values obtained for the specific material in lieu of these values.
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where
R = centerline radius of bend
Rf = mean radius after forming
Rg = original mean radius (equal to infinity for a flat

plate)
rod = nominal outside radius of pipe or tube
tn = nominal thickness of the plate, pipe, or tube

before forming

129.3.4.2 Whenformingstrains cannotbe calculated
as shown in para. 129.3.4.1, the manufacturer shall have
the responsibility to determine the maximum forming
strain.

129.3.4.3 For flares, swages, or upsets, heat treat-
ment in accordance with Table 129.3.4.1-1 shall apply,
regardless of the amount of strain, unless the finishing
forming temperature is equal to or greater than the
minimum heat treatment temperature for a given
grade or UNS number material, provided the require-
ments of para. 129.3.4.5 are met.

129.3.4.4 Heat treatment, in accordance with
Table 129.3.4.1-1, shall not be required if the finishing
forming temperature is equal to or greater than the
minimum heat treatment temperature for a given

grade or UNS number material, provided the require-
ments of para. 129.3.4.5 are met.

129.3.4.5 The piping components being heat treated
sha l l b e he l d a t t h e t empe ra t u r e s g i v en i n
Table 129.3.4.1-1 for 20min/in. (20min/25mm)of thick-
ness, or for 10 min, whichever is greater.

129.3.4.6 Postbending or postforming heat treat-
ment of materials not identified in Table 129.3.4.1-1 is
neither required nor prohibited. If a postbending or post-
forming heat treatment is to be performed, the designer
shall fully describe the procedure to be used.

129.3.5 ð22ÞForASMESA/EN10028-215NiCuMoNb5-6-4,
ASTM A335 P36, and ASTM F36, after either cold bending
to strains in excess of 5% or any hot bending of this mate-
rial, the full length of the component shall be heat treated
in accordance with the requirements specified in the
material specification.

129.3.6 ð22ÞFor P-No. 10H materials, if heat treatment is
required after bending or forming, it shall be performed in
accordance with the heat treatment specified in the ap-
plicable material specification.

Table 129.3.3.1-1
Post-Cold-Forming Strain Limits and Heat Treatment Requirements for Creep Strength Enhanced Ferritic Steels

Grade
UNS

Number

Limitations in Lower Temperature Range
Limitations

in Higher Temperature Range
Required Heat
Treatment

When Design
Temperature
and Forming
Strain Limits
Are Exceeded

For Design Temperature

And Forming
Strains

For Design
Temperature
Exceeding And Forming

Strains
Exceeding

But Less Than
or Equal to

°F °C °F °C °F °C
91 K90901 1,000 540 1,115 600 >25% 1,115 600 >20% Normalize and temper

[Note (1)]
1,000 540 1,115 600 >5% to ≤25% 1,115 600 >5% to ≤20% Postbend heat treatment

[Notes (2), (3), and
(4)]

GENERAL NOTE: The limits shown are for pipe and tube formed from plates, spherical or dished heads formed from plate, and tube and pipe
bends. The forming strain limits tabulated in this table shall be divided by two if para. 129.3.4.2 is applied.

NOTES:
(1) Normalization and tempering shall be performed in accordance with the requirements in the base material specification, and shall not be

performed locally. Thematerial shall either beheat treated in its entirety, or the cold-strained area (including the transition to theunstrained
portion) shall be cut away from the balance of the tube or component and heat treated separately or replaced.

(2) Postbend heat treatments shall be performed at 1,350°F to 1,425°F (730°C to 775°C) for 1 hr/in. (1 h/25 mm) or 30 min minimum.
Alternatively, a normalization and temper in accordance with the requirements in the base material specification may be performed.

(3) Formaterialswithgreater than5%strainbut less thanorequal to25%strain,withdesign temperatures less thanorequal to1,115°F (600°C),
if a portion of the component is heated above the heat treatment temperature allowed above, one of the following actions shall be performed:

(a) The component in its entirety must be renormalized and tempered.
(b) For BEP piping only, the allowable stress shall be that for Grade 9material (i.e., ASME SA-213 T9, ASME SA-335 P9, or equivalent product
specification)at thedesign temperature, provided that theportionof thecomponent thatwasheated toa temperatureexceeding themaximum
holding temperature is subjected to a final heat treatmentwithin the temperature range and for the time required inNote (2) above. Theuse of
this provision shall be noted on the Manufacturer’s Data Report.

(4) If a longitudinal weld is made to a portion of the material that is cold strained, that portion shall be normalized and tempered prior to or
following welding. This normalizing and tempering shall not be performed locally.
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Table 129.3.4.1-1
Post-Cold-Forming Strain Limits and Heat Treatment Requirements for Austenitic Materials

and Nickel Alloys

Grade
UNS

Number

Limitations in Lower Temperature Range Limitations in Higher
Temperature Range

Minimum Heat
Treatment

Temperature When
Design Temperature
and Forming Strain
Limits Are Exceeded
[Notes (1) and (2)]

For Design Temperature

And
Forming
Strains

Exceeding
Exceeding

But Less Than
or Equal to

For Design
Temperature
Exceeding

And
Forming
Strains

Exceeding°F °C °F °C °F °C °F °C
304 S30400 1,075 580 1,250 675 20% 1,250 675 10% 1,900 1040
304H S30409 1,075 580 1,250 675 20% 1,250 675 10% 1,900 1040
304N S30451 1,075 580 1,250 675 15% 1,250 675 10% 1,900 1040
309S S30908 1,075 580 1,250 675 20% 1,250 675 10% 2,000 1095
310H S31009 1,075 580 1,250 675 20% 1,250 675 10% 2,000 1095
310S S31008 1,075 580 1,250 675 20% 1,250 675 10% 2,000 1095

316 S31600 1,075 580 1,250 675 20% 1,250 675 10% 1,900 1040
316H S31609 1,075 580 1,250 675 20% 1,250 675 10% 1,900 1040
316N S31651 1,075 580 1,250 675 15% 1,250 675 10% 1,900 1040
321 S32100 1,000 540 1,250 675 15% [Note (3)] 1,250 675 10% 1,900 1040
321H S32109 1,000 540 1,250 675 15% [Note (3)] 1,250 675 10% 2,000 1095

347 S34700 1,000 540 1,250 675 15% 1,250 675 10% 1,900 1040
347H S34709 1,000 540 1,250 675 15% 1,250 675 10% 2,000 1095
348 S34800 1,000 540 1,250 675 15% 1,250 675 10% 1,900 1040
348H S34809 1,000 540 1,250 675 15% 1,250 675 10% 2,000 1095

600 N06600 1,075 580 1,200 650 20% 1,200 650 10% 1,900 1040
617 N06617 1,200 650 1,400 760 15% 1,400 760 10% 2,100 1150
690 N06690 1,075 580 1,200 650 20% 1,200 650 10% 1,900 1040

800 N08800 1,100 595 1,250 675 15% 1,250 675 10% 1,800 980
800H N08810 1,100 595 1,250 675 15% 1,250 675 10% 2,050 1120
… S30815 1,075 580 1,250 675 15% 1,250 675 10% 1,920 1050
… N06022 1,075 580 1,250 675 15% … … … 2,050 1120

GENERAL NOTE: The limits shown are for pipe and tube formed from plates, spherical or dished heads formed from plate, and pipe and tube
bends. When the forming strains cannot be calculated as shown in para. 129.3.4.1, the forming strain limits shall be half those tabulated in this
table (see para. 129.3.4.2).

NOTES:
(1) Rate of cooling from heat treatment temperature not subject to specific control limits.
(2) Whileminimumheat treatment temperatures are specified, it is recommended that theheat treatment temperature rangebe limited to150°F

(85°C) above that minimum and 250°F (140°C) for Grades 347, 347H, 348, and 348H.
(3) For simple bends of tubes or pipes whose outside diameter is less than 3.5 in. (89 mm), this limit is 20%.
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129.3.7 Postbending or postforming heat treatment of
other materials is neither required nor prohibited. If a
postbending or postforming heat treatment is to be
performed, the designer shall fully describe the procedure
to be used.

130 REQUIREMENTS FOR FABRICATING AND
ATTACHING PIPE SUPPORTS

130.1 Pipe Supports

Standard pipe hangers and supports shall be fabricated
in accordance with the requirements of MSS SP-58.
Welders, welding operators, and WPSs shall be qualified
in accordance with the requirements of ASME BPVC,
Section IX.

130.2 Alternate Pipe Supports

Special hangers, supports, anchors, and guides, not
defined as standard types of hanger components in
MSS SP-58, shall be welded in accordance with the re-
quirements of para. 127 (para. 132 is not applicable
except as required by the weld procedure used) and
inspected in accordance with the requirements of para.
136.4.2.

130.3 Pipe Support Welds

Welds attaching hangers, supports, guides, and anchors
to the piping system shall conform to the requirements of
Chapters V and VI of this Code.

131 WELDING PREHEAT

131.1ð22Þ Minimum Preheat Requirements

The preheat requirements listed herein are mandatory
minimum values.

The base metal temperature for the parts to be welded
shall be at or above theminimumtemperature specified in
Table 131.4.1-1 in all directions from the point of welding
for a distance of the larger of 3 in. (75mm)or 1.5 times the
nominal material thickness (as defined in para. 132.4.3).

The basemetal temperature for tackwelds shall be at or
above the specified minimum temperature for a distance
not less than 1 in. (25mm) in all directions from the point
of welding.

ASMEB31Pmaybeused as an alternative in accordance
with para. 127.4.10.

131.2 Different P-Number Materials

When welding two different P-Number materials, the
minimum preheat temperature required shall be the
higher temperature for the material to be welded as
shown in Table 131.4.1-1.

131.3 Preheat Temperature Verification

(a) The preheat temperature shall be checked by use of
temperature-indicating crayons, thermocouple pyrom-
eters, or other suitable methods to ensure that the
required preheat temperature is obtained prior to, and
uniformly maintained during, the welding operation.
(b) Thermocouples may be temporarily attached

directly to pressure-containing parts using the low-
energy capacitor discharge method of welding in accor-
dance with the requirements of para. 127.4.9(b).

131.4 Preheat Temperature

131.4.1 Theminimum preheat temperature shall be as
stated in Table 131.4.1-1.

131.4.2 Higher minimum preheat temperatures may
be required by the WPS or by the designer.

131.6 Interruption of Welding

131.6.1 ð22ÞInterruption of Welding. After weld
commencement, the interruption of preheat is discour-
aged prior to weld completion. The minimum preheat
temperature shall be maintained until any required
PWHT is performed on P-Nos. 3, 4, 5A, 5B, 6, and 15E,
except when all of the following conditions are satisfied:
(a) A minimum of at least 3∕8 in. (10 mm) thickness of

weld is deposited or 25% of the welding groove is filled,
whichever is less (the weldment shall be sufficiently
supported to prevent overstressing the weld if the weld-
ment is to be moved or otherwise loaded). Caution is
advised that the surface condition prior to cooling
should be smooth and free of sharp discontinuities.
(b) For P-Nos. 3, 4, and 5Amaterials (with a chromium

content of 3.0% maximum), the weld is allowed to cool
slowly to room temperature.
(c) ForP-No. 5B (with a chromiumcontent greater than

3.0%), P-No. 6, and P-No. 15E materials, the weld is
subjected to a postweld hydrogen bakeout at 500°F to
750°F (260°C to 400°C) for 1 hr/in. (25 mm) of deposited
weld thickness with a controlled rate of cooling and is
maintained in a dry environment. The preheat tempera-
ture may be reduced to 200°F (95°C) (minimum) for root
examination without performing a postweld hydrogen
bakeout.
(d) After cooling and before welding is resumed, visual

examination of theweld shall be performed to ensure that
no cracks have formed.
(e) Required preheat shall be applied beforewelding is

resumed.

131.6.2 CompletionofWelding.Afterweld completion
and prior to PWHT, P-Nos. 5B, 6, and 15E shall satisfy the
following conditions:
(a) The weld shall undergo a postweld hydrogen

bakeout at 500°F to 750°F (260°C to 400°C) for 1 hr/
in. (25mm) of deposited weld thickness with a controlled
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rate of cooling and be maintained in a dry environment.
Postweld hydrogen bakeout for P-No. 5B or P-No. 15E
materials may be omitted entirely when the following
condition applies:

(1) use of low-hydrogen electrodes and filler metals
classified by the filler metal specification with an optional
supplemental diffusible hydrogen designator of H4 or
lower (H5 designation on SAW flux) and suitably
controlled by maintenance procedures to avoid contam-
inationbyhydrogen-producing sources. The surfaceof the
base metal prepared for welding shall be free of contami-
nants. The following additional exemptions shall apply:

(-a) GTAW welds with a thickness of 1∕2 in.
(13 mm) or less that are wrapped in insulation and
allowed to cool slowly to the ambient temperature

after completion. Filler metal need not meet the H4 or
lower diffusible hydrogen requirements of (1).

(-b) multiprocess welds incorporating a GTAW
root and one or more hot passes not meeting the H4
or lower diffusible hydrogen requirements of (1),
when the remaining processes meet or exceed the elec-
trode and fill metal requirements of (1).

(-c) upon weld completion, preheat is reduced
below the approximate martensite finish (Mf) tempera-
ture [see (b)], followed by prompt PWHT per para.
132. A written procedure shall be provided to the
owner or his/her agent detailing the process used tomini-
mize hydrogen exposure and the time below200°F (95°C)
prior to initiating the PWHT heating cycle.

Table 131.4.1-1
ð22Þ Preheat Temperatures

Base Metal
P-Number [Note (1)]

Base Metal
Group

Nominal Material
Thickness [Note (2)]

Additional Limits
Required Minimum Temperature

in. mm °F °C
1 Carbon steel ≤1 ≤25 None 50 10

>1 >25 %C ≤ 0.30 [Note (3)] 50 10
>1 >25 %C > 0.30 [Note (3)] 200 95

3 Alloy steel
Cr ≤ 1∕2%

≤1∕2 ≤13 SMTS ≤ 65 ksi (450 MPa) 50 10
>1∕2 >13 SMTS ≤ 65 ksi (450 MPa) 200 95
All All SMTS > 65 ksi (450 MPa) 200 95

4 Alloy steel
1∕2% < Cr ≤ 2%

All All None 250 120

5A Alloy steel All All SMTS ≤ 60 ksi (414 MPa) 300 150
SMTS > 60 ksi (414 MPa) 400 205

5B Alloy steel All All SMTS ≤ 60 ksi (414 MPa) 300 150
All All SMTS > 60 ksi (414 MPa) 400 205
>1∕2 >13 %Cr > 6.0 [Note (3)] 400 205

6 Martensitic
stainless steel

All All None 400 205
[Note (4)] [Note (4)]

9A Nickel alloy steel All All None 250 120
9B Nickel alloy steel All All None 300 150
10I 27Cr steel All All None 300 150

[Note (5)] [Note (5)]
15E 9Cr–1Mo–V CSEF

steel
All All None 400 205

All other materials … … None 50 10

GENERAL NOTE: SMTS = specified minimum tensile strength.

NOTES:
(1) P-Nos. and Group nos. from ASME BPVC, Section IX, QW/QB-422.
(2) The nominal material thickness is defined in para. 132.4.3.
(3) Composition may be based on ladle or product analysis or per specification limits.
(4) Maximum interpass temperature 600°F (315°C).
(5) Maintain interpass temperature between 300°F and 450°F (150°C and 230°C).
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(b) P-No. 15Ematerials are required tobecooledbelow
theapproximatemartensite finish (Mf) temperatureof the
filler metals before PWHT is initiated. Approximate Mf
temperatures are as follows:

(1) P-No. 15E filler metal Ni + Mn ≤ 1.2% = 375°F
(190°C)

(2) P-No. 15E filler metal Ni + Mn > 1.2% = 200°F
(95°C)

132 POSTWELD HEAT TREATMENT

132.1 Minimum PWHT Requirements

132.1.1 Before applying the detailed requirements and
exemptions in these paragraphs, satisfactory qualification
of the WPS to be used shall be performed in accordance
with the essential variables of ASME BPVC, Section IX,
including the conditions of postweld heat treatment or
lack of postweld heat treatment and including other
restrictions listed below. Except as otherwise provided
in paras. 127.4.9, 132.2, and 132.3, all welds in materials
included in the P-Numbers listed in Table 132.1.1-1 shall
be given a postweld heat treatment within the tempera-
ture range specified in Table 132.1.1-1. (The range speci-
fied inTable132.1.1-1maybemodifiedbyTable132.1.1-2
for the lower limit andpara. 132.2 for the upper limit.) The
materials in Table 132.1.1-1 are listed in accordance with
the material P-Numbers and Group numbers of ASME
BPVC, Section IX, Table QW/QB-422. (Note that the P-
Numbers are also listed in Mandatory Appendix A.)
Welds of materials not included in Table 132.1.1-1
shall be heat treated in accordance with the WPS. Auste-
nitizing PWHTs may be performed but are required to be
addressed within the qualified WPS.

ASMEB31Pmaybeused as an alternative in accordance
with para. 127.4.10.

132.1.2 Pressure part welds and attachment welds
using ferritic filler metals that have a specified chromium
content of more than 3% shall receive a postweld heat
treatment. The postweld heat treatment time and
temperature range used shall be that shown in
Table 132.1.1-1 for a base metal of similar composition.

132.1.3ð22Þ For ASMESA/EN10028-2 15NiCuMoNb5-6-4,
ASTM A335 P36, and ASTM F36, postweld heat treatment
is mandatory under all conditions. Postweld heat treat-
ment shall be in accordance with Table 132.1.3-1.

132.2 Mandatory PWHT Requirements

Heat treatment may be accomplished by a suitable
heating method that will provide the desired heating
and cooling rates, the required metal temperature,
temperature uniformity, and temperature control.
(a) The upper limit of the PWHT temperature range in

Table 132.1.1-1 is a recommended value that may be
exceeded provided the actual temperature does not

exceed the lower critical temperature of either material
(see Table 129.3.1-1).
(b) When parts of two different P-Numbers are joined

by welding, the postweld heat treatment shall be that
specified for the material requiring the higher PWHT
temperature. When a nonpressure part is welded to a
pressure part and PWHT is required for either part,
the maximum PWHT temperature shall not exceed the
maximum temperature acceptable for the pressure-
retaining part.
(c) When one of the parts in a joint is exempt from

PWHT, the time and temperature shall be that of the
part requiring PWHT. For a weld to be exempt, each
part must satisfy the exemptions in para. 132.3 and
the notes applicable to its respective P-Number and
Group number.
(d) When a nonpressure part is welded to a pressure

part and PWHT is required for either part, the maximum
PWHT temperature shall not exceed the maximum
temperature acceptable for the pressure-retaining part.
(e) Caution is necessary to preclude metallurgical

damage to some materials or welds not intended or qual-
ified to withstand the PWHT temperatures required. The
use of material transition joint designs may be required.
(f) The designer may require PWHT even if not man-

datory per Table 132.1.1-1 or Table 132.2-1.

132.3 Exemptions to Mandatory PWHT
Requirements

132.3.1 Postweld heat treatment is not required for the
following conditions unless required by the qualifiedWPS
or the designer:
(a) welds in nonferrous materials
(b) weldsexempted inTable132.1.1-1orTable132.2-1
(c) welds subject to temperatures above the lower

critical temperature (see Table 129.3.1-1) during fabrica-
tion provided theWPS has been qualifiedwith PWHT (see
para. 132.1) at the temperature range to be reached
during fabrication

132.3.2 The postweld heat treatment exemptions of
Table132.2-1maybebasedon theactual chemical compo-
sition as determined by a ladle or product analysis in
accordance with the material specification in lieu of
the specified ormaximumspecified chemical composition
limits.

132.3.3 Thermocouples may be temporarily attached
directly to pressure-containing parts using the capacitor
discharge method of welding in accordance with the re-
quirements of para. 127.4.9(b).

132.4 ð22ÞDefinition of Thicknesses for PWHT

132.4.1 The term control thicknesses as used in
Tables 132.1.1-1 and 132.2-1 and their Notes is the
lesser thickness of (a) or (b) as follows:
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Table 132.1.1-1
ð22Þ Postweld Heat Treatment

P-Number and Group Number
(ASME BPVC, Section IX,

QW/QB-420)
Holding Temperature Range,

°F (°C) [Note (1)]

Minimum Holding Time at Temperature
for Control Thickness [Note (2)]

≤2 in. (50 mm) >2 in. (50 mm)
P-No. 1, Groups 1–3 1,100 to 1,200 (595 to 650) 1 hr/in. (25 mm),

15 min minimum
2 hr plus 15 min for each

additional inch (25 mm)
over 2 in. (50 mm)

P-No. 3, Groups 1 and 2 1,100 to 1,200 (595 to 650)
P-No. 4, Groups 1 and 2 1,200 to 1,300 (650 to 705)
P-No. 5A, Group 1 1,250 to 1,400 (675 to 760)
P-No. 5B, Group 1 1,250 to 1,400 (675 to 760)
P-No. 6, Groups 1–3 1,400 to 1,475 (760 to 800)
P-No. 7, Groups 1 and 2

[Note (3)]
1,350 to 1,425 (730 to 775)

P-No. 8, Groups 1–4 PWHT not required unless
required by WPS

P-No. 9A, Group 1 1,100 to 1,200 (595 to 650)
P-No. 9B, Group 1 1,100 to 1,175 (595 to 635)
P-No. 10H, Group 1 PWHT not required unless

required by WPS
[Note (4)]

P-No. 10I, Group 1
[Note (3)]

1,350 to 1,500 (730 to 815)

P-No. 15E, Group 1
[Note (5)]

1,300 to 1,425 (705 to 775)
[Notes (6), (7)]

1 hr/in. (25 mm),
30 min minimum

1 hr/in. (25 mm) up to
5 in. (125 mm) plus
15 min for each
additional inch
(25 mm) over 5 in.
(125 mm)

All other materials PWHT as required by WPS Per WPS Per WPS

GENERAL NOTE: The exemptions for mandatory PWHT are defined in Table 132.2-1.

NOTES:
(1) The holding temperature range is further defined in paras. 132.1.1 and 132.2.
(2) The control thickness is defined in para. 132.4.1.
(3) Cooling rate shall not be greater than 100°F (55°C) per hour in the range above 1,200°F (650°C), after which the cooling rate shall be

sufficiently rapid to prevent embrittlement.
(4) If PWHT is required, it shall be performed in accordance with the heat treatment specified in the applicable material specification.
(5) See para. 125.1.2(c) for hardness requirements for ASTM A217, Grade C12A and ASTM A1091, Grade C91 castings after PWHT.
(6) The minimum PWHT holding temperature may be 1,250°F (675°C) for nominal material thicknesses (see para. 132.4.3) ≤1∕2 in. (13 mm).
(7) The Ni +Mn content of the filler metal shall not exceed 1.2% unless specified by the designer, in which case themaximum temperature to be

reached during PWHT shall be the A1 (lower transformation or lower critical temperature) of the filler metal, as determined by analysis and
calculationorby test, butnot exceeding1,470°F (800°C). If the1,470°F (800°C)wasnot exceededbut theA1of the fillermetalwasexceededor
if the compositionof the fillermetal is unknown, theweldmust be removedand replaced. It shall thenbe reweldedwith compliant fillermetal
and subjected to a compliant PWHT. If the 1,470°F (800°C) limit was exceeded, the weld and the entire area affected by the PWHT will be
removed and, if reused, shall be renormalized and tempered prior to reinstallation.
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(a) the thickness of the weld
(b) the thicker of thematerials being joined at theweld

or the thickness of the pressure-containing material if the
weld is attaching a non-pressure-containing material to a
pressure-containing material

132.4.2 For joints that contain more than one type of
weld, the thicknesses shall beadded together todetermine
the thickness of theweld. Thickness of theweld, which is a
factor in determining the control thickness, is defined as
follows:
(a) groovewelds (girth and longitudinal)— the thicker

of the two abutting ends after weld preparation, including
I.D. machining
(b) fillet welds — the throat thickness of the weld
(c) partial penetration welds — the depth of the weld

groove

(d) material repair welds — the depth of the cavity to
be repaired
(e) branch welds — the weld thickness is the dimen-

sionexisting in theplane intersecting the longitudinal axes
and is calculated as indicated for each detail using

=t tthe smaller of in. (6 mm) or 0.7c nb1
4

(1) for welds described in Figure 127.4.8-4:
Detail (a)

= +t tweld thickness nb c

Detail (b)
= +t tweld thickness nh c

Detail (c)

= + +t t t tweld thickness greater of ornr c nb c

Detail (d)

= + +t t tweld thickness nh nr c

Detail (e)

= +t tweld thickness nb c

(2) for welds described in Figure 127.4.8-5:
= +t tweld thickness nb c

(3) for welds described in Figures 127.4.8-6 and
127.4.8-7:

= +weld thickness depth of groove weld  throat thickness
of cover fillet

132.4.3 The term nominalmaterial thickness as used in
Tables 131.4.1-1 and 132.2-1 is the thicker of the pres-
sure-retaining materials being joined at the weld.

132.5 PWHT Heating and Cooling Requirements

Above 600°F (315°C), the rate of heating and cooling
shall not exceed 600°F/hr (335°C/h) divided by one-
half the maximum thickness of material in inches at
the weld, but in no case shall the rate exceed 600°F/hr
(335°C/h). (See Table 132.1.1-1 for cooling rate require-
ments for P-Nos. 7 and 10I materials.)

132.6 Furnace Heating

(a) Heating an assembly in a furnace should be used
when practical; however, the size or shape of the unit,
or the adverse effect of a desired heat treatment on
one or more components where dissimilar materials
are involved, may dictate alternative procedures such

Table 132.1.1-2
ð22Þ Alternate Postweld Heat Treatment

Requirements for Carbon and Low Alloy Steels,
P-Nos. 1 and 3

Decrease in Specified
Minimum Temperature,

°F (°C)

Minimum Holding Time at
Decreased Temperature,

hr [Note (1)]
50 (30) 2
100 (55) 4
150 (85) [Note (2)] 10
200 (110) [Note (2)] 20

NOTES:
(1) Times shown apply to control thicknesses ≤1 in. (25mm). Add 15

min/in. (25 mm) of thickness for control thicknesses >1 in. (25
mm) (see para. 132.4).

(2) Adecrease>100°F (55°C)below theminimumspecified tempera-
ture is allowable only for P-No. 1, Groups 1 and 2 materials.

Table 132.1.3-1
ð22Þ Postweld Heat Treatment

of 15NiCuMoNb 5-6-4/P36/F36

Class

Holding
Temperature,

°F (°C) Holding Time
1 1,100–1,200

(595–650)
2 in. (50 mm) and less thickness: 1 hr/in.

(25 mm), 15 min minimum
Over 2 in. (50 mm): add 15 min for each

additional 1 in. (25 mm) of thickness
2 1,000–1,150

(540–620)
1 hr/in. (25 mm), 1∕2 hr minimum
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Table 132.2-1
ð22Þ Exemptions to Mandatory Postweld Heat Treatment

P-Number and
Group Number
(ASME BPVC,
Section IX,

QW/QB-420)
[Note (1)]

Control Thickness,
in. (mm) [Note (2)] Type of Weld Additional Limitations Required for Exemption From PWHT [Notes (3)–(5)]

P-No. 1, all Groups All All Apreheat of 200°F (95°C) is appliedprior toweldingonanynominalmaterial thickness>1 in. (25mm)
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

P-No. 3, Groups 1
and 2

≤5∕8 (16) All A preheat of 200°F (95°C) is applied prior to welding on any nominal material thickness >5∕8 in.
(16 mm)

Specified carbon content of the base materials ≤0.25%
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

P-No. 4, Group 1 ≤5∕8 (16) Groove The mandatory preheat has been applied
Specified carbon content of the base materials ≤0.20%
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

≤5∕8 (16), except the thickness of a socket
weld fitting or flange need not be
considered

Socket and fillet welds The mandatory preheat has been applied
The throat thickness of the fillet weld or the socket weld ≤1∕2 in. (13 mm)
Specified carbon content of the pipe material ≤0.20%
Nominal material thickness of the pipe ≤5∕8 in. (16 mm)
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

≤5∕8 (16) Seal welds and non-load-carrying
attachments [Note (7)]

The mandatory preheat has been applied
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

P-No. 5A, Group 1 ≤5∕8 (16) Groove The mandatory preheat has been applied
Specified carbon content of the base materials ≤0.15%
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

≤5∕8 (16), except the thickness of a socket
weld fitting or flange need not be
considered

Socket and fillet welds The mandatory preheat has been applied
The throat thickness of the fillet weld or the socket weld ≤1∕2 in. (13 mm)
Specified carbon content of the pipe material ≤0.15%
The nominal thickness of the pipe ≤5∕8 in. (16 mm)
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

≤5∕8 (16) Seal welds and non-load-carrying
attachments [Note (7)]

The mandatory preheat has been applied
Multiple layer welds are used when the nominal material thickness >3∕16 in. (5 mm)
[Note (6)]

P-No. 5B, Group 1 No exemptions to PWHT … …
P-No. 6, Groups 1–3 All All Specified carbon content of the base materials ≤0.08%

Nominal material thickness ≤3∕8 in. (10 mm)
The weld filler metal is A-No. 8, A-No. 9, or F-No. 43 composition
[Note (8)]
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Table 132.2-1
Exemptions to Mandatory Postweld Heat Treatment (Cont’d)

P-Number and
Group Number
(ASME BPVC,
Section IX,

QW/QB-420)
[Note (1)]

Control Thickness,
in. (mm) [Note (2)] Type of Weld Additional Limitations Required for Exemption From PWHT [Notes (3)–(5)]

P-No. 7, Group 1 All All Specified carbon content of the base materials ≤0.08%
Nominal material thickness ≤3∕8 in. (10 mm)
The weld filler metal is A-No. 8, A-No. 9, or F-No. 43 composition
[Note (8)]

P-No. 7, Group 2 No exemptions to PWHT … …
P-No. 8, all Groups All All PWHT neither required nor prohibited
P-No. 9A, Group 1 All All Specified carbon content of the pipe material ≤0.15%

Nominal material thickness ≤1∕2 in. (13 mm)
The mandatory preheat has been applied

P-No. 9B, Group 1 All All Nominalmaterial thickness≤5∕8 in. (16mm)and theWPShasbeenqualifiedusingamaterial of equal or
greater thickness than used in the production weld

P-No. 10H, Group 1 All All PWHT neither required nor prohibited
P-No. 10I, Group 1 All All PWHT neither required nor prohibited for nominal material thickness ≤1∕2 in. (13 mm)
P-No. 15E No exemptions to PWHT … …

NOTES:
(1) If differences with the P-Number listed in Mandatory Appendix A are found, the P-Number listed in ASME BPVC, Section IX, Table QW/QB-422 applies.
(2) The control thickness is defined in para. 132.4.1.
(3) The nominal material thickness is defined in para. 132.4.3.
(4) No exemptions are permitted for PWHTs required by the designer or the WPS.
(5) Additional exemptions for welds made in accordance with para. 127.4.9 may be taken for the materials addressed.
(6) Single layer or single pass welds may be exempted from PWHT, provided theWPS has been qualified using single pass welds with ±10% heat input and all other conditions for exemption are

met.
(7) Non-load-carrying attachments are defined as items where no pressure loads or significant mechanical loads are transmitted through the attachment to the pipe or pressure-containing

material.
(8) The A-Nos. and F-Nos. are found in ASME BPVC, Section IX, Tables QW-442 and QW-432, respectively.
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as heating a section before assembly or applying local
heating in accordance with para. 132.7.
(b) An assemblymay be postweld heat treated in more

than one heat in a furnace provided there is at least a 1 ft
(300mm)overlapof theheatedsectionsand theportionof
the assembly outside the furnace is shielded so that the
temperature gradient is not harmful. Thismethodmaynot
be used for austenitizing heat treatments of ferritic mate-
rials.
(c) Direct impingement of flame on the assembly is

prohibited.
(d) The furnace shall be calibrated such that the PWHT

can be controlled within the required temperature range.

132.7 Local Heating

PWHT may be performed locally by heating a circum-
ferential band around the entire componentwith theweld
located in theapproximatecenterof theband.Thewidthof
the band heated to the specified temperature range shall
be at least three times thewall thickness at theweld of the
thickest part being joined. For nozzle and attachment
weld, the width of the band heated to the specified
temperature range shall extend beyond the nozzle
weld or attachment weld on each side at least two
times the run pipe thickness and shall extend completely
around the run pipe. Guidance for the placement of ther-
mocouples on circumferential butt welds is provided in
AWS D10.10, Sections 5, 6, and 8. Special consideration
shall be given to the placement of thermocouples when
heating welds adjacent to large heat sinks, such as
valves or fittings, or when joining parts of different thick-
nesses. No part of the materials subjected to the heat
source shall exceed the lower critical temperature of
the material. Particular care must be exercised when
theapplicablePWHTtemperature is close to thematerial’s
lower critical temperature, such as for P-No. 15E mate-
rials, or when materials of different P-Nos. are being
joined. This method may not be used for austenitizing
heat treatments.

133 STAMPING

Stamping, if used, shall be performed by a method that
will not result in sharp discontinuities. In no case shall
stamping infringe on the minimum wall thickness or
result in dimpling or denting of the material being
stamped.

CAUTION: Detrimental effects can result from stamping of
material that will be in operation under long-term creep or
creep fatigue conditions.

135 ASSEMBLY

135.1 General

The assembly of the various piping components,
whether done in a shop or as field erection, shall be
done so that the completely erected piping conforms
with the requirements of the engineering design.

135.2 Alignment

135.2.1 Equipment Connections. When making
connections to equipment, such as pumps or turbines
or other piping components that are sensitive to exter-
nally induced loading, forcing the piping into alignment
is prohibited if this action introduces end reactions
that exceed those permitted by design.

135.2.2 Cold Springs. Before assembling joints in
piping to be cold sprung, an examination shall be
made of guides, supports, and anchors for obstructions
that might interfere with the desired movement or
result in undesired movement. The gap or overlap of
piping prior to assembly shall be checked against the
design specifications and corrected if necessary.

135.3 Bolted Flanged Connections

135.3.1 Fit Up. All flanged joints shall be fitted up so
that the gasket contact surfaces bear uniformly on the
gasket and then shall be made up with relatively
uniform bolt stress.

135.3.2 Gasket Compression. When bolting gasketed
flange joints, the gasket shall be properly compressed in
accordance with the design principles applicable to the
type of gasket being used.

135.3.3 Cast Iron to Steel Joints. Cast iron to steel
flanged joints in accordance with para. 108.3 shall be
assembled with care to prevent damage to the cast
iron flange.

135.3.4 Bolt Engagement.All bolts shall be engaged so
that there is visible evidence of complete threading
through the nut or threaded attachment.

135.3.5 Nonmetallic Lined Joints. When assembling
nonmetallic lined joints, such as plastic lined steel
pipe, consideration should be given to maintaining elec-
trical continuity between flanged pipe sections where
required.

135.4 Packed Joints and Caulked Joints

Care shall be used to ensure adequate engagement of
joint members. Where packed joints are used to absorb
thermal expansion, proper clearance shall be provided at
the bottom of the sockets to permit movement.
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135.5 Threaded Piping

135.5.1 Thread Compound. Any compound or lubri-
cant used in threaded joints shall be suitable for the
service conditions and shall be compatible with the
piping material and the service fluid.

135.5.2 Joints for Seal Welding. Threaded joints that
are intended to be seal welded in accordance with
para. 127.4.5 should be made up without any thread
compound.

135.5.3 Joints Using Straight Threads. Some joints
using straight threads, with sealing at a surface other
than threads, are shown in Figure 135.5.3-1. Care shall
be used to avoid distorting the seal when incorporating
such joints into piping assemblies by welding or brazing.

135.5.4 Backing Off. Backing off threaded joints to
allow for alignment is prohibited.

135.6 Tubing Joints

135.6.1 Flared. The sealing surface shall be free of
injurious defects before installation.

135.6.2 Flareless and Compression. Flareless and
compression joints shall be assembled in accordance
with the manufacturer’s recommendations.

135.7 Ductile Iron Bell End Piping

Assembly of ductile iron pipe, using ANSI/AWWA
C111/A21.11 mechanical or push-on joints, shall
comply with AWWA C600.

Figure 135.5.3-1
Typical Threaded Joints Using Straight Threads

Gasket or
 O-ring

Gasket or
 O-ring

(a) (b) (c)

GENERAL NOTE: Threads are ASME B1.1 straight threads.
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Chapter VI
Inspection, Examination, and Testing

136 INSPECTION AND EXAMINATION

136.1 Inspection

136.1.1 General. Inspection is the responsibility of the
owner and may be performed by employees of the owner
or a party authorized by the owner, except for Authorized
Inspection required by para. 136.2.

136.1.2 Verification of Compliance. Prior to initial
operation, a piping installation shall be inspected to
ensure that the piping has been constructed in accordance
with the design, material, fabrication, assembly, examina-
tion, and testing requirements of this Code.
(a) For boiler external piping (BEP), the Authorized

Inspector shall verify, in accordance with ASME BPVC,
Section I, PG-90, compliance with the requirements of
this Code when the ASME Certification Mark and Desig-
nator are to be applied. The quality control system re-
quirements of ASME BPVC, Section I, Nonmandatory
Appendix A, A-301 and A-302 shall apply.
(b) For nonboiler external piping (NBEP), the owner

shall ensure that the design and construction documents
and the requirements of this Code have been complied
with in accordance with the owner’s requirements.

136.1.3 Rights of Inspectors. Inspectors shall have
access to any place where work concerned with the
piping is being performed. This includes manufacture,
fabrication, heat treatment, assembly, erection, examina-
tion, and testing of the piping. They shall have the right to
audit any examination, to inspect the piping using any
appropriate examination method required by the engi-
neeringdesignor this Code, and to reviewall certifications
and records necessary to satisfy the owner’s responsi-
bility as stated in para. 136.1.1.

136.1.4 Qualifications of the Owner’s Inspector

(a) The owner’s Inspector shall be designated to
perform inspections on behalf of the owner and shall
be an employee of the owner, an engineering or scientific
organization, or a recognized insurance or inspection
company acting as the owner’s agent. The owner’s
Inspector shall not represent nor be an employee of
the piping manufacturer, fabricator, or erector unless
the owner is also the manufacturer, fabricator, or erector.
(b) The owner’s Inspector shall meet one of the

following requirements:

(1) have at least 10 yr of experience in the design,
manufacture, erection, fabrication, inspection, or exami-
nation of piping systems. Each year of satisfactorily
completed work toward an accredited engineering or
engineering technology degree shall be considered
equivalent to 1 yr of experience, up to 5 yr total.

(2) have a professional engineering registration or
nationally recognized equivalent with a minimum of 5
yr of experience in the design, manufacture, erection,
fabrication, inspection, or examination of piping systems.

(3) be a certifiedWelding Inspector or a Senior Certi-
fiedWelding Inspector as defined inAWSQC1, or a nation-
ally recognized equivalent, with a minimum of 5 yr of
experience in the design, manufacture, erection, fabrica-
tion, inspection, or examination of piping systems.

(4) be an Authorized Piping Inspector as defined in
API 570, Piping Inspection Code: In-service Inspection,
Rating, Repair, and Alteration of Piping Systems, with a
minimumof 5 yr of experience in the design,manufacture,
erection, fabrication, inspection, or examination of piping
systems.
(c) In delegating the performance of inspections, the

owner is responsible for determining that a person to
whom an inspection function is delegated is qualified
to perform that function.

136.2 Inspection and Qualification of Authorized
Inspector for Boiler External Piping

136.2.1 Piping for which Authorized Inspection and
stamping are required as determined in accordance
with para. 100.1.2(a) shall be inspected during construc-
tion and after completion and at the option of the Author-
ized Inspector at such stages of the work as he/she may
designate. For specific requirements see the applicable
parts of ASME BPVC, Section I, PG-104 through PG-
113. Each manufacturer, fabricator, or assembler is
required to arrange for the services of Authorized Inspec-
tors.

136.2.1.1 TheAuthorized Inspection requiredby this
CodeSectionshall beperformedbyan Inspectoremployed
by an ASME-accredited Authorized Inspection Agency.

136.2.2 Certification by use of the ASME Certification
Mark and Designators, and Data Reports where required,
shall be as per ASME CA-1.
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136.3 Examination

136.3.1 General. Examination denotes the functions
performed by the manufacturer, fabricator, erector, or
a party authorized by the owner that include nondestruc-
tive examinations (NDE), such as visual, radiography,
ultrasonic, eddy current, liquid penetrant, and magnetic
particle methods. The degree of examination and the
acceptance standards beyond the requirements of this
Code shall be a matter of prior agreement between the
manufacturer, fabricator, or erector and the owner.

136.3.2ð22Þ Qualification of NDE Personnel

(a) Personnel performing nondestructive examination
to the requirements of this Code shall be qualified and
certified for the method to be utilized in accordance
with their employer's written practice. The written prac-
tice shall be based on the training, examination, and
experience requirements of one of the following:

(1) ASME BPVC, Section V, Article 1
(2) ASNT CP-189
(3) ASNT SNT-TC-1A
(4) ISO 9712
(5) other national or international central certifica-

tion programs or standards
(b) Also, personnel qualified to AWS QC1 may be used

for the visual examination of welds, provided they meet
the annual visual acuity examination and the J1 visual
acuity requirements of ASME BPVC, Section V, Article 9.

136.4 Examination Methods of Welds

136.4.1 Nondestructive Examination. Nondestructive
examinations shall be performed in accordance with the
requirementsof thisChapter. The typesandextentofman-
datory examinations for pressure welds and welds to
pressure-retaining components are specified in
Table 136.4.1-1. For welds other than those covered
by Table 136.4.1-1, only visual examination is required.
Welds requiringnondestructive examination shall comply
with the applicable acceptance standards for indications
as specified in paras. 136.4.2 through 136.4.6. As a guide,
the detection capabilities for the examination method are
shown in Table 136.4.1-2. Welds not requiring examina-
tion (i.e., RT,UT,MT, orPT)by thisCodeor the engineering
design shall be judged acceptable if they meet the exam-
ination requirements of para. 136.4.2 and the pressure
test requirements specified in para. 137. NDE for
P-Nos. 3, 4, 5A, 5B, and 15E material welds shall be
performed after postweld heat treatment unless directed
otherwise by engineering design. Required NDE for welds
in all other materials may be performed before or after
postweld heat treatment.

136.4.2 Visual Examination

(a) Visual examination as defined in para. 100.2 shall
be performed in accordance with the requirements
described in ASMEBPVC, Section V, Article 9. Visual exam-
inationsmay be conducted, as necessary, during the fabri-
cation and erection of piping components to provide
verification that the design and WPS requirements are
being met. In addition, visual examination shall be
performed to verify that all completed welds in pipe
and piping components comply with the acceptance stan-
dards specified in (b) or with the limitations on imperfec-
tions specified in the material specification under which
the pipe or component was furnished.

Records of individual examinations are not required,
except for the in-process examination specified in
para. 136.4.7.
(b) Acceptance Standards. The following indications

are unacceptable:
(1) cracks — external surface.
(2) undercuton thesurface that is greater than 1∕32 in.

(0.8 mm) deep, or encroaches on the minimum required
section thickness.

(3) undercut on the surface of longitudinal butt
welds.

(4) weld reinforcement greater than specified in
Table 127.4.2-1.

(5) lack of fusion on surface.
(6) incomplete penetration (applies only when

inside surface is readily accessible).
(7) anyother linear indicationsgreater than 3∕16 in. (5

mm) long.
(8) surfaceporositywith rounded indicationshaving

dimensions greater than 3∕16 in. (5 mm) or four or more
rounded indications separated by 1∕16 in. (1.5 mm) or less
edge to edge in any direction.

(9) arc strikes outside of the weld joint.

136.4.3 Magnetic Particle Examination. Whenever
required by this Chapter (see Table 136.4.1-1), magnetic
particle examination shall be performed in accordance
with the requirements of ASME BPVC, Section V,
Article 7.
(a) Evaluation of Indications
(1) Mechanical discontinuities at the surface will be

indicated by the retention of the examinationmedium. All
indications are not necessarily defects; however, certain
metallurgical discontinuities and magnetic permeability
variations may produce similar indications that are not
relevant to the detection of unacceptable discontinuities.

(2) Any indication that is believed to be nonrelevant
shall be reexamined toverifywhetherornot actual defects
are present. Surface conditioning may precede the reex-
amination. Nonrelevant indications that wouldmask indi-
cations of defects are unacceptable.

(3) Indications whose major dimensions are greater
than 1∕16 in. (1.5 mm) shall be considered relevant.
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Table 136.4.1-1
ð22Þ Mandatory Minimum Nondestructive Examinations for Pressure Welds or Welds to Pressure-Retaining Components

Type of Weld

Piping Design Conditions and Nondestructive Examination
Temperatures Over 750°F

(400°C) and at All Pressures
Temperatures Between 350°F (175°C) and 750°F (400°C) Inclusive,

With All Pressures Over 1,025 psig [7075 kPa (gage)] All Others
Butt welds (girth and longitudinal)

[Note (1)]
Volumetric examination (RT or UT) for over

NPS 2 (DN 50). MT or PT for NPS 2 (DN 50)
and less [Note (2)]

Volumetric examination (RT or UT) for over NPS 2 (DN 50)
with thickness over 3∕4 in. (19 mm). VT for all sizes with thickness
3∕4 in. (19 mm) or less

Visual for all sizes
and thicknesses

Welded branch connections (size
indicated is branch size)
[Notes (3) through (5)]

Volumetric examination (RT or UT) for
over NPS 4 (DN 100). MT or PT for NPS 4
(DN 100) and less [Note (2)]

Volumetric examination (RT or UT) for branch over NPS 4 (DN 100)
and thickness of branch over 3∕4 in. (19 mm)

MT or PT for branch NPS 4 (DN 100) and less with thickness of
branch over 3∕4 in. (19 mm)

VT for all sizes with branch thickness 3∕4 in. (19 mm) or less

VT for all sizes
and thicknesses

Fillet, socket, attachment, and seal welds PT or MT for all sizes and thicknesses [Note (6)] VT for all sizes and thicknesses VT for all sizes
and thicknesses

GENERAL NOTES:
(a) All welds shall be given a visual examination in addition to the type of specific nondestructive examination specified.
(b) NPS = nominal pipe size; DN = diameter nominal.
(c) RT = radiographic examination; UT = ultrasonic examination; MT = magnetic particle examination; PT = liquid penetrant examination; VT = visual examination.
(d) For nondestructive examinations of the pressure-retaining component, refer to the standards listed in Table 126.1-1 or manufacturing specifications.
(e) Acceptance standards for nondestructive examinations performed are as follows: MT— see para. 136.4.3; PT— see para. 136.4.4; VT— see para. 136.4.2; RT— see para. 136.4.5; UT— see

para. 136.4.6.
(f) All longitudinalwelds and spiralwelds in pipe intended for sustainedoperation in the creep range (seeparas. 104.1.1 and123.4, andTable 102.4.7-1)must receive andpass a 100%volumetric

examination (RT or UT) per the applicable material specification or in accordance with para. 136.4.5 or 136.4.6.

NOTES:
(1) The thickness of butt welds is defined as the thicker of the two abutting ends after end preparation.
(2) RT may be used as an alternative to PT or MT when it is performed in accordance with para. 136.4.5.
(3) Volumetric examination (RT or UT) of branch welds shall be performed before any nonintegral reinforcing material is applied.
(4) In lieu of volumetric examination (RT, UT) of welded branch connectionswhen required above, surface examination (PT, MT) is acceptable and, when used, shall be performed at the lesser of

one-half of the weld thickness or each 1∕2 in. (13 mm) of weld thickness and all accessible final weld surfaces.
(5) Branch thickness is tnb as defined in para. 127.4.8 and Figures 127.4.8-4 and 127.4.8-5.
(6) Except for P-No. 15Ematerials, filletwelds not exceeding 1∕4 in. (6mm) throat thickness that are used for the permanent attachment of non-pressure-retaining parts are exempt from the PT or

MT requirements of this table.
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(4) An indication of a discontinuity may be larger
than the discontinuity that causes it; however, the size
of the indication and not the size of the discontinuity
is the basis of acceptance or rejection.
(b) Acceptance Standards. Indications whose major

dimensions are greater than 1∕16 in. (1.5 mm) shall be
considered relevant. The following relevant indications
are unacceptable:

(1) any cracks or linear indications
(2) rounded indications with dimensions greater

than 3∕16 in. (5 mm)
(3) four or more rounded indications in a line sepa-

rated by 1∕16 in. (1.5 mm) or less, edge to edge
(4) ten or more rounded indications in any 6 in.2

(3870 mm2) of surface with the major dimension of this
areanot toexceed6 in. (150mm)with thearea taken in the
most unfavorable location relative to the indicationsbeing
evaluated

136.4.4 Liquid Penetrant Examination. Whenever
required by this Chapter (see Table 136.4.1-1), liquid
penetrant examination shall be performed in accordance
with the requirements of ASME BPVC, Section V, Article 6.
(a) Evaluation of Indications
(1) Mechanical discontinuities at the surface will be

indicated by bleeding out of the penetrant; however, loca-
lized surface imperfections, such as may occur from
machining marks or surface conditions, may produce
similar indications that are nonrelevant to the detection
of unacceptable discontinuities.

(2) Any indication that is believed to be nonrelevant
shall be regarded as a defect and shall be reexamined to
verify whether or not actual defects are present. Surface
conditioning may precede the reexamination. Nonrele-
vant indications and broad areas of pigmentation that
would mask indications of defects are unacceptable.

(3) Indications whose major dimensions are greater
than 1∕16 in. (1.5 mm) shall be considered relevant.

(4) An indication of a discontinuity may be larger
than the discontinuity that causes it; however, the size
of the indication and not the size of the discontinuity
is the basis of acceptance or rejection.
(b) Acceptance Standards. The following relevant indi-

cations are unacceptable:
(1) any cracks or linear indications
(2) rounded indications with dimensions greater

than 3∕16 in. (5 mm)
(3) four or more rounded indications in a line sepa-

rated by 1∕16 in. (1.5 mm) or less edge to edge
(4) ten or more rounded indications in any 6 in.2

(3870 mm2) of surface with the major dimension of this
areanot toexceed6 in. (150mm)with thearea taken in the
most unfavorable location relative to the indicationsbeing
evaluated

136.4.5 Radiography

(a) When required by this Chapter (see Table
136.4.1-1), radiographic examination shall be performed
in accordance with the requirements of ASME BPVC,
Section V, Article 2, except that the requirements of T-
274 are to be used as a guide but not for the rejection
of radiographs unless the geometrical unsharpness
exceeds 0.07 in. (2.0 mm).
(b) Acceptance Standards. Welds that are shown by

radiography to have any of the following types of discon-
tinuities are unacceptable:

(1) any type of crack or zone of incomplete fusion or
penetration

(2) any other elongated indication that has a length
greater than

(-a) 1∕4 in. (6 mm) for t up to 3∕4 in. (19 mm), inclu-
sive

(-b) 1∕3t for tover 3∕4 in. (19mm) to21∕4 in. (57mm),
inclusive

Table 136.4.1-2
Weld Imperfections Indicated by Various Types of Examination

Imperfection Visual Magnetic Particle Liquid Penetrant Radiography Ultrasonic
Crack — surface X [Note (1)] X [Note (1)] X [Note (1)] X X
Crack — internal … … … X X
Undercut — surface X [Note (1)] X [Note (1)] X [Note (1)] X …
Weld reinforcement X [Note (1)] … … X …

Porosity X [ Notes(1), (2)] X [Notes (1), (2)] X [Notes (1), (2)] X …
Slag inclusion X [Note (2)] X [Note (2)] X [Note (2)] X X
Lack of fusion (on surface) X [Notes (1), (2)] X [Notes (1), (2)] X [Notes (1), (2)] X X
Incomplete penetration X [Note (3)] X [Note (3)] X [Note (3)] X X

NOTES:
(1) Applies when the outside surface is accessible for examination and/or when the inside surface is readily accessible.
(2) Discontinuities are detectable when they are open to the surface.
(3) Applies only when the inside surface is readily accessible.
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(-c) 3∕4 in. (19mm) for tover21∕4 in. (57mm)where
t is the thickness of the weld being examined. If the weld
joins two members having different thicknesses at the
weld, t is the thinner of these two thicknesses.

(3) any group of indications in line that have an
aggregate length greater than t in a length of 12t,
except where the distance between the successive indica-
tions exceeds 6L where L is the longest indication in the
group

(4) porosity in excess of that shown as acceptable in
ASME BPVC, Section I, Nonmandatory Appendix A, A-250.

(5) for circumferential groove welds, undercutting
adjacent to the cover pass (EU) or undercutting adjacent
to the root pass (IU) shall be considered unacceptable
should either of the following conditions exist:

(-a) the aggregate length of EU and IU, in any
combination, in any continuous 12 in. (300 mm) length
of weld exceeds 2 in. (50 mm)

(-b) the aggregate length of EU and IU, in any
combination, exceeds one-sixth of the weld length

(6) undercut on the outside (O.D) or inside (I.D.)
surface of longitudinal butt welds is unacceptable

(7) root concavity when the density or brightness of
the root image is darker than the density through the adja-
cent base metal. For digital radiography, brightness
comparison may be used.

For the radiography of welds, the area of interest shall
include theweldandall adjacent areaswithin at least 1∕4 in.
(6 mm) from the toe of the weld. Relevant indications
outside the area of interest shall be investigated and
their disposition determined by the owner.

For image quality indicator (IQI) selection for welds
with reinforcement, the thickness used shall be either
the nominal wall thickness, tn, or the minimum required
thickness, tm. In either case, the selected thickness shall
also include the allowable combined internal and external
reinforcement thicknesses, as specified inTable127.4.2-1.

136.4.6 Ultrasonic Examination. When required by
this Chapter (seeTable 136.4.1-1), ultrasonic examination
(UT) shall be performed in accordance with the require-
ments of ASME BPVC, Section V, Article 4 and the addi-
tional requirements below.
(a) The following criteria shall also be met when

performing ultrasonic examinations:
(1) The equipment used to perform the examination

shall be capable of recording the UT data to facilitate the
analysis by a third party and for the repeatability of subse-
quent examinations, should they be required. Where
physical obstructions prevent the use of systems
capable of recording the UT data, manual UT may be
used with the approval of the owner.

(2) NDE personnel performing and evaluating UT
examinationsshall bequalifiedandcertified inaccordance
with their employer’s written practice and the require-
ments of para. 136.3.2 of this Code. Personnel, procedures,
and equipment used to collect and analyze UT data shall

have demonstrated their ability to perform an acceptable
examination using test blocks approved by the owner.
(b) Acceptance Standards. Welds that are shown by

ultrasonic examination to have discontinuities that
produce an indication greater than 20% of the reference
level shall be investigated to the extent that ultrasonic
examination personnel can determine their shape, iden-
tity, and location so that they may evaluate each discon-
tinuity for acceptance in accordance with (1) and (2).

(1) Discontinuities evaluated as being cracks, lack of
fusion, or incomplete penetration are unacceptable
regardless of length.

(2) Otherdiscontinuitiesareunacceptable if the indi-
cationexceeds the reference level and their lengthexceeds
the following:

(-a) 1∕4 in. (6 mm) for t up to 3∕4 in. (19 mm) inclu-
sive.

(-b) 1∕3t for t over 3∕4 in. (19mm) to 21∕4 in. (57mm)
inclusive.

(-c) 3∕4 in. (19mm) for tover21∕4 in. (57mm)where
t is the thickness of the weld being examined. If the weld
joins two members having different thicknesses at the
weld, t is the thinner of these two thicknesses.
(c) As an alternative to (b)(1) and (b)(2), the fracture

mechanics ultrasonic acceptance criteria in Mandatory
Appendix Omay be used, provided all of the requirements
of Mandatory Appendix O are met.

136.4.7 In-Process Examination. When required by
this Chapter, in-process visual examination shall be
performed and/or witnessed by qualified personnel
other than those performing the production work. It
shall also be in accordance with para. 136.4.2, which
comprises examination of the following, as applicable:
(a) joint preparation and cleanliness
(b) preheating
(c) fit-up, joint clearance, and internal alignment prior

to joining
(d) variables specified by the joining procedure,

including filler material
(1) for welding: position and electrode
(2) for brazing: position, flux, brazing temperature,

proper wetting, and capillary action
(e) forwelding: conditionof the rootpassafter cleaning

(external and, where accessible, internal) aided by liquid
penetrant or magnetic particle examination when speci-
fied in the engineering design
(f) for welding: slag removal and weld condition

between passes
(g) appearance of the finished joint

NOTE: The method of examination is visual, in accordance with
para. 136.4.2, unless additional methods are specified in the
engineering design.
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137 PRESSURE TESTS

137.1 General Requirements

137.1.1 Subassemblies. When conducted in accor-
dance with the requirements of this Code, the pressure
testing of piping systems to ensure leak tightness shall
be acceptable for the determination of any leaks in
piping subassemblies.

137.1.2 Temperature of Test Medium. The tempera-
ture of the test medium shall be that of the available
source unless otherwise specified by the owner. The
test pressure shall not be applied until the system and
the pressurizing medium are approximately at the
same temperature. When conducting pressure tests at
low metal temperatures, the possibility of brittle fracture
shall be considered.

137.1.3 Personnel Protection. Suitable precautions in
the event of piping system rupture shall be taken to elim-
inate hazards to personnel in the proximity of lines being
tested.

137.1.4 Maximum Stress During Test. At no time
during the pressure test shall any part of the piping
systembesubjected toa stressgreater than thatpermitted
by para. 102.3.3(b).

137.1.5 Testing Schedule. Pressure testing shall be
performed following the completion of postweld heat
treatment required by para. 132, nondestructive exami-
nations required by Table 136.4.1-1, and all other fabrica-
tion, assembly, and erection activities required to provide
the system or portions thereof subjected to the pressure
test with pressure-retaining capability.

137.2 Preparation for Testing

137.2.1 Exposure of Joints. All joints including welds
not previously pressure tested shall be left uninsulated
and exposed for examination during the test. By prior
agreement, the complete system or portions thereof
subject to test may be insulated prior to the test
period, provided an extended holding time pressurization
of the system is performed to check for possible leakage
through the insulation barrier.

137.2.2 Addition of Temporary Supports. Piping
systems designed for vapor or gas shall be provided
with additional temporary supports if necessary to
support the weight of the test liquid. Such supports
shall meet the requirements for testing and system
cleanup procedures described in para. 122.10.

137.2.3 Restraint or Isolation of Expansion Joints.
Expansion joints shall be provided with temporary
restraint if required for the additional pressure load
under test, or they shall be isolated during the system test.

137.2.4 Isolation of Equipment and Piping Not
Subjected to Pressure Test. Equipment that is not to
be subjected to the pressure test shall be either discon-
nected from the system or isolated by a blank or similar
means. Valvesmay be used for this purpose provided that
valve closure is suitable for the proposed test pressure.
The owner shall be aware of the limitations of pressure
and temperature for each valve subject to test conditions
and as further described in para. 107.1(c). Isolated equip-
ment and piping must be vented.

137.2.5 Treatment of Flanged Joints Containing
Blanks. Flanged joints at which blanks are inserted to
blank off other equipment during the test need not be
tested after removal of the blank provided the require-
ments of para. 137.7.1 are subsequently performed.

137.2.6 Precautions Against Test Medium Expansion.
If a pressure test is to be maintained for a period of time
during which the test medium in the system is subject to
thermal expansion, precautions shall be taken to avoid
excessive pressure. A pressure relief device set at 11∕3
times the test pressure is recommended during the pres-
sure test, provided the requirements of paras. 137.1.4,
137.4.5, and 137.5.5 are not exceeded.

137.3 Requirements for Specific Piping Systems

137.3.1 Boiler External Piping. Boiler external piping
[see para. 100.1.2(a)] shall be hydrostatically tested in
accordance with ASME BPVC, Section I, PG-99. The test
shall be conducted in the presence of the Authorized
Inspector.

137.3.2 ð22ÞNonboiler External Piping. All nonboiler
external piping shall be hydrostatically tested in accor-
dance with para. 137.4. As an alternative, when specified
by the owner, the piping may be leak tested in accordance
with para. 137.4.6, para. 137.5, para. 137.6, or para. 137.7.
Lines open to the atmosphere, such as vents or drains
downstream of the last shutoff valve, need not be tested.

Where theownerand thedesigner considerbothhydro-
static andpneumatic testing impracticable, the alternative
specified in para. 137.8 may be used if both (a) and (b)
apply.
(a) A hydrostatic test would
(1) damage lining or internal insulation, or
(2) contaminate a process that would be hazardous,

corrosive, or inoperative in the presence of moisture, or
(3) present the danger of brittle fracture due to low

metal temperature during the test and it is impossible to
test at a higher temperature.
(b) A pneumatic test would
(1) present an undue hazard of possible release of

energy stored in the system and it is impossible to
provide protection for personnel, or
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(2) present the danger of brittle fracture due to low
metal temperature during the test and it is impossible to
test at a higher temperature.

137.4 Hydrostatic Testing

137.4.1 Material. When permitted by the material
specification, a system hydrostatic test may be performed
in lieu of the hydrostatic test required by the material
specifications formaterial used in the piping subassembly
or system, provided the minimum test pressure required
for the piping system is met.

137.4.2 Provision of Air Vents at High Points. Vents
shall be provided at all high points of the piping system in
the position in which the test is to be conducted to purge
air pockets while the component or system is filling.
Venting during the filling of the system may be provided
by the loosening of flanges having aminimumof four bolts
or by the use of equipment vents.

137.4.3 Test Medium. Water shall normally be used as
the test medium unless otherwise specified by the owner.
Test water shall be clean and shall be of such quality as to
minimize corrosion of the materials in the piping system.
Further recommended precautions on the quality of test
water used for hydrotesting of austenitic (300 series) and
ferritic (400 series) stainless steels are contained in
Nonmandatory Appendix IV, para. IV-3.4.

137.4.4 Check of Test Equipment Before Applying
Pressure. The test equipment shall be examined before
pressure is applied to ensure that it is tightly connected.
All low-pressure filling linesandall other itemsnot subject
to the test pressure shall be disconnected or isolated by
valves or other suitable means.

137.4.5 Required Hydrostatic Test Pressure. The
hydrostatic test pressure at any point in the piping
systemshall not be less than1.5 times thedesignpressure,
but shall not exceed themaximumallowable test pressure
of any nonisolated components, such as vessels, pumps, or
valves, nor shall it exceed the limits imposed by
para. 102.3.3(b). Thepressure shall be continuouslymain-
tained for a minimum time of 10 min and may then be
reduced to the design pressure and held for such time
as may be necessary to conduct the examinations for
leakage. Examinations for leakage shall be made of all
joints and connections. The piping system, exclusive of
possible localized instances at pump or valve packing,
shall show no visual evidence of weeping or leaking.

137.4.6ð22Þ Special Provisions for Testing
(a) Piping components and subassemblies may be

tested either separately or as assembled piping.
(b) Flanged joints used to connect piping components

and subassemblies that have previously been tested, and
flanged joints at which a blank or blind is used to isolate

equipment or other piping during a test, need not be leak
tested in accordance with para. 137.3.2.
(c) The final welds (closure welds) connecting piping

systemsor components that have been successfully tested
in accordance with para. 137 need not be leak tested
provided the owner and designer agree that the weld
not be leak tested. However, the weld shall be visually
examined in accordance with para. 136.4.7 and examined
volumetrically using 100% radiographic examination in
accordance with para. 136.4.5 or 100% ultrasonic exam-
ination in accordance with para. 136.4.6.
(d) When it is impracticable to visually examine NBEP

joints or connections during a leak test (e.g., joints or
connections in buried pipe, joints or connections
embedded in concrete, double wall carrier pipe) and
when approved by the owner, NBEP joints and connec-
tions may be exempt from visual examination for leaks
when all of the following requirements are met:

(1) Welded joints shall be 100% volumetrically
examined, in accordance with para. 136.4.5 or para.
136.4.6.

(2) The test pressure shall be held for a minimum of
1 hr to allow for temperature stabilization. (ASTM E1003
or ASTM E2930 may be used as a reference.)

(3) The pressure and atmospheric temperature shall
be continuously monitored during the test, recorded, and
then made a part of the record.

(4) Any loss in pressure during the course of the leak
test, not attributed to atmospheric changes, shall require
that the source of leakage be determined, repaired, and
reexamined and the system retested.

137.5 Pneumatic Testing

137.5.1 General. Except for preliminary testing in
accordance with para. 137.5.4, pneumatic testing shall
not be used unless the owner specifies pneumatic
testing or permits its use as an alternative. It is recom-
mended that pneumatic testing be used only when one
of the following conditions exists:
(a) when piping systems are so designed that they

cannot be filled with water
(b) when piping systems are to be used in services

where traces of the testing medium cannot be tolerated

137.5.2 Test Medium. The gas used as the test medium
shall be nonflammable and nontoxic. Since compressed
gas may be hazardous when used as a testing medium,
it is recommended that special precautions for protection
of personnel be observed when a gas under pressure is
used as the test medium.

137.5.3 Check of Test Equipment Before Applying
Pressure. The test equipment shall be examined before
pressure is applied to ensure that it is tightly connected.
All itemsnot subjected to the test pressure shall bediscon-
nected or isolated by valves or other suitable means.
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137.5.4 Preliminary Test. A preliminary pneumatic
test not to exceed 25 psig [175 kPa (gage)] may be
applied, prior to other methods of leak testing, as a
means of locating major leaks. If used, the preliminary
pneumatic test shall be performed in accordance with
the requirements of paras. 137.5.2 and 137.5.3.

137.5.5 Required Pneumatic Test Pressure.The pneu-
matic test pressure shall benot less than1.2normore than
1.5 times thedesignpressureof thepiping system.The test
pressure shall not exceed the maximum allowable test
pressure of any nonisolated component, such as
vessels, pumps, or valves, in the system. The pressure
in the system shall gradually be increased to not more
thanone-half of the test pressure, afterwhich thepressure
shall be increased in steps of approximately one-tenth of
the test pressure until the required test pressure has been
reached. The pressure shall be continuously maintained
for a minimum time of 10 min. It shall then be reduced to
the lesser of design pressure or 100 psig [700 kPa (gage)]
and held for such time asmay be necessary to conduct the
examination for leakage. Examination for leakage
detected by soap bubble or equivalent method shall be
made of all joints and connections. The piping system,
exclusive of possible localized instances at pump or
valve packing, shall show no evidence of leaking.

137.5.6 Special Provisions for Testing
(a) Piping components and subassemblies may be

tested either separately or as assembled piping.
(b) Flanged joints used to connect piping components

and subassemblies that have previously been tested, and
flanged joints at which a blank or blind is used to isolate
equipment or other piping during a test, need not be leak
tested in accordance with para. 137.3.2.
(c) The final welds (closure welds) connecting piping

systems or components that have been successfully tested
in accordance with para. 137 need not be pneumatically
tested provided the owner and designer agree that the
weld not be pneumatically tested. However, the weld
shall be visually examined in accordance with para.
136.4.7 and examined volumetrically using 100% radio-
graphic examination in accordance with para. 136.4.5 or
100% ultrasonic examination in accordance with para.
136.4.6.

137.6 Mass-Spectrometer and Halide Testing

137.6.1 When specified by the owner, systems with
conditions of operation and design that require testing
methods having a greater degree of sensitivity than
can be obtained by a hydrostatic or pneumatic test
shall be tested by amethod, such as heliummass-spectro-
meter test or halide test, which has the required sensi-
tivity.

137.6.2 When a mass-spectrometer or halide test is
performed, it shall be conducted in accordance with
the instructionsof themanufacturerof the test equipment.
In all cases, a calibrated reference leak,with a leak rate not
greater than the maximum permissible leakage from the
system, shall be used. The equipment shall be calibrated
against the reference leak in such a way that the system
leakagemeasured by the equipment can be determined to
be not greater than the leak rate of the reference leak.

137.7 Initial Service Testing

137.7.1 When specified by the owner, an initial service
test and examination is acceptable when other types of
tests are not practical or when leak tightness is demon-
strable due to the nature of the service. One example is
pipingwhereshutoff valvesarenotavailable for isolatinga
line andwhere temporary closures are impractical. Others
maybesystemswhereduring the courseof checkingoutof
pumps, compressors, or other equipment, ample oppor-
tunity is afforded for examination for leakage prior to full-
scale operation. An initial service test is not applicable to
boiler external piping.

137.7.2 When performing an initial service test, the
piping system shall be gradually brought up to normal
operating pressure and continuously held for a
minimum time of 10 min. Examination for leakage
shall be made of all joints and connections. The piping
system exclusive of possible localized instances at
pump or valve packing shall show no visual evidence
of weeping or leaking.

137.8 Alternative to Hydrostatic and Pneumatic
Testing

The following procedures may be used only under the
conditions stated in para. 137.3.2(a) or para. 137.3.2(b).
Welds that must be examined include those used in the
manufacture of welded pipe fittings that have not been
subjected to hydrostatic or pneumatic leak tests in accor-
dancewithparas. 137.4and137.5, respectively. They shall
be examined as follows:
(a) All welds shall be visually examined in accordance

with para. 136.4.7.
(b) Circumferential, longitudinal, and spiral (helical

seam) groovewelds, in addition towelded branch connec-
tions over NPS 4, shall be 100% radiographed in accor-
dancewithpara. 136.4.5 or100%ultrasonically examined
in accordance with para. 136.4.6.
(c) All welds, including structural attachment welds,

not covered in (b), shall beexaminedusing the liquidpene-
trant method (para. 136.4.4) or, for magnetic materials,
the magnetic particle method (para. 136.4.3).
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137.9 Retesting After Repair or Additions

137.9.1 Repairs may be made to the pressure parts of
boiler external piping after the hydrostatic test required
by para. 137.3.1, provided the requirements of ASME
BPVC, Section I, PW-54.2 are met.

137.9.2 Nonpressure partsmay bewelded to the pres-
sure parts of boiler external piping after the hydrostatic
test required by para. 137.3.1, provided the requirements
of ASME BPVC, Section I, PW-54.3 are met.

137.9.3 If repairs or additions to nonboiler external
piping are made following a test, the affected piping
shall be retested in accordance with the provisions of
para. 137.3.2. However, a system need not be retested
after seal welding or after attachments of lugs, brackets,

insulation supports, nameplates, or other non-pressure-
retaining attachments provided
(a) the attachment filletweld does not exceed 3∕8 in. (10

mm) thickness or, if a full penetration weld is used, the
material attached does not exceed the nominal thickness
of the pressure-retaining member or 1∕2 in. (13 mm),
whichever is less
(b) welds shall be preheated as required by para. 131
(c) welds shal l be examined as required by

Table 136.4.1-1
(d) seal welds shall be examined for leakage after

system startup

137.9.4 All weld defect repairs shall be made in accor-
dance with para. 127.4.11.
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Chapter VII
Operation and Maintenance

138 GENERAL

Safety is the overriding concern in design, operation,
and maintenance of power piping. Managing safe
piping service begins with the initial project concept
and continues throughout the service life of the piping
system. The Operating Company is responsible for the
safe operation and maintenance of its power piping.

The Code does not prescribe a detailed set of operating
and maintenance procedures that will encompass all
cases. Each Operating Company shall develop operation
and maintenance procedures for piping systems deemed
necessary to ensure safe facility operations based on the
provisions of this Code, relevant industry experience, the
Operating Company’s experience and knowledge of its
facility, and conditions under which the piping systems
are operated. The additional requirements described in
subsequent paragraphs apply to covered piping
systems (CPS). At the owner’s discretion, other piping
systems may be included.

139 OPERATION AND MAINTENANCE
PROCEDURES

For CPS, this shall be accomplished by the issuance of
written operation and maintenance procedures. The
operation and maintenance procedures established by
the Operating Company for ensuring safe operation of
its CPS may vary, but the following aspects shall be
covered:
(a) operation of piping system within design limits
(b) documentation of system operating hours and

modes of operation
(c) documentation of actual operating temperatures

and pressures
(d) documentation of significant system transients or

excursions including thermal hydraulic events (e.g., steam
hammers, liquid slugging)
(e) documentation of modifications, repairs, and re-

placements, including welding procedures used and
NDE results
(f) documentation of maintenance of pipe supports for

piping operating within the creep regime
(g) documentation of maintenance of piping system

elements such as vents, drains, relief valves, desuperhea-
ters, and instrumentation necessary for safe operation

(h) assessment of degradation mechanisms, including,
but not limited to, creep, fatigue, graphitization, corrosion,
erosion, and flow-accelerated corrosion (FAC)
(i) quality of flow medium (e.g., dissolved oxygen, pH)
(j) documentation of the condition assessment (see

para. 140)
(k) other required maintenance

140 ð22ÞCONDITION ASSESSMENT OF CPS

Aprogramshall be established toprovide for theassess-
ment and documentation of the condition of all CPS. The
documentation shall include a statement as to any actions
necessary for continued safe operation. A condition
assessment shall be performed at periodic intervals as
determined by an engineering evaluation.

Condition assessments shall be made of CPS based on
established industry practices. The condition assessment
may range from a review of previous inspection findings
and operating history since the previous inspection, to a
thorough nondestructive examination (NDE) and engi-
neering evaluation. The extent of the assessment
performed shall be established by the Operating
Company or its designee with consideration of the age
of the CPS, the previous documented assessment, and
anticipated operating conditions.

The CPS condition assessment program shall include
implementation of weld examination and hanger inspec-
tion methods necessary for evaluating the impact of the
applicable material degradation mechanism for the iden-
tified piping system.

The condition assessment documentation, in a form
established by the Operating Company, should contain
(but not be limited to) as many of the following elements
as available:
(a) system name.
(b) listing of original material specifications and their

editions.
(c) design diameters and wall thicknesses.
(d) design temperature and pressure.
(e) normal operating temperature and pressure.
(f) operating hours, both cumulative (from initial

operation) and since last condition assessment.
(g) actual modes of operation since last condition

assessment (such as the number of hot, warm, and
cold starts).
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(h) pipe support hot and cold walkdown readings and
observationsof adverse conditions forpiping systems that
are operating within the creep regime.
(i) modifications and repairs since last condition

assessment.
(j) description and list of anydynamic events, including

thermal hydraulic events, since the last condition assess-
ment (see Nonmandatory Appendix V, para. V-11 for
examples) that produced visual evidence of distortion
or damage. Repetitive dynamic events (with or without
visual evidence) should be included when identified by
operators or plant personnel (see para. 146).
(k) actual pipe wall thickness and outside diameter

measurements taken since the last condition assessment
as appropriate based on service.
(l) summary of pipe system inspection findings,

including list of areas of concern.
(m) recommendations for reinspection interval and

scope.
Guidance on condition assessment may be found in

Nonmandatory Appendix V of this Code.

141 CPS RECORDS

The records identified below, when available, shall be
maintained and accessible for the life of the piping
systems.

141.1ð22Þ General

Covered piping system records shall consist of, but not
be limited to,
(a) any procedures required by para. 139
(b) any condition assessment documentation required

by para. 140
(c) original, as-built, as-modified, and updated piping

drawings
(d) original, as-built, as-modified, and updated pipe

support drawings
(e) results from piping stress or flexibility analysis
(f) piping system diagrams [flow, piping and instru-

mentation (P&IDs), and/or process diagrams]
(g) valve and other inline equipment data used in

original piping design stress analysis
(h) additional documentation requirements as identi-

fied in paras. 141.2 through 141.5
(i) details of specially designed components (refer

to para. 104.7.2), including details of the design, design
method, dimensions, weight, and materials; details of
the manufacture, fabrication, and welding; and details
of the component examinations

141.2 Materials

The owner shall establish a material history for each
CPS to the extent necessary to permit evaluation and
analysis of an existing condition. The records listed
below are to be included in the material history and

be traceable to specific components in a piping system.
Additional recordsmay be included as deemed necessary.
(a) procurement documents, including specifications
(b) original service date and original operating param-

eters
(c) list of materials, both original and replacement,

with system location and material specification
(d) physical and mechanical properties from material

test reports, including the following as applicable:
(1) Manufacturer’s Material Test Reports or Certifi-

cate of Conformance
(2) chemical composition data
(3) impact test data
(4) information regarding special processing, i.e.,

welding, postweld heat treatment, mechanical working,
bending including postbending heat treatment, etc.
(e) wall thicknesses from construction or maintenance

records, including design minimum wall requirements
(f) records of alterations or repairs
(g) summary of design requirements
(h) actual operating conditions recorded and main-

tained to facilitate creepand fatigue evaluationsof compo-
nents
(i) special coatings, linings, or other designs for corro-

sion or erosion resistance

141.3 Installation, Modification, and Repair
Records

Records for pressure-retaining welds in covered piping
systems shall include, but not be limited to, the following:
(a) original installation records
(b) repair and modification records
(c) welding procedures and qualification tests
(d) nondestructive examination reports (including

radiographs and digital or electronically stored NDE
reports)
(e) heat treatment performed, including time/

temperature charts

141.4 Failure Analysis

The owner is responsible for investigating all failures in
covered piping systems. A report of the results of this
investigation is to be included in the material history
file and, as aminimum, contain the following information:
(a) record of any operating or test experience of the

failed components or supports
(b) any previous failure history of the component
(c) any special conditions (corrosion, extraordinary

loads, thermal excursions, etc.) thatmay have contributed
to failure
(d) conclusions of damage mechanism and cause of

failure
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141.5 Restoration After Failure

Theowner is responsible fordocumentingactions taken
to restore failed components, including
(a) recommendations for actions that are intended to

minimize recurrence and documentation of satisfactory
implementation
(b) recommendations, if any, for similar action that

should be taken in other piping systems containing
similar conditions or components

142 PIPING AND PIPE-SUPPORT MAINTENANCE
PROGRAM AND PERSONNEL REQUIREMENTS

142.1 Maintenance Program

The maintenance program shall adhere to the require-
ments of paras. 138 through 141 and 144. For further
guidelines regarding the maintenance program, refer
to Nonmandatory Appendix V, para. V-5.1.

142.2 Personnel

142.2.1 Only qualified personnel shall be responsible
for executing the maintenance program of the Operating
Company. For further guidelines regarding typical main-
tenance program responsibilities, see Nonmandatory
Appendix V, para. V-5.2.

142.2.2 Review of records and failure reports, and
decisions concerning corrective actions or repairs,
shall be carried out by or under the direction of qualified
personnel.

142.2.3 Welding and Heat Treatment Personnel

(a) Welders shall be qualified to approved welding
procedures. Qualification of weld procedures and the
qualification performance of the welder shall be in accor-
dance with the requirements of para. 127.5.
(b) Qualified personnel shall perform preheat and

postheat treatment operations as described in the re-
quirements of paras. 131 and 132.

142.2.4 Examination, Inspection, and Testing Per-
sonnel.Qualified personnel shall perform nondestructive
examinations (NDE), including visual inspections and leak
tests (LT), in accordance with the requirements of
para. 136.

143 REPAIR OF CPS

Repairs to CPS shall be performed in accordance with
the ASME B31.1 Code of record used for the original
construction or to a later edition of the ASME B31.1
Code as agreed on by the owner and the jurisdictional
authority if applicable.

144 ð22ÞCPS WALKDOWNS

The Operating Company shall develop and implement a
programrequiringdocumentation of piping support read-
ings and recorded piping system displacements. Guide-
lines for this program are provided in Nonmandatory
Appendix V, para. V-7. Piping system drawings or
sketches, including the identification of all supports,
and piping support walkdown forms should be used as
part of the hot and cold walkdowns. The condition assess-
ment documentation (on paper or electronic media) shall
comply with para. 140(h).

The Operating Company shall evaluate the effects of
unexpected piping position changes, significant vibra-
tions, and malfunctioning supports on the piping
system’s integrity and safety. Significant displacement
variations from the expected design displacements
shall be considered to assess the piping system’s integrity.
An as-found piping system stress analysis can be used to
determine the influenceof significant pipingdisplacement
anomalies on the piping system’s integrity. Subsequent
evaluations and corrective actions may necessitate activ-
ities such as detailed examinations of critical weldments
and support adjustments, repairs, and replacement of in-
dividual supports and restraints.

145 ð22ÞMATERIAL DEGRADATION MECHANISMS

Creep is stress-, time-, temperature-, and material-
dependent plastic deformation. Stress allowables for
materials having time-dependent properties are noted
with italics in Mandatory Appendix A. Material stress
rupture or creep properties govern the stress allowables
within this temperature regime and may be important in
the piping system evaluation.

The Operating Company shall develop and implement a
program requiring data collection and evaluation of high-
priority areas for CPS materials operating in the creep
range. Guidelines provided in Nonmandatory Appendix
V, para. V-13 may be used for this program, which
may also include non-CPS piping operating in the
creep regime.

Although creep is a common mechanism of material
degradation for many CPS, other damage mechanisms
may also require consideration by the Operating
Company. Additional guidance on potential damage
mechanisms is provided in Nonmandatory Appendix V,
paras. V-12 and V-13, as well as in ASME BPVC,
Section II, Part D, Nonmandatory Appendix A; ASME
BPVC, Section III, Nonmandatory Appendix W; API
570; and API 571.

146 DYNAMIC LOADING

For those dynamic events identified in para. 140(j),
document the following, as appropriate:
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(a) date, time, and preceding operating conditions (as
available)
(b) the nature and location of any damage
(c) the results of any investigation
(d) the results of any analysis or NDE performed
(e) the acceptability of any effects or any corrective

action taken, e.g., changes in operating procedure,
changes in system design or piping supports and
restraints, and any repairs or replacements

149 RERATING PIPING SYSTEMS

149.1 Uprating Piping Systems

A piping system is uprated by increasing the design
pressure and/or the design temperature. The piping
system uprating may be based on the original Code of

construction or a later edition/addenda of that Code,
as long as reconciliation of the differences in the Codes
is completed (in accordance with para. 123.1.7). Once
the specific Code is chosen for the uprating, it shall be
followed in its entirety, taking into consideration the
current condition of the piping system and the condition
it is projected to be in at the end of its life. Documents and
forms produced in support of uprating shall be preserved
for the service life of the piping system. The owner is
responsible for verifying that the uprated piping
system meets all the requirements of the chosen Code
and the jurisdictions. Guidance on some aspects may
be found in Nonmandatory Appendix V, para. V-13.
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MANDATORY APPENDICES

MANDATORY APPENDIX A
ALLOWABLE STRESS TABLES

See Tables A-1 through A-10.
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Seamless Pipe and Tube Seamless Pipe and Tube
A53 A S C 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 A A53

B S C–Mn 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B

A106 A … C–Si 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.3 A A106
B … C–Si 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B
C … C–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 C

A179 … … C 1 (1) (2) (5) (47) 26 1.00 13.4 13.4 13.4 13.4 13.4 13.3 12.8 12.4 10.7 9.2 … A179

A192 … … C–Si 1 (2) (5) (47) 26 1.00 13.4 13.4 13.4 13.4 13.4 13.3 12.8 12.4 10.7 9.0 … A192

A210 A-1 … C–Si 1 (2) 60 37 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 A-1 A210
C … C–Mn–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 C

A333 1 … C–Mn 1 (1) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 … … … 1 A333
6 … C–Mn–Si 1 … 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 … … 6

A369 FPA … C–Si 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 FPA A369
FPB … C-Mn 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 FPB

API 5L A … C 1 (1) (2) (14) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 A API 5L
B … C–Mn 1 (1) (2) (14) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B

Furnace Butt Welded Pipe Furnace Butt Welded Pipe
A53 … F C 1 (4) 48 30 0.60 8.2 8.2 8.2 8.2 8.2 8.2 8.2 7.5 … … … A53

API 5L A25 I & II C 1 (1) (4) (14) 45 25 0.60 7.7 7.7 7.7 7.7 … … … … … … A25 API 5L

Electric Resistance Welded Pipe and Tube Electric Resistance Welded Pipe and Tube
A53 A E C 1 (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.7 A A53

B E C–Mn 1 (2) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A135 A … C 1 (1) (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.9 A A135
B … C–Mn 1 (1) (2) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A178 A … C 1 (2) (5) (47) 26 0.85 11.4 11.4 11.4 11.4 11.4 11.3 10.9 10.5 9.1 7.7 A A178
C … C 1 (2) 60 37 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 C

A214 … … C 1 (1) (2) (5) (47) 26 0.85 11.4 11.4 11.4 11.4 11.4 11.3 10.9 10.5 9.1 7.8 … A214

A333 1 … C–Mn 1 (1) 55 30 0.85 13.4 13.4 13.4 13.4 13.4 13.0 12.6 … … … 1 A333
6 … C–Mn–Si 1 … 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 … … 6

API 5L A25 I & II C 1 (1) (14) 45 25 0.85 10.9 10.9 10.9 10.9 … … … … … … A25 API 5L
A … C 1 (1) (2) (14) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.7 A
B … C–Mn 1 (1) (2) (14) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A587 … … C 1 (1) (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.8 … A587
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Seamless Pipe and Tube Seamless Pipe and Tube
A53 A S C 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 A A53

B S C–Mn 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B

A106 A … C–Si 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.3 A A106
B … C–Si 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B
C … C–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 C

A179 … … C 1 (1) (2) (5) (47) 26 1.00 13.4 13.4 13.4 13.4 13.4 13.3 12.8 12.4 10.7 9.2 … A179

A192 … … C–Si 1 (2) (5) (47) 26 1.00 13.4 13.4 13.4 13.4 13.4 13.3 12.8 12.4 10.7 9.0 … A192

A210 A-1 … C–Si 1 (2) 60 37 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 A-1 A210
C … C–Mn–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 C

A333 1 … C–Mn 1 (1) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 … … … 1 A333
6 … C–Mn–Si 1 … 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 … … 6

A369 FPA … C–Si 1 (2) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 FPA A369
FPB … C-Mn 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 FPB

API 5L A … C 1 (1) (2) (14) 48 30 1.00 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.7 9.0 A API 5L
B … C–Mn 1 (1) (2) (14) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 B

Furnace Butt Welded Pipe Furnace Butt Welded Pipe
A53 … F C 1 (4) 48 30 0.60 8.2 8.2 8.2 8.2 8.2 8.2 8.2 7.5 … … … A53

API 5L A25 I & II C 1 (1) (4) (14) 45 25 0.60 7.7 7.7 7.7 7.7 … … … … … … A25 API 5L

Electric Resistance Welded Pipe and Tube Electric Resistance Welded Pipe and Tube
A53 A E C 1 (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.7 A A53

B E C–Mn 1 (2) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A135 A … C 1 (1) (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.9 A A135
B … C–Mn 1 (1) (2) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A178 A … C 1 (2) (5) (47) 26 0.85 11.4 11.4 11.4 11.4 11.4 11.3 10.9 10.5 9.1 7.7 A A178
C … C 1 (2) 60 37 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 C

A214 … … C 1 (1) (2) (5) (47) 26 0.85 11.4 11.4 11.4 11.4 11.4 11.3 10.9 10.5 9.1 7.8 … A214

A333 1 … C–Mn 1 (1) 55 30 0.85 13.4 13.4 13.4 13.4 13.4 13.0 12.6 … … … 1 A333
6 … C–Mn–Si 1 … 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 … … 6

API 5L A25 I & II C 1 (1) (14) 45 25 0.85 10.9 10.9 10.9 10.9 … … … … … … A25 API 5L
A … C 1 (1) (2) (14) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.7 A
B … C–Mn 1 (1) (2) (14) 60 35 0.85 14.6 14.6 14.6 14.6 14.6 14.6 14.6 13.3 11.1 9.2 B

A587 … … C 1 (1) (2) 48 30 0.85 11.7 11.7 11.7 11.7 11.7 11.7 11.7 10.6 9.1 7.8 … A587
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added
A134 A283A … C 1 (1) (7) 45 24 0.80 10.3 10.3 10.3 10.3 10.3 9.8 9.5 … … … A283A A134

A283B … C 1 (1) (7) 50 27 0.80 11.4 11.4 11.4 11.4 11.4 11.0 10.7 … … … A283B
A283C … C 1 (1) (7) 55 30 0.80 12.6 12.6 12.6 12.6 12.6 12.3 11.9 … … … A283C
A283D … C 1 (1) (7) 60 33 0.80 13.7 13.7 13.7 13.7 13.7 13.5 13.0 … … … A283D

A134 A285A … C 1 (1) (2) (8) 45 24 0.80 10.3 10.3 10.3 10.3 10.3 9.8 9.5 9.2 8.6 6.6 A285A A134
A285B … C 1 (1) (2) (8) 50 27 0.80 11.4 11.4 11.4 11.4 11.4 11.0 10.7 10.0 8.8 6.5 A285B
A285C … C 1 (1) (2) (8) 55 30 0.80 12.6 12.6 12.6 12.6 12.6 12.3 11.9 11.5 10.4 8.6 A285C

A139 A … C 1 (1) (2) (14) 48 30 0.80 11.0 11.0 11.0 11.0 11.0 11.0 11.0 10.0 8.6 7.4 A A139
B … C–Mn 1 (1) (2) (14) 60 35 0.80 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.4 8.6 B

API 5L A … C 1 (1) (2) (14) 48 30 0.90 12.3 12.3 12.3 12.3 12.3 12.3 12.3 11.3 9.6 8.3 A API 5L
B … C–Mn 1 (1) (2) (14) 60 35 0.90 15.4 15.4 15.4 15.4 15.4 15.4 15.4 14.0 11.7 9.7 B

A671 CA55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 11.7 9.7 CA55 A671
CA55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 CA55
CA55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 11.7 9.7 CA55
CA55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 CA55

A671 CB60 10, 13 C–Si 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CB60 A671
CB60 11, 12 C–Si 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CB60
CB60 20, 23, 30, 33 C–Si 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CB60
CB60 21, 22, 31, 32 C–Si 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CB60

A671 CB65 10, 13 C–Si 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CB65 A671
CB65 11, 12 C–Si 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CB65
CB65 20, 23, 30, 33 C–Si 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CB65
CB65 21, 22, 31, 32 C–Si 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CB65

A671 CB70 10, 13 C–Si 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CB70 A671
CB70 11, 12 C–Si 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CB70
CB70 20, 23, 30, 33 C–Si 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CB70
CB70 21, 22, 31, 32 C–Si 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CB70

A671 CC60 10, 13 C–Mn–Si 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CC60 A671
CC60 11, 12 C–Mn–Si 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CC60
CC60 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CC60
CC60 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CC60

A671 CC65 10, 13 C–Mn–Si 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CC65 A671
CC65 11, 12 C–Mn–Si 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CC65
CC65 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CC65
CC65 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CC65

A671 CC70 10, 13 C–Mn–Si 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CC70 A671
CC70 11, 12 C–Mn–Si 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CC70
CC70 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CC70
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added
A134 A283A … C 1 (1) (7) 45 24 0.80 10.3 10.3 10.3 10.3 10.3 9.8 9.5 … … … A283A A134

A283B … C 1 (1) (7) 50 27 0.80 11.4 11.4 11.4 11.4 11.4 11.0 10.7 … … … A283B
A283C … C 1 (1) (7) 55 30 0.80 12.6 12.6 12.6 12.6 12.6 12.3 11.9 … … … A283C
A283D … C 1 (1) (7) 60 33 0.80 13.7 13.7 13.7 13.7 13.7 13.5 13.0 … … … A283D

A134 A285A … C 1 (1) (2) (8) 45 24 0.80 10.3 10.3 10.3 10.3 10.3 9.8 9.5 9.2 8.6 6.6 A285A A134
A285B … C 1 (1) (2) (8) 50 27 0.80 11.4 11.4 11.4 11.4 11.4 11.0 10.7 10.0 8.8 6.5 A285B
A285C … C 1 (1) (2) (8) 55 30 0.80 12.6 12.6 12.6 12.6 12.6 12.3 11.9 11.5 10.4 8.6 A285C

A139 A … C 1 (1) (2) (14) 48 30 0.80 11.0 11.0 11.0 11.0 11.0 11.0 11.0 10.0 8.6 7.4 A A139
B … C–Mn 1 (1) (2) (14) 60 35 0.80 13.7 13.7 13.7 13.7 13.7 13.7 13.7 12.5 10.4 8.6 B

API 5L A … C 1 (1) (2) (14) 48 30 0.90 12.3 12.3 12.3 12.3 12.3 12.3 12.3 11.3 9.6 8.3 A API 5L
B … C–Mn 1 (1) (2) (14) 60 35 0.90 15.4 15.4 15.4 15.4 15.4 15.4 15.4 14.0 11.7 9.7 B

A671 CA55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 11.7 9.7 CA55 A671
CA55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 CA55
CA55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 11.7 9.7 CA55
CA55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 CA55

A671 CB60 10, 13 C–Si 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CB60 A671
CB60 11, 12 C–Si 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CB60
CB60 20, 23, 30, 33 C–Si 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CB60
CB60 21, 22, 31, 32 C–Si 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CB60

A671 CB65 10, 13 C–Si 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CB65 A671
CB65 11, 12 C–Si 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CB65
CB65 20, 23, 30, 33 C–Si 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CB65
CB65 21, 22, 31, 32 C–Si 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CB65

A671 CB70 10, 13 C–Si 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CB70 A671
CB70 11, 12 C–Si 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CB70
CB70 20, 23, 30, 33 C–Si 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CB70
CB70 21, 22, 31, 32 C–Si 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CB70

A671 CC60 10, 13 C–Mn–Si 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CC60 A671
CC60 11, 12 C–Mn–Si 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CC60
CC60 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 CC60
CC60 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 CC60

A671 CC65 10, 13 C–Mn–Si 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CC65 A671
CC65 11, 12 C–Mn–Si 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CC65
CC65 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 CC65
CC65 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 CC65

A671 CC70 10, 13 C–Mn–Si 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CC70 A671
CC70 11, 12 C–Mn–Si 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CC70
CC70 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 CC70
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
CC70 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CC70

A671 CK75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 19.3 18.7 17.6 14.1 11.3 CK75 A671
CK75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 21.4 20.8 19.6 15.7 12.6 CK75
CK75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CK75
CK75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CK75

A671 CD70 10, 13 C–Mn–Si 1 (1) (2) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CD70 A671
CD70 11, 12 C–Mn–Si 1 (1) (2) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CD70
CD70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CD70
CD70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CD70

A671 CD80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CD80 A671
CD80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CD80
CD80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CD80
CD80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CD80

A672 A45 10, 13 C 1 (1) (2) (15) 45 24 0.90 11.6 11.6 11.6 11.6 11.6 11.0 10.7 10.3 9.6 8.1 A45 A672
A45 11, 12 C 1 (1) (2) (15) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 9.0 A45
A45 20, 23, 30, 33 C 1 (1) (2) 45 24 0.90 11.6 11.6 11.6 11.6 11.6 11.0 10.7 10.3 9.6 8.1 A45
A45 21, 22, 31, 32 C 1 (1) (2) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 9.0 A45

A672 A50 10, 13 C 1 (1) (2) (15) 50 27 0.90 12.9 12.9 12.9 12.9 12.9 12.4 12.0 11.3 10.1 8.6 A50 A672
A50 11, 12 C 1 (1) (2) (15) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.2 9.6 A50
A50 20, 23, 30, 33 C 1 (1) (2) 50 27 0.90 12.9 12.9 12.9 12.9 12.9 12.4 12.0 11.3 10.1 8.6 A50
A50 21, 22, 31, 32 C 1 (1) (2) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.2 9.6 A50

A672 A55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 A55 A672
A55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 A55
A55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 A55
A55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 A55

A672 B55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 B55 A672
B55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 B55
B55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 B55
B55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 B55

A672 B60 10, 13 C 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 B60 A672
B60 11, 12 C 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 B60
B60 20, 23, 30, 33 C 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 B60
B60 21, 22, 31, 32 C 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 B60

A672 B65 10, 13 C 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 B65 A672
B65 11, 12 C 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 B65
B65 20, 23, 30, 33 C 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 B65
B65 21, 22, 31, 32 C 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 B65

A672 B70 10, 13 C 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 B70 A672
B70 11, 12 C 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 B70
B70 20, 23, 30, 33 C 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 B70
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
CC70 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 CC70

A671 CK75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 19.3 18.7 17.6 14.1 11.3 CK75 A671
CK75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 21.4 20.8 19.6 15.7 12.6 CK75
CK75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CK75
CK75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CK75

A671 CD70 10, 13 C–Mn–Si 1 (1) (2) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CD70 A671
CD70 11, 12 C–Mn–Si 1 (1) (2) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CD70
CD70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CD70
CD70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CD70

A671 CD80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CD80 A671
CD80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CD80
CD80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CD80
CD80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CD80

A672 A45 10, 13 C 1 (1) (2) (15) 45 24 0.90 11.6 11.6 11.6 11.6 11.6 11.0 10.7 10.3 9.6 8.1 A45 A672
A45 11, 12 C 1 (1) (2) (15) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 9.0 A45
A45 20, 23, 30, 33 C 1 (1) (2) 45 24 0.90 11.6 11.6 11.6 11.6 11.6 11.0 10.7 10.3 9.6 8.1 A45
A45 21, 22, 31, 32 C 1 (1) (2) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 9.0 A45

A672 A50 10, 13 C 1 (1) (2) (15) 50 27 0.90 12.9 12.9 12.9 12.9 12.9 12.4 12.0 11.3 10.1 8.6 A50 A672
A50 11, 12 C 1 (1) (2) (15) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.2 9.6 A50
A50 20, 23, 30, 33 C 1 (1) (2) 50 27 0.90 12.9 12.9 12.9 12.9 12.9 12.4 12.0 11.3 10.1 8.6 A50
A50 21, 22, 31, 32 C 1 (1) (2) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.2 9.6 A50

A672 A55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 A55 A672
A55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 A55
A55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 A55
A55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 A55

A672 B55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 B55 A672
B55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 B55
B55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 B55
B55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 B55

A672 B60 10, 13 C 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 B60 A672
B60 11, 12 C 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 B60
B60 20, 23, 30, 33 C 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 B60
B60 21, 22, 31, 32 C 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 B60

A672 B65 10, 13 C 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 B65 A672
B65 11, 12 C 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 B65
B65 20, 23, 30, 33 C 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 B65
B65 21, 22, 31, 32 C 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 B65

A672 B70 10, 13 C 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 B70 A672
B70 11, 12 C 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 B70
B70 20, 23, 30, 33 C 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 B70
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
B70 21, 22, 31, 32 C 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 B70

A672 C55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 C55 A672
C55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 C55
C55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 C55
C55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 C55

A672 C60 10, 13 C 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 C60 A672
C60 11, 12 C 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 C60
C60 20, 23, 30, 33 C 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 C60
C60 21, 22, 31, 32 C 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 C60

A672 C65 10, 13 C 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 C65 A672
C65 11, 12 C 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 C65
C65 20, 23, 30, 33 C 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 C65
C65 21 22, 31, 32 C 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 C65

A672 C70 10, 13 C 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 C70 A672
C70 11, 12 C 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 C70
C70 20, 23, 30, 33 C 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 C70
C70 21, 22, 31, 32 C 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 C70

A672 D70 10, 13 C–Mn–Si 1 (1) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … D70 A672
D70 11, 12 C–Mn–Si 1 (1) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … D70
D70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … D70
D70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … D70

A672 D80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … D80 A672
D80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … D80
D80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … D80
D80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … D80

A672 N75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 N75 A672
N75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 N75
N75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 N75
N75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 N75

A691 CMSH-70 10, 13 C–Mn–Si 1 (1) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CMSH-70 A691
CMSH-70 11, 12 C–Mn–Si 1 (1) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CMSH-70
CMSH-70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CMSH-70
CMSH-70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CMSH-70

A691 CMSH-80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CMSH-80 A691
CMSH-80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CMSH-80
CMSH-80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CMSH-80
CMSH-80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CMSH-80

A691 CMS-75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CMS-75 A691
CMS-75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CMS-75
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
B70 21, 22, 31, 32 C 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 B70

A672 C55 10, 13 C 1 (1) (2) (15) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 C55 A672
C55 11, 12 C 1 (1) (2) (15) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 C55
C55 20, 23, 30, 33 C 1 (1) (2) 55 30 0.90 14.1 14.1 14.1 14.1 14.1 13.8 13.3 12.9 10.9 9.2 C55
C55 21, 22, 31, 32 C 1 (1) (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 12.1 10.2 C55

A672 C60 10, 13 C 1 (1) (2) (15) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 C60 A672
C60 11, 12 C 1 (1) (2) (15) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 C60
C60 20, 23, 30, 33 C 1 (1) (2) 60 32 0.90 15.4 15.4 15.4 15.4 15.4 14.7 14.2 13.7 11.7 9.7 C60
C60 21, 22, 31, 32 C 1 (1) (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 C60

A672 C65 10, 13 C 1 (1) (2) (15) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 C65 A672
C65 11, 12 C 1 (1) (2) (15) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 C65
C65 20, 23, 30, 33 C 1 (1) (2) 65 35 0.90 16.7 16.7 16.7 16.7 16.7 16.1 15.6 15.0 12.5 10.3 C65
C65 21 22, 31, 32 C 1 (1) (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 C65

A672 C70 10, 13 C 1 (1) (2) (15) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 C70 A672
C70 11, 12 C 1 (1) (2) (15) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 C70
C70 20, 23, 30, 33 C 1 (1) (2) 70 38 0.90 18.0 18.0 18.0 18.0 18.0 17.5 16.9 16.3 13.3 10.8 C70
C70 21, 22, 31, 32 C 1 (1) (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 C70

A672 D70 10, 13 C–Mn–Si 1 (1) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … D70 A672
D70 11, 12 C–Mn–Si 1 (1) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … D70
D70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … D70
D70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … D70

A672 D80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … D80 A672
D80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … D80
D80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … D80
D80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … D80

A672 N75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 N75 A672
N75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 N75
N75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 N75
N75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 N75

A691 CMSH-70 10, 13 C–Mn–Si 1 (1) (15) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CMSH-70 A691
CMSH-70 11, 12 C–Mn–Si 1 (1) (15) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CMSH-70
CMSH-70 20, 23, 30, 33 C–Mn–Si 1 (1) (3) 70 50 0.90 18.0 18.0 17.7 17.6 17.6 17.6 17.6 … … … CMSH-70
CMSH-70 21, 22, 31, 32 C–Mn–Si 1 (1) (3) 70 50 1.00 20.0 20.0 19.7 19.5 19.5 19.5 19.5 … … … CMSH-70

A691 CMSH-80 10, 13 C–Mn–Si 1 (1) (15) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CMSH-80 A691
CMSH-80 11, 12 C–Mn–Si 1 (1) (15) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CMSH-80
CMSH-80 20, 23 C–Mn–Si 1 (1) (3) 80 60 0.90 20.6 20.6 20.3 20.1 20.1 20.1 20.1 … … … CMSH-80
CMSH-80 21, 22 C–Mn–Si 1 (1) (3) 80 60 1.00 22.9 22.9 22.6 22.3 22.3 22.3 22.3 … … … CMSH-80

A691 CMS-75 10, 13 C–Mn–Si 1 (1) (2) (15) 75 42 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CMS-75 A691
CMS-75 11, 12 C–Mn–Si 1 (1) (2) (15) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CMS-75

Table A-1
Carbon Steel (Cont’d)
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
CMS-75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CMS-75
CMS-75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CMS-75

Copper Brazed Tubing Copper Brazed Tubing
A254 … … C … (1) (9) (10) 42 25 1.00 6.0 5.5 4.8 3.0 … … … … … … … A254

Plate Plate
A36 … … C–Mn–Si 1 (1) (7) (11) 58 36 0.92 15.2 15.2 15.2 15.2 15.2 15.2 15.2 … … … … A36

A283 A … C 1 (1) (7) 45 24 0.92 11.8 11.8 11.8 11.8 11.8 11.3 10.9 … … … A A283
B … C 1 (1) (7) 50 27 0.92 13.1 13.1 13.1 13.1 13.1 12.7 12.3 … … … B
C … C 1 (1) (7) 55 30 0.92 14.5 14.5 14.5 14.5 14.5 14.1 13.6 … … … C
D … C 1 (1) (7) 60 33 0.92 15.8 15.8 15.8 15.8 15.8 15.5 15.0 … … … D

A285 A … C 1 (2) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 8.3 A A285
B … C 1 (2) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.0 9.4 B
C … C 1 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 C

A299 … … C–Mn–Si 1 (2) (13) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 … A299
… … C–Mn–Si 1 (2) (12) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 21.4 20.8 19.6 15.7 12.6 …

A515 60 … C–Si 1 (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 60 A515
65 … C–Si 1 (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 65
70 … C–Si 1 (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.6 70

A516 55 … C–Si 1 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 55 A516
60 … C–Mn–Si 1 (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 60
65 … C–Mn–Si 1 (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 65
70 … C–Mn–Si 1 (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 70

Forgings Forgings
A105 … … C–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 … A105

A181 … 60 C–Si 1 (2) 60 30 1.00 17.1 17.1 17.1 17.1 16.3 15.3 14.8 14.3 13.0 10.8 … A181
… 70 C–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 …

A350 LF2 1 C–Mn–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 LF2 A350
LF2 2 C–Mn–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 LF2

Wrought Fittings (Seamless and Welded) Wrought Fittings (Seamless and Welded)
A234 WPB … C–Si 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 WPB A234

WPC … C–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 WPC

A420 WPL6 … C 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 WPL6 A420

Castings Castings
A216 WCA … C–Si 1 (2) (6) 60 30 0.80 13.7 13.7 13.7 13.7 13.0 12.2 11.8 11.4 10.4 8.6 WCA A216

WCB … C–Si 1 (2) (6) 70 36 0.80 16.0 16.0 16.0 16.0 15.7 14.7 14.2 13.8 11.8 9.6 WCB

Table A-1
Carbon Steel (Cont’d)
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)
CMS-75 20, 23, 30, 33 C–Mn–Si 1 (1) (2) 75 40 0.90 19.3 19.3 19.3 19.3 19.3 18.4 17.8 17.2 14.1 11.3 CMS-75
CMS-75 21, 22, 31, 32 C–Mn–Si 1 (1) (2) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 CMS-75

Copper Brazed Tubing Copper Brazed Tubing
A254 … … C … (1) (9) (10) 42 25 1.00 6.0 5.5 4.8 3.0 … … … … … … … A254

Plate Plate
A36 … … C–Mn–Si 1 (1) (7) (11) 58 36 0.92 15.2 15.2 15.2 15.2 15.2 15.2 15.2 … … … … A36

A283 A … C 1 (1) (7) 45 24 0.92 11.8 11.8 11.8 11.8 11.8 11.3 10.9 … … … A A283
B … C 1 (1) (7) 50 27 0.92 13.1 13.1 13.1 13.1 13.1 12.7 12.3 … … … B
C … C 1 (1) (7) 55 30 0.92 14.5 14.5 14.5 14.5 14.5 14.1 13.6 … … … C
D … C 1 (1) (7) 60 33 0.92 15.8 15.8 15.8 15.8 15.8 15.5 15.0 … … … D

A285 A … C 1 (2) 45 24 1.00 12.9 12.9 12.9 12.9 12.9 12.3 11.9 11.5 10.7 8.3 A A285
B … C 1 (2) 50 27 1.00 14.3 14.3 14.3 14.3 14.3 13.8 13.3 12.5 11.0 9.4 B
C … C 1 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 C

A299 … … C–Mn–Si 1 (2) (13) 75 40 1.00 21.4 21.4 21.4 21.4 21.4 20.4 19.8 19.1 15.7 12.6 … A299
… … C–Mn–Si 1 (2) (12) 75 42 1.00 21.4 21.4 21.4 21.4 21.4 21.4 20.8 19.6 15.7 12.6 …

A515 60 … C–Si 1 (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 60 A515
65 … C–Si 1 (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 65
70 … C–Si 1 (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.6 70

A516 55 … C–Si 1 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.3 14.8 14.3 13.0 10.8 55 A516
60 … C–Mn–Si 1 (2) 60 32 1.00 17.1 17.1 17.1 17.1 17.1 16.4 15.8 15.3 13.0 10.8 60
65 … C–Mn–Si 1 (2) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.9 17.3 16.7 13.9 11.4 65
70 … C–Mn–Si 1 (2) 70 38 1.00 20.0 20.0 20.0 20.0 20.0 19.4 18.8 18.1 14.8 12.0 70

Forgings Forgings
A105 … … C–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 … A105

A181 … 60 C–Si 1 (2) 60 30 1.00 17.1 17.1 17.1 17.1 16.3 15.3 14.8 14.3 13.0 10.8 … A181
… 70 C–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 …

A350 LF2 1 C–Mn–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 LF2 A350
LF2 2 C–Mn–Si 1 (2) 70 36 1.00 20.0 20.0 20.0 20.0 19.6 18.4 17.8 17.2 14.8 12.0 LF2

Wrought Fittings (Seamless and Welded) Wrought Fittings (Seamless and Welded)
A234 WPB … C–Si 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 WPB A234

WPC … C–Si 1 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 19.8 18.3 14.8 12.0 WPC

A420 WPL6 … C 1 (2) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 15.6 13.0 10.8 WPL6 A420

Castings Castings
A216 WCA … C–Si 1 (2) (6) 60 30 0.80 13.7 13.7 13.7 13.7 13.0 12.2 11.8 11.4 10.4 8.6 WCA A216

WCB … C–Si 1 (2) (6) 70 36 0.80 16.0 16.0 16.0 16.0 15.7 14.7 14.2 13.8 11.8 9.6 WCB

Table A-1
Carbon Steel (Cont’d)
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Castings Castings (Cont’d)
WCC … C–Mn–Si 1 (2) (6) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 15.8 14.6 11.8 9.6 WCC

Bars and Shapes Bars and Shapes
A36 … … C–Mn–Si 1 (1) (2) 58 36 1.00 16.6 16.6 16.6 16.6 16.6 16.6 16.6 15.6 13.0 10.8 … A36
A992 … … C–Mn–Si 1 (1) (2) 65 50 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 16.9 13.9 11.4 … A992

Table A-1
Carbon Steel (Cont’d)
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Spec.
No. Grade Type or Class

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800

Castings Castings (Cont’d)
WCC … C–Mn–Si 1 (2) (6) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 15.8 14.6 11.8 9.6 WCC

Bars and Shapes Bars and Shapes
A36 … … C–Mn–Si 1 (1) (2) 58 36 1.00 16.6 16.6 16.6 16.6 16.6 16.6 16.6 15.6 13.0 10.8 … A36
A992 … … C–Mn–Si 1 (1) (2) 65 50 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 16.9 13.9 11.4 … A992

Table A-1
Carbon Steel (Cont’d)
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Table A-1
Carbon Steel (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications areANSI/ASTMorASTM, exceptAPI 5L. ForASMEBPVCapplications, see related specifications inASMEBPVC,

Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers indicated in this table are identical to those adopted by ASME BPVC. Qualification of welding procedures, welders, and

welding operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) Thematerials listed in this table shall not be used at design temperatures above those forwhich allowable stress values are given except as

permitted by para. 122.6.2(g).
(f) The tabulated stress values are S×E (weld joint efficiency factor) or S×F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratings of piping components, as published in standards referenced in this Code, may be used for components

meeting the requirements of those standards. The allowable stress values given in this table are for use in designingpiping components that
are not manufactured in accordance with referenced standards.

(h) All the materials listed are classified as ferritic (see Table 104.1.2-1).
(i) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(j) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR CONSTRUCTION OF PRESSURE-RETAINING PARTS OF BOILER EXTERNAL PIPING — SEE

FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Upon prolonged exposure to temperatures above 800°F (427°C), the carbide phase of carbon steel may be converted to graphite.
(3) The allowable stress values given are for pipe fabricated from plate not exceeding 21∕2 in. in thickness.
(4) This material shall not be used for flammable fluids. Refer to para. 105.2.1(a).
(5) Tensile value in parentheses is expected minimum.
(6) The 0.80 material quality factor for casting may be increased in accordance with para. 102.4.6.
(7) The stress values for structural quality plate include a material quality factor of 0.92. The allowable stresses for ASTM A283 Grade D and

ASTM A36 plate have been limited to 12.7 ksi.
(8) These stress values are permitted only if killed or semikilled steels are used.
(9) ASTM A254 is copper brazed (not welded) steel pipe.
(10) For saturated steam at 250 psi (406°F), the values given for 400°F may be used.
(11) Theallowable stress values listed inMSSSP-58 for thismaterialmaybeused forpipe-supporting elementsdesigned inaccordancewithMSS

SP-58.
(12) These values apply to material less than or equal to 1 in. thick.
(13) These values apply to material greater than 1 in. thick.
(14) This material is not listed in ASMEBPVC, Section IX. However, weld procedures shall be qualified in accordancewith the P-Number shown.

See para. 127.5.1.
(15) This material shall not be used in nominal wall thicknesses exceeding 3∕4 in.
(16) These allowable stress values are for pipe made using a butt-welded joint process. Pipe made by other processes shall not be used.
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube
A213 T2 … 1∕2Cr–1∕2Mo 3 … 60 30 1.00 17.1 17.1 17.1 17.1 16.9 16.4 16.1 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … T2 A213

T5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5
T5b … 5Cr–1∕2Mo–11∕2Si 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5b

A213 T5c … 5Cr–1∕2Mo–Ti 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5c A213
T9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 T9
T11 … 11∕4Cr–1∕2Mo 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … T11

A213 T12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … T12 A213
T21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … T21
T22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … T22
T91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 T91
T91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 T91

A333 3 … 31∕2Ni 9B (1) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.5 16.7 … … … … … … … … … … … 3 A333
4 … 3∕4Cr–3∕4Ni–Cu–Al 4 (1) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 … … … … … … … … … … … 4
7 … 21∕2Ni 9A (1) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.5 16.7 … … … … … … … … … … … 7
9 … 2Ni–1Cu 9A (1) 63 46 1.00 18.0 … … … … … … … … … … … … … … … … … 9

A335 P1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … P1 A335
P2 … 1∕2Cr–1∕2Mo 3 … 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … P2
P5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5
P5b … 5Cr–1∕2Mo–11∕2Si 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5b

A335 P5c … 5Cr–1∕2Mo–Ti 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5c A335
P9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 P9
P11 … 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … P11

A335 P12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … P12 A335
P21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … P21
P22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … P22

A335 P36 1 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 90 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … P36 A335
P36 2 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 95.5 66.5 1.00 27.3 27.3 26.6 26.6 26.6 26.6 26.6 26.6 … … … … … … … … … … P36
P91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 P91
P91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 P91

A369 FP1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … FP1 A369
FP2 … 1∕2Cr–1∕2Mo 3 … 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … FP2
FP5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 FP5

A369 FP9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 FP9 A369
FP11 … 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … FP11

A369 FP12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … FP12 A369
FP21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … FP21
FP22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … FP22
FP91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 FP91
FP91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 FP91
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube
A213 T2 … 1∕2Cr–1∕2Mo 3 … 60 30 1.00 17.1 17.1 17.1 17.1 16.9 16.4 16.1 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … T2 A213

T5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5
T5b … 5Cr–1∕2Mo–11∕2Si 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5b

A213 T5c … 5Cr–1∕2Mo–Ti 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 T5c A213
T9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 T9
T11 … 11∕4Cr–1∕2Mo 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … T11

A213 T12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … T12 A213
T21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … T21
T22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … T22
T91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 T91
T91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 T91

A333 3 … 31∕2Ni 9B (1) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.5 16.7 … … … … … … … … … … … 3 A333
4 … 3∕4Cr–3∕4Ni–Cu–Al 4 (1) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 … … … … … … … … … … … 4
7 … 21∕2Ni 9A (1) 65 35 1.00 18.6 18.6 18.6 18.6 18.6 17.5 16.7 … … … … … … … … … … … 7
9 … 2Ni–1Cu 9A (1) 63 46 1.00 18.0 … … … … … … … … … … … … … … … … … 9

A335 P1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … P1 A335
P2 … 1∕2Cr–1∕2Mo 3 … 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … P2
P5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5
P5b … 5Cr–1∕2Mo–11∕2Si 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5b

A335 P5c … 5Cr–1∕2Mo–Ti 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 P5c A335
P9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 P9
P11 … 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … P11

A335 P12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … P12 A335
P21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … P21
P22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … P22

A335 P36 1 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 90 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … P36 A335
P36 2 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 95.5 66.5 1.00 27.3 27.3 26.6 26.6 26.6 26.6 26.6 26.6 … … … … … … … … … … P36
P91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 P91
P91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 P91

A369 FP1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … FP1 A369
FP2 … 1∕2Cr–1∕2Mo 3 … 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 13.9 9.2 5.9 … … … … FP2
FP5 … 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 FP5

A369 FP9 … 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 FP9 A369
FP11 … 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … FP11

A369 FP12 … 1Cr–1∕2Mo 4 … 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … FP12 A369
FP21 … 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … FP21
FP22 … 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … FP22
FP91 Type 1 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 FP91
FP91 Type 2 9Cr–1Mo–V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 FP91
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Centrifugally Cast Pipe Centrifugally Cast Pipe

A426 CP1 … C–1∕2Mo 3
(1) (2) (3) (4)

(7) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 15.8 15.8 15.6 15.2 14.8 14.4 … … … … … … … CP1 A426
CP2 … 1∕2Cr–1∕2Mo 3 (1) (3) (4) (7) 60 30 0.85 14.5 14.5 14.5 14.5 14.4 13.9 13.7 13.3 13.1 12.7 12.3 11.8 7.8 5.0 … … … … CP2
CP5 … 5Cr–1∕2Mo 5B (1) (3) (4) (7) 90 60 0.85 21.9 21.8 21.2 21.0 20.9 20.6 20.3 19.9 19.3 18.5 12.2 9.3 6.8 4.9 3.6 2.5 1.5 0.85 CP5
CP5b … 5Cr–1∕2Mo–Si 5B (1) (3) (4) (7) 60 30 0.85 14.6 14.5 14.1 14.0 14.0 13.8 13.5 13.3 12.9 12.4 11.8 9.3 6.8 4.9 3.6 2.5 1.5 0.85 CP5b

A426 CP9 … 9Cr–1Mo 5B (1) (3) (4) (7) 90 60 0.85 21.9 21.8 21.2 21.0 20.9 20.7 20.3 19.9 19.3 18.5 17.7 14.0 9.4 6.3 4.3 2.8 1.9 1.3 CP9 A426
CP11 … 11∕4Cr–1∕2Mo 4 (1) (3) (4) (7) 70 40 0.85 17.0 17.0 17.0 17.0 17.0 17.0 17.0 17.0 16.7 16.3 15.9 11.6 7.9 5.4 3.6 2.4 … … CP11

A426 CP12 … 1Cr–1∕2Mo 4 (1) (3) (4) (7) 60 30 0.85 14.5 14.3 14.0 13.8 13.3 12.9 12.8 12.6 12.4 12.2 11.9 11.6 9.6 6.1 3.8 2.4 … … CP12 A426
CP21 … 3Cr–1Mo 5A (1) (3) (4) (7) 60 30 0.85 14.5 14.5 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 13.6 10.2 7.7 6.0 4.7 3.4 … … CP21

CP22 … 21∕4Cr–1Mo 5A
(1) (3) (4) (5)

(7) 70 40 0.85 17.0 17.0 16.7 16.5 16.4 16.3 16.2 16.0 15.7 15.2 14.6 13.4 9.7 6.6 4.3 2.7 … … CP22

Electric Resistance Welded Pipe Electric Resistance Welded Pipe
A333 3 … 31∕2Ni 9B (1) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 14.9 14.2 … … … … … … … … … … … 3 A333

7 … 21∕2Ni 9A (1) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 14.9 14.2 … … … … … … … … … … … 7
9 … 2Ni–1Cu 9A (1) 63 46 0.85 15.3 … … … … … … … … … … … … … … … … … 9

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added
A672 L65 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 65 37 0.90 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.6 16.1 … … … … … … … L65 A672

L65 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 65 37 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.4 17.9 … … … … … … … L65

A672 L70 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 70 40 0.90 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.9 17.4 … … … … … … … L70 A672
L70 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … L70

A672 L75 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 75 43 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.7 … … … … … … … L75 A672
L75 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 75 43 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.7 … … … … … … … L75

A691 CM-65 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 65 37 0.90 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.6 16.1 … … … … … … … CM-65 A691
CM-65 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 65 37 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.4 17.9 … … … … … … … CM-65

A691 CM-70 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 70 40 0.90 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.9 17.4 … … … … … … … CM-70 A691
CM-70 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … CM-70

A691 CM-75 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 75 43 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.7 … … … … … … … CM-75 A691
CM-75 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 75 43 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.7 … … … … … … … CM-75

A691 1∕2CR 20, 23 1∕2Cr–1∕2Mo 3 (1) (8) 55 33 0.90 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 13.8 12.9 8.3 5.3 … … … … 1∕2CR A691
1∕2CR 21, 22 1∕2Cr–1∕2Mo 3 (1) (8) 55 33 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.3 14.3 9.2 5.9 … … … … 1∕2CR

1∕2CR
20, 23, 30, 33,

40, 43 1∕2Cr–1∕2Mo 3 (1) (9) 70 45 0.90 18.0
18.0

18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.6 16.7 8.3 5.3 … … … … 1∕2CR

1∕2CR
21, 22, 31, 32,

41, 42 1∕2Cr–1∕2Mo 3 (1) (9) 70 45 1.00 20.0
20.0

20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.5 18.6 9.2 5.9 … … … … 1∕2CR

A691 1CR 20, 23 1Cr–1∕2Mo 4 (1) (8) 55 33 0.90 14.1 13.9 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.2 10.2 6.5 4.1 2.5 … … 1CR A691
1CR 21, 22 1Cr–1∕2Mo 4 (1) (8) 55 33 1.00 15.7 15.4 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 14.7 11.3 7.2 4.5 2.8 … … 1CR
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Centrifugally Cast Pipe Centrifugally Cast Pipe

A426 CP1 … C–1∕2Mo 3
(1) (2) (3) (4)

(7) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 15.8 15.8 15.6 15.2 14.8 14.4 … … … … … … … CP1 A426
CP2 … 1∕2Cr–1∕2Mo 3 (1) (3) (4) (7) 60 30 0.85 14.5 14.5 14.5 14.5 14.4 13.9 13.7 13.3 13.1 12.7 12.3 11.8 7.8 5.0 … … … … CP2
CP5 … 5Cr–1∕2Mo 5B (1) (3) (4) (7) 90 60 0.85 21.9 21.8 21.2 21.0 20.9 20.6 20.3 19.9 19.3 18.5 12.2 9.3 6.8 4.9 3.6 2.5 1.5 0.85 CP5
CP5b … 5Cr–1∕2Mo–Si 5B (1) (3) (4) (7) 60 30 0.85 14.6 14.5 14.1 14.0 14.0 13.8 13.5 13.3 12.9 12.4 11.8 9.3 6.8 4.9 3.6 2.5 1.5 0.85 CP5b

A426 CP9 … 9Cr–1Mo 5B (1) (3) (4) (7) 90 60 0.85 21.9 21.8 21.2 21.0 20.9 20.7 20.3 19.9 19.3 18.5 17.7 14.0 9.4 6.3 4.3 2.8 1.9 1.3 CP9 A426
CP11 … 11∕4Cr–1∕2Mo 4 (1) (3) (4) (7) 70 40 0.85 17.0 17.0 17.0 17.0 17.0 17.0 17.0 17.0 16.7 16.3 15.9 11.6 7.9 5.4 3.6 2.4 … … CP11

A426 CP12 … 1Cr–1∕2Mo 4 (1) (3) (4) (7) 60 30 0.85 14.5 14.3 14.0 13.8 13.3 12.9 12.8 12.6 12.4 12.2 11.9 11.6 9.6 6.1 3.8 2.4 … … CP12 A426
CP21 … 3Cr–1Mo 5A (1) (3) (4) (7) 60 30 0.85 14.5 14.5 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 13.6 10.2 7.7 6.0 4.7 3.4 … … CP21

CP22 … 21∕4Cr–1Mo 5A
(1) (3) (4) (5)

(7) 70 40 0.85 17.0 17.0 16.7 16.5 16.4 16.3 16.2 16.0 15.7 15.2 14.6 13.4 9.7 6.6 4.3 2.7 … … CP22

Electric Resistance Welded Pipe Electric Resistance Welded Pipe
A333 3 … 31∕2Ni 9B (1) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 14.9 14.2 … … … … … … … … … … … 3 A333

7 … 21∕2Ni 9A (1) 65 35 0.85 15.8 15.8 15.8 15.8 15.8 14.9 14.2 … … … … … … … … … … … 7
9 … 2Ni–1Cu 9A (1) 63 46 0.85 15.3 … … … … … … … … … … … … … … … … … 9

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added
A672 L65 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 65 37 0.90 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.6 16.1 … … … … … … … L65 A672

L65 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 65 37 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.4 17.9 … … … … … … … L65

A672 L70 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 70 40 0.90 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.9 17.4 … … … … … … … L70 A672
L70 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … L70

A672 L75 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 75 43 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.7 … … … … … … … L75 A672
L75 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 75 43 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.7 … … … … … … … L75

A691 CM-65 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 65 37 0.90 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.6 16.1 … … … … … … … CM-65 A691
CM-65 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 65 37 1.00 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.6 18.4 17.9 … … … … … … … CM-65

A691 CM-70 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 70 40 0.90 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.9 17.4 … … … … … … … CM-70 A691
CM-70 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … CM-70

A691 CM-75 20, 23, 30, 33 C–1∕2Mo 3 (1) (2) 75 43 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.7 … … … … … … … CM-75 A691
CM-75 21, 22, 31, 32 C–1∕2Mo 3 (1) (2) 75 43 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.7 … … … … … … … CM-75

A691 1∕2CR 20, 23 1∕2Cr–1∕2Mo 3 (1) (8) 55 33 0.90 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 14.1 13.8 12.9 8.3 5.3 … … … … 1∕2CR A691
1∕2CR 21, 22 1∕2Cr–1∕2Mo 3 (1) (8) 55 33 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.3 14.3 9.2 5.9 … … … … 1∕2CR

1∕2CR
20, 23, 30, 33,

40, 43 1∕2Cr–1∕2Mo 3 (1) (9) 70 45 0.90 18.0
18.0

18.0 18.0 18.0 18.0 18.0 18.0 18.0 18.0 17.6 16.7 8.3 5.3 … … … … 1∕2CR

1∕2CR
21, 22, 31, 32,

41, 42 1∕2Cr–1∕2Mo 3 (1) (9) 70 45 1.00 20.0
20.0

20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.5 18.6 9.2 5.9 … … … … 1∕2CR

A691 1CR 20, 23 1Cr–1∕2Mo 4 (1) (8) 55 33 0.90 14.1 13.9 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.6 13.2 10.2 6.5 4.1 2.5 … … 1CR A691
1CR 21, 22 1Cr–1∕2Mo 4 (1) (8) 55 33 1.00 15.7 15.4 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 14.7 11.3 7.2 4.5 2.8 … … 1CR
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)

1CR
20, 23, 30, 33,

40, 43 1Cr–1∕2Mo 4 (1) (9) 65 40 0.90 16.7 16.4 16.1 16.1 16.1 16.1 16.1 16.1 16.1 16.1 16.1 15.6 10.2 6.5 4.1 2.5 … … 1CR

1CR
21, 22, 31, 32,

41, 42 1Cr–1∕2Mo 4 (1) (9) 65 40 1.00 18.6 18.2 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.4 11.3 7.2 4.5 2.8 … … 1CR
A691 11∕4CR 20, 23 11∕4Cr–1∕2Mo–Si 4 (1) (8) 60 35 0.90 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.1 14.7 12.3 8.4 5.7 3.8 2.5 … … 11∕4CR A691

11∕4CR 21, 22 11∕4Cr–1∕2Mo–Si 4 (1) (8) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 16.8 16.4 13.7 9.3 6.3 4.2 2.8 … … 11∕4CR

11∕4CR
20, 23, 30, 33,

40, 43 11∕4Cr–1∕2Mo–Si 4 (1) (9) 75 45 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.2 12.3 8.4 5.7 3.8 2.5 … … 11∕4CR

11∕4CR
21, 22, 31, 32,

41, 42 11∕4Cr–1∕2Mo–Si 4 (1) (9) 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … 11∕4CR

A691 21∕4CR 20, 23 21∕4Cr–1Mo 5A (1) (5) (8) 60 30 0.90 15.4 15.4 15.0 14.9 14.8 14.6 14.4 14.2 14.0 13.7 13.4 13.0 10.3 7.0 4.6 2.9 … … 21∕4CR A691
21∕4CR 21, 22 21∕4Cr–1Mo 5A (1) (5) (8) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … 21∕4CR

21∕4CR
20, 23, 30, 33,

40, 43 21∕4Cr–1Mo 5A (1) (5) (9) 75 45 0.90 19.3 19.3 18.8 18.6 18.5 18.3 18.2 18.0 17.7 17.4 16.8 14.2 10.3 7.0 4.6 2.9 … … 21∕4CR

21∕4CR
21, 22, 31, 32,

41, 42 21∕4Cr–1Mo 5A (1) (5) (9) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … 21∕4CR

A691 3CR 20, 23 3Cr–1Mo 5A (1) (8) 60 30 0.90 15.4 15.4 15.0 15.0 15.0 15.0 15.0 15.0 15.0 15.0 14.4 10.8 8.1 6.3 5.0 3.6 … … 3CR A691
3CR 21, 22 3Cr–1Mo 5A (1) (8) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … 3CR

3CR
20, 23, 30, 33,

40, 43 3Cr–1Mo 5A (1) (9) 75 45 0.90 19.3 19.3 18.8 18.6 18.5 18.3 18.2 18.0 17.7 17.4 16.3 11.8 8.6 6.1 4.4 2.9 … … 3CR

3CR
21, 22, 31, 32,

41, 42 3Cr–1Mo 5A (1) (9) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … 3CR

A691 5CR 20, 23 5Cr–1∕2Mo 5B (1) (8) 60 30 0.90 15.4 15.4 14.9 14.8 14.8 14.6 14.3 14.0 13.6 13.1 12.5 9.8 7.2 5.2 3.8 2.6 1.6 0.9 5CR A691
5CR 21, 22 5Cr–1∕2Mo 5B (1) (8) 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5CR

5CR
20, 23, 30, 33,

40, 43 5Cr–1∕2Mo 5B (1) (9) 75 45 0.90 19.3 19.2 18.7 18.5 18.5 18.2 17.9 17.5 17.0 16.4 12.9 9.8 7.2 5.2 3.8 2.6 1.6 0.9 5CR

5CR
21, 22, 31, 32,

41, 42 5Cr–1∕2Mo 5B (1) (9) 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5CR

A691 91
Type 1; 40, 43,

50, 53 9Cr–1Mo–V 15E (1) (9) 85 60 0.90 21.9 21.9 21.9 21.8 21.7 21.4 21.0 20.6 20.0 19.2 18.3 17.2 16.0 14.5 11.0 7.8 5.1 3.2 91 A691

91
Type 1; 41, 42,

51, 52 9Cr–1Mo–V 15E (1) (9) 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 91

91
Type 2; 40, 43,

50, 53 9Cr–1Mo–V 15E (1) (9) 85 60 0.90 21.9 21.9 21.9 21.8 21.7 21.4 21.0 20.6 20.0 19.2 18.3 17.2 16.0 14.7 11.3 8.2 5.5 3.3 91

91
Type 2; 41, 42,

51, 52 9Cr–1Mo–V 15E (1) (9) 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 91

Plate Plate
A387 2 1 1∕2Cr–1∕2Mo 3 … 55 33 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.3 14.3 9.2 5.9 … … … … 2 A387

2 2 1∕2Cr–1∕2Mo 3 (1) 70 45 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.5 18.6 9.2 5.9 … … … … 2
5 1 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5
5 2 5Cr–1∕2Mo 5B (1) 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5

A387 11 1 11∕4Cr–1∕2Mo–Si 4 … 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 16.8 16.4 13.7 9.3 6.3 4.2 2.8 … … 11 A387
11 2 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … 11
12 1 1Cr–1∕2Mo 4 … 55 33 1.00 15.7 15.4 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 14.7 11.3 7.2 4.5 2.8 … … 12
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Electric Fusion Welded Pipe — Filler Metal Added Electric Fusion Welded Pipe — Filler Metal Added (Cont’d)

1CR
20, 23, 30, 33,

40, 43 1Cr–1∕2Mo 4 (1) (9) 65 40 0.90 16.7 16.4 16.1 16.1 16.1 16.1 16.1 16.1 16.1 16.1 16.1 15.6 10.2 6.5 4.1 2.5 … … 1CR

1CR
21, 22, 31, 32,

41, 42 1Cr–1∕2Mo 4 (1) (9) 65 40 1.00 18.6 18.2 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.4 11.3 7.2 4.5 2.8 … … 1CR
A691 11∕4CR 20, 23 11∕4Cr–1∕2Mo–Si 4 (1) (8) 60 35 0.90 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.4 15.1 14.7 12.3 8.4 5.7 3.8 2.5 … … 11∕4CR A691

11∕4CR 21, 22 11∕4Cr–1∕2Mo–Si 4 (1) (8) 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 16.8 16.4 13.7 9.3 6.3 4.2 2.8 … … 11∕4CR

11∕4CR
20, 23, 30, 33,

40, 43 11∕4Cr–1∕2Mo–Si 4 (1) (9) 75 45 0.90 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 19.3 18.2 12.3 8.4 5.7 3.8 2.5 … … 11∕4CR

11∕4CR
21, 22, 31, 32,

41, 42 11∕4Cr–1∕2Mo–Si 4 (1) (9) 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … 11∕4CR

A691 21∕4CR 20, 23 21∕4Cr–1Mo 5A (1) (5) (8) 60 30 0.90 15.4 15.4 15.0 14.9 14.8 14.6 14.4 14.2 14.0 13.7 13.4 13.0 10.3 7.0 4.6 2.9 … … 21∕4CR A691
21∕4CR 21, 22 21∕4Cr–1Mo 5A (1) (5) (8) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … 21∕4CR

21∕4CR
20, 23, 30, 33,

40, 43 21∕4Cr–1Mo 5A (1) (5) (9) 75 45 0.90 19.3 19.3 18.8 18.6 18.5 18.3 18.2 18.0 17.7 17.4 16.8 14.2 10.3 7.0 4.6 2.9 … … 21∕4CR

21∕4CR
21, 22, 31, 32,

41, 42 21∕4Cr–1Mo 5A (1) (5) (9) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … 21∕4CR

A691 3CR 20, 23 3Cr–1Mo 5A (1) (8) 60 30 0.90 15.4 15.4 15.0 15.0 15.0 15.0 15.0 15.0 15.0 15.0 14.4 10.8 8.1 6.3 5.0 3.6 … … 3CR A691
3CR 21, 22 3Cr–1Mo 5A (1) (8) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … 3CR

3CR
20, 23, 30, 33,

40, 43 3Cr–1Mo 5A (1) (9) 75 45 0.90 19.3 19.3 18.8 18.6 18.5 18.3 18.2 18.0 17.7 17.4 16.3 11.8 8.6 6.1 4.4 2.9 … … 3CR

3CR
21, 22, 31, 32,

41, 42 3Cr–1Mo 5A (1) (9) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … 3CR

A691 5CR 20, 23 5Cr–1∕2Mo 5B (1) (8) 60 30 0.90 15.4 15.4 14.9 14.8 14.8 14.6 14.3 14.0 13.6 13.1 12.5 9.8 7.2 5.2 3.8 2.6 1.6 0.9 5CR A691
5CR 21, 22 5Cr–1∕2Mo 5B (1) (8) 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5CR

5CR
20, 23, 30, 33,

40, 43 5Cr–1∕2Mo 5B (1) (9) 75 45 0.90 19.3 19.2 18.7 18.5 18.5 18.2 17.9 17.5 17.0 16.4 12.9 9.8 7.2 5.2 3.8 2.6 1.6 0.9 5CR

5CR
21, 22, 31, 32,

41, 42 5Cr–1∕2Mo 5B (1) (9) 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5CR

A691 91
Type 1; 40, 43,

50, 53 9Cr–1Mo–V 15E (1) (9) 85 60 0.90 21.9 21.9 21.9 21.8 21.7 21.4 21.0 20.6 20.0 19.2 18.3 17.2 16.0 14.5 11.0 7.8 5.1 3.2 91 A691

91
Type 1; 41, 42,

51, 52 9Cr–1Mo–V 15E (1) (9) 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 91

91
Type 2; 40, 43,

50, 53 9Cr–1Mo–V 15E (1) (9) 85 60 0.90 21.9 21.9 21.9 21.8 21.7 21.4 21.0 20.6 20.0 19.2 18.3 17.2 16.0 14.7 11.3 8.2 5.5 3.3 91

91
Type 2; 41, 42,

51, 52 9Cr–1Mo–V 15E (1) (9) 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 91

Plate Plate
A387 2 1 1∕2Cr–1∕2Mo 3 … 55 33 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.3 14.3 9.2 5.9 … … … … 2 A387

2 2 1∕2Cr–1∕2Mo 3 (1) 70 45 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.5 18.6 9.2 5.9 … … … … 2
5 1 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5
5 2 5Cr–1∕2Mo 5B (1) 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 5

A387 11 1 11∕4Cr–1∕2Mo–Si 4 … 60 35 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 17.1 16.8 16.4 13.7 9.3 6.3 4.2 2.8 … … 11 A387
11 2 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … 11
12 1 1Cr–1∕2Mo 4 … 55 33 1.00 15.7 15.4 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 15.1 14.7 11.3 7.2 4.5 2.8 … … 12
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate Plate (Cont’d)
12 2 1Cr–1∕2Mo 4 … 65 40 1.00 18.6 18.2 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.4 11.3 7.2 4.5 2.8 … … 12

A387 21 1 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … 21 A387
21 2 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … 21
22 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … 22
22 2 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … 22

A387 91 Type 1 9Cr–1Mo–1V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 91 A387
91 Type 2 9Cr–1Mo–1V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 91

SA/EN
10028-2 15NiCuMoNb5-6-4 … 15NiCuMoNb … (15) 88 67 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … 15NiCuMoNb

SA/EN
10028-2

15NiCuMoNb5-6-4 … 15NiCuMoNb … (16) 88 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … 15NiCuMoNb
15NiCuMoNb5-6-4 … 15NiCuMoNb … (17) 87 62 1.00 25.1 25.1 24.5 24.5 24.5 24.5 24.5 24.5 … … … … … … … … … … 15NiCuMoNb
15NiCuMoNb5-6-4 … 15NiCuMoNb … (18) 86 61 1.00 24.6 24.6 23.9 23.9 23.9 23.9 23.9 23.9 … … … … … … … … … … 15NiCuMoNb

Forgings Forgings
A182 F1 … C–1∕2Mo 3 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … F1

F2 … 1∕2Cr–1∕2Mo 3 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 18.6 9.2 5.9 … … … … F2
F5 … 5Cr–1∕2Mo 5B … 70 40 1.00 20.0 20.0 19.4 19.2 19.2 18.9 18.6 18.2 17.6 17.0 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5
F5a … 5Cr–1∕2Mo 5B … 90 65 1.00 25.7 25.7 24.9 24.7 24.6 24.3 23.9 23.4 22.7 19.1 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5a

A182 F11 Class 1 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … F11
F11 Class 2 11∕4Cr–1∕2Mo–Si 4 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.7 19.2 18.7 13.7 9.3 6.3 4.2 2.8 … … F11
F11 Class 3 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … F11
F12 Class 1 1Cr–1∕2Mo 4 … 60 30 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … F12
F12 Class 2 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … F12
F21 … 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … F21
F22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … F22
F22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … F22
F36 Class 1 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 90 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … F36
F36 Class 2 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 95.5 66.5 1.00 27.3 27.3 26.6 26.6 26.6 26.6 26.6 26.6 … … … … … … … … … … F36
F9 … 9Cr–1Mo 5B … 85 55 1.00 24.3 24.2 23.5 23.4 23.3 22.9 22.6 22.1 21.4 20.6 19.6 16.4 11.0 7.4 5.0 3.3 2.2 1.5 F9
F91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 F91
F91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 F91

A336 F1 … C–1∕2Mo 3 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 13.7 8.2 4.8 … … … … F1 A336
F5 … 5Cr–1∕2Mo 5B … 60 36 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5
F5A … 5Cr–1∕2Mo 5B … 80 50 1.00 22.9 22.8 22.1 22.0 21.9 21.6 21.3 20.8 20.2 19.1 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5A
F11 Class 1 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … F11
F11 Class 2 11∕4Cr–1∕2Mo–Si 4 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.7 19.2 18.7 13.7 9.3 6.3 4.2 2.8 … … F11
F11 Class 3 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … F11
F12 … 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … F12
F21 Class 1 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 2.7 1.5 F21
F21 Class 3 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 2.4 1.3 F21
F22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … F22
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate Plate (Cont’d)
12 2 1Cr–1∕2Mo 4 … 65 40 1.00 18.6 18.2 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.9 17.4 11.3 7.2 4.5 2.8 … … 12

A387 21 1 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 … … 21 A387
21 2 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … 21
22 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … 22
22 2 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … 22

A387 91 Type 1 9Cr–1Mo–1V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.1 12.2 8.7 5.7 3.5 91 A387
91 Type 2 9Cr–1Mo–1V 15E … 85 60 1.00 24.3 24.3 24.3 24.2 24.1 23.7 23.4 22.9 22.2 21.3 20.3 19.1 17.8 16.3 12.6 9.1 6.1 3.7 91

SA/EN
10028-2 15NiCuMoNb5-6-4 … 15NiCuMoNb … (15) 88 67 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … 15NiCuMoNb

SA/EN
10028-2

15NiCuMoNb5-6-4 … 15NiCuMoNb … (16) 88 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … 15NiCuMoNb
15NiCuMoNb5-6-4 … 15NiCuMoNb … (17) 87 62 1.00 25.1 25.1 24.5 24.5 24.5 24.5 24.5 24.5 … … … … … … … … … … 15NiCuMoNb
15NiCuMoNb5-6-4 … 15NiCuMoNb … (18) 86 61 1.00 24.6 24.6 23.9 23.9 23.9 23.9 23.9 23.9 … … … … … … … … … … 15NiCuMoNb

Forgings Forgings
A182 F1 … C–1∕2Mo 3 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 … … … … … … … F1

F2 … 1∕2Cr–1∕2Mo 3 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 18.6 9.2 5.9 … … … … F2
F5 … 5Cr–1∕2Mo 5B … 70 40 1.00 20.0 20.0 19.4 19.2 19.2 18.9 18.6 18.2 17.6 17.0 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5
F5a … 5Cr–1∕2Mo 5B … 90 65 1.00 25.7 25.7 24.9 24.7 24.6 24.3 23.9 23.4 22.7 19.1 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5a

A182 F11 Class 1 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … F11
F11 Class 2 11∕4Cr–1∕2Mo–Si 4 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.7 19.2 18.7 13.7 9.3 6.3 4.2 2.8 … … F11
F11 Class 3 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … F11
F12 Class 1 1Cr–1∕2Mo 4 … 60 30 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … F12
F12 Class 2 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … F12
F21 … 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 … … F21
F22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … F22
F22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … F22
F36 Class 1 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 90 64 1.00 25.7 25.7 25.1 25.1 25.1 25.1 25.1 25.1 … … … … … … … … … … F36
F36 Class 2 1.15Ni–0.65Cu–Mo–Cb … (12) (13) 95.5 66.5 1.00 27.3 27.3 26.6 26.6 26.6 26.6 26.6 26.6 … … … … … … … … … … F36
F9 … 9Cr–1Mo 5B … 85 55 1.00 24.3 24.2 23.5 23.4 23.3 22.9 22.6 22.1 21.4 20.6 19.6 16.4 11.0 7.4 5.0 3.3 2.2 1.5 F9
F91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 F91
F91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 F91

A336 F1 … C–1∕2Mo 3 (2) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 19.3 13.7 8.2 4.8 … … … … F1 A336
F5 … 5Cr–1∕2Mo 5B … 60 36 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5
F5A … 5Cr–1∕2Mo 5B … 80 50 1.00 22.9 22.8 22.1 22.0 21.9 21.6 21.3 20.8 20.2 19.1 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 F5A
F11 Class 1 11∕4Cr–1∕2Mo–Si 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … F11
F11 Class 2 11∕4Cr–1∕2Mo–Si 4 … 70 40 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.7 19.2 18.7 13.7 9.3 6.3 4.2 2.8 … … F11
F11 Class 3 11∕4Cr–1∕2Mo–Si 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … F11
F12 … 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … F12
F21 Class 1 3Cr–1Mo 5A … 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.0 12.0 9.0 7.0 5.5 4.0 2.7 1.5 F21
F21 Class 3 3Cr–1Mo 5A … 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.1 13.1 9.5 6.8 4.9 3.2 2.4 1.3 F21
F22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … F22
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings Forgings (Cont’d)
F22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … F22
F91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 F91
F91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 F91

A350 LF3 … 31∕2Ni 9B (1) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 18.8 17.9 … … … … … … … … … … … LF3 A350
LF4 … 3∕4Cr–3∕4Ni–Cu–Al 4 (1) 60 … 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 … … … … … … … … … … … LF4
LF5 Class 1 11∕2Ni 9A (1) 60 30 1.00 17.1 16.5 15.7 15.3 15.3 … … … … … … … … … … … … … LF5
LF5 Class 2 11∕2Ni 9A (1) 70 37 1.00 20.0 19.2 18.3 17.8 17.8 … … … … … … … … … … … … … LF5
LF9 … 2Ni–1Cu 9A (1) 63 46 1.00 18.0 … … … … … … … … … … … … … … … … … LF9

Wrought Fittings (Seamless and Welded) Wrought Fittings (Seamless and Welded)
A234 WP1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … WP1 A234

WP5 Class 1 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 WP5
WP5 Class 3 5Cr–1∕2Mo 5B … 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 WP5
WP9 Class 1 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 WP9
WP11 Class 1 11∕4Cr–1∕2Mo 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … WP11
WP11 Class 3 11∕4Cr–1∕2Mo 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … WP11
WP12 Class 1 1Cr–1∕2Mo 4 (6) 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … WP12
WP12 Class 2 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … WP12

A234 WP22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … WP22 A234
WP22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … WP22
WP91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 WP91
WP91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 WP91

Castings Castings
A217 WC1 … C–1∕2Mo 3 (2) (3) (4) 65 35 0.80 14.9 14.9 14.9 14.9 14.9 14.9 14.9 14.7 14.3 13.9 13.5 … … … … … … … WC1 A217

WC4 … 1Ni–1∕2Cr–1∕2Mo 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.4 12.0 7.4 4.7 … … … … WC4
WC5 … 3∕4Ni–1Mo–3∕4Cr 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.4 13.0 8.8 5.5 3.7 2.2 … … WC5
WC6 … 11∕4Cr–1∕2Mo 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.8 15.4 15.0 11.0 7.4 5.0 3.4 2.2 … … WC6

A217 WC9 … 21∕4Cr–1Mo 5A (3) (4) 70 40 0.80 16.0 16.0 15.8 15.5 15.4 15.4 15.3 15.0 14.8 14.3 13.8 12.6 9.1 6.2 4.1 2.6 … … WC9 A217
C5 … 5Cr–1∕2Mo 5B (3) (4) 90 60 0.80 20.6 20.6 19.9 19.8 19.7 19.4 19.1 18.7 18.2 15.3 11.4 8.7 6.4 4.6 3.4 2.3 1.4 0.8 C5
C12 … 9Cr–1Mo 5B (3) (4) 90 60 0.80 20.6 20.6 19.9 19.8 19.7 19.4 19.1 18.7 18.2 17.4 16.6 13.1 8.8 5.9 4.0 2.6 1.8 1.2 C12
C12A … 9Cr–1Mo–V 15E (4) (14) 85 60 0.80 19.4 19.4 18.9 18.2 17.6 17.1 16.8 16.5 16.2 15.8 15.3 14.8 14.2 11.4 9.1 7.0 5.2 3.4 C12A

A1091 C91 1 9Cr–1Mo–V 15E (4) (14) 85 60 0.80 19.4 19.4 18.9 18.2 17.6 17.1 16.8 16.5 16.2 15.8 15.3 14.8 14.2 11.4 9.1 7.0 5.2 3.4 C91 A1091
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Spec.
No. Grade Type or Class

Nominal
Composition P-No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings Forgings (Cont’d)
F22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … F22
F91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 F91
F91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 F91

A350 LF3 … 31∕2Ni 9B (1) 70 40 1.00 20.0 20.0 20.0 20.0 20.0 18.8 17.9 … … … … … … … … … … … LF3 A350
LF4 … 3∕4Cr–3∕4Ni–Cu–Al 4 (1) 60 … 1.00 17.1 17.1 17.1 17.1 17.1 17.1 17.1 … … … … … … … … … … … LF4
LF5 Class 1 11∕2Ni 9A (1) 60 30 1.00 17.1 16.5 15.7 15.3 15.3 … … … … … … … … … … … … … LF5
LF5 Class 2 11∕2Ni 9A (1) 70 37 1.00 20.0 19.2 18.3 17.8 17.8 … … … … … … … … … … … … … LF5
LF9 … 2Ni–1Cu 9A (1) 63 46 1.00 18.0 … … … … … … … … … … … … … … … … … LF9

Wrought Fittings (Seamless and Welded) Wrought Fittings (Seamless and Welded)
A234 WP1 … C–1∕2Mo 3 (2) 55 30 1.00 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.7 15.4 14.9 14.5 … … … … … … … WP1 A234

WP5 Class 1 5Cr–1∕2Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 10.9 8.0 5.8 4.2 2.9 1.8 1.0 WP5
WP5 Class 3 5Cr–1∕2Mo 5B … 75 45 1.00 21.4 21.4 20.8 20.6 20.5 20.2 19.9 19.5 18.9 18.2 14.3 10.9 8.0 5.8 4.2 2.9 1.8 1.0 WP5
WP9 Class 1 9Cr–1Mo 5B … 60 30 1.00 17.1 17.1 16.6 16.5 16.4 16.2 15.9 15.6 15.1 14.5 13.8 13.0 10.6 7.4 5.0 3.3 2.2 1.5 WP9
WP11 Class 1 11∕4Cr–1∕2Mo 4 … 60 30 1.00 17.1 17.1 17.1 16.8 16.2 15.7 15.4 15.1 14.8 14.4 14.0 13.6 9.3 6.3 4.2 2.8 … … WP11
WP11 Class 3 11∕4Cr–1∕2Mo 4 … 75 45 1.00 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 21.4 20.2 13.7 9.3 6.3 4.2 2.8 … … WP11
WP12 Class 1 1Cr–1∕2Mo 4 (6) 60 32 1.00 17.1 16.8 16.5 16.5 16.5 16.3 16.0 15.8 15.5 15.3 14.9 14.5 11.3 7.2 4.5 2.8 … … WP12
WP12 Class 2 1Cr–1∕2Mo 4 … 70 40 1.00 20.0 19.6 19.2 19.2 19.2 19.2 19.2 19.2 19.2 19.1 18.6 18.0 11.3 7.2 4.5 2.8 … … WP12

A234 WP22 Class 1 21∕4Cr–1Mo 5A (5) 60 30 1.00 17.1 17.1 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 16.6 13.6 10.8 8.0 5.7 3.8 … … WP22 A234
WP22 Class 3 21∕4Cr–1Mo 5A (5) 75 45 1.00 21.4 21.4 20.9 20.6 20.5 20.4 20.2 20.0 19.7 19.3 18.7 15.8 11.4 7.8 5.1 3.2 … … WP22
WP91 Type 1 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.1 12.2 8.7 5.7 3.5 WP91
WP91 Type 2 9Cr–1Mo–V 15E … 90 60 1.00 25.7 25.7 25.7 25.6 25.5 25.1 24.7 24.2 23.5 22.6 21.5 20.2 18.8 16.7 12.6 9.1 6.1 3.7 WP91

Castings Castings
A217 WC1 … C–1∕2Mo 3 (2) (3) (4) 65 35 0.80 14.9 14.9 14.9 14.9 14.9 14.9 14.9 14.7 14.3 13.9 13.5 … … … … … … … WC1 A217

WC4 … 1Ni–1∕2Cr–1∕2Mo 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.4 12.0 7.4 4.7 … … … … WC4
WC5 … 3∕4Ni–1Mo–3∕4Cr 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.4 13.0 8.8 5.5 3.7 2.2 … … WC5
WC6 … 11∕4Cr–1∕2Mo 4 (3) (4) 70 40 0.80 16.0 16.0 16.0 16.0 16.0 16.0 16.0 16.0 15.8 15.4 15.0 11.0 7.4 5.0 3.4 2.2 … … WC6

A217 WC9 … 21∕4Cr–1Mo 5A (3) (4) 70 40 0.80 16.0 16.0 15.8 15.5 15.4 15.4 15.3 15.0 14.8 14.3 13.8 12.6 9.1 6.2 4.1 2.6 … … WC9 A217
C5 … 5Cr–1∕2Mo 5B (3) (4) 90 60 0.80 20.6 20.6 19.9 19.8 19.7 19.4 19.1 18.7 18.2 15.3 11.4 8.7 6.4 4.6 3.4 2.3 1.4 0.8 C5
C12 … 9Cr–1Mo 5B (3) (4) 90 60 0.80 20.6 20.6 19.9 19.8 19.7 19.4 19.1 18.7 18.2 17.4 16.6 13.1 8.8 5.9 4.0 2.6 1.8 1.2 C12
C12A … 9Cr–1Mo–V 15E (4) (14) 85 60 0.80 19.4 19.4 18.9 18.2 17.6 17.1 16.8 16.5 16.2 15.8 15.3 14.8 14.2 11.4 9.1 7.0 5.2 3.4 C12A

A1091 C91 1 9Cr–1Mo–V 15E (4) (14) 85 60 0.80 19.4 19.4 18.9 18.2 17.6 17.1 16.8 16.5 16.2 15.8 15.3 14.8 14.2 11.4 9.1 7.0 5.2 3.4 C91 A1091

Table A-2
Low and Intermediate Alloy Steel (Cont’d)
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Table A-2
Low and Intermediate Alloy Steel (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers indicated in this table are identical to those adopted by ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(f) The tabulated stress values are S×E (weld joint efficiency factor) or S×F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratings of piping components, as published in standards referenced in this Code, may be used for components

meeting the requirements of those standards. The allowable stress values given in this table are for use in designingpiping components that
are not manufactured in accordance with referenced standards.

(h) All the materials listed are classifed as ferritic (see Table 104.1.2-1).
(i) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(j) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Upon prolonged exposure to temperatures above 800°F (427°C), the carbide phase of carbon–molybdenum steel may be converted to

graphite.
(3) These allowable stress values apply to normalized and tempered material only.
(4) The material quality factors and allowable stress values for these materials may be increased in accordance with para. 102.4.6.
(5) For use at temperatures above 850°F, the carbon content of the base material and, where applicable, weld filler metal shall be 0.05% or

higher. See para. 124.2(d).
(6) IfASTMA234GradeWP12 fittingsaremade fromASTMA387Grade12Class1plate, theallowable stressvalues shall be reducedby the ratio

of 55 divided by 60 in the temperature range −20°F through 850°F. At 900°F through 1,100°F, the values shown may be used.
(7) Themutual quality factor for centrifugally cast pipe (0.85) is basedonall surfaces beingmachined, after heat treatment, to a surface finishof

250 μin. arithmetic average deviation or better.
(8) These allowable stress values are for pipe fabricated from ASTM A387 Class 1 plate in the annealed condition.
(9) These allowable stress values are for pipe fabricated from ASTM A387 Class 2 plate.
(10) DELETED
(11) DELETED
(12) Separate weld procedure and performance qualifications shall apply for both classes of this material. The postweld heat treatment shall be

in accordance with para. 132.1.3.
(13) CAUTIONARY NOTE: Corrosion fatigue occurs by the combined actions of cyclic loading and a corrosive environment. In piping systems,

corrosion fatigue ismore likely to occur in portions ofwater systemswith low strain rates (<1.0%/sec), higher temperatures [above 300°F
(150°C)], and higher dissolved oxygen (>0.04 ppm), with a preference toward regionswith increased local stresses.While themechanisms
of crack initiation and growth are complex and not fully understood, there is consensus that the twomajor factors are strain andwaterside
environment. Strain excursions of sufficient magnitude to fracture the protective oxide layer play a major role. In terms of the waterside
environment, high levels of dissolved oxygen andpHexcursions are known to bedetrimental. Historically, the steels applied in thesewater-
touched components have had the minimum specified yield strengths in the range of 27 ksi to 45 ksi (185 MPa to 310MPa) and minimum
specified tensile strengths in the range of 47 ksi to 80ksi (325MPa to 550MPa). As thesematerials are supplantedby higher strength steels,
some have concern that the higher design stresses and thinner wall thicknesses will render components more vulnerable to failures by
corrosion fatigue. Thus, when employing such higher strength steels for water systems, it is desirable to use best practices in design by
minimizing localized strain concentrations, in control ofwater chemistry andduring lay-upby limitingdissolvedoxygen andpHexcursions,
and in operation by conservative startup, shutdown, and turndown practices.

(14) For additional requirements for this material, see para. 125.1.
(15) These allowable stress values apply to thicknesses less than or equal to 11∕2 in. (40 mm).
(16) These allowable stress values apply to thicknesses greater than 11∕2 in. (40 mm) and less than or equal to 21∕2 in. (60 mm).
(17) These allowable stress values apply to thicknesses greater than 21∕2 in. (60 mm) and less than or equal to 4 in. (100 mm).
(18) These allowable stress values apply to thicknesses greater than 4 in. (100 mm) and less than or equal to 6 in. (150 mm).
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic
A213 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A213

TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H

A213 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A213
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A213 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A213
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A213 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A213
TP309H … S30909 23Cr–12Ni 8 … 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H
TP310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H

A213 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A213
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H

A213 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A213
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A213 TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (10) 75 30 1.00 20.0 17.7 15.8 14.3 13.2 12.4 12.2 12.0 11.9 11.8 11.7 11.6 11.5 11.4 11.2 11.0 9.8 7.4 TP316Ti A213
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.4 17.8 16.8 16.5 16.2 16.0 15.9 15.8 15.7 15.5 15.3 15.1 12.3 9.8 7.4 TP316Ti
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP317
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP317
TP317L … S31703 18Cr–13Ni–3Mo 8 (1) 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … TP317L
TP317L … S31703 18Cr–13Ni–3Mo 8 (1) (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … TP317L

A213 TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A213
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A213 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A213
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H

Table A-3
ð22Þ Stainless Steels
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic
A213 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A213

TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H

A213 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A213
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A213 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A213
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A213 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A213
TP309H … S30909 23Cr–12Ni 8 … 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H
TP310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H

A213 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A213
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H

A213 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A213
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A213 TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (10) 75 30 1.00 20.0 17.7 15.8 14.3 13.2 12.4 12.2 12.0 11.9 11.8 11.7 11.6 11.5 11.4 11.2 11.0 9.8 7.4 TP316Ti A213
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.4 17.8 16.8 16.5 16.2 16.0 15.9 15.8 15.7 15.5 15.3 15.1 12.3 9.8 7.4 TP316Ti
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP317
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP317
TP317L … S31703 18Cr–13Ni–3Mo 8 (1) 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … TP317L
TP317L … S31703 18Cr–13Ni–3Mo 8 (1) (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … TP317L

A213 TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A213
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A213 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A213
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
A213 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A213

TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP348H

A312 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A312
TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H

A312 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A312
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A312 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A312
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A312 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A312
TP309H … S30909 23Cr–12Ni 8 … 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H
TP310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H

A312 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A312
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H

A312 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A312
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A312 TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … TP317LMN A312
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … TP317LMN
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (10) 75 30 1.00 20.0 17.7 15.8 14.3 13.2 12.4 12.2 12.0 11.9 11.8 11.7 11.6 11.5 11.4 11.2 11.0 9.8 7.4 TP316Ti
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.4 17.8 16.8 16.5 16.2 16.0 15.9 15.8 15.7 15.5 15.3 15.1 12.3 9.8 7.4 TP316Ti

A312 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP317 A312
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP317
TP317L … S31703 18Cr–13Ni–3Mo 8 … 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … TP317L
TP317L … S31703 18Cr–13Ni–3Mo 8 (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … TP317L

A312 TP321 … S32100 18Cr–10Ni–Ti 8 (10) (30) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A312
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (30) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
A213 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A213

TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP348H

A312 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A312
TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H

A312 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A312
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A312 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A312
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A312 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A312
TP309H … S30909 23Cr–12Ni 8 … 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H
TP310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H

A312 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A312
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H

A312 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A312
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A312 TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … TP317LMN A312
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … TP317LMN
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (10) 75 30 1.00 20.0 17.7 15.8 14.3 13.2 12.4 12.2 12.0 11.9 11.8 11.7 11.6 11.5 11.4 11.2 11.0 9.8 7.4 TP316Ti
TP316Ti … S31635 16Cr–12Ni–2Mo–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.4 17.8 16.8 16.5 16.2 16.0 15.9 15.8 15.7 15.5 15.3 15.1 12.3 9.8 7.4 TP316Ti

A312 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP317 A312
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP317
TP317L … S31703 18Cr–13Ni–3Mo 8 … 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … TP317L
TP317L … S31703 18Cr–13Ni–3Mo 8 (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … TP317L

A312 TP321 … S32100 18Cr–10Ni–Ti 8 (10) (30) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A312
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (30) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
TP321H … S32109 18Cr–10Ni–Ti 8 (9) (30) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A312 TP321 … S32100 18Cr–10Ni–Ti 8 (10) (31) 70 25 1.00 16.7 15.0 13.8 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.2 10.1 10.0 9.6 6.9 5.0 3.6 TP321 A312
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (31) 70 25 1.00 16.7 16.7 16.7 16.7 16.1 15.2 14.9 14.6 14.3 14.1 13.9 13.8 13.6 13.5 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 (31) 70 25 1.00 16.7 15.0 13.8 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.2 10.1 10.0 9.6 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) (31) 70 25 1.00 16.7 16.7 16.7 16.7 16.1 15.2 14.9 14.6 14.3 14.1 13.9 13.8 13.6 13.5 12.3 9.1 6.9 5.4 TP321H

A312 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A312
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H

A312 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A312
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP348H

A312 TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 … … … … TPXM-15 A312
TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 10.6 10.4 … … … … TPXM-15
TPXM-19 … S20910 22Cr–13Ni–5Mn 8 (1) 100 55 1.00 28.6 28.4 26.9 26.0 25.5 25.0 24.6 24.2 23.9 23.5 23.3 23.0 22.7 22.5 22.2 … … … TPXM-19
TPXM-19 … S20910 22Cr–13Ni–5Mn 8 (1) (9) 100 55 1.00 28.6 28.4 26.9 26.0 25.5 25.1 24.9 24.7 24.5 24.2 23.9 23.6 23.2 22.8 22.3 … … … TPXM-19
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …

A376 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A376
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A376 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A376
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A376 TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A376
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A376 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A376
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
TP321H … S32109 18Cr–10Ni–Ti 8 (9) (30) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A312 TP321 … S32100 18Cr–10Ni–Ti 8 (10) (31) 70 25 1.00 16.7 15.0 13.8 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.2 10.1 10.0 9.6 6.9 5.0 3.6 TP321 A312
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (31) 70 25 1.00 16.7 16.7 16.7 16.7 16.1 15.2 14.9 14.6 14.3 14.1 13.9 13.8 13.6 13.5 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 (31) 70 25 1.00 16.7 15.0 13.8 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.2 10.1 10.0 9.6 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) (31) 70 25 1.00 16.7 16.7 16.7 16.7 16.1 15.2 14.9 14.6 14.3 14.1 13.9 13.8 13.6 13.5 12.3 9.1 6.9 5.4 TP321H

A312 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A312
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H

A312 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A312
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP348H

A312 TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 … … … … TPXM-15 A312
TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 10.6 10.4 … … … … TPXM-15
TPXM-19 … S20910 22Cr–13Ni–5Mn 8 (1) 100 55 1.00 28.6 28.4 26.9 26.0 25.5 25.0 24.6 24.2 23.9 23.5 23.3 23.0 22.7 22.5 22.2 … … … TPXM-19
TPXM-19 … S20910 22Cr–13Ni–5Mn 8 (1) (9) 100 55 1.00 28.6 28.4 26.9 26.0 25.5 25.1 24.9 24.7 24.5 24.2 23.9 23.6 23.2 22.8 22.3 … … … TPXM-19
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …

A376 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A376
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304H
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 TP304N

A376 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A376
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316H
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 TP316N

A376 TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 TP321 A376
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 TP321H

A376 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP347 A376
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP347
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H

A376 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A376
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348

Seamless Pipe and Tube: Ferritic/Martensitic Seamless Pipe and Tube: Ferritic/Martensitic
A268 TP405 … S40500 12Cr–Al 7 (3) 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP405 A268

TP410 … S41000 13Cr 6 … 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP410
TP429 … S42900 15Cr 6 (3) 60 35 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP429
TP430 … S43000 17Cr 7 (3) 60 35 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP430
TPXM-27 … S44627 26Cr–1Mo 10I (1) (2) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … TPXM-27
TP446-1 … S44600 27Cr 10I … 70 40 1.00 20.0 20.0 19.3 18.8 18.4 17.9 17.7 … … … … … … … … … … … TP446-1
TPXM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 1.00 19.4 19.4 19.3 19.0 18.8 18.4 18.1 … … … … … … … … … … … TPXM-33

Seamless Pipe and Tube: Ferritic/Austenitic Seamless Pipe and Tube: Ferritic/Austenitic
A789 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A789

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 1.00 28.6 27.7 26.1 25.8 25.8 25.8 25.8 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

A790 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A790
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 26.3 24.8 24.5 24.5 24.5 24.5 … … … … … … … … … … … S32003
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

Centrifugally Cast Pipe: Austenitic Centrifugally Cast Pipe: Austenitic
A451 CPF8 … J92600 18Cr–8Ni 8 (1) (8) (10) (17) 70 30 0.85 17.0 14.2 12.7 11.7 11.0 10.5 10.2 9.9 9.8 9.5 9.4 9.2 9.0 8.8 8.1 6.4 5.1 4.1 CPF8 A451

CPF8 … J92600 18Cr–8Ni 8 (1) (8) (9) (10) (17) 70 30 0.85 17.0 16.1 15.0 14.5 14.4 14.1 13.8 13.4 13.2 12.9 12.7 12.4 12.2 10.4 8.1 6.4 5.1 4.1 CPF8
CPF8C … J92710 18Cr–10Ni–Cb 8 (1) (8) (10) (17) 70 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.5 9.4 9.2 9.0 8.8 8.6 7.8 5.2 3.8 CPF8C
CPF8C … J92710 18Cr–10Ni–Cb 8 (1) (8) (9) (10) (17) 70 30 0.85 17.0 16.1 15.0 14.5 14.4 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.3 7.8 5.2 3.8 CPF8C
CPF8M … J92900 18Cr–9Ni–2Mo 8 (1) (8) (13) (17) 70 30 0.85 17.0 14.6 13.2 12.1 11.3 10.7 10.4 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 7.6 5.9 4.6 CPF8M
CPF8M … J92900 18Cr–9Ni–2Mo 8 (1) (8) (9) (13) (17) 70 30 0.85 17.0 17.0 16.5 16.3 15.2 14.4 14.1 13.8 13.6 13.5 13.3 13.2 13.1 12.6 9.8 7.6 5.9 4.6 CPF8M

A451 CPH8 … J93400 25Cr–12Ni 8 (1) (8) (10) (17) 65 28 0.85 15.8 13.0 12.0 11.5 11.1 10.8 10.5 10.3 10.0 9.7 9.4 9.1 8.7 8.4 7.2 5.5 4.3 3.2 CPH8 A451
CPH8 … J93400 25Cr–12Ni 8 (1) (8) (9) (10) (17) 65 28 0.85 15.8 14.4 13.4 13.1 13.1 13.1 13.0 12.9 12.8 12.5 12.2 11.8 11.3 9.4 7.2 5.5 4.3 3.2 CPH8
CPH10 … J93410 25Cr–12Ni 8 (1) (6) (8) (10) (17) (70) 30 0.85 17.0 13.9 12.8 12.3 11.9 11.5 11.3 11.0 10.7 10.4 10.0 9.7 7.8 5.0 3.2 2.1 1.3 0.85 CPH10
CPH10 … J93410 25Cr–12Ni 8 (1) (6) (8) (9) (10) (17) (70) 30 0.85 17.0 15.6 14.5 14.1 14.1 14.1 14.0 13.9 13.8 13.5 13.1 12.7 7.8 5.0 3.2 2.1 1.3 0.85 CPH10

A451 CPH20 … J93402 25Cr–12Ni 8 (1) (6) (8) (10) (17) (70) 30 0.85 17.0 13.9 12.8 12.3 11.9 11.5 11.3 11.0 10.7 10.4 10.0 9.7 9.4 9.0 7.2 5.5 4.3 3.2 CPH20 A451
CPH20 … J93402 25Cr–12Ni 8 (1) (6) (8) (9) (10) (17) (70) 30 0.85 17.0 15.6 14.5 14.1 14.1 14.1 14.0 13.9 13.8 13.5 13.1 12.7 12.1 9.4 7.2 5.5 4.3 3.2 CPH20
CPK20 … J94202 25Cr–20Ni 8 (1) (8) (10) (17) 65 28 0.85 15.8 13.0 12.0 11.5 11.1 10.8 10.5 10.3 10.0 9.7 9.4 9.1 8.7 8.4 8.1 7.2 6.2 5.1 CPK20
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube: Austenitic Seamless Pipe and Tube: Austenitic (Cont’d)
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 TP347H

A376 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 TP348 A376
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 TP348

Seamless Pipe and Tube: Ferritic/Martensitic Seamless Pipe and Tube: Ferritic/Martensitic
A268 TP405 … S40500 12Cr–Al 7 (3) 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP405 A268

TP410 … S41000 13Cr 6 … 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP410
TP429 … S42900 15Cr 6 (3) 60 35 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP429
TP430 … S43000 17Cr 7 (3) 60 35 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 … … … … … … … … … … TP430
TPXM-27 … S44627 26Cr–1Mo 10I (1) (2) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … TPXM-27
TP446-1 … S44600 27Cr 10I … 70 40 1.00 20.0 20.0 19.3 18.8 18.4 17.9 17.7 … … … … … … … … … … … TP446-1
TPXM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 1.00 19.4 19.4 19.3 19.0 18.8 18.4 18.1 … … … … … … … … … … … TPXM-33

Seamless Pipe and Tube: Ferritic/Austenitic Seamless Pipe and Tube: Ferritic/Austenitic
A789 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A789

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 1.00 28.6 27.7 26.1 25.8 25.8 25.8 25.8 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

A790 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A790
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 26.3 24.8 24.5 24.5 24.5 24.5 … … … … … … … … … … … S32003
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

Centrifugally Cast Pipe: Austenitic Centrifugally Cast Pipe: Austenitic
A451 CPF8 … J92600 18Cr–8Ni 8 (1) (8) (10) (17) 70 30 0.85 17.0 14.2 12.7 11.7 11.0 10.5 10.2 9.9 9.8 9.5 9.4 9.2 9.0 8.8 8.1 6.4 5.1 4.1 CPF8 A451

CPF8 … J92600 18Cr–8Ni 8 (1) (8) (9) (10) (17) 70 30 0.85 17.0 16.1 15.0 14.5 14.4 14.1 13.8 13.4 13.2 12.9 12.7 12.4 12.2 10.4 8.1 6.4 5.1 4.1 CPF8
CPF8C … J92710 18Cr–10Ni–Cb 8 (1) (8) (10) (17) 70 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.5 9.4 9.2 9.0 8.8 8.6 7.8 5.2 3.8 CPF8C
CPF8C … J92710 18Cr–10Ni–Cb 8 (1) (8) (9) (10) (17) 70 30 0.85 17.0 16.1 15.0 14.5 14.4 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.3 7.8 5.2 3.8 CPF8C
CPF8M … J92900 18Cr–9Ni–2Mo 8 (1) (8) (13) (17) 70 30 0.85 17.0 14.6 13.2 12.1 11.3 10.7 10.4 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 7.6 5.9 4.6 CPF8M
CPF8M … J92900 18Cr–9Ni–2Mo 8 (1) (8) (9) (13) (17) 70 30 0.85 17.0 17.0 16.5 16.3 15.2 14.4 14.1 13.8 13.6 13.5 13.3 13.2 13.1 12.6 9.8 7.6 5.9 4.6 CPF8M

A451 CPH8 … J93400 25Cr–12Ni 8 (1) (8) (10) (17) 65 28 0.85 15.8 13.0 12.0 11.5 11.1 10.8 10.5 10.3 10.0 9.7 9.4 9.1 8.7 8.4 7.2 5.5 4.3 3.2 CPH8 A451
CPH8 … J93400 25Cr–12Ni 8 (1) (8) (9) (10) (17) 65 28 0.85 15.8 14.4 13.4 13.1 13.1 13.1 13.0 12.9 12.8 12.5 12.2 11.8 11.3 9.4 7.2 5.5 4.3 3.2 CPH8
CPH10 … J93410 25Cr–12Ni 8 (1) (6) (8) (10) (17) (70) 30 0.85 17.0 13.9 12.8 12.3 11.9 11.5 11.3 11.0 10.7 10.4 10.0 9.7 7.8 5.0 3.2 2.1 1.3 0.85 CPH10
CPH10 … J93410 25Cr–12Ni 8 (1) (6) (8) (9) (10) (17) (70) 30 0.85 17.0 15.6 14.5 14.1 14.1 14.1 14.0 13.9 13.8 13.5 13.1 12.7 7.8 5.0 3.2 2.1 1.3 0.85 CPH10

A451 CPH20 … J93402 25Cr–12Ni 8 (1) (6) (8) (10) (17) (70) 30 0.85 17.0 13.9 12.8 12.3 11.9 11.5 11.3 11.0 10.7 10.4 10.0 9.7 9.4 9.0 7.2 5.5 4.3 3.2 CPH20 A451
CPH20 … J93402 25Cr–12Ni 8 (1) (6) (8) (9) (10) (17) (70) 30 0.85 17.0 15.6 14.5 14.1 14.1 14.1 14.0 13.9 13.8 13.5 13.1 12.7 12.1 9.4 7.2 5.5 4.3 3.2 CPH20
CPK20 … J94202 25Cr–20Ni 8 (1) (8) (10) (17) 65 28 0.85 15.8 13.0 12.0 11.5 11.1 10.8 10.5 10.3 10.0 9.7 9.4 9.1 8.7 8.4 8.1 7.2 6.2 5.1 CPK20
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Centrifugally Cast Pipe: Austenitic Centrifugally Cast Pipe: Austenitic (Cont’d)
CPK20 … J94202 25Cr–20Ni 8 (1) (8) (9) (10) (17) 65 28 0.85 15.8 14.4 13.4 13.1 13.1 13.1 13.0 12.9 12.8 12.5 12.2 11.8 11.3 9.6 8.3 7.2 6.2 5.1 CPK20

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic
A249 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304 A249

TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304H

A249 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 0.85 14.2 12.1 10.9 9.9 9.3 8.8 8.6 8.5 8.3 8.2 … … … … … … … … TP304L A249
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.3 11.1 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 0.85 19.4 16.2 14.2 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.0 9.8 9.6 9.4 8.3 6.6 5.2 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.5 17.3 16.0 15.2 14.9 14.6 14.4 14.1 13.8 13.6 13.3 13.0 10.5 8.3 6.6 5.2 TP304N

A249 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A249
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

A249 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 17.0 16.5 15.9 15.7 15.5 15.3 15.1 14.8 14.6 14.4 11.7 8.8 6.5 4.7 3.4 TP309H A249
TP309H … S30909 23Cr–12Ni 8 … 75 30 0.85 17.0 14.9 13.7 12.8 12.2 11.8 11.6 11.5 11.3 11.2 11.0 10.8 10.6 10.4 8.8 6.5 4.7 3.4 TP309H

A249 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316 A249
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316H

A249 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.85 14.2 12.1 10.8 9.9 9.3 8.8 8.7 8.5 8.3 8.1 8.0 7.8 7.7 7.5 7.3 7.2 7.1 5.4 TP316L A249
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.2 11.0 10.8 10.5 10.3 10.1 9.9 9.7 7.5 5.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 0.85 19.4 17.6 16.1 15.0 14.0 13.3 12.9 12.6 12.3 12.1 11.9 11.6 11.4 11.2 11.0 10.5 8.3 6.3 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.7 18.2 18.1 17.9 17.4 17.0 16.7 16.3 16.0 15.7 15.4 15.1 13.4 10.5 8.3 6.3 TP316N

A249 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP317 A249
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP317
TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 8.2 5.9 4.3 3.1 TP321
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 8.2 5.9 4.3 3.1 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 10.1 7.7 5.9 4.6 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 10.5 7.7 5.9 4.6 TP321H

A249 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP347 A249
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP347H

A249 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP348 A249
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP348H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Centrifugally Cast Pipe: Austenitic Centrifugally Cast Pipe: Austenitic (Cont’d)
CPK20 … J94202 25Cr–20Ni 8 (1) (8) (9) (10) (17) 65 28 0.85 15.8 14.4 13.4 13.1 13.1 13.1 13.0 12.9 12.8 12.5 12.2 11.8 11.3 9.6 8.3 7.2 6.2 5.1 CPK20

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic
A249 TP304 … S30400 18Cr–8Ni 8 (10) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304 A249

TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304H

A249 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 0.85 14.2 12.1 10.9 9.9 9.3 8.8 8.6 8.5 8.3 8.2 … … … … … … … … TP304L A249
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.3 11.1 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 0.85 19.4 16.2 14.2 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.0 9.8 9.6 9.4 8.3 6.6 5.2 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.5 17.3 16.0 15.2 14.9 14.6 14.4 14.1 13.8 13.6 13.3 13.0 10.5 8.3 6.6 5.2 TP304N

A249 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A249
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

A249 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 17.0 16.5 15.9 15.7 15.5 15.3 15.1 14.8 14.6 14.4 11.7 8.8 6.5 4.7 3.4 TP309H A249
TP309H … S30909 23Cr–12Ni 8 … 75 30 0.85 17.0 14.9 13.7 12.8 12.2 11.8 11.6 11.5 11.3 11.2 11.0 10.8 10.6 10.4 8.8 6.5 4.7 3.4 TP309H

A249 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316 A249
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316H

A249 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.85 14.2 12.1 10.8 9.9 9.3 8.8 8.7 8.5 8.3 8.1 8.0 7.8 7.7 7.5 7.3 7.2 7.1 5.4 TP316L A249
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.2 11.0 10.8 10.5 10.3 10.1 9.9 9.7 7.5 5.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 0.85 19.4 17.6 16.1 15.0 14.0 13.3 12.9 12.6 12.3 12.1 11.9 11.6 11.4 11.2 11.0 10.5 8.3 6.3 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.7 18.2 18.1 17.9 17.4 17.0 16.7 16.3 16.0 15.7 15.4 15.1 13.4 10.5 8.3 6.3 TP316N

A249 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP317 A249
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP317
TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 8.2 5.9 4.3 3.1 TP321
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 8.2 5.9 4.3 3.1 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 10.1 7.7 5.9 4.6 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 10.5 7.7 5.9 4.6 TP321H

A249 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP347 A249
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP347H

A249 TP348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP348 A249
TP348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP348H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic (Cont’d)
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP348H

A249 … … S31254 20Cr–18Ni–6Mo 8 (1) 94 44 0.85 22.8 20.3 18.2 16.8 15.8 15.2 15.0 14.8 14.7 … … … … … … … … … … A249
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 94 44 0.85 22.8 22.8 21.7 20.7 20.0 19.5 19.4 19.3 19.2 … … … … … … … … … …

A312 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 0.85 17.2 14.2 12.9 11.8 10.8 10.1 9.9 9.7 … … … … … … … … … … … A312
TP304 … S30400 18Cr–8Ni 8 (10) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304H

A312 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 0.85 14.2 12.1 10.9 9.9 9.3 8.8 8.6 8.5 8.3 8.2 … … … … … … … … TP304L A312
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.3 11.1 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 0.85 19.4 16.2 14.2 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.0 9.8 9.6 9.4 8.3 6.6 5.2 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.5 17.3 16.0 15.2 14.9 14.6 14.4 14.1 13.8 13.6 13.3 13.0 10.5 8.3 6.6 5.2 TP304N

A312 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A312
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

A312 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 17.0 16.5 15.9 15.7 15.5 15.3 15.1 14.8 14.6 14.4 11.7 8.8 6.5 4.7 3.4 TP309H A312
TP309H … S30909 23Cr–12Ni 8 … 75 30 0.85 17.0 14.9 13.7 12.8 12.2 11.8 11.6 11.5 11.3 11.2 11.0 10.8 10.6 10.4 8.8 6.5 4.7 3.4 TP309H
TP310H … S31009 23Cr–20Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 16.9 16.4 15.7 15.5 15.2 15.0 14.8 14.6 14.4 14.2 11.7 8.8 6.5 4.7 3.4 TP310H
TP310H … S31009 23Cr–20Ni 8 … 75 30 0.85 17.0 15.0 13.7 12.8 12.1 11.7 11.5 11.3 11.1 11.0 10.8 10.7 10.5 10.3 8.8 6.5 4.7 3.4 TP310H

A312 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316 A312
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316H

A312 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.85 14.2 12.1 10.8 9.9 9.3 8.8 8.7 8.5 8.3 8.1 8.0 7.8 7.7 7.5 7.3 7.2 7.1 5.4 TP316L A312
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.2 11.0 10.8 10.5 10.3 10.1 9.9 9.7 7.5 5.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 0.85 19.4 17.6 16.1 15.0 14.0 13.3 12.9 12.6 12.3 12.1 11.9 11.6 11.4 11.2 11.0 10.5 8.3 6.3 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.7 18.2 18.1 17.9 17.4 17.0 16.7 16.3 16.0 15.7 15.4 15.1 13.4 10.5 8.3 6.3 TP316N
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 0.85 19.4 17.0 15.2 13.8 13.0 12.4 … … … … … … … … … … … … TP317LMN
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 0.85 19.4 18.5 17.7 17.4 17.2 16.7 … … … … … … … … … … … … TP317LMN

A312 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP317 A312
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP317
TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 8.2 5.9 4.3 3.1 TP321
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 8.2 5.9 4.3 3.1 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 10.1 7.7 5.9 4.6 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 10.5 7.7 5.9 4.6 TP321H

A312 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP347 A312
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP347H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic (Cont’d)
TP348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP348H

A249 … … S31254 20Cr–18Ni–6Mo 8 (1) 94 44 0.85 22.8 20.3 18.2 16.8 15.8 15.2 15.0 14.8 14.7 … … … … … … … … … … A249
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 94 44 0.85 22.8 22.8 21.7 20.7 20.0 19.5 19.4 19.3 19.2 … … … … … … … … … …

A312 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 0.85 17.2 14.2 12.9 11.8 10.8 10.1 9.9 9.7 … … … … … … … … … … … A312
TP304 … S30400 18Cr–8Ni 8 (10) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304
TP304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304
TP304H … S30409 18Cr–8Ni 8 … 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.3 6.6 5.2 TP304H
TP304H … S30409 18Cr–8Ni 8 (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 10.5 8.3 6.6 5.2 TP304H

A312 TP304L … S30403 18Cr–8Ni 8 (1) 70 25 0.85 14.2 12.1 10.9 9.9 9.3 8.8 8.6 8.5 8.3 8.2 … … … … … … … … TP304L A312
TP304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.3 11.1 … … … … … … … … TP304L
TP304N … S30451 18Cr–8Ni–N 8 (10) 80 35 0.85 19.4 16.2 14.2 12.8 11.9 11.3 11.0 10.8 10.6 10.5 10.3 10.0 9.8 9.6 9.4 8.3 6.6 5.2 TP304N
TP304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.5 17.3 16.0 15.2 14.9 14.6 14.4 14.1 13.8 13.6 13.3 13.0 10.5 8.3 6.6 5.2 TP304N

A312 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A312
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

A312 TP309H … S30909 23Cr–12Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 17.0 16.5 15.9 15.7 15.5 15.3 15.1 14.8 14.6 14.4 11.7 8.8 6.5 4.7 3.4 TP309H A312
TP309H … S30909 23Cr–12Ni 8 … 75 30 0.85 17.0 14.9 13.7 12.8 12.2 11.8 11.6 11.5 11.3 11.2 11.0 10.8 10.6 10.4 8.8 6.5 4.7 3.4 TP309H
TP310H … S31009 23Cr–20Ni 8 (9) 75 30 0.85 17.0 17.0 17.0 16.9 16.4 15.7 15.5 15.2 15.0 14.8 14.6 14.4 14.2 11.7 8.8 6.5 4.7 3.4 TP310H
TP310H … S31009 23Cr–20Ni 8 … 75 30 0.85 17.0 15.0 13.7 12.8 12.1 11.7 11.5 11.3 11.1 11.0 10.8 10.7 10.5 10.3 8.8 6.5 4.7 3.4 TP310H

A312 TP316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316 A312
TP316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316
TP316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP316H
TP316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP316H

A312 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.85 14.2 12.1 10.8 9.9 9.3 8.8 8.7 8.5 8.3 8.1 8.0 7.8 7.7 7.5 7.3 7.2 7.1 5.4 TP316L A312
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.85 14.2 14.2 14.2 13.4 12.5 11.9 11.7 11.4 11.2 11.0 10.8 10.5 10.3 10.1 9.9 9.7 7.5 5.4 TP316L
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 0.85 19.4 17.6 16.1 15.0 14.0 13.3 12.9 12.6 12.3 12.1 11.9 11.6 11.4 11.2 11.0 10.5 8.3 6.3 TP316N
TP316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 0.85 19.4 19.4 18.7 18.2 18.1 17.9 17.4 17.0 16.7 16.3 16.0 15.7 15.4 15.1 13.4 10.5 8.3 6.3 TP316N
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 0.85 19.4 17.0 15.2 13.8 13.0 12.4 … … … … … … … … … … … … TP317LMN
TP317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 0.85 19.4 18.5 17.7 17.4 17.2 16.7 … … … … … … … … … … … … TP317LMN

A312 TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) 75 30 0.85 17.0 14.7 13.2 12.1 11.3 10.7 10.5 10.3 10.1 10.0 9.9 9.8 9.7 9.6 9.5 9.4 8.3 6.3 TP317 A312
TP317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) 75 30 0.85 17.0 17.0 17.0 16.4 15.3 14.5 14.1 13.9 13.7 13.5 13.4 13.2 13.1 13.0 12.9 10.5 8.3 6.3 TP317
TP321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 8.2 5.9 4.3 3.1 TP321
TP321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 8.2 5.9 4.3 3.1 TP321
TP321H … S32109 18Cr–10Ni–Ti 8 … 75 30 0.85 17.0 15.3 14.1 13.0 12.2 11.5 11.2 11.0 10.8 10.7 10.5 10.4 10.3 10.2 10.1 7.7 5.9 4.6 TP321H
TP321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 0.85 17.0 17.0 16.2 15.9 15.9 15.5 15.2 14.9 14.6 14.4 14.2 14.1 13.9 13.8 10.5 7.7 5.9 4.6 TP321H

A312 TP347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP347 A312
TP347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP347
TP347H … S34709 18Cr–10Ni–Cb 8 … 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP347H
TP347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP347H

Table A-3
Stainless Steels (Cont’d)

ASME B31.1-2022

163

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 172 of 382



Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic (Cont’d)

A312 TP348 … S34800 18Cr–10Ni–Cb 8 (1) (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP348 A312
TP348 … S34800 18Cr–10Ni–Cb 8 (1) (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 (1) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (1) (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP348H

A312 TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 … … … … TPXM-15 A312
TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 … … … … TPXM-15
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 0.85 23.0 20.8 18.6 17.2 16.2 15.6 15.3 15.1 15.0 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 0.85 23.0 23.0 21.9 20.9 20.1 19.7 19.6 19.6 19.5 … … … … … … … … … …

A409 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A409
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

Welded Pipe and Tube — Without Filler Metal: Ferritic/Martensitic Welded Pipe and Tube — Without Filler Metal: Ferritic/Martensitic
A268 TP405 … S40500 12Cr–Al 7 … 60 30 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP405 A268

TP410 … S41000 13Cr 6 … 60 30 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP410
TP429 … S42900 15Cr 6 … 60 35 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP429
TP430 … S43000 17Cr 7 … 60 35 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP430
TP446-1 … S44600 27Cr 10I (1) 70 40 0.85 17.0 17.0 16.4 16.0 15.6 15.2 15.0 14.7 … … … … … … … … … … TP446-1
TPXM-27 … S44627 26Cr–1Mo 10I (1) (2) 65 40 0.85 15.8 15.8 15.5 15.4 15.4 15.4 15.4 … … … … … … … … … … … TPXM-27
TPXM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 0.85 16.5 16.5 16.4 16.2 16.0 15.7 15.4 … … … … … … … … … … … TPXM-33

Welded Pipe and Tube — Without Filler Metal: Ferritic/Austenitic Welded Pipe and Tube — Without Filler Metal: Ferritic/Austenitic
A789 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.85 21.9 21.9 21.1 20.3 19.8 19.6 … … … … … … … … … … … … S31803 A789

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 0.85 22.8 22.8 21.7 21.0 21.0 21.0 … … … … … … … … … … … … S32101
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 0.85 23.1 23.1 22.3 21.4 20.9 20.7 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 0.85 24.3 23.6 22.1 21.9 21.9 21.9 21.9 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 0.85 24.5 24.5 23.4 22.6 22.6 22.6 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 0.85 26.7 26.6 25.1 24.3 24.0 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (23) (24) 116 80 0.85 28.2 28.0 26.5 25.6 25.2 25.0 … … … … … … … … … … … … S32750

A790 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.85 21.9 21.9 21.1 20.3 19.8 19.6 … … … … … … … … … … … … S31803 A790
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 0.85 22.8 22.8 21.7 21.0 21.0 21.0 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 0.85 23.1 22.4 21.0 20.8 20.8 20.8 20.8 … … … … … … … … … … … S32003
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 0.85 23.1 23.1 22.3 21.4 20.9 20.7 … … … … … … … … … … … … 2205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 0.85 24.5 24.5 23.4 22.6 22.6 22.6 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 0.85 26.7 26.6 25.1 24.3 24.0 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 0.85 28.2 28.0 26.5 25.6 25.2 25.0 … … … … … … … … … … … … S32750

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic
A358 304 1 & 3 S30400 18Cr–8Ni 8 (1) (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304 A358

304 2 S30400 18Cr–8Ni 8 (1) (10) (11) 75 30 0.90 18.0 15.0 13.5 12.4 11.6 11.1 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 8.8 7.0 5.5 304
304 1 & 3 S30400 18Cr–8Ni 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304 2 S30400 18Cr–8Ni 8 (1) (9) (10) (11) 75 30 0.90 16.2 16.2 15.3 14.8 14.1 13.4 13.1 12.8 12.6 12.3 12.0 11.8 11.6 11.3 10.0 7.9 6.3 4.9 304
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube — Without Filler Metal: Austenitic Welded Pipe and Tube — Without Filler Metal: Austenitic (Cont’d)

A312 TP348 … S34800 18Cr–10Ni–Cb 8 (1) (10) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 10.3 7.8 5.2 3.8 TP348 A312
TP348 … S34800 18Cr–10Ni–Cb 8 (1) (9) (10) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 13.6 10.3 7.8 5.2 3.8 TP348
TP348H … S34809 18Cr–10Ni–Cb 8 (1) 75 30 0.85 17.0 15.6 14.6 13.6 12.8 12.2 11.9 11.8 11.6 11.5 11.5 11.4 11.4 11.4 11.4 11.3 8.9 6.7 TP348H
TP348H … S34809 18Cr–10Ni–Cb 8 (1) (9) 75 30 0.85 17.0 17.0 16.0 15.1 14.6 14.3 14.3 14.3 14.3 14.3 14.3 14.2 14.1 14.0 13.7 12.0 8.9 6.7 TP348H

A312 TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) 75 30 0.85 17.0 14.2 12.7 11.7 11.0 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 … … … … TPXM-15 A312
TPXM-15 … S38100 18Cr–18Ni–2Si 8 (1) (9) 75 30 0.85 17.0 17.0 16.1 15.5 14.8 14.1 13.8 13.5 13.2 12.9 12.6 12.4 12.1 11.9 … … … … TPXM-15
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 0.85 23.0 20.8 18.6 17.2 16.2 15.6 15.3 15.1 15.0 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 0.85 23.0 23.0 21.9 20.9 20.1 19.7 19.6 19.6 19.5 … … … … … … … … … …

A409 … … S30815 21Cr–11Ni–N 8 (1) 87 45 0.85 21.2 21.0 18.7 16.9 15.7 15.0 14.8 14.6 14.5 14.3 14.1 13.9 13.8 12.7 9.9 7.7 5.9 4.4 … A409
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.85 21.2 21.0 19.8 19.0 18.5 18.2 18.0 17.9 17.7 17.5 17.3 17.0 16.2 12.7 9.9 7.7 5.9 4.4 …

Welded Pipe and Tube — Without Filler Metal: Ferritic/Martensitic Welded Pipe and Tube — Without Filler Metal: Ferritic/Martensitic
A268 TP405 … S40500 12Cr–Al 7 … 60 30 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP405 A268

TP410 … S41000 13Cr 6 … 60 30 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP410
TP429 … S42900 15Cr 6 … 60 35 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP429
TP430 … S43000 17Cr 7 … 60 35 0.85 14.6 14.6 14.3 14.0 13.8 13.5 13.2 12.9 … … … … … … … … … … TP430
TP446-1 … S44600 27Cr 10I (1) 70 40 0.85 17.0 17.0 16.4 16.0 15.6 15.2 15.0 14.7 … … … … … … … … … … TP446-1
TPXM-27 … S44627 26Cr–1Mo 10I (1) (2) 65 40 0.85 15.8 15.8 15.5 15.4 15.4 15.4 15.4 … … … … … … … … … … … TPXM-27
TPXM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 0.85 16.5 16.5 16.4 16.2 16.0 15.7 15.4 … … … … … … … … … … … TPXM-33

Welded Pipe and Tube — Without Filler Metal: Ferritic/Austenitic Welded Pipe and Tube — Without Filler Metal: Ferritic/Austenitic
A789 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.85 21.9 21.9 21.1 20.3 19.8 19.6 … … … … … … … … … … … … S31803 A789

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 0.85 22.8 22.8 21.7 21.0 21.0 21.0 … … … … … … … … … … … … S32101
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 0.85 23.1 23.1 22.3 21.4 20.9 20.7 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 0.85 24.3 23.6 22.1 21.9 21.9 21.9 21.9 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 0.85 24.5 24.5 23.4 22.6 22.6 22.6 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 0.85 26.7 26.6 25.1 24.3 24.0 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (23) (24) 116 80 0.85 28.2 28.0 26.5 25.6 25.2 25.0 … … … … … … … … … … … … S32750

A790 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.85 21.9 21.9 21.1 20.3 19.8 19.6 … … … … … … … … … … … … S31803 A790
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 0.85 22.8 22.8 21.7 21.0 21.0 21.0 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 0.85 23.1 22.4 21.0 20.8 20.8 20.8 20.8 … … … … … … … … … … … S32003
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 0.85 23.1 23.1 22.3 21.4 20.9 20.7 … … … … … … … … … … … … 2205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 0.85 24.5 24.5 23.4 22.6 22.6 22.6 … … … … … … … … … … … … S32101
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 0.85 26.7 26.6 25.1 24.3 24.0 … … … … … … … … … … … … … S32550
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 0.85 28.2 28.0 26.5 25.6 25.2 25.0 … … … … … … … … … … … … S32750

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic
A358 304 1 & 3 S30400 18Cr–8Ni 8 (1) (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304 A358

304 2 S30400 18Cr–8Ni 8 (1) (10) (11) 75 30 0.90 18.0 15.0 13.5 12.4 11.6 11.1 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 8.8 7.0 5.5 304
304 1 & 3 S30400 18Cr–8Ni 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304 2 S30400 18Cr–8Ni 8 (1) (9) (10) (11) 75 30 0.90 16.2 16.2 15.3 14.8 14.1 13.4 13.1 12.8 12.6 12.3 12.0 11.8 11.6 11.3 10.0 7.9 6.3 4.9 304
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A358 304L 1 & 3 S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L A358
304L 2 S30403 18Cr–8Ni 8 (1) 70 25 0.90 15.0 12.8 11.5 10.5 9.8 9.3 9.1 9.0 8.8 8.7 … … … … … … … … 304L
304L 1 & 3 S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304L 2 S30403 18Cr–8Ni 8 (1) (9) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.3 12.1 11.9 11.7 … … … … … … … … 304L

A358 304N 1 & 3 S30451 18Cr–8Ni–N 8 (1) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N A358
304N 2 S30451 18Cr–8Ni–N 8 (1) (10) 80 35 0.90 20.6 17.2 15.0 13.5 12.6 11.9 11.7 11.5 11.3 11.1 10.9 10.6 10.4 10.2 9.9 8.8 7.0 5.5 304N
304N 1 & 3 S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N
304N 2 S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 0.90 20.6 20.6 19.6 18.3 17.0 16.1 15.8 15.5 15.2 14.9 14.7 14.4 14.0 13.7 11.2 8.8 7.0 5.5 304N

A358 … 1 & 3 S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A358
… 2 S30815 21Cr–11Ni–N 8 (1) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …
… 1 & 3 S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 …
… 2 S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …

A358 309 1 & 3 S30900 23Cr–12Ni 8 (1) (10) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 309 A358
309 2 S30900 23Cr–12Ni 8 (1) (10) 75 30 0.90 18.0 15.8 14.5 13.6 13.0 12.5 12.3 12.1 12.0 11.8 11.6 11.5 11.3 8.9 6.4 4.5 3.2 2.3 309
309 1 & 3 S30900 23Cr–12Ni 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 309
309 2 S30900 23Cr–12Ni 8 (1) (9) (10) 75 30 0.90 18.0 18.0 18.0 18.0 17.5 16.9 16.6 16.4 16.2 15.9 15.7 15.5 14.3 8.9 6.4 4.5 3.2 2.3 309

A358 310 1 & 3 S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310 A358
310 2 S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 0.90 18.0 15.9 14.5 13.6 12.9 12.4 12.1 12.0 11.8 11.6 11.5 11.3 11.1 8.9 6.4 4.5 3.2 2.3 310
310 1 & 3 S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310
310 2 S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 0.90 18.0 18.0 18.0 17.9 17.4 16.7 16.4 16.1 15.9 15.7 15.5 15.2 14.3 8.9 6.4 4.5 3.2 2.3 310

A358 310 1 & 3 S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310 A358
310 2 S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 0.90 18.0 15.9 14.5 13.6 12.9 12.4 12.1 12.0 11.8 11.6 11.5 11.3 11.1 8.9 6.4 4.5 3.2 2.3 310
310 1 & 3 S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310
310 2 S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 0.90 18.0 18.0 18.0 17.9 17.4 16.7 16.4 16.1 15.9 15.7 15.5 15.2 14.3 8.9 6.4 4.5 3.2 2.3 310

A358 316 1 & 3 S31600 16Cr–12Ni–2Mo 8 (1) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A358
316 2 S31600 16Cr–12Ni–2Mo 8 (1) (10) (11) 75 30 0.90 18.0 15.5 14.0 12.9 12.0 11.3 11.1 10.9 10.7 10.6 10.5 10.4 10.3 10.2 10.1 9.9 8.8 6.7 316
316 1 & 3 S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316 2 S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 18.0 17.4 16.2 15.3 15.0 14.7 14.5 14.3 14.1 14.0 13.9 13.8 13.6 11.2 8.8 6.7 316

A358 316L 1 & 3 S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L A358
316L 2 S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.90 15.0 12.8 11.4 10.5 9.8 9.4 9.2 9.0 8.8 8.6 8.4 8.3 8.1 7.9 7.7 7.6 7.5 5.8 316L
316L 1 & 3 S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316L 2 S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.4 12.1 11.9 11.6 11.4 11.2 10.9 10.7 10.4 10.3 7.9 5.8 316L

A358 316N 1 & 3 S31651 16Cr–12Ni–2Mo–N 8 (1) (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N A358
316N 2 S31651 16Cr–12Ni–2Mo–N 8 (1) (10) 80 35 0.90 20.6 18.6 17.1 15.8 14.8 14.0 13.7 13.4 13.1 12.8 12.6 12.3 12.1 11.9 11.6 11.1 8.8 6.7 316N
316N 1 & 3 S31651 16Cr–12Ni–2Mo–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N
316N 2 S31651 16Cr–12Ni–2Mo–N 8 (1) (9) (10) 80 35 0.90 20.6 20.6 19.8 19.3 19.1 18.9 18.5 18.0 17.7 17.3 16.9 16.6 16.3 16.0 14.2 11.1 8.8 6.7 316N
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A358 304L 1 & 3 S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L A358
304L 2 S30403 18Cr–8Ni 8 (1) 70 25 0.90 15.0 12.8 11.5 10.5 9.8 9.3 9.1 9.0 8.8 8.7 … … … … … … … … 304L
304L 1 & 3 S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304L 2 S30403 18Cr–8Ni 8 (1) (9) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.3 12.1 11.9 11.7 … … … … … … … … 304L

A358 304N 1 & 3 S30451 18Cr–8Ni–N 8 (1) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N A358
304N 2 S30451 18Cr–8Ni–N 8 (1) (10) 80 35 0.90 20.6 17.2 15.0 13.5 12.6 11.9 11.7 11.5 11.3 11.1 10.9 10.6 10.4 10.2 9.9 8.8 7.0 5.5 304N
304N 1 & 3 S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N
304N 2 S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 0.90 20.6 20.6 19.6 18.3 17.0 16.1 15.8 15.5 15.2 14.9 14.7 14.4 14.0 13.7 11.2 8.8 7.0 5.5 304N

A358 … 1 & 3 S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A358
… 2 S30815 21Cr–11Ni–N 8 (1) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …
… 1 & 3 S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 …
… 2 S30815 21Cr–11Ni–N 8 (1) (9) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …

A358 309 1 & 3 S30900 23Cr–12Ni 8 (1) (10) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 309 A358
309 2 S30900 23Cr–12Ni 8 (1) (10) 75 30 0.90 18.0 15.8 14.5 13.6 13.0 12.5 12.3 12.1 12.0 11.8 11.6 11.5 11.3 8.9 6.4 4.5 3.2 2.3 309
309 1 & 3 S30900 23Cr–12Ni 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 309
309 2 S30900 23Cr–12Ni 8 (1) (9) (10) 75 30 0.90 18.0 18.0 18.0 18.0 17.5 16.9 16.6 16.4 16.2 15.9 15.7 15.5 14.3 8.9 6.4 4.5 3.2 2.3 309

A358 310 1 & 3 S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310 A358
310 2 S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 0.90 18.0 15.9 14.5 13.6 12.9 12.4 12.1 12.0 11.8 11.6 11.5 11.3 11.1 8.9 6.4 4.5 3.2 2.3 310
310 1 & 3 S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310
310 2 S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 0.90 18.0 18.0 18.0 17.9 17.4 16.7 16.4 16.1 15.9 15.7 15.5 15.2 14.3 8.9 6.4 4.5 3.2 2.3 310

A358 310 1 & 3 S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310 A358
310 2 S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 0.90 18.0 15.9 14.5 13.6 12.9 12.4 12.1 12.0 11.8 11.6 11.5 11.3 11.1 8.9 6.4 4.5 3.2 2.3 310
310 1 & 3 S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310
310 2 S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 0.90 18.0 18.0 18.0 17.9 17.4 16.7 16.4 16.1 15.9 15.7 15.5 15.2 14.3 8.9 6.4 4.5 3.2 2.3 310

A358 316 1 & 3 S31600 16Cr–12Ni–2Mo 8 (1) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A358
316 2 S31600 16Cr–12Ni–2Mo 8 (1) (10) (11) 75 30 0.90 18.0 15.5 14.0 12.9 12.0 11.3 11.1 10.9 10.7 10.6 10.5 10.4 10.3 10.2 10.1 9.9 8.8 6.7 316
316 1 & 3 S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316 2 S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 18.0 17.4 16.2 15.3 15.0 14.7 14.5 14.3 14.1 14.0 13.9 13.8 13.6 11.2 8.8 6.7 316

A358 316L 1 & 3 S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L A358
316L 2 S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 0.90 15.0 12.8 11.4 10.5 9.8 9.4 9.2 9.0 8.8 8.6 8.4 8.3 8.1 7.9 7.7 7.6 7.5 5.8 316L
316L 1 & 3 S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316L 2 S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.4 12.1 11.9 11.6 11.4 11.2 10.9 10.7 10.4 10.3 7.9 5.8 316L

A358 316N 1 & 3 S31651 16Cr–12Ni–2Mo–N 8 (1) (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N A358
316N 2 S31651 16Cr–12Ni–2Mo–N 8 (1) (10) 80 35 0.90 20.6 18.6 17.1 15.8 14.8 14.0 13.7 13.4 13.1 12.8 12.6 12.3 12.1 11.9 11.6 11.1 8.8 6.7 316N
316N 1 & 3 S31651 16Cr–12Ni–2Mo–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N
316N 2 S31651 16Cr–12Ni–2Mo–N 8 (1) (9) (10) 80 35 0.90 20.6 20.6 19.8 19.3 19.1 18.9 18.5 18.0 17.7 17.3 16.9 16.6 16.3 16.0 14.2 11.1 8.8 6.7 316N
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A358 321 1 & 3 S32100 18Cr–10Ni–Ti 8 (1) (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321 A358
321 2 S32100 18Cr–10Ni–Ti 8 (1) (10) (11) 75 30 0.90 18.0 16.2 14.9 13.8 12.9 12.2 11.9 11.7 11.5 11.3 11.2 11.0 10.9 10.8 8.6 6.2 4.5 3.2 321
321 1 & 3 S32100 18Cr–10Ni–Ti 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 321
321 2 S32100 18Cr–10Ni–Ti 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 17.2 16.8 16.8 16.5 16.1 15.8 15.5 15.3 15.1 14.9 14.7 14.6 8.6 6.2 4.5 3.2 321

A358 347 1 & 3 S34700 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A358
347 2 S34700 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 0.90 18.0 16.6 15.4 14.4 13.5 12.9 12.6 12.4 12.3 12.2 12.1 12.1 12.1 12.1 10.9 8.2 5.5 4.0 347
347 1 & 3 S34700 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
347 2 S34700 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 16.9 16.0 15.4 15.2 15.1 15.1 15.1 15.1 15.1 15.0 14.9 14.4 10.9 8.2 5.5 4.0 347

A358 348 1 & 3 S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348 A358
348 2 S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 0.90 18.0 16.6 15.4 14.4 13.5 12.9 12.6 12.4 12.3 12.2 12.1 12.1 12.1 12.1 10.9 8.2 5.5 4.0 348
348 1 & 3 S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348
348 2 S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 16.9 16.0 15.4 15.2 15.1 15.1 15.1 15.1 15.1 15.0 14.9 14.4 10.9 8.2 5.5 4.0 348

A358 … 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A358
… 2 S31254 20Cr–18Ni–6Mo 8 (1) 95 45 0.90 24.4 22.1 19.7 18.2 17.2 16.5 16.2 16.0 15.9 … … … … … … … … … …
… 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …
… 2 S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 0.90 24.4 24.4 23.2 22.1 21.3 20.9 20.8 20.7 20.6 … … … … … … … … … …

A358 … 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) 100 45 1.00 28.6 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A358
… 2 S31254 20Cr–18Ni–6Mo 8 (1) 100 45 0.90 25.7 22.1 19.7 18.2 17.2 16.5 16.2 16.0 15.9 … … … … … … … … … …
… 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 1.00 28.6 28.6 27.2 25.9 25.0 24.4 24.3 24.1 23.9 … … … … … … … … … …
… 2 S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 0.90 25.7 25.7 24.5 23.3 22.5 22.0 21.9 21.7 21.5 … … … … … … … … … …

A409 TP304 … S30400 18Cr–8Ni 8 (1) (10) (19) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A409
TP304 … S30400 18Cr–8Ni 8 (1) (10) (20) 75 30 0.90 18.0 15.0 13.5 12.4 11.6 11.1 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 8.8 7.0 5.5 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (10) (21) 75 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 8.1 7.8 6.2 4.9 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (19) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (20) 75 30 0.90 18.0 18.0 17.0 16.5 15.7 14.9 14.6 14.3 13.9 13.7 13.4 13.1 12.8 12.6 11.2 8.8 7.0 5.5 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (21) 75 30 0.80 16.0 16.0 15.1 14.6 14.0 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 11.2 9.9 7.8 6.2 4.9 TP304

A409 TP304L … S30403 18Cr–8Ni 8 (1) (19) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A409
TP304L … S30403 18Cr–8Ni 8 (1) (20) 70 25 0.90 15.0 12.8 11.5 10.5 9.8 9.3 9.1 9.0 8.8 8.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (21) 70 25 0.80 13.3 11.4 10.2 9.4 8.7 8.3 8.1 8.0 7.9 7.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (19) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (20) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.3 12.1 11.9 11.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (21) 70 25 0.80 13.3 13.3 13.3 12.6 11.8 11.2 11.0 10.8 10.6 10.4 … … … … … … … … TP304L

A409 … … S30815 21Cr–11Ni–N 8 (1) (19) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A409
… … S30815 21Cr–11Ni–N 8 (1) (20) 87 45 0.90 22.4 22.2 19.8 17.9 16.7 15.9 15.7 15.5 15.3 15.1 14.9 14.8 14.6 13.4 10.4 8.1 6.2 4.7 …
… … S30815 21Cr–11Ni–N 8 (1) (21) 87 45 0.80 19.9 19.8 17.6 15.9 14.8 14.2 13.9 13.8 13.6 13.4 13.3 13.1 13.0 11.9 9.3 7.2 5.5 4.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (19) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (20) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (21) 87 45 0.80 19.9 19.8 18.6 17.9 17.4 17.1 17.0 16.8 16.6 16.5 16.2 16.0 15.3 11.9 9.3 7.2 5.5 4.2 …
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A358 321 1 & 3 S32100 18Cr–10Ni–Ti 8 (1) (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321 A358
321 2 S32100 18Cr–10Ni–Ti 8 (1) (10) (11) 75 30 0.90 18.0 16.2 14.9 13.8 12.9 12.2 11.9 11.7 11.5 11.3 11.2 11.0 10.9 10.8 8.6 6.2 4.5 3.2 321
321 1 & 3 S32100 18Cr–10Ni–Ti 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 321
321 2 S32100 18Cr–10Ni–Ti 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 17.2 16.8 16.8 16.5 16.1 15.8 15.5 15.3 15.1 14.9 14.7 14.6 8.6 6.2 4.5 3.2 321

A358 347 1 & 3 S34700 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A358
347 2 S34700 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 0.90 18.0 16.6 15.4 14.4 13.5 12.9 12.6 12.4 12.3 12.2 12.1 12.1 12.1 12.1 10.9 8.2 5.5 4.0 347
347 1 & 3 S34700 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
347 2 S34700 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 16.9 16.0 15.4 15.2 15.1 15.1 15.1 15.1 15.1 15.0 14.9 14.4 10.9 8.2 5.5 4.0 347

A358 348 1 & 3 S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348 A358
348 2 S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 0.90 18.0 16.6 15.4 14.4 13.5 12.9 12.6 12.4 12.3 12.2 12.1 12.1 12.1 12.1 10.9 8.2 5.5 4.0 348
348 1 & 3 S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348
348 2 S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 0.90 18.0 18.0 16.9 16.0 15.4 15.2 15.1 15.1 15.1 15.1 15.1 15.0 14.9 14.4 10.9 8.2 5.5 4.0 348

A358 … 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A358
… 2 S31254 20Cr–18Ni–6Mo 8 (1) 95 45 0.90 24.4 22.1 19.7 18.2 17.2 16.5 16.2 16.0 15.9 … … … … … … … … … …
… 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …
… 2 S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 0.90 24.4 24.4 23.2 22.1 21.3 20.9 20.8 20.7 20.6 … … … … … … … … … …

A358 … 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) 100 45 1.00 28.6 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A358
… 2 S31254 20Cr–18Ni–6Mo 8 (1) 100 45 0.90 25.7 22.1 19.7 18.2 17.2 16.5 16.2 16.0 15.9 … … … … … … … … … …
… 1 & 3 S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 1.00 28.6 28.6 27.2 25.9 25.0 24.4 24.3 24.1 23.9 … … … … … … … … … …
… 2 S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 0.90 25.7 25.7 24.5 23.3 22.5 22.0 21.9 21.7 21.5 … … … … … … … … … …

A409 TP304 … S30400 18Cr–8Ni 8 (1) (10) (19) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 TP304 A409
TP304 … S30400 18Cr–8Ni 8 (1) (10) (20) 75 30 0.90 18.0 15.0 13.5 12.4 11.6 11.1 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 8.8 7.0 5.5 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (10) (21) 75 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 8.1 7.8 6.2 4.9 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (19) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (20) 75 30 0.90 18.0 18.0 17.0 16.5 15.7 14.9 14.6 14.3 13.9 13.7 13.4 13.1 12.8 12.6 11.2 8.8 7.0 5.5 TP304
TP304 … S30400 18Cr–8Ni 8 (1) (9) (10) (21) 75 30 0.80 16.0 16.0 15.1 14.6 14.0 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 11.2 9.9 7.8 6.2 4.9 TP304

A409 TP304L … S30403 18Cr–8Ni 8 (1) (19) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … TP304L A409
TP304L … S30403 18Cr–8Ni 8 (1) (20) 70 25 0.90 15.0 12.8 11.5 10.5 9.8 9.3 9.1 9.0 8.8 8.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (21) 70 25 0.80 13.3 11.4 10.2 9.4 8.7 8.3 8.1 8.0 7.9 7.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (19) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (20) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.3 12.1 11.9 11.7 … … … … … … … … TP304L
TP304L … S30403 18Cr–8Ni 8 (1) (9) (21) 70 25 0.80 13.3 13.3 13.3 12.6 11.8 11.2 11.0 10.8 10.6 10.4 … … … … … … … … TP304L

A409 … … S30815 21Cr–11Ni–N 8 (1) (19) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A409
… … S30815 21Cr–11Ni–N 8 (1) (20) 87 45 0.90 22.4 22.2 19.8 17.9 16.7 15.9 15.7 15.5 15.3 15.1 14.9 14.8 14.6 13.4 10.4 8.1 6.2 4.7 …
… … S30815 21Cr–11Ni–N 8 (1) (21) 87 45 0.80 19.9 19.8 17.6 15.9 14.8 14.2 13.9 13.8 13.6 13.4 13.3 13.1 13.0 11.9 9.3 7.2 5.5 4.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (19) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (20) 87 45 0.90 22.4 22.2 21.0 20.2 19.6 19.3 19.1 18.9 18.7 18.5 18.3 18.0 17.2 13.4 10.4 8.1 6.2 4.7 …
… … S30815 21Cr–11Ni–N 8 (1) (9) (21) 87 45 0.80 19.9 19.8 18.6 17.9 17.4 17.1 17.0 16.8 16.6 16.5 16.2 16.0 15.3 11.9 9.3 7.2 5.5 4.2 …
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A409 TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (19) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A409
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (20) 75 30 0.90 18.0 15.5 14.0 12.9 12.0 11.3 11.1 10.9 10.7 10.6 10.5 10.4 10.3 10.2 10.1 9.9 8.8 6.7 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (21) 75 30 0.80 16.0 13.8 12.5 11.4 10.6 10.1 9.9 9.7 9.5 9.4 9.3 9.2 9.1 9.1 9.0 8.8 7.8 5.9 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (19) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (20) 75 30 0.90 18.0 18.0 18.0 17.4 16.2 15.3 15.0 14.7 14.5 14.3 14.1 14.0 13.9 13.8 13.6 11.2 8.8 6.7 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (21) 75 30 0.80 16.0 16.0 16.0 15.4 14.4 13.6 13.3 13.1 12.9 12.7 12.6 12.5 12.3 12.2 12.1 9.9 7.8 5.9 TP316

A409 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (19) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A409
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (20) (29) 70 25 0.90 15.0 12.8 11.4 10.5 9.8 9.4 9.2 9.0 8.8 8.6 8.4 8.3 8.1 7.9 7.7 7.6 7.5 5.8 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (21) (29) 70 25 0.80 13.3 11.4 10.2 9.3 8.7 8.3 8.1 8.0 7.8 7.7 7.5 7.4 7.2 7.0 6.9 6.7 6.6 5.1 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (19) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (20) (29) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.4 12.1 11.9 11.6 11.4 11.2 10.9 10.7 10.4 10.3 7.9 5.8 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (21) (29) 70 25 0.80 13.3 13.3 13.3 12.6 11.8 11.2 11.0 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 7.0 5.1 TP316L

Welded Pipe — Filler Metal Added: Ferritic/Austenitic Welded Pipe — Filler Metal Added: Ferritic/Austenitic
A928 S31803 1 & 3 S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A928

S31803 2 S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.90 23.1 23.1 22.3 21.5 21.0 20.8 … … … … … … … … … … … … S31803
2205 1 & 3 S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
2205 2 S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 0.90 24.4 24.4 23.6 22.7 22.1 21.9 … … … … … … … … … … … … 2205

Plate, Sheet, and Strip: Austenitic Plate, Sheet, and Strip: Austenitic
A240 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A240

201LN … S20153 16Cr–4Ni–6Mn 8 (1) 95 45 1.00 27.1 23.7 21.2 20.1 19.7 19.2 18.6 18.0 17.4 16.7 … … … … … … … … 201LN
201LN … S20153 16Cr–4Ni–6Mn 8 (1) (9) 95 45 1.00 27.1 23.7 21.2 20.1 20.0 19.6 19.6 19.4 19.2 18.8 … … … … … … … … 201LN

A240 304 … S30400 18Cr–8Ni 8 (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304 A240
304 … S30400 18Cr–8Ni 8 (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L
304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304N … S30451 18Cr–8Ni–N 8 (1) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N
304N … S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N

A240 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A240
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A240 309H … S30909 23Cr–12Ni 8 (9) (11) (18) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 309H A240
309H … S30909 23Cr–12Ni 8 (11) (18) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 309H
309S … S30908 23Cr–12Ni 8 (1) (10) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 309S
309S … S30908 23Cr–12Ni 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 309S

A240 310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 310H A240
310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 310H
310S … S31008 25Cr–20Ni 8 (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310S
310S … S31008 25Cr–20Ni 8 (9) (10) (11) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310S
310S … S31008 25Cr–20Ni 8 (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310S
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe — Filler Metal Added: Austenitic Welded Pipe — Filler Metal Added: Austenitic (Cont’d)

A409 TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (19) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 TP316 A409
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (20) 75 30 0.90 18.0 15.5 14.0 12.9 12.0 11.3 11.1 10.9 10.7 10.6 10.5 10.4 10.3 10.2 10.1 9.9 8.8 6.7 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (10) (21) 75 30 0.80 16.0 13.8 12.5 11.4 10.6 10.1 9.9 9.7 9.5 9.4 9.3 9.2 9.1 9.1 9.0 8.8 7.8 5.9 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (19) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (20) 75 30 0.90 18.0 18.0 18.0 17.4 16.2 15.3 15.0 14.7 14.5 14.3 14.1 14.0 13.9 13.8 13.6 11.2 8.8 6.7 TP316
TP316 … S31600 16Cr–12Ni–2Mo 8 (1) (9) (10) (21) 75 30 0.80 16.0 16.0 16.0 15.4 14.4 13.6 13.3 13.1 12.9 12.7 12.6 12.5 12.3 12.2 12.1 9.9 7.8 5.9 TP316

A409 TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (19) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 TP316L A409
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (20) (29) 70 25 0.90 15.0 12.8 11.4 10.5 9.8 9.4 9.2 9.0 8.8 8.6 8.4 8.3 8.1 7.9 7.7 7.6 7.5 5.8 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (21) (29) 70 25 0.80 13.3 11.4 10.2 9.3 8.7 8.3 8.1 8.0 7.8 7.7 7.5 7.4 7.2 7.0 6.9 6.7 6.6 5.1 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (19) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (20) (29) 70 25 0.90 15.0 15.0 15.0 14.2 13.3 12.6 12.4 12.1 11.9 11.6 11.4 11.2 10.9 10.7 10.4 10.3 7.9 5.8 TP316L
TP316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (21) (29) 70 25 0.80 13.3 13.3 13.3 12.6 11.8 11.2 11.0 10.8 10.6 10.3 10.1 9.9 9.7 9.5 9.3 9.1 7.0 5.1 TP316L

Welded Pipe — Filler Metal Added: Ferritic/Austenitic Welded Pipe — Filler Metal Added: Ferritic/Austenitic
A928 S31803 1 & 3 S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A928

S31803 2 S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 0.90 23.1 23.1 22.3 21.5 21.0 20.8 … … … … … … … … … … … … S31803
2205 1 & 3 S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
2205 2 S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 0.90 24.4 24.4 23.6 22.7 22.1 21.9 … … … … … … … … … … … … 2205

Plate, Sheet, and Strip: Austenitic Plate, Sheet, and Strip: Austenitic
A240 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A240

201LN … S20153 16Cr–4Ni–6Mn 8 (1) 95 45 1.00 27.1 23.7 21.2 20.1 19.7 19.2 18.6 18.0 17.4 16.7 … … … … … … … … 201LN
201LN … S20153 16Cr–4Ni–6Mn 8 (1) (9) 95 45 1.00 27.1 23.7 21.2 20.1 20.0 19.6 19.6 19.4 19.2 18.8 … … … … … … … … 201LN

A240 304 … S30400 18Cr–8Ni 8 (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304 A240
304 … S30400 18Cr–8Ni 8 (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304L … S30403 18Cr–8Ni 8 (1) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L
304L … S30403 18Cr–8Ni 8 (1) (9) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304N … S30451 18Cr–8Ni–N 8 (1) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N
304N … S30451 18Cr–8Ni–N 8 (1) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N

A240 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A240
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A240 309H … S30909 23Cr–12Ni 8 (9) (11) (18) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 309H A240
309H … S30909 23Cr–12Ni 8 (11) (18) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 309H
309S … S30908 23Cr–12Ni 8 (1) (10) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 309S
309S … S30908 23Cr–12Ni 8 (1) (9) (10) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 309S

A240 310H … S31009 25Cr–20Ni 8 (9) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 310H A240
310H … S31009 25Cr–20Ni 8 … 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 310H
310S … S31008 25Cr–20Ni 8 (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310S
310S … S31008 25Cr–20Ni 8 (9) (10) (11) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310S
310S … S31008 25Cr–20Ni 8 (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 310S
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip: Austenitic Plate, Sheet, and Strip: Austenitic (Cont’d)
310S … S31008 25Cr–20Ni 8 (9) (10) (11) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310S

A240 316 … S31600 16Cr–12Ni–2Mo 8 (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A240
316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L
316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N
316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N

A240 317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 317 A240
317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 317
317L … S31703 18Cr–13Ni–3Mo 8 (1) 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … 317L
317L … S31703 18Cr–13Ni–3Mo 8 (1) (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … 317L
321 … S32100 18Cr–10Ni–Ti 8 (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321
321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 321

A240 347 … S34700 18Cr–10Ni–Cb 8 (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A240
347 … S34700 18Cr–10Ni–Cb 8 (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
348 … S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348
348 … S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348

A240 XM-15 … S38100 18Cr–8Ni–2Si 8 (1) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 … … … … XM-15 A240
XM-15 … S38100 18Cr–8Ni–2Si 8 (1) (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 … … … … XM-15
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … 317LMN
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … 317LMN

A240 … … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A240
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) 100 45 1.00 28.6 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 1.00 28.6 28.6 27.2 25.9 25.0 24.4 24.3 24.1 23.9 … … … … … … … … … …
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … …

Plate, Sheet, and Strip: Ferritic/Martensitic Plate, Sheet, and Strip: Ferritic/Martensitic
A240 405 … S40500 12Cr–1Al 7 (3) 60 25 1.00 16.7 15.3 14.8 14.5 14.3 14.0 13.8 13.5 … … … … … … … … … … 405 A240

410 … S41000 13Cr 6 (1) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.3 8.8 6.4 4.4 2.9 1.8 1.0 410
410S … S41008 13Cr 7 (1) 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 14.7 14.1 13.4 12.3 8.8 6.4 4.4 2.9 1.8 1.0 410S
429 … S42900 15Cr 6 (1) (3) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.0 9.2 6.5 4.5 3.2 2.4 1.8 429

A240 430 … S43000 17Cr 7 (1) (3) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.0 9.2 6.5 4.5 3.2 2.4 1.8 430 A240
XM-27 … S44627 26Cr–1Mo 10I (1) (3) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … XM-27
XM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 1.00 19.4 19.4 19.3 19.0 18.8 18.4 18.1 … … … … … … … … … … … XM-33

Plate, Sheet, and Strip: Ferritic/Austenitic Plate, Sheet, and Strip: Ferritic/Austenitic
A240 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A240

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 26.3 24.8 24.5 24.5 24.5 24.5 … … … … … … … … … … … S32003
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip: Austenitic Plate, Sheet, and Strip: Austenitic (Cont’d)
310S … S31008 25Cr–20Ni 8 (9) (10) (11) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 310S

A240 316 … S31600 16Cr–12Ni–2Mo 8 (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A240
316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316L … S31603 16Cr–12Ni–2Mo 8 (1) (29) 70 25 1.00 16.7 14.2 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L
316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (29) 70 25 1.00 16.7 16.7 16.7 15.7 14.8 14.0 13.7 13.5 13.2 12.9 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N
316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N

A240 317 … S31700 18Cr–13Ni–3Mo 8 (1) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 317 A240
317 … S31700 18Cr–13Ni–3Mo 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 317
317L … S31703 18Cr–13Ni–3Mo 8 (1) 75 30 1.00 20.0 17.0 15.2 14.0 13.1 12.5 12.2 12.0 11.7 11.5 11.3 … … … … … … … 317L
317L … S31703 18Cr–13Ni–3Mo 8 (1) (9) 75 30 1.00 20.0 20.0 19.6 18.9 17.7 16.9 16.5 16.2 15.8 15.5 15.2 … … … … … … … 317L
321 … S32100 18Cr–10Ni–Ti 8 (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321
321 … S32100 18Cr–10Ni–Ti 8 (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 321

A240 347 … S34700 18Cr–10Ni–Cb 8 (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A240
347 … S34700 18Cr–10Ni–Cb 8 (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
348 … S34800 18Cr–10Ni–Cb 8 (1) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348
348 … S34800 18Cr–10Ni–Cb 8 (1) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348

A240 XM-15 … S38100 18Cr–8Ni–2Si 8 (1) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 … … … … XM-15 A240
XM-15 … S38100 18Cr–8Ni–2Si 8 (1) (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 … … … … XM-15
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … 317LMN
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … 317LMN

A240 … … S31254 20Cr–18Ni–6Mo 8 (1) 95 45 1.00 27.1 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … … A240
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 45 1.00 27.1 27.1 25.8 24.6 23.7 23.2 23.1 23.0 22.9 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) 100 45 1.00 28.6 24.5 21.9 20.2 19.1 18.3 18.0 17.8 17.7 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 100 45 1.00 28.6 28.6 27.2 25.9 25.0 24.4 24.3 24.1 23.9 … … … … … … … … … …
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … …

Plate, Sheet, and Strip: Ferritic/Martensitic Plate, Sheet, and Strip: Ferritic/Martensitic
A240 405 … S40500 12Cr–1Al 7 (3) 60 25 1.00 16.7 15.3 14.8 14.5 14.3 14.0 13.8 13.5 … … … … … … … … … … 405 A240

410 … S41000 13Cr 6 (1) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.3 8.8 6.4 4.4 2.9 1.8 1.0 410
410S … S41008 13Cr 7 (1) 60 30 1.00 17.1 17.1 16.8 16.5 16.3 15.9 15.6 15.2 14.7 14.1 13.4 12.3 8.8 6.4 4.4 2.9 1.8 1.0 410S
429 … S42900 15Cr 6 (1) (3) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.0 9.2 6.5 4.5 3.2 2.4 1.8 429

A240 430 … S43000 17Cr 7 (1) (3) 65 30 1.00 18.6 18.4 17.8 17.4 17.2 16.8 16.6 16.2 15.7 15.1 14.4 12.0 9.2 6.5 4.5 3.2 2.4 1.8 430 A240
XM-27 … S44627 26Cr–1Mo 10I (1) (3) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … XM-27
XM-33 … S44626 27Cr–1Mo–Ti 10I (2) 68 45 1.00 19.4 19.4 19.3 19.0 18.8 18.4 18.1 … … … … … … … … … … … XM-33

Plate, Sheet, and Strip: Ferritic/Austenitic Plate, Sheet, and Strip: Ferritic/Austenitic
A240 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A240

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 26.3 24.8 24.5 24.5 24.5 24.5 … … … … … … … … … … … S32003
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip: Ferritic/Martensitic Plate, Sheet, and Strip: Ferritic/Martensitic (Cont’d)
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 1.00 28.6 27.7 26.1 25.8 25.8 25.8 25.8 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

Forgings: Austenitic Forgings: Austenitic
F904L … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … F904L
F44 … S31254 20Cr–18Ni–6Mo 8 (1) 94 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … F44
F44 … S31254 20Cr–18Ni–6Mo 8 (1) (9) 94 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … F44

F304 … S30400 18Cr–8Ni 8 (10) (12) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (9) (10) (12) 70 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304

F304H … S30409 18Cr–8Ni 8 (12) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 (9) (12) 70 30 1.00 20.0 18.9 17.7 17.1 16.9 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H

F304L … S30403 18Cr–8Ni 8 (1) 65 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … F304L
F304L … S30403 18Cr–8Ni 8 (1) (9) 65 25 1.00 16.7 16.7 16.2 15.6 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … F304L
F304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 F304N
F304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 F304N

… … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

F310 … S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 F310

F316 … S31600 16Cr–12Ni–2Mo 8 (10) (12) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) (12) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316

F316H … S31609 16Cr–12Ni–2Mo 8 (12) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) (12) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H

F316L … S31603 16Cr–12Ni–2Mo 8 (1) (27) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 F316L
F316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (27) (29) 70 25 1.00 16.7 16.7 16.7 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 F316L
F316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 F316N
F316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 F316N
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip: Ferritic/Martensitic Plate, Sheet, and Strip: Ferritic/Martensitic (Cont’d)
2205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32003 … S32003 21Cr–3.5Ni–1.75Mo–N 10H (1) (23) (24) 100 70 1.00 28.6 27.7 26.1 25.8 25.8 25.8 25.8 … … … … … … … … … … … S32003
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750

Forgings: Austenitic Forgings: Austenitic
F904L … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … F904L
F44 … S31254 20Cr–18Ni–6Mo 8 (1) 94 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … F44
F44 … S31254 20Cr–18Ni–6Mo 8 (1) (9) 94 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … F44

F304 … S30400 18Cr–8Ni 8 (10) (12) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (9) (10) (12) 70 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304
F304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304

F304H … S30409 18Cr–8Ni 8 (12) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 (9) (12) 70 30 1.00 20.0 18.9 17.7 17.1 16.9 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H

F304L … S30403 18Cr–8Ni 8 (1) 65 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … F304L
F304L … S30403 18Cr–8Ni 8 (1) (9) 65 25 1.00 16.7 16.7 16.2 15.6 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … F304L
F304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 F304N
F304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 F304N

… … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 …
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

F310 … S31000 25Cr–20Ni 8 (1) (10) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (9) (10) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (10) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 F310
F310 … S31000 25Cr–20Ni 8 (1) (9) (10) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 F310

F316 … S31600 16Cr–12Ni–2Mo 8 (10) (12) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) (12) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316

F316H … S31609 16Cr–12Ni–2Mo 8 (12) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) (12) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H

F316L … S31603 16Cr–12Ni–2Mo 8 (1) (27) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 F316L
F316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (27) (29) 70 25 1.00 16.7 16.7 16.7 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 F316L
F316N … S31651 16Cr–12Ni–2Mo–N 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 F316N
F316N … S31651 16Cr–12Ni–2Mo–N 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 F316N
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings: Austenitic Forgings: Austenitic (Cont’d)

F321 … S32100 18Cr–10Ni–Ti 8 (12) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (9) (12) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321

F321H … S32109 18Cr–10Ni–Ti 8 (12) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) (12) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H

F347 … S34700 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 F347

F347H … S34709 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 F347H

F348 … S34800 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 F348

F348H … S34809 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 F348H

A965 F304 … S30400 18Cr–8Ni 8 (10) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304 A965
F304 … S30400 18Cr–8NI 8 (9) (10) 70 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304
F304H … S30409 18Cr–8Ni 8 … 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8NI 8 (9) 70 30 1.00 20.0 18.9 17.7 17.1 16.9 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H

A965 F316 … S31600 16Cr–12Ni–2Mo 8 (10) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316 A965
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316
F316H … S31609 16Cr–12Ni–2Mo 8 … 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H

A965 F321 … S32100 18Cr–10Ni–Ti 8 (10) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321 A965
F321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321
F321H … S32109 18Cr–10Ni–Ti 8 … 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings: Austenitic Forgings: Austenitic (Cont’d)

F321 … S32100 18Cr–10Ni–Ti 8 (12) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (9) (12) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321
F321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321

F321H … S32109 18Cr–10Ni–Ti 8 (12) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) (12) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H

F347 … S34700 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347
F347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 F347

F347H … S34709 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 F347H

F348 … S34800 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F348
F348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 F348

F348H … S34809 18Cr–10Ni–Cb 8 (12) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 (9) (12) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F348H
F348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 F348H

A965 F304 … S30400 18Cr–8Ni 8 (10) 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304 A965
F304 … S30400 18Cr–8NI 8 (9) (10) 70 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304
F304H … S30409 18Cr–8Ni 8 … 70 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 F304H
F304H … S30409 18Cr–8NI 8 (9) 70 30 1.00 20.0 18.9 17.7 17.1 16.9 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 F304H

A965 F316 … S31600 16Cr–12Ni–2Mo 8 (10) 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316 A965
F316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316
F316H … S31609 16Cr–12Ni–2Mo 8 … 70 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 F316H
F316H … S31609 16Cr–12Ni–2Mo 8 (9) 70 30 1.00 20.0 20.0 19.4 19.2 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 F316H

A965 F321 … S32100 18Cr–10Ni–Ti 8 (10) 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 F321 A965
F321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 F321
F321H … S32109 18Cr–10Ni–Ti 8 … 70 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 F321H
F321H … S32109 18Cr–10Ni–Ti 8 (9) 70 30 1.00 20.0 19.0 17.8 17.5 17.5 17.5 17.5 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 F321H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings: Austenitic Forgings: Austenitic (Cont’d)

A965 F347 … S34700 18Cr–10Ni–Cb 8 (10) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347 A965
F347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F347
F347H … S34709 18Cr–10Ni–Cb 8 … 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F347H

Forgings: Ferritic/Martensitic Forgings: Ferritic/Martensitic
FXM-27Cb … S44627 27Cr–1Mo 10I (2) 60 35 1.00 17.1 17.1 16.6 16.1 16.1 16.1 16.1 … … … … … … … … … … … FXM-27Cb

A336 FXM-27Cb … S44627 27Cr–1Mo 10I (2) 60 35 1.00 17.1 17.1 16.6 16.1 16.1 16.1 16.1 … … … … … … … … … … … FXM-27Cb A336

Forgings: Ferritic/Austenitic Forgings: Ferritic/Austenitic
F51 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … F51
F60 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … F60
F53 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … F53

Fittings (Seamless and Welded): Austenitic Fittings (Seamless and Welded): Austenitic
A403 WP304 … S30400 18Cr–8Ni 8 (4) (7) (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 WP304 A403

WP304 … S30400 18Cr–8Ni 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 WP304
WP304H … S30409 18Cr–8Ni 8 (4) (7) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 WP304H
WP304H … S30409 18Cr–8Ni 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 WP304H

A403 WP304L … S30403 18Cr–8Ni 8 (1) (7) (11) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … WP304L A403
WP304L … S30403 18Cr–8Ni 8 (1) (7) (9) (11) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … WP304L
WP304N … S30451 18Cr–8Ni–N 8 (1) (4) (7) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 WP304N
WP304N … S30451 18Cr–8Ni–N 8 (1) (4) (7) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 WP304N

A403 WP309 … S30900 23Cr–12Ni 8 (1) (7) (10) (11) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 WP309 A403
WP309 … S30900 23Cr–12Ni 8 (1) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 WP309
WP310 … S31000 23Cr–20Ni 8 (1) (7) (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (9) (10) (11) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (9) (10) (11) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 WP310

A403 WPS31254 … S31254 20Cr–18Ni–6Mo 8 (1) (7) 94 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … WPS31254 A403
WPS31254 … S31254 20Cr–18Ni–6Mo 8 (1) (7) (9) 94 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … WPS31254

A403 WP316 … S31600 16Cr–12Ni–2Mo 8 (4) (7) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP316 A403
WP316 … S31600 16Cr–12Ni–2Mo 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP316
WP316H … S31609 16Cr–12Ni–2Mo 8 (4) (7) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP316H
WP316H … S31609 16Cr–12Ni–2Mo 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP316H

A403 WP316L … S31603 16Cr–12Ni–2Mo 8 (1) (7) (11) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 WP316L A403
WP316L … S31603 16Cr–12Ni–2Mo 8 (1) (7) (9) (11) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 WP316L
WP316N … S31651 16Cr–12Ni–2Mo–N 8 (1) (7) (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 WP316N
WP316N … S31651 16Cr–12Ni–2Mo–N 8 (1) (7) (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 WP316N
WPS31726 … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … WPS31726
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Forgings: Austenitic Forgings: Austenitic (Cont’d)

A965 F347 … S34700 18Cr–10Ni–Cb 8 (10) 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 F347 A965
F347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.8 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 12.1 9.1 6.1 4.4 F347
F347H … S34709 18Cr–10Ni–Cb 8 … 70 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 F347H
F347H … S34709 18Cr–10Ni–Cb 8 (9) 70 30 1.00 20.0 19.1 17.6 16.6 16.0 15.7 15.7 15.7 15.7 15.7 15.7 15.6 15.5 15.3 15.1 14.1 10.5 7.9 F347H

Forgings: Ferritic/Martensitic Forgings: Ferritic/Martensitic
FXM-27Cb … S44627 27Cr–1Mo 10I (2) 60 35 1.00 17.1 17.1 16.6 16.1 16.1 16.1 16.1 … … … … … … … … … … … FXM-27Cb

A336 FXM-27Cb … S44627 27Cr–1Mo 10I (2) 60 35 1.00 17.1 17.1 16.6 16.1 16.1 16.1 16.1 … … … … … … … … … … … FXM-27Cb A336

Forgings: Ferritic/Austenitic Forgings: Ferritic/Austenitic
F51 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … F51
F60 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … F60
F53 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … F53

Fittings (Seamless and Welded): Austenitic Fittings (Seamless and Welded): Austenitic
A403 WP304 … S30400 18Cr–8Ni 8 (4) (7) (10) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 WP304 A403

WP304 … S30400 18Cr–8Ni 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 WP304
WP304H … S30409 18Cr–8Ni 8 (4) (7) (11) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 WP304H
WP304H … S30409 18Cr–8Ni 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 WP304H

A403 WP304L … S30403 18Cr–8Ni 8 (1) (7) (11) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … WP304L A403
WP304L … S30403 18Cr–8Ni 8 (1) (7) (9) (11) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … WP304L
WP304N … S30451 18Cr–8Ni–N 8 (1) (4) (7) (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 WP304N
WP304N … S30451 18Cr–8Ni–N 8 (1) (4) (7) (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 WP304N

A403 WP309 … S30900 23Cr–12Ni 8 (1) (7) (10) (11) 75 30 1.00 20.0 17.5 16.1 15.1 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 9.9 7.1 5.0 3.6 2.5 WP309 A403
WP309 … S30900 23Cr–12Ni 8 (1) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 20.0 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 15.9 9.9 7.1 5.0 3.6 2.5 WP309
WP310 … S31000 23Cr–20Ni 8 (1) (7) (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (9) (10) (11) (14) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 7.1 5.0 3.6 2.5 WP310
WP310 … S31000 23Cr–20Ni 8 (1) (7) (9) (10) (11) (15) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 7.1 5.0 3.6 2.5 WP310

A403 WPS31254 … S31254 20Cr–18Ni–6Mo 8 (1) (7) 94 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … WPS31254 A403
WPS31254 … S31254 20Cr–18Ni–6Mo 8 (1) (7) (9) 94 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … WPS31254

A403 WP316 … S31600 16Cr–12Ni–2Mo 8 (4) (7) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP316 A403
WP316 … S31600 16Cr–12Ni–2Mo 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP316
WP316H … S31609 16Cr–12Ni–2Mo 8 (4) (7) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP316H
WP316H … S31609 16Cr–12Ni–2Mo 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP316H

A403 WP316L … S31603 16Cr–12Ni–2Mo 8 (1) (7) (11) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 WP316L A403
WP316L … S31603 16Cr–12Ni–2Mo 8 (1) (7) (9) (11) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 WP316L
WP316N … S31651 16Cr–12Ni–2Mo–N 8 (1) (7) (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 WP316N
WP316N … S31651 16Cr–12Ni–2Mo–N 8 (1) (7) (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 WP316N
WPS31726 … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … WPS31726
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Fittings (Seamless and Welded): Austenitic Fittings (Seamless and Welded): Austenitic (Cont’d)
WPS31726 … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … WPS31726

A403 WP317 … S31700 18Cr–13Ni–3Mo 8 (1) (7) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP317 A403
WP317 … S31700 18Cr–13Ni–3Mo 8 (1) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP317
WP321 … S32100 18Cr–10Ni–Ti 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 WP321
WP321 … S32100 18Cr–10Ni–Ti 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 WP321
WP321H … S32109 18Cr–10Ni–Ti 8 (4) (7) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 WP321H
WP321H … S32109 18Cr–10Ni–Ti 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 WP321H

A403 WP347 … S34700 18Cr–10Ni–Cb 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 WP347 A403
WP347 … S34700 18Cr–10Ni–Cb 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 WP347
WP347H … S34709 18Cr–10Ni–Cb 8 (4) (7) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 WP347H
WP347H … S34709 18Cr–10Ni–Cb 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 WP347H

A403 WP348 … S34800 18Cr–10Ni–Cb 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 WP348 A403
WP348 … S34800 18Cr–10Ni–Cb 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 WP348
WP348H … S34809 18Cr–10Ni–Cb 8 (4) (7) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 WP348H
WP348H … S34809 18Cr–10Ni–Cb 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 WP348H

Fittings (Seamless and Welded): Ferritic/Austenitic Fittings (Seamless and Welded): Ferritic/Austenitic
A815 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A815

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … S32205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101

Castings: Austenitic Castings: Austenitic
A351 CF3 … J92500 18Cr–8Ni 8 (1) (5) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 … … … … … … … … CF3 A351

CF3 … J92500 18Cr–8Ni 8 (1) (5) (9) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 … … … … … … … … CF3
CF3A … J92500 18Cr–8Ni 8 (1) (5) (17) 77.5 35 0.80 17.7 15.6 14.0 12.9 12.1 11.5 11.2 10.9 … … … … … … … … … … CF3A
CF3A … J92500 18Cr–8Ni 8 (1) (5) (9) (17) 77.5 35 0.80 17.7 16.8 15.6 15.1 15.0 15.0 15.0 14.8 … … … … … … … … … … CF3A
CF3M … J92800 18Cr–12Ni–2Mo 8 (1) (5) (13) (17) 70 30 0.80 16.0 13.8 12.4 11.4 10.6 10.1 9.8 9.7 9.5 9.4 9.3 … … … … … … … CF3M
CF3M … J92800 18Cr–12Ni–2Mo 8 (1) (5) (9) (13) (17) 70 30 0.80 16.0 16.0 15.5 15.4 14.3 13.6 13.3 13.0 12.8 12.7 12.5 … … … … … … … CF3M

A351 CF8 … J92600 18Cr–8Ni 8 (5) (10) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 7.6 6.0 4.8 3.8 CF8 A351
CF8 … J92600 18Cr–8Ni 8 (5) (9) (10) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 9.8 7.6 6.0 4.8 3.8 CF8
CF8C … J92710 18Cr–10Ni–Cb 8 (1) (5) (10) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 8.1 7.3 4.9 3.6 CF8C
CF8C … J92710 18Cr–10Ni–Cb 8 (1) (5) (9) (10) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 11.2 9.7 7.3 4.9 3.6 CF8C
CF8M … J92900 16Cr–12Ni–2Mo 8 (5) (13) (17) 70 30 0.80 16.0 13.8 12.4 11.4 10.6 10.1 9.8 9.7 9.5 9.4 9.3 9.2 9.1 9.1 9.0 7.1 5.5 4.3 CF8M
CF8M … J92900 16Cr–12Ni–2Mo 8 (5) (9) (13) (17) 70 30 0.80 16.0 16.0 15.5 15.4 14.3 13.6 13.3 13.0 12.8 12.7 12.5 12.4 12.3 11.9 9.2 7.1 5.5 4.3 CF8M

A351 CH8 … J93400 25Cr–12Ni 8 (1) (5) (10) (17) 65 28 0.80 14.9 12.2 11.3 10.8 10.5 10.1 9.9 9.7 9.4 9.1 8.8 8.5 8.2 7.9 6.8 5.2 4.0 3.0 CH8 A351
CH8 … J93400 25Cr–12Ni 8 (1) (5) (9) (10) (17) 65 28 0.80 14.9 13.6 12.7 12.3 12.3 12.3 12.3 12.2 12.0 11.8 11.5 11.1 10.6 8.9 6.8 5.2 4.0 3.0 CH8
CH20 … J93402 25Cr–12Ni 8 (1) (5) (10) (17) 70 30 0.80 16.0 13.1 12.1 11.6 11.2 10.8 10.6 10.4 10.1 9.8 9.5 9.1 8.8 8.5 6.8 5.2 4.0 3.0 CH20
CH20 … J93402 25Cr–12Ni 8 (1) (5) (9) (10) (17) 70 30 0.80 16.0 14.6 13.6 13.3 13.2 13.2 13.2 13.1 13.0 12.7 12.4 11.9 11.4 8.9 6.8 5.2 4.0 3.0 CH20
CK20 … J94202 25Cr–20Ni 8 (1) (5) (10) (17) 65 28 0.80 14.9 12.2 11.3 10.8 10.5 10.1 9.9 9.7 9.4 9.1 8.8 8.5 8.2 7.9 7.6 6.8 5.8 4.8 CK20
CK20 … J94202 25Cr–20Ni 8 (1) (5) (9) (10) (17) 65 28 0.80 14.9 13.6 12.7 12.3 12.3 12.3 12.3 12.2 12.0 11.8 11.5 11.1 10.6 9.0 7.8 6.8 5.8 4.8 CK20
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Fittings (Seamless and Welded): Austenitic Fittings (Seamless and Welded): Austenitic (Cont’d)
WPS31726 … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … WPS31726

A403 WP317 … S31700 18Cr–13Ni–3Mo 8 (1) (7) (10) (11) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 WP317 A403
WP317 … S31700 18Cr–13Ni–3Mo 8 (1) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 WP317
WP321 … S32100 18Cr–10Ni–Ti 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 WP321
WP321 … S32100 18Cr–10Ni–Ti 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 9.6 6.9 5.0 3.6 WP321
WP321H … S32109 18Cr–10Ni–Ti 8 (4) (7) (11) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 WP321H
WP321H … S32109 18Cr–10Ni–Ti 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 WP321H

A403 WP347 … S34700 18Cr–10Ni–Cb 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 WP347 A403
WP347 … S34700 18Cr–10Ni–Cb 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 WP347
WP347H … S34709 18Cr–10Ni–Cb 8 (4) (7) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 WP347H
WP347H … S34709 18Cr–10Ni–Cb 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 WP347H

A403 WP348 … S34800 18Cr–10Ni–Cb 8 (4) (7) (10) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 WP348 A403
WP348 … S34800 18Cr–10Ni–Cb 8 (4) (7) (9) (10) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 WP348
WP348H … S34809 18Cr–10Ni–Cb 8 (4) (7) (11) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 WP348H
WP348H … S34809 18Cr–10Ni–Cb 8 (4) (7) (9) (11) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 WP348H

Fittings (Seamless and Welded): Ferritic/Austenitic Fittings (Seamless and Welded): Ferritic/Austenitic
A815 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A815

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
S32205 … S32205 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 95 70 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … S32205
S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 101 77 1.00 28.9 28.9 27.5 26.5 26.5 26.5 … … … … … … … … … … … … S32101

Castings: Austenitic Castings: Austenitic
A351 CF3 … J92500 18Cr–8Ni 8 (1) (5) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 … … … … … … … … CF3 A351

CF3 … J92500 18Cr–8Ni 8 (1) (5) (9) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 … … … … … … … … CF3
CF3A … J92500 18Cr–8Ni 8 (1) (5) (17) 77.5 35 0.80 17.7 15.6 14.0 12.9 12.1 11.5 11.2 10.9 … … … … … … … … … … CF3A
CF3A … J92500 18Cr–8Ni 8 (1) (5) (9) (17) 77.5 35 0.80 17.7 16.8 15.6 15.1 15.0 15.0 15.0 14.8 … … … … … … … … … … CF3A
CF3M … J92800 18Cr–12Ni–2Mo 8 (1) (5) (13) (17) 70 30 0.80 16.0 13.8 12.4 11.4 10.6 10.1 9.8 9.7 9.5 9.4 9.3 … … … … … … … CF3M
CF3M … J92800 18Cr–12Ni–2Mo 8 (1) (5) (9) (13) (17) 70 30 0.80 16.0 16.0 15.5 15.4 14.3 13.6 13.3 13.0 12.8 12.7 12.5 … … … … … … … CF3M

A351 CF8 … J92600 18Cr–8Ni 8 (5) (10) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 7.6 6.0 4.8 3.8 CF8 A351
CF8 … J92600 18Cr–8Ni 8 (5) (9) (10) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 9.8 7.6 6.0 4.8 3.8 CF8
CF8C … J92710 18Cr–10Ni–Cb 8 (1) (5) (10) (17) 70 30 0.80 16.0 13.3 12.0 11.0 10.4 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.5 8.3 8.1 7.3 4.9 3.6 CF8C
CF8C … J92710 18Cr–10Ni–Cb 8 (1) (5) (9) (10) (17) 70 30 0.80 16.0 15.2 14.1 13.7 13.5 13.3 13.0 12.7 12.4 12.1 11.9 11.7 11.4 11.2 9.7 7.3 4.9 3.6 CF8C
CF8M … J92900 16Cr–12Ni–2Mo 8 (5) (13) (17) 70 30 0.80 16.0 13.8 12.4 11.4 10.6 10.1 9.8 9.7 9.5 9.4 9.3 9.2 9.1 9.1 9.0 7.1 5.5 4.3 CF8M
CF8M … J92900 16Cr–12Ni–2Mo 8 (5) (9) (13) (17) 70 30 0.80 16.0 16.0 15.5 15.4 14.3 13.6 13.3 13.0 12.8 12.7 12.5 12.4 12.3 11.9 9.2 7.1 5.5 4.3 CF8M

A351 CH8 … J93400 25Cr–12Ni 8 (1) (5) (10) (17) 65 28 0.80 14.9 12.2 11.3 10.8 10.5 10.1 9.9 9.7 9.4 9.1 8.8 8.5 8.2 7.9 6.8 5.2 4.0 3.0 CH8 A351
CH8 … J93400 25Cr–12Ni 8 (1) (5) (9) (10) (17) 65 28 0.80 14.9 13.6 12.7 12.3 12.3 12.3 12.3 12.2 12.0 11.8 11.5 11.1 10.6 8.9 6.8 5.2 4.0 3.0 CH8
CH20 … J93402 25Cr–12Ni 8 (1) (5) (10) (17) 70 30 0.80 16.0 13.1 12.1 11.6 11.2 10.8 10.6 10.4 10.1 9.8 9.5 9.1 8.8 8.5 6.8 5.2 4.0 3.0 CH20
CH20 … J93402 25Cr–12Ni 8 (1) (5) (9) (10) (17) 70 30 0.80 16.0 14.6 13.6 13.3 13.2 13.2 13.2 13.1 13.0 12.7 12.4 11.9 11.4 8.9 6.8 5.2 4.0 3.0 CH20
CK20 … J94202 25Cr–20Ni 8 (1) (5) (10) (17) 65 28 0.80 14.9 12.2 11.3 10.8 10.5 10.1 9.9 9.7 9.4 9.1 8.8 8.5 8.2 7.9 7.6 6.8 5.8 4.8 CK20
CK20 … J94202 25Cr–20Ni 8 (1) (5) (9) (10) (17) 65 28 0.80 14.9 13.6 12.7 12.3 12.3 12.3 12.3 12.2 12.0 11.8 11.5 11.1 10.6 9.0 7.8 6.8 5.8 4.8 CK20
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Castings: Ferritic/Martensitic Castings: Ferritic/Martensitic
A217 CA15 … J91150 13Cr–1∕2Mo 6 (1) (3) (5) 90 65 0.80 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.1 12.0 7.4 4.7 3.0 1.9 1.2 0.8 CA15 A217

Bar: Austenitic Bar: Austenitic
A479 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A479

304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304
304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304H
304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304H

A479 304L … S30403 18Cr–8Ni 8 (16) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L A479
304L … S30403 18Cr–8Ni 8 (9) (16) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N
304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N

A479 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A479
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A479 310S … S31008 25Cr–20Ni 8 (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 … … … … 310S A479
310S … S31008 25Cr–20Ni 8 (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 … … … … 310S
310S … S31008 25Cr–20Ni 8 (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 … … … … 310S
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … …

A479 316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A479
316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316H
316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316H

A479 316L … S31603 16Cr–12Ni–2Mo 8 (1) (16) (28) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L A479
316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (16) (28) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316N … S31651 16Cr–12Ni–2Mo 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N
316N … S31651 16Cr–12Ni–2Mo 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … 317LMN
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … 317LMN

A479 321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321 A479
321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 14.9 9.6 6.9 5.0 3.6 321
321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 321H
321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 321H
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … …

A479 347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A479
347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 347H
347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 347H

A479 348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348 A479
348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348
348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 348H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Castings: Ferritic/Martensitic Castings: Ferritic/Martensitic
A217 CA15 … J91150 13Cr–1∕2Mo 6 (1) (3) (5) 90 65 0.80 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.6 20.1 12.0 7.4 4.7 3.0 1.9 1.2 0.8 CA15 A217

Bar: Austenitic Bar: Austenitic
A479 … … N08904 44Fe–25Ni–21Cr–Mo 45 (1) 71 31 1.00 20.3 16.7 15.1 13.8 12.7 11.9 11.6 11.4 … … … … … … … … … … … A479

304 … S30400 18Cr–8Ni 8 (10) 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304
304 … S30400 18Cr–8Ni 8 (9) (10) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304
304H … S30409 18Cr–8Ni 8 … 75 30 1.00 20.0 16.7 15.0 13.8 12.9 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 304H
304H … S30409 18Cr–8Ni 8 (9) 75 30 1.00 20.0 20.0 18.9 18.3 17.5 16.6 16.2 15.8 15.5 15.2 14.9 14.6 14.3 14.0 12.4 9.8 7.7 6.1 304H

A479 304L … S30403 18Cr–8Ni 8 (16) 70 25 1.00 16.7 14.3 12.8 11.7 10.9 10.4 10.2 10.0 9.8 9.7 … … … … … … … … 304L A479
304L … S30403 18Cr–8Ni 8 (9) (16) 70 25 1.00 16.7 16.7 16.7 15.8 14.7 14.0 13.7 13.5 13.3 13.0 … … … … … … … … 304L
304N … S30451 18Cr–8Ni–N 8 (10) 80 35 1.00 22.9 19.1 16.7 15.1 14.0 13.3 13.0 12.8 12.5 12.3 12.1 11.8 11.6 11.3 11.0 9.8 7.7 6.1 304N
304N … S30451 18Cr–8Ni–N 8 (9) (10) 80 35 1.00 22.9 22.9 21.7 20.3 18.9 17.9 17.5 17.2 16.9 16.6 16.3 16.0 15.6 15.2 12.4 9.8 7.7 6.1 304N

A479 … … S30815 21Cr–11Ni–N 8 (1) 87 45 1.00 24.9 24.7 22.0 19.9 18.5 17.7 17.4 17.2 17.0 16.8 16.6 16.4 16.2 14.9 11.6 9.0 6.9 5.2 … A479
… … S30815 21Cr–11Ni–N 8 (1) (9) 87 45 1.00 24.9 24.7 23.3 22.4 21.8 21.4 21.2 21.0 20.8 20.6 20.3 20.0 19.1 14.9 11.6 9.0 6.9 5.2 …

A479 310S … S31008 25Cr–20Ni 8 (10) (11) (15) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 … … … … 310S A479
310S … S31008 25Cr–20Ni 8 (10) (11) (14) 75 30 1.00 20.0 17.6 16.1 15.1 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 9.9 … … … … 310S
310S … S31008 25Cr–20Ni 8 (9) (10) (11) 75 30 1.00 20.0 20.0 20.0 19.9 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 15.9 9.9 … … … … 310S
… … S31254 20Cr–18Ni–6Mo 8 (1) 95 44 1.00 26.9 23.9 21.4 19.8 18.6 17.9 17.6 17.4 17.3 … … … … … … … … … …
… … S31254 20Cr–18Ni–6Mo 8 (1) (9) 95 44 1.00 26.9 26.9 25.5 24.3 23.5 23.0 22.8 22.7 22.6 … … … … … … … … … …

A479 316 … S31600 16Cr–12Ni–2Mo 8 (10) 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316 A479
316 … S31600 16Cr–12Ni–2Mo 8 (9) (10) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316
316H … S31609 16Cr–12Ni–2Mo 8 … 75 30 1.00 20.0 17.3 15.6 14.3 13.3 12.6 12.3 12.1 11.9 11.8 11.6 11.5 11.4 11.3 11.2 11.1 9.8 7.4 316H
316H … S31609 16Cr–12Ni–2Mo 8 (9) 75 30 1.00 20.0 20.0 20.0 19.3 18.0 17.0 16.6 16.3 16.1 15.9 15.7 15.6 15.4 15.3 15.1 12.4 9.8 7.4 316H

A479 316L … S31603 16Cr–12Ni–2Mo 8 (1) (16) (28) (29) 70 25 1.00 16.7 14.1 12.7 11.7 10.9 10.4 10.2 10.0 9.8 9.6 9.4 9.2 9.0 8.8 8.6 8.4 8.3 6.4 316L A479
316L … S31603 16Cr–12Ni–2Mo 8 (1) (9) (16) (28) (29) 70 25 1.00 16.7 16.7 16.0 15.6 14.8 14.0 13.8 13.5 13.2 13.0 12.7 12.4 12.1 11.9 11.6 11.4 8.8 6.4 316L
316N … S31651 16Cr–12Ni–2Mo 8 (10) 80 35 1.00 22.9 20.7 19.0 17.6 16.5 15.6 15.2 14.9 14.5 14.2 13.9 13.7 13.4 13.2 12.9 12.3 9.8 7.4 316N
316N … S31651 16Cr–12Ni–2Mo 8 (9) (10) 80 35 1.00 22.9 22.9 22.0 21.5 21.2 21.0 20.5 20.0 19.6 19.2 18.8 18.5 18.1 17.8 15.8 12.3 9.8 7.4 316N
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) 80 35 1.00 22.9 20.0 17.9 16.3 15.3 14.6 … … … … … … … … … … … … 317LMN
317LMN … S31726 19Cr–15.5Ni–4Mo 8 (1) (9) 80 35 1.00 22.9 21.8 20.9 20.5 20.3 19.7 … … … … … … … … … … … … 317LMN

A479 321 … S32100 18Cr–10Ni–Ti 8 (10) 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 321 A479
321 … S32100 18Cr–10Ni–Ti 8 (9) (10) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 14.9 9.6 6.9 5.0 3.6 321
321H … S32109 18Cr–10Ni–Ti 8 … 75 30 1.00 20.0 18.0 16.5 15.3 14.3 13.5 13.2 13.0 12.7 12.6 12.4 12.3 12.1 12.0 11.9 9.1 6.9 5.4 321H
321H … S32109 18Cr–10Ni–Ti 8 (9) 75 30 1.00 20.0 20.0 19.1 18.7 18.7 18.3 17.9 17.5 17.2 16.9 16.7 16.5 16.4 16.2 12.3 9.1 6.9 5.4 321H
… … S32550 25.5Cr–5.5Ni–3.5Mo–2Cu 10H (1) (25) (26) 110 80 1.00 31.4 31.3 29.5 28.6 28.2 … … … … … … … … … … … … … …

A479 347 … S34700 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 347 A479
347 … S34700 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 347
347H … S34709 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 347H
347H … S34709 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 347H

A479 348 … S34800 18Cr–10Ni–Cb 8 (10) 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 12.1 9.1 6.1 4.4 348 A479
348 … S34800 18Cr–10Ni–Cb 8 (9) (10) 75 30 1.00 20.0 20.0 18.8 17.8 17.2 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.0 12.1 9.1 6.1 4.4 348
348H … S34809 18Cr–10Ni–Cb 8 … 75 30 1.00 20.0 18.4 17.1 16.0 15.0 14.3 14.0 13.8 13.7 13.6 13.5 13.4 13.4 13.4 13.4 13.3 10.5 7.9 348H
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Bar: Austenitic Bar: Austenitic (Cont’d)
348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 348H

Bar: Ferritic/Martensitic Bar: Ferritic/Martensitic
A479 XM-27 … S44627 27Cr–1Mo 10I (2) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … XM-27 A479

Bar: Ferritic/Austenitic Bar: Ferritic/Austenitic
A479 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A479

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
2205 … S32205 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750
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Spec.
No.

Type or
Grade Class

UNS
Alloy
No.

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
Type
or

Grade
Spec.
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Bar: Austenitic Bar: Austenitic (Cont’d)
348H … S34809 18Cr–10Ni–Cb 8 (9) 75 30 1.00 20.0 20.0 18.8 17.8 17.1 16.9 16.8 16.8 16.8 16.8 16.8 16.7 16.6 16.4 16.2 14.1 10.5 7.9 348H

Bar: Ferritic/Martensitic Bar: Ferritic/Martensitic
A479 XM-27 … S44627 27Cr–1Mo 10I (2) 65 40 1.00 18.6 18.6 18.3 18.1 18.1 18.1 18.1 … … … … … … … … … … … XM-27 A479

Bar: Ferritic/Austenitic Bar: Ferritic/Austenitic
A479 S31803 … S31803 22Cr–5.5Ni–3Mo–N 10H (1) (23) (24) 90 65 1.00 25.7 25.7 24.8 23.9 23.3 23.1 … … … … … … … … … … … … S31803 A479

S32101 … S32101 21Cr–5Mn–1.5Ni–Cu–N 10H (1) (23) (24) 94 65 1.00 26.9 26.9 25.6 24.7 24.7 24.7 … … … … … … … … … … … … S32101
2205 … S32205 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 95 65 1.00 27.1 27.1 26.2 25.2 24.6 24.3 … … … … … … … … … … … … 2205
S32750 … S32750 25Cr–7Ni–4Mo–N 10H (1) (22) (23) 116 80 1.00 33.1 33.0 31.2 30.1 29.6 29.4 … … … … … … … … … … … … S32750
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Table A-3
Stainless Steels (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers indicated in this table are identical to those adopted by ASME BPVC. Qualification of welding procedures, welders, and

welding operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) Thematerials listed in this table shall not be used at design temperatures above those forwhich allowable stress values are given herein or in

Table A-8.
(f) The tabulated stress values are S × E (weld joint efficiency factor) or S × F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratingsof piping components, as published in standards referenced in this Code,maybeused for componentsmeeting

the requirements of those standards. The allowable stress values given in this table are for use in designing piping components that are not
manufactured in accordance with referenced standards.

(h) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the
selection of stresses.

(i) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Use of this material at temperatures above 650°F is not approved because of the possibility of temper embrittlement.
(3) This steelmaybe expected to develop embrittlement at room temperature after service at temperatures above 700°F. Consequently, its use

at higher temperatures is not recommended unless due caution is observed.
(4) For fittingsmade fromASTM forgings over5 in. in thickness, the allowable stress values tabulated shall be reducedby the ratio of 70divided

by 75.
(5) The material quality factors and allowable stress values for these materials may be increased in accordance with para. 102.4.6.
(6) Tensile strengths in parentheses are expected minimum values.
(7) SeeMSS SP-43 for requirements for lightweight stainless steel fittings. MSS SP-43 Schedule 5S fittings shall not be used for design tempera-

tures above 400°F. MSS SP-43 Schedule 10S fittings shall not be used for design temperatures above 750°F.
(8) Thematerial quality factor for centrifugally cast pipe (0.85) is based on all surfaces beingmachined after heat treatment. The surface finish,

after machining, shall be 250 μin. arithmetic average deviation or smoother.
(9) Due to the relatively low yield strength of thesematerials, these higher allowable stress valueswere established at temperatureswhere the

short time tensile properties govern to permit the use of these alloys where slightly greater deformation is acceptable. These stress values
exceed 67%but donot exceed90%of the yield strength at temperature. Use of these stress valuesmay result in dimensional changes due to
permanent strain. These values shouldnotbeused for the flanges of gasketed joints or other applicationswhere slight amounts of distortion
can cause leakage or malfunction.

(10) The allowable stress values tabulated for temperatures over 1,000°F apply only if the carbon content of the material is 0.04% or higher.
(11) The allowable stress values tabulated for temperatures over 1,000°F apply only if the material is heat treated by heating to a minimum

temperature of 1,900°F and quenching in water or rapidly cooling by other means.
(12) These allowable stress values apply to forgings over 5 in. in thickness.
(13) The allowable stress values tabulated for temperatures over 800°F apply only if the carbon content of the material is 0.04% or higher.
(14) These allowable stress values shall be used only when the grain size of the material is ASTM No. 6 or coarser.
(15) These allowable stress values shall be usedwhen the grain size of thematerial is finer than ASTMNo. 6 or when the grain size has not been

determined.
(16) Use of external pressure charts for material in the form of barstock is permitted for stiffening rings only.
(17) At the ferrite levels tabulated below, thesematerials will have significant reductions in Charpy V-notch toughness values at room tempera-

ture andbelow following service exposure at the indicated temperatures. This reduction indicates thepotential for brittle fracturewithhigh
rate loading in the presence of sharp notches or cracks.

Ferrite Content, % Service Temperature, °F
5 and less 1,100 and above
10 900 and above
15 800 and above
20 700 and above
25–30 600 and above
35–40 500 and above

(18) The stress values at 1,050°F and above shall be used only when the grain size is ASTM No. 6 or coarser.
(19) These allowable stress values apply for single or double butt welded pipe with radiography per para. 136.4.5.
(20) These allowable stress values apply for double butt welded pipe, without radiography.
(21) These allowable stress values apply for single butt welded pipe, without radiography.
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Table A-3
Stainless Steels (Cont’d)

NOTES: (Cont’d)
(22) Any heat treatment applied to this material shall be performed at 1,880°F to 2,060°F, followed by a rapid cool.
(23) Theuseof thismaterial is limited to600°F (315°C).Thismaterialmayexhibit embrittlementat roomtemperature aftermoderately elevated

temperature service. Cold work (strain hardening) such as that introduced during tube bending and certain manufacturing and assembly
processes can make UNS S32750 more susceptible to embrittlement when exposed to temperatures in excess of 480°F (250°C).

(24) Except forUNSNo. S32003material, anyheat treatmentapplied shall beperformedat1,870°F to2,010°F, followedbya rapid cool. ForASTM
,ASTMA240, andASTMA479material, this ismore restrictive than thematerial specificationandshall bemet. ForUNSNo. S32003material,
any heat treatment applied shall be performed at 1,850°F to 2,050°F, followed by rapid cooling in air or water.

(25) Openings ≥ 4 in. shall conform to para. 127.4.8, except that full penetration welds shall be used and separate reinforcing pads shall not be
used.

(26) This steel may be expected to develop embrittlement after exposure to temperatures above 500°F for prolonged times. See ASME BPVC,
Section II, Part D, Appendix A, A-207 and A-208.

(27) These allowable stress values apply only to forgings 5 in. in thickness and under.
(28) The stress values at temperatures above 1,000°F apply only if Supplementary Requirement S1 has been specified.
(29) The material shall have an ASTM grain size of 7 or coarser for use at 1,000°F (550°C) and above.
(30) These allowable stress values apply to seamless pipe ≤3∕8 in. wall thickness.
(31) These allowable stress values apply to seamless pipe >3∕8 in. wall thickness.
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube
B161 N02200 Annealed Ni 41 (1) (5) 55 15 1.00 10.0 10.0 10.0 10.0 10.0 10.0 … … … … … … … … … … … … N02200 B161

N02200 Annealed Ni 41 (1) (6) 55 12 1.00 8.0 8.0 8.0 8.0 8.0 8.0 … … … … … … … … … … … … N02200
N02200 Str. rel. Ni 41 (1) 65 40 1.00 18.6 18.6 18.6 18.6 18.3 17.7 … … … … … … … … … … … … N02200

B161 N02201 Annealed Ni–Low C 41 (1) (5) 50 12 1.00 8.0 7.7 7.5 7.5 7.5 7.5 7.5 7.4 7.4 7.2 5.8 4.5 3.7 3.0 2.4 2.0 1.5 1.2 N02201 B161
N02201 Annealed Ni–Low C 41 (1) (6) 50 10 1.00 6.7 6.4 6.3 6.2 6.2 6.2 6.2 6.2 6.1 6.0 5.8 4.5 3.7 3.0 2.4 2.0 1.5 1.2 N02201
N02201 Str. rel. Ni–Low C 41 (1) 60 30 1.00 17.1 17.1 17.0 17.0 16.8 16.3 … … … … … … … … … … … … N02201

B163 N08800 Annealed Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B163
N08800 Annealed Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 … 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.7 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B165 N04400 Annealed Ni–Cu 42 (1) (5) 70 28 1.00 18.7 16.4 15.2 14.7 14.7 14.7 14.7 14.6 14.5 14.3 11.0 8.0 … … … … … … N04400 B165
N04400 Annealed Ni–Cu 42 (1) (6) 70 25 1.00 16.7 14.6 13.6 13.2 13.1 13.1 13.1 13.0 12.9 12.7 11.0 8.0 … … … … … … N04400
N04400 Str. rel. Ni–Cu 42 (1) (2) (3) 85 35 1.00 24.3 24.3 24.3 24.3 24.3 … … … … … … … … … … … … … N04400

B167 N06600 H.F./ann. Ni–Cr–Fe 43 (5) 80 30 1.00 20.0 19.1 18.3 17.5 16.8 16.2 15.9 15.7 15.5 15.2 15.1 14.9 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B167
N06600 H.F./ann. Ni–Cr–Fe 43 (2) (5) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 H.F./ann. Ni–Cr–Fe 43 (6) 75 25 1.00 16.7 15.9 15.2 14.6 14.0 13.5 13.3 13.1 12.9 12.7 12.5 12.4 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 H.F./ann. Ni–Cr–Fe 43 (2) (6) 80 25 1.00 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600

B167 N06600 C.D./ann. Ni–Cr–Fe 43 (5) 80 35 1.00 22.9 21.3 20.8 20.5 20.2 19.9 19.8 19.6 19.4 19.1 18.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B167
N06600 C.D./ann. Ni–Cr–Fe 43 (2) (5) 80 35 1.00 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.4 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 C.D./ann. Ni–Cr–Fe 43 (6) 80 30 1.00 20.0 19.1 18.3 17.5 16.8 16.2 15.9 15.7 15.5 15.2 15.1 14.9 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 C.D./ann. Ni–Cr–Fe 43 (2) (6) 80 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600

B167 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B167
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 C.W./ann. 58Ni–29Cr–9Fe 43 (7) (23) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 C.W./ann. 58Ni–29Cr–9Fe 43 (2) (7) (23) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B407 N08800 C.D./ann. Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B407
N08800 C.D./ann. Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B423 N08825 C.W./ann. Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B423
N08825 C.W./ann. Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B444 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B444
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B622 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022 B622
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube
B161 N02200 Annealed Ni 41 (1) (5) 55 15 1.00 10.0 10.0 10.0 10.0 10.0 10.0 … … … … … … … … … … … … N02200 B161

N02200 Annealed Ni 41 (1) (6) 55 12 1.00 8.0 8.0 8.0 8.0 8.0 8.0 … … … … … … … … … … … … N02200
N02200 Str. rel. Ni 41 (1) 65 40 1.00 18.6 18.6 18.6 18.6 18.3 17.7 … … … … … … … … … … … … N02200

B161 N02201 Annealed Ni–Low C 41 (1) (5) 50 12 1.00 8.0 7.7 7.5 7.5 7.5 7.5 7.5 7.4 7.4 7.2 5.8 4.5 3.7 3.0 2.4 2.0 1.5 1.2 N02201 B161
N02201 Annealed Ni–Low C 41 (1) (6) 50 10 1.00 6.7 6.4 6.3 6.2 6.2 6.2 6.2 6.2 6.1 6.0 5.8 4.5 3.7 3.0 2.4 2.0 1.5 1.2 N02201
N02201 Str. rel. Ni–Low C 41 (1) 60 30 1.00 17.1 17.1 17.0 17.0 16.8 16.3 … … … … … … … … … … … … N02201

B163 N08800 Annealed Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B163
N08800 Annealed Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 … 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.7 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B165 N04400 Annealed Ni–Cu 42 (1) (5) 70 28 1.00 18.7 16.4 15.2 14.7 14.7 14.7 14.7 14.6 14.5 14.3 11.0 8.0 … … … … … … N04400 B165
N04400 Annealed Ni–Cu 42 (1) (6) 70 25 1.00 16.7 14.6 13.6 13.2 13.1 13.1 13.1 13.0 12.9 12.7 11.0 8.0 … … … … … … N04400
N04400 Str. rel. Ni–Cu 42 (1) (2) (3) 85 35 1.00 24.3 24.3 24.3 24.3 24.3 … … … … … … … … … … … … … N04400

B167 N06600 H.F./ann. Ni–Cr–Fe 43 (5) 80 30 1.00 20.0 19.1 18.3 17.5 16.8 16.2 15.9 15.7 15.5 15.2 15.1 14.9 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B167
N06600 H.F./ann. Ni–Cr–Fe 43 (2) (5) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 H.F./ann. Ni–Cr–Fe 43 (6) 75 25 1.00 16.7 15.9 15.2 14.6 14.0 13.5 13.3 13.1 12.9 12.7 12.5 12.4 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 H.F./ann. Ni–Cr–Fe 43 (2) (6) 80 25 1.00 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600

B167 N06600 C.D./ann. Ni–Cr–Fe 43 (5) 80 35 1.00 22.9 21.3 20.8 20.5 20.2 19.9 19.8 19.6 19.4 19.1 18.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B167
N06600 C.D./ann. Ni–Cr–Fe 43 (2) (5) 80 35 1.00 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.4 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 C.D./ann. Ni–Cr–Fe 43 (6) 80 30 1.00 20.0 19.1 18.3 17.5 16.8 16.2 15.9 15.7 15.5 15.2 15.1 14.9 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 C.D./ann. Ni–Cr–Fe 43 (2) (6) 80 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600

B167 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B167
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 C.W./ann. 58Ni–29Cr–9Fe 43 (7) (23) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 C.W./ann. 58Ni–29Cr–9Fe 43 (2) (7) (23) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B407 N08800 C.D./ann. Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B407
N08800 C.D./ann. Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B423 N08825 C.W./ann. Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B423
N08825 C.W./ann. Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B444 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B444
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B622 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022 B622
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube (Cont’d)

B677 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B677
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B690 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B690
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (21) 100 45 1.00 28.6 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (2) (21) 100 45 1.00 28.6 28.6 27.0 25.8 25.0 24.5 24.3 24.1 24.0 23.8 … … … … … … … … N08367

B729 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B729
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

Welded Pipe and Tube Welded Pipe and Tube
B464 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 … 80 35 0.85 19.4 17.5 16.7 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B464

N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020

B468 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 0.85 19.4 17.5 16.7 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B468
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020

B546 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (1) (7) 95 35 0.85 19.8 17.7 16.3 15.4 14.6 14.1 13.9 13.8 13.6 13.5 13.4 13.3 13.3 13.2 13.1 13.1 13.0 13.0 N06617 B546
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (1) (2) (7) 95 35 0.85 19.8 19.8 19.8 19.8 19.8 19.1 18.8 18.6 18.4 18.3 18.1 18.0 17.9 17.8 17.8 17.7 17.6 15.4 N06617

B619 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022 B619
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556

B626 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022 B626
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556

B673 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B673
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926

B674 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B674
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Seamless Pipe and Tube Seamless Pipe and Tube (Cont’d)

B677 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B677
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B690 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B690
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (21) 100 45 1.00 28.6 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (2) (21) 100 45 1.00 28.6 28.6 27.0 25.8 25.0 24.5 24.3 24.1 24.0 23.8 … … … … … … … … N08367

B729 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B729
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

Welded Pipe and Tube Welded Pipe and Tube
B464 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 … 80 35 0.85 19.4 17.5 16.7 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B464

N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020

B468 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 0.85 19.4 17.5 16.7 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B468
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020

B546 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (1) (7) 95 35 0.85 19.8 17.7 16.3 15.4 14.6 14.1 13.9 13.8 13.6 13.5 13.4 13.3 13.3 13.2 13.1 13.1 13.0 13.0 N06617 B546
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (1) (2) (7) 95 35 0.85 19.8 19.8 19.8 19.8 19.8 19.1 18.8 18.6 18.4 18.3 18.1 18.0 17.9 17.8 17.8 17.7 17.6 15.4 N06617

B619 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022 B619
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556

B626 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022 B626
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556

B673 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B673
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926

B674 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B674
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube Welded Pipe and Tube (Cont’d)
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926

B675 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B675
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

B676 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B676
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

B704 N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 120 60 0.85 29.1 29.1 29.1 28.5 28.0 27.5 27.3 27.0 26.8 26.5 26.3 26.0 25.7 25.4 25.1 24.7 … … N06625 B704

B705 N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 120 60 0.85 29.1 29.1 29.1 28.5 28.0 27.5 27.3 27.0 26.8 26.5 26.3 26.0 25.7 25.4 25.1 24.7 … … N06625 B705

B804 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B804
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

Plate, Sheet, and Strip Plate, Sheet, and Strip
B168 N06600 Annealed Ni–Cr–Fe 43 … 80 35 1.00 22.9 21.3 20.8 20.5 20.2 19.9 19.8 19.6 19.4 19.1 18.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B168

N06600 Annealed Ni–Cr–Fe 43 (2) 80 35 1.00 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.4 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 Hot rolled Ni–Cr–Fe 43 (4) 85 35 1.00 23.3 22.1 21.5 21.3 21.3 21.2 21.1 21.0 20.8 20.5 20.1 19.7 19.3 14.5 10.3 7.2 5.8 5.5 N06600
N06600 Hot rolled Ni–Cr–Fe 43 (2) (4) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 14.5 10.3 7.2 5.8 5.5 N06600

B168 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B168
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 Annealed 58Ni–29Cr–9Fe 43 (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 Annealed 58Ni–29Cr–9Fe 43 (2) (7) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B409 N08800 Annealed Ni–Cr–Fe 45 (4) (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B409
N08800 Annealed Ni–Cr–Fe 45 (2) (4) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (4) (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (4) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B424 N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B424
N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B435 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556 B435
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B443 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B443
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 55 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) (15) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Pipe and Tube Welded Pipe and Tube (Cont’d)
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926

B675 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B675
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

B676 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B676
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

B704 N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 120 60 0.85 29.1 29.1 29.1 28.5 28.0 27.5 27.3 27.0 26.8 26.5 26.3 26.0 25.7 25.4 25.1 24.7 … … N06625 B704

B705 N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 120 60 0.85 29.1 29.1 29.1 28.5 28.0 27.5 27.3 27.0 26.8 26.5 26.3 26.0 25.7 25.4 25.1 24.7 … … N06625 B705

B804 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B804
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (21) 100 45 0.85 24.3 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (21) 100 45 0.85 24.3 24.3 23.0 22.0 21.3 20.8 20.7 20.5 20.4 20.2 … … … … … … … … N08367

Plate, Sheet, and Strip Plate, Sheet, and Strip
B168 N06600 Annealed Ni–Cr–Fe 43 … 80 35 1.00 22.9 21.3 20.8 20.5 20.2 19.9 19.8 19.6 19.4 19.1 18.7 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600 B168

N06600 Annealed Ni–Cr–Fe 43 (2) 80 35 1.00 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.9 22.4 16.0 10.6 7.0 4.5 3.0 2.2 2.0 N06600
N06600 Hot rolled Ni–Cr–Fe 43 (4) 85 35 1.00 23.3 22.1 21.5 21.3 21.3 21.2 21.1 21.0 20.8 20.5 20.1 19.7 19.3 14.5 10.3 7.2 5.8 5.5 N06600
N06600 Hot rolled Ni–Cr–Fe 43 (2) (4) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 14.5 10.3 7.2 5.8 5.5 N06600

B168 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B168
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 Annealed 58Ni–29Cr–9Fe 43 (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 Annealed 58Ni–29Cr–9Fe 43 (2) (7) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B409 N08800 Annealed Ni–Cr–Fe 45 (4) (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B409
N08800 Annealed Ni–Cr–Fe 45 (2) (4) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (4) (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (4) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B424 N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B424
N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B435 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556 B435
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B443 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B443
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 55 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) (15) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip Plate, Sheet, and Strip (Cont’d)

B463 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B463
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (12) 80 35 1.00 22.9 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 … … … … … … … … N08020

B575 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022 B575
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.8 16.7 16.5 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B625 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B625
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B688 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (7) (11) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B688
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (7) (11) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (7) (10) (21) 100 45 1.00 28.6 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (7) (10) (21) 100 45 1.00 28.6 28.6 27.0 25.8 25.0 24.5 24.3 24.1 24.0 23.8 … … … … … … … … N08367

Bars, Rods, Shapes, and Forgings Bars, Rods, Shapes, and Forgings
B166 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B166

N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 Annealed 58Ni–29Cr–9Fe 43 (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 Annealed 58Ni–29Cr–9Fe 43 (2) (7) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B408 N08800 Annealed Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B408
N08800 Annealed Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B425 N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B425
N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B446 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B446
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (16) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (15) (17) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B462 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B462
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B473 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B473
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B564 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B564
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (16) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (15) (17) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B564 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B564
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Plate, Sheet, and Strip Plate, Sheet, and Strip (Cont’d)

B463 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B463
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (12) 80 35 1.00 22.9 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 … … … … … … … … N08020

B575 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022 B575
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.8 16.7 16.5 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B625 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B625
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (19) (20) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C 45 (1) (2) (19) (20) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B688 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (7) (11) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B688
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (7) (11) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (7) (10) (21) 100 45 1.00 28.6 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (7) (10) (21) 100 45 1.00 28.6 28.6 27.0 25.8 25.0 24.5 24.3 24.1 24.0 23.8 … … … … … … … … N08367

Bars, Rods, Shapes, and Forgings Bars, Rods, Shapes, and Forgings
B166 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B166

N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06690 Annealed 58Ni–29Cr–9Fe 43 (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.1 22.9 22.9 22.8 22.7 22.6 22.5 22.2 16.5 11.6 9.0 6.5 4.5 3.0 N06690
N06690 Annealed 58Ni–29Cr–9Fe 43 (2) (7) 85 35 1.00 23.3 21.1 19.9 19.1 18.6 18.4 18.4 18.4 18.4 18.4 18.4 18.3 16.5 11.6 9.0 6.5 4.5 3.0 N06690

B408 N08800 Annealed Ni–Cr–Fe 45 (7) 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800 B408
N08800 Annealed Ni–Cr–Fe 45 (2) (7) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 (7) 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) (7) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B425 N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (7) 85 35 1.00 23.3 21.4 20.3 19.4 18.5 17.8 17.5 17.3 17.2 17.0 … … … … … … … … N08825 B425
N08825 Annealed Ni–Fe–Cr–Mo–Cu 45 (2) (7) 85 35 1.00 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.3 23.2 23.0 … … … … … … … … N08825

B446 N06625 Sol. ann. Ni–Cr–Mo–Cb 43 (14) (18) 100 40 1.00 26.7 24.9 23.6 22.6 21.8 21.1 20.8 20.6 20.3 20.1 20.0 19.8 19.7 19.5 19.4 19.4 … … N06625 B446
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (16) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (15) (17) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B462 N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B462
N08020 Annealed Ni–Fe–Cr–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B473 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B473
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B564 N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (7) 95 35 1.00 23.3 20.8 19.2 18.1 17.2 16.6 16.4 16.2 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.4 15.3 15.3 N06617 B564
N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (2) (7) 95 35 1.00 23.3 23.3 23.3 23.3 23.3 22.5 22.1 21.9 21.7 21.5 21.3 21.2 21.0 20.9 20.9 20.8 20.7 18.1 N06617
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (16) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (2) (14) (15) (17) 120 60 1.00 34.3 34.3 34.3 33.6 32.9 32.4 32.1 31.8 31.5 31.2 30.9 30.6 30.3 29.9 29.5 29.0 … … N06625

B564 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B564
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Bars, Rods, Shapes, and Forgings Bars, Rods, Shapes, and Forgings (Cont’d)
N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800
N08800 Annealed Ni–Cr–Fe 45 (2) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 … 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B572 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556 B572
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B574 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 … … … … … … … … N06022 B574
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B649 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B649
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C … (1) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C … (1) (2) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B691 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B691
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

Seamless Fittings Seamless Fittings
B366 N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022 B366

N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625

B366 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B366
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020
N08367 Annealed Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Annealed Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

B366 N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B366
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) 87 43 1.00 24.9 24.9 23.0 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B366 N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276 B366
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B462 N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B462
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Bars, Rods, Shapes, and Forgings Bars, Rods, Shapes, and Forgings (Cont’d)
N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 20.0 18.5 17.8 17.2 16.8 16.3 16.1 15.9 15.7 15.5 15.3 15.1 14.9 14.7 14.5 13.0 9.8 6.6 N08800
N08800 Annealed Ni–Cr–Fe 45 (2) 75 30 1.00 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 20.0 19.9 17.0 13.0 9.8 6.6 N08800
N08810 Annealed Ni–Cr–Fe 45 … 65 25 1.00 16.7 15.4 14.4 13.6 12.9 12.2 11.9 11.6 11.4 11.1 10.9 10.7 10.5 10.4 10.2 10.0 9.3 7.4 N08810
N08810 Annealed Ni–Cr–Fe 45 (2) 65 25 1.00 16.7 16.7 16.7 16.7 16.7 16.5 16.1 15.7 15.3 15.0 14.7 14.5 14.2 14.0 13.8 11.6 9.3 7.4 N08810

B572 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556 B572
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B574 N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (12) 100 45 1.00 28.6 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 … … … … … … … … N06022 B574
N06022 Sol. ann. Ni–Mo–Cr–Low C 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B649 N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B649
N08925 Annealed Ni–Fe–Cr–Mo–Cu–Low C 45 (1) (2) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C … (1) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Ni–Fe–Cr–Mo–Cu–N–Low C … (1) (2) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B691 N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B691
N08367 Sol. ann. Fe–Ni–Cr–Mo–Cu–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

Seamless Fittings Seamless Fittings
B366 N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022 B366

N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625

B366 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020 B366
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020
N08367 Annealed Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Annealed Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

B366 N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925 B366
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) 87 43 1.00 24.9 24.9 23.0 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B366 N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276 B366
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556

B462 N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367 B462
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Fittings Welded Fittings
B366 N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022 B366

N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) (13) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022
N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022
N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) (13) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 50 0.85 26.7 26.7 26.7 26.2 25.7 25.2 25.0 24.7 24.6 24.3 24.1 23.8 23.5 23.3 23.0 22.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (13) (14) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625

B366 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 0.85 19.4 17.5 16.8 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B366
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (13) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) (13) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B366 N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B366
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (13) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (13) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

B366 N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B366
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (13) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) (13) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925

B366 N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926 B366
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (13) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) (13) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B366 N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276 B366
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) (13) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) (13) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B366 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556 B366
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (13) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) (13) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556
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Spec.
No.

UNS
Alloy
No.

Temper or
Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding
UNS
Alloy
No.

Spec
No.100 200 300 400 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Welded Fittings Welded Fittings
B366 N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) 100 45 0.85 24.3 22.7 20.9 19.4 18.3 17.4 17.0 16.7 16.4 16.2 … … … … … … … … N06022 B366

N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (12) (13) 100 45 1.00 28.6 26.7 24.6 22.9 21.5 20.4 20.0 19.6 19.3 19.0 … … … … … … … … N06022
N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) 100 45 0.85 24.3 24.3 23.9 23.1 22.6 22.1 21.9 21.8 21.6 21.5 … … … … … … … … N06022
N06022 Sol. ann. Low C–Ni–Mo–Cr 44 (2) (12) (13) 100 45 1.00 28.6 28.6 28.2 27.2 26.5 26.0 25.8 25.6 25.4 25.3 … … … … … … … … N06022
N06625 Annealed Ni–Cr–Mo–Cb 43 (14) 110 50 0.85 26.7 26.7 26.7 26.2 25.7 25.2 25.0 24.7 24.6 24.3 24.1 23.8 23.5 23.3 23.0 22.6 … … N06625
N06625 Annealed Ni–Cr–Mo–Cb 43 (13) (14) 110 50 1.00 31.4 31.4 31.4 30.8 30.2 29.7 29.4 29.1 28.9 28.6 28.3 28.0 27.7 27.4 27.0 26.6 … … N06625

B366 N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) 80 35 0.85 19.4 17.5 16.8 16.1 15.5 15.0 14.9 14.8 14.6 14.3 … … … … … … … … N08020 B366
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (13) 80 35 1.00 22.9 20.6 19.7 18.9 18.2 17.7 17.5 17.4 17.2 16.8 … … … … … … … … N08020
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) 80 35 0.85 19.4 19.4 19.2 18.8 18.8 18.8 18.7 18.6 18.5 18.5 … … … … … … … … N08020
N08020 Annealed Cr–Ni–Fe–Mo–Cu–Cb 45 (1) (2) (13) 80 35 1.00 22.9 22.9 22.6 22.2 22.1 22.1 22.0 21.9 21.8 21.8 … … … … … … … … N08020

B366 N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (22) 95 45 0.85 23.1 22.2 20.2 18.7 17.4 16.5 16.1 15.8 15.5 15.3 … … … … … … … … N08367 B366
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (8) (13) (22) 95 45 1.00 27.1 26.2 23.8 21.9 20.5 19.4 19.0 18.6 18.3 18.0 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (22) 95 45 0.85 23.1 23.1 21.8 20.9 20.2 19.8 19.6 19.5 19.4 19.2 … … … … … … … … N08367
N08367 Sol. ann. Fe–Ni–Cr–Mo–N 45 (1) (2) (8) (13) (22) 95 45 1.00 27.1 27.1 25.7 24.6 23.8 23.3 23.1 22.9 22.8 22.6 … … … … … … … … N08367

B366 N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) 87 43 0.85 21.1 19.7 18.1 16.8 15.6 14.7 14.4 14.4 14.4 14.4 … … … … … … … … N08925 B366
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (13) 87 43 1.00 24.9 23.2 21.3 19.8 18.3 17.3 17.0 16.9 16.9 16.9 … … … … … … … … N08925
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) 87 43 0.85 21.1 21.1 20.4 19.5 18.8 18.2 17.9 17.7 17.4 17.0 … … … … … … … … N08925
N08925 Annealed Low C–Ni–Fe–Cr–Mo–Cu 45 (1) (2) (13) 87 43 1.00 24.9 24.9 23.9 23.0 22.1 21.4 21.1 20.8 20.4 20.1 … … … … … … … … N08925

B366 N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (19) (20) 94 43 0.85 22.9 20.5 18.3 16.7 15.9 15.3 15.0 14.9 14.8 … … … … … … … … … N08926 B366
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (13) 94 43 1.00 26.9 24.1 21.5 19.7 18.7 18.0 17.7 17.5 17.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) (19) (20) 94 43 0.85 22.9 22.9 22.3 21.1 20.1 19.4 19.0 18.7 18.4 … … … … … … … … … N08926
N08926 Annealed Low C–Ni–Fe–Cr–Mo–Cu–N 45 (1) (2) (13) 94 43 1.00 26.9 26.9 26.2 24.8 23.7 22.8 22.4 22.0 21.6 … … … … … … … … … N08926

B366 N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) 100 41 0.85 23.2 21.2 19.6 18.1 16.9 16.0 15.5 15.1 14.8 14.5 14.4 14.2 14.1 14.0 … … … … N10276 B366
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (12) (13) 100 41 1.00 27.3 24.9 23.0 21.3 19.9 18.8 18.2 17.8 17.4 17.1 16.9 16.7 16.6 16.5 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) 100 41 0.85 23.2 23.2 23.2 23.2 22.9 21.4 20.9 20.4 20.0 19.6 19.4 19.2 19.0 19.0 … … … … N10276
N10276 Sol. ann. Low C–Ni–Mo–Cr 43 (2) (12) (13) 100 41 1.00 27.3 27.3 27.3 27.3 26.9 25.2 24.6 24.0 23.5 23.1 22.8 22.6 22.4 22.3 … … … … N10276

B366 R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) 100 45 0.85 24.3 21.8 19.6 18.1 17.1 16.4 16.1 15.9 15.7 15.5 15.3 15.2 15.0 14.8 14.7 14.5 14.4 11.6 R30556 B366
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (13) 100 45 1.00 28.6 25.6 23.1 21.3 20.1 19.3 18.9 18.7 18.4 18.2 18.0 17.8 17.6 17.5 17.3 17.1 16.9 13.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) 100 45 0.85 24.3 24.3 23.8 23.0 22.5 22.1 21.7 21.4 21.1 20.9 20.7 20.5 20.2 20.0 19.8 18.0 14.4 11.6 R30556
R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (2) (13) 100 45 1.00 28.6 28.6 28.0 27.1 26.4 26.0 25.6 25.2 24.9 24.6 24.3 24.1 23.8 23.6 23.3 21.2 17.0 13.6 R30556
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Table A-4
Nickel and High Nickel Alloys (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers indicated in this table are identical to those adopted by ASME BPVC. Qualification of welding procedures, welders, and

welding operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) Thematerials listed in this table shall notbeusedatdesign temperaturesabove those forwhichallowable stressvalues aregivenhereinor in

Table A-8.
(f) The tabulated stress values are S×E (weld joint efficiency factor) or S×F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratings of piping components, as published in standards referenced in this Code, may be used for components

meeting the requirements of those standards. The allowable stress values given in this table are for use in designingpiping components that
are not manufactured in accordance with referenced standards.

(h) The y coefficient = 0.4 except where Note (7) applies (see Table 104.1.2-1).
(i) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(j) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Due to the relatively lowyield strengthsof thesematerials, thesehigher allowable stress valueswere establishedat temperatureswhere the

short time tensile properties govern to permit the use of these alloys where slightly greater deformation is acceptable. These stress values
exceed 67% but do not exceed 90% of the yield strength at temperature. Use of these values may result in dimensional changes due to
permanent strain. Thesevalues shouldnotbeused for flangesof gasketed joints orother applicationswhere slight amountsofdistortion can
cause leakage or malfunction.

(3) The maximum temperature is limited to 500°F because harder temper adversely affects design stress in the creep rupture temperature
range.

(4) These values may be used for plate material only.
(5) These values apply to sizes NPS 5 and smaller.
(6) These values apply to sizes larger than NPS 5.
(7) See Table 104.1.2-1 for y coefficient value.
(8) Heat treatment after forming or welding is neither required nor prohibited. However, if heat treatment is applied, the solution annealing

treatment shall consist of heating to a minimum temperature of 2,025°F and then quenching in water or rapid cooling by other means.
(9) These values apply to thickness less than 3∕16 in.
(10) These values apply to thickness from 3∕16 in. up to and including 3∕4 in.
(11) These values apply to thickness more than 3∕4 in.
(12) All filler metal, including consumable insert material, shall comply with the requirements of ASME BPVC, Section IX.
(13) These values (E = 1.00) apply only to Class WX or Class WU fittings (all welds radiographed or ultrasonically examined).
(14) This alloy is subject to severe loss of impact strength at room temperature after exposure in the range of 1,000°F to 1,400°F.
(15) The minimum tensile strength of reduced tension specimens in accordance with ASME BPVC, Section IX, QW-462.1 shall not be less than

110,000 psi.
(16) These values apply to material with a thickness of greater than 4 in. prior to machining or fabricating.
(17) These values apply to material with a maximum thickness of 4 in. prior to machining or fabricating.
(18) For service at 1,200°F or higher, the deposited weld metal shall be of the same nominal chemistry as the base metal.
(19) Heat treatment after fabrication and forming is neither required nor prohibited. If heat treatment is performed, thematerial shall be heated

for a sufficient time in the range of 2,010°F to 2,100°F followed by quenching in water or rapid cooling by another means.
(20) Welding electrodes or filler metal used for welding UNS N08926 shall conform to ASME SFA-5.11 ENiCrMo-3 or ENiCrMo-4, or ASME SFA-

5.14 ERNiCrMo-3 or ERNiCrMo-4.
(21) These values apply to thicknesses 3∕16 in. or less.
(22) These values apply to thicknesses greater than 3∕16 in.
(23) These values apply to seamless pipe and tubing with outside diameter 5 in. and under.
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Spec. No. Class Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Class Spec. No.400 450 500 600 650
Gray Cast Iron Gray Cast Iron

A48 20 (1) (2) (3) (4) 20 … … 2.0 … … … … 20 A48
25 (1) (2) (3) (4) 25 … … 2.5 … … … … 25
30 (1) (2) (3) (4) 30 … … 3.0 … … … … 30
35 (1) (2) (3) (4) 35 … … 3.5 … … … … 35
40 (1) (2) (3) (4) 40 … … 4.0 … … … … 40
45 (1) (2) (3) (4) 45 … … 4.5 … … … … 45
50 (1) (2) (3) (4) 50 … … 5.0 … … … … 50
55 (1) (2) (3) (4) 55 … … 5.5 … … … … 55
60 (1) (2) (3) (4) 60 … … 6.0 … … … … 60

A126 A (2) (3) (4) (7) 21 … … 2.1 … … … … A A126
B (2) (3) (4) (7) 31 … … 3.1 … … … … B
C (2) (3) (4) (7) 41 … … 4.1 … … … … C

A278 20 (2) (4) (5) 20 … … 2.0 2.0 … … … 20 A278
25 (2) (4) (5) 25 … … 2.5 2.5 … … … 25
30 (2) (4) (5) 30 … … 3.0 3.0 … … … 30
35 (2) (4) (5) 35 … … 3.5 3.5 … … … 35
40 (2) (4) (5) 40 … … 4.0 4.0 … … … 40
45 (2) (4) (5) 45 … … 4.5 4.5 … … … 45
50 (2) (4) (5) 50 … … 5.0 5.0 … … … 50
55 (2) (4) (5) 55 … … 5.5 5.5 … … … 55
60 (2) (4) (5) 60 … … 6.0 6.0 … … … 60

Ductile Cast Iron Ductile Cast Iron
A395 60-40-18 (6) (8) 60 40 0.80 9.6 9.6 9.6 9.0 8.5 60-40-18 A395

65-45-15 (6) (8) 65 45 0.80 10.4 10.4 … … … 65-45-15

A536 60-42-10 (1) (8) 60 42 0.80 9.6 9.6 9.6 9.0 8.5 60-42-10 A536
70-50-05 (1) (8) 70 50 0.80 11.2 11.2 11.2 10.5 10.0 70-50-05

Table A-5
ð22Þ Cast Iron
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Spec. No. Class Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature,
°F, Not Exceeding

Class Spec. No.400 450 500 600 650
Gray Cast Iron Gray Cast Iron

A48 20 (1) (2) (3) (4) 20 … … 2.0 … … … … 20 A48
25 (1) (2) (3) (4) 25 … … 2.5 … … … … 25
30 (1) (2) (3) (4) 30 … … 3.0 … … … … 30
35 (1) (2) (3) (4) 35 … … 3.5 … … … … 35
40 (1) (2) (3) (4) 40 … … 4.0 … … … … 40
45 (1) (2) (3) (4) 45 … … 4.5 … … … … 45
50 (1) (2) (3) (4) 50 … … 5.0 … … … … 50
55 (1) (2) (3) (4) 55 … … 5.5 … … … … 55
60 (1) (2) (3) (4) 60 … … 6.0 … … … … 60

A126 A (2) (3) (4) (7) 21 … … 2.1 … … … … A A126
B (2) (3) (4) (7) 31 … … 3.1 … … … … B
C (2) (3) (4) (7) 41 … … 4.1 … … … … C

A278 20 (2) (4) (5) 20 … … 2.0 2.0 … … … 20 A278
25 (2) (4) (5) 25 … … 2.5 2.5 … … … 25
30 (2) (4) (5) 30 … … 3.0 3.0 … … … 30
35 (2) (4) (5) 35 … … 3.5 3.5 … … … 35
40 (2) (4) (5) 40 … … 4.0 4.0 … … … 40
45 (2) (4) (5) 45 … … 4.5 4.5 … … … 45
50 (2) (4) (5) 50 … … 5.0 5.0 … … … 50
55 (2) (4) (5) 55 … … 5.5 5.5 … … … 55
60 (2) (4) (5) 60 … … 6.0 6.0 … … … 60

Ductile Cast Iron Ductile Cast Iron
A395 60-40-18 (6) (8) 60 40 0.80 9.6 9.6 9.6 9.0 8.5 60-40-18 A395

65-45-15 (6) (8) 65 45 0.80 10.4 10.4 … … … 65-45-15

A536 60-42-10 (1) (8) 60 42 0.80 9.6 9.6 9.6 9.0 8.5 60-42-10 A536
70-50-05 (1) (8) 70 50 0.80 11.2 11.2 11.2 10.5 10.0 70-50-05
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Table A-5
Cast Iron (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) Cast iron components shall not be welded during fabrication or assembly as part of the piping system.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(f) The tabulated stress values forductile cast ironmaterials are S×F (material quality factor).Material quality factors arenot applicable toother

types of cast iron.
(g) Pressure–temperature ratingsof piping components, as published in standards referenced in this Code,maybeused for componentsmeeting

the requirements of those standards. The allowable stress values given in this table are for use in designing piping components that are not
manufactured in accordance with referenced standards.

(h) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Material quality factors are not applicable to these materials.
(3) For saturated steam at 250 psi (406°F), the stress values given at 400°F may be used.
(4) For limitations on the use of this material, see para. 124.4.
(5) Thismaterial shall notbeusedwhere thedesignpressureexceeds250psig [1725kPa(gage)]orwhere thedesign temperatureexceeds450°F

(230°C).
(6) This material shall not be used for boiler external pipingwhere the design pressure exceeds 350 psig [2415 kPa (gage)] or where the design

temperature exceeds 450°F (230°C).
(7) Piping components conforming to eitherASMEB16.1 orASMEB16.4maybeused for boiler external piping, subject to all the requirements of

the particular standard.
(8) For limitations on the use of this material, see para. 124.6.
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Spec.
No. UNS Alloy No.

Temper or
Condition

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400 450 500 550 600 650 700 750 800

Seamless Pipe and Tube Seamless Pipe and Tube
B42 C10200, C12000, C12200 Annealed … 31 (2) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B42

C10200, C12000, C12200 Drawn 2 & under 31 (2) (4) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000, C12200
C10200, C12000, C12200 Drawn Over 2 to 12 31 (2) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200

B43 C23000 Annealed … 31 (2) 40 12 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000 B43
C23000 Drawn … 31 (2) (4) 44 18 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000

B68 C10200, C12000, C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B68

B75 C10200, C12000, C12200 Annealed … 31 (2) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B75
C10200, C12000, C12200 Light drawn … 31 (2) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200
C10200, C12000, C12200 Hard drawn … 31 (2) (4) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000, C12200

B88 C12000, C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B88
C12000, C12200 Drawn … 31 (1) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200

B111 C10200, C12000 Light drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000 B111
C10200, C12000 Hard drawn … 31 (1) (3) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000
C12200, C14200 Light drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12200, C14200
C12200, C14200 Hard drawn … 31 (1) (3) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C12200, C14200

B111 C23000 Annealed … 32 (1) 40 12 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000 B111
C28000 Annealed … 32 (2) 50 20 1.00 13.3 13.3 13.3 13.3 13.3 10.8 5.3 … … … … … … … … C28000
C44300, C44400, C44500 Annealed … 32 (2) 45 15 1.00 10.0 10.0 10.0 10.0 10.0 9.8 3.5 2.0 … … … … … … … C44300, C44400, C44500
C60800 Annealed … 35 (1) 50 19 1.00 12.7 12.2 12.2 12.2 12.0 10.0 6.0 4.0 2.0 … … … … … … C60800

B111 C68700 Annealed … 32 (1) 50 18 1.00 12.0 11.9 11.8 11.7 11.7 6.5 3.3 1.8 … … … … … … … C68700 B111
C70400 Annealed … 34 (1) 38 12 1.00 8.0 8.0 … … … … … … … … … … … … … C70400
C70400 Light drawn … 34 (1) (4) 40 30 1.00 11.4 11.4 … … … … … … … … … … … … … C70400

B111 C70600 Annealed … 34 (2) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600 B111
C71000 Annealed … 34 (2) 45 16 1.00 10.7 10.6 10.5 10.4 10.2 10.1 9.9 9.6 9.3 8.9 8.4 7.7 7.0 … … C71000
C71500 Annealed … 34 (2) 52 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

B280 C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C12200 B280
C12200 Drawn … 31 (1) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12200

B302 C12200 Drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12000, C12200 B302

B315 C61300, C61400 Annealed … 35 (1) 65 28 1.00 18.6 18.6 18.5 18.3 18.2 18.1 17.9 17.5 17.0 … … … … … … C61300, C61400 B315

B466 C70600 Annealed … 34 (1) 38 13 1.00 8.7 8.4 8.2 8.0 7.8 7.7 7.5 7.4 7.3 7.0 6.0 … … … … C70600 B466
C71500 Annealed … 34 (1) 52 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

Welded Pipe and Tube Welded Pipe and Tube
B467 C70600 Annealed 41∕2 & under 34 (1) 40 15 0.85 8.5 8.3 8.1 7.9 7.7 7.5 7.4 7.2 6.3 5.7 4.3 … … … … C70600 B467

C70600 Annealed Over 41∕2 34 (1) 38 13 0.85 7.4 7.2 7.0 6.8 6.7 6.5 6.4 6.3 6.2 5.7 4.3 … … … … C70600
C71500 Annealed 41∕2 & under 34 (1) 50 20 0.85 11.3 10.9 10.7 10.4 10.2 10.0 9.7 9.6 9.4 9.2 9.1 … … … … C71500
C71500 Annealed Over 41∕2 34 (1) 45 15 0.85 8.5 8.2 8.0 7.8 7.6 7.5 7.3 7.2 7.0 6.9 6.8 … … … … C71500
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ð22Þ Copper and Copper Alloys
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Spec.
No. UNS Alloy No.

Temper or
Condition

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400 450 500 550 600 650 700 750 800

Seamless Pipe and Tube Seamless Pipe and Tube
B42 C10200, C12000, C12200 Annealed … 31 (2) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B42

C10200, C12000, C12200 Drawn 2 & under 31 (2) (4) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000, C12200
C10200, C12000, C12200 Drawn Over 2 to 12 31 (2) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200

B43 C23000 Annealed … 31 (2) 40 12 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000 B43
C23000 Drawn … 31 (2) (4) 44 18 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000

B68 C10200, C12000, C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B68

B75 C10200, C12000, C12200 Annealed … 31 (2) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B75
C10200, C12000, C12200 Light drawn … 31 (2) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200
C10200, C12000, C12200 Hard drawn … 31 (2) (4) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000, C12200

B88 C12000, C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C10200, C12000, C12200 B88
C12000, C12200 Drawn … 31 (1) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000, C12200

B111 C10200, C12000 Light drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C10200, C12000 B111
C10200, C12000 Hard drawn … 31 (1) (3) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C10200, C12000
C12200, C14200 Light drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12200, C14200
C12200, C14200 Hard drawn … 31 (1) (3) 45 40 1.00 12.9 12.9 12.9 12.9 12.5 11.8 4.3 … … … … … … … … C12200, C14200

B111 C23000 Annealed … 32 (1) 40 12 1.00 8.0 8.0 8.0 8.0 8.0 7.0 5.0 2.0 … … … … … … … C23000 B111
C28000 Annealed … 32 (2) 50 20 1.00 13.3 13.3 13.3 13.3 13.3 10.8 5.3 … … … … … … … … C28000
C44300, C44400, C44500 Annealed … 32 (2) 45 15 1.00 10.0 10.0 10.0 10.0 10.0 9.8 3.5 2.0 … … … … … … … C44300, C44400, C44500
C60800 Annealed … 35 (1) 50 19 1.00 12.7 12.2 12.2 12.2 12.0 10.0 6.0 4.0 2.0 … … … … … … C60800

B111 C68700 Annealed … 32 (1) 50 18 1.00 12.0 11.9 11.8 11.7 11.7 6.5 3.3 1.8 … … … … … … … C68700 B111
C70400 Annealed … 34 (1) 38 12 1.00 8.0 8.0 … … … … … … … … … … … … … C70400
C70400 Light drawn … 34 (1) (4) 40 30 1.00 11.4 11.4 … … … … … … … … … … … … … C70400

B111 C70600 Annealed … 34 (2) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600 B111
C71000 Annealed … 34 (2) 45 16 1.00 10.7 10.6 10.5 10.4 10.2 10.1 9.9 9.6 9.3 8.9 8.4 7.7 7.0 … … C71000
C71500 Annealed … 34 (2) 52 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

B280 C12200 Annealed … 31 (1) 30 9 1.00 6.0 5.1 4.9 4.8 4.7 4.0 3.0 … … … … … … … … C12200 B280
C12200 Drawn … 31 (1) (4) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12200

B302 C12200 Drawn … 31 (1) (3) 36 30 1.00 10.3 10.3 10.3 10.3 10.0 9.7 9.4 … … … … … … … … C12000, C12200 B302

B315 C61300, C61400 Annealed … 35 (1) 65 28 1.00 18.6 18.6 18.5 18.3 18.2 18.1 17.9 17.5 17.0 … … … … … … C61300, C61400 B315

B466 C70600 Annealed … 34 (1) 38 13 1.00 8.7 8.4 8.2 8.0 7.8 7.7 7.5 7.4 7.3 7.0 6.0 … … … … C70600 B466
C71500 Annealed … 34 (1) 52 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

Welded Pipe and Tube Welded Pipe and Tube
B467 C70600 Annealed 41∕2 & under 34 (1) 40 15 0.85 8.5 8.3 8.1 7.9 7.7 7.5 7.4 7.2 6.3 5.7 4.3 … … … … C70600 B467

C70600 Annealed Over 41∕2 34 (1) 38 13 0.85 7.4 7.2 7.0 6.8 6.7 6.5 6.4 6.3 6.2 5.7 4.3 … … … … C70600
C71500 Annealed 41∕2 & under 34 (1) 50 20 0.85 11.3 10.9 10.7 10.4 10.2 10.0 9.7 9.6 9.4 9.2 9.1 … … … … C71500
C71500 Annealed Over 41∕2 34 (1) 45 15 0.85 8.5 8.2 8.0 7.8 7.6 7.5 7.3 7.2 7.0 6.9 6.8 … … … … C71500
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Spec.
No. UNS Alloy No.

Temper or
Condition

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400 450 500 550 600 650 700 750 800

Welded Pipe and Tube Welded Pipe and Tube (Cont’d)

B608 C61300, C61400 Annealed … 35 (1) (6) 70 30 0.80 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.1 14.6 … … … … … … C61300, C61400 B608

Plate Plate
B171 C70600 Annealed 21∕2 & under 34 (1) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600 B171

C70600 Hot rolled 21∕2 & under 34 (1) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600
C71500 Annealed 21∕2 & under 34 (1) 50 20 1.00 13.3 12.9 12.6 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.7 10.6 10.4 … … C71500
C71500 Annealed Over 21∕2 to 5 34 (1) 45 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

Rod Rod
B16 C36000 Annealed 1 & under … (2) (3) (7) (8) 48 20 1.00 13.3 12.6 12.0 11.5 11.1 10.7 5.3 2.0 … … … … … … … C36000 B16

C36000 Annealed Over 1 to 2 … (2) (3) (7) (8) 44 18 1.00 12.0 11.3 10.8 10.4 10.0 9.7 5.3 2.0 … … … … … … … C36000
C36000 Annealed Over 2 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C36000

B151 C71500 Annealed Over 1 34 (1) 45 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500 B151

B453 C35300 Annealed Under 1∕2 … (2) (3) (7) (8) 46 16 1.00 10.7 10.1 9.6 9.2 8.9 8.6 5.3 2.0 … … … … … … … C35300 B453
C35300 Annealed 1∕2 to 1 … (2) (3) (7) (8) 44 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C35300
C35300 Annealed Over 1 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C35300

Bar Bar
B16 C36000 Annealed 1 & under … (2) (3) (7) (8) 44 18 1.00 12.0 11.3 10.8 10.4 10.0 9.7 5.3 2.0 … … … … … … … C36000 B16

C36000 Annealed Over 1 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C36000

Die Forgings (Hot Pressed) Die Forgings (Hot Pressed)
B283 C37700 As forged 11∕2 & under … (1) (3) 50 18 1.00 12.0 11.3 10.8 … … … … … … … … … … … … C37700 B283

C37700 As forged Over 11∕2 … (1) (3) 46 15 1.00 10.0 9.4 9.0 … … … … … … … … … … … … C37700

Castings Castings
B61 C92200 As cast … … … 34 16 0.80 7.8 7.8 7.8 7.8 7.8 7.8 6.6 6.2 5.8 4.0 … … … … … C92200 B61

B62 C83600 As cast … … … 30 14 0.80 6.9 6.9 6.9 6.9 6.6 6.5 5.5 5.4 … … … … … … … C83600 B62

B148 C95200 As cast … 35 (1) 65 25 0.80 13.4 12.6 12.2 11.8 11.6 11.4 11.4 11.4 11.4 9.4 5.9 … … … … C95200 B148
C95400 As cast … 35 (1) (5) 75 30 0.80 16.0 15.2 15.0 14.8 14.8 14.8 14.8 12.8 11.1 8.8 6.8 … … … … C95400

B584 C92200 As cast … … … 34 16 0.80 7.8 7.8 7.8 7.8 7.8 7.8 6.6 6.2 5.8 4.0 … … … … … C92200 B584
C93700 As cast … … (3) 30 12 0.80 6.4 5.9 5.5 5.3 5.3 5.2 5.1 … … … … … … … … C93700
C97600 As cast … … (3) 40 17 0.80 6.0 5.8 5.6 5.5 5.4 … … … … … … … … … … C97600
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Spec.
No. UNS Alloy No.

Temper or
Condition

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile, ksi

Specified
Minimum
Yield, ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400 450 500 550 600 650 700 750 800

Welded Pipe and Tube Welded Pipe and Tube (Cont’d)

B608 C61300, C61400 Annealed … 35 (1) (6) 70 30 0.80 16.0 15.9 15.8 15.7 15.6 15.5 15.4 15.1 14.6 … … … … … … C61300, C61400 B608

Plate Plate
B171 C70600 Annealed 21∕2 & under 34 (1) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600 B171

C70600 Hot rolled 21∕2 & under 34 (1) 40 15 1.00 10.0 9.7 9.5 9.3 9.0 8.8 8.7 8.5 8.0 7.0 6.0 … … … … C70600
C71500 Annealed 21∕2 & under 34 (1) 50 20 1.00 13.3 12.9 12.6 12.3 12.0 11.7 11.5 11.2 11.0 10.8 10.7 10.6 10.4 … … C71500
C71500 Annealed Over 21∕2 to 5 34 (1) 45 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500

Rod Rod
B16 C36000 Annealed 1 & under … (2) (3) (7) (8) 48 20 1.00 13.3 12.6 12.0 11.5 11.1 10.7 5.3 2.0 … … … … … … … C36000 B16

C36000 Annealed Over 1 to 2 … (2) (3) (7) (8) 44 18 1.00 12.0 11.3 10.8 10.4 10.0 9.7 5.3 2.0 … … … … … … … C36000
C36000 Annealed Over 2 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C36000

B151 C71500 Annealed Over 1 34 (1) 45 18 1.00 12.0 11.6 11.3 11.0 10.8 10.5 10.3 10.1 9.9 9.8 9.6 9.5 9.4 … … C71500 B151

B453 C35300 Annealed Under 1∕2 … (2) (3) (7) (8) 46 16 1.00 10.7 10.1 9.6 9.2 8.9 8.6 5.3 2.0 … … … … … … … C35300 B453
C35300 Annealed 1∕2 to 1 … (2) (3) (7) (8) 44 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C35300
C35300 Annealed Over 1 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C35300

Bar Bar
B16 C36000 Annealed 1 & under … (2) (3) (7) (8) 44 18 1.00 12.0 11.3 10.8 10.4 10.0 9.7 5.3 2.0 … … … … … … … C36000 B16

C36000 Annealed Over 1 … (2) (3) (7) (8) 40 15 1.00 10.0 9.4 9.0 8.7 8.3 8.1 5.3 2.0 … … … … … … … C36000

Die Forgings (Hot Pressed) Die Forgings (Hot Pressed)
B283 C37700 As forged 11∕2 & under … (1) (3) 50 18 1.00 12.0 11.3 10.8 … … … … … … … … … … … … C37700 B283

C37700 As forged Over 11∕2 … (1) (3) 46 15 1.00 10.0 9.4 9.0 … … … … … … … … … … … … C37700

Castings Castings
B61 C92200 As cast … … … 34 16 0.80 7.8 7.8 7.8 7.8 7.8 7.8 6.6 6.2 5.8 4.0 … … … … … C92200 B61

B62 C83600 As cast … … … 30 14 0.80 6.9 6.9 6.9 6.9 6.6 6.5 5.5 5.4 … … … … … … … C83600 B62

B148 C95200 As cast … 35 (1) 65 25 0.80 13.4 12.6 12.2 11.8 11.6 11.4 11.4 11.4 11.4 9.4 5.9 … … … … C95200 B148
C95400 As cast … 35 (1) (5) 75 30 0.80 16.0 15.2 15.0 14.8 14.8 14.8 14.8 12.8 11.1 8.8 6.8 … … … … C95400

B584 C92200 As cast … … … 34 16 0.80 7.8 7.8 7.8 7.8 7.8 7.8 6.6 6.2 5.8 4.0 … … … … … C92200 B584
C93700 As cast … … (3) 30 12 0.80 6.4 5.9 5.5 5.3 5.3 5.2 5.1 … … … … … … … … C93700
C97600 As cast … … (3) 40 17 0.80 6.0 5.8 5.6 5.5 5.4 … … … … … … … … … … C97600

Table A-6
Copper and Copper Alloys (Cont’d)

ASME B31.1-2022

209

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 218 of 382



Table A-6
Copper and Copper Alloys (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers listed in this table are identical to those adopted by ASMEBPVC. Qualification ofwelding procedures, welders, andwelding

operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) Thematerials listed in this table shall not be used at design temperatures above those forwhich allowable stress values are given. However,

for saturated steam at 250 psi (406°F), the allowable stress values given for 400°F may be used.
(f) The tabulated stress values are S×E (weld joint efficiency factor) or S×F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratings of piping components, as published in standards referenced in this Code, may be used for components

meeting the requirements of those standards. The allowable stress values given in this table are for use in designingpiping components that
are not manufactured in accordance with referenced standards.

(h) For limitations on the use of copper and copper alloys for flammable liquids and gases, refer to paras. 122.7, 122.8, and 124.7.
(i) The y coefficient = 0.4 (see Table 104.1.2-1).
(j) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(k) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Thismaterialmaybeused for boiler external piping provided that the nominal size does not exceed3 in. and the design temperature does not

exceed 406°F. This material shall not be used for blowoff or blowdown piping except as permitted in para. 122.1.4.Where threaded brass or
copper pipe is used for feedwater piping, it shall have a wall thickness not less than that required for Schedule 80 steel pipe of the same
nominal size.

(3) Welding or brazing of this material is not permitted.
(4) When this material is used for welded or brazed construction, the allowable stress values used shall not exceed those given for the same

material in the annealed condition.
(5) Castings that are welded or repair welded shall be heat treated at 1,150°F to 1,200°F, followed by moving-air cooling. The required time at

temperature is based on the cross-section thicknesses as follows:
(a) 11∕2 hr for the first inch or fraction thereof
(b) 1∕2 hr for each additional inch or fraction thereof

(6) Welds must be made by an electric fusion welding process involving the addition of filler metal.
(7) Material conforming to ASTM B16 alloy C36000 shall not be used in primary pressure relief valve applications.
(8) Materials shall be tested to determine the presence of residual stresses that might result in failure of individual parts due to stress corrosion

cracking. Tests shall be conducted in accordance with ASTM B154 or ASTM B858. The test frequency shall be as specified in ASTM B249.
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Drawn Seamless Tube Drawn Seamless Tube
B210 A93003 O 0.010 to 0.500 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B210

A93003 H14 0.010 to 0.500 21 (1) (3) 20 17 1.00 5.7 5.7 5.7 5.5 4.3 3.0 2.4 A93003
Alclad A93003 O 0.010 to 0.500 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.3 Alclad A93003
Alclad A93003 H14 0.010 to 0.500 21 (1) (3) (4) 19 16 1.00 5.4 5.4 5.4 5.2 3.9 2.7 2.1 Alclad A93003

B210 A95050 O 0.018 to 0.500 21 (1) 18 6 1.00 4.0 4.0 4.0 4.0 4.0 2.8 1.4 A95050 B210
Alclad A95050 O 0.018 to 0.500 21 (1) (8) (13) 17 … 1.00 3.3 3.3 3.3 3.3 3.3 2.8 1.4 Alclad A95050
A96061 T4 0.025 to 0.500 23 (1) (6) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061
A96061 T6 0.025 to 0.500 23 (1) (6) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T4, T6 welded 0.025 to 0.500 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Seamless Pipe and Seamless Extruded Tube Seamless Pipe and Seamless Extruded Tube
B241 A93003 O All 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B241

A93003 H18 Less than 1.000 21 (1) (3) 27 24 1.00 7.7 7.7 7.4 6.9 5.4 3.5 2.5 A93003

B241 A93003 H112 [Note (20)] 21 (1) (3) (20) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B241
Alclad A93003 O All 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.2 Alclad A93003
Alclad A93003 H112 All 21 (1) (3) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.2 Alclad A93003

B241 A95083 O All 25 (1) 39 16 1.00 10.7 10.7 … … … … … A95083 B241
A95083 H112 All 25 (1) (3) 39 16 1.00 10.7 10.7 … … … … … A95083
A95454 O Up thru 5.000 22 (1) 31 12 1.00 8.0 8.0 8.0 7.5 5.5 4.1 3.0 A95454
A95454 H112 Up thru 5.000 22 (1) 31 12 1.00 8.0 8.0 8.0 7.5 5.5 4.1 3.0 A95454

B241 A96061 T4 All 23 (1) (6) (9) 26 16 1.00 7.4 7.4 7.4 7.4 6.0 5.8 4.5 A96061 B241
A96061 T6 Pipe < NPS 1 23 (1) (2) (5) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T6 [Note (10)] 23 (1) (6) (9) (10) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061
A96061 T4, T6 welded All 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96063 T6 Up thru 1.000 23 (1) (6) 30 25 1.00 8.6 8.6 8.6 7.5 5.0 3.4 2.0 A96063
A96063 T5, T6 welded Up thru 1.000 23 (1) (7) 17 … 1.00 4.9 4.9 4.9 4.9 3.9 3.0 2.0 A96063

Drawn Seamless Condenser and Heat Exchanger Tube Drawn Seamless Condenser and Heat Exchanger Tube
B234 A93003 H14 0.010 to 0.200 21 (1) (2) 20 17 1.00 5.7 5.7 5.7 5.5 4.3 3.0 2.4 A93003 B234

Alclad A93003 H14 0.010 to 0.200 21 (1) (2) (4) 19 16 1.00 5.4 5.4 5.4 5.2 3.9 2.7 2.1 Alclad A93003
A95454 H34 0.010 to 0.200 22 (1) (2) 39 29 1.00 11.1 11.1 11.1 10.8 5.5 4.1 3.0 A95454

B234 A96061 T4 0.025 to 0.200 23 (1) (6) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061 B234
A96061 T6 0.025 to 0.200 23 (1) (6) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T4, T6 welded 0.025 to 0.200 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Sheet and Plate Sheet and Plate
B209 A93003 O 0.006 to 3.000 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B209

A93003 H112 0.250 to 0.499 21 (1) (3) 17 10 1.00 4.9 4.8 4.4 4.1 3.6 3.0 2.4 A93003
A93003 H112 0.500 to 2.000 21 (1) (3) 15 6 1.00 4.0 3.9 3.7 3.6 2.4 1.8 1.4 A93003

B209 Alclad A93003 O 0.006 to 0.499 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.3 Alclad A93003 B209
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Drawn Seamless Tube Drawn Seamless Tube
B210 A93003 O 0.010 to 0.500 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B210

A93003 H14 0.010 to 0.500 21 (1) (3) 20 17 1.00 5.7 5.7 5.7 5.5 4.3 3.0 2.4 A93003
Alclad A93003 O 0.010 to 0.500 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.3 Alclad A93003
Alclad A93003 H14 0.010 to 0.500 21 (1) (3) (4) 19 16 1.00 5.4 5.4 5.4 5.2 3.9 2.7 2.1 Alclad A93003

B210 A95050 O 0.018 to 0.500 21 (1) 18 6 1.00 4.0 4.0 4.0 4.0 4.0 2.8 1.4 A95050 B210
Alclad A95050 O 0.018 to 0.500 21 (1) (8) (13) 17 … 1.00 3.3 3.3 3.3 3.3 3.3 2.8 1.4 Alclad A95050
A96061 T4 0.025 to 0.500 23 (1) (6) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061
A96061 T6 0.025 to 0.500 23 (1) (6) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T4, T6 welded 0.025 to 0.500 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Seamless Pipe and Seamless Extruded Tube Seamless Pipe and Seamless Extruded Tube
B241 A93003 O All 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B241

A93003 H18 Less than 1.000 21 (1) (3) 27 24 1.00 7.7 7.7 7.4 6.9 5.4 3.5 2.5 A93003

B241 A93003 H112 [Note (20)] 21 (1) (3) (20) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B241
Alclad A93003 O All 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.2 Alclad A93003
Alclad A93003 H112 All 21 (1) (3) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.2 Alclad A93003

B241 A95083 O All 25 (1) 39 16 1.00 10.7 10.7 … … … … … A95083 B241
A95083 H112 All 25 (1) (3) 39 16 1.00 10.7 10.7 … … … … … A95083
A95454 O Up thru 5.000 22 (1) 31 12 1.00 8.0 8.0 8.0 7.5 5.5 4.1 3.0 A95454
A95454 H112 Up thru 5.000 22 (1) 31 12 1.00 8.0 8.0 8.0 7.5 5.5 4.1 3.0 A95454

B241 A96061 T4 All 23 (1) (6) (9) 26 16 1.00 7.4 7.4 7.4 7.4 6.0 5.8 4.5 A96061 B241
A96061 T6 Pipe < NPS 1 23 (1) (2) (5) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T6 [Note (10)] 23 (1) (6) (9) (10) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061
A96061 T4, T6 welded All 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96063 T6 Up thru 1.000 23 (1) (6) 30 25 1.00 8.6 8.6 8.6 7.5 5.0 3.4 2.0 A96063
A96063 T5, T6 welded Up thru 1.000 23 (1) (7) 17 … 1.00 4.9 4.9 4.9 4.9 3.9 3.0 2.0 A96063

Drawn Seamless Condenser and Heat Exchanger Tube Drawn Seamless Condenser and Heat Exchanger Tube
B234 A93003 H14 0.010 to 0.200 21 (1) (2) 20 17 1.00 5.7 5.7 5.7 5.5 4.3 3.0 2.4 A93003 B234

Alclad A93003 H14 0.010 to 0.200 21 (1) (2) (4) 19 16 1.00 5.4 5.4 5.4 5.2 3.9 2.7 2.1 Alclad A93003
A95454 H34 0.010 to 0.200 22 (1) (2) 39 29 1.00 11.1 11.1 11.1 10.8 5.5 4.1 3.0 A95454

B234 A96061 T4 0.025 to 0.200 23 (1) (6) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061 B234
A96061 T6 0.025 to 0.200 23 (1) (6) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T4, T6 welded 0.025 to 0.200 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Sheet and Plate Sheet and Plate
B209 A93003 O 0.006 to 3.000 21 (1) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B209

A93003 H112 0.250 to 0.499 21 (1) (3) 17 10 1.00 4.9 4.8 4.4 4.1 3.6 3.0 2.4 A93003
A93003 H112 0.500 to 2.000 21 (1) (3) 15 6 1.00 4.0 3.9 3.7 3.6 2.4 1.8 1.4 A93003

B209 Alclad A93003 O 0.006 to 0.499 21 (1) (4) 13 4.5 1.00 3.0 2.9 2.8 2.7 2.2 1.6 1.3 Alclad A93003 B209
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Sheet and Plate Sheet and Plate (Cont’d)
Alclad A93003 O 0.500 to 3.000 21 (1) (18) 14 5 1.00 3.3 3.2 3.1 3.0 2.2 1.6 1.3 Alclad A93003
Alclad A93003 H112 0.250 to 0.499 21 (1) (3) (4) 16 9 1.00 4.6 4.5 4.2 3.9 3.3 2.7 2.1 Alclad A93003
Alclad A93003 H112 0.500 to 2.000 21 (1) (3) (19) 15 6 1.00 4.0 3.9 3.8 3.6 2.2 1.6 1.3 Alclad A93003

B209 A95083 O 0.051 to 1.500 25 (1) 40 18 1.00 11.4 11.4 … … … … … A95083 B209
A95454 O 0.020 to 3.000 22 (1) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454
A95454 H112 0.250 to 0.499 22 (1) (3) 32 18 1.00 9.1 9.1 9.1 9.1 5.5 4.1 3.0 A95454
A95454 H112 0.500 to 3.000 22 (1) (3) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454

B209 A96061 T4 0.006 to 0.249 23 (1) (6) (9) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061 B209
A96061 T451 0.250 to 3.000 23 (1) (6) (9) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061
A96061 T4 welded 0.006 to 0.249 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.9 5.5 4.6 3.5 A96061
A96061 T451 welded 0.250 to 3.000 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

B209 A96061 T6 0.051 to 0.249 23 (1) (6) (9) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061 B209
A96061 T651 0.250 to 4.000 23 (1) (6) (9) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T651 4.001 to 6.000 23 (1) (6) (9) 40 35 1.00 11.4 11.4 11.4 11.1 8.2 6.3 4.4 A96061
A96061 T6 welded 0.051 to 0.249 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96061 T651 welded 0.250 to 6.000 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Die and Hand Forgings Die and Hand Forgings
B247 A93003 H112 Up thru 4.000 21 (1) (11) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B247

A93003 H112 welded Up thru 4.000 21 (1) (7) (11) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003

B247 A95083 H111 Up thru 4.000 25 (1) (6) 39 20 1.00 11.1 11.1 … … … … … A95083 B247
A95083 H112 Up thru 4.000 25 (1) (6) 39 16 1.00 10.7 10.7 … … … … … A95083
A95083 H111, H112 welded Up thru 4.000 25 (1) (7) 38 16 1.00 10.9 10.9 … … … … … A95083

B247 A96061 T6 Up thru 4.000 23 (1) (6) (11) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061 B247
A96061 T6 Up thru 4.000 23 (1) (6) (12) 37 33 1.00 10.6 10.6 10.6 10.5 7.7 6.3 4.5 A96061
A96061 T6 4.001 to 8.000 23 (1) (6) (12) 35 32 1.00 10.0 10.0 10.0 9.9 7.4 6.1 4.5 A96061
A96061 T6 welded Up thru 8.000 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Rods, Bars, and Shapes Rods, Bars, and Shapes
B221 A91060 O All 21 (1) (21) (22) 8.5 2.5 1.00 1.7 1.7 1.6 1.4 1.3 1.1 0.8 A91060 B221

A91060 H112 All 21 (1) (3) (21) (22) 8.5 2.5 1.00 1.7 1.7 1.6 1.4 1.3 1.1 0.8 A91060

B221 A91100 O All 21 (1) (21) (22) 11 3 1.00 2.0 2.0 2.0 2.0 1.8 1.4 1.0 A91100 B221
A91100 H112 All 21 (1) (3) (21) (22) 11 3 1.00 2.0 2.0 2.0 2.0 1.8 1.4 1.0 A91100

B221 A93003 O All 21 (1) (21) (22) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B221
A93003 H112 All 21 (1) (3) (21) (22) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003

B221 A92024 T3 Up thru 0.249 … (1) (2) (9) (21) (22) 57 42 1.00 16.3 16.3 16.3 12.6 9.5 6.0 4.2 A92024 B221
A92024 T3 0.250–0.749 … (1) (2) (9) (21) (22) 60 44 1.00 17.1 17.1 17.1 13.2 10.0 6.3 4.4 A92024
A92024 T3 0.750–1.499 … (1) (2) (9) (21) (22) 65 46 1.00 18.6 18.6 18.6 14.3 10.8 6.8 4.7 A92024
A92024 T3 1.500 and over … (1) (2) (9) (21) (22) 68 48 1.00 19.4 19.4 19.4 15.0 11.3 7.1 5.0 A92024
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Sheet and Plate Sheet and Plate (Cont’d)
Alclad A93003 O 0.500 to 3.000 21 (1) (18) 14 5 1.00 3.3 3.2 3.1 3.0 2.2 1.6 1.3 Alclad A93003
Alclad A93003 H112 0.250 to 0.499 21 (1) (3) (4) 16 9 1.00 4.6 4.5 4.2 3.9 3.3 2.7 2.1 Alclad A93003
Alclad A93003 H112 0.500 to 2.000 21 (1) (3) (19) 15 6 1.00 4.0 3.9 3.8 3.6 2.2 1.6 1.3 Alclad A93003

B209 A95083 O 0.051 to 1.500 25 (1) 40 18 1.00 11.4 11.4 … … … … … A95083 B209
A95454 O 0.020 to 3.000 22 (1) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454
A95454 H112 0.250 to 0.499 22 (1) (3) 32 18 1.00 9.1 9.1 9.1 9.1 5.5 4.1 3.0 A95454
A95454 H112 0.500 to 3.000 22 (1) (3) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454

B209 A96061 T4 0.006 to 0.249 23 (1) (6) (9) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061 B209
A96061 T451 0.250 to 3.000 23 (1) (6) (9) 30 16 1.00 8.6 8.6 8.6 8.5 6.9 6.3 4.5 A96061
A96061 T4 welded 0.006 to 0.249 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.9 5.5 4.6 3.5 A96061
A96061 T451 welded 0.250 to 3.000 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

B209 A96061 T6 0.051 to 0.249 23 (1) (6) (9) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061 B209
A96061 T651 0.250 to 4.000 23 (1) (6) (9) 42 35 1.00 12.0 12.0 12.0 11.7 8.4 6.3 4.5 A96061
A96061 T651 4.001 to 6.000 23 (1) (6) (9) 40 35 1.00 11.4 11.4 11.4 11.1 8.2 6.3 4.4 A96061
A96061 T6 welded 0.051 to 0.249 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96061 T651 welded 0.250 to 6.000 23 (1) (7) (9) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Die and Hand Forgings Die and Hand Forgings
B247 A93003 H112 Up thru 4.000 21 (1) (11) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B247

A93003 H112 welded Up thru 4.000 21 (1) (7) (11) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003

B247 A95083 H111 Up thru 4.000 25 (1) (6) 39 20 1.00 11.1 11.1 … … … … … A95083 B247
A95083 H112 Up thru 4.000 25 (1) (6) 39 16 1.00 10.7 10.7 … … … … … A95083
A95083 H111, H112 welded Up thru 4.000 25 (1) (7) 38 16 1.00 10.9 10.9 … … … … … A95083

B247 A96061 T6 Up thru 4.000 23 (1) (6) (11) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061 B247
A96061 T6 Up thru 4.000 23 (1) (6) (12) 37 33 1.00 10.6 10.6 10.6 10.5 7.7 6.3 4.5 A96061
A96061 T6 4.001 to 8.000 23 (1) (6) (12) 35 32 1.00 10.0 10.0 10.0 9.9 7.4 6.1 4.5 A96061
A96061 T6 welded Up thru 8.000 23 (1) (7) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

Rods, Bars, and Shapes Rods, Bars, and Shapes
B221 A91060 O All 21 (1) (21) (22) 8.5 2.5 1.00 1.7 1.7 1.6 1.4 1.3 1.1 0.8 A91060 B221

A91060 H112 All 21 (1) (3) (21) (22) 8.5 2.5 1.00 1.7 1.7 1.6 1.4 1.3 1.1 0.8 A91060

B221 A91100 O All 21 (1) (21) (22) 11 3 1.00 2.0 2.0 2.0 2.0 1.8 1.4 1.0 A91100 B221
A91100 H112 All 21 (1) (3) (21) (22) 11 3 1.00 2.0 2.0 2.0 2.0 1.8 1.4 1.0 A91100

B221 A93003 O All 21 (1) (21) (22) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003 B221
A93003 H112 All 21 (1) (3) (21) (22) 14 5 1.00 3.3 3.3 3.3 3.2 2.4 1.8 1.4 A93003

B221 A92024 T3 Up thru 0.249 … (1) (2) (9) (21) (22) 57 42 1.00 16.3 16.3 16.3 12.6 9.5 6.0 4.2 A92024 B221
A92024 T3 0.250–0.749 … (1) (2) (9) (21) (22) 60 44 1.00 17.1 17.1 17.1 13.2 10.0 6.3 4.4 A92024
A92024 T3 0.750–1.499 … (1) (2) (9) (21) (22) 65 46 1.00 18.6 18.6 18.6 14.3 10.8 6.8 4.7 A92024
A92024 T3 1.500 and over … (1) (2) (9) (21) (22) 68 48 1.00 19.4 19.4 19.4 15.0 11.3 7.1 5.0 A92024
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Rods, Bars, and Shapes Rods, Bars, and Shapes (Cont’d)

B221 A95083 O Up thru 5.000 25 (1) (21) (22) 39 16 1.00 10.7 10.7 … … … … … A95083 B221
A95083 H111 Up thru 5.000 25 (1) (3) (21) (22) 40 24 1.00 11.4 11.4 … … … … … A95083
A95083 H112 Up thru 5.000 25 (1) (3) (21) (22) 39 16 1.00 10.7 10.7 … … … … … A95083

B221 A95086 H112 Up thru 5.000 25 (1) (2) (21) (22) 35 14 1.00 9.3 9.3 … … … … … A95086 B221

B221 A95154 O All 22 (1) (21) (22) 30 11 1.00 7.3 7.3 … … … … … A95154 B221
A95154 H112 All 22 (1) (3) (21) (22) 30 11 1.00 7.3 7.3 … … … … … A95154

B221 A95454 O Up thru 5.000 22 (1) (21) (22) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454 B221
A95454 H111 Up thru 5.000 22 (1) (3) (21) (22) 33 19 1.00 9.4 9.4 9.4 9.4 5.5 4.1 3.0 A95454
A95454 H112 Up thru 5.000 22 (1) (3) (21) (22) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454

B221 A95456 O Up thru 5.000 25 (1) (21) (22) 41 19 1.00 11.7 11.7 … … … … … A95456 B221
A95456 H111 Up thru 5.000 25 (1) (3) (21) (22) 42 26 1.00 12.0 12.0 … … … … … A95456
A95456 H112 Up thru 5.000 25 (1) (3) (21) (22) 41 19 1.00 11.7 11.7 … … … … … A95456

B221 A96061 T4 All 23 (1) (2) (9) (21) (22) 26 16 1.00 7.4 7.4 7.4 7.4 6.0 5.8 4.5 A96061 B221
A96061 T6 All 23 (1) (2) (9) (21) (22) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061
A96061 T4 welded All 23 (1) (7) (9) (21) (22) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96061 T6 welded All 23 (1) (7) (9) (21) (22) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

B221 A96063 T1 Up thru 0.500 23 (1) (2) (21) (22) 17 9 1.00 4.9 4.9 4.9 4.9 4.2 3.4 2.0 A96063 B221
A96063 T1 0.501–1.000 23 (1) (2) (21) (22) 16 8 1.00 4.6 4.6 4.6 4.6 4.0 3.4 2.0 A96063
A96063 T5 Up thru 0.500 23 (1) (2) (21) (22) 22 16 1.00 6.3 6.3 6.1 5.8 4.6 3.4 2.0 A96063
A96063 T5 0.501–1.000 23 (1) (2) (21) (22) 21 15 1.00 6.0 6.0 5.9 5.6 4.3 3.4 2.0 A96063
A96063 T6 Up thru 1.000 23 (1) (2) (21) (22) 30 25 1.00 8.6 8.6 8.6 7.5 5.0 3.4 2.0 A96063
A96063 T5, T6 welded Up thru 1.000 23 (1) (7) (21) (22) 17 8 1.00 4.9 4.9 4.9 4.9 3.9 3.0 2.0 A96063

Castings Castings
B26 A24430 F … … (1) (2) 17 6 0.80 3.2 3.2 3.2 3.0 2.8 2.5 2.2 A24430 B26

A03560 T6 … … (1) (2) 30 20 0.80 6.9 6.9 6.9 5.0 … … … A03560
A03560 T71 … … (1) (2) 25 18 0.80 5.8 5.8 5.8 5.0 4.3 3.3 1.9 A03560
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Spec.
No. UNS Alloy No. Temper

Size or
Thickness,

in.
P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

UNS Alloy No.
Spec.
No.100 150 200 250 300 350 400

Rods, Bars, and Shapes Rods, Bars, and Shapes (Cont’d)

B221 A95083 O Up thru 5.000 25 (1) (21) (22) 39 16 1.00 10.7 10.7 … … … … … A95083 B221
A95083 H111 Up thru 5.000 25 (1) (3) (21) (22) 40 24 1.00 11.4 11.4 … … … … … A95083
A95083 H112 Up thru 5.000 25 (1) (3) (21) (22) 39 16 1.00 10.7 10.7 … … … … … A95083

B221 A95086 H112 Up thru 5.000 25 (1) (2) (21) (22) 35 14 1.00 9.3 9.3 … … … … … A95086 B221

B221 A95154 O All 22 (1) (21) (22) 30 11 1.00 7.3 7.3 … … … … … A95154 B221
A95154 H112 All 22 (1) (3) (21) (22) 30 11 1.00 7.3 7.3 … … … … … A95154

B221 A95454 O Up thru 5.000 22 (1) (21) (22) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454 B221
A95454 H111 Up thru 5.000 22 (1) (3) (21) (22) 33 19 1.00 9.4 9.4 9.4 9.4 5.5 4.1 3.0 A95454
A95454 H112 Up thru 5.000 22 (1) (3) (21) (22) 31 12 1.00 8.0 8.0 8.0 8.0 5.5 4.1 3.0 A95454

B221 A95456 O Up thru 5.000 25 (1) (21) (22) 41 19 1.00 11.7 11.7 … … … … … A95456 B221
A95456 H111 Up thru 5.000 25 (1) (3) (21) (22) 42 26 1.00 12.0 12.0 … … … … … A95456
A95456 H112 Up thru 5.000 25 (1) (3) (21) (22) 41 19 1.00 11.7 11.7 … … … … … A95456

B221 A96061 T4 All 23 (1) (2) (9) (21) (22) 26 16 1.00 7.4 7.4 7.4 7.4 6.0 5.8 4.5 A96061 B221
A96061 T6 All 23 (1) (2) (9) (21) (22) 38 35 1.00 10.9 10.9 10.9 10.6 7.9 6.3 4.5 A96061
A96061 T4 welded All 23 (1) (7) (9) (21) (22) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061
A96061 T6 welded All 23 (1) (7) (9) (21) (22) 24 … 1.00 6.9 6.9 6.9 6.8 5.5 4.6 3.5 A96061

B221 A96063 T1 Up thru 0.500 23 (1) (2) (21) (22) 17 9 1.00 4.9 4.9 4.9 4.9 4.2 3.4 2.0 A96063 B221
A96063 T1 0.501–1.000 23 (1) (2) (21) (22) 16 8 1.00 4.6 4.6 4.6 4.6 4.0 3.4 2.0 A96063
A96063 T5 Up thru 0.500 23 (1) (2) (21) (22) 22 16 1.00 6.3 6.3 6.1 5.8 4.6 3.4 2.0 A96063
A96063 T5 0.501–1.000 23 (1) (2) (21) (22) 21 15 1.00 6.0 6.0 5.9 5.6 4.3 3.4 2.0 A96063
A96063 T6 Up thru 1.000 23 (1) (2) (21) (22) 30 25 1.00 8.6 8.6 8.6 7.5 5.0 3.4 2.0 A96063
A96063 T5, T6 welded Up thru 1.000 23 (1) (7) (21) (22) 17 8 1.00 4.9 4.9 4.9 4.9 3.9 3.0 2.0 A96063

Castings Castings
B26 A24430 F … … (1) (2) 17 6 0.80 3.2 3.2 3.2 3.0 2.8 2.5 2.2 A24430 B26

A03560 T6 … … (1) (2) 30 20 0.80 6.9 6.9 6.9 5.0 … … … A03560
A03560 T71 … … (1) (2) 25 18 0.80 5.8 5.8 5.8 5.0 4.3 3.3 1.9 A03560
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Table A-7
Aluminum and Aluminum Alloys (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers listed in this table are identical to those adopted by ASMEBPVC. Qualification ofwelding procedures, welders, andwelding

operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(f) The tabulated stress values are S×E (weld joint efficiency factor) or S×F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratings of piping components, as published in standards referenced in this Code, may be used for components

meeting the requirements of those standards. The allowable stress values given in this table are for use in designingpiping components that
are not manufactured in accordance with referenced standards.

(h) Aluminum and aluminum alloys shall not be used for flammable fluids within the boiler plant structure (see para. 122.7).
(i) The y coefficient = 0.4 (see Table 104.1.2-1).
(j) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(k) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) These allowable stress values are not applicable when either welding or thermal cutting is employed.
(3) Theseallowable stressvalues arenot applicablewheneitherweldingor thermal cutting is employed. In such cases, the correspondingstress

values for the O temper shall be used.
(4) These allowable stress values are 90% of those for the corresponding core material.
(5) These allowable stress values apply only to seamless pipe smaller than NPS 1 that is extruded and then drawn.
(6) Theseallowable stressvalues arenot applicablewheneitherweldingor thermal cutting is employed. In such cases, the correspondingstress

values for the welded condition shall be used.
(7) The strength of a reduced-section tensile specimen is required to qualify welding procedures. Refer to ASME BPVC, Section IX, QW-150.
(8) ASTM B210 does not include this alloy/grade of material.
(9) For stress relieved tempers (T351, T3510, T3511, T451, T4510, T4511, T651, T6510, andT6511), stress values for thematerial in the basic

temper shall be used.
(10) These allowable stress values apply to all thicknesses and sizes of seamless tubing. They also apply to NPS 1 and larger seamless pipe.
(11) These allowable stress values are for die forgings.
(12) These allowable stress values are for hand forgings.
(13) For temperaturesup to300°F, these allowable stress values are 83%of those for the corresponding corematerial. At temperatures of 350°F

and 400°F, these allowable stress values are 90% of those for the corresponding core material.
(14) DELETED
(15) DELETED
(16) DELETED
(17) These allowable stress values are for the heat-treated tempers listed that are tempered after welding.
(18) The tension test specimen from plate that is not less than 0.500 in. thick is machined from the core and does not include the cladding alloy.

Therefore, the allowable stress values for thicknesses less than 0.500 in. shall be used.
(19) The tension test specimen from plate that is not less than 0.500 in. thick is machined from the core and does not include the cladding alloy.

Therefore, these allowable stress values are 90% of those for the core material of the same thickness.
(20) These allowable stress values are for seamless extruded tube in all sizes and for seamless pipe in sizes NPS 1 and larger.
(21) Stress values in restricted shear, such as indowelbolts or similar construction inwhich the shearingmember is so restricted that the section

under consideration would fail without reduction of area, shall be 0.80 times the values in this table.
(22) Stress values in bearing shall be 1.60 times the values in this table.
(23) These allowable stress values are for the tempers listed in the welded condition.
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Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Seamless Pipe and Tube Seamless Pipe and Tube
A213 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A213

… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H
TP316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 TP316L

A213 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H A213
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP348H

A312 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A312
… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H

A312 TP321H S32109 … 18Cr–10Ni–Ti 8 (8) 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H A312
TP321H S32109 … 18Cr–10Ni–Ti 8 (9) 70 25 1.00 4.6 3.5 2.7 2.1 1.6 1.3 0.9 TP321H
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP348H

A376 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A376
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H
TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H

B163 … N08800 Annealed Ni–Cr–Fe 45 (1) 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B163
… N08810 Annealed Ni–Cr–Fe 45 (1) (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B167 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B167

B407 … N08800 C.D./ann. Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B407
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B622 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B622

Welded Pipe and Tube — Without Filler Metal Welded Pipe and Tube — Without Filler Metal
A249 TP304H S30409 … 18Cr–8Ni 8 … 75 35 0.85 5.2 4.0 3.2 2.5 2.0 1.6 1.2 TP304H A249

… S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 …
TP310H S31009 … 25Cr–20Ni 8 (1) (2) (4) 75 35 0.85 3.4 2.6 1.9 1.4 1.1 0.82 0.64 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 35 0.85 6.3 4.7 3.5 2.6 1.9 1.5 1.1 TP316H

A249 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 35 0.85 4.6 3.5 2.7 2.1 1.6 1.3 1.0 TP321H A249
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 35 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 35 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP348H

Table A-8
ð22Þ Temperatures 1,200°F and Above

ASME B31.1-2022

220

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 229 of 382



Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Seamless Pipe and Tube Seamless Pipe and Tube
A213 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A213

… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H
TP316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 TP316L

A213 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H A213
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP348H

A312 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A312
… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H

A312 TP321H S32109 … 18Cr–10Ni–Ti 8 (8) 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H A312
TP321H S32109 … 18Cr–10Ni–Ti 8 (9) 70 25 1.00 4.6 3.5 2.7 2.1 1.6 1.3 0.9 TP321H
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP348H

A376 TP304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 TP304H A376
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 TP316H
TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 TP321H
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 TP347H

B163 … N08800 Annealed Ni–Cr–Fe 45 (1) 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B163
… N08810 Annealed Ni–Cr–Fe 45 (1) (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B167 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B167

B407 … N08800 C.D./ann. Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B407
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B622 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B622

Welded Pipe and Tube — Without Filler Metal Welded Pipe and Tube — Without Filler Metal
A249 TP304H S30409 … 18Cr–8Ni 8 … 75 35 0.85 5.2 4.0 3.2 2.5 2.0 1.6 1.2 TP304H A249

… S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 …
TP310H S31009 … 25Cr–20Ni 8 (1) (2) (4) 75 35 0.85 3.4 2.6 1.9 1.4 1.1 0.82 0.64 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 35 0.85 6.3 4.7 3.5 2.6 1.9 1.5 1.1 TP316H

A249 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 35 0.85 4.6 3.5 2.7 2.1 1.6 1.3 1.0 TP321H A249
TP347H S34709 … 18Cr–10Ni–Cb 8 … 75 35 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP347H
TP348H S34809 … 18Cr–10Ni–Cb 8 … 75 35 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP348H
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Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Welded Pipe and Tube — Without Filler Metal Welded Pipe and Tube — Without Filler Metal (Cont’d)

A312 TP304H S30409 … 18Cr–8Ni 8 … 75 30 0.85 5.2 4.0 3.2 2.5 2.0 1.6 1.2 TP304H A312
… S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 0.85 3.4 2.6 1.9 1.4 1.1 0.82 0.64 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 0.85 6.3 4.7 3.5 2.6 1.9 1.5 1.1 TP316H

A312 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 0.85 4.6 3.5 2.7 2.1 1.6 1.3 1.0 TP321H A312
TP347H S32709 … 18Cr–10Ni–Cb 8 … 75 30 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP347H

A409 … S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 … A409

B619 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 … B619
B626 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 … B626

Welded Pipe and Tube — Filler Metal Added Welded Pipe and Tube — Filler Metal Added
A358 1 & 3 S30815 … 21Cr–11Ni–N 8 (1) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 1 & 3 A358

2 S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.90 4.7 3.6 2.8 2.2 1.7 1.4 1.2 2

A409 … S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.80 4.2 3.2 2.5 1.9 1.5 1.3 1.0 … A409

B546 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 … 95 35 0.85 13.0 12.3 9.5 7.4 5.6 4.3 3.3 … B546

Plate Plate
A240 304 S30400 … 18Cr–8Ni 8 (2) (3) 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 304 A240

… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
310S S31008 … 25Cr–20Ni 8 (2) (3) (4) 75 30 1.00 2.5 1.5 0.80 0.50 0.40 0.30 0.20 310S
316 S31600 … 16Cr–12Ni–2Mo 8 (2) (3) 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 316
316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 316L

A240 321 S32100 … 18Cr–10Ni–Ti 8 (2) (3) 75 30 1.00 3.6 2.6 1.7 1.1 0.80 0.50 0.30 321 A240
347 S34700 … 18Cr–10Ni–Cb 8 (2) (3) 75 30 1.00 4.4 3.3 2.2 1.5 1.2 0.90 0.80 347
348 S34800 … 18Cr–10Ni–Cb 8 (1) (2) (3) 75 30 1.00 4.4 3.3 2.2 1.5 1.2 0.90 0.80 348

B168 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 … 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B168

B409 … N08800 Annealed Ni–Cr–Fe 45 (3) 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B409
… N08810 Annealed Ni–Cr–Fe 45 (3) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

Plate, Sheet, and Strip Plate, Sheet, and Strip
B435 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B435

Bars, Rods, and Shapes Bars, Rods, and Shapes
A479 … S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 … A479

TP316L S31603 … 16Cr–12Ni–2Mo 8 (1) (5) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 TP316L

Table A-8
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Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Welded Pipe and Tube — Without Filler Metal Welded Pipe and Tube — Without Filler Metal (Cont’d)

A312 TP304H S30409 … 18Cr–8Ni 8 … 75 30 0.85 5.2 4.0 3.2 2.5 2.0 1.6 1.2 TP304H A312
… S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 …
TP310H S31009 … 25Cr–20Ni 8 (2) (4) 75 30 0.85 3.4 2.6 1.9 1.4 1.1 0.82 0.64 TP310H
TP316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 0.85 6.3 4.7 3.5 2.6 1.9 1.5 1.1 TP316H

A312 TP321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 0.85 4.6 3.5 2.7 2.1 1.6 1.3 1.0 TP321H A312
TP347H S32709 … 18Cr–10Ni–Cb 8 … 75 30 0.85 6.7 5.0 3.7 2.7 2.1 1.6 1.1 TP347H

A409 … S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.85 4.4 3.4 2.6 2.0 1.6 1.4 1.1 … A409

B619 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 … B619
B626 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 … B626

Welded Pipe and Tube — Filler Metal Added Welded Pipe and Tube — Filler Metal Added
A358 1 & 3 S30815 … 21Cr–11Ni–N 8 (1) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 1 & 3 A358

2 S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.90 4.7 3.6 2.8 2.2 1.7 1.4 1.2 2

A409 … S30815 … 21Cr–11Ni–N 8 (1) 87 45 0.80 4.2 3.2 2.5 1.9 1.5 1.3 1.0 … A409

B546 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 … 95 35 0.85 13.0 12.3 9.5 7.4 5.6 4.3 3.3 … B546

Plate Plate
A240 304 S30400 … 18Cr–8Ni 8 (2) (3) 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 304 A240

… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
310S S31008 … 25Cr–20Ni 8 (2) (3) (4) 75 30 1.00 2.5 1.5 0.80 0.50 0.40 0.30 0.20 310S
316 S31600 … 16Cr–12Ni–2Mo 8 (2) (3) 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 316
316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 316L

A240 321 S32100 … 18Cr–10Ni–Ti 8 (2) (3) 75 30 1.00 3.6 2.6 1.7 1.1 0.80 0.50 0.30 321 A240
347 S34700 … 18Cr–10Ni–Cb 8 (2) (3) 75 30 1.00 4.4 3.3 2.2 1.5 1.2 0.90 0.80 347
348 S34800 … 18Cr–10Ni–Cb 8 (1) (2) (3) 75 30 1.00 4.4 3.3 2.2 1.5 1.2 0.90 0.80 348

B168 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 … 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B168

B409 … N08800 Annealed Ni–Cr–Fe 45 (3) 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B409
… N08810 Annealed Ni–Cr–Fe 45 (3) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

Plate, Sheet, and Strip Plate, Sheet, and Strip
B435 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B435

Bars, Rods, and Shapes Bars, Rods, and Shapes
A479 … S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 … A479

TP316L S31603 … 16Cr–12Ni–2Mo 8 (1) (5) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 TP316L
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Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Bars, Rods, and Shapes Bars, Rods, and Shapes (Cont’d)
B166 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 36 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B166

B408 … N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B408
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B572 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B572

Forgings Forgings
F304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 F304H
… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
F310H S31009 … 25Cr–20Ni 8 (1) (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 F310H
F316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 F316H
F316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 F316L

F321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 F321H
F347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 F347H
F348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 F348H

B564 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B564
… N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 …
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

Fittings (Seamless and Welded) Fittings (Seamless and Welded)
A403 WP304H S30409 … 18Cr–8Ni 8 (1) 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 WP304H A403

WP316H S31609 … 16Cr–12Ni–2Mo 8 (1) 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 WP316H
WP316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 WP316L
WP321H S32109 … 18Cr–10Ni–Ti 8 (1) 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 WP321H
WP347H S34709 … 18Cr–10Ni–Cb 8 (1) 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 WP347H
WP348H S34809 … 18Cr–10Ni–Cb 8 (1) 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 WP348H

B366 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (6) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B366
… R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (7) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 …

Table A-8
Temperatures 1,200°F and Above (Cont’d)
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Spec.
No.

Type or
Grade

UNS
Alloy
No. Temper Nominal Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or
F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Type or
Grade

Spec.
No.1,200 1,250 1,300 1,350 1,400 1,450 1,500

Bars, Rods, and Shapes Bars, Rods, and Shapes (Cont’d)
B166 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 36 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B166

B408 … N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 … B408
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

B572 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B572

Forgings Forgings
F304H S30409 … 18Cr–8Ni 8 … 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 F304H
… S30815 … 21Cr–11Ni–N 8 (1) (10) 87 45 1.00 5.2 4.0 3.1 2.4 1.9 1.6 1.3 …
F310H S31009 … 25Cr–20Ni 8 (1) (2) (4) 75 30 1.00 4.0 3.0 2.2 1.7 1.3 0.97 0.75 F310H
F316H S31609 … 16Cr–12Ni–2Mo 8 … 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 F316H
F316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 F316L

F321H S32109 … 18Cr–10Ni–Ti 8 … 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 F321H
F347H S34709 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 F347H
F348H S34809 … 18Cr–10Ni–Cb 8 … 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 F348H

B564 … N06617 Annealed 52Ni–22Cr–13Co–9Mo 43 (10) 95 35 1.00 15.3 14.5 11.2 8.7 6.6 5.1 3.9 … B564
… N08800 Annealed Ni–Cr–Fe 45 … 75 30 1.00 6.6 4.2 2.0 1.6 1.1 1.0 0.80 …
… N08810 Annealed Ni–Cr–Fe 45 (10) 65 25 1.00 7.4 5.9 4.7 3.8 3.0 2.4 1.9 …

Fittings (Seamless and Welded) Fittings (Seamless and Welded)
A403 WP304H S30409 … 18Cr–8Ni 8 (1) 75 30 1.00 6.1 4.7 3.7 2.9 2.3 1.8 1.4 WP304H A403

WP316H S31609 … 16Cr–12Ni–2Mo 8 (1) 75 30 1.00 7.4 5.5 4.1 3.1 2.3 1.7 1.3 WP316H
WP316L S31603 … 16Cr–12Ni–2Mo 8 (1) 70 25 1.00 6.4 4.7 3.5 2.5 1.8 1.3 1.0 WP316L
WP321H S32109 … 18Cr–10Ni–Ti 8 (1) 75 30 1.00 5.4 4.1 3.2 2.5 1.9 1.5 1.1 WP321H
WP347H S34709 … 18Cr–10Ni–Cb 8 (1) 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 WP347H
WP348H S34809 … 18Cr–10Ni–Cb 8 (1) 75 30 1.00 7.9 5.9 4.4 3.2 2.5 1.8 1.3 WP348H

B366 … R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (6) (10) 100 45 1.00 13.6 10.9 8.8 7.0 5.6 4.5 3.6 … B366
… R30556 Annealed Ni–Fe–Cr–Co–Mo–W 45 (1) (7) (10) 100 45 0.85 11.6 9.3 7.5 6.0 4.8 3.8 3.1 …

Table A-8
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Table A-8
Temperatures 1,200°F and Above (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers listed in this table are identical to those adopted by ASME BPVC. Qualification of welding procedures, welders, and welding

operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(f) The tabulated stress values are S × E (weld joint efficiency factor) or S × F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratingsof piping components, as published in standards referenced in this Code,maybeused for componentsmeeting

the requirements of those standards. The allowable stress values given in this table are for use in designing piping components that are not
manufactured in accordance with referenced standards.

(h) All the materials listed are classified as austenitic (see Table 104.1.2-1).
(i) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) These allowable stress values shall be used only if the carbon content of the material is 0.04% or higher.
(3) The allowable stress values tabulated shall be used only if thematerial is heat treated by heating to aminimum temperature of 1,900°F and

quenching in water or rapid cooling by other means.
(4) These allowable stress values shall be used only when the grain size of the material is ASTM No. 6 or coarser.
(5) These allowable stress values shall be used only when Supplementary Requirement S1 per ASTM A479 has been specified.
(6) Seamless.
(7) Welded — all filler metal, including consumable insert material, shall comply with the requirements of ASME BPVC, Section IX.
(8) These allowable stress values apply to seamless pipe ≤3∕8 in. wall thickness.
(9) These allowable stress values apply to seamless pipe >3∕8 in. wall thickness.
(10) Creep-fatigue, thermal ratcheting, and environmental effects are increasingly significant failuremodes at temperatures in excess of 1,500°F

and shall be considered in the design.
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Spec.
No. Grade Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 150 200 250 300 350 400 450 500 550 600

Seamless Pipe and Tube Seamless Pipe and Tube
B338 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B338

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

B861 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B861
2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Welded Pipe and Tube Welded Pipe and Tube
B338 1 Annealed Ti 51 (1) (2) 35 20 0.85 8.5 7.9 7.0 6.3 5.6 5.1 4.7 4.2 3.6 3.5 3.0 1 B338

2 Annealed Ti 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 2
3 Annealed Ti 52 (1) (2) 65 55 0.85 15.8 14.9 13.4 12.1 10.8 9.7 8.8 7.9 7.2 6.7 6.3 3
7 Annealed Ti–Pd 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 7

12 Annealed Ti–Mo–Ni 52 (1) (2) 70 50 0.85 17.0 17.0 15.9 14.8 13.8 12.9 12.1 11.5 11.1 10.8 10.5 12

B862 1 Annealed Ti 51 (1) (2) 35 20 0.85 8.5 7.9 7.0 6.3 5.6 5.1 4.7 4.2 3.6 3.5 3.0 1 B862
2 Annealed Ti 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 2
3 Annealed Ti 52 (1) (2) 65 55 0.85 15.8 14.9 13.4 12.1 10.8 9.7 8.8 7.9 7.2 6.7 6.3 3
7 Annealed Ti–Pd 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 7

12 Annealed Ti–Mo–Ni 52 (1) (2) 70 50 0.85 17.0 17.0 15.9 14.8 13.8 12.9 12.1 11.5 11.1 10.8 10.5 12

Plate, Sheet, and Strip Plate, Sheet, and Strip
B265 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B265

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Forgings Forgings
B381 F1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 F1 B381

F2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 F2
F3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 F3
F7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 F7

F12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 F12

Bars and Billets Bars and Billets
B348 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B348

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Castings Castings
B367 C-2 As-cast Ti 50 (1) (3) 50 40 0.80 11.4 10.5 10.0 9.0 8.3 7.6 … … … … … C-2 B367

Table A-9
ð22Þ Titanium and Titanium Alloys
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Spec.
No. Grade Condition

Nominal
Composition

P-
No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

E
or F

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 150 200 250 300 350 400 450 500 550 600

Seamless Pipe and Tube Seamless Pipe and Tube
B338 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B338

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

B861 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B861
2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Welded Pipe and Tube Welded Pipe and Tube
B338 1 Annealed Ti 51 (1) (2) 35 20 0.85 8.5 7.9 7.0 6.3 5.6 5.1 4.7 4.2 3.6 3.5 3.0 1 B338

2 Annealed Ti 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 2
3 Annealed Ti 52 (1) (2) 65 55 0.85 15.8 14.9 13.4 12.1 10.8 9.7 8.8 7.9 7.2 6.7 6.3 3
7 Annealed Ti–Pd 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 7

12 Annealed Ti–Mo–Ni 52 (1) (2) 70 50 0.85 17.0 17.0 15.9 14.8 13.8 12.9 12.1 11.5 11.1 10.8 10.5 12

B862 1 Annealed Ti 51 (1) (2) 35 20 0.85 8.5 7.9 7.0 6.3 5.6 5.1 4.7 4.2 3.6 3.5 3.0 1 B862
2 Annealed Ti 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 2
3 Annealed Ti 52 (1) (2) 65 55 0.85 15.8 14.9 13.4 12.1 10.8 9.7 8.8 7.9 7.2 6.7 6.3 3
7 Annealed Ti–Pd 51 (1) (2) 50 40 0.85 12.1 11.6 10.6 9.6 8.8 8.1 7.5 7.0 6.5 6.0 5.5 7

12 Annealed Ti–Mo–Ni 52 (1) (2) 70 50 0.85 17.0 17.0 15.9 14.8 13.8 12.9 12.1 11.5 11.1 10.8 10.5 12

Plate, Sheet, and Strip Plate, Sheet, and Strip
B265 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B265

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Forgings Forgings
B381 F1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 F1 B381

F2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 F2
F3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 F3
F7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 F7

F12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 F12

Bars and Billets Bars and Billets
B348 1 Annealed Ti 51 (1) 35 20 1.00 10.0 9.3 8.3 7.4 6.6 6.0 5.4 4.7 4.2 3.8 3.5 1 B348

2 Annealed Ti 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 2
3 Annealed Ti 52 (1) 65 55 1.00 18.6 17.5 15.8 14.2 12.8 11.5 10.3 9.3 8.5 7.9 7.4 3
7 Annealed Ti–Pd 51 (1) 50 40 1.00 14.3 13.7 12.4 11.3 10.3 9.5 8.8 8.2 7.6 7.0 6.5 7

12 Annealed Ti–Mo–Ni 52 (1) 70 50 1.00 20.0 20.0 18.7 17.4 16.2 15.2 14.3 13.6 13.1 12.7 12.3 12

Castings Castings
B367 C-2 As-cast Ti 50 (1) (3) 50 40 0.80 11.4 10.5 10.0 9.0 8.3 7.6 … … … … … C-2 B367

Table A-9
Titanium and Titanium Alloys
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Table A-9
Titanium and Titanium Alloys (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) The P-Numbers listed in this table are identical to those adopted by ASME BPVC. Qualification of welding procedures, welders, and welding

operators is required and shall comply with ASME BPVC, Section IX, except as modified by para. 127.5.
(d) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(e) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(f) The tabulated stress values are S × E (weld joint efficiency factor) or S × F (material quality factor), as applicable.Weld joint efficiency factors

are shown in Table 102.4.3-1.
(g) Pressure–temperature ratingsof piping components, as published in standards referenced in this Code,maybeused for componentsmeeting

the requirements of those standards. The allowable stress values given in this table are for use in designing piping components that are not
manufactured in accordance with referenced standards.

(h) The y coefficient = 0.4 (see Table 104.1.2-1).
(i) See para. 124.1.2 for lower temperature limits.

NOTES:
(1) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(2) Filler metal shall not be used in the manufacture of welded pipe or tubing.
(3) Welding of this material is not permitted.
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Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Carbon Steel Carbon Steel
A194 1, 2, 2H … … Carbon steel (1) … … … … … … … … … … … … … … … … … … … … … … 1, 2, 2H A194

A307 A … C Carbon steel (3) (4) 60 … 7.0 7.0 7.0 … 7.0 … … … … … … … … … … … … … … … A A307
B … C Carbon steel (2) (3) (4) 60 … 7.0 7.0 7.0 … 7.0 … … … … … … … … … … … … … … … B

A449 … … C Carbon steel (2) (5) (6) 120 … 23.0 23.0 23.0 … 23.0 … 23.0 23.0 … … … … … … … … … … … … … A449
… … C Carbon steel (2) (5) (7) 105 … 20.2 20.2 20.2 … 20.2 … 20.2 20.2 … … … … … … … … … … … … …
… … C Carbon steel (2) (5) (8) 90 … 14.5 14.5 14.5 … 14.5 … 14.5 14.5 … … … … … … … … … … … … …

Low and Intermediate Alloy Steel Low and Intermediate Alloy Steel
A193 B5 … 5Cr–1∕2Mo Alloy steel (5) (9) (10) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 14.5 10.4 7.6 5.6 4.2 3.1 2.0 1.3 B5 A193

B7 … 1Cr–1∕5Mo Alloy steel (11) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 23.6 21.0 16.3 12.5 8.5 4.5 … … … … B7
B7 … 1Cr–1∕5Mo Alloy steel (12) 115 95 23.0 23.0 23.0 … 23.0 … 23.0 23.0 23.0 23.0 22.2 20.0 16.3 12.5 8.5 4.5 ... … ... ... B7
B7 … 1Cr–1∕5Mo Alloy steel (13) 100 75 18.8 18.8 18.8 … 18.8 … 18.8 18.8 18.8 18.8 18.8 18.0 16.3 12.5 8.5 4.5 ... ... ... ... B7
B7M … 1Cr–1∕5Mo Alloy steel (2) (11) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 16.5 12.5 8.5 4.5 ... ... ... ... B7M

A193 B16 … 1Cr–1∕2Mo–V Alloy steel (11) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 25.0 25.0 23.5 20.5 16.0 11.0 6.3 2.8 ... ... B16 A193
B16 … 1Cr–1∕2Mo–V Alloy steel (12) 110 95 22.0 22.0 22.0 … 22.0 … 22.0 22.0 22.0 22.0 22.0 22.0 21.0 18.5 15.3 11.0 6.3 2.8 ... ... B16
B16 … 1Cr–1∕2Mo–V Alloy steel (13) 100 85 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 20.0 18.8 16.7 14.3 11.0 6.3 2.8 ... ... B16

A194 3 … 5Cr–1∕2Mo–V Alloy steel (1) … … … … … … … … … … … … … … … … … … … … … … 3 A194
7 … Cr–Mo Alloy steel (1) … … … … … … … … … … … … … … … … … … … … … … 7

A320 L7 … 1Cr–1∕5Mo Alloy steel (2) (5) (15) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 … … … … … … … … … … L7 A320
L7M … 1Cr–1∕5Mo Alloy steel (2) (11) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 16.3 12.5 8.5 4.5 ... ... ... ... L7M
L43 … 13∕4Ni–3∕4Cr–1∕4Mo Alloy steel (2) (5) (15) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 … … … … … … … … … … L43

A354 BC … … Alloy steel (5) (9) (11) 125 109 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 … … … … … … … … … … … BC A354
BC … … Alloy steel (5) (9) (12) 115 99 23.0 23.0 23.0 … 23.0 … 23.0 23.0 23.0 … … … … … … … … … … … BC
BD … … Alloy steel (5) (9) 150 130 30.0 30.0 30.0 … 30.0 … 30.0 30.0 30.0 … … … … … … … … … … … BD

Stainless Steels: Austenitic Stainless Steels: Austenitic
A193 B8 1 18Cr–8Ni S30400 (5) (16) (17) 75 30 18.8 16.7 15.0 … 13.8 … 12.9 12.1 12.0 11.8 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 B8 A193

B8C 1 18Cr–10Ni–Cb S34700 (5) (16) (17) 75 30 18.8 17.9 16.4 … 15.5 … 15.0 14.3 14.1 13.8 13.7 13.6 13.5 13.5 13.4 13.4 12.1 9.1 6.1 4.4 B8C
B8M 1 16Cr–12Ni–2Mo S31600 (5) (16) (17) 75 30 18.8 17.7 15.6 … 14.3 … 13.3 12.6 12.3 12.1 11.9 11.7 11.6 11.5 11.4 11.3 11.2 11.0 9.8 7.4 B8M
B8T 1 18Cr–10Ni–Ti S32100 (5) (16) (17) 75 30 18.8 17.8 16.5 … 15.3 … 14.3 13.5 13.3 12.9 12.7 12.5 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 B8T

A193 B8 2 18Cr–8Ni S30400 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8 A193
B8 2 18Cr–8Ni S30400 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8

A193 B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8C A193
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8C
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Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Carbon Steel Carbon Steel
A194 1, 2, 2H … … Carbon steel (1) … … … … … … … … … … … … … … … … … … … … … … 1, 2, 2H A194

A307 A … C Carbon steel (3) (4) 60 … 7.0 7.0 7.0 … 7.0 … … … … … … … … … … … … … … … A A307
B … C Carbon steel (2) (3) (4) 60 … 7.0 7.0 7.0 … 7.0 … … … … … … … … … … … … … … … B

A449 … … C Carbon steel (2) (5) (6) 120 … 23.0 23.0 23.0 … 23.0 … 23.0 23.0 … … … … … … … … … … … … … A449
… … C Carbon steel (2) (5) (7) 105 … 20.2 20.2 20.2 … 20.2 … 20.2 20.2 … … … … … … … … … … … … …
… … C Carbon steel (2) (5) (8) 90 … 14.5 14.5 14.5 … 14.5 … 14.5 14.5 … … … … … … … … … … … … …

Low and Intermediate Alloy Steel Low and Intermediate Alloy Steel
A193 B5 … 5Cr–1∕2Mo Alloy steel (5) (9) (10) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 14.5 10.4 7.6 5.6 4.2 3.1 2.0 1.3 B5 A193

B7 … 1Cr–1∕5Mo Alloy steel (11) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 23.6 21.0 16.3 12.5 8.5 4.5 … … … … B7
B7 … 1Cr–1∕5Mo Alloy steel (12) 115 95 23.0 23.0 23.0 … 23.0 … 23.0 23.0 23.0 23.0 22.2 20.0 16.3 12.5 8.5 4.5 ... … ... ... B7
B7 … 1Cr–1∕5Mo Alloy steel (13) 100 75 18.8 18.8 18.8 … 18.8 … 18.8 18.8 18.8 18.8 18.8 18.0 16.3 12.5 8.5 4.5 ... ... ... ... B7
B7M … 1Cr–1∕5Mo Alloy steel (2) (11) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 16.5 12.5 8.5 4.5 ... ... ... ... B7M

A193 B16 … 1Cr–1∕2Mo–V Alloy steel (11) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 25.0 25.0 23.5 20.5 16.0 11.0 6.3 2.8 ... ... B16 A193
B16 … 1Cr–1∕2Mo–V Alloy steel (12) 110 95 22.0 22.0 22.0 … 22.0 … 22.0 22.0 22.0 22.0 22.0 22.0 21.0 18.5 15.3 11.0 6.3 2.8 ... ... B16
B16 … 1Cr–1∕2Mo–V Alloy steel (13) 100 85 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 20.0 18.8 16.7 14.3 11.0 6.3 2.8 ... ... B16

A194 3 … 5Cr–1∕2Mo–V Alloy steel (1) … … … … … … … … … … … … … … … … … … … … … … 3 A194
7 … Cr–Mo Alloy steel (1) … … … … … … … … … … … … … … … … … … … … … … 7

A320 L7 … 1Cr–1∕5Mo Alloy steel (2) (5) (15) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 … … … … … … … … … … L7 A320
L7M … 1Cr–1∕5Mo Alloy steel (2) (11) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 18.5 16.3 12.5 8.5 4.5 ... ... ... ... L7M
L43 … 13∕4Ni–3∕4Cr–1∕4Mo Alloy steel (2) (5) (15) 125 105 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 25.0 … … … … … … … … … … L43

A354 BC … … Alloy steel (5) (9) (11) 125 109 25.0 25.0 25.0 … 25.0 … 25.0 25.0 25.0 … … … … … … … … … … … BC A354
BC … … Alloy steel (5) (9) (12) 115 99 23.0 23.0 23.0 … 23.0 … 23.0 23.0 23.0 … … … … … … … … … … … BC
BD … … Alloy steel (5) (9) 150 130 30.0 30.0 30.0 … 30.0 … 30.0 30.0 30.0 … … … … … … … … … … … BD

Stainless Steels: Austenitic Stainless Steels: Austenitic
A193 B8 1 18Cr–8Ni S30400 (5) (16) (17) 75 30 18.8 16.7 15.0 … 13.8 … 12.9 12.1 12.0 11.8 11.5 11.2 11.0 10.8 10.6 10.4 10.1 9.8 7.7 6.1 B8 A193

B8C 1 18Cr–10Ni–Cb S34700 (5) (16) (17) 75 30 18.8 17.9 16.4 … 15.5 … 15.0 14.3 14.1 13.8 13.7 13.6 13.5 13.5 13.4 13.4 12.1 9.1 6.1 4.4 B8C
B8M 1 16Cr–12Ni–2Mo S31600 (5) (16) (17) 75 30 18.8 17.7 15.6 … 14.3 … 13.3 12.6 12.3 12.1 11.9 11.7 11.6 11.5 11.4 11.3 11.2 11.0 9.8 7.4 B8M
B8T 1 18Cr–10Ni–Ti S32100 (5) (16) (17) 75 30 18.8 17.8 16.5 … 15.3 … 14.3 13.5 13.3 12.9 12.7 12.5 12.4 12.3 12.1 12.0 9.6 6.9 5.0 3.6 B8T

A193 B8 2 18Cr–8Ni S30400 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8 A193
B8 2 18Cr–8Ni S30400 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8

A193 B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8C A193
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8C
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Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Stainless Steels: Austenitic Stainless Steels: Austenitic (Cont’d)
A193 B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (19) 110 95 22.0 22.0 22.0 … 22.0 … 22.0 22.0 22.0 22.0 22.0 … … … … … … … … … B8M A193

B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (20) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (21) 95 65 18.8 17.7 16.3 … 16.3 … 16.3 16.3 16.3 16.3 16.3 … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (22) 90 50 18.8 17.7 15.6 … 14.3 … 13.3 12.6 12.5 12.5 12.5 … … … … … … … … … B8M

A193 B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8T A193
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8T

A194 8 … 18Cr–8Ni S30400 (1) … … … … … … … … … … … … … … … … … … … … … … 8 A194
8C … 18Cr–10Ni–Cb S34700 (1) … … … … … … … … … … … … … … … … … … … … … … 8C

A194 8M … 16Cr–12Ni–Mo S31600 (1) … … … … … … … … … … … … … … … … … … … … … … 8M A194
8T … 18Cr–10Ni–Ti S32100 (1) … … … … … … … … … … … … … … … … … … … … … … 8T
8F … 18Cr–8Ni–Fm … (1) … … … … … … … … … … … … … … … … … … … … … … 8F

A320 B8 1 18Cr–8Ni S30400 (5) (18) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8 A320
B8 1 18Cr–8Ni S30400 (5) (23) 75 30 18.8 16.7 15.0 … 13.8 … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8

A320 B8C 1 18Cr–10Ni–Cb S34700 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8C A320
B8C 1 18Cr–10Ni–Cb S34700 (5) (23) 75 30 18.8 18.4 17.1 … 16.0 … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8C

A320 B8M 1 16Cr–12Ni–2Mo S31600 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8M A320
B8M 1 16Cr–12Ni–2Mo S31600 (5) (23) 75 30 18.8 17.7 15.6 … 14.3 … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (22) 90 50 18.8 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (21) 95 65 18.8 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (20) 100 80 20.0 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (19) 110 95 25.0 … … … … … … … … … … … … … … … … … … … B8M

A320 B8T 1 18Cr–10Ni–Ti S32100 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8T A320
B8T 1 18Cr–10Ni–Ti S32100 (5) (23) 75 30 18.8 17.8 16.5 … 15.3 … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8T

A453 660 A & B 15Cr–25Ni–Mo–Ti–V–B S66286 (5) 130 85 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 … … … … 660 A453

Table A-10
Bolts, Nuts, and Studs (Cont’d)

ASME B31.1-2022

234

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 243 of 382



Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Stainless Steels: Austenitic Stainless Steels: Austenitic (Cont’d)
A193 B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (19) 110 95 22.0 22.0 22.0 … 22.0 … 22.0 22.0 22.0 22.0 22.0 … … … … … … … … … B8M A193

B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (20) 100 80 20.0 20.0 20.0 … 20.0 … 20.0 20.0 20.0 20.0 20.0 … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (21) 95 65 18.8 17.7 16.3 … 16.3 … 16.3 16.3 16.3 16.3 16.3 … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (22) 90 50 18.8 17.7 15.6 … 14.3 … 13.3 12.6 12.5 12.5 12.5 … … … … … … … … … B8M

A193 B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8T A193
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8T

A194 8 … 18Cr–8Ni S30400 (1) … … … … … … … … … … … … … … … … … … … … … … 8 A194
8C … 18Cr–10Ni–Cb S34700 (1) … … … … … … … … … … … … … … … … … … … … … … 8C

A194 8M … 16Cr–12Ni–Mo S31600 (1) … … … … … … … … … … … … … … … … … … … … … … 8M A194
8T … 18Cr–10Ni–Ti S32100 (1) … … … … … … … … … … … … … … … … … … … … … … 8T
8F … 18Cr–8Ni–Fm … (1) … … … … … … … … … … … … … … … … … … … … … … 8F

A320 B8 1 18Cr–8Ni S30400 (5) (18) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8 A320
B8 1 18Cr–8Ni S30400 (5) (23) 75 30 18.8 16.7 15.0 … 13.8 … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8
B8 2 18Cr–8Ni S30400 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8

A320 B8C 1 18Cr–10Ni–Cb S34700 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8C A320
B8C 1 18Cr–10Ni–Cb S34700 (5) (23) 75 30 18.8 18.4 17.1 … 16.0 … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8C
B8C 2 18Cr–10Ni–Cb S34700 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8C

A320 B8M 1 16Cr–12Ni–2Mo S31600 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8M A320
B8M 1 16Cr–12Ni–2Mo S31600 (5) (23) 75 30 18.8 17.7 15.6 … 14.3 … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (22) 90 50 18.8 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (21) 95 65 18.8 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (20) 100 80 20.0 … … … … … … … … … … … … … … … … … … … B8M
B8M 2 16Cr–12Ni–2Mo S31600 (5) (18) (19) 110 95 25.0 … … … … … … … … … … … … … … … … … … … B8M

A320 B8T 1 18Cr–10Ni–Ti S32100 (5) 75 30 18.8 … … … … … … … … … … … … … … … … … … … B8T A320
B8T 1 18Cr–10Ni–Ti S32100 (5) (23) 75 30 18.8 17.8 16.5 … 15.3 … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (22) 100 50 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (21) 105 65 18.8 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (20) 115 80 20.0 … … … … … … … … … … … … … … … … … … … B8T
B8T 2 18Cr–10Ni–Ti S32100 (5) (18) (19) 125 100 25.0 … … … … … … … … … … … … … … … … … … … B8T

A453 660 A & B 15Cr–25Ni–Mo–Ti–V–B S66286 (5) 130 85 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 21.3 … … … … 660 A453
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Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Stainless Steels: Austenitic Stainless Steels: Austenitic (Cont’d)

A479 TP309H … 23Cr–12Ni S30909 (24) 75 30 20.0 20.0 20.0 … 20.0 … 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A479
TP309H … 23Cr–12Ni S30909 … 75 30 20.0 17.5 16.1 … 15.1 … 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … 25Cr–20Ni S31009 (24) 75 30 20.0 17.6 16.1 … 15.1 … 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H
TP310H … 25Cr–20Ni S31009 … 75 30 20.0 20.0 20.0 … 19.9 … 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H

Stainless Steels: Martensitic Stainless Steels: Martensitic
A193 B6 (410) 13Cr S41000 (5) (10) 110 85 21.3 19.5 18.9 … 18.5 … 18.3 17.9 17.6 17.2 16.7 16.1 15.3 12.3 ... ... ... ... ... ... B6 A193

A194 6 … 13Cr S41000 (1) … … … … … … … … … … … … … … … … … … … … … … 6 A194

Stainless Steels: Precipitation Hardened Stainless Steels: Precipitation Hardened
A564 630 H1100 17Cr–4Ni–3.5Cu–0.04P S17400 (5) (25) 140 115 28.0 … … … … … … … … … … … … … … … … … … … 630 A564

Copper and Copper Alloys Copper and Copper Alloys
B150 … … … C61400 (2) (26) (27) (28) 80 40 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … … B150

… … … C61400 (2) (26) (28) (29) 75 35 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …
… … … C61400 (2) (26) (28) (30) 70 32 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …
… … … C61400 (2) (26) (28) (31) 70 30 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …
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Spec.
No. Grade

Type
or

Class Nominal Composition

Material
Category/
UNS No. Notes

Specified
Minimum
Tensile,

ksi

Specified
Minimum
Yield,
ksi

Maximum Allowable Stress Values in Tension, ksi, for Metal Temperature, °F, Not Exceeding

Grade
Spec.
No.100 200 300 350 400 450 500 600 650 700 750 800 850 900 950 1,000 1,050 1,100 1,150 1,200

Stainless Steels: Austenitic Stainless Steels: Austenitic (Cont’d)

A479 TP309H … 23Cr–12Ni S30909 (24) 75 30 20.0 20.0 20.0 … 20.0 … 19.4 18.8 18.5 18.2 18.0 17.7 17.5 17.2 16.9 13.8 10.3 7.6 5.5 4.0 TP309H A479
TP309H … 23Cr–12Ni S30909 … 75 30 20.0 17.5 16.1 … 15.1 … 14.4 13.9 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 10.3 7.6 5.5 4.0 TP309H
TP310H … 25Cr–20Ni S31009 (24) 75 30 20.0 17.6 16.1 … 15.1 … 14.3 13.7 13.5 13.3 13.1 12.9 12.7 12.5 12.3 12.1 10.3 7.6 5.5 4.0 TP310H
TP310H … 25Cr–20Ni S31009 … 75 30 20.0 20.0 20.0 … 19.9 … 19.3 18.5 18.2 17.9 17.7 17.4 17.2 16.9 16.7 13.8 10.3 7.6 5.5 4.0 TP310H

Stainless Steels: Martensitic Stainless Steels: Martensitic
A193 B6 (410) 13Cr S41000 (5) (10) 110 85 21.3 19.5 18.9 … 18.5 … 18.3 17.9 17.6 17.2 16.7 16.1 15.3 12.3 ... ... ... ... ... ... B6 A193

A194 6 … 13Cr S41000 (1) … … … … … … … … … … … … … … … … … … … … … … 6 A194

Stainless Steels: Precipitation Hardened Stainless Steels: Precipitation Hardened
A564 630 H1100 17Cr–4Ni–3.5Cu–0.04P S17400 (5) (25) 140 115 28.0 … … … … … … … … … … … … … … … … … … … 630 A564

Copper and Copper Alloys Copper and Copper Alloys
B150 … … … C61400 (2) (26) (27) (28) 80 40 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … … B150

… … … C61400 (2) (26) (28) (29) 75 35 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …
… … … C61400 (2) (26) (28) (30) 70 32 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …
… … … C61400 (2) (26) (28) (31) 70 30 17.5 17.5 17.5 17.5 17.2 16.6 16.1 … … … … … … … … … … … … … …

Table A-10
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Table A-10
Bolts, Nuts, and Studs (Cont’d)

GENERAL NOTES:
(a) The tabulated specifications are ANSI/ASTM or ASTM. For ASME BPVC applications, see related specifications in ASME BPVC, Section II.
(b) The stress values in this table may be interpolated to determine values for intermediate temperatures.
(c) Tensile strengths and allowable stresses shown in “ksi” are “thousands of pounds per square inch.”
(d) The materials listed in this table shall not be used at design temperatures above those for which allowable stress values are given.
(e) The tabulated stress values that are shown in italics are at temperatures in the range where creep and stress rupture strength govern the

selection of stresses.
(f) See para. 124.1.2 for lower temperature limits.
(g) The materials listed are classified as carbon steel; low and intermediate alloy steel; austenitic, martensitic, and precipitation hardened

stainless steels; and copper alloys.
(h) ASTM specifications listed for bar or rod can be used for bolts and the corresponding nuts.

NOTES:
(1) This is a product specification. Allowable stresses are not necessary. Limitations on metal temperature for materials covered by this

specification for use under ASME B31.1 are as follows:
(a) Grades 1 and 2, −20°F to 600°F
(b) Grade 2H, −20°F to 800°F
(c) Grades 3 and 7, −20°F to 1,100°F
(d) Grades 6 and 8F, −20°F to 800°F
(e) Grades 8, 8C, 8M, and 8T, −20°F to 1,200°F

(2) THIS MATERIAL IS NOT ACCEPTABLE FOR USE ON BOILER EXTERNAL PIPING — SEE FIGURES 100.1.2-1 THROUGH 100.1.2-10.
(3) This material shall not be used above 400°F. The allowable stress value is 7,000 psi.
(4) Theallowable stress values listed inMSSSP-58 for thismaterialmaybeused forpipe-supporting elementsdesigned inaccordancewithMSS

SP-58.
(5) These allowable stress values are established from a consideration of strength only and will be satisfactory for average service. For bolted

joints, where freedom from leakage over a long period of time without retightening is required, lower stress values may be necessary as
determined from the relative flexibility of the flange, bolt, and corresponding relaxation properties.

(6) These allowable stress values apply to bolting materials ≤ 1 in. in diameter.
(7) These allowable stress values apply to bolting materials > 1 in. in diameter and ≤ 11∕2 in. in diameter.
(8) These allowable stress values apply to bolting materials > 11∕2 in. in diameter and ≤ 3 in. in diameter.
(9) Between temperatures of −20°F and 400°F, allowable stress values to the lower of the following may be used: 20% of the specified tensile

strength or 25% of the specified yield strength.
(10) These allowable stress values apply to bolting materials 4 in. in diameter and smaller.
(11) These allowable stress values apply to bolting materials 21∕2 in. in diameter and smaller.
(12) These allowable stress values apply to bolting materials larger than 21∕2 in. in diameter but not larger than 4 in. in diameter.
(13) These allowable stress values apply to bolting materials larger than 4 in. in diameter but not larger than 7 in. in diameter.
(14) DELETED
(15) Minimum tempering temperature shall be 800°F.
(16) The allowable stress values tabulated for temperatures over 1,000°F apply only if the carbon content of the material is 0.04% or higher.
(17) The allowable stress values tabulated for temperatures over 1,000°F apply only if the material is heat treated by heating to a minimum

temperature of 1,900°F and quenching in water or rapid cooling by other means.
(18) Thehardnessof thismaterial, under the threadroots, shall not exceedRockwellC35.Thehardness shall bemeasuredona flat area, at least 1∕8

in. across, prepared by removing thread. No more material than necessary shall be removed to prepare the flat area. Hardness measure-
ments shall be made at the same frequency as the tensile test.

(19) These allowable stress values apply to bolting materials 3∕4 in. in diameter and smaller.
(20) These allowable stress values apply to bolting materials larger than 3∕4 in. but not larger than 1 in. in diameter.
(21) These allowable stress values apply to bolting materials larger than 1 in. but not larger than 11∕4 in. in diameter.
(22) These allowable stress values apply to bolting materials larger than 11∕4 in. but not larger than 11∕2 in. in diameter.
(23) These allowable stress values apply to bolting material that has been carbide solution treated.
(24) Due to relatively low yield strength of these materials, these higher allowable stress values were established at temperatures where the

short time tensile properties govern to permit the use of these alloys where slightly greater deformation is acceptable. These stress values
exceed 67%but donot exceed90%of the yield strength at temperature. Use of these stress valuesmay result in dimensional changes due to
permanent strain. These values shouldnotbeused for the flanges of gasketed joints or other applicationswhere slight amounts of distortion
can cause leakage or malfunction.

(25) These allowable stress values apply to bolting materials 8 in. in diameter and smaller.
(26) Welding or brazing of this material is not permitted.
(27) These allowable stress values apply to bolting materials 1∕2 in. in diameter and smaller.
(28) Tempered to HR50.
(29) These allowable stress values apply to bolting materials larger than 1∕2 in. but not larger than 1 in. in diameter.
(30) These allowable stress values apply to bolting materials larger than 1 in. but not larger than 2 in. in diameter.
(31) These allowable stress values apply to bolting materials larger than 2 in. but not larger than 3 in. in diameter.
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MANDATORY APPENDIX B
THERMAL EXPANSION DATA

See Table B-1 [Table B-1 (SI)].
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Table B-1
Thermal Expansion Data

= ° ° [ ]
=

|}oo
~oo

A
B

Mean Coefficient of Thermal Expansion, 10 in./in./ F in Going From 70 F to Indicated Temperature Note (1)
Linear Thermal Expansion, in./100 ft

6

Material Coefficient
Temperature Range 70°F to

−325 −150 −50 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200 1,300 1,400
Group 1 carbon and low alloy

steels [Note (2)]
A 5.5 5.9 6.2 6.4 6.7 6.9 7.1 7.3 7.4 7.6 7.8 7.9 8.1 8.2 8.3 8.4 8.4
B −2.6 −1.6 −0.9 0 1.0 1.9 2.8 3.7 4.7 5.7 6.8 7.9 9.0 10.1 11.3 12.4 14.7

Group 2 low alloy steels [Note (3)] A 6.0 6.5 6.7 7.0 7.3 7.4 7.6 7.7 7.8 7.9 8.0 8.1 8.2 8.3 8.4 8.4 8.5
B −2.9 −1.7 −1.0 0 1.1 2.0 3.0 4.0 5.0 6.0 7.0 8.1 9.2 10.3 11.4 12.5 13.5

5Cr–1Mo steels A 5.6 6.0 6.2 6.4 6.7 6.9 7.0 7.1 7.2 7.2 7.3 7.4 7.5 7.6 7.6 7.7 7.8
B −2.7 −1.6 −0.9 0 1.0 1.9 2.8 3.7 4.6 5.5 6.4 7.4 8.4 9.3 10.3 11.4 12.4

9Cr–1Mo steels A 5.0 5.4 5.6 5.8 6.0 6.2 6.3 6.4 6.5 6.6 6.7 6.8 6.9 7.0 7.1 7.2 7.2
B −2.4 −1.4 −0.8 0 0.9 1.7 2.5 3.3 4.1 5.0 5.9 6.8 7.7 8.7 9.7 10.6 11.6

Straight chromium stainless steels
12Cr to 13Cr steels

A 5.1 5.5 5.7 5.9 6.2 6.3 6.4 6.5 6.5 6.6 6.7 6.7 6.8 6.8 6.9 6.9 7.0
B −2.4 −1.5 −0.8 0 1.0 1.7 2.5 3.3 4.2 5.0 5.8 6.7 7.6 8.5 9.4 10.2 11.1

15Cr to 17Cr steels A 4.5 4.9 5.1 5.3 5.5 5.7 5.8 5.9 6.0 6.1 6.2 6.2 6.3 6.4 6.4 6.5 6.5
B −2.1 −1.3 −0.7 0 0.9 1.6 2.3 3.0 3.8 4.6 5.4 6.2 7.0 7.9 8.7 9.5 10.4

27Cr steels A 4.3 4.7 4.9 5.0 5.2 5.2 5.3 5.4 5.4 5.5 5.6 5.7 5.7 5.8 5.9 5.9 6.0
B −2.0 −1.2 −0.7 0 0.8 1.4 2.1 2.8 3.5 4.2 4.9 5.6 6.4 7.2 8.0 8.7 9.6

Austenitic stainless steels (304,
305, 316, 317, 321, 347, 348,
19-9DL, XM-15, etc.)

A 7.5 8.0 8.2 8.5 8.9 9.2 9.5 9.7 9.9 10.0 10.1 10.2 10.3 10.4 10.6 10.7 10.8
B −3.6 −2.1 −1.2 0 1.4 2.5 3.8 5.0 6.3 7.5 8.8 10.2 11.5 12.9 14.3 15.8 17.2

Other austenitic stainless steels
(309, 310, 315, XM-19, etc.)

A 7.1 7.6 7.8 8.2 8.5 8.7 8.9 9.1 9.2 9.3 9.4 9.5 9.6 9.7 9.8 9.9 10.1
B −3.4 −2.0 −1.1 0 1.3 2.4 3.5 4.7 5.8 7.0 8.2 9.5 10.7 12.0 13.3 14.7 16.1

Gray cast iron A … … … … 5.8 5.9 6.1 6.3 6.5 6.7 6.8 7.0 7.2 … … … …
B … … … 0 0.9 1.6 2.4 3.2 4.1 5.0 6.0 7.0 8.0 … … … …

Ductile cast iron A … 4.9 5.3 5.7 6.0 6.3 6.6 6.8 7.0 7.1 7.3 7.4 7.5 … … … …
B … −1.3 −0.8 0 0.9 1.7 2.6 3.5 4.5 5.4 6.4 7.3 8.4 … … … …
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Table B-1
Thermal Expansion Data (Cont’d)

= ° ° [ ]
=

|}oo
~oo

A
B

Mean Coefficient of Thermal Expansion, 10 in./in./ F in Going From 70 F to Indicated Temperature Note (1)
Linear Thermal Expansion, in./100 ft

6

Material Coefficient
Temperature Range 70°F to

−325 −150 −50 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200 1,300 1,400
Monel (67Ni–30Cu) N04400 A 5.8 6.8 7.2 7.7 8.1 8.3 8.5 8.7 8.8 8.9 8.9 9.0 9.1 9.1 9.2 9.2 9.3

B −2.7 −1.8 −1.0 0 1.3 2.3 3.4 4.5 5.6 6.7 7.8 9.0 10.1 11.3 12.4 13.6 14.8

Nickel alloys N02200 and N02201 A 5.3 6.0 6.3 6.6 7.2 7.5 7.7 7.9 8.0 8.2 8.3 8.4 8.5 8.6 8.7 8.8 8.9
B −2.7 −1.7 −1.0 0 1.1 2.1 3.1 4.1 5.1 6.2 7.3 8.4 9.5 10.7 11.8 13.0 14.2

Nickel alloy N06022 A … … … 6.9 6.9 6.9 6.9 7.0 7.0 7.2 7.3 7.5 7.7 7.9 8.1 8.3 8.5
B … … … 0 1.1 1.9 2.7 3.6 4.5 5.4 6.4 7.5 8.6 9.8 11.0 12.2 13.6

Nickel alloy N06600 A 5.5 6.1 6.4 6.8 7.1 7.3 7.5 7.6 7.8 7.9 8.0 8.2 8.3 8.4 8.6 8.7 8.9
B −2.6 −1.6 −0.9 0 1.1 2.0 3.0 3.9 5.0 6.0 7.0 8.1 9.3 10.4 11.6 12.9 14.2

Nickel alloy N06625 A … … … 6.7 7.1 7.2 7.3 7.4 7.4 7.5 7.6 7.7 7.9 8.0 8.2 8.4 8.5
B … … … 0 1.1 2.0 2.9 3.8 4.7 5.6 6.6 7.7 8.8 9.9 11.1 12.3 13.6

Nickel alloys N08800 and N08810 A 5.9 6.9 7.4 7.9 8.4 8.6 8.8 8.9 9.0 9.1 9.2 9.3 9.4 9.5 9.6 9.7 9.8
B −2.8 −1.7 −1.1 0 1.3 2.4 3.5 4.6 5.7 6.9 8.1 9.3 10.5 11.8 13.0 14.4 15.7

Nickel alloy N08825 A … … 7.2 7.5 7.7 7.9 8.0 8.1 8.2 8.3 8.4 8.5 8.6 … … … …
B … … −1.0 0 1.2 2.2 3.2 4.2 5.2 6.3 7.4 8.5 9.6 … … … …

Nickel alloy N10276 A … … … 6.0 6.3 6.5 6.7 6.9 7.1 7.2 7.4 7.5 7.6 7.7 7.8 7.9 8.0
B … … … 0 1.0 1.8 2.7 3.6 4.5 5.5 6.4 7.5 8.5 9.5 10.6 11.7 12.8

Copper alloys C1XXXX series A 7.7 8.7 9.0 9.3 9.6 9.7 9.8 9.9 10.0 … … … … … … … …
B −3.7 −2.3 −1.3 0 1.5 2.7 3.9 5.1 6.4 … … … … … … … …

Bronze alloys A 8.4 8.8 9.2 9.6 10.0 10.1 10.2 10.3 10.4 10.5 10.6 10.7 10.8 10.9 11.0 … …
B −4.0 −2.3 −1.3 0 1.6 2.8 4.0 5.3 6.6 8.0 9.3 10.7 12.1 13.5 14.9 … …

Brass alloys A 8.2 8.5 9.0 9.3 9.8 10.0 10.2 10.5 10.7 10.9 11.2 11.4 11.6 11.9 12.1 … …
B −3.9 −2.2 −1.3 0 1.5 2.8 4.1 5.4 6.8 8.2 9.8 11.4 13.0 14.7 16.4 … …
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Table B-1
Thermal Expansion Data (Cont’d)

= ° ° [ ]
=

|}oo
~oo

A
B

Mean Coefficient of Thermal Expansion, 10 in./in./ F in Going From 70 F to Indicated Temperature Note (1)
Linear Thermal Expansion, in./100 ft

6

Material Coefficient
Temperature Range 70°F to

−325 −150 −50 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200 1,300 1,400

Copper–nickel (70Cu-30Ni) A 6.7 7.4 7.8 8.1 8.5 8.7 8.9 9.1 9.2 9.2 … … … … … … …
B −3.2 −2.0 −1.1 0 1.3 2.4 3.5 4.7 5.8 7.0 … … … … … … …

Aluminum alloys A 9.9 10.9 11.6 12.1 13.0 13.3 13.6 13.9 14.2 … … … … … … … …
B −4.7 −2.9 −1.7 0 2.0 3.7 5.4 7.2 9.0 … … … … … … … …

Titanium alloys (Grades 1, 2, 3, 7,
and 12)

A … … 4.5 4.6 4.7 4.8 4.8 4.9 4.9 5.0 5.1 … … … … … …
B … … −0.6 0 0.7 1.3 1.9 2.5 3.1 3.8 4.5 … … … … … …

NOTES:
(1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.
(2) Group 1 alloys (by nominal composition):

Carbon steels (C, C–Si, C–Mn, and C–Mn–Si) 1Cr–1∕2Mo-V 3∕4Ni–1∕2Cu–Mo
C–1∕2Mo 11∕4Cr–1∕2Mo 3∕4Ni–1∕2Cr–1∕2Mo–V
1∕2Cr–1∕5Mo–V 11∕4Cr–1∕2Mo–Si 3∕4Ni–1Mo–3∕4Cr
1∕2Cr–1∕4Mo–Si 13∕4Cr–1∕2Mo–Cu 1Ni–1∕2Cr–1∕2Mo
1∕2Cr–1∕2Mo 2Cr–1∕2Mo 11∕4Ni–1Cr–1∕2Mo
1∕2Cr–1∕2Ni–1∕4Mo 21∕4Cr–1Mo 13∕4Ni–3∕4Cr–1∕4Mo
3∕4Cr–1∕2Ni–Cu 3Cr–1Mo 2Ni–3∕4Cr–1∕4Mo
3∕4Cr–3∕4Ni–Cu–Al 1∕2Ni–1∕2Mo–V 2Ni–3∕4Cr–1∕3Mo
1Cr–1∕5Mo 1∕2Ni–1∕2Cr–1∕4Mo–V 21∕2Ni
1Cr–1∕5Mo–Si 3∕4Ni–1∕2Mo–Cr–V 31∕2Ni
1Cr–1∕2Mo 3∕4Ni–1∕2Mo–1∕3Cr–V 31∕2Ni–13∕4Cr–1∕2Mo–V

(3) Group 2 alloys (by nominal composition):

Mn–V Mn–1∕2Mo Mn–1∕2Mo–1∕2Ni
Mn–1∕4Mo Mn–1∕2Mo–1∕4Ni Mn–1∕2Mo–3∕4Ni
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}= ° ° [ ]
=

A
B

Mean Coefficient of Thermal Expansion, 10 mm/mm/ C in Going From 20 C to Indicated Temperature Note (1)
Linear Thermal Expansion, mm/m

6

Material
Coeffi-
cient

Temperature Range 20°C to Temperature Range 20°C to
−200 −100 −50 20 50 75 100 125 150 175 200 225 250 275 300 325 350 375 400 425 450 475 500 525 550 575 600 625 650 675 700 725 750 775 800

Group 1 carbon and low alloy
steels [Note (2)]

A 9.9 10.7 11.1 11.5 11.8 11.9 12.1 12.3 12.4 12.6 12.7 12.9 13.0 13.2 13.3 13.4 13.6 13.7 13.8 14.0 14.1 14.2 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.1 15.2 15.3 15.3 15.4
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.3 1.6 2.0 2.3 2.6 3.0 3.4 3.7 4.1 4.5 4.9 5.3 5.7 6.1 6.5 6.9 7.3 7.7 8.2 8.6 9.0 9.4 9.9 10.3 10.7 11.1 11.6 12.0

Group 2 low alloy steels [Note (3)] A 10.8 11.7 12.0 12.6 12.8 13.0 13.1 13.2 13.4 13.5 13.6 13.7 13.8 13.9 14.0 14.1 14.2 14.3 14.4 14.5 14.6 14.6 14.7 14.8 14.8 14.9 15.0 15.0 15.1 15.1 15.2 15.2 15.3 15.3 15.3
B −2.4 −1.4 −0.8 0 0.4 0.7 1.0 1.4 1.7 2.1 2.4 2.8 3.2 3.6 3.9 4.3 4.7 5.1 5.5 5.9 6.3 6.7 7.1 7.5 7.9 8.3 8.7 9.1 9.5 9.9 10.3 10.7 11.1 11.1 11.5

5Cr–1Mo steels A 10.1 10.8 11.2 11.5 11.8 12.0 12.1 12.3 12.4 12.5 12.6 12.6 12.7 12.8 12.8 12.9 13.0 13.0 13.1 13.2 13.2 13.3 13.4 13.4 13.5 13.6 13.6 13.7 13.7 13.8 13.9 13.9 14.0 14.0 14.1
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.3 1.6 1.9 2.3 2.6 2.9 3.3 3.6 3.9 4.3 4.6 5.0 5.3 5.7 6.1 6.4 6.8 7.2 7.5 7.9 8.3 8.7 9.0 9.4 9.8 10.2 10.6 11.0

9Cr–1Mo steels A 9.0 9.8 10.1 10.5 10.6 10.7 10.9 11.0 11.1 11.2 11.3 11.4 11.5 11.6 11.7 11.8 11.9 11.9 12.0 12.1 12.2 12.3 12.3 12.4 12.5 12.6 12.7 12.7 12.8 12.9 13.0 13.1 13.3 13.4 13.6
B −2.0 −1.2 −0.7 0 0.3 0.6 0.9 1.2 1.4 1.7 2.0 2.3 2.6 3.0 3.3 3.6 3.9 4.2 4.6 4.9 5.2 5.6 5.9 6.3 6.6 7.0 7.3 7.7 8.1 8.5 8.9 9.3 9.7 10.1 10.6

Straight chromium stainless steels
12Cr to 13Cr steels

A 9.1 9.9 10.2 10.6 10.9 11.0 11.1 11.3 11.4 11.4 11.5 11.6 11.6 11.7 11.7 11.8 11.8 11.9 11.9 12.0 12.0 12.1 12.1 12.2 12.2 12.3 12.3 12.4 12.4 12.5 12.5 12.5 12.5 12.6 12.6
B −2.0 −1.2 −0.7 0 0.3 0.6 0.9 1.2 1.5 1.8 2.1 2.4 2.7 3.0 3.3 3.6 3.9 4.2 4.5 4.9 5.2 5.5 5.8 6.2 6.5 6.8 7.2 7.5 7.8 8.2 8.5 8.8 9.2 9.5 9.8

15Cr to 17Cr steels A 8.1 8.8 9.1 9.6 9.7 9.9 10.0 10.1 10.2 10.3 10.4 10.5 10.6 10.7 10.8 10.8 10.9 11.0 11.0 11.1 11.2 11.2 11.3 11.3 11.4 11.4 11.5 11.5 11.5 11.6 11.6 11.7 11.7 11.8 11.9
B −1.8 −1.1 −0.6 0 0.3 0.5 0.8 1.1 1.3 1.6 1.9 2.2 2.4 2.7 3.0 3.3 3.6 3.9 4.2 4.5 4.8 5.1 5.4 5.7 6.0 6.3 6.6 7.0 7.3 7.6 7.9 8.2 8.6 8.9 9.3

27Cr steels A 7.7 8.5 8.7 9.0 9.2 9.2 9.3 9.4 9.4 9.5 9.5 9.6 9.6 9.7 9.7 9.8 9.9 9.9 10.0 10.0 10.1 10.2 10.2 10.3 10.4 10.4 10.5 10.5 10.6 10.6 10.7 10.7 10.8 10.8 10.9
B −1.7 −1.0 −0.6 0 0.3 0.5 0.7 1.0 1.2 1.5 1.7 2.0 2.2 2.5 2.7 3.0 3.3 3.5 3.8 4.1 4.3 4.6 4.9 5.2 5.5 5.8 6.1 6.4 6.7 7.0 7.2 7.6 7.9 8.2 8.5

Austenitic stainless steels (304,
305, 316, 317, 321, 347, 348,
19-9DL, XM-15, etc.)

A 13.5 14.3 14.7 15.3 15.6 15.9 16.2 16.4 16.6 16.8 17.0 17.2 17.4 17.5 17.7 17.8 17.9 18.0 18.1 18.2 18.3 18.4 18.4 18.5 18.6 18.7 18.8 18.9 19.0 19.1 19.2 19.3 19.4 19.4 19.4
B −3.0 −1.7 −1.0 0 0.5 0.9 1.3 1.7 2.2 2.6 3.1 3.5 4.0 4.5 4.9 5.4 5.9 6.4 6.9 7.4 7.9 8.3 8.9 9.4 9.9 10.4 10.9 11.4 12.0 12.5 13.1 13.6 14.1 14.7 15.2

Other austenitic stainless steels
(309, 310, 315, XM-19, etc.)

A 12.8 13.6 14.1 14.7 15.0 15.2 15.4 15.6 15.7 15.9 16.0 16.1 16.3 16.4 16.5 16.6 16.6 16.7 16.8 16.9 17.0 17.1 17.2 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.9 18.0 18.1 18.2 18.3
B −2.8 −1.6 −1.0 0 0.4 0.8 1.2 1.6 2.0 2.5 2.9 3.3 3.7 4.2 4.6 5.0 5.5 5.9 6.4 6.8 7.3 7.8 8.2 8.7 9.2 9.7 10.2 10.6 11.1 11.7 12.2 12.7 13.2 13.7 14.3

Gray cast iron A … … … 9.8 10.1 10.2 10.4 10.5 10.7 10.8 11.0 11.1 11.2 11.4 11.5 11.7 11.8 12.0 12.1 12.3 12.4 12.6 12.7 12.9 13.0 … … … … … … … … … …
B … … … 0 0.3 0.6 0.8 1.1 1.4 1.7 2.0 2.3 2.6 2.9 3.2 3.6 3.9 4.2 4.6 5.0 5.3 5.7 6.1 6.5 6.9 … … … … … … … … … …

Ductile cast iron A … 8.8 9.5 10.3 10.5 10.7 10.9 11.1 11.3 11.6 11.8 12.0 12.2 12.4 12.5 12.6 12.8 12.9 13.0 13.1 13.2 13.2 13.3 13.4 13.5 … … … … … … … … … …
B … −1.1 −0.7 0 0.3 0.6 0.9 1.2 1.5 1.8 2.1 2.5 2.8 3.1 3.5 3.9 4.2 4.6 4.9 5.3 5.7 6.0 6.4 6.8 7.2 … … … … … … … … … …

Monel (67Ni–30Cu) N04400 A 10.4 12.2 13.0 13.8 14.1 14.4 14.6 14.8 15.0 15.1 15.3 15.4 15.5 15.6 15.7 15.8 15.9 16.0 16.0 16.1 16.1 16.2 16.2 16.3 16.3 16.4 16.4 16.5 16.5 16.5 16.6 16.6 16.7 16.7 16.8
B −2.3 −1.5 −0.9 0 0.4 0.8 1.2 1.6 1.9 2.3 2.8 3.2 3.6 4.0 4.4 4.8 5.2 5.7 6.1 6.5 6.9 7.4 7.8 8.2 8.6 9.1 9.5 10.0 10.4 10.8 11.3 11.7 12.2 12.6 13.1

Nickel alloys N02200 and N02201 A 9.6 10.8 11.4 11.9 12.4 12.7 13.0 13.3 13.5 13.7 13.9 14.0 14.2 14.3 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.2 15.3 15.4 15.5 15.6 15.6 15.7 15.8 15.9 15.9 16.0 16.1 16.2
B −2.2 −1.4 −0.8 0 0.4 0.7 1.0 1.4 1.8 2.1 2.5 2.9 3.3 3.6 4.0 4.4 4.8 5.2 5.6 6.0 6.5 6.9 7.3 7.7 8.2 8.6 9.0 9.5 9.9 10.3 10.8 11.2 11.7 12.2 12.6

Nickel alloy N06022 A … … … 12.4 12.4 12.4 12.4 12.4 12.4 12.4 12.4 12.5 12.5 12.6 12.6 12.7 12.8 12.9 13.0 13.2 13.3 13.5 13.6 13.8 13.9 14.1 14.3 14.4 14.6 14.8 14.9 15.1 15.2 15.4 15.6
B … … … 0 0.4 0.7 1.0 1.3 1.6 1.9 2.2 2.6 2.9 3.2 3.5 3.9 4.2 4.6 5.0 5.3 5.7 6.1 6.5 7.0 7.4 7.8 8.3 8.7 9.2 9.7 10.1 10.6 11.1 11.6 12.1
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}= ° ° [ ]
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A
B

Mean Coefficient of Thermal Expansion, 10 mm/mm/ C in Going From 20 C to Indicated Temperature Note (1)
Linear Thermal Expansion, mm/m

6

Material
Coeffi-
cient

Temperature Range 20°C to Temperature Range 20°C to
−200 −100 −50 20 50 75 100 125 150 175 200 225 250 275 300 325 350 375 400 425 450 475 500 525 550 575 600 625 650 675 700 725 750 775 800

Group 1 carbon and low alloy
steels [Note (2)]

A 9.9 10.7 11.1 11.5 11.8 11.9 12.1 12.3 12.4 12.6 12.7 12.9 13.0 13.2 13.3 13.4 13.6 13.7 13.8 14.0 14.1 14.2 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.1 15.2 15.3 15.3 15.4
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.3 1.6 2.0 2.3 2.6 3.0 3.4 3.7 4.1 4.5 4.9 5.3 5.7 6.1 6.5 6.9 7.3 7.7 8.2 8.6 9.0 9.4 9.9 10.3 10.7 11.1 11.6 12.0

Group 2 low alloy steels [Note (3)] A 10.8 11.7 12.0 12.6 12.8 13.0 13.1 13.2 13.4 13.5 13.6 13.7 13.8 13.9 14.0 14.1 14.2 14.3 14.4 14.5 14.6 14.6 14.7 14.8 14.8 14.9 15.0 15.0 15.1 15.1 15.2 15.2 15.3 15.3 15.3
B −2.4 −1.4 −0.8 0 0.4 0.7 1.0 1.4 1.7 2.1 2.4 2.8 3.2 3.6 3.9 4.3 4.7 5.1 5.5 5.9 6.3 6.7 7.1 7.5 7.9 8.3 8.7 9.1 9.5 9.9 10.3 10.7 11.1 11.1 11.5

5Cr–1Mo steels A 10.1 10.8 11.2 11.5 11.8 12.0 12.1 12.3 12.4 12.5 12.6 12.6 12.7 12.8 12.8 12.9 13.0 13.0 13.1 13.2 13.2 13.3 13.4 13.4 13.5 13.6 13.6 13.7 13.7 13.8 13.9 13.9 14.0 14.0 14.1
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.3 1.6 1.9 2.3 2.6 2.9 3.3 3.6 3.9 4.3 4.6 5.0 5.3 5.7 6.1 6.4 6.8 7.2 7.5 7.9 8.3 8.7 9.0 9.4 9.8 10.2 10.6 11.0

9Cr–1Mo steels A 9.0 9.8 10.1 10.5 10.6 10.7 10.9 11.0 11.1 11.2 11.3 11.4 11.5 11.6 11.7 11.8 11.9 11.9 12.0 12.1 12.2 12.3 12.3 12.4 12.5 12.6 12.7 12.7 12.8 12.9 13.0 13.1 13.3 13.4 13.6
B −2.0 −1.2 −0.7 0 0.3 0.6 0.9 1.2 1.4 1.7 2.0 2.3 2.6 3.0 3.3 3.6 3.9 4.2 4.6 4.9 5.2 5.6 5.9 6.3 6.6 7.0 7.3 7.7 8.1 8.5 8.9 9.3 9.7 10.1 10.6

Straight chromium stainless steels
12Cr to 13Cr steels

A 9.1 9.9 10.2 10.6 10.9 11.0 11.1 11.3 11.4 11.4 11.5 11.6 11.6 11.7 11.7 11.8 11.8 11.9 11.9 12.0 12.0 12.1 12.1 12.2 12.2 12.3 12.3 12.4 12.4 12.5 12.5 12.5 12.5 12.6 12.6
B −2.0 −1.2 −0.7 0 0.3 0.6 0.9 1.2 1.5 1.8 2.1 2.4 2.7 3.0 3.3 3.6 3.9 4.2 4.5 4.9 5.2 5.5 5.8 6.2 6.5 6.8 7.2 7.5 7.8 8.2 8.5 8.8 9.2 9.5 9.8

15Cr to 17Cr steels A 8.1 8.8 9.1 9.6 9.7 9.9 10.0 10.1 10.2 10.3 10.4 10.5 10.6 10.7 10.8 10.8 10.9 11.0 11.0 11.1 11.2 11.2 11.3 11.3 11.4 11.4 11.5 11.5 11.5 11.6 11.6 11.7 11.7 11.8 11.9
B −1.8 −1.1 −0.6 0 0.3 0.5 0.8 1.1 1.3 1.6 1.9 2.2 2.4 2.7 3.0 3.3 3.6 3.9 4.2 4.5 4.8 5.1 5.4 5.7 6.0 6.3 6.6 7.0 7.3 7.6 7.9 8.2 8.6 8.9 9.3

27Cr steels A 7.7 8.5 8.7 9.0 9.2 9.2 9.3 9.4 9.4 9.5 9.5 9.6 9.6 9.7 9.7 9.8 9.9 9.9 10.0 10.0 10.1 10.2 10.2 10.3 10.4 10.4 10.5 10.5 10.6 10.6 10.7 10.7 10.8 10.8 10.9
B −1.7 −1.0 −0.6 0 0.3 0.5 0.7 1.0 1.2 1.5 1.7 2.0 2.2 2.5 2.7 3.0 3.3 3.5 3.8 4.1 4.3 4.6 4.9 5.2 5.5 5.8 6.1 6.4 6.7 7.0 7.2 7.6 7.9 8.2 8.5

Austenitic stainless steels (304,
305, 316, 317, 321, 347, 348,
19-9DL, XM-15, etc.)

A 13.5 14.3 14.7 15.3 15.6 15.9 16.2 16.4 16.6 16.8 17.0 17.2 17.4 17.5 17.7 17.8 17.9 18.0 18.1 18.2 18.3 18.4 18.4 18.5 18.6 18.7 18.8 18.9 19.0 19.1 19.2 19.3 19.4 19.4 19.4
B −3.0 −1.7 −1.0 0 0.5 0.9 1.3 1.7 2.2 2.6 3.1 3.5 4.0 4.5 4.9 5.4 5.9 6.4 6.9 7.4 7.9 8.3 8.9 9.4 9.9 10.4 10.9 11.4 12.0 12.5 13.1 13.6 14.1 14.7 15.2

Other austenitic stainless steels
(309, 310, 315, XM-19, etc.)

A 12.8 13.6 14.1 14.7 15.0 15.2 15.4 15.6 15.7 15.9 16.0 16.1 16.3 16.4 16.5 16.6 16.6 16.7 16.8 16.9 17.0 17.1 17.2 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.9 18.0 18.1 18.2 18.3
B −2.8 −1.6 −1.0 0 0.4 0.8 1.2 1.6 2.0 2.5 2.9 3.3 3.7 4.2 4.6 5.0 5.5 5.9 6.4 6.8 7.3 7.8 8.2 8.7 9.2 9.7 10.2 10.6 11.1 11.7 12.2 12.7 13.2 13.7 14.3

Gray cast iron A … … … 9.8 10.1 10.2 10.4 10.5 10.7 10.8 11.0 11.1 11.2 11.4 11.5 11.7 11.8 12.0 12.1 12.3 12.4 12.6 12.7 12.9 13.0 … … … … … … … … … …
B … … … 0 0.3 0.6 0.8 1.1 1.4 1.7 2.0 2.3 2.6 2.9 3.2 3.6 3.9 4.2 4.6 5.0 5.3 5.7 6.1 6.5 6.9 … … … … … … … … … …

Ductile cast iron A … 8.8 9.5 10.3 10.5 10.7 10.9 11.1 11.3 11.6 11.8 12.0 12.2 12.4 12.5 12.6 12.8 12.9 13.0 13.1 13.2 13.2 13.3 13.4 13.5 … … … … … … … … … …
B … −1.1 −0.7 0 0.3 0.6 0.9 1.2 1.5 1.8 2.1 2.5 2.8 3.1 3.5 3.9 4.2 4.6 4.9 5.3 5.7 6.0 6.4 6.8 7.2 … … … … … … … … … …

Monel (67Ni–30Cu) N04400 A 10.4 12.2 13.0 13.8 14.1 14.4 14.6 14.8 15.0 15.1 15.3 15.4 15.5 15.6 15.7 15.8 15.9 16.0 16.0 16.1 16.1 16.2 16.2 16.3 16.3 16.4 16.4 16.5 16.5 16.5 16.6 16.6 16.7 16.7 16.8
B −2.3 −1.5 −0.9 0 0.4 0.8 1.2 1.6 1.9 2.3 2.8 3.2 3.6 4.0 4.4 4.8 5.2 5.7 6.1 6.5 6.9 7.4 7.8 8.2 8.6 9.1 9.5 10.0 10.4 10.8 11.3 11.7 12.2 12.6 13.1

Nickel alloys N02200 and N02201 A 9.6 10.8 11.4 11.9 12.4 12.7 13.0 13.3 13.5 13.7 13.9 14.0 14.2 14.3 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.2 15.3 15.4 15.5 15.6 15.6 15.7 15.8 15.9 15.9 16.0 16.1 16.2
B −2.2 −1.4 −0.8 0 0.4 0.7 1.0 1.4 1.8 2.1 2.5 2.9 3.3 3.6 4.0 4.4 4.8 5.2 5.6 6.0 6.5 6.9 7.3 7.7 8.2 8.6 9.0 9.5 9.9 10.3 10.8 11.2 11.7 12.2 12.6

Nickel alloy N06022 A … … … 12.4 12.4 12.4 12.4 12.4 12.4 12.4 12.4 12.5 12.5 12.6 12.6 12.7 12.8 12.9 13.0 13.2 13.3 13.5 13.6 13.8 13.9 14.1 14.3 14.4 14.6 14.8 14.9 15.1 15.2 15.4 15.6
B … … … 0 0.4 0.7 1.0 1.3 1.6 1.9 2.2 2.6 2.9 3.2 3.5 3.9 4.2 4.6 5.0 5.3 5.7 6.1 6.5 7.0 7.4 7.8 8.3 8.7 9.2 9.7 10.1 10.6 11.1 11.6 12.1
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A
B

Mean Coefficient of Thermal Expansion, 10 mm/mm/ C in Going From 20 C to Indicated Temperature Note (1)
Linear Thermal Expansion, mm/m

6

Material
Coeffi-
cient

Temperature Range 20°C to Temperature Range 20°C to
−200 −100 −50 20 50 75 100 125 150 175 200 225 250 275 300 325 350 375 400 425 450 475 500 525 550 575 600 625 650 675 700 725 750 775 800

Nickel alloy N06600 A 9.9 10.8 11.5 12.3 12.5 12.7 12.8 13.0 13.2 13.3 13.5 13.6 13.7 13.8 14.0 14.1 14.2 14.3 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.2 15.3 15.4 15.6 15.7 15.8 15.9 16.1 16.2
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.4 1.7 2.1 2.4 2.8 3.2 3.5 3.9 4.3 4.7 5.1 5.5 5.9 6.3 6.7 7.1 7.5 7.9 8.4 8.8 9.3 9.7 10.2 10.7 11.1 11.6 12.1 12.6

Nickel alloy N06625 A … … … 12.0 12.4 12.6 12.8 12.9 13.0 13.1 13.2 13.2 13.2 13.3 13.3 13.3 13.4 13.5 13.5 13.6 13.7 13.8 14.0 14.1 14.2 14.3 14.5 14.6 14.8 14.9 15.0 15.1 15.3 15.4 15.6
B … … … 0 0.4 0.7 1.0 1.4 1.7 2.0 2.4 2.7 3.0 3.4 3.7 4.1 4.4 4.8 5.1 5.5 5.9 6.3 6.7 7.1 7.5 8.0 8.4 8.8 9.3 9.8 10.2 10.7 11.2 11.6 12.1

Nickel alloys N08800 and N08810 A 10.6 12.5 13.3 14.2 14.6 14.9 15.1 15.3 15.5 15.6 15.8 15.9 16.0 16.1 16.2 16.3 16.4 16.5 16.5 16.6 16.7 16.8 16.8 16.9 17.0 17.1 17.2 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.9
B −2.3 −1.5 −0.9 0 0.4 0.8 1.2 1.6 2.0 2.4 2.8 3.3 3.7 4.1 4.5 5.0 5.4 5.8 6.3 6.7 7.2 7.6 8.1 8.5 9.0 9.5 9.9 10.4 10.9 11.4 11.9 12.4 12.9 13.4 14.0

Nickel alloy N08825 A … … 12.9 13.5 13.6 13.7 13.9 14.0 14.2 14.3 14.4 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.1 15.2 15.3 15.4 15.5 15.6 … … … … … … … … … …
B … … −0.9 0 0.4 0.8 1.1 1.5 1.8 2.2 2.6 3.0 3.3 3.7 4.1 4.5 4.9 5.3 5.7 6.1 6.5 7.0 7.4 7.8 8.3 … … … … … … … … … …

Nickel alloy N10276 A … … … 10.8 11.0 11.2 11.4 11.6 11.7 11.9 12.0 12.2 12.4 12.5 12.6 12.8 12.9 13.0 13.1 13.2 13.3 13.4 13.5 13.6 13.7 13.8 13.9 14.0 14.1 14.2 14.3 14.3 14.4 14.5 14.6
B … … … 0 0.3 0.6 0.9 1.2 1.5 1.8 2.2 2.5 2.8 3.2 3.5 3.9 4.3 4.6 5.0 5.4 5.7 6.1 6.5 6.9 7.3 7.7 8.1 8.5 8.9 9.3 9.7 10.1 10.5 10.9 11.4

Copper alloys C1XXXX series A 13.9 15.7 16.2 16.7 17.0 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.8 17.9 18.0 18.0 … … … … … … … … … … … … … … … … … … …
B −3.1 −1.9 −1.1 0 0.5 0.9 1.4 1.8 2.3 2.7 3.2 3.6 4.1 4.6 5.0 5.5 … … … … … … … … … … … … … … … … … … …

Bronze alloys A 15.1 15.8 16.4 17.2 17.6 17.9 18.0 18.2 18.2 18.3 18.4 18.5 18.5 18.6 18.7 18.8 18.9 19.0 19.0 19.1 19.2 19.3 19.4 19.4 19.5 19.6 19.7 19.7 19.8 … … … … … …
B −3.3 −1.9 −1.1 0 0.5 1.0 1.4 1.9 2.4 2.8 3.3 3.8 4.3 4.7 5.2 5.7 6.2 6.7 7.2 7.7 8.3 8.8 9.3 9.8 10.3 10.9 11.4 11.9 12.5 … … … … … …

Brass alloys A 14.7 15.4 16.0 16.7 17.1 17.4 17.6 17.8 18.0 18.2 18.4 18.6 18.8 19.0 19.2 19.3 19.5 19.6 19.8 20.1 20.3 20.5 20.7 20.8 21.0 21.2 21.4 21.6 21.8 … … … … … …
B −3.2 −1.9 −1.1 0 0.5 1.0 1.4 1.9 2.3 2.8 3.3 3.8 4.3 4.8 5.4 5.9 6.4 7.0 7.5 8.2 8.7 9.3 9.9 10.5 11.1 11.8 12.4 13.1 13.7 … … … … … …

Copper–nickel (70Cu–30Ni) A 11.9 13.4 14.0 14.5 14.9 15.2 15.3 15.5 15.7 15.8 16.0 16.1 16.3 16.4 16.5 16.5 16.6 16.6 16.7 … … … … … … … … … … … … … … … …
B −2.6 −1.6 −1.0 0 0.4 0.8 1.2 1.6 2.0 2.5 2.9 3.3 3.7 4.2 4.6 5.0 5.5 5.9 6.3 … … … … … … … … … … … … … … … …

Aluminum alloys A 18.0 19.7 20.8 21.7 22.6 23.1 23.4 23.7 23.9 24.2 24.4 24.7 25.0 25.2 25.5 25.6 … … … … … … … … … … … … … … … … … … …
B −4.0 −2.4 −1.5 0 0.7 1.3 1.9 2.5 3.1 3.7 4.4 5.1 5.7 6.4 7.1 7.8 … … … … … … … … … … … … … … … … … … …

Titanium alloys (Grades 1, 2, 3, 7,
and 12)

A … … 8.2 8.3 8.4 8.5 8.5 8.6 8.6 8.6 8.7 8.7 8.7 8.8 8.8 8.8 8.9 8.9 9.0 9.2 … … … … … … … … … … … … … … …

B … … −0.6 0 0.3 0.5 0.7 0.9 1.1 1.3 1.6 1.8 2.0 2.2 2.5 2.7 2.9 3.2 3.4 3.7 … … … … … … … … … … … … … … …

Table B-1 (SI)
Thermal Expansion Data (Cont’d)
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}= ° ° [ ]
=

A
B

Mean Coefficient of Thermal Expansion, 10 mm/mm/ C in Going From 20 C to Indicated Temperature Note (1)
Linear Thermal Expansion, mm/m

6

Material
Coeffi-
cient

Temperature Range 20°C to Temperature Range 20°C to
−200 −100 −50 20 50 75 100 125 150 175 200 225 250 275 300 325 350 375 400 425 450 475 500 525 550 575 600 625 650 675 700 725 750 775 800

Nickel alloy N06600 A 9.9 10.8 11.5 12.3 12.5 12.7 12.8 13.0 13.2 13.3 13.5 13.6 13.7 13.8 14.0 14.1 14.2 14.3 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.2 15.3 15.4 15.6 15.7 15.8 15.9 16.1 16.2
B −2.2 −1.3 −0.8 0 0.4 0.7 1.0 1.4 1.7 2.1 2.4 2.8 3.2 3.5 3.9 4.3 4.7 5.1 5.5 5.9 6.3 6.7 7.1 7.5 7.9 8.4 8.8 9.3 9.7 10.2 10.7 11.1 11.6 12.1 12.6

Nickel alloy N06625 A … … … 12.0 12.4 12.6 12.8 12.9 13.0 13.1 13.2 13.2 13.2 13.3 13.3 13.3 13.4 13.5 13.5 13.6 13.7 13.8 14.0 14.1 14.2 14.3 14.5 14.6 14.8 14.9 15.0 15.1 15.3 15.4 15.6
B … … … 0 0.4 0.7 1.0 1.4 1.7 2.0 2.4 2.7 3.0 3.4 3.7 4.1 4.4 4.8 5.1 5.5 5.9 6.3 6.7 7.1 7.5 8.0 8.4 8.8 9.3 9.8 10.2 10.7 11.2 11.6 12.1

Nickel alloys N08800 and N08810 A 10.6 12.5 13.3 14.2 14.6 14.9 15.1 15.3 15.5 15.6 15.8 15.9 16.0 16.1 16.2 16.3 16.4 16.5 16.5 16.6 16.7 16.8 16.8 16.9 17.0 17.1 17.2 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.9
B −2.3 −1.5 −0.9 0 0.4 0.8 1.2 1.6 2.0 2.4 2.8 3.3 3.7 4.1 4.5 5.0 5.4 5.8 6.3 6.7 7.2 7.6 8.1 8.5 9.0 9.5 9.9 10.4 10.9 11.4 11.9 12.4 12.9 13.4 14.0

Nickel alloy N08825 A … … 12.9 13.5 13.6 13.7 13.9 14.0 14.2 14.3 14.4 14.4 14.5 14.6 14.7 14.8 14.9 15.0 15.1 15.1 15.2 15.3 15.4 15.5 15.6 … … … … … … … … … …
B … … −0.9 0 0.4 0.8 1.1 1.5 1.8 2.2 2.6 3.0 3.3 3.7 4.1 4.5 4.9 5.3 5.7 6.1 6.5 7.0 7.4 7.8 8.3 … … … … … … … … … …

Nickel alloy N10276 A … … … 10.8 11.0 11.2 11.4 11.6 11.7 11.9 12.0 12.2 12.4 12.5 12.6 12.8 12.9 13.0 13.1 13.2 13.3 13.4 13.5 13.6 13.7 13.8 13.9 14.0 14.1 14.2 14.3 14.3 14.4 14.5 14.6
B … … … 0 0.3 0.6 0.9 1.2 1.5 1.8 2.2 2.5 2.8 3.2 3.5 3.9 4.3 4.6 5.0 5.4 5.7 6.1 6.5 6.9 7.3 7.7 8.1 8.5 8.9 9.3 9.7 10.1 10.5 10.9 11.4

Copper alloys C1XXXX series A 13.9 15.7 16.2 16.7 17.0 17.2 17.3 17.4 17.5 17.6 17.7 17.8 17.8 17.9 18.0 18.0 … … … … … … … … … … … … … … … … … … …
B −3.1 −1.9 −1.1 0 0.5 0.9 1.4 1.8 2.3 2.7 3.2 3.6 4.1 4.6 5.0 5.5 … … … … … … … … … … … … … … … … … … …

Bronze alloys A 15.1 15.8 16.4 17.2 17.6 17.9 18.0 18.2 18.2 18.3 18.4 18.5 18.5 18.6 18.7 18.8 18.9 19.0 19.0 19.1 19.2 19.3 19.4 19.4 19.5 19.6 19.7 19.7 19.8 … … … … … …
B −3.3 −1.9 −1.1 0 0.5 1.0 1.4 1.9 2.4 2.8 3.3 3.8 4.3 4.7 5.2 5.7 6.2 6.7 7.2 7.7 8.3 8.8 9.3 9.8 10.3 10.9 11.4 11.9 12.5 … … … … … …

Brass alloys A 14.7 15.4 16.0 16.7 17.1 17.4 17.6 17.8 18.0 18.2 18.4 18.6 18.8 19.0 19.2 19.3 19.5 19.6 19.8 20.1 20.3 20.5 20.7 20.8 21.0 21.2 21.4 21.6 21.8 … … … … … …
B −3.2 −1.9 −1.1 0 0.5 1.0 1.4 1.9 2.3 2.8 3.3 3.8 4.3 4.8 5.4 5.9 6.4 7.0 7.5 8.2 8.7 9.3 9.9 10.5 11.1 11.8 12.4 13.1 13.7 … … … … … …

Copper–nickel (70Cu–30Ni) A 11.9 13.4 14.0 14.5 14.9 15.2 15.3 15.5 15.7 15.8 16.0 16.1 16.3 16.4 16.5 16.5 16.6 16.6 16.7 … … … … … … … … … … … … … … … …
B −2.6 −1.6 −1.0 0 0.4 0.8 1.2 1.6 2.0 2.5 2.9 3.3 3.7 4.2 4.6 5.0 5.5 5.9 6.3 … … … … … … … … … … … … … … … …

Aluminum alloys A 18.0 19.7 20.8 21.7 22.6 23.1 23.4 23.7 23.9 24.2 24.4 24.7 25.0 25.2 25.5 25.6 … … … … … … … … … … … … … … … … … … …
B −4.0 −2.4 −1.5 0 0.7 1.3 1.9 2.5 3.1 3.7 4.4 5.1 5.7 6.4 7.1 7.8 … … … … … … … … … … … … … … … … … … …

Titanium alloys (Grades 1, 2, 3, 7,
and 12)

A … … 8.2 8.3 8.4 8.5 8.5 8.6 8.6 8.6 8.7 8.7 8.7 8.8 8.8 8.8 8.9 8.9 9.0 9.2 … … … … … … … … … … … … … … …

B … … −0.6 0 0.3 0.5 0.7 0.9 1.1 1.3 1.6 1.8 2.0 2.2 2.5 2.7 2.9 3.2 3.4 3.7 … … … … … … … … … … … … … … …

Table B-1 (SI)
Thermal Expansion Data (Cont’d)
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Table B-1 (SI)
Thermal Expansion Data (Cont’d)

NOTES:
(1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.
(2) Group 1 alloys (by nominal composition):

Carbon steels (C, C–Si, C–Mn, and C–Mn–Si) 1Cr–1∕2Mo–V 3∕4Ni–1∕2Cu–Mo
C–1∕2Mo 11∕4Cr–1∕2Mo 3∕4Ni–1∕2Cr–1∕2Mo–V
1∕2Cr–1∕5Mo–V 11∕4Cr–1∕2Mo–Si 3∕4Ni–1Mo–3∕4Cr
1∕2Cr–1∕4Mo–Si 13∕4Cr–1∕2Mo–Cu 1Ni–1∕2Cr–1∕2Mo
1∕2Cr–1∕2Mo 2Cr–1∕2Mo 11∕4Ni–1Cr–1∕2Mo
1∕2Cr–1∕2Ni–1∕4Mo 21∕4Cr–1Mo 13∕4Ni–3∕4Cr–1∕4Mo
3∕4Cr–1∕2Ni–Cu 3Cr–1Mo 2Ni–3∕4Cr–1∕4Mo
3∕4Cr–3∕4Ni–Cu–Al 1∕2Ni–1∕2Mo–V 2Ni–3∕4Cr–1∕3Mo
1Cr–1∕5Mo 1∕2Ni–1∕2Cr–1∕4Mo–V 21∕2Ni
1Cr–1∕5Mo–Si 3∕4Ni–1∕2Mo–Cr–V 31∕2Ni
1Cr–1∕2Mo 3∕4Ni–1∕2Mo–1∕3Cr–V 31∕2Ni–13∕4Cr–1∕2Mo–V

(3) Group 2 alloys (by nominal composition):

Mn–V Mn–1∕2Mo Mn–1∕2Mo–1∕2Ni
Mn–1∕4Mo Mn–1∕2Mo–1∕4Ni Mn–1∕2Mo–3∕4Ni
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MANDATORY APPENDIX C
MODULI OF ELASTICITY

See Tables C-1 and C-2 [Tables C-1 (SI) and C-2 (SI)].
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Table C-1
Moduli of Elasticity for Ferrous Material

Material

E = Modulus of Elasticity, psi (Multiply Tabulated Values by 106) [Note (1)]
Temperature, °F

−100 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200 1,300 1,400 1,500
Carbon steels with carbon

content 0.30% or less
30.3 29.4 28.8 28.3 27.4 27.3 26.5 25.5 24.2 22.5 20.4 18.0 … … … …

Carbon steels with carbon
content above 0.30%

30.1 29.2 28.6 28.1 27.7 27.1 26.4 25.3 24.0 22.3 20.2 17.9 15.4 … … …

Carbon–molybdenum steels 30.0 29.0 28.5 28.0 27.6 27.0 26.3 25.3 23.9 22.2 20.1 17.8 15.3 … … …

Nickel steels 28.6 27.8 27.1 26.7 26.2 25.7 25.1 24.6 23.9 23.2 22.4 21.5 20.4 19.2 17.7 …

Chromium steels:
1∕2Cr through 2Cr 30.5 29.6 29.0 28.5 28.0 27.4 26.9 26.2 25.6 24.8 23.9 23.0 21.8 20.5 18.9 …
21∕4Cr through 3Cr 31.4 30.6 29.9 29.4 28.8 28.3 27.7 27.0 26.3 25.6 24.7 23.7 22.5 21.1 19.4 …
5Cr through 9Cr 31.9 31.0 30.3 29.7 29.2 28.6 28.1 27.5 26.9 26.2 25.4 24.4 23.3 22.0 20.5 …

Austenitic stainless steels:
Type 304, 18Cr–8Ni 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1
Type 310, 25Cr–20Ni 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1
Type 316, 16Cr–12Ni–2Mo 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1
Type 321, 18Cr–10Ni–Ti 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1
Type 347, 18Cr–10Ni–Cb 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1
Type 309, 23Cr–12Ni 29.2 28.3 27.5 27.0 26.4 25.9 25.3 24.8 24.1 23.5 22.8 22.0 21.2 20.3 19.2 18.1

Straight chromium stainless
steels (12Cr, 17Cr, 27Cr)

30.2 29.2 28.4 27.9 27.3 26.8 26.2 25.5 24.5 23.2 21.5 19.2 16.5 … … …

Gray cast iron … 13.4 13.2 12.9 12.6 12.2 11.7 11.0 10.2 … … … … … … …

NOTE: (1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.

ASM
E
B31.1-2022

250

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 259 of 382



Table C-1 (SI)
Moduli of Elasticity for Ferrous Material

Material

E = Modulus of Elasticity, MPa (Multiply Tabulated Values by 103) [Note (1)]
Temperature, °C

−75 25 100 150 200 250 300 350 400 450 500 550 600 650 700 750 800
Carbon steels with carbon

content 0.30% or less
209 202 198 195 192 189 185 179 171 162 151 137 122 107 … … …

Carbon steels with carbon
content above 0.30%

207 201 197 194 191 188 183 178 170 161 149 136 121 106 … … …

Carbon–molybdenum steels 207 200 196 193 190 187 183 177 170 160 149 135 121 106 … … …

Nickel steels 197 191 187 184 181 178 174 171 167 163 158 153 147 141 133 … …

Chromium steels:
1∕2Cr through 2Cr 210 204 200 197 193 190 186 183 179 174 169 164 157 150 142 … …
21∕4Cr through 3Cr 217 210 206 202 199 196 192 188 184 180 175 169 162 155 146 … …
5Cr through 9Cr 220 213 208 205 201 198 195 191 187 183 179 174 168 161 153 … …

Austenitic stainless steels:
Type 304, 18Cr–8Ni 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127
Type 310, 25Cr–20Ni 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127
Type 316, 16Cr–12Ni–
2Mo 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127

Type 321, 18Cr–10Ni–Ti 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127
Type 347, 18Cr–10Ni–Cb 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127
Type 309. 23Cr–12Ni 201 195 189 186 183 179 176 172 169 165 160 156 151 146 140 134 127

Straight chromium stainless
steels (12Cr, 17Cr, 27Cr)

208 201 195 192 189 186 182 178 173 166 157 145 131 … … … …

Gray cast iron … 92 91 89 87 85 82 78 73 67 … … … … … … …

NOTE: (1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.
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Table C-2
Moduli of Elasticity for Nonferrous Material

Materials

E = Modulus of Elasticity, psi (Multiply Tabulated Values by 106) [Note (1)]
Temperature, °F

−100 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200
High Nickel Alloys
N02200 (200) 30.9 30.0 29.4 28.9 28.5 28.1 27.6 27.2 26.7 26.2 25.7 25.1 24.5
N02201 (201) 30.9 30.0 29.4 28.9 28.5 28.1 27.6 27.2 26.7 26.2 25.7 25.1 24.5

N04400 (400) 26.8 26.0 25.5 25.1 24.7 24.3 23.9 23.6 23.1 22.7 22.2 21.7 21.2

N06002 (X) 29.3 28.5 27.9 27.5 27.1 26.7 26.2 25.8 25.4 24.9 24.3 23.8 23.2
N06007 (G) 28.6 27.8 27.2 26.8 26.4 26.0 25.6 25.2 24.7 24.3 23.8 23.2 22.6
N06022 30.8 29.9 29.3 28.8 28.4 28.0 27.5 27.1 26.6 26.1 25.6 25.0 24.4
N06455 (C-4) 30.7 29.8 29.2 28.7 28.3 27.9 27.4 27.0 26.5 26.0 25.5 24.9 24.3
N06600 (600) 31.9 31.0 30.3 29.9 29.4 29.0 28.6 28.1 27.6 27.1 26.5 25.9 25.3
N06617 (617) … 29.2 28.4 28.0 27.7 27.4 27.0 26.5 26.0 25.5 24.9 24.3 23.8
N06625 (625) 30.9 30.0 29.4 28.9 28.5 28.1 27.6 27.2 26.7 26.2 25.7 25.1 24.5

N08020 28.8 28.0 27.4 27.0 26.6 26.2 25.8 25.4 24.9 24.4 23.9 23.4 22.8
N08320 (20 Mod) 28.6 27.8 27.1 26.7 26.4 26.0 25.7 25.3 24.7 24.2 23.6 23.2 22.7
N08800 (800) (2) 29.3 28.5 27.9 27.5 27.1 26.7 26.2 25.8 25.4 24.9 24.4 23.8 23.2
N08810 (800H) (2) 29.3 28.5 27.9 27.5 27.1 26.7 26.2 25.8 25.4 24.9 24.4 23.8 23.2
N08825 28.8 28.0 27.4 27.0 26.6 26.2 25.8 25.4 24.9 24.4 23.9 23.4 22.8

N10001 (B) 32.0 31.1 30.4 30.0 29.5 29.1 28.7 28.2 27.7 27.2 26.6 26.0 25.3
N10276 (C-276) 30.7 29.8 29.2 28.7 28.3 27.9 27.4 27.0 26.5 26.0 25.5 24.9 24.3
N10665 (B-2) 32.3 31.4 30.7 30.2 29.8 29.3 28.9 28.4 27.9 27.4 26.8 26.2 25.6

Aluminum and Aluminum Alloys
A24430 (B443) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A91060 (1060) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A91100 (1100) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A93003 (3003) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A93004 (3004) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A96061 (6061) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …
A96063 (6063) 10.5 10.0 9.6 9.2 8.7 8.1 … … … … … … …

A95052 (5052) 10.7 10.2 9.7 9.4 8.9 8.3 … … … … … … …
A95154 (5154) 10.7 10.2 9.7 9.4 8.9 8.3 … … … … … … …
A95454 (5454) 10.7 10.2 9.7 9.4 8.9 8.3 … … … … … … …
A95652 (5652) 10.7 10.2 9.7 9.4 8.9 8.3 … … … … … … …

A03560 (356) 10.8 10.3 9.8 9.5 9.0 8.3 … … … … … … …
A95083 (5083) 10.8 10.3 9.8 9.5 9.0 8.3 … … … … … … …
A95086 (5086) 10.8 10.3 9.8 9.5 9.0 8.3 … … … … … … …
A95456 (5456) 10.8 10.3 9.8 9.5 9.0 8.3 … … … … … … …

Copper and Copper Alloys
C83600 14.4 14.0 13.7 13.4 13.2 12.9 12.5 12.0 … … … … …
C92200 14.4 14.0 13.7 13.4 13.2 12.9 12.5 12.0 … … … … …

C46400 15.4 15.0 14.6 14.4 14.1 13.8 13.4 12.8 … … … … …
C65500 15.4 15.0 14.6 14.4 14.1 13.8 13.4 12.8 … … … … …
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Table C-2
Moduli of Elasticity for Nonferrous Material (Cont’d)

Materials

E = Modulus of Elasticity, psi (Multiply Tabulated Values by 106) [Note (1)]
Temperature, °F

−100 70 200 300 400 500 600 700 800 900 1,000 1,100 1,200
Copper and Copper Alloys (Cont’d)
C95200 15.4 15.0 14.6 14.4 14.1 13.8 13.4 12.8 … … … … …
C95400 15.4 15.0 14.6 14.4 14.1 13.8 13.4 12.8 … … … … …

C10200 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C11000 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C12000 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C12200 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C12500 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C14200 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C23000 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …
C61400 17.5 17.0 16.6 16.3 16.0 15.6 15.1 14.5 … … … … …

C70600 18.5 18.0 17.6 17.3 16.9 16.5 16.0 15.4 … … … … …
C97600 19.6 19.0 18.5 18.2 17.9 17.5 16.9 16.2 … … … … …
C71000 20.6 20.0 19.5 19.2 18.8 18.4 17.8 17.1 … … … … …
C71500 22.6 22.0 21.5 21.1 20.7 20.2 19.6 18.8 … … … … …

Unalloyed Titanium
Grades 1, 2, 3,

7, and 12
… 15.5 15.0 14.6 14.0 13.3 12.6 11.9 11.2 … … … …

NOTES:
(1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.
(2) For N08800 and N08810, use the following E values above 1,200°F: at 1,300°F, E = 22.7; at 1,400°F, E = 21.9; at 1,500°F, E = 21.2 × 106.
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Table C-2 (SI)
Moduli of Elasticity for Nonferrous Material

Materials

E = Modulus of Elasticity, MPa (Multiply Tabulated Values by 103) [Note (1)]
Temperature, °C

−75 25 100 150 200 250 300 350 400 450 500 550 600 650 700 750 800
High Nickel Alloys
N02200 (200) 213 207 202 199 197 194 191 189 186 183 180 176 172 169 164 160 156
N02201 (201) 213 207 202 199 197 194 191 189 186 183 180 176 172 169 164 160 156

N04400 (400) 185 179 175 173 171 168 166 163 161 158 155 152 149 146 142 139 135

N06002 (X) 202 196 192 189 187 184 182 179 176 173 170 167 163 160 156 152 148
N06007 (G) 197 191 187 185 182 180 177 175 172 169 166 163 160 156 152 148 144
N06022 212 206 201 199 196 193 191 188 185 182 179 175 172 168 164 160 155
N06455 (C-4) 212 205 201 198 195 193 190 187 184 181 178 175 171 167 163 159 155
N06600 (600) 220 213 209 206 203 201 198 195 192 189 186 182 178 174 170 165 161
N06617 (617) … 201 196 193 191 189 187 184 181 178 174 171 167 164 160 156 152
N06625 (625) 213 207 202 199 197 194 191 189 186 183 180 176 172 169 164 160 156

N08020 199 193 189 186 184 181 179 176 173 170 167 164 161 157 153 150 …
N08320 (20 Mod) 198 192 187 185 182 180 177 175 172 169 167 163 159 156 152 149 144
N08800 (800) 202 196 192 189 187 184 182 179 176 173 170 167 164 160 156 152 148
N08810 (800H) 202 196 192 189 187 184 182 179 176 173 170 167 164 160 156 152 148
N08825 199 193 189 186 184 181 179 176 173 170 167 164 161 157 153 150 …

N10001 (B) 221 214 209 206 204 201 198 196 193 189 186 182 178 174 170 166 161
N10276 (C-276) 212 205 201 198 195 193 190 187 184 181 178 175 171 167 163 159 155
N10665 (B-2) 223 216 211 208 206 203 200 197 194 191 188 184 180 176 172 168 163

Aluminum and Aluminum Alloys
A24430 (B443) 72 69 66 63 60 57 52 46 … … … … … … … … …
A91060 (1060) 72 69 66 63 60 57 52 46 … … … … … … … … …
A91100 (1100) 72 69 66 63 60 57 52 46 … … … … … … … … …
A93003 (3003) 72 69 66 63 60 57 52 46 … … … … … … … … …
A93004 (3004) 72 69 66 63 60 57 52 46 … … … … … … … … …
A96061 (6061) 72 69 66 63 60 57 52 46 … … … … … … … … …
A96063 (6063) 72 69 66 63 60 57 52 46 … … … … … … … … …
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Table C-2 (SI)
Moduli of Elasticity for Nonferrous Material (Cont’d)

Materials

E = Modulus of Elasticity, MPa (Multiply Tabulated Values by 103) [Note (1)]
Temperature, °C

−75 25 100 150 200 250 300 350 400 450 500 550 600 650 700 750 800
Aluminum and Aluminum Alloys (Cont’d)
A95052 (5052) 74 70 67 65 62 58 53 47 … … … … … … … … …
A95154 (5154) 74 70 67 65 62 58 53 47 … … … … … … … … …
A95454 (5454) 74 70 67 65 62 58 53 47 … … … … … … … … …
A95652 (5652) 74 70 67 65 62 58 53 47 … … … … … … … … …

A03560 (356) 75 71 68 65 62 58 54 47 … … … … … … … … …
A95083 (5083) 75 71 68 65 62 58 54 47 … … … … … … … … …
A95086 (5086) 75 71 68 65 62 58 54 47 … … … … … … … … …
A95456 (5456) 75 71 68 65 62 58 54 47 … … … … … … … … …

Copper and Copper Alloys
C83600 99 96 94 93 91 89 87 84 81 … … … … … … … …
C92200 99 96 94 93 91 89 87 84 81 … … … … … … … …

C46400 106 103 101 99 97 96 93 90 86 … … … … … … … …
C65500 106 103 101 99 97 96 93 90 86 … … … … … … … …
C95200 106 103 101 99 97 96 93 90 86 … … … … … … … …
C95400 106 103 101 99 97 96 93 90 86 … … … … … … … …

C10200 121 117 114 112 110 108 106 102 98 … … … … … … … …
C11000 121 117 114 112 110 108 106 102 98 … … … … … … … …
C12000 121 117 114 112 110 108 106 102 98 … … … … … … … …
C12200 121 117 114 112 110 108 106 102 98 … … … … … … … …
C12500 121 117 114 112 110 108 106 102 98 … … … … … … … …
C14200 121 117 114 112 110 108 106 102 98 … … … … … … … …
C23000 121 117 114 112 110 108 106 102 98 … … … … … … … …
C61400 121 117 114 112 110 108 106 102 98 … … … … … … … …

C70600 127 124 121 119 117 … … … … … … … … … … … …
C97600 135 131 128 126 123 … … … … … … … … … … … …
C71000 142 138 134 132 130 … … … … … … … … … … … …
C71500 156 152 148 145 143 … … … … … … … … … … … …
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Table C-2 (SI)
Moduli of Elasticity for Nonferrous Material (Cont’d)

Materials

E = Modulus of Elasticity, MPa (Multiply Tabulated Values by 103) [Note (1)]
Temperature, °C

−75 25 100 150 200 250 300 350 400 450 500 550 600 650 700 750 800
Unalloyed Titanium
Grades 1, 2, 3, 7, and 12 … 107 103 101 97 93 88 84 80 75 71 … … … … … …

NOTE: (1) These data are for information and it is not to be implied that materials are suitable for all the temperature ranges shown.
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MANDATORY APPENDIX D
FLEXIBILITY AND STRESS INTENSIFICATION FACTORS

See Table D-1 and Figures D-1 through D-3.
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Table D-1
Flexibility and Stress Intensification Factors

Description

Flexibility
Characteristic,

h

Flexibility
Factor,

k

Stress
Intensification Factor,

i Illustration

Welding elbow or pipe bend
[Notes (1)–(5)]

t R

r
n
2 h

1.65
h

0.9
2/3

tn

R

r

Closely spaced miter bend
[Notes (1)–(3), (5)]
s < r(1 + tan θ)
B ≥ 6tn
θ ≤ 221∕2 deg

st

r

cot

2
n

2 h

1.52
5/6 h

0.9
2/3

tn

r

B
R = s cot

2

s

Widely spaced miter bend
[Notes (1), (2), (5), (6)]
s ≥ r(1 + tan θ)
θ ≤ 221∕2 deg

+t
r

(1 cot )
2

n
h

1.52
5/6 h

0.9
2/3

tn

rs

R =
2

Welding tee per
ASME B16.9 [Notes (1),
(2), (7)]

t
r

3.1 n 1
h

0.9
2/3 tn

r

rx

Tc

Reinforced fabricated tee
[Notes (1), (2), (8), (9)]

+( )t

r t( )

n
t

n

2

5/2

3/2

r
1

h

0.9
2/3

tn

tr
SaddlePad

r

tr

Unreinforced fabricated tee
[Notes (1), (2), (9)]

t
r
n 1

h

0.9
2/3

tn
r
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Table D-1
Flexibility and Stress Intensification Factors (Cont’d)

Description

Flexibility
Characteristic,

h

Flexibility
Factor,

k

Stress
Intensification Factor,

i Illustration

Branch welded-on fitting
(integrally reinforced) per
MSS SP-97 [Notes (1), (2)]

t
r

3.3 n 1
h

0.9
2/3 r

tn

Extruded outlet meeting the
requirements of para.
104.3.1(g) [Notes (1), (2)]

t
r
n 1

h

0.9
2/3 r

tn

Welded-in contour insert
[Notes (1), (2), (7)]

t
r

3.1 n 1
h

0.9
2/3 r

tn

Tc

rx

Description

Flexibility
Factor,

k

Stress
Intensification Factor,

i Illustration

Branch connection
[Notes (1), (10)] 1

For checking branch end

i
k
jjjjj

y
{
zzzzz

i
k
jjjjj

y
{
zzzzz

i
k
jjjjj

y
{
zzzzz

i

k
jjjjjjj

y

{
zzzzzzz

R
t

r
R

t
t

r
r

1.5 m

nh

m

m

nb

nh

m

p

2/3 1/2 See Figure D-1

Butt weld [Note (1)]

t ≥ 0.237 in.,
δmax ≤ 1∕16 in.,
and δavg/t ≤ 0.13

1 1.0 [Note (11)]

t t

Butt weld [Note (1)]

t ≥ 0.237 in.,
δmax ≤ 1∕8 in.,
and δavg/t = any value

1

1.9 max. or [0.9 + 2.7(δavg/t)],
but not less than 1.0
[Note (11)]Butt weld [Note (1)]

t < 0.237 in.,
δmax ≤ 1∕16 in.,
and δavg/t ≤ 0.33

1

Fillet welds 1 1.3 [Note (12)] See Figures 127.4.4-1–127.4.4-3

Tapered transition per para.
127.4.2(b) and
ASME B16.25 [Note (1)]

1

1.9 max. or

+ +
D
t t

1.3 0.0036 3.6o

n n

tn

Do
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Table D-1
Flexibility and Stress Intensification Factors (Cont’d)

Description

Flexibility
Factor,

k

Stress
Intensification Factor,

i Illustration

Concentric reducer per
ASME B16.9
[Notes (1), (13)]

1
2.0 max. or

+
i
k
jjjj

y
{
zzzz0.5 0.01

D
t

1/2
2

2 D1
D2

t1

t2

Threaded pipe joint or
threaded flange 1 2.3 …

Corrugated straight pipe, or
corrugated or creased bend
[Note (14)]

5 2.5 …

GENERAL NOTES:
(a) The validity of the stress intensification and flexibility factor data in Table D-1 has been demonstrated for Do/tn ≤ 100.
(b) The designer may use the stress intensification and flexibility factors from ASME B31J instead of the stress intensification and flexibility

factors herein.Whenusing the stress intensification factors fromASMEB31J, themaximumof the in-plane (ii), out-of-plane (io), and torsional
(it) stress intensification factors shall be used in calculating stresses in accordance with para. 104.8. Alternatively, stress intensification
factors may be developed using ASME B31J, Nonmandatory Appendix A.

NOTES:
(1) The following nomenclature applies to Table D-1:

B = length of miter segment at crotch, in. (mm)
D1 = outside diameter of reducer on large end, in. (mm)
D2 = outside diameter of reducer on small end, in. (mm)
Do = outside diameter, in. (mm)
Dob = outside diameter of branch, in. (mm)
R = bend radius of elbow or pipe bend, in. (mm)
r = mean radius of pipe, in. (mm) (matching pipe for tees)
rx = external crotch radius of welded-in contour inserts and welding tees, in. (mm)
s = miter spacing at centerline, in. (mm)
Tc = crotch thickness of welded-in contour inserts and welding tees, in. (mm)
tn = nominal wall thickness of pipe, in. (mm) (matching pipe for tees)
tr = reinforcement pad or saddle thickness, in. (mm)
α = reducer cone angle, deg
δ = mismatch, in. (mm)
θ = one-half angle between adjacent miter axes, deg

(2) The flexibility factors,k, andstress intensification factors, i, inTableD-1apply tobending inanyplane for fittingsandshall innocasebe taken
less thanunity. Both factors apply over the effective arc length (shownbyheavy centerlines in the illustrations) for curvedandmiter elbows,
and to the intersection point for tees. The values of k and i can be read directly from Figure D-2 by entering with the characteristic, h,
computed from the formulas given.

(3) Where flanges areattached tooneorbothends, thevaluesofkand i inTableD-1shall bemultipliedby the factor, c, givenbelow,whichcanbe
read directly from Figure D-3, entering with the computed h: one end flanged, c = h1/6; both ends flanged, c = h1/3.

(4) Thedesigner is cautioned that castbuttweldingelbowsmayhaveconsiderablyheavierwalls than thoseof thepipewithwhich theyareused.
Large errors may be introduced unless the effect of these greater thicknesses is considered.

(5) In largediameter thin-wall elbowsandbends, pressure can significantly affectmagnitudesofk and i.Values fromtheTablemaybecorrected
by dividing k by

+

Ä

Ç

ÅÅÅÅÅÅÅÅÅÅÅÅÅÅ

i
k
jjjjj

y
{
zzzzz

i
k
jjjjj

y
{
zzzzz

i
k
jjj y

{
zzz

É

Ö

ÑÑÑÑÑÑÑÑÑÑÑÑÑÑ
P
E

r
t

R
r

1 6
c n

7/3 1/3

and dividing i by

+

Ä

Ç

ÅÅÅÅÅÅÅÅÅÅÅÅÅÅ

i
k
jjjjj

y
{
zzzzz

i
k
jjjjj

y
{
zzzzz

i
k
jjj y

{
zzz

É

Ö

ÑÑÑÑÑÑÑÑÑÑÑÑÑÑ
P
E

r
t

R
r

1 3.25
c n

5/2 2/3

(6) Also includes single miter joints.
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Table D-1
Flexibility and Stress Intensification Factors (Cont’d)

NOTES: (Cont’d)
(7) If rx ≥ Dob/8 and Tc ≥ 1.5tn, a flexibility characteristic, h, of 4.4tn/r may be used.
(8) When tr > 1.5tn, h = 4.05tn/r.
(9) The stress intensification factors in theTablewere obtained from tests on full-size outlet connections. For less than full-size outlets, the full-

size values should be used until more applicable values are developed.
(10) The equation applies only if the following conditions are met:

(a) The reinforcement area requirements of para. 104.3 are met.
(b) The axis of the branch pipe is normal to the surface of run pipe wall.
(c) For branch connections in a pipe, the arc distancemeasured between the centers of adjacent branches along the surface of the runpipe is not

less than three times the sum of their inside radii in the longitudinal direction or is not less than two times the sum of their radii along the
circumference of the run pipe.
(d) The inside corner radius r1 (see Figure D-1) is between 10% and 50% of tnh.
(e) The outer radius, r2 (see Figure D-1), is not less than the largest of Tb/2, (Tb + y)/2 [shown in Figure D-1, illustration (c)], or tnh/2.
(f) The outer radius, r3 (see Figure D-1), is not less than the larger of

(1) 0.002θdo
(2) 2(sin θ)3 times the offset for the configurations shown in Figure D-1, illustrations (a) and (b)

(g) Rm/tnh ≤ 50 and r'm/Rm ≤ 0.5.
(11) The stress intensification factors apply to girth butt welds between two items for which the wall thicknesses are between 0.875t and 1.10t

for an axial distance of D to .Do and t are nominal outsidediameter andnominalwall thickness, respectively. δavg is the averagemismatchor
offset.

(12) For welds to socket welded fittings, the stress intensification factor is based on the assumption that the pipe and fitting are matched in
accordancewithASMEB16.11anda fullweld ismadebetween thepipe and fittingas shown inFigure127.4.4-3. Forwelds to socketwelding
flanges, the stress intensification factor is basedon theweld geometry shown in Figure 127.4.4-2 and has been shown to envelop the results
of the pipe to socket welded fitting tests. Blending the toe of the fillet weld, with no undercut, smoothly into the pipe wall, as shown in the
concave fillet welds in Figure 127.4.4-1, illustrations (b) and (d), has been shown to improve the fatigue performance of the weld.

(13) The equation applies only if the following conditions are met:
(a) Cone angle, α, does not exceed 60 deg, and the reducer is concentric.
(b) The larger of D1/t1 and D2/t2 does not exceed 100.
(c) Thewall thickness is not less than t1 throughout the body of the reducer, except in and immediately adjacent to the cylindrical portion on the

small end, where the thickness shall not be less than t2.
(14) Factors shown apply to bending; flexibility factor for torsion = 0.9.
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Figure D-1
Branch Connection Dimensions
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Legend:

Db = outside diameter of branch pipe, in. (mm)
L1 = height of nozzle, in. (mm)

r1, r2, r3 = transition radii of branch
reinforcement, in. (mm)

r′m = mean radius of branch pipe, in. (mm)
ri = inside radius of branch, in. (mm)

Rm = mean radius of run pipe, in. (mm)

rp = outside radius of branch
reinforcement, in. (mm)

Tb = effective thickness of branch
reinforcement, in. (mm)

tnb = nominal thickness of branch pipes, in. (mm)
tnh = nominal thickness of run pipe, in. (mm)
θn = transition angle of branch

reinforcement, deg
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Figure D-2
Flexibility Factor, k, and Stress Intensification Factor, i
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Figure D-3
Correction Factor, c
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MANDATORY APPENDIX F
REFERENCED STANDARDS ð22Þ

Specific editions of standards incorporated in this Code by reference are shown in this Appendix. It is not practical to
refer to a specific edition of each standard throughout the Code text, but instead, the specific edition reference dates are
shownhere.ThisAppendix is revisedasneeded.Thenamesandaddressesof the sponsoringorganizationsarealso shown
in this Appendix.

American National Standard
Z223.1-2012

API Specifications
5L, 38th Edition, 1990
570, 3rd Edition, 2009
571, 3rd Edition, 2020

ASCE/SEI Standard
7-16 [Note (1)]

ASME Codes and Standards
Boiler and Pressure Vessel Code,

latest edition

A13.1-2015
B1.1-1989
B1.13M-2001
B1.20.1-1983 (R2001)

(ANSI/ASME B1.20.1)
B1.20.3-1976 (R1998)

(ANSI B1.20.3)

B16.1, latest edition
B16.3, latest edition
B16.4, latest edition
B16.5, latest edition
B16.9, latest edition
B16.10, latest edition
B16.11, latest edition
B16.14, latest edition
B16.15, latest edition
B16.18, latest edition
B16.20, latest edition
B16.21, latest edition
B16.22, latest edition
B16.24, latest edition
B16.25, latest edition
B16.26, latest edition
B16.34, latest edition

ASME Codes and Standards (Cont’d)
B16.36, latest edition
B16.42, latest edition
B16.47, latest edition
B16.48, latest edition
B16.50, latest edition

B18.2.1-1996 (1999a)
B18.2.2-1987 (R1999)

(ASME/ANSI B18.2.2)
B18.2.3.5M-1979 (R2001)
B18.2.3.6M-1979 (R2001)
B18.2.4.6M-1979 (R1998)
B18.21.1-1999
B18.22M-1981
B18.22.1-1965 (R1998)
B18.31.1M-2008 (R2016)
B18.31.2-2014

B31.3-2020
B31.4-2019
B31.8-2020
B31Ea-2010
B31J-2017
B31P-2017
B31T-2018
B36.10M-2018
B36.19M-2018

CA-1, latest edition
PCC-3–2017
QAI-1, latest edition
TDP-1–2013

ASNT Standards
CP-189–20
SNT-TC-1A–20

ASTM Specifications [Note (2)]
A36/A36M-19

ASTM Specifications [Note (2)] (Cont’d)
A47/A47M-99 (2018)ε1

A48/A48M-16
A53/A53M-20

A105/A105M-21
A106/A106M-19
A125-96 (2018)
A126-14
A134-19
A135/A135M-21
A139/A139M-16
A178/A178M-19
A179/A179M-19
A181/A181M-14 (2020)
A182/A182M-21
A192/A192M-17
A193/A193M-20
A194/A194M-20a
A197/A197M-00 (2019)

A210/A210M-19
A213/A213M-21a
A214/A214M-19
A216/A216M-18
A217/A217M-20
A229/A229M-18
A234/A234M-19
A240/A240M-20a
A242/A242M-13 (2008)
A249/A249M-18a
A254/A254M-12 (2019)
A268/A268M-20
A276/A276M-17
A278/A278M-01 (2020)
A283/A283M-18
A285/A285M-17
A299/A299M-17

ASME B31.1-2022

265

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 274 of 382



ASTM Specifications [Note (2)] (Cont’d)
A307-14
A312/A312M-21
A320/A320M-18
A322-13 (2018)
A333/A333M-18
A335/A335M-21
A336/A336M-21
A350/A350M-18
A351/A351M-18
A354-17
A358/A358M-19
A369/A369M-18a
A376/A376M-19
A377-18
A387/A387M-17a
A389/A389M-13 (2008)
A395/A395M-99 (2008)

A403/A403M-19a
A409/A409M-19
A420/A420M-20
A426/A426M-18
A437/A437M-15
A449-14 (2020)
A450/A450M-18a
A451/A451M-20
A453/A453M-17
A479/A479M-20

A515/A515M-17
A516/A516M-17
A530/A530M-18
A536-84 (R19)
A564/A564M-19a
A575-20
A576-90b (R17)
A587-96 (R19)

A671/A671M-20
A672/A672M-19
A691/A691M-19

A789/A789M-20
A790/A790M-20

A815/A815M-20

A928/A928M-14 (2021)
A965/A965M-21
A992/A992M-20
A1091/A1091M-21

ASTM Specifications [Note (2)] (Cont’d)

B16/B16M-19
B26/B26M-18
B32-04
B42-20
B43-20
B61-15
B62-17
B68/B68M-19
B75-20
B88-20
B88M-20

B108-06
B111/B111M-18
B148-18
B150/B150M-19
B151/B151M-20
B161-05
B163-04
B165-05
B166-08
B167-11
B168-08
B171-18

B209/B209M-14
B210/B210M-19a
B221-14
B234-17
B234M-17
B241/B241M-16
B247-20
B247M-20
B251/B251M-17
B265-20a
B280-20
B283/B283M-20

B302-17
B315-19
B338-17
B348/B348M-19
B361-02
B366-04b ε1

B367-13
B381-13

B407-04
B408-06
B409-06 ε1

ASTM Specifications [Note (2)] (Cont’d)
B423-05
B424-05
B425-99 (R05)
B435-06
B443-00 (R05)
B444-06
B446-03 (R08)
B453/B453M-19
B462-06
B463-04
B464-05
B466/B466M-18
B467-14
B468-04
B473-07

B546-04
B564-06a
B572-06
B574-06 ε1

B575-06
B584-14

B608-18
B619-06
B622-06
B625-05
B626-06
B649-06
B673-05 ε1

B674-05
B675-02
B676-03
B677-05
B688-96 (R04)
B690-02 (R07)
B691-95

B704-03
B705-05
B729-05

B804-02
B828-02
B861-19
B862-19
F1476-07 (R2013)
F1548-01 (R2018)

ASTM Standard Test Methods
D323-06
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ASTM Standard Test Methods (Cont’d)
E94-04
E125-85 (R04)
E186-04
E280-04
E446-04
E1003-13(2018)
E2930-13

AWS Specifications
A3.0-20
D10.10-21
QC1-16

AWWA and ANSI/AWWA
Standards

C110/A21.10-12
C111/A21.11-17
C115/A21.15-20
C150/A21.50-14
C151/A21.51-17
C153/A21.53-19

C200-17
C207-18
C208-17

C300-16
C301-14 (R19)
C302-16
C304-14 (R19)

AWWA and ANSI/AWWA
Standards (Cont’d)

C500-19
C504-15
C509-15
C516-14

C600-17
C606-15

EJMA Standards
Standards of the EJMA, Inc., 10th Edition 2015

FCI Standard
79-1-09

ISO Standard
ISO 9712-2012

MSS Standard Practices
SP-6-12
SP-9-13
SP-25-13
SP-42-13
SP-43-13
SP-45-03 (R08)
SP-51-12
SP-53-99 (R07)
SP-54-99 (R07)
SP-55-06

MSS Standard Practices (Cont’d)
SP-58-09
SP-61-13
SP-67-11
SP-68-11
SP-75-14
SP-79-11
SP-80-13
SP-83-14
SP-88-10
SP-93-99 (R04)
SP-94-92
SP-95-14
SP-97-12
SP-105-10
SP-106-12
SP-128-12
SP-136-20

National Fire Codes and Standards
NFPA 56-20
NFPA 85-19
NFPA 1963-19

PFI Standards
ES-16-08
ES-24-08

GENERALNOTE: The issuedate shown immediately following thehyphenafter thenumberof the standard (e.g., B1.1-1989,A36/A36M-05, SP-6-
12) is the effective date of issue (edition) of the standard. B18.2.2-1987 (R1999) designates reaffirmation without change in 1999.

NOTES:
(1) The Code incorporates by reference the listed edition of ASCE 7. A different edition of the standard may be required by the authority having

jurisdiction.
(2) For boiler external piping material application, see para. 123.2.2.
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Specifications and standards of the following organizations appear in this Appendix:

AISC American Institute of Steel
Construction

130 East Randolph Street, Suite
2000

Chicago, IL 60601-6204
Phone: (312) 670-2400
Fax: (312) 670-5403
www.aisc.org

ANSI American National Standards
Institute

25 West 43rd Street
New York, NY 10036
Phone: (212) 642-4900
Fax: (212) 398-0023
www.ansi.org

API American Petroleum Institute
200 Massachusetts Avenue NW
Suite 1100
Washington, DC 20001-5571
Phone: (202) 682-8000
www.api.org

ASCE American Society of Civil
Engineers

1801 Alexander Bell Drive
Reston, VA 20191-4400
Phone: (800) 548-2723
(703) 295-6300 (International)
Fax: (703) 295-6222
www.asce.org

ASME The American Society of
Mechanical Engineers

Two Park Avenue
New York, NY 10016-5990
Phone: (800) 843-2763
Fax: (973) 882-1717
www.asme.org

ASNT The American Society for
Nondestructive Testing

1711 Arlingate Lane
P.O. Box 28518
Columbus, OH 43228-0518
Phone: (800) 222-2768
www.asnt.org

ASTM American Society for Testing and
Materials (ASTM International)

100 Barr Harbor Drive
P.O. Box C700
West Conshohocken, PA 19428-

2959
Phone: (610) 832-9585
Fax: (610) 832-9555
www.astm.org

AWS American Welding Society
8669 NW 36 Street, No. 130
Miami, FL 33166
Phone: (800) 443-9353
www.aws.org

AWWA American Water Works
Association

6666 West Quincy Avenue
Denver, CO 80235
Phone: (303) 794-7711 or (800)

926-7337
www.awwa.org

EJMA Expansion Joint Manufacturers
Association, Inc.

25 North Broadway
Tarrytown, NY 10591
Phone: (914) 332-0040
www.ejma.org

FCI Fluid Controls Institute
1300 Sumner Avenue
Cleveland, OH 44115-2851
Phone: (216) 241-7333
Fax: (216) 241-0105
www.fluidcontrolsinstitute.org

ISO International Organization for
Standardization

Central Secretariat
Chemin de Blandonnet 8
Case Postale 401

1214 Vernier, Geneva, Switzerland
Phone: +41 22 749 01 11
www.iso.org

MSS Manufacturers Standardization
Society of the Valve and Fittings
Industry, Inc.

127 Park Street, NE
Vienna, VA 22180-4602
Phone: (703) 281-6613
www.msshq.org

NFPA National Fire Protection
Association

1 Batterymarch Park
Quincy, MA 02169-7471
Phone: (617) 770-3000 or (800)

344-3555
Fax: (617) 770-0700
www.nfpa.org

PFI Pipe Fabrication Institute
USA Office: 511 Avenue of the

Americas, #601
New York, NY 10011
Canada Office: 655-32nd Avenue,

#201
Lachine, QC, H8T 3G6
Phone: (514) 634-3434
Fax: (514) 634-9736
www.pfi-institute.org

PPI Plastics Pipe Institute
105 Decker Court, Suite 825
Irving, TX 75062
Phone: (469) 499-1044
Fax: (469) 499-1063
www.plasticpipe.org

SEI Structural Engineering Institute of
ASCE

1801 Alexander Bell Drive
Reston, VA 20191-4400
Phone: (800) 548-2723
Fax: (703) 295-6361
www.seinstitute.org
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MANDATORY APPENDIX G
NOMENCLATURE ð22Þ

This Appendix is a compilation of the nomenclature
used within this Code. Included are the term definitions
and units that can be uniformly applied. These terms are

also defined at a convenient location within the Code.
When used elsewhere within the Code, definitions
given here shall be understood to apply.

Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
A Corrosion, erosion, and mechanical allowances

(including threading, grooving)
mm in. 102.4.5(b) [eqs. (3),

(4)]; 104.1.2(a) [eqs. (7),
(8), (9), (10)]

Figure 104.3.1-2

104.3.1(g)
104.4.1(b)
104.5.2(b) [eq. (13)]
104.5.3(a)

A1 Area available for reinforcement in run pipe mm2 in.2 104.3.1(d)(2)(-c) Figure 104.3.1-1
104.3.1(g)(6) Figure 104.3.1-2

A2 Area available for reinforcement in branch pipe mm2 in.2 104.3.1(d)(2)(-c) Figure 104.3.1-1
104.3.1(g)(6) Figure 104.3.1-2

A3 Area available for reinforcement by deposited metal
beyond outside diameter of run and branch and for
fillet weld attachments of rings, pads, and saddles

mm2 in.2 104.3.1(d)(2)(-c) Figure 104.3.1-1

A4 Area available for reinforcement by reinforcing ring,
pad, or integral reinforcement

mm2 in.2 104.3.1(d)(2)(-c) Figure 104.3.1-1
104.3.1(g)(6) Figure 104.3.1-2

A5 Area available for reinforcement in saddle on right
angle connection

mm2 in.2 104.3.1(d)(2)(-c) Figure 104.3.1-1

A6 Pressure design area expected at the end of service life mm2 in.2 104.3.1(d)(2) Figure 104.3.1-1
A7 Required reinforcement area mm2 in.2 104.3.1(d)(2)(-b) Figure 104.3.1-1
Ap Cross-sectional material area of the pipe mm2 in.2 104.8.1 Figure 104.8-1

104.8.2 Figure 104.8-1
104.8.3 Figure 104.8-1
104.3.1(g)(5) Figure 104.3.1-2

B Length of miter segment at crotch mm in. 104.2.3(a) Table D-1
104.2.3(b)

b Subscript referring to branch … … 104.3.1(d)(2) Figure 104.3.1-1
C Cold-spring factor … … 119.10.1 [eqs. (18), (19)] …
Cx Size of fillet weld for socket welding components other

than flanges
mm in. … Figure 127.4.4-3

c Flanged elbow correction factor … … … Table D-1
Figure D-3

D Nominal pipe size mm in. 119.7.1(a)(3) …
D1,2 Outside diameter of reducer mm in. … Table D-1
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Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
Do Outside diameter of pipe mm in. 102.3.2(a) Table D-1

104.1.2(a) [eqs. (7), (9)] Table 104.1.2-1
104.8.1 Figure 104.8-1
104.8.2 Figure 104.8-1

Dob Outside diameter of branch mm in. 104.3.1(d)(2) Figure D-1
104.3.1(d)(2)(-c) Figure 104.3.1-2
104.3.1(e)
104.3.1(g)(4)
104.3.1(g)(5)

Doh Outside diameter of header or run pipe mm in. 104.3.1(d)(2) Figure 104.3.1-2
104.3.1(e)
104.3.1(g)(4)
104.3.1(g)(5)

d Inside diameter of pipe mm in. 104.1.2(a) [eqs. (8), (10)] Table 104.1.2-1
d1 Inside centerline longitudinal direction of the finished

branch opening in the run of the pipe
mm in. 104.3.1(d) Figure 104.3.1-1

104.3.1(e)
d2 Half width of reinforcement zone mm in. 104.3.1(d)(2) Figure 104.3.1-1
d5 Diameter of finished opening mm in. 104.4.2 …
d6 Inside or pitch diameter of gasket mm in. 104.5.3(a) [eq. (14)] Figure 104.5.3-1
db Corroded internal diameter of branch pipe mm in. 104.3.1(g)(4) Figure 104.3.1-2
dc Corroded internal diameter of extruded outlet mm in. 104.3.1(g)(4) Figure 104.3.1-2

104.3.1(g)(5)
104.3.1(g)(6)

di Inside diameter of Y-globe valve mm in. … Figure 122.1.7-1
dn Nominal inside diameter of pipe mm in. 102.3.2(a) …
dr Corroded internal diameter of run mm in. 104.3.1(g)(4) Figure 104.3.1-2
E Weld joint efficiency factor … … 104.1.2(a) Table 102.4.3-1

Mandatory Appendix A
Notes and Tables

E Young’s modulus of elasticity (used with subscripts) MPa psi 119.6.2 Tables C-1 and C-2
119.6.4 Table D-1
119.10.1 [eqs. (18), (19)]

F Casting quality factor … … 104.1.2(a) Mandatory Appendix A
Notes and Tables

Fa Longitudinal force due to sustained loads N lbf 104.8.1 Figure 104.8-1
Fb Longitudinal force due to occasional loads N lbf 104.8.2 Figure 104.8-1
Fc Longitudinal force due to displacement loads N lbf 104.8.3 Figure 104.8-1
f Stress range reduction factor … … 102.3.2(b) [eqs. (1A), (1B),

(1C)]
…

h Subscript referring to run or header … … 104.3.1(d)(2) Figure 104.3.1-1
Figure 104.3.1-2

h Thread depth (ref. ASME B1.20.1) mm in. 102.4.2 …
h Flexibility characteristic, to compute i, k … … … Table D-1
h Through-wall dimension (height) of a flaw drawn

normal to the inside pressure surface of the
component

mm in. O-8(a)(2) Figure O-8-1
O-8(a)(4) Table O-9-1

Table O-9-2
Table O-9-3

ho Height of extruded lip mm in. 104.3.1(g)(2) Figure 104.3.1-2
104.3.1(g)(4)

I Lorenz equation compensation factor … … 102.4.5 [eqs. (3), (4),
(5), (6)]

…

Ii, Io, It In-plane, out-of-plane, and torsional moment indices … … 104.8.1, 104.8.2 Figure 104.8-1
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Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
ia Axial stress intensification factor … … 104.8.3 Figure 104.8-1
i, Ii, io, it In-plane, out-of-plane, and torsional stress

intensification factors
… … 104.8.3 Figure 104.8-1

K Factor for reinforcing area … … 104.3.1(g)(5) Figure 104.3.1-2
k Factor for occasional loads … … 104.8.2 Figure 104.8-1
k Flexibility factor … … … Table D-1
L Developed length of line axis m ft 119.7.1(a)(3) …
L1 Height of nozzle mm in. … Figure D-1
L4 Altitude of reinforcing zone outside run pipe mm in. 104.3.1(d)(2) Figure 104.3.1-1
L8 Altitude of reinforcing zone for extruded outlet mm in. 104.3.1(g)(4) Figure 104.3.1-2

104.3.1(g)(6)

ℓ Length of flaw, drawn parallel to the inside pressure-
retaining surface of the component

mm in. O-8(a)(1) Figure O-8-1
Table O-9-1
Table O-9-2
Table O-9-3

MiA, MoA,
MtA

In-plane, out-of-plane, and torsional moments for
sustained loads

mm·N in.-lb 104.8.1 Figure 104.8-1

MiB, MoB,
MtB

In-plane, out-of-plane, and torsional moments due to
sustained loads and occasional loads

mm·N in.-lb 104.8.2 Figure 104.8-1

MiC, MoC,
MtC

In-plane, out-of-plane, and torsional moments for
displacement loads

mm·N in.-lb 104.8.3 Figure 104.8-1

MAWP Maximum allowable working pressure kPa psi 100.2 …
MSOP Maximum sustained operating pressure kPa psi 101.2.2 …
N Total number of equivalent reference displacement

stress range cycles
… … 102.3.2(b) [eq. (2)] …

NE Number of cycles of reference displacement stress
range

… … 102.3.2(b) [eq. (2)] …

Ni Number of cycles associated with displacement stress
range

… … 102.3.2(b) [eq. (2)] …

NPS Nominal pipe size … in. 100.1.2 …
P Internal design gage pressure of pipe, component kPa psi 102.3.2(a) Table D-1

104.1.2(a) [eqs. (7), (8),
(9), (10)]

104.5.1(a)
104.5.2(b)
104.5.3(a) [eq. (14)]
104.5.3(b)
104.8.1 Figure 104.8-1
122.1.2(a)
122.1.3(a)
122.1.4(a)
122.1.4(b)
122.1.6(b)
122.1.7(c)
122.4(b)

Po Pressure coincident with the occasional load being
evaluated

kPa psi 104.8.2 Figure 104.8-1

qI Ratio of computed stress range other than reference
range (Si) to computed reference stress range (SE)

… … 102.3.2(b) [eq. (2)] …

R Reaction moment in flexibility analysis (used with
subscripts)

mm-N in.-lb 119.10.1 [eqs. (18), (19)] …
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Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
R Centerline radius of elbow or bend, and effective

“radius” of miter bends
mm in. 102.4.5(b) Table D-1

104.2.3
129.3.4.1

Figure 102.4.5-1

Rf Mean radius after forming mm in. 129.3.4.1 …
Rg Original mean radius mm in. 129.3.4.1 …
Rm Mean radius of run pipe mm in. … Figure D-1

Table D-1
r Mean radius of pipe using nominal wall tn mm in. 104.2.3 Table D-1
r1 Half width of reinforcement zone mm in. 104.3.1(g)(4) Figure 104.3.1-2
r1, r2, r3 Transition radii of branch reinforcement mm in. … Figure D-1
ri Inside radius of branch mm in. … Figure D-1
r′m Mean radius of branch mm in. … Figure D-1

Table D-1
ro Radius of curvature of external curved portion mm in. 104.3.1(g)(2) Figure 104.3.1-2

104.3.1(g)(4)
104.3.1(g)(6)

rod Normal outside radius of pipe or tube mm in. 129.3.4.1 …
rp Outside radius of branch reinforcement mm in. … Figure D-1

Table D-1
rx External crotch radius of welded-in contour inserts mm in. … Mandatory Appendix D
S Basic material allowable stress MPa psi 122.1.2(a) …

122.1.3(b)
122.4(b)(3)

S Basic material allowable stress MPa ksi 102.3.1(a) Mandatory Appendix A
Tables and Notes

S Separation between the outer extent of a flaw and the
nearest surface

mm in. O-8(a)(4) Figure O-8-1

SA Allowable stress range for expansion stress MPa psi 102.3.2(b) [eqs. (1A), (1B),
(1C)]

…

104.8.3 Figure 104.8-1
Sa Bolt design stress at atmospheric temperature kPa psi 104.5.1(a) …
Sb Bolt design stress at design temperature kPa psi 104.5.1(a) …
Sc Basic material allowable stress at minimum (cold)

temperature
MPa psi 102.3.2(b) [eqs. (1A), (1B),

(1C)]
…

SE Reference displacement stress range MPa psi 102.3.2(b) …
104.8.3 Figure 104.8-1
119.6.4
119.10.1 [eq. (19)]

Sf Allowable stress for flange material or pipe kPa psi 104.5.1(a) …
Sh Basic material allowable stress at maximum (hot)

temperature
MPa psi 102.3.2(b) [eqs. (1A), (1B),

(1C)]

104.8.1 Figure 104.8-1
104.8.2 Figure 104.8-1
104.8.3 Figure 104.8-1
119.10.1 [eq. (19)]

Si Computed stress range other than reference stress
range

kPa psi 102.3.2(b) [eq. (2)] …

Slp Longitudinal pressure stress kPa psi 102.3.2(a) …
104.8

SL Longitudinal stress due to pressure, weight, and other
sustained loads

MPa psi 102.3.2(a)(3)

104.8.1 Figure 104.8-1
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Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
So Occasional stress due to pressure, weight, sustained

loads, and occasional loads
MPa psi 104.8.2 Figure 104.8-1

SE Allowable stress (includingweld joint efficiency factor) MPa psi 104.1.2(a) [eqs. (7), (8),
(9), (10)]

…

104.5.2(b)
104.5.3(a) [eq. (14)]
104.5.3(b)

SE Allowable stress (includingweld joint efficiency factor) MPa ksi 102.3.1(a) Mandatory Appendix A
Tables and Notes

SF Allowable stress (including casting quality factor) MPa psi 104.1.2(a) …
SF Allowable stress (including casting quality factor) MPa ksi 102.3.1(a) Mandatory Appendix A

Tables and Notes
s Miter spacing pipe centerline mm in. … Table D-1
T Actual pipe wall thickness (by measurement) or the

minimum wall thickness permissible under the
purchase specification, used with or without
subscripts, namely
Tb = thickness of branch
Th = thickness of header, etc.

mm in. 104.3.1(d)(2) Figure 104.3.1-1
104.3.1(g)(4) Figure 104.3.1-2
104.3.1(g)(6) Figure D-1
104.8.4(c)

Tc Crotch thickness of welded-in contour inserts mm in. … Table D-1
To Corroded finished thickness extruded outlet mm in. 104.3.1(g)(4) Figure 104.3.1-2

104.3.1(g)(6)

t Pressure design thickness pipe, components
(used with subscripts)

mm in. 104.1.2(a) [eqs. (7), (8),
(9), (10)]

Figure 104.3.1-2
Figure 104.5.3-1

104.3.1(d)(2) Figure 127.4.8-4
104.3.1(g)(4)
104.2.3(c)(3)(-a)
104.2.3(c)(3)(-b)
104.4.1(b)
104.4.2
104.5.2(b) [eq. (13)]
104.5.3(a) [eq. (14)]
104.5.3(b)
104.8.1 Figure 104.8-1
104.8.4(c)
127.4.8(b)
132.4.2(e)

t1,2 Nominal wall thickness of reducer mm in. … Table D-1
tc Throat thickness of cover filletweld, branch connection mm in. 127.4.8(b) Figure 127.4.8-4

132.4.2(e) Figure 127.4.8-5
te Effective branch wall thickness mm in. 104.8.4(c) …
tm Minimum required thickness of component, including

allowances (A) for mechanical joining, corrosion,
etc. (used with subscripts), namely
tmb = minimum thickness of branch
tmh = minimum thickness of header

mm in. 104.1.2(a) [eqs. (7), (8),
(9), (10)]

Table 102.4.5-1
Table 104.1.2-1

104.3.1(d)(2) Figure 104.3.1-1
104.3.1(e) Figure 104.3.1-2
104.3.1(g) Figure 127.4.2-1
104.2.3(c)(3)(-a)
104.2.3(c)(3)(-b)
104.4.1(b)
104.5.2(b) [eq. (13)]
104.5.3(a)
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Symbol Definition
Units References

SI USC Paragraph Table/Figure/Appendix
tn Nominal wall thickness of component (used with

subscripts), namely
tnb = nominal wall thickness of branch
tnh = nominal wall thickness of header
tnr = nominal thickness of reinforcement

mm in. 102.3.2(a)(3) Figure 127.4.4-2
104.2.3 Figure 127.4.4-3
104.8.1 Figure 127.4.8-4

Figure 104.8-1
104.8.2 Figure 127.4.8-5

Figure 104.8-1
104.8.4(c) Figure D-1
127.4.8(b) Table D-1
129.3.4.1
132.4.2(e)

tr Thickness of reinforcing pad or saddle mm in. 104.3.1(d)(2) Figure 104.3.1-1
104.3.1(e) Table D-1

ts Wall thickness of segment or miter mm in. 104.2.3(c)(3) …
tw Weld thickness mm in. 104.3.1(c)(2) Figure 127.4.8-7
U Anchordistance (lengthof straight line joininganchors) m ft 119.7.1(a)(3) …
W Weld strength reduction factor … … 102.4.5(b) Table 102.4.7-1

102.4.7
104.1.2

xmin Size of fillet weld for slip-on and socket welding flanges
or socket wall for socket welds

mm in. … Figure 127.4.4-2

Y Resultant of movement to be absorbed by pipelines … … 119.7.1(a)(3) …
y A coefficient having values given in Table 104.1.2-1 … … 104.1.2(a) [eqs. (7),

(8), (9), (10)]
Table 104.1.2-1
Mandatory Appendix A,

Notes to Tables A-4, A-5,
A-6, A-7, and A-9

y Branch offset dimension mm in. … Figure D-1
Z Section modulus of pipe mm3 in.3 104.8.1 Figure 104.8-1

104.8.2 Figure 104.8-1
104.8.3 Figure 104.8-1

α Angle between axes of branch and run deg deg 104.3.1(d)(2) Figure 104.3.1-1
104.3.1(e)

α Reducer cone angle deg deg … Table D-1
δ Mismatch or offset mm in. … Table D-1
θ Angle of miter cut deg deg 104.2.3 Table D-1
θn Transition angle of branch reinforcement deg deg … Figure D-1
≥ Equal to or greater than … … … …
≤ Equal to or less than … … … …
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MANDATORY APPENDIX H
PREPARATION OF TECHNICAL INQUIRIES

H-1 INTRODUCTION

The ASME B31 Committee, Code for Pressure Piping,
will consider written requests for interpretations and
revisions of the Code rules, and develop new rules if
dictatedby technicaldevelopment. TheCommittee’s activ-
ities in this regard are limited strictly to interpretations of
the rules or to the considerationof revisions to thepresent
rules on the basis of new data or technology. The Intro-
duction to this Code states “It is the owner’s responsibility
to determine which Code Section is applicable to a piping
installation.” The Committee will not respond to inquiries
requesting assignment of a Code Section to a piping instal-
lation. As a matter of published policy, ASME does not
approve, certify, rate, or endorse any item, construction,
proprietary device, or activity, and, accordingly, inquiries
requiring such consideration will be returned. Moreover,
ASME does not act as a consultant on specific engineering
problems or on the general application or understanding
of the Code rules. If, based on the inquiry information
submitted, it is the opinion of the Committee that the
inquirer should seek professional assistance, the
inquiry will be returned with the recommendation that
such assistance be obtained.

Inquiries thatdonotprovide the informationneeded for
the Committee’s full understanding will be returned.

H-2 REQUIREMENTS

Inquiries shall be limited strictly to interpretations of
the rules or to the considerationof revisions to thepresent
rules on the basis of new data or technology. Inquiries
shall meet the following requirements:

(a) Scope. Involve a single rule or closely related rules
in the scopeof theCode.An inquiry letter concerningunre-
lated subjects will be returned.
(b) Background. State the purpose of the inquiry,which

may be either to obtain an interpretation of Code rules or
to propose considerationof a revision to the present rules.
Provide concisely the information needed for the Commit-
tee’s understanding of the inquiry, being sure to include
reference to the applicable Code Section, edition, para-
graphs, figures, and tables. If illustrations are provided,
they shall be limited to the scope of the inquiry.
(c) Inquiry Structure
(1) Proposed Question(s). The inquiry shall be stated

in a condensed and precise question format, omitting
superfluous background information, and, where appro-
priate, composed in such away that “yes” or “no” (perhaps
with provisos) would be an acceptable reply. The inquiry
statement should be technically and editorially correct.

(2) Proposed Reply(ies). Provide a proposed reply
stating what it is believed that the Code requires. If in
the inquirer’s opinion, a revision to the Code is
needed, recommendedwording shall be provided in addi-
tion to information justifying the change.

H-3 SUBMITTAL

Inquiries should be submitted in typewritten form;
however, legiblehandwritten inquirieswill be considered.
They shall include the name and mailing address of the
inquirer, and be mailed to the following address:

Secretary
ASME B31 Committee
Two Park Avenue
New York, NY 10016-5990
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MANDATORY APPENDIX N
RULES FOR NONMETALLIC PIPING AND PIPING LINED WITH

NONMETALS

FOREWORD

ASME B31.1 contains rules governing the design, fabri-
cation, materials, erection, test, examination, inspection,
operation, and maintenance of power piping systems.
Experience in the application of nonmetallic materials
for piping systems has shown that a number of considera-
tions exist for the use of these materials that are not
addressed in the body of the Code. To address these,
the requirements and recommendations for the use of
nonmetallic piping (except in paras. 105.3, 108.4, 116,
and 118) have been separately assembled in this Appen-
dix.
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Chapter N-I
Scope and Definitions

N-100ð22Þ GENERAL

This Appendix provides requirements for the design,
materials, fabrication, erection, testing, examination,
and inspection of nonmetallic piping and metallic
piping lined with nonmetals within the jurisdiction of
the ASME B31.1 Power Piping Code. All references to
the Code or to Code paragraphs in this Appendix are
to ASME B31.1. Alternatively, the requirements in
ASME NM.1, ASME NM.2, ASME NM.3.1, ASME NM.3.2,
and ASME NM.3.3 may be used in their entirety. In this
Appendix, nonmetallic piping shall be limited to plastic
and elastomer-based piping materials, with or without
fabric or fibrous material added for pressure reinforce-
ment. Metallic piping lined with nonmetals shall be
limited to factory-made plastic-lined ferrous metal
pipe, fittings, and flanges produced to one of the
product standards for plastic-lined piping materials
listed in Table N-126.1-1.

Standards and specifications incorporated in this
Appendix are listed in Table N-126.1-1.

The provisions in Chapters I through VI and in
Mandatory Appendices A through F are requirements
of this Appendix onlywhen specifically referenced herein.

N-100.1 Scope

N-100.1.1 All applicable requirements of para. 100.1
and the limitations of para. 105.3 shall be met in addition
to those in this Appendix.

N-100.1.2 Use of this Appendix is limited to
(a) water service.
(b) nonflammable and nontoxic liquid, dry material,

and slurry systems.
(c) other services as specifically listed in sectionN-122.
(d) metallic piping lined with nonmetals. If used in

accordance with para. 122.9 for conveying corrosive
liquids and gases, the design of the lined piping system
shall meet the requirements of para. 104.7.

N-100.1.3 Nonmetallic piping systems shall not be
installed in a confined space where toxic gases could
be produced and accumulate, either from combustion
of the piping materials or from exposure to flame or
elevated temperatures from fire.

N-100.2 Definitions and Abbreviations

N-100.2.1 Termsanddefinitions relating to plastic and
other nonmetallic piping materials shall be in accordance
with ASTM D883. The following terms and definitions are
in addition to those provided in ASTM D883:
adhesive: amaterial designed to join two other component
materials together by surface attachment (bonding).
adhesive joint: a bonded joint made using an adhesive on
the surfaces to be joined.
bonder: one who performs a manual or semiautomatic
bonding operation.
bonding operator: one who operates a machine or auto-
matic bonding equipment.
bonding procedure: the detailed methods and practices
involved in the production of a bonded joint.
Bonding Procedure Specification (BPS): the document that
lists the parameters to be used in the construction of
bonded joints in accordance with the requirements of
this Code.
butt-and-wrapped joint: a joint made by applying plies of
reinforcement saturated with resin to the surfaces to be
joined.
chopped roving: a collection of noncontinuous glass
strands gathered without mechanical twist. Each
strand is made up of glass filaments bonded together
with a finish or size for application by chopper gun.
chopped strand mat: a collection of randomly oriented
glass fiber strands, chopped or swirled together with a
binder in the form of a blanket.
continuous roving: a collection of continuous glass strands
wound into a cylindrical package without mechanical
twist.
curing agent: a reactive material that, when combined
with a resin material, reacts or polymerizes (cross-
links) with the resin; also referred to as a hardener.
diluent:a reactivemodifyingmaterial, usually a liquid, that
reduces the concentration of a resin material to facilitate
handling characteristics and improve wetting.
electrofusion: a heat fusion joining process where the heat
source is an integral part of the fitting, such that when
electric current is applied, heat is produced that melts
and joins the plastics.
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fire retardant resin: a specially compounded material
combined with a resin material designed to reduce or
eliminate the tendency to burn.
flexibilizer:amodifying liquidmaterial added to a resinous
mixture designed to allow the finished component the
ability tobe flexedor less rigid andmoreprone tobending.
grout: a heavily filled paste material used to fill crevices
and transitions between piping components.
heat fusion joint: a jointmade by heating the surfaces to be
joined and pressing them together so they fuse and
become essentially one piece.
hot-gas welded joint: a joint made by simultaneously
heating a filler material and the surfaces to be joined
with a stream of hot air or hot inert gas until thematerials
soften, after which the surfaces to be joined are pressed
together and welded with the molten filler material.
hydraulic design basis (HDB):
for reinforced thermosetting resins (filament wound or

centrifugally cast): one of a series of established stress
values specified in ASTM Test Method D2992 for an
RTR component, obtained by categorizing the long-
term hydrostatic strength determined in accordance
with Test Method D2992.
for thermoplastics: one of a series of established stress

values specified in ASTM Test Method D2837 for a plastic
compound, obtained by categorizing the long-termhydro-
static strength determined in accordance with Test
Method D2837. This method subjects the material to
tensile stress for an extended period of time, and extrap-
olates the creep results to estimate the tensile strength for
a 50-yr life.
hydrostatic design stress (HDS): the estimated maximum
tensile stress in the wall of the pipe in the circumferential
orientation due to internal hydrostatic pressure that can
be applied continuously with a high degree of certainty
that failure of the pipe will not occur. Estimated by
applying a design factor, typically 0.5 for thermoplastics
in water service, to the HDB.
liner: a coating or layer ofmaterial, constructed as, applied
to, or insertedwithin the inside surface of a piping compo-
nent, intended to protect the structure from chemical
attack, to inhibit erosion, or to prevent leakage under
strain.
seal weld: the addition of material external to a joint, by
welding or bonding, to enhance leak tightness.
solvent cement joint: a joint using a solvent cement to
soften the surfaces to be joined, after which the joining
surfaces are pressed together and become essentially
one piece as the solvent evaporates.

stiffness factor: the measurement of a pipe’s ability to
resist deflection, as determined in accordance with
ASTM D2412.
thixotropic agent: amaterial added to resin to impart high
static shear strength (viscosity) and low dynamic shear
strength.
ultraviolet absorber: a material that, when combined in a
resinmixture,will selectively absorb ultraviolet radiation.
winding angle: the acute angle (θ in Figure N-100.2.1-1)
between the pipe longitudinal axis and the helicalwinding
of the reinforcing filament beingwound around amandrel
to produce a filament-wound, fiber-reinforced thermoset-
ting resin pipe.
woven roving: a heavy glass fiber fabric reinforcing mate-
rial made by the weaving of glass fiber roving.

N-100.2.2 Abbreviations. Abbreviations used in this
Appendix denote materials and terms as follows:

Abbreviation Term
ABS [Note (1)] Acrylonitrile-butadiene-styrene
AP Polyacetal
CP Chlorinated polyether
CPVC [Note (1)] Chlorinated poly(vinyl chloride)
DS Design stress
FEP [Note (1)] Perfluoro(ethylene propylene)
HDB Hydrostatic design basis
HDPE High density polyethylene
HDS Hydrostatic design stress
PA [Note (1)] Polyamide (nylon)
PB Polybutylene
PE [Note (1)] Polyethylene
PFA Poly(perfluoroalkoxy)
POP Poly(phenylene oxide)
PP [Note (1)] Polypropylene
PP-R Polypropylene (random)
PPS Polyphenylene
PR Pressure rated
PTFE [Note (1)] Polytetrafluoroethylene
PVC [Note (1)] Poly(vinyl chloride)
PVDC Poly(vinylidene chloride)
PVDF Poly(vinylidene fluoride)
RTR Reinforced thermosetting resin
SDR Standard dimension ratio
SIDR Standard inside diameter dimension ratio

NOTE: (1) Abbreviation in accordance with ASTM D1600.
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Figure N-100.2.1-1
Winding Angle of Filament-Wound Thermosetting Resin Pipe

Reinforcing fiber filament
  strands on forward winding

Reinforcing fiber filaments
  on return winding

Mandrel Pipe

u u
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Chapter N-II
Design

PART 1
CONDITIONS AND CRITERIA

N-101 DESIGN CONDITIONS

N-101.1 General

N-101.1.1 The design conditions of para. 101 shall
apply for the design of nonmetallic piping systems,
except as noted below.

N-101.1.2 The design of nonmetallic piping systems
must ensure the adequacy and suitability of material
and its manufacture, considering at least the following:
(a) tensile, compressive, flexural, shear strength, and

modulus of elasticity at design temperature (long-term
and short-term)
(b) creep characteristics for the service conditions
(c) design stress and its basis
(d) coefficient of thermal expansion
(e) ductility and plasticity
(f) impact and thermal shock properties
(g) temperature limits for the service
(h) transition temperatures: melting and vaporization
(i) toxicity of the material or of the gases produced by

its combustion or exposure to elevated temperatures
(j) porosity and permeability
(k) test methods
(l) methods of making joints and their efficiency
(m) deterioration in the service environment
(n) the effects on unprotected piping from external

heat sources, including solar radiation

N-101.2 Pressure

N-101.2.1 Basis for Design Pressure. For metallic
piping, design pressure is based on the maximum
sustained operating pressure, in accordance with
para. 101.2.2, with an allowance for occasional operation
above design pressure, in accordance with para. 102.2.4.
For nonmetallic piping, allowances for variations of pres-
sure, temperature, orbothabovedesignconditionsarenot
permitted. It is the designer’s responsibility to identify
probable occasional loads and to consider them in deter-
mining design pressure. See para. N-102.2.4(a).

N-101.3 Temperature

N-101.3.1 Basis for Design Temperature. For metallic
piping, design temperature is based on the maximum
sustained operating temperature, in accordance with
para. 101.3.2, with an allowance for occasional operation
above design temperature, in accordance with para.
102.2.4. For nonmetallic piping, allowances for variations
of pressure, temperature, or both above design conditions
are not permitted. It is the designer’s responsibility to
identify probable occasional temperature variations
and to allow for them in determining design temperature.
See para. N-102.2.4(a).

N-101.3.2 Temperature Gradient Through Wall.
Because some nonmetallic piping materials have low
thermal conductivity, there can be a significant tempera-
ture grad ien t through the component wa l l s .
Table N-102.2.1-1, Note (2) describes how this is consid-
ered in determining allowable stresses for nonmetallic
materials.

N-102 DESIGN CRITERIA

N-102.1 General

These criteria cover pressure–temperature ratings for
standard and specially designed components, allowable
stresses, stress limits, and various allowances to be
used in the design of piping and piping components.

N-102.2 Pressure–Temperature Ratings for
Components

N-102.2.1 Components Having Specific Ratings

(a) Standard components have specific pressure–
temperature ratings established in accordance with the
standards listed in Table N-126.1-1. Other components
may be used in accordance with para. N-102.3. The
ratings of Tables N-102.2.1-1 through N-102.2.1-3 are
the limiting values for allowable stresses at temperature
in this Appendix.
(b) The application of pressures exceeding the pres-

sure–temperature ratings of valves and other standard
components is not permitted. Valves shall be selected
for operation within the limits defined in para. N-102.2.4.
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Table N-102.2.1-1
ð22ÞHydrostatic Design Stresses (HDS) and Recommended Temperature Limits

for Thermoplastic Piping Components

U.S. Customary Units

ASTM
Spec. No. Material

Recommended
Temperature Limits
[Notes (1), (2), (3)]

Hydrostatic
Design Basis,
ksi, at 73°F

Hydrostatic Design Stress, Sa, ksi [Note (6)], at
Minimum,

°F
[Note (4)]

Maximum,
°F

[Note (5)]
73°F

[Note (7)] 100°F 140°F 180°F
D2846, F441,

F442
CPVC 4120 0 200 4.0 2.0 1.6 1.05 0.5

D2513, F2145 PA32312 −20 180 2.5 1.25 1.1 0.8 0.63

D2104, D2239,
D2447, D2513,
D2737, D3035

PE2708 −30 140 1.60 0.80 0.64 0.4 …
PE3608 −30 140 1.60 0.80 0.64 0.4 …
PE3708 −30 140 1.60 0.80 0.64 0.4 …
PE3710 −30 140 1.60 1.00 0.80 0.5 …
PE4708 −30 140 1.60 0.80 0.64 0.4 …
PE4710 −30 140 1.60 1.00 0.80 0.5 …

… POP2125 [ Note (8)] 30 210 … … … … …

… PP [Note (8)] 30 210 … … … … …

D1785, D2241,
2513, D2672

PVC1120 0 100 4.0 2.0 1.2 … …
PVC1220 0 100 4.0 2.0 1.2 … …
PVC2110 0 100 2.0 1.0 0.6 … …
PVC2112 0 100 2.5 1.25 0.8 … …
PVC2116 0 100 3.2 1.6 1.0 … …
PVC2120 0 100 4.0 2.0 1.2 … …

F2389 PP-R −4 210 1.26 0.63 0.5 0.3 0.2

F599 PVDC [Note (8)] 40 160 … … … … …

F491 PVDF [Note (8)] 0 275 … … … … …
SI Units

ASTM
Spec. No. Material

Recommended
Temperature Limits
[Notes (1), (2), (3)]

Hydrostatic
Design Basis,
MPa, at 23°C

Hydrostatic Design Stress, Sa, MPa [Note (6)], at
Minimum,

°C
[Note (4)]

Maximum,
°C

[Note (5)]
23°C

[Note (7)] 38°C 60°C 82°C
D2846, F441,

F442
CPVC 4120 −18 93 27.6 13.8 11.0 7.2 3.4

D2513, F2145 PA32312 −29 82 17.2 8.6 7.6 5.5 4.3
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Table N-102.2.1-1
Hydrostatic Design Stresses (HDS) and Recommended Temperature Limits

for Thermoplastic Piping Components (Cont’d)

SI Units

ASTM
Spec. No. Material

Recommended
Temperature Limits
[Notes (1), (2), (3)]

Hydrostatic
Design Basis,
MPa, at 23°C

Hydrostatic Design Stress, Sa, MPa [Note (6)], at
Minimum,

°C
[Note (4)]

Maximum,
°C

[Note (5)]
23°C

[Note (7)] 38°C 60°C 82°C
D2104, D2239,

D2447, D2513,
D2737, D3035

PE2708 −34 60 11.0 5.5 4.4 2.8 …
PE3608 −34 60 11.0 5.5 4.4 2.8 …
PE3708 −34 60 11.0 5.5 4.4 2.8 …
PE3710 −34 60 11.0 6.9 5.5 3.4 …
PE4708 −34 60 11.0 5.5 4.4 2.8 …
PE4710 −34 60 11.0 6.9 5.5 3.4 …

… POP2125 [Note (8)] −1 99 … … … … …

… PP [Note (8)] −1 99 … … … … …

D1785, D2241,
D2513, D2672

PVC1120 −18 38 27.6 13.8 8.3 … …
PVC1220 −18 38 27.6 13.8 8.3 … …
PVC2110 −18 38 13.8 6.9 4.1 … …
PVC2112 −18 38 17.2 8.6 5.5 … …
PVC2116 −18 38 22.0 11.0 6.9 … …
PVC2120 −18 38 27.6 13.8 8.3 … …

F599 PVDC [Note (8)] 5 71 … … … … …

F491 PVDF [Note (8)] −18 135 … … … … …

NOTES:
(1) These recommended limits are for low-pressure applicationswithwater and other fluids that do not significantly affect the properties of the

thermoplasticmaterial. In conservativepractice, theupper temperature limitsmaybereducedathigherpressuresdependingon the required
service and expected life. Lower temperature limits are affectedmore by the environment, safeguarding, and installation conditions than by
strength.

(2) Because of low thermal conductivity, temperature gradients through the piping component wall may be substantial. Tabulated limits apply
where more than half the wall thickness is at or below the stated temperature.

(3) These recommended limits apply only to listed materials. Manufacturers should be consulted for temperature limits on specific types and
kinds of materials not listed.

(4) Minimum for installation.
(5) Maximum for operation.
(6) The HDS listed is for water service only, reflecting a design factor of 0.5 applied to the HDB. For other services, refer to PPI TR-9 or the

manufacturer for recommended design factors.
(7) Use these HDS values at all lower temperatures.
(8) Nonpressure-boundary materials used primarily as liners. No established HDS.
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N-102.2.2 Components Not Having Specific Ratings

(a) Pipe and other piping components for which allow-
able stresses have been developed in accordance with
para. N-102.3, but which do not have specific pres-
sure–temperature ratings, shall be rated in accordance
with the rules for pressure design in para. N-104,
within the range of temperatures for which stresses
are listed in Tables N-102.2.1-1 through N-102.2.1-3.
(b) Pipe and other piping components that do not have

allowable stresses or pressure–temperature ratings shall
be qualified for pressure design as required in
para. N-104.7.

N-102.2.3 Ratings: Normal Operating Condition. A
nonmetallic piping system shall be considered safe for
operation if the maximum anticipated coincident
temperature and pressure that may act on any part or
component of the system does not exceed the
maximum pressure and temperature allowed by this

Code for that particular part or component. The design
pressure and temperature shall not exceed the pres-
sure–temperature rating for the particular component
and material as defined in the applicable specification
or standard listed in Table N-126.1-1. For metallic
piping with nonmetallic lining, the rules of para.
102.2.3 apply, provided that the suitability of the lining
material for the maximum anticipated coincident
temperature and pressure conditions has been estab-
lished through prior successful extensive experience or
tests.

N-102.2.4 Allowances for Pressure and Temperature
Variations

(a) Nonmetallic Piping. Allowances for variations of
pressure, temperature, or both above design conditions
are not permitted. The most severe conditions of coinci-
dent pressure and temperature shall be used to determine
the design conditions.

Table N-102.2.1-2
Design Stresses (DS) and Recommended Temperature Limits

for Laminated Reinforced Thermosetting Resin Piping Components

U.S. Customary Units

ASTM
Spec. No. Type Resin Reinforcing

Recommended Temperature
Limits [Note (1)]

Thickness, in.

Design
Stress, Sb,

ksi
[Note (2)]

Minimum,
°F

Maximum,
°F

C582 I Polyester Glass fiber −20 180 All 0.9
… … Furan Carbon −20 180 … …
… … Furan Glass fiber −20 180 … …
C582 II Epoxy Glass fiber −20 180 1∕8–3∕16 0.9

1∕4 1.2
5∕16 1.35
3∕8 and over 1.5

SI Units

ASTM
Spec. No. Type Resin Reinforcing

Recommended Temperature
Limits [Note (1)]

Thickness, mm

Design
Stress, Sb,

MPa
[Note (2)]

Minimum,
°C

Maximum,
°C

C582 I Polyester Glass fiber −29 82 All 6.2
… … Furan Carbon −29 82 … …
… … Furan Glass fiber −29 82 … …
C582 II Epoxy Glass fiber −29 82 3–5 6.2

6 8.3
8 9.3
9.5 and over 10.3

NOTES:
(1) These recommended limits are for low-pressure applicationswithwater and other fluids that do not significantly affect the properties of the

thermoplastic material. In conservative practice, the upper temperature limits may be reduced at higher pressures, depending on the
required service andexpected life. Lower temperature limits are affectedmoreby the environment, safeguarding, and installation conditions
than by strength.

(2) TheDS values are based on a design factor of 0.1 applied to the tested tensile strength of the pipewallmaterial, and are applicable only in the
temperature range of −20°F through 180°F (−29°C through 82°C).
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Table N-102.2.1-3
Hydrostatic Design Basis (HDB) for Machine-Made Reinforced Thermosetting Resin Pipe

U.S. Customary Units

ASTM
Spec. No. and

Type Grade Class

Material
Designation
ASTM D2310

HDB Stress, Sc [Note (1)],
at 73°F [Note (2)]

Cyclic, ksi
[Note (3)]

Static, ksi
[Note (4)]

D2517 filament wound Glass fiber
reinforced epoxy
resin

No liner RTRP-11AD 5.0 …
RTRP-11AW … 16.0

D2996 filament wound Glass fiber
reinforced epoxy
resin

No liner RTRP-11AD 5.0 …
RTRP-11AW … 16.0

Epoxy resin liner,
reinforced

RTRP-11FE 6.3 …
RTRP-11FD 5.0 …

Glass fiber
reinforced polyester
resin

Polyester resin liner,
reinforced

RTRP-12EC 4.0 …
RTRP-12ED 5.0 …
RTRP-12EU … 12.5

No liner RTRP-12AD 5.0 …
RTRP-12AU … 12.5

D2997 centrifugally cast Glass fiber
reinforced polyester
resin

Polyester resin liner,
nonreinforced

RTRP-22BT … 10.0
RTRP-22BU … 12.5

Epoxy resin liner,
nonreinforced

RTRP-21CT … 10.0
RTRP-21CU … 12.5

SI Units

ASTM
Spec. No. and

Type Grade Class

Material
Designation
ASTM D2310

HDB Stress, Sc [Note (1)],
at 23°C [Note (2)]

Cyclic, MPa
[Note (3)]

Static, MPa
[Note (4)]

D2517 filament wound Glass fiber
reinforced epoxy
resin

No liner RTRP-11AD 34.5 …
RTRP-11AW … 110.3

D2996 filament wound Glass fiber
reinforced epoxy
resin

No liner RTRP-11AD 34.5 …
RTRP-11AW … 110.3

Epoxy resin liner,
reinforced

RTRP-11FE 43.4 …
RTRP-11FD 34.5 …

Glass fiber
reinforced polyester
resin

Polyester resin liner,
reinforced

RTRP-12EC 27.6 …
RTRP-12ED 34.5 …
RTRP-12EU … 86.2

No liner RTRP-12AD 34.5 …
RTRP-12AU … 86.2

D2997 centrifugally cast Glass fiber
reinforced polyester
resin

Polyester resin liner,
nonreinforced

RTRP-22BT … 68.9
RTRP-22BU … 86.2
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(b) Metallic Piping Lined With Nonmetals. Allowances
for pressure and temperature variations provided in
para. 102.2.4 are permitted only if the suitability of the
lining material for the increased conditions is established
through prior successful extensive experience or tests
under comparable conditions.

N-102.2.5 Ratings at Transitions. Where two services
that operate at different pressure–temperature condi-
tions are connected, thevalve segregating the twoservices
shall be rated for themost severe service conditions.Other
requirements of para. 102.2.5 must be considered where
applicable.

N-102.3 Allowable Stresses and Other Limits
N-102.3.1 Allowable Stress Values

(a) General. Tables N-102.2.1-1 through N-102.2.1-3
list recommended maximum allowable stresses in the
form of hydrostatic design stresses (HDS), allowable
design stresses (DS), and the hydrostatic design basis
(HDB) that may be used in design calculations except
where modified by other provisions of this Appendix.
The use of HDS for calculations other than pressure
designhasnot beenestablished. Thebasis fordetermining
allowable stresses and pressures is outlined in (b). The
allowable stresses are grouped by materials and listed
for stated temperatures. Where sufficient data have
been provided, straight-line interpolation between
temperatures is permissible. The materials listed are
available from one or more manufacturers, and some
manufacturers may publish somewhat different HDS
values for the materials from the values listed in
Tables N-102.2.1-1 through N-102.2.1-3. The manufac-
turer’s publishedvalues for thesematerials are acceptable
for use where they have been established in accordance
with (b) and verified in accordance with para. N-104.7.
(b) Basis for Allowable Stresses for Internal Pressure

(1) Thermoplastics. A method of determining HDB
and pressure rating (PR) is described in ASTM D2837,
which also describes application of a design factor to
the HDB to determine HDS and PR. Hydrostatic design
stresses are provided in Table N-102.2.1-1, based on
HDB values listed in PPI TR-4 and design factors for
water from PPI TR-9. Design factors for other services
are also given in PPI TR-9.

(2) Reinforced Thermosetting Resin (Laminated). For
laminated piping components, the design stresses are
listed in Table N-102.2.1-2. These typically are based
on one-tenth of the minimum tensile strengths specified
in Table 1 of ASTM C582.

(3) Reinforced Thermosetting Resin (FilamentWound
andCentrifugally Cast).For filament-woundandcentrifug-
ally cast piping components, HDB values are listed in
Table N-102.2.1-3. These values may be obtained by
procedures in ASTM D2992. HDS may be obtained by
multiplying the HDB by a service (design) factor1 selected
for the application, in accordance with procedures
described in ASTM D2992, within the following limits:

(-a) When using the cyclic HDB from Table N-
102.2.1-3, the service (design) factor shall not exceed 1.0.

( - b ) When u s i n g t h e s t a t i c HDB f r om
Table N-102.2.1-3, the service (design) factor shall not
exceed 0.5.

(-c) The evaluation of stresses in filament-wound
reinforced thermosetting resin pipe and fitting compo-
nents must consider the different strengths in the
hoop and axial directions of the material. For a 55-deg
filament-winding angle (which is typical for filament-
wound pipe), the axial strength is approximately one-

Table N-102.2.1-3
Hydrostatic Design Basis (HDB) for Machine-Made Reinforced Thermosetting Resin Pipe (Cont’d)

SI Units

ASTM
Spec. No. and

Type Grade Class

Material
Designation
ASTM D2310

HDB Stress, Sc [Note (1)],
at 23°C [Note (2)]

Cyclic, MPa
[Note (3)]

Static, MPa
[Note (4)]

Epoxy resin liner,
nonreinforced

RTRP-21CT … 68.9
RTRP-21CU … 86.2

NOTES:
(1) A service (design) factor must be applied to the HDB values to obtain the HDS.
(2) These HDB values apply only at 73°F (23°C). The standards covered in this table only require testing at 73°F (23°C), using ASTMD2992 test

procedures. ASTMD2992makes provision for testing at higher temperatures, andmanufacturers also usually test to higher temperatures. It
is the designer’s responsibility to verify that the manufacturer has test data covering the design temperature for the application, and that
pressure–temperature ratings provided by the manufacturer reflect the service factor selected by the designer for the application.

(3) When using the cyclic design basis, the service factor shall not exceed 1.0.
(4) When using the static design basis, the service factor shall not exceed 0.5.

1 The service (design) factor, F, should be selected by the designer after
evaluating fully the service conditions and the engineering properties of
the specific material under consideration. Aside from the limits in
paras. N-102.3.1(b)(3)(-a) and N-102.3.1(b)(3)(-b), it is not the
intent of this Code to specify service (design) factors.
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half of the hoop strength of the material. For greater
winding angles, the axial strength will be even lower.
Figure N-102.3.1-1 shows a typical axial strength
versus hoop strength diagram for a filament-woundmate-
rial. The data points for the axial strength at zero hoop
stress and the axial strength at the maximum hoop
stress will need to be provided by the vendor for his/
her specific product, since no generic allowable stress
diagrams currently exist. Note that for most filament-
wound fiberglass products, the portion of the allowable
axial stress available for weight, thermal expansion, and
occasional loads will approach zero as the hoop stress
approaches themaximumallowable limit for thematerial.

(-d) The stress analysis of the filament-wound
pipe and fitting components must consider the simulta-
neous axial and hoop stresses at each point in the piping
system, and take into account any hoop stress, stress
intensification factors (SIFs), and axial stress SIFs that
may be applicable to a given component.

(-e) Note that for aboveground pipe, due to the
different axial andhoop strengths of filament-wound rein-
forced thermosetting resin pipe and fitting components,
the minimum wall thickness required for the pipe and
fitting components may be governed by the axial strength
requirements, rather than just by hoop strength consid-
erations.

N-102.3.2 Limits of Calculated Stresses Due to
Sustained Loads

(a) Internal Pressure Stresses. The limits for stress due
to internal pressure are provided in para. N-104.1.2.
(b) External Pressure Stresses. Thermoplastic piping,

reinforced thermosetting resin piping, and metallic
piping lined with nonmetals, subject to external pressure,
shall be considered safe when the wall thickness and/or
means of st i f fening meet the requirements of
para. N-104.7.2.
(c) External Loading Stresses. Design of piping under

external loading shall be based on the following:
(1) For thermoplastic piping, see ASTM D2774 and

AWWA M23.
(2) For reinforced thermosetting resin (RTR) piping,

see ASTM D3839 and AWWA M45.
(3) The allowable deflection for RTR and thermo-

plastic pipe shall be not more than 5% of the pipe
inside diameter.

(4) Where other nonmetallic piping is intended for
use under conditions of external loading due to under-
ground installation, it shall be subject to a crushing or
three-edge bearing test, in accordance with ASTM C14
or ASTM C301, and the allowable load shall be 25% of
the minimum value obtained. The limits of calculated
stresses due to external loading in aboveground installa-
tions shall be qualified in accordancewith para. N-104.7.2.

Figure N-102.3.1-1
Typical Allowable Stress Curve for Filament-Wound Reinforced Thermosetting Resin Pipe
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N-102.3.3 Limits of Calculated Stresses Due to Occa-
sional Loads

(a) Operation. The sum of the stresses in any compo-
nent in a piping system due to sustained loads, such as
pressureandweight, andof the stressesproducedbyocca-
sional loads, such as wind or earthquake, shall not exceed
the limits in the applicable part of para. N-102.3.2. Wind
and earthquake forces need not be considered as acting
concurrently. (For nonmetallic piping, anticipated tran-
sient pressure and temperature variations are not consid-
ered occasional loads.)
(b) Test. Stresses due to test conditions are not subject

to the limitations in (a). It is not necessary to consider
other occasional loads, e.g., wind and earthquake, as
occurring concurrently with test loads.

N-102.4 Allowances

(a) Erosion, Corrosion, Threading, and Grooving. In
determining the minimum required thickness of a
piping component, allowances shall be included for
erosion and for thread depth or groove depth.
(b) Mechanical Strength. When necessary, pipe wall

thicknesses shall be increased to prevent overstress,
damage, collapse, or buckling due to superimposed
loads from supports, ice formation, backfill, or other
causes. Where increasing thickness will cause excessive
local stress or is otherwise impractical, the required
strength may be obtained through the use of additional
supports, braces, or other means without an increased
wall thickness. Particular consideration should be
given to the mechanical strength of a small branch
connected to large piping or to equipment.

PART 2
PRESSURE DESIGN OF PIPING COMPONENTS

N-103 CRITERIA FOR PRESSURE DESIGN

The design of piping components shall consider the
effects of pressure, temperature, and other factors in
accordance with paras. N-102.2 and N-104.1 through
N-104.7, and provide for allowances in accordance
with para. N-102.4. In addition, the design shall be
checked for adequacy of mechanical strength under
other applicable loadings as required in paras.
N-102.3.2 and N-102.3.3.

N-104 PRESSURE DESIGN OF COMPONENTS

N-104.1 Straight Pipe

N-104.1.1 The required minimum wall thickness of
straight sections of pipe, tm, shall be determined as

= +t t cm (1)

where
c = the sum of the mechanical allowances (thread or

groove depth), plus erosion and/or corrosion
allowance, and the manufacturer’s minus toler-
ance for product wall thickness, in. For threaded
components, the nominal thread depth shall
apply. For mechanical surfaces or grooves
where a tolerance is not specified, the tolerance
shall be assumed to be 0.02 in. (0.5 mm) in addi-
tion to the specified depth of the thread or groove.

t = pressure design thickness, in., as calculated in
para. N-104.1.2 for internal pressure, or in accor-
dance with para. N-104.1.3 for external pressure

tm = minimum required thickness, in. (mm)

N-104.1.2 Straight Pipe Under Internal Pressure

(a) The internal pressure design thickness, t, shall be
not less than that calculated with the following equations:

(1) For thermoplastic pipe

=
+

t D
S P2 / 1a

(2)

(2) For reinforced thermosetting resin (laminated)

=
+

t D
S P2 / 1b

(3)

(3) For reinforced thermosetting resin (filament
wound and centrifugally cast)

=
+

t D
S F P2 / 1c

(4)

where
D = outside diameter of pipe, in. (mm)
F = service design factor in accordance with

para. N-102.3.1(b)(3)
P = internal design gage pressure, psig [kPa (gage)]
Sa = hydrostatic design stress from Table N-102.2.1-1
Sb = design stress from Table N-102.2.1-2
Sc = hydrostatic design basis from Table N-102.2.1-3

(4) Metallic Pipe Lined With Nonmetals. Pressure
limitations shall be thoseestablishedby themanufacturer,
considering both pressure and temperature limitations of
the metal housings and sealing ability of the liner at
flanged joints. In addition, the metallic pipe shall meet
the requirements of the mandatory sections of ASME
B31.1, including the pressure design requirements of
Chapter II.
(b) The internal pressure design thickness, t, in (a)(1)

and (a)(2) shall not includeany thickness ofpipewall rein-
forced with less than 30% (by weight) of reinforcing
fibers, or added liner thickness.
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N-104.1.3 Straight Pipe Under External Pressure

(a) Thermoplastic Pipe. The external pressure design
thickness shall be qualified as required by para. N-104.7.
(b) Reinforced Thermosetting Resin Pipe. For deter-

mining design pressure thickness for straight pipe
under external pressure, the procedures outlined in
ASTM D2924 shall be followed. A safety factor of at
least 4 shall be used.
(c) Metallic Pipe Lined With Nonmetals
(1) The external pressure design thickness for the

base (outer) material shall be determined in accordance
with para. 104.1.3.

(2) The external pressure design thickness, t, for the
lining material shall be qualified as required by
para. N-104.7.

N-104.2 Curved and Mitered Segments of Pipe

(a) Pipe Bends. Theminimum required thickness, tm, of
a pipe bend after bending shall be determined as for
straight pipe in accordance with para. N-104.1.
(b) Elbows. Manufactured elbows not in accordance

with para. N-102.2.1 shall meet the requirements of
para. N-104.7.
(c) Mitered Bends.Mitered bend sections shallmeet the

requirements of para. N-104.7.

N-104.3 Intersections
N-104.3.1 Branch Connections

(a) General. A pipe having a branch connection is
weakened by the opening that must be made in it.
Unless the wall thickness of the pipe is sufficiently in
excess of that required to sustain the pressure, it is nec-
essary to provide added reinforcement. The amount of
reinforcement required shall be in accordance with the
requirements of para. N-104.7 except as provided in
(b) and (c).
(b) BranchConnectionsUsingFittings.Abranchconnec-

tion shall be considered to have adequate strength to
sustain the internal and external pressure that will be
applied to it if a fitting (at tee, lateral, or cross) is used
in accordance with para. N-102.2.1.
(c) Additional Considerations. The requirements of (a)

and(b)aredesigned toensuresatisfactoryperformanceof
a branch connection subjected only to internal or external
pressure. The designer shall also consider the following:

(1) External forces andmomentsmay be applied to a
branch connection by a thermal expansion and contrac-
tion, by dead and live loads, by vibration or pulsating pres-
sure, or by movement of piping terminals, supports, and
anchors.

(2) Adequate flexibility shall be provided in branch
piping to accommodate movements of the run piping.

(3) Ribs, gussets, or clamps may be used for pres-
sure-strengthening a branch connection in lieu of the re-
inforcement requiredby (a) if theadequacyof thedesign is
established in accordance with para. N-104.7.

N-104.4 Closures

Closures in piping systems, e.g., those provided for
temporary or future lateral or end-point branches,
shall be made using fittings, flanges, or parts listed in
Table N-126.1-1 or designed in accordance with paras.
N-104.3, N-104.5, and N-104.7.

N-104.5 ð22ÞPressure Design of Flanges

(a) General
(1) Nonmetallic flanges that are rated in accordance

with published ASTM standards listed in Table N-126.1-1
shall be considered suitable for use within the limitations
specified in thisAppendix. Alternatively, flanges shall be in
accordance with para. 103 or may be designed in confor-
mance with the requirements of this paragraph or para.
N-104.7.

(2) Flanges for use with ring-type gaskets may be
designed in accordance with ASME BPVC, Section VIII,
Division 1, Mandatory Appendix 2, except that the allow-
able stresses for nonmetallic components shall govern. All
nomenclature shall be as defined in ASME BPVC, except
the following:

P = design gage pressure
Sa = maximum allowable bolt stress at ambient

temperature, psi (kPa) (see Mandatory Appendix
A, Table A-10)

Sb = maximum allowable bolt stress at design
temperature, psi (kPa) (see Mandatory Appendix
A, Table A-10)

Sf = allowable stress for flange material from
Tables N-102.2.1-1 through N-102.2.1-3

(3) The flange design rules in (2) are not applicable
for designs employing full face gaskets that extendbeyond
the bolts. The forces and reactions in such a joint differ
from those joints employing ring-type gaskets, and the
flanges should be designed in accordance with ASME
BPVC, Section VIII, Division 1, Nonmandatory Appendix
Y. (Note that the plastic flange sealing surface may be
more irregular than the sealing surface of a steel
flange. For this reason, thicker and softer gaskets may
be required for plastic flanges.)
(b) Blind Flanges. Blind flanges shall be in accordance

with para. 103 or, alternatively, may be designed in accor-
dance with para. 104.5.2, except that the allowable
stresses for nonmetallic components shall be taken
from the data in Tables N-102 .2 .1-1 through
N-102.2.1-3. Otherwise, the design of blind flanges
shall meet the requirements of para. N-104.7.
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N-104.6 Reducers

Reducers not in compliance with para. N-102.2.1 shall
meet the requirements of para. N-104.7.

N-104.7 Design of Other Components

N-104.7.1 Listed Components. Pressure-retaining
components manufactured in accordance with standards
listed in Table N-126.1-1 may be used in accordance with
para. N-102.2.1.

N-104.7.2 Unlisted Components and Products. For
nonmetallic pressure-retaining components and piping
products not complying with the standards and specifica-
tions listed inTableN-126.1-1, and forproprietarycompo-
nents and joints for which the rules in paras. N-103
through N-104.6 do not apply, pressure design shall be
based on calculations consistent with the design criteria
of this Appendix and the Code. Thismust be substantiated
by one or more of the following, with consideration given
to applicable dynamic effects, e.g., vibration and cyclic
operation, the effects of thermal expansion or contraction,
and the load effects of impact and thermal shock:
(a) extensive successful service experience under

comparable design conditions with similarly propor-
tioned components or piping elements made of the
same or like material
(b) performance tests under design conditions,

including applicable dynamic and creep effects, continued
for a time period sufficient to determine the acceptability
of the component or piping element for its design life

For either (a) or (b), reasonable interpolations between
sizes and pressure classes, and reasonable analogies
among related materials, are permitted.

PART 3
SELECTION OF PIPING COMPONENTS

N-105 PIPE

Pipe and tube conforming to the standards and speci-
fications listed in Table N-126.1-1 shall be usedwithin the
limitations of para. N-124 and within any limitations
imposed by the applicable standards themselves.

N-106 FITTINGS

N-106.1 Listed Fittings

Fittings made in accordance with the standards and
specifications listed in Table N-126.1-1 shall be used
within the limitations of para. N-124, within limitations
imposed by this Appendix or the body of this Code for
specific service or application, and within any limitations
imposed by the applicable standards themselves.

N-106.2 Unlisted Fittings

Fittings not covered by the standards listed in
Table N-126.1-1 may be used if they conform to para.
N-104.7.

N-107 VALVES

N-107.1 Listed Valves

Valves conforming to the standards and specifications
listed in TableN-126.1-1 shall be usedwithin the specified
pressure–temperature ratings . Metal l ic valves
conforming to the standards and specifications listed
in Table 126.1-1, and used in nonmetallic piping, shall
be used within the specified pressure–temperature
ratings.

N-107.2 Unlisted Valves

Valves not complying with para. N-107.1 shall be of a
design, or equal to the design, that the manufacturer
recommends for the service and that conforms with
para. N-104.7.2.

PART 4
SELECTION AND LIMITATIONS OF PIPING JOINTS

N-110 GENERAL

Joints shall be suitable for the pressure–temperature
design conditions and shall be selected giving considera-
tion to joint tightness and mechanical strength under
those conditions (including external loadings), the mate-
rials of construction, thenatureof the fluid service, and the
limitations of paras. N-111 through N-118.

N-111 BONDED JOINTS

N-111.1 General Limitations

Unless limited elsewhere in para. N-111, jointsmade by
bonding in accordance with para. N-127 and examined in
accordance with para. N-136.4 may be used within other
limitations on materials and piping components in this
Appendix.

N-111.2 Specific Limitations

N-111.2.1 Hot-Gas Welded Joints. Hot-gas welded
joints shall not be used for ASME B31.1 nonmetallic pres-
sure piping.

N-111.2.2 Butt-and-Wrapped Joints. Butt-and-
wrapped joints in RTRpiping shall bemadewith sufficient
strength to withstand the design pressure and external
loadings.
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N-112 FLANGED JOINTS: GENERAL LIMITATIONS

Unless limited elsewhere in para. N-112, flanged joints
may be used, considering the requirements for materials
in Chapter N-III and for piping components in Part 3 of
Chapter N-II, within the following limitations:
(a) Joints With Flanges of Different Ratings. Where

flanges of different ratings are bolted together, the
rating of the joint shall be that of the lower-rated
flange. Bolting torque shall be limited so that excessive
loads will not be imposed on the lower-rated flange in
obtaining a tight joint.
(b) Metallic-to-Nonmetallic Flanged Joints. Where

metallic and nonmetallic flanges are to be joined, both
should be flat face. Full face gaskets are preferred. If
full face gaskets are not used, bolting torque shall be
limited so that the nonmetallic flange is not overloaded.

N-113 EXPANDED OR ROLLED JOINTS

Expanded or rolled joints are not permitted in nonme-
tallic piping systems.

N-114 THREADED JOINTS

N-114.1 General Limitations

N-114.1.1 Threaded joints may be used within the re-
quirements for materials in Chapter N-III and on piping
components inPart3ofChapterN-IIwithin the limitations
below.

N-114.1.2 Threaded joints shall be avoided in any
service where severe erosion or cyclic loading may
occur, unless the joint has been specifically designed
for these conditions.

N-114.1.3 Where threaded joints are designed to be
seal welded, thread-sealing compound shall not be used.

N-114.1.4 Layout of piping should minimize reaction
loads on threaded joints, giving special consideration to
stresses due to thermal expansion or contraction and the
operation of valves.

N-114.1.5 Metallic-to-nonmetallic and dissimilar
nonmetallic threaded joints are not permitted in piping
NPS 21∕2 (DN 65) and larger.

N-114.2 Specific Limitations

N-114.2.1 Thermoplastic Piping. Threaded joints in
thermoplastic piping shall conform to the following re-
quirements:
(a) Thepipewall shall beat least Schedule80 thickness.
(b) Pipe threads shall conform to ASME B1.20.1 NPT.

Threaded fittings shall be compatible with that standard.
(c) A suitable thread lubricant and sealant shall be

specified.

(d) Threaded piping joints are not permitted in poly-
olefin materials,2 because of creep characteristics that
must be considered.
(e) For PVCpiping, the allowable pressure for threaded

piping shall be no more than 50% of that for unthreaded
piping of the same wall thickness and material grade.

N-114.2.2 Thermosetting Resin Piping. Threaded
joints in thermosetting resin piping shall conform to
the following requirements:
(a) Threads shall be factory cut ormolded on pipe ends

and in matching fittings, with allowance for thread depth
in accordance with para. N-104.1.1.
(b) Threading of plain ends of piping is not permitted,

exceptwhere suchmale threadsare limited to the function
of forming a mechanical lock with matching female
threads during bonding.
(c) Factory-cut or molded threaded nipples, couplings,

or adapters bonded to plain end componentsmay be used
where necessary to provide connections to threaded
metallic piping.

N-115 FLARED LINING JOINTS FOR METALLIC
PIPING LINED WITH NONMETALS

The following apply:
(a) Welding.Welding is not permitted on lined compo-

nents in the field.Weldingperformedby themanufacturer
toproducepipe, fittings, and flanges tobeused for joints in
elastomeric-lined piping systems shall be performed so as
to maintain the continuity of the lining and its service-
ability.
(b) Flared Linings
(1) General. Flared ends of linings made in accor-

dance with the rules in this paragraph may be used,
subject to material limitations.

(2) Specific Requirements. Flaring shall be limited to
applications that do not affect the serviceability of the
lining.

N-116 BELL END JOINTS

Paragraph 116 applies.

N-118 PROPRIETARY JOINTS

Metal coupling, mechanical, gland, and other proprie-
tary jointsmaybe usedwithin the limitations onmaterials
in Part 3 of this Chapter.

2 The polyolefin group of materials includes polyethylene, polypropy-
lene, and polybutylene.

ASME B31.1-2022

290

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 299 of 382



PART 5
EXPANSION, FLEXIBILITY, AND
PIPE-SUPPORTING ELEMENTS

N-119 EXPANSION AND FLEXIBILITY

N-119.1 General Concepts

N-119.1.1 Elastic Behavior. The concept of piping
strain imposed by the restraint of thermal expansion
or contraction, and by external movements, applies in
principle to nonmetals. Nevertheless, the assumption
that stresses can be predicted from these strains in a
nonmetallic piping system, based on the linear elastic
characteristics of the material, is generally not valid.
The variation in elastic characteristics between otherwise
similar material types, between source manufacturers,
and between batch lots of the same source material
can at times be significant. If a method of flexibility
analysis that assumes elastic behavior is used, the
designer must be able to demonstrate its validity for
the system and must establish conservative limits for
the computed stresses.

N-119.1.2 Overstrained Behavior. Stresses cannot be
considered proportional to displacement strains in
nonmetallic piping systems where an excessive level of
strain may be produced in a localized area of the
systemand inwhichelastic behaviorof thepipingmaterial
is uncertain (see unbalanced systems in para. 119.3).
Overstrain must be minimized by effective system
routing to avoid the necessity of a requirement for
special joints or expansion devices for accommodating
excessive displacements.

N-119.1.3 Progressive Failure. In thermoplastics and
some thermosetting resins, displacement strains are not
likely to produce immediate failure of piping, but may
produce unacceptable distortion. Thermoplastics, partic-
ularly, are prone to progressive deformation that may
occur upon repeated thermal cycling or under prolonged
exposure to elevated temperature.

N-119.1.4 Brittle Failure. In brittle thermosetting
resins, the materials are essentially rigid in behavior
and may readily develop high displacement stresses, to
the point of sudden breakage or fracture, under moderate
levels of strain.

N-119.5 Flexibility

N-119.5.1 Piping systems shall have sufficient flex-
ibility to prevent the effects of thermal expansion or
contraction, the movement of pipe supports or terminal
points, or pressure elongation from causing
(a) failure of piping or supports from overstrain or

fatigue
(b) leakage at joints

(c) unacceptable stresses or distortion in the piping or
in connected equipment

N-119.5.2 Where nonmetallic piping and components
are used, piping systems must be designed and routed so
that flexural stresses resulting from displacements due to
expansion, contraction, and other causes are minimized.
This concept requires special attention for supports and
restraints, for the terminal connections, and for the tech-
niques outlined in para. 119.5.1. Further information on
the design of thermoplastic piping can be found in PPI TR-
21.

N-119.5.3 For metallic piping lined with nonmetals,
the designer must consider the integrity of the lining
in designing for piping flexibility. This is a special consid-
eration for linings that are less flexible than the metallic
piping, e.g., glass or ceramics.

N-119.6 Properties for Flexibility Analysis

N-119 .6 .1 Thermal Expans ion Data . Tab le
N-119.6.1-1 lists coefficients of thermal expansion for
several nonmetallic materials. More-precise values in
some instances may be obtained from the manufacturers
of these materials. If the values are to be used in stress
analysis, the thermal displacements shall be determined
as indicated in para. 119.

N-119.6.2 Modulus of Elasticity. Table N-119.6.2-1
lists representative data on the tensile modulus of elas-
ticity, E, for several nonmetals. More-precise values in
some instances may be obtained from the manufacturers
of these materials. (Note that the modulus may vary with
the geometrical orientation of a test sample for filler-rein-
forced, filament-wound, or impregnated nonmetallic
materials.) For materials and temperatures not listed,
refer to an authoritative source, e.g., publications of
the National Institute of Standards and Technology.

N-119.6.3 Poisson’s Ratio. For nonmetals, Poisson’s
ratio will vary widely, depending on materials and
temperature. For that reason, formulas used in linear
elastic stress analysis canbeused only if themanufacturer
has test data to substantiate the use of a specific Poisson’s
ratio for that application.

N-119.6.4 Dimensions. The nominal thickness and
outside diameters of pipe and fittings shall be used in flex-
ibility calculations.

N-119.6.5 Metallic Pipe Lined With Nonmetals. Flex-
ibility and stress analysis for metallic pipe lined with
nonmetals shall be in accordance with para. 119,
except that any limitations on allowable stresses or
moments recommended by the manufacturers of the
lined pipe shall be observed.
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N-119.7 Analysis

N-119.7.1 Formal stress analysis is not required for
systems that
(a) are duplicates, or replacements without significant

change, of successfully operating installations
(b) can readily be judged adequate by comparisonwith

previously analyzed systems
(c) are routed with a conservative margin of inherent

flexibility or employ joining methods or expansion joint
devices, or a combination of thesemethods, in accordance
with the applicable manufacturer’s instruction

N-119.7.2 A substantiating stress analysis is required
for a system not meeting the above criteria. The designer
may demonstrate that adequate flexibility exists by
employing a simplified, approximate, or comprehensive
stress analysis, using a method that can be shown to
be valid for the specific case. If essentially elastic behavior
can be demonstrated for a piping system (see

para. N-119.1.1), the methods outlined in para. 119
may be applicable.

N-119.7.3 Special attentionshall begiven tomovement
(displacement or rotation) of the piping with respect to
supports and points of close clearance. Movements of a
run at the junction of a small branch shall be considered
in determining the need for flexibility in the branch.

N-120 LOADS ON PIPE-SUPPORTING ELEMENTS

Paragraph 120 applies.

N-121 DESIGN OF PIPE-SUPPORTING ELEMENTS

N-121.1 General

In addition to the other applicable requirements of
paras. 120 and 121, supports, guides, and anchors
shall be selected and applied to comply with the require-
ments of para. N-119 and paras. N-121.1.1 through
N-121.1.4.

Table N-119.6.1-1
Thermal Expansion Coefficients, Nonmetals

Material Description
Mean Coefficients

10−6 in./in./°F Range, °F 10−6 mm/mm/°C Range, °C
Thermoplastics
PVC Type 1120 30 23–37 54 −5 to +3
PVC Type 2116 40 37–45 72 3−7
CPVC 4120 34 … 61 …

PE2708 100 32–120 180 0–49
PE3608 90 32–120 162 0–49
PE3708 90 32-120 162 0–49
PE3710 90 32–120 162 0–49
PE4708 80 32–120 144 0–49
PE4710 80 32–120 144 0–49

Polypropylene 43 … 77 …
Polypropylene — random 83 32–120 150 0–49
Poly(vinylidine chloride) 85 … 153 …
Poly(vinylidine fluoride) 100 … 180 …

Reinforced Thermosetting Resins
Epoxy-glass, centrifugally cast 9–13 … 16–23.5 …
Epoxy-glass, filament-wound 9–13 … 16–23.5 …
Polyester-glass, centrifugally cast 9–15 … 16–27 …
Polyester-glass, filament-wound 9–11 … 16–20 …
Polyester-glass, hand lay-up 12–15 … 21.5–27 …

Other
Hard rubber (Buna N) 40 … 72 …

GENERAL NOTE: Values in this table are representative. Values at actual design temperature shall be obtained from the manufacturers.

ASME B31.1-2022

292

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 301 of 382



N-121.1.1 Support or restraint loads shall be trans-
mitted to piping attachment or bearing points in a
manner that will preclude pipe-wall deformation or
damage. Padding or other isolation material should be
installed in support or restraint clearance spaces for
added protection.

N-121.1.2 Valves and in-line components should be
independently supported to prevent the imposition of
high load effects on the piping or adjacent supports.

N-121.1.3 Nonmetallic piping should be guarded
where such systems are exposed to casual damage
from traffic or other work activities.

N-121.1.4 A manufacturer’s recommendations for
support shall be considered.

N-121.11 Thermoplastic and RTR Piping

Supports shall be spaced to avoid excessive displace-
ment at design temperature and within the design life
of thepiping system.Decreases in themodulusof elasticity
with increasing temperature, and creep of the material
with time shall be considered where applicable. The coef-
ficient of thermal expansion of most plastic materials is
high and must be considered in the design and location of
supports and restraints.

N-121.12 Burial of Thermoplastic and RTR Pipe

N-121.12.1 Design.Buriedpipedesign requires consid-
eration of burial depth, soil type, and compaction to deter-
mine the external loads on the pipe. For AWWA C900 PVC
pipe, AWWA Manual M23 outlines applicable design
procedures for water utility service. For AWWA C950
RTR pipe, AWWA Manual M45 outlines similar proce-
dures. It is the designer’s responsibility to verify that
the procedures are applicable for other services and
piping materials. Minimum pipe stiffness for RTR pipe
shallmeet the requirementsofAWWAC950 for5%deflec-
tion. The minimum stiffness shall be determined at 5%
deflection using the apparatus and procedures of
ASTM D2412.

N-121.12.2 Installation. The pipe manufacturer’s rec-
ommendations shall be equal to or more stringent than
those described in ASTM D3839 for RTR pipe or ASTM
D2774 for thermoplastic pipe. Themanufacturer’s recom-
mendations shall be followed.

PART 6
SYSTEMS

N-122 DESIGN REQUIREMENTS PERTAINING TO
SPECIFIC PIPING SYSTEMS

The use of nonmetallic piping materials and compo-
nents, under the scope of this Appendix, shall be
limited to those services and conditions stated in
para. 100.1.2 or specifically permitted in this section.
In addition
(a) nonmetallic materials shall not be used under

severe cyclic conditions unless it can be demonstrated
that the materials are suitable for the intended service
in accordance with para. N-104.7.
(b) these materials shall be appropriately protected

against transient or operating temperatures and pres-
sures beyond design limits, and shall be adequately
protected against mechanical damage.

Table N-119.6.2-1
Modulus of Elasticity, Nonmetals

Material Description
E, ksi (73.4°F)
[Note (1)]

E, MPa (23°C)
[Note (1)]

Thermoplastics
PVC Type 1120 420 2895
PVC Type 2116 360 2485
CPVC 4120 420 2895

PE2708 100 690
PE3608 125 860
PE3708 125 860
PE3710 125 860
PE4708 130 897
PE4710 130 897

Polypropylene 120 825
Polypropylene — random 201 1386
Poly(vinylidene chloride) 100 690
Poly(vinylidene fluoride) 194 1340

Thermosetting Resins, Axially Reinforced
Epoxy-glass, centrifugally cast 1,200–1,900 8275–13100
Epoxy-glass, filament-wound 1,100–2,000 7585–13790
Polyester-glass, centrifugally cast 1,200–1,900 8275–13100
Polyester-glass, filament-wound 1,100–2,000 7585–13790
Polyester-glass, hand lay-up 800–1,000 5515–6895

Other
Hard rubber (Buna N) 300 2070

NOTE: (1) The modulus of elasticity values for thermosetting resin
pipe are given in the longitudinal direction; different valuesmayapply
in the circumferential or hoop direction. The modulus of elasticity
values for thermoplastic resin pipe are temperature dependent
and stress–time related. In all cases for materials listed in this
table, manufacturers shall be consulted for specific product informa-
tion.
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(c) limitations on the use or application of materials in
this Appendix apply to pressure-containing parts. They do
not apply to the use of materials for supports, linings,
gaskets, or packing.

N-122.7 Piping for Flammable or Combustible
Liquids

N-122.7.1 Polyethylene and reinforced thermosetting
resin pipe may be used for flammable or combustible
liquids inburied installations only. The fluid temperatures
shall not exceed 140°F (60°C) and pressures shall be
limited to 150 psig [1.035 MPa (gage)]. Particular care
must be exercised to prevent damage to RTR piping at
the connection to the main or other facility. Precautions
shall be taken to prevent crushing or shearing of RTR
piping due to external loading or settling of backfill
and to prevent damage or pullout from the terminal
connection resulting from thermal expansion or contrac-
tion.

RTR piping may terminate above ground and outside a
building, provided that
(a) the aboveground portion of the RTR pipe is com-

pletely enclosed in a conduit or casing of sufficient
strength to provide protection from external damage
and deterioration. Where a flexible conduit is used, the
top of the riser must be attached to a solid support.
The conduit or casing shall extend a minimum of 6 in.
(150 mm) below grade.
(b) the RTR pipe is not subjected to excessive stresses

due to external loading.

N-122.8 Piping for Flammable Gases, Toxic Gases
or Liquids, or Nonflammable Nontoxic
Gases

N-122.8.1 Polyethylene pipe may be used for natural
gas service in buried installations only. The fluid tempera-
tures shall not exceed 140°F (60°C) nor be below −20°F
(−29°C), and pressures shall be limited to 100 psig [0.690
MPa (gage)]. Pipe joints shall be heat fused in accordance
with a Bonding Procedure Specification meeting the re-
quirements of para. N-127.

N-122.9 Piping for Corrosive Liquids and Gases

N-122.9.1 For nonmetallic piping used to convey
corrosive or hazardous liquids or gases in accordance
with para. 122.9, the design shall meet the requirements
of para. N-104.7.2, in addition to the materials limitation
requirements of para. N-124.9.

N-122.9.2 Abovegroundnonmetallic piping conveying
corrosive or hazardous fluids shall be installed in a
guarded manner that will prevent damage during
construction, operation, or service.

N-122.9.3 For metallic piping lined with nonmetals
used to convey corrosive or hazardous liquids or gases
in accordance with para. 122.9, the design shall meet
the requirements of para. N-104.7.2.
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Chapter N-III
Materials

N-123 GENERAL REQUIREMENTS

Paragraph N-123 provides limitations and qualifica-
tions for materials based on their inherent properties.
The use of these materials in piping may also be
subject to requirements and limitations in other parts
of the Code.

N-123.1 Materials and Specifications

N-123.1.1 Listed Materials. Listed materials used in
pressure-containing piping shall have basic allowable
stresses and other design limits as covered in
para. N-102.3.

N-123.1.2 Unlisted Materials. Unlisted materials used
in pressure-containing piping shall have basic allowable
stresses and other design limits as covered in
para. N-102.3 or on a more conservative basis. Unlisted
materials shall be qualified in accordance with the re-
quirements of para. N-104.7.2.

N-123.1.3 Unknown Materials. Materials of unknown
specification or standard shall not be used.

N-124 LIMITATIONS ON MATERIALS

N-124.1 Temperature Limitations

The designer shall determine that materials that meet
other requirements of this Appendix are suitable for the
fluid service throughout the operating temperature range
of the systems in which the materials will be used.

N-124.1.1 Thermoplastic Piping Components.
Table N-102.2.1-1 provides hydrostatic design stresses
(HDS) and recommended temperature limits for thermo-
plastic piping components.

N-124.1.2 Laminated Reinforced Thermosetting
Resin Piping Components. Table N-102.2.1-2 provides
design stresses (DS) and recommended temperature
limits for laminated RTR piping components.

N-124.1.3 Machine-Made Reinforced Thermosetting
Resin Pipe. Table N-102.2.1-3 provides hydrostatic
design basis (HDB) at a temperature level of 73°F
(23°C) for machine-made RTR pipe.

N-124.1.4 Notes for Tables N-102.2.1-1 Through
N-102.2.1-3. The basis for setting minimum and
maximum temperatures varies with the different
tables, as noted in the Notes for each table.

N-124.1.5 Upper Temperature Limitations

(a) The maximum design temperature for a listed
material shall not exceed maximum temperatures
listed in Tables N-102.2.1-1 and N-102.2.1-2, as applica-
ble, except as provided in para. N-102.3.1.
(b ) An un l i s ted mater ia l acceptab le under

para.N-123.1.2 shall haveupper temperature limits estab-
lished in accordance with para. N-102.2.

N-124.1.6 Lower Temperature Limitations

(a) Theminimumdesign temperature for a listedmate-
rial shall not be lower than the minimum temperatures
listed in Tables N-102.2.1-1 and N-102.2.1-2, as applica-
ble, except as provided in para. N-102.3.1(a).
(b ) An un l i s ted mater ia l acceptab le under

para.N-123.1.2 shall have lower temperature limits estab-
lished in accordance with the manufacturer’s recommen-
dation but in no case less than −20°F (−29°C).

N-124.9 Installation Limitations for Nonmetallic
Piping

N-124.9.1 General

(a) Nonmetallic materials shall be guarded against
excessive temperature, shock, vibration, pulsation, and
mechanical abuse in all fluid services.
(b) Requirements in this paragraph apply to pressure-

containing parts. They do not apply to materials used for
supports, gaskets, or packing.

N-124.9.2 Thermoplastics

(a) Thermoplastics shall not be used in flammable fluid
service aboveground, unless all of the following are met:

(1) Thesizeof thepipingdoesnot exceedDN25(NPS
1).

(2) Owner’s approval is obtained.
(b) When used in other than nontoxic, nonflammable,

liquid service, thermoplastics shall be installed in a
guarded manner that will prevent damage during
construction, operation, or service.
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(c) PVCandCPVCshall notbeused in compressedair or
other compressed gas service.

N-124.9.3 Reinforced Thermosetting Resins Piping.
When used for corrosive, hazardous, or flammable
fluid service, RTR piping shall be installed in a guarded
manner that will prevent damage during construction,
operation, or service.

N-124.9.4 Reinforced Plastic Mortar (RPM) Piping.
When used in other than nontoxic, nonflammable,
liquid service, RPM piping shall be installed in a

guarded manner that will prevent damage during
construction, operation, or service.

N-125 MISCELLANEOUS MATERIALS: JOINING
AND AUXILIARY MATERIALS

When selecting materials, e.g., cements, solvents,
packing, and O-rings, for making or sealing joints, the
designer shall consider their suitability for the fluid
service.
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Chapter N-IV
Specifications and Standard Data

N-126 MATERIAL SPECIFICATIONS AND
STANDARDS

N-126.1 Standard Piping Components

Dimensions of standard piping components shall
comply with the standards and specifications listed in
Table N-126.1-1 in accordance with the requirements
of para. N-102.2.1. Abbreviations used in this Appendix
are listed in para. N-100.2.2.

N-126.2 Nonstandard Piping Components

Where nonstandard piping components are designed in
accordance with para. N-104.7, adherence to dimensional
standards of ANSI and ASME is strongly recommended
where practical. Dimensions of piping connection
threads not covered by a governing component specifica-
tion or standard shall conform to para. N-114.

N-126.3 Reference Documents

(a) The documents listed in Table N-126.1-1 may
contain references to codes, standards, or specifications
not listed in the table. Such unlisted codes, standards, or
specifications are to be used only in the context of the
listed documents in which they appear.
(b) Wheredocuments listed inTableN-126.1-1 contain

design rules that are in conflict with this Appendix, the
design rules of this Appendix shall govern.
(c) The fabrication, assembly, examination, inspection,

and testing requirements of Chapters N-V and N-VI apply
to the construction of piping systems. These requirements
are not applicable to the manufacture of material or
components listed in Table N-126.1-1 unless specifically
stated.
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Table N-126.1-1
ð22Þ Nonmetallic Material and Product Standards

Designation
[Notes (1), (2)] Standard or Specification

Nonmetallic Fittings
ASTM D2464-99ϵ1 Threaded Poly(Vinyl Chloride) (PVC) Plastic Pipe Fittings, Schedule 80
ASTM D2466-05 Poly(Vinyl Chloride) (PVC) Plastic Pipe Fittings, Schedule 40
ASTM D2467-05 Poly(Vinyl Chloride) (PVC) Plastic Pipe Fittings, Schedule 80
ASTM D2513-04a Thermoplastic Gas Pressure Pipe, Tubing, and Fittings
ASTM D2517-05 Reinforced Epoxy Resin Gas Pressure Pipe and Fittings
ASTM D2609-02 Plastic Insert Fittings for Polyethylene (PE) Plastic Pipe
ASTM D2683-04 Socket-Type Polyethylene Fittings for Outside Diameter-Controlled Polyethylene Pipe and Tubing
ASTM D2846-99ϵ1 Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Hot- and Cold-Water Distribution Systems
ASTM D3261-03 Butt Heat Fusion Polyethylene (PE) Plastic Fittings for Polyethylene (PE) Plastic Pipe and Tubing
ASTM D3309-96a(2002) Polybutylene (PB) Plastic Hot- and Cold-Water Distribution Systems
ASTM D4024-05 Machine Made “Fiberglass” (Glass-Fiber-Reinforced Thermosetting Resin) Flanges
ASTM D5685-05 “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pressure Pipe Fittings
ASTM D6041-97(2002) Contact-Molded “Fiberglass” (Glass-Fiber-Reinforced Thermosetting Resin) Corrosion Resistant Pipe and

Fittings
ASTM F437-99 Threaded Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe Fittings, Schedule 80
ASTM F438-04 Socket-Type Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe Fittings, Schedule 40
ASTM F439-05 Chlorinated Poly (Vinyl Chloride) (CPVC) Plastic Pipe Fittings, Schedule 80
ASTM F1055-98ε1 Electrofusion Type Polyethylene Fittings for Outside Diameter Controlled Polyethylene Pipe and Tubing
ASTM F1970-05 Special Engineered Fittings, Appurtenances or Valves for Use in Poly(Vinyl Chloride) (PVC) or Chlorinated

Poly(Vinyl Chloride) (CPVC) Systems
Nonmetallic Pipe and Tube Products

API 15LE-95 Polyethylene Line Pipe
API 15LP-87 Thermoplastic Line Pipe (PVC and CPVC)
API 15LR-01 Low Pressure Fiberglass Line Pipe
ASTM C14-03 Concrete Sewer, Storm Drain, and Culvert Pipe
ASTM D1527-99(2005) Acrylonitrile-Butadiene-Styrene (ABS) Plastic Pipe, Schedules 40 and 80
ASTM D1785-05 Poly(Vinyl Chloride) (PVC) Plastic Pipe, Schedules 40, 80, and 120
ASTM D2104-03 Polyethylene (PE) Plastic Pipe, Schedule 40
ASTM D2239-03 Polyethylene (PE) Plastic Pipe (SIDR-PR) Based on Controlled Inside Diameter
ASTM D2241-04b Poly(Vinyl Chloride) (PVC) Pressure-Rated Pipe (SDR Series)
ASTM D2282-99(2005) Acrylonitrile-Butadiene-Styrene (ABS) Plastic Pipe (SCR-PR)
ASTM D2310-01 Machine-Made “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pipe
ASTM D2447-03 Polyethylene (PE) Plastic Pipe, Schedules 40 and 80, Based on Outside Diameter
ASTM D2513-04a Thermoplastic Gas Pressure Pipe, Tubing, and Fittings
ASTM D2517-05 Reinforced Epoxy Resin Gas Pressure Pipe and Fittings
ASTM D2672-96a(2003) Joints for IPS PVC Pipe Using Solvent Cement
ASTM D2737-03 Polyethylene (PE) Plastic Tubing
ASTM D2774-04 Underground Installation of Thermoplastic Pressure Piping
ASTM D2846-99ε1 Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Hot- and Cold-Water Distribution Systems
ASTM D2996-01 Filament-Wound “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pipe
ASTM D2997-01 Centrifugally Cast “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pipe
ASTM D3035-03a Polyethylene (PE) Plastic Pipe (DR-PR) Based on Controlled Outside Diameter
ASTM D3309-96a Polybutylene (PB) Plastic Hot- and Cold-Water Distribution Systems
ASTM F441-02 Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe, Schedules 40 and 80
ASTM F442-99 Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe (SDR-PR)
ASTM F714-05 Polyethylene (PE) Plastic Pipe (SDR-PR) Based on Outside Diameter
ASTM F1545-97 Plastic-Lined Ferrous Metal Pipe, Fittings, and Flanges
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Table N-126.1-1
Nonmetallic Material and Product Standards (Cont’d)

Designation
[Notes (1), (2)] Standard or Specification

Nonmetallic Pipe and Tube Products (Cont’d)
ASTM F2389-07ε1 Pressure-Rated Polypropylene (PP) Piping Systems
*AWWA C900-97 Polyvinyl Chloride (PVC) Pressure Pipe, 4 in. Through 12 in., for Water Distribution
AWWA C906-99 Polyethylene (PE) Pressure Pipe and Fittings, 4 in. (100 mm) Through 63 in. (1,575 mm), for Water

Distribution and Transmission
*AWWA C950-01 Fiberglass Pressure Pipe

Miscellaneous
*ASME B16.40-2008 Manually Operated Thermoplastic Gas Shutoffs and Valves in Gas Distribution Systems
*ASME NM.1-2020 Thermoplastic Piping Systems
*ASME NM.2-2020 Glass-Fiber-Reinforced Thermosetting-Resin Piping Systems
*ASME NM.3.1-2020 Nonmetallic Materials, Part 1 — Thermoplastic Material Specifications
*ASME NM.3.2-2020 Nonmetallic Materials, Part 2 — Reinforced Thermoset Plastic Material Specifications
*ASME NM.3.3-2020 Nonmetallic Materials, Part 3 — Properties
ASTM C301-04 Standard Test Methods for Vitrified Clay Pipe
ASTM C582-02 Contact-Molded Reinforced Thermosetting Plastic (RTP) Laminates for Corrosion-Resistant Equipment
ASTM D883-00 Standard Terminology Relating to Plastics
ASTM D1600-99 Standard Terminology for Abbreviated Terms Relating to Plastics
ASTM D2235-04 Solvent Cement for Acrylonitrile-Butadiene-Styrene (ABS) Plastic Pipe and Fittings
ASTM D2412-02 Determination of External Loading Characteristics of Plastic Pipe by Parallel-Plate Loading
ASTM D2564-04 Solvent Cements for Poly(Vinyl Chloride) (PVC) Plastic Piping Systems
ASTM D2657-03 Heat Fusion Joining of Polyolefin Pipe and Fittings
ASTM D2837-04 Obtaining Hydrostatic Design Basis for Thermoplastic Pipe Materials or Pressure Design Basis for

Thermoplastic Pipe Products
ASTM D2855-96(2005) Making Solvent-Cemented Joints With Poly(Vinyl Chloride) (PVC) Pipe and Fittings
ASTM D2924-01 External Pressure Resistance of “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pipe
ASTM D2992-01 Obtaining Hydrostatic or Pressure Design Basis for “Fiberglass” (Glass-Fiber-Reinforced

Thermosetting-Resin) Pipe and Fittings
ASTM D3139-98(2005) Joints for Plastic Pressure Pipes Using Flexible Elastomeric Seals
ASTM D3839-02ε1 Underground Installation of “Fiberglass” (Glass-Fiber-Reinforced Thermosetting-Resin) Pipe
ASTM F336-02 Design and Construction of Nonmetallic Enveloped Gaskets for Corrosive Service
ASTM F412-07 Standard Terminology Relating to Plastic Piping Systems
ASTM F493-04 Solvent Cements for Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe and Fittings
ASTM F1290-98a Electrofusion Joining Polyolefin Pipe and Fittings
ASTM F1498-00ε1 Taper Pipe Threads 60° for Thermoplastic Pipe and Fittings
AWWA M23-02 PVC Pipe — Design and Installation
AWWA M45-05 Fiberglass Pipe Design
MSS SP-122-2005 Plastic Industrial Ball Valves
PPI TR-4/2006B Plastics Pipe Institute (PPI) Listing of Hydrostatic Design Basis (HDB), Hydrostatic Design Stress (HDS),

Strength Design Basis (SDB), Pressure Design Basis (PDB) and Minimum Required Strength (MRS)
Ratings for Thermoplastic Piping Materials or Pipe

PPI TR-9/2002 Recommended Design Factors and Design Coefficients for Thermoplastic Pressure Pipe
PPI TR-21/2001 Thermal Expansion and Contraction in Plastics Piping Systems

NOTES:
(1) An asterisk (*) preceding the designation indicates that the standard has been approved as an American National Standard by the American

National Standards Institute.
(2) Numbers in parentheses are reapproval dates.
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Chapter N-V
Fabrication, Assembly, and Erection

N-127 BONDING PLASTIC JOINTS

N-127.1 General

N-127.1.1 Bonded joints that conform to this Chapter
may be used in accordance with para. N-111.

N-127.1.2 Production joints shall be made only in
accordance with a written Bonding Procedure Specifica-
tion (BPS) that has been qualified in accordance with
para. N-127.5.

N-127.1.3 Production joints shall be made only by
qualified bonders or bonding operators who have satis-
factorily passed a performance qualification test that has
been performed in accordance with a written BPS, in
accordance with para. N-127.5.

N-127.1.4 Qualification in one BPS does not qualify a
bonder or bonding operator for any other bonding proce-
dure.

N-127.1.5 Bonding materials that have been deterio-
rated by exposure to air or prolonged storage, or that will
not spread smoothly, shall not be used.

N-127.1.6 Longitudinal joints are not within the scope
of this paragraph.

N-127.1.7 Joint Identification. Each qualified bonder
and bonding operator shall be assigned an identification
symbol. Unless otherwise specified in the engineering
design, each pressure-containing bond or adjacent area
shall be stenciled or otherwise suitably marked with
the identification symbol of the bonder or bonding
operator. Identification stamping shall not be used and
any marking paint or ink shall not be detrimental to
the piping material. In lieu of marking the bond, appro-
priate records shall be filed.

N-127.5 Qualification

N-127.5.1 General. Qualification of the BPS to be used,
andof theperformanceof bonders andbondingoperators,
is required. The BPS shall specify, for both the bonding
operation and qualification testing requirements, all
required materials, including material storage require-
ments; the fixtures and tools required, including the
care and handling of tools; the environmental (e.g.,
temperature and humidity) requirements for all opera-
tions, including the methods required for measurement;

joint preparation requirements; dimensional require-
ments and tolerances; cure time; protection of work re-
quirements; tests and examinations other than those
required by para. N-127.5.3(c)(2); and acceptance criteria
for the completed test assembly.

N-127.5.2 Bonding Responsibility. An employer of
bonding personnel is responsible for the bonding done
by members of his/her organization and, except as
provided in para. N-127.5.3, shall conduct the required
performance qualification tests to qualify BPSs and the
bonders or bonding operators.

N-127.5.3 Qualification by Others

(a) BPS. Each employer (e.g., piping fabricator or
erector) shall be responsible for qualifying any BPS
that personnel of his/her organization will use. Subject
to the specific approval of the owner, a BPS qualified
by others may be used if the following conditions apply:

(1) The owner, or his/her agent, accepts that the
proposed qualified BPS has been prepared and executed
bya responsible recognizedorganizationwithexpertise in
the field of bonding.

(2) The employer accepts both the BPS and Proce-
dure Qualification Record (PQR) by signature as his/her
own.

(3) The employer has at least one bonder, currently
employed, who has satisfactorily passed a performance
qualification test using the proposed qualified BPS.
(b) Bonding Performance Qualification. An employer

shall not accept a performance qualification test made
by a bonder or bonding operator for another employer
without the owner’s specific approval. If approval is
given, acceptance is limited to performance qualification
tests on piping using the same or an equivalent BPS. The
employer accepting such performance qualification tests
shall obtain a copyof thePQR from theprevious employer,
showing the name of the piping employer by whom
bonders or bonding operators were qualified, the dates
of such qualification, and the date the bonder or
bonding operator last assembled pressure piping
under the previous performance qualification.
(c) Qualification tests for the bonding procedure and

operatorperformanceshall complywith the requirements
of the BPS and the following:
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(1) A test assembly shall be fabricated in accordance
with theBPS. The test assembly shall consist of at least one
pipe-to-pipe joint and one pipe-to-fitting joint. The size of
the pipe used for the test assembly shall be as follows:

(-a) When the largest size to be joined (within the
BPS) is NPS 4 (DN 100) or smaller, the test assembly shall
be the same NPS as the largest size to be joined.

(-b) When the largest size to be joined within the
BPS is greater thanNPS4 (DN100), the test assembly shall
bemade of piping components either NPS 4 (DN 100) or a
minimum of 25% of the NPS of the largest piping compo-
nent to be joined, whichever is larger.

(2) The test assembly shall be subjected to one of the
following qualification test operations:

(-a) When the test assembly has been cured, it
shall be subjected to a hydrostatic pressure test of the
maximum of either 150 psig [1.035 MPa (gage)] or 1.5
times an equivalent allowable pressure, which shall be
calculated using the least nominal wall thickness and
outside diameter of the pipe in the test assembly. This
pressure shall be determined using the equation in
para. N-104.1.2(a) for the test material. The test shall
be conducted so that the joint is loaded in both the circum-
ferential and longitudinal directions. Joints shall not leak
or separate when tested.

(-b) When a test assembly is joined by heat fusion,
the fusion joints may be tested by cutting a minimum of
three coupons containing the joint and bending the strips
using a procedure that shall be defined in the BPS. As a
minimum requirement, the test strips shall not break
when bent a minimum of 90 deg, at ambient temperature,
over an inside bend radius of 1.5 times the nominal
diameter of the tested pipe.
(d) Performance Requalification
(1) Renewal of a bonding performance qualification

is required when
(-a) abonderorbondingoperator hasnotused the

specific bondingprocess for aperiodof timegreater than6
months, or a specific maximum period of time otherwise
permitted in the BPS for the work

(-b) there is a specific reason to question a
bonder’s or bonding operator’s ability to make bonds
that meet the BPS

(2) Renewal of a bonding performance qualification
for a specific bondingprocessmaybemade in only a single
test assembly.

N-127.6 Qualification Records

An erector using bonders or bonding operators shall
maintain a record of the procedures used and of operators
employed by him/her who are qualified in these proce-
dures.

N-127.7 Thermoplastic Pipe Joints
N-127.7.1 Solvent-Cemented Joints

(a) Preparation.PVCandCPVC surfaces to be cemented
shall be cleaned by wiping with a clean cloth moistened
with acetoneormethylethyl ketone. Cleaning forABS shall
conform to ASTM D2235. Cuts shall be free of burrs and
circumferential cuts shall be as square as those obtained
by theuseof a sawwithamiterboxora square-endsawing
vise. A slight interference fit between the pipe and a fitting
socket is preferred, and thediametral clearancebetweena
pipe and the entrance of a mating socket shall not exceed
0.04 in. (1.0 mm). This fit shall be checked before solvent
cementing.
(b) Procedure. Joints shall bemade inaccordancewith a

qualified BPS. ASTM D2855 provides a suitable basis for
such a procedure. Solvent cements for PVC, CPVC, andABS
shall conform to ASTM D2564, ASTM D2846, and ASTM
D2235, respectively. Cement shall be sufficient to produce
a small continuous fillet of cement at the outer limits of the
joints. See Figure N-127.7.1-1.
(c) Branch Connections. For branch connections not

using a tee, a manufactured full reinforcement saddle
with an integral branch socket shall be solvent cemented
to the run pipe over its entire contact surface.
(d) Limitations on Imperfections. Imperfections

exceeding the following limitations are considered
defects and shall be repaired and reexamined in accor-
dance with para. N-127.7.3:

(1) protrusion of dried cement exceeding 50% of
pipe wall thickness into the bore of the pipe

(2) unfilled or unbonded areas in a joint, as indicated
by the lack of interruption of the continuous fillet noted in
(b)

Figure N-127.7.1-1
Solvent-Cemented Joint
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N-127.7.2 Heat and Fusion Joints

(a) Preparation.Surfaces tobeheat fused together shall
be cleaned of any foreign material. Cuts shall be free of
burrs, and circumferential cuts shall be as square as
those obtained by the use of a saw with a miter box or
a square-end sawing vise.
(b) Procedure. Joints shall bemade inaccordancewitha

qualified FPS (Fusion Procedure Specification) that meets
the applicable requirements of ASME BPVC, Section IX,
Part QF. For socket fusion and saddle fusion joints not
addressed in Part QF, ASTM D2657 provides a basis
for FPS development. Both surfaces to be joined shall
be uniformly heated to produce a continuous homoge-
neous bond between them. This will produce a small
continuous fillet of fused material at the outer limits of
the joints. See Figure N-127.7.2-1.

(c) Branch Connections. Branch connections shall be
made only with the use of molded fittings in sizes that
are commercially available.
(d) Limitations on Imperfections. Imperfections

exceeding the following limitations are considered
defects and shall be repaired and reexamined in accor-
dance with para. N-127.7.3:

(1) protrusion of fused material exceeding 25% of
the pipe wall thickness into the bore of the pipe

(2) unfilled or unbonded areas in a joint as indicated
by the lack or interruption of the continuous fillet noted in
(b)

N-127.7.3 Electrofusion Joints

(a) Preparation.Surfaces tobeheat fused together shall
be cleaned of all foreign material.
(b) Procedure. Joints shall bemade inaccordancewitha

qualified FPS that meets the requirements of ASME BPVC,
Section IX, Part QF. See Figure N-127.7.3-1.

N-127.7.4 Repair of Defects.Defectivematerial, joints,
and other workmanship in piping that fail to meet the re-
quirements of Chapters N-III and N-V, and of the engi-
neering design, shal l be repaired or replaced.
Limitations on imperfections, and the method and
extent of the required examination of repairs and replace-
ments, shall be the same as for the original work.

N-127.8 FRP Pipe Joints
N-127.8.1 Thermosetting Resin Joints

(a) Preparation. Cutting of pipe and preparation of
bonding surfaces shall be done as recommended by
the manufacturer, without chipping or cracking of the
cut ends, particularly the inner surface of centrifugally

Figure N-127.7.2-1
Heat Fusion Joints

(a) Socket Joint (b) Butt Joint

Figure N-127.7.3-1
Thermoplastic Electrofusion Joints

(c) Saddle(b) Butt(a) Coupling

Coupling

Wire
  coils

Wire
  coils

Wire
  mat

Saddle 
  tapping tee
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cast pipe. Pipe may be preheated, if necessary, to comply
with the above requirements. Cuts shall be free of burrs,
and circumferential cuts shall be as square as required by
the purchaser’s specifications or the recommendations of
the manufacturer, whichever requires the closer square-
ness. For branch connections, holes in the run pipemay be
made with a hole saw. Mold-release agent, and any other
material that may interfere with adhesion, shall be
removed from surfaces to be bonded.
(b) Joining Procedures
(1) Socket and Spigot Joints. Joints shall be made in

accordance with a qualified BPS based on the manufac-
turer’s recommended procedure. Application of adhesive
to the surfaces to be joined and assembly of those surfaces
shall produce a continuous bond between them. Cut ends
of the pipe and edges of the laminate fabric shall be sealed
to prevent fluid penetration of the pipe wall or the lami-
nate material. See Figure N-127.8.1-1.

(2) Butt-and-Wrap Joints. Joints shall be made in
accordance with a qualified BPS. The general procedures
inASTMC582, Contact-MoldedReinforcedThermosetting
Plastic (RTP) Laminated for Corrosion Resistant Equip-
ment, provide a suitable basis for the development of
such a procedure. Application of plies of reinforcement,
saturatedwith catalyzed resin, to the surfaces to be joined
shall produceacontinuousstructurewith the surfaces.Cut
ends shall be sealed as required in (1). See Figure
N-127.8.1-1.
(c) Branch Connections. Branch connections shall be

made using a manufactured tee fitting or a full reinforce-
ment saddle having suitable provisions for joining as in
(b). Thecut edgesof anyhole in the runpipe shall be sealed
with adhesive at the time the saddle is bonded to the run
pipe.

(d) Limitations on Imperfections. Imperfections
exceeding the following limitations are considered
defects and shall be repaired and reexamined in accor-
dance with para. N-127.7.3:

(1) protrusion of adhesive exceeding 25% of pipe
wall thickness into the bore at the bottom of a socket,
or inside a branch connection

(2) unfilled or unbonded areas in the joint

N-127.8.2 Repair of Defects.Defectivematerial, joints,
and other workmanship in piping that fail to meet the re-
quirements of Chapter N-III and this Chapter, and of the
engineering design, shall be repaired or replaced. Limita-
tions on imperfections, and the method and extent of the
required examination of repairs and replacements, shall
be the same as for the original work.

N-127.9 Welding of Metallic Piping Lined With
Nonmetals

Welding is not permitted on lined components in the
field. Welding performed by the manufacturer to
produce pipe, fittings, and flanges to be used in an elas-
tomeric-lined piping system shall conform to the require-
ments of ASMEBPVC, Section IX and shall be performed so
as to maintain the continuity of the lining and its service-
ability.

N-129 BENDING AND FORMING

N-129.1 Bending

N-129.1.1 Pipe Bending. Flattening of a bend is defined
as the difference between the maximum and minimum
outside diameters, at any cross section, expressed as a
percentage of the nominal outside diameter. Flattening
shall not exceed 8% for pipe exposed to internal pressure.
For pipe under external pressure, flattening shall not
exceed 3%. The thickness after bending shall be not
less than that required in para. N-104.2.

N-129.1.2 Bending Methods. Pipe may be bent by any
suitable hot or cold method permissible by radii limita-
tions and material characteristics of the pipe being bent.
Hot bending shall be done within a temperature range
consistent with material characteristics, end-use require-
ments, and the pipe manufacturer’s recommendations.

N-129.2 Component Forming

Piping components may be formed by any suitable hot
or cold method permissible by the characteristics of the
material being formed. Forming shall be done within a
temperature rangeconsistentwith thematerial character-
istics, end-use requirements, and the component manu-
facturer’s recommendations. The thickness after forming
shall be not less than that required by the engineering
design.

Figure N-127.8.1-1
Thermosetting Resin Joints

(a) Overwrapped
Bell and Spigot Joint

(b) Butt-and-Wrap
Joint
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N-135 ASSEMBLY AND ERECTION

N-135.1 General

The assembly and erection of nonmetallic piping
systems shall comply with the requirements of
para. 135 and this Chapter. In addition
(a) when assembling nonmetallic flanges, flat washers

shall be used under all bolt heads and nuts. The specified
maximum bolt torque shall not be exceeded.
(b) full circumferencewrenches shall beused to tighten

threaded pipe joints. Tools and other devices used to hold
or apply forces to the pipe shall be such that pipe surfaces
are not scored or deeply scratched. For thermosetting
resin piping, threads shall be coated with sufficient adhe-
sive to cover the threads and completely fill the clearance
between the pipe and fittings.

N-135.3 Bolted Flanged Connections

N-135.3.5 Flaring of Nonmetallic Linings. The provi-
sions of this paragraph apply to metallic pipe lined with
plastic or other flexiblematerial. To prevent the fluid from
contacting the metallic piping where the lining must be
interrupted at a field-installed flanged joint, the metal
piping shall be trimmed so that the end of the lining
projects beyond the face of the flange. The projecting
lining shall then be flared back so that it covers a
portion of the flange face, in a manner similar to a lap
joint. When the flange is made up, the corresponding
flared ends shall be pressed together, forming a seal.
(a) This paragraph applies only to the flaring of linings

in pipe that has previously been lined with nonmetals.
(b) Flaring that conforms to this paragraph may be

used in accordance with para. N-115(b).
(c) Flaring shall be performed only in accordance with

awritten flaringprocedure specification, andonlybyqual-
ified operators who have appropriate training or experi-
ence in the use of the applicable flaring procedures.
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Chapter N-VI
Examination, Inspection, and Testing

N-136 GENERAL

The general requirements of Chapter VI with regard to
visual examination and leak testing are basically applica-
ble to nonmetallic piping systems.

N-136.1ð22Þ Inspection

Inspection as discussed in para. 136.1.1 applies to
piping covered by this Appendix.

N-136.3 Examination

N-136.3.1 General. Examination denotes the functions
performed by the manufacturer, fabricator, erector, or a
party authorized by the owner. Nondestructive examina-
tions (NDE) shall be by visual examination and other
methods suitable for the type of nonmetallic piping
being examined. Thedegreeof examination and theaccep-
tance standards beyond the requirements of this Code
shall be a matter of prior agreement between the manu-
facturer, fabricator, or erector and the owner.

N-136.3.2 Qualification of NDE Personnel. Personnel
who perform nondestructive examination of bonds shall
be qualified and certified for each examination method in
accordancewith a programestablished by their employer.
The program shall be based on the following minimum
requirements:
(a) instruction in the fundamentals of the nondestruc-

tive examination method.
(b) on-the-job training to familiarize the NDE person-

nel with the appearance and interpretation of indications
of bond defects. The length of time for such training shall
be sufficient to ensure adequate assimilation of the knowl-
edge required.
(c) an eye examination, performed at least once each

year, to determine optical capability of NDE personnel to
perform the required examination.
(d) upon completion of (a) and (b), the NDE personnel

shall be given an oral or written examination and perfor-
mance examination by the employer, to determine if the
NDE personnel are qualified to perform the required ex-
amination and interpretation of results.
(e) certified NDE personnel whose work has not

included performance of a specific examination method
for a period of 1 yr ormore shall be recertified by success-
fully completing the examination of (d) and also passing

thevisual examinationof (c). Substantial changes inproce-
dures or equipment shall require recertification of NDE
personnel.

N-136.3.3 Extent of Required Examination. When
visual examination reveals a defect requiring repair
(a) two additional examinations of the same type shall

bemadeof the samekindof item(if of abond, othersby the
same bonder or bonding operator) and
(b) if the additional items examined as required by (a)

are acceptable, the item requiring repair shall be replaced
or repaired and reexamined to meet the requirements of
the Code, and all items represented by this additional ex-
amination shall be accepted, or
(c) if either of the items examined as required by (a)

reveals a defect, two additional items shall be examined,
and
(d) if the additional items examined as required by (c)

areacceptable, the itemsrequiring repair shall be replaced
or repaired and reexamined to meet the requirements of
the Code, and all items represented by this additional ex-
amination shall be accepted, or
(e) if either of the additional items examined as

required by (c) reveals a defect, all comparable items
shall be replaced or they shall be fully examined, and
all items requiring repair shall be repaired and reexam-
ined to meet the requirements of the Code

N-136.4 Examination Methods
N-136.4.1 Nondestructive Examination

(a) Piping shall be examined at least to the extent
required herein, or to any greater extent specified in
the engineering design.

(1) Visually examine at least 5% of fabrication. For
bonds (joints), each bonder or bonding operator’s work
shall be represented and shall include each type of bond
for each bonder or bonding operator.

(2) Visually examine 100% of fabrication for bonds,
other than circumferential bonds, and other than those in
componentsmade tomaterial specifications recognized in
this Code.

(3) Perform a random visual examination of the
assembly of threaded, bolted, and other joints to
satisfy the inspector that these conform to the require-
ments of para. N-135.

ASME B31.1-2022

305

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 314 of 382



(4) Perform a random visual examination during
erection of piping, including checking of alignment and
supports.

(5) Examine erected piping for evidence of damage
that would require repair or replacement and for other
deviations from the design.
(b) Minimum acceptance criteria shall be as indicated

in Table N-136.4.1-1.
(c) The inspector shall be assured, by examination of

certifications, records, or other evidence, that the mate-
rials and components are of the specified grades and that
they have received the required examination and testing.
(d) Whenexamination reveals a defect requiring repair
(1) two additional examinations of the same type

shall be made of the same kind of item (if of a bond,
others by the same bonder or bonding operator), and

(2) if the additional items examined as required by
(1) are acceptable, the item requiring repair shall be
replaced or repaired and reexamined tomeet the require-
ments of the Code, and all items represented by this addi-
tional examination shall be accepted, or

(3) if either of the items examined as required by (1)
reveals a defect, two additional items shall be examined,
and

(4) if the additional items examined as required by
(3) are acceptable, the items requiring repair shall be
replaced or repaired and reexamined tomeet the require-
ments of the Code, and all items represented by this addi-
tional examination shall be accepted, or

(5) if either of the additional items examined as
required by (3) reveals a defect, all comparable items
shall be replaced or they shall be fully examined, and
all items requiring repair shall be repaired and reexam-
ined to meet the requirements of the Code

N-136.4.2 Visual Examination

(a) Visual examination consists of observation of the
portion of components, joints, and other piping elements
that are, or can be, exposed to view before, during, or after
manufacture, fabrication, assembly, erection, inspection,
or testing.
(b) Visual examination shall be performed in accor-

dance with ASME BPVC, Section V, Article 9.

N-137 PRESSURE TESTS

Leak tests, when specified, shall be performed in accor-
dance with para. 137.

Table N-136.4.1-1
Acceptance Criteria for Bonds

Kind of Imperfection
Thermoplastic RTR and RPM [Note (1)],

Adhesive CementedSolvent Cemented Heat Fusion
Cracks Not applicable Not applicable Not applicable
Unfilled areas in joint None permitted None permitted None permitted
Unbonded areas in joint None permitted None permitted None permitted
Inclusions of charred material Not applicable Not applicable Not applicable
Unfused filler material inclusions Not applicable Not applicable Not applicable
Protrusion of material into pipe bore, % of pipe wall thickness Cement, 50% Fused material, 25% Adhesive, 25%

NOTE: (1) RTR = reinforced thermosetting resin; RPM = reinforced plastic mortar.
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MANDATORY APPENDIX O
USE OF ALTERNATIVE ULTRASONIC ACCEPTANCE CRITERIA

O-1 GENERAL

This Appendix provides alternative ultrasonic fracture
mechanics–based acceptance criteria thatmay be used for
Code piping welds in lieu of those described in
para. 136.4.6(b).

O-2 SCOPE

(a) The examination shall be conducted using auto-
mated or semiautomated techniques using computer-
based data acquisition.
(b) The examination shall be performed in accordance

with a written procedure approved by UT (ultrasonic
testing) Level III personnel and conforming to the require-
ments of ASME BPVC, Section V, Article 4, Mandatory
Appendix VIII and

(1) forphasedarray—ASMEBPVC, SectionV,Article
4, Mandatory Appendix V

(2) for time of flight diffraction (TOFD) — ASME
BPVC, Section V, Article 4, Mandatory Appendix III
(c) Procedure qualification shall meet the require-

ments of ASME BPVC, Section V, Article 4, Mandatory
Appendix IX.

O-3 EQUIPMENT

A mechanical guided scanner capable of maintaining a
fixed and consistent search unit position relative to the
weld centerline shall be used.

O-4 PERSONNEL

(a) Personnel performing nondestructive examination
to the requirements of thisAppendix shall be qualified and
certified in the ultrasonic method in accordance with a
procedure or program as described in ASME BPVC,
Section V, Article 1, T-120(e) or T-120(f), and T-120(g).
(b) Setup and scanning of welds shall be performed by

personnel certified as UT Level II or Level III (or by Level I
personnel under the direct supervision of Level II or Level
III personnel).
(c) Interpretation and evaluation of data shall be

performed by NDE Level II or Level III personnel.
(d) Personnel demonstration requirements shall be as

stated in ASME BPVC, Section V, Article 4, Mandatory
Appendix VIII.

O-5 EXAMINATION

(a) The initial straight-beam scan for reflectors that
could interfere with the angle-beam examination shall
be performed manually, as part of a previous manufac-
turing process, or during the weld examination, provided
detection of these reflectors is included in the demonstra-
tion as required in para. O-2(c).
(b) The examination area shall include the volume of

the weld plus the lesser of 1.0 in. (25mm) or t of the adja-
cent base material. Alternatively, the examination volume
may be reduced to include the actual heat-affected zone
(HAZ) plus 0.25 in. (6 mm) of base material beyond the
HAZ on each side of the weld, provided the extent of the
weld HAZ is measured and documented.

O-6 DATA RECORDING

Data shall be recorded in theunprocessed formas speci-
fied in ASME BPVC, Section V, Article 4, V-471.6. The data
record shall include the complete examination area as
specified in para. O-5(b).

O-7 DATA ANALYSIS

(a) Reflectorsexceeding the limitsbelowshall be inves-
tigated to determine whether the indication originates
from a discontinuity or is a geometric indication in accor-
dance with (b).

(1) For amplitude-based techniques, the location,
amplitude, and extent of all reflectors that produce a
response greater than 20% of the reference level shall
be evaluated.

(2) For non-amplitude-based techniques, the loca-
tion and extent of all images that have an indicated
length greater than 0.16 in. (4.0mm) shall be investigated.
(b) Ultrasonic indications of geometric and/or metal-

lurgical origin shall be classified as specified in ASME
BPVC, SectionV, Article 4, T-481. Alternatively, other tech-
niques or NDEmethods may be used to classify an indica-
tion as geometric (such as alternative beam angles and
radiography). The method employed is for information
only to classify the indication as geometric, and ASME
B31.1 requirements for examination techniques are
only required to the extent they are applicable.
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O-8 DISCONTINUITY EVALUATION

(a) Discontinuity Dimensions. The dimension of each
discontinuity shall be determined by the rectangle that
fully contains the area of that discontinuity. (Refer to
Figure O-8-1.)

(1) The length, ℓ, of the discontinuity shall be drawn
parallel to the inside pressure-retaining surface of the
component.

(2) The height, h, of the discontinuity shall be drawn
normal to the inside pressure-retaining surface of the
component.

(3) The discontinuity shall be characterized as a
surface or subsurface discontinuity, as shown in
Figure O-8-1.

(4) A subsurface indication shall be considered as a
surface discontinuity if the separation (S in Figure O-8-1)
of the indication from the nearest surface of the compo-
nent is equal to or less than half the through-wall dimen-
sion [h in Figure O-8-1, illustration (b)] of the subsurface
indication.

(b) Multiple Discontinuities
(1) Discontinuous indications that are oriented

primarily in parallel planes shall be considered to lie
in a single plane if the distance between the adjacent
planes is less than or equal to 0.50 in. (13 mm) or
0.5t, whichever is less.

(2) If the space between two indications aligned
along the axis of weld is less than the height of the indica-
tion of greater height, the two discontinuities shall be
considered a single discontinuity.

(3) If the space between two indications aligned in
the through-thickness dimension is less than the height of
the indication of greater height, the two indications shall
be considered a single discontinuity.

O-9 DISCONTINUITY ACCEPTANCE CRITERIA

Discontinuities shall be evaluated using the applicable
criteria of Tables O-9-1 through O-9-3. Regardless of
discontinuity height or aspect ratio, discontinuity
length shall not exceed 4t.

Figure O-8-1
ð22Þ Surface and Subsurface Indications

Surface Indications

 (c) Subsurface Indications

(a) (b)

S [Note (1)]

S [Note (2)]

h

h

h

l

tt

l
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l

l

NOTES:
(1) S ≤ 0.5h.
(2) S > 0.5h.
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Table O-9-1
Discontinuity Acceptance Criteria

for Weld Thickness Under 1.0 in. (25 mm)

Discontinuity h/t ℓ
Surface 0.100 or less 0.25 in. (6.4 mm) or less
Subsurface 0.286 or less 0.25 in. (6.4 mm) or less

GENERAL NOTES:
(a) t is the thickness of the weld excluding any allowable reinforce-

ment. For abutt joint joining twomembershaving different thick-
nesses at the joint, t is the thinner of the two thicknesses joined. If
a full penetration weld includes a fillet weld, the effective throat
dimension of the fillet weld shall be included in t.

(b) A discontinuity is considered rejectable if its dimensions exceed
the h/t value or the ℓ value in this table.

Table O-9-2
Surface Discontinuity Acceptance Criteria

for Weld Thickness 1.0 in. (25 mm) and Over

Aspect Ratio, h/ℓ

Maximum h/t for Weld Thickness

1.0 in. to 2.5 in.
(25 mm to
64 mm)

Over 2.5 in. to
Under 3.9 in.
(64 mm to
100 mm)

3.9 in. to
11.8 in.

(100 mm to
300 mm)

0.00 0.031 [Note (1)] 0.019
0.05 0.033 [Note (1)] 0.020
0.10 0.036 [Note (1)] 0.022
0.15 0.041 [Note (1)] 0.025
0.20 0.047 [Note (1)] 0.028

0.25 0.055 [Note (1)] 0.033
0.30 0.064 [Note (1)] 0.038
0.35 0.074 [Note (1)] 0.044
0.40 0.083 [Note (1)] 0.050
0.45 0.085 [Note (1)] 0.051
0.50 0.087 [Note (1)] 0.052

GENERAL NOTES:
(a) t is the thickness of the weld excluding any allowable reinforce-

ment. For abutt joint joining twomembershaving different thick-
nesses at the joint, t is the thinner of the two thicknesses joined. If
a full penetration weld includes a fillet weld, the effective throat
dimension of the fillet weld shall be included in t.

(b) The aspect ratio (h/ℓ) used may be determined by rounding the
calculated h/ℓ down to the nearest 0.05 increment value within
the column, or by linear interpolation.

(c) Regardless of discontinuity height or aspect ratio, discontinuity
length shall not exceed 4t.

NOTE: (1) For intermediate thicknesses, t [weld thicknesses between
2.5 in. and 3.9 in. (64 mm and 100 mm)], linear interpolation is
required to obtain h/t values.

Table O-9-3
Subsurface Discontinuity Acceptance Criteria
for Weld Thickness 1.0 in. (25 mm) and Over

Aspect Ratio, h/ℓ

Maximum h/t for Weld Thickness

1.0 in. to 2.5 in.
(25 mm to
64 mm)

Over 2.5 in. to
Under 3.9 in.
(64 mm to
100 mm)

3.9 in. to
11.8 in.

(100 mm to
300 mm)

0.00 0.068 [Note (1)] 0.040
0.10 0.076 [Note (1)] 0.044
0.20 0.086 [Note (1)] 0.050
0.30 0.098 [Note (1)] 0.058
0.40 0.114 [Note (1)] 0.066

0.50 0.132 [Note (1)] 0.076
0.60 0.156 [Note (1)] 0.088
0.70 0.180 [Note (1)] 0.102
0.80 0.210 [Note (1)] 0.116
0.90 0.246 [Note (1)] 0.134
1.00 0.286 [Note (1)] 0.152

GENERAL NOTES:
(a) t is the thickness of the weld excluding any allowable reinforce-

ment. For abutt joint joining twomembershaving different thick-
nesses at the joint, t is the thinner of the two thicknesses joined. If
a full penetration weld includes a fillet weld, the effective throat
dimension of the fillet weld shall be included in t.

(b) The aspect ratio (h/ℓ) used may be determined by rounding the
calculated h/ℓ down to the nearest 0.05 increment value within
the column, or by linear interpolation.

(c) Regardless of discontinuity height or aspect ratio, discontinuity
length shall not exceed 4t.

NOTE: (1) For intermediate thicknesses, t [weld thicknesses between
2.5 in. and 3.9 in. (64 mm and 100 mm)], linear interpolation is
required to obtain h/t values.
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MANDATORY APPENDIX P
METALLIC BELLOWS EXPANSION JOINTS

P-1 GENERAL

The design requirements of this Appendix are depen-
dent on and compatible with standards of the Expansion
Joint Manufacturers Association, Inc. (EJMA Standards).

The intent of this Appendix is to set forth design, manu-
facturing, and installation requirements and considera-
tions for bellows-type expansion joints, supplemented
by the EJMA Standards. It is intended that applicable
provisions and requirements of Chapters I through VI
of this Code shall be met, except as modified herein.
This Appendix does not specify design details. The
detailed design of all elements of the expansion joint is
the responsibility of the manufacturer.

P-2 PIPING DESIGNER RESPONSIBILITIES

The piping designer shall specify the design conditions
and requirements necessary for the detailed design and
manufacture of the expansion joint, in accordance with
para. P-2.1, and the piping layout, anchors, restraints,
guides, and supports required by para. P-2.2.

P-2.1 Expansion Joint Design Conditions

The piping designer shall specify all necessary design
conditions, including those in paras. P-2.1.1 through
P-2.1.5.

P-2.1.1 Static Design Conditions. The design condi-
tions shall include any possible variations of pressure
or temperature, or both, above operating levels. Use of
a design metal temperature other than the fluid tempera-
ture for any component of the expansion joint shall be
verified by computation, using accepted heat transfer
procedures, or by test or measurement on similarly
designed equipment in service under equivalent oper-
ating conditions.

P-2.1.2 Cyclic Design Conditions. These conditions
shall include coincident pressure, temperature,
imposed end displacements, and thermal expansion of
the expansion joint itself, for cycles during operation.
Cycles due to transient conditions (start-up, shutdown,
and abnormal operation) shall be stated separately.
(See EJMA Standards, 4.12.1.5 on fatigue life expectancy,
for guidance in defining cycles.)

P-2.1.3 Other Loads. Other loads, including dynamic
effects (such as wind, thermal shock, vibration, seismic
forces, and hydraulic surge) and static loads (such as
weight of insulation, snow, and ice) shall be stated.

P-2.1.4 Fluid Properties. Properties of the flowing
medium pertinent to design requirements, such as flow
velocity anddirection for internal liners, shall be specified.

P-2.1.5 Other Design Conditions. Other conditions
that may affect the design of the expansion joint, such
as use of shrouds, external or internal insulation, limit
stops, other constraints, and connections in the body
(such as drains or bleeds), shall be stated.

P-2.2 Piping Design Requirements

P-2.2.1 General. Piping layout, anchorage, restraints,
guiding, and support shall be designed to avoid imposing
motionsand forceson theexpansion jointother than those
for which it is intended. For example, a bellows expansion
joint is not normally designed to absorb torsion. Pipe
guides, restraints, and anchorage shall conform to the
EJMA Standards. Anchors and guides shall be provided
to withstand expansion-joint thrust forces when not
self-restrained by tie-rods, hinge bars, pins, etc. (See
para. P-3.1.) Column buckling of the piping (such as
due to internal fluid pressure) shall also be considered.

P-2.2.2 Design of Anchors

(a) Main Anchors. Main anchors shall be designed to
withstand the forces and moments listed in (b) and pres-
sure thrust, defined as the product of the effective thrust
area of the bellows and the maximum pressure to which
the joint will be subjected in operation. Consideration
shall be given to the increase of pressure thrust loads
on anchors due to unrestrained expansion joints
during leak testing if supplemental restraints are not
used during the test (see para. 137.2.3). For convoluted,
omega, or disk-type joints, the effective thrust area rec-
ommendedby themanufacturer shall beused. If this infor-
mation is unavailable, the area shall be based on themean
diameter of the bellows.
(b) Intermediate Anchors. Anchors shall be capable of

withstanding the following forces and moments:
(1) those required to compress, extend, offset, or

rotate the joint by an amount equal to the calculated
linear or angular displacement
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(2) static friction of the pipe in moving on its
supports between extreme extended and contracted posi-
tions (with calculated movement based on the length of
pipe between anchor and expansion joint)

(3) operating and transient dynamic forces caused
by the flowing medium

(4) other piping forces and moments

P-3 EXPANSION JOINT MANUFACTURER
RESPONSIBILITIES

The expansion joint manufacturer shall provide the
detailed design and fabrication of all elements of the
expansion joint in accordance with the requirements of
the Code and the engineering design. This includes
(a) all piping within the end connections of the

assembly supplied by the manufacturer, including pipe,
flanges, fittings, connections, bellows, and supports or
restraints of piping
(b) specifying the need for supports or restraints

external to the assembly as required, and of the data
for their design
(c) determining design conditions for all components

supplied with the expansion joint that are not in contact
with the flowing medium

P-3.1 Expansion Joint Design

The design of bellows-type expansion joints shall be
based on recognized and accepted analysis methods
and the design conditions stated in para. P-2.1. These
joints shall be designed so that permanent deformation
of the expansion joint and pressure-restraint hardware
will not occur during leak testing. Convoluted-type
bellows shall be designed in accordance with the EJMA
Standards, except as otherwise required or permitted
herein. Design of other types of bellows shall be qualified
as required by para. 104.7.2.

P-3.1.1 Factors of Safety. The factor of safety on
squirm pressure shall be not less than 2.25. (See EJMA
Standards, 4.12.1.6 on bellows stability and squirm.)
The factor of safety on ultimate rupture pressure shall
be not less than 3.0.

P-3.1.2 Design Stress Limits. For convoluted-type
bellows, stresses shall be calculated eitherby the formulas
shown in the EJMA Standards or by othermethods accept-
able to the owner.
(a) Stresses shall be calculated in restraints (e.g, tie-

rods, hinge bars, and pins) in self-restrained expansion
joints and in the attachments of the restraining devices
to the pipe or flanges. Direct tension, compression,
bearing, and shear stresses shall not exceed the allowable
stress limits stated in para. 102.3.1. The summation of
general bending stress plus tension or compression
stress shall not exceed the stress values listed in
Mandatory Appendix A times the shape factor of the

cross section. The shape factor is the ratio of the
plastic moment to the yield moment (such as 1.5 for a
rectangular section). For attachment of restraints to
piping, see para. 121.8. Local stresses may be evaluated
using the criteria of ASME BPVC, Section VIII, Division 2,
Part 5. Compressionmembers shall be evaluated for buck-
ling in accordancewith the AISCManual of Steel Construc-
tion, Allowable Stress Design. For self-restrained
expansion joints, the restraints shall be designed to with-
stand the full design pressure thrust. Additional consid-
erations may be required where time-dependent stresses
prevail.
(b) Pressure design of pipe sections, fittings, and

flanges shallmeet the requirements of paras. 103 and 104.
(c) When the operating metal temperature of the

bellows element is in the creep range,1 the design shall
be given special consideration and, in addition to
meeting the requirements of this Appendix, shall be qual-
ified as required by para. 104.7.2.

P-3.1.3 Fatigue Analysis

(a) A fatigue analysis1 that takes into account all design
cyclic conditions shall be performed and the calculated
design cycle life shall be reported. The method of analysis
for convoluted U-shaped bellows shall be in accordance
with the EJMA Standards.
(b) Material design fatigue curves for bellows with

seams welded using an autogenous method are provided
in the EJMA Standards. The curves are for use only in
conjunction with the EJMA stress equations.
(c) Fatigue testing inaccordancewithAppendixFof the

EJMA Standards is required to develop fatigue curves for
bellows of materials other than those provided for use in
conjunction with the EJMA stress equations.
(d) When applying the fatigue curves from the EJMA

Standards, a fatigue correction factor, fc = 0.75, shall
be used.
(e) An alternative fatigue correction factor, fc, may be

used with the permission of the owner.

P-3.1.4 Limitations

(a) Expansion joint bellows shall not be constructed
from lap-welded pipe or lap-welded tubing.
(b) All pressure-containing or pressure-thrust-

restraining materials shall conform to the requirements
of Chapter III and Mandatory Appendix A.

P-3.2 Expansion-Joint Manufacture

Expansion joints shall be produced in accordance with
themanufacturer’s specification,which shall, atminimum,
include the requirements inparas. P-3.2.1 throughP-3.2.3.

1 Consideration shall be given to the detrimental effects of creep–
fatigue interaction when the operating metal temperature of the
bellows element will be in the creep range. Creep–fatigue interaction
may become significant at temperatures above 800°F (425°C) for aus-
tenitic stainless steels.
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P-3.2.1 Fabrication

(a) All welds shall be made by qualified welders or
welding operators using welding procedures qualified
as required by para. 127.5.
(b) The longitudinal seamweld in the bellows element

shall be a full penetration butt weld. Prior to forming, the
thickness of the weld shall be not less than 1.00 nor more
than 1.10 times the thickness of the bellows material.
(c) A full fillet weld may be used as a primary weld to

attach a bellows element to an adjoining piping compo-
nent.
(d) When bellows are attached directly to an adjoining

pipingcomponentbyweldingand thepipingcomponent is
P-No. 4, P-No. 5A, or P-No. 5B base metal, the attachment
weld shall be heat treated in accordance with para. 132,
except that the exemptions from heat treatment given in
para. 132.3 shall not be permitted. The holding time shall
be based on the thickness of the piping component at the
bellows attachment weld location. Examination of the
attachmentwelds shall beperformedafterheat treatment.
This heat treatment may affect bellows pressure capacity,
mechanical properties, and corrosion resistance. If the
required heat treatment is determined to be detrimental
to the bellows’ performance, the bellows shall not be
attached directly to the piping component. In that case,
the piping-component side of the weld joint shall be
buttered in accordance with ASME BPVC, Section IX,
QW-283 with appropriate filler metal, heat treated in
accordance with Table 132.1.1-1, and then welded to
the bellows.

P-3.2.2 Examination. The following are minimum
quality control requirements:
(a) Required examinations shall be in accordance with

para. 136.
(b) The bellows-tube longitudinal seam weld shall be

100% visually examined (VT) on both the inside and
outside surfaces prior to forming. Also, the longitudinal
seam weld shall be 100% examined prior to forming,
either by radiography (RT) or, for material thickness
≤3∕32 in. (2.4 mm) welded in a single pass, by liquid pene-
trant (PT) of both inside and outside surfaces. For the
purposes of this Appendix, either RT or PT is acceptable
for design with a weld joint efficiency factor, E, of 1.00
when used within the stated thickness limits.
(c) After forming, a PT examination shall be conducted

on all accessible surfaces of the longitudinal seam weld,
inside and outside. Welds attaching the bellows to the
piping, etc., shall be 100% PT examined.
(d) Acceptance criteria for RT shall be in accordance

with para. 136.4.5. Acceptance criteria for PT shall be
in accordance with para. 136.4.4. Acceptance criteria
for VT shall be that cracks, undercutting, and incomplete
penetration are not permitted.

P-3.2.3 Leak Test

(a) Each expansion joint shall receive a hydrostatic or
pneumatic shop pressure test by the manufacturer in
accordance with para. 137, except that the test pressure
shall be the lesser of that calculated by eq. (P1) or eq. (P2),
but not less than 1.5 times the design pressure. Rr in eq.
(P2) shall be based on the bellows material. When the
bellows design temperature is equal to or greater than
Tcr,2 Rr in eq. (P2) shall be replaced by SyT/Syt, where
SyT is the yield strength at the test temperature and Syt
is the yield strength at the bellows design temperature.
The test pressure shall be maintained for not less than 10
min.

=P P E E1.5 /T S t (P1)

where
E = Young’s modulus of elasticity at design tempera-

ture
Et = Young’s modulus of elasticity at test temperature
PS = limiting design pressure based on column

instability (for convoluted U-shaped bellows;
see 4.13.1 and 4.13.2 of the EJMA Standards)

PT = minimum test gage pressure

=P PR1.5T r (P2)

where
P = internal design gage pressure
Rr = ST/S, but shall not exceed 6.5
S = allowable stress at design temperature
ST = allowable stress at test temperature

(b) Expansion joints designed to resist the pressure
thrust shall not be provided with any additional axial
restraintduring the leak test.Moment restraint simulating
piping rigidity may be applied if necessary.
(c) In addition to examination for leaks and general

structural integrity during the pressure test, the expan-
sion joint shall be examined before, during, and after
the test to confirm that no unacceptable squirm has
occurred. Squirm shall be considered to have occurred
if under the internal test pressure an initially symmetrical
bellowsdeforms, resulting in lackof parallelismoruneven
spacingof convolutions. Suchdeformation shall be consid-
ered unacceptable when the maximum ratio of bellows
pitchunderpressure to thepitch before applying pressure
exceeds 1.15 for unreinforced bellows or 1.20 for rein-
forced bellows. Examination for leakage and deformation
shall be performed at a pressure not less than two-thirds
of the test pressure, after application of full test pressure.

2Tcr is the temperature 50°F (25°C) below the temperature identifying
the start of time-dependent properties listed under “Notes – Time-
Dependent Properties” in Table 1A of ASME BPVC, Section II, Part D
for the base materials joined by welding.
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(d) Examination for squirm shall be performed at full
test pressure. For safety purposes, this may be accom-
plished by remote viewing (such as by optical magnifica-
tion or video recording) of the changes in convolution
spacing with respect to a temporarily mounted dimen-

sional reference. Examination for leakage shall be
performed at a pressure not less than two-thirds of
the test pressure, after application of full test pressure.
For a pneumatic test, the precautions of para. 137.5
shall be observed.
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NONMANDATORY APPENDICES

NONMANDATORY APPENDIX II
RULES FOR THE DESIGN OF SAFETY VALVE INSTALLATIONS1

FOREWORD

ASME B31.1 contains rules governing the design, fabri-
cation, materials, erection, and examination of power
piping systems. Experience over the years has demon-
strated that these rules may be reasonably applied to
safety valve installations. Nevertheless, instances have
occurred wherein the design of safety valve installations
may not have properly and fully applied the ASME B31.1
rules. Accordingly, this Appendix to ASME B31.1 has been
prepared to illustrate and clarify the application of ASME
B31.1 rules to safety valve installations. To this end, this
Appendix presents the designer with design guidelines
and alternative design methods.

II-1 SCOPE AND DEFINITION

II-1.1 Scope

The scope of this Appendix is confined to the design of
the safety valve installations as defined in para. II-1.2. The
loads acting at the safety valve station will affect the
bending moments and stresses in the complete piping
system, out to its anchors and/or extremities, and it is
the designer’s responsibility to consider these loads.
This Appendix, however, deals primarily with the
safety valve installation, and not the complete piping
system.

The design of the safety valve installation requires that
careful attention be paid to
(a) all loads acting on the system
(b) the forces and bending moments in the piping and

piping components resulting from the loads
(c) the loading and stress criteria
(d) general design practices
All components in the safety valve installation must be

given consideration, including the complete piping
system, the connection to the main header, the safety
valve, valve and pipe flanges, the downstream discharge
or vent piping, and the system supports. The scope of this
Appendix is intended to cover all loads on all components.
It is assumed that the safety valve complies with the re-

quirementsofAmericanNational Standardsprescribedby
ASME B31.1 for structural integrity.

This Appendix has application to safety, relief, or safety
relief valve installations. For convenience, however, the
overpressure protection device is generally referred to
as a safety valve. The loads associated with relief or
safety relief valve operation may differ significantly
from those of safety valve operation, but otherwise the
rules contained herein are equally applicable to each
type of valve installation. See para. II-1.2 for definition.

This Appendix provides analytic and nomenclature
definition figures to assist the designer, and is not
intended to provide actual design layout (drains, drip
pans, suspension, air gaps, flanges, weld ends, and
other design details are not shown). Sample problems
have been provided at the end of the text to assist the
designer in application of the rules in this Appendix.

II-1.2 ð22ÞDefinitions (Valve Descriptions Follow the
Definitions Given in ASME BPVC, Section I)

closed discharge installation: an installation where the
effluent is carried to a distant spot by a discharge pipe
that is connected direct ly to the safety valve .
Figure II-1.2-1 shows a typical closed discharge system.
open discharge installation: an installation where the fluid
is discharged directly to the atmosphere or to a vent pipe
that is uncoupled from the safety valve. Figure II-1.2-2
shows a typical open discharge installation with an
elbow installed at the valve discharge to direct the
flow into a vent pipe. The values for Lo and m in
Figure II-1.2-2 are upper limits for which the rules for
open discharge systems may be used. Lo shall be
limited to a value less than or equal to 4Do; m shall be
limited to a value less than or equal to 6Do, where Do
is the outside diameter of the discharge pipe. Open
discharge systems that do not conform to these limits
shall be evaluated by the designer for the applicability
of these rules.
power-actuatedpressure-relieving valve: a relievingdevice
whosemovements to open or close are fully controlled by
a source of power (electricity, air, steam, or hydraulic).
The valve may discharge to atmosphere or to a container
at lower pressure. The discharge capacity may be affected

1Nonmandatory appendices are identified by a Roman numeral; man-
datory appendices are identified by a letter. Therefore, Roman numeral I
is not used, to avoid confusion with the letter I.
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Figure II-1.2-1
Safety Valve Installation (Closed Discharge System)
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Figure II-1.2-2
ð22Þ Safety Valve Installation (Open Discharge System)
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by the downstream conditions, and such effects shall be
taken into account. If the power-actuated pressure-
relieving valves are also positioned in response to
other control signals, the control impulse to prevent over-
pressure shall be responsive only to pressure and shall
override any other control function.
relief valve: an automatic pressure-relieving device actu-
ated by the static pressure upstream of the valve that
opens further with the increase in pressure over the
opening pressure. It is used primarily for liquid service.
safety relief valve: an automatic pressure-actuated
relieving device suitable for use either as a safety
valve or as a relief valve, depending on application.
safety valve: an automatic pressure-relieving device actu-
ated by the static pressure upstreamof the valve and char-
acterized by full opening pop action. It is used for gas or
vapor service.
safety valve installation: the safety valve installation is
defined as that portion of the system shown in
Figures II-1.2-1 and II-1.2-2. It includes the run pipe,
branch connection, inlet pipe, valve, discharge piping,
and vent pipe. Also included are the components used
to support the system for all static and dynamic loads.

II-2 LOADS

II-2.1 Thermal Expansion

Loads acting on the components in the safety valve
installation and the displacements at various points
due to thermal expansion of the piping shall be deter-
mined by analyzing the complete piping system out to
its anchors, in accordance with procedures in para. 119.

II-2.1.1 Installations With Open Discharge. For safety
valve installations with open discharge, there will be no
thermal expansion loads acting on the discharge elbow,
the valve, or the valve inlet other than that from restraint
to thermal expansion as described below. Restraint to
thermal expansion can sometimes occur due to drain
lines, or when structural supports are provided to
carry the reaction forces associated with safety valve
lift. Examples of such structural supports are shown in
Figure II-6-1, illustration (b). When such restraints
exist, the thermal expansion loads and stresses shall
be calculated and effects evaluated.

II-2.1.2 Installations With Closed Discharge. Loads
due to thermal expansion and back pressure of a
safety valve installation with a closed discharge can be
high enough to cause malfunction of the valve, excessive
leakage of the valve or flange, or overstress of other
components. The loads due to thermal expansion shall
be evaluated for all significant temperature combinations,
including the cases where the discharge piping is hot
following safety valve operation.

II-2.2 Pressure

Pressure loads acting on the safety valve installation are
important from twomain considerations. The first consid-
eration is that thepressure actingon thewalls of the safety
valve installation can causemembrane stresses that could
result in rupture of the pressure-retaining parts. The
second consideration is that the pressure effects asso-
ciated with discharge can cause high loads acting on
the system, which create bending moments throughout
the piping system. These pressure effects are covered
in para. II-2.3.

All parts of the safety valve installation must be
designed to withstand the design pressures without
exceeding the Code-allowable stresses. The branch
connection, the inlet pipe, and the inlet flanges shall be
designed for the same design pressure as that of the
run pipe. The design pressure of the discharge system
will depend on the safety valve rating and on the config-
uration of the discharge piping. The open discharge instal-
lation and the closed discharge installation present
somewhat different problems in the determination of
design pressures, and these problems are discussed in
paras. II-2.2.1 and II-2.2.2.

II-2.2.1 ð22ÞDesign Pressure and Velocity for Open
Discharge Installation Discharge Elbows and Vent
Pipes.There are severalmethods available to thedesigner
for determining the design pressure and velocity in the
discharge elbow and vent pipe. It is the responsibility
of the designer to assure himself/herself that the
method used yields conservative results. A method for
determining the design pressures and velocities in the
discharge elbowand vent pipe for opendischarge installa-
tion is shownbelowand illustrated in the sample problem.
(a) First, calculate the design pressure and velocity for

the discharge elbow.
(1) Determine the pressure, P1, that exists at the

discharge elbow outlet (Figure II-2.2.1-1).

=P m
A

b
b

h a J
g b

( 1) 2( )
(2 1)

o

c
1

1

(2) Determine the velocity, V1, that exists at the
discharge elbow outlet (Figure II-2.2.1-1).

=V
g J h a

b

2 ( )

2 1
c o

1

where
A1 = discharge elbow area, in.2
gc = gravitational constant
x = 32.2 lbm-ft/lbf-sec2
ho = stagnation enthalpy at the safety valve inlet,

Btu/lbm
J = 778.16 ft-lbf/Btu

m = actual mass flow rate, lbm/sec
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P1 = pressure, psia (lbf/in.2, absolute)
V1 = velocity, ft/sec

Common values of a and b are listed in Table II-2.2.1-1.
(3) Determine the safetyvalveoutletpressure,P1a, at

the inlet to the discharge elbow (Figure II-2.2.1-1).
(-a) Determine the total equivalent length-to-

diameter ratio,L/D, by adding the ratio of each component
(pipe, elbow, fittings, etc.), Σ(L/D).

(-b) Determine a Darcy-Weisbach friction factor, f,
to be used. (For steam, a value of 0.013 can be used as a
good estimate since f will vary slightly in turbulent pipe
flow.)

(-c) Determine a specific heat ratio (for super-
heated steam, k = 1.3 can be used as an estimate; for satu-
rated steam, k = 1.1).

(-d) Calculate f[Σ(L/D)].
(-e) Enter Figure II-2.2.1-2 with the value of

f[Σ(L/D)] and determine P/P*.
(-f) P1a = P1 (P/P*).
(-g) P1a is the maximum operating pressure of the

discharge elbow.
(b) Second, determine the design pressure and velocity

for the vent pipe.
(1) Determine the pressure,P3, that exists at the vent

pipe outlet (Figure II-2.2.1-3).

=
i
k
jjjjj

y
{
zzzzzP P

A
A3 1

1

3

(2) Determine the velocity, V3, that exists at the vent
pipe outlet (Figure II-2.2.1-3).

=V V3 1

Figure II-2.2.1-1
ð22Þ Discharge Elbow (Open Discharge Installation)

Point 1

F1 5  1 (P1 2 Pa)A1
mV1
gc

Point 1a

•

Table II-2.2.1-1
Values of a and b

Steam Condition a, Btu/lbm b
Wet steam,

<90% quality
291 11

Saturated steam,
≥90% quality,
15 psia ≤ P1 ≤ 1,000 psia

823 4.33

Superheated steam,
≥90% quality,
1,000 psia < P1 ≤ 2,000 psia [Note (1)]

831 4.33

NOTE: (1) This method may be used as an approximation for pres-
sures over 2,000 psi, but an alternatemethod should be used for veri-
fication.
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(3) Repeat steps (a)(3)(-a) to (a)(3)(-g) in the calcu-
lation of the discharge elbow maximum operating pres-
sure to determine themaximumoperating pressure of the
vent pipe.

(4) Determine the velocity, V2, and pressure, P2, that
exist at the inlet to the vent pipe (Figure II-2.2.1-3).

(-a) Enter Figure II-2.2.1-22 with the value of
f[Σ(L/D)] from step (a)(3)(-d) and determine values of
V/V* and P/P*.

(-b) Calculate V2.

= *V V V V( / )2 3

(-c) P2 = P3 (P/P*). This is the highest pressure the
vent stack will see and should be used in calculating vent
pipe blowback (see para. II-2.3.1.2).

II-2.2.2 Pressure for Closed Discharge Installations.
The pressures in a closed discharge pipe during steady-
state flowmaybedeterminedby themethodsdescribed in
para. II-2.2.1. However, when a safety valve discharge is
connected to a relatively long run of pipe and is suddenly
opened, there is a period of transient flowuntil the steady-
state discharge condition is reached. During this transient
period, the pressure and flow will not be uniform. When
the safety valve is initially opened, the discharge pipemay
be filled with air. If the safety valve is on a steam system,
the steam discharge from the valve must purge the air

2 Figure II-2.2.1-2 may be extended to other values of f [Σ(L/D)] by use
of the Keenan and Kaye gas tables for Fanno lines. The Darcy-Weisbach
friction factor is used in Figure II-2.2.1-2, whereas the gas tables use the
Fanning factor, which is one-fourth the value of the Darcy-Weisbach
factor.

Figure II-2.2.1-2
Compressible Flow Analysis

0.50.4
1 × 100

1 × 10−1

1 × 10−2

8

6

4

2

8

6

4

2

1.1 1.2 1.3 1.4 1.5

P/P*

P/P*

V/V*

V/V*

1.6 1.7 1.8

0.6 0.7 0.8 0.9 1.0 1.1

k = 1.4

k = 1.4
k = 1.3
k = 1.2
k = 1.1
k = 1.0

k = 1.3
k = 1.2
k = 1.1
k = 1.0

Fanno lines: one-dimensional
 compressible-flow functions
 for adiabatic flow at constant
 area with friction. From gas
 tables by Keenan and Kaye,
 1948
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(L
/D

)]
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Figure II-2.2.1-3
ð22Þ Vent Pipe (Open Discharge Installation)

2

3

1

Sufficient overlap to prevent
 the discharge elbow from pulling
 out of the vent pipe due to opening
 reaction and/or displacement
 resulting from expansion movements

F3

mV3
gc

mV2
gc

•

•
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from the pipe before steady-state steam flow is estab-
lished and, as the pressure builds up at the valve
outlet flange andwaves start to travel down the discharge
pipe, the pressurewave initially emanating from the valve
will steepen as it propagates, and it may steepen into a
shock wave before it reaches the exit. Because of this, it is
recommended that the design pressure of the closed
discharge pipe be greater than the steady-state operating
pressure by a factor of at least 2.

II-2.3 Reaction Forces From Valve Discharge

It is the responsibility of the piping system designer to
determine the reaction forces associated with valve
discharge. These forces can create bending moments at
various points in the piping system so high as to cause
catastrophic failure of the pressure boundary parts.
Since the magnitude of the forces may differ substantially
depending on the type of discharge system, each system
type is discussed in paras. II-2.3.1 and II-2.3.2.

II-2.3.1 Reaction Forces With Open Discharge
Systems

II-2.3.1.1ð22Þ Discharge Elbow.The reaction force, F, due
to steady-state flow following the opening of the safety
valve includes both momentum and pressure effects.
The reaction force applied is shown in Figure
II-2.2.1-1, and may be computed by the following equa-
tion:

= +F m
g

V P P A( )
c

a1 1 1 1

where
A1 = exit flow area at Point 1, in.2
F1 = reaction force at Point 1, lbf
gc = gravitational constant
x = 32.2 lbm-ft/lbf-sec2

m = mass flow rate (relieving capacity stamped on the
valve × 1.11), lbm/sec

P1 = static pressure at Point 1, psia
Pa = atmospheric pressure, psia
V1 = exit velocity at Point 1, ft/sec

To ensure consideration of the effects of the suddenly
applied load F, a dynamic load factor, DLF, should be
applied (see para. II-3.5.1.3).

The methods for calculating the velocities and pres-
sures at the exit point of the discharge elbow are the
same as those discussed in para. II-2.2 of this Appendix.

II-2.3.1.2ð22Þ Vent Pipe. Figure II-2.2.1-3 shows the
external forces resulting from a safety valve discharge
that act on the vent pipe. The methods for calculating
F2 and F3 are the same as those previously described.
The vent pipe anchor and restraint system must be
capable of taking the moments caused by these two

forces, and also be capable of sustaining the unbalanced
forces in the vertical and horizontal directions.

While beveled ends are not recommended, should they
be used, the additional lateral forces generated at the vent
pipe exit must be considered in the design.

The terms in the equations shown in Figure II-2.2.1-3
are the same as those defined in para. II-2.3.1.

The vent pipe must be sized so that no steam is blown
back at the vent line entrance. The criteria that may be
used as a guide to prevent this condition are listed below.

>m V V
g

P P A P P A
( )

( ) ( )
c

a a
1 2

2 2 1 1

where
A = area, in.2
gc = gravitational constant
x = 32.2 lbm-ft/lbf-sec2

m = mass flow rate, lbm/sec
P1, P2 = local absolute pressure, psia

Pa = standard atmospheric pressure, psia
V = velocity, ft/sec

The inequality states that themomentum at Point 1 has
to be greater than the momentum at Point 2 in order that
air is educted into the vent pipe. If themomentum at Point
1 equaled the momentum at Point 2, no air would be
educted into the vent pipe. If the momentum at Point
1 was less than the momentum at Point 2, steam
would “blow back” from the vent pipe.

The educting effect of the vent pipe is especially impor-
tant for indoor installation of safety valves. The steam
being vented from the upper body during safety valve
operation will be removed from the area through the
vent pipe. For that reason, the fluid momentum at
Point 1 should exceed the fluid momentum at Point 2,
not just be equal.

If this inequality is satisfied, blowback will not occur.
The pressures and velocities are those calculated in
para. II-2.2.1.

II-2.3.2 Reaction Forces With Closed Discharge
Systems. When safety valves discharge a closed piping
system, the forces acting on the piping system under
steady-state flow will be self-equilibrated, and do not
create significant bending moments on the piping
system. The large steady-state force will act only at the
point of discharge, and the magnitude of this force
may be determined as described for open discharge
systems.

Relief valvesdischarging into anenclosedpiping system
create momentary unbalanced forces that act on the
piping system during the first few milliseconds following
relief valve lift. The pressure waves traveling through the
piping system following the rapid opening of the safety
valve will cause bending moments in the safety valve
discharge piping and throughout the remainder of the
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piping system. In such a case, the designer must compute
the magnitude of the loads, and perform appropriate
evaluation of their effects.

II-2.4 Other Mechanical Loads

Other designmechanical loads that must be considered
by the piping designer include the following:
(a) interaction loads on the pipe run when more than

one valve opens
(b) loads due to earthquake and/or piping system

vibration (see para. II-3.4)

II-3 BENDING MOMENT COMPUTATIONS

II-3.1 General

One of themost important considerations related to the
mechanical design and analysis of safety valve installation
is the identification and calculation of the moments at
critical points in the installation. If the bending
moments are not properly calculated, it will not be
possible to meet the loading and stress criteria contained
in ASME B31.1. As a minimum, the following loads,
previously discussed in para. II-2 of this Appendix,
should be considered in determining these moments:
(a) thermal expansion
(b) deadweight
(c) earthquake
(d) reaction force from valve discharge
(e) other mechanical loads
The analysis of the safety valve installation should

include all critical sections, such as intersection points,
elbows, and transition sections, and any related piping,
vessels, and their supports that may interact with the
safety valve installation. It is often most appropriate to
model the safety valve installation and its related
piping as a lumped mass system joined by straight or
curved elements.

II-3.2 Thermal Expansion Analysis

There are many standard and acceptable methods for
determination of moments due to thermal expansion of
the piping installation. The thermal expansion analysis
must comply with the requirements in para. 119. The
safety valve installation often presents a special
problem in that there may be a variety of operational
modes toconsiderwhereeachmoderepresentsadifferent
combination of temperatures in various sections of the
piping system. The design condition shall be selected
so that none of the operational modes represents a condi-
tion that gives thermal expansion bending moments
greater than the design condition.

The design of the safety valve installation should
consider the differential thermal growth and expansion
loads, as well as the local effects of reinforcing and
supports. The design should also consider the differential

thermal growth and expansion loads existing after any
combinationof safety valves (one valve to all valves) oper-
ates, raising the temperature of the discharge piping.

II-3.3 Deadweight Analysis

The methods used for determination of bending
moments due to deadweight in a safety valve installation
are not different from the methods used in any other
piping installation. If the support system meets the re-
quirements in para. 121, the bending moments due to
deadweight may be assumed to be 1,500Z (in.-lb),
where Z is the section modulus (in.3) of the pipe or
fitting being considered. However, bending moments
due to deadweight are easily determined and should
always be calculated in systems where stresses exceed
90% of the allowable stress limits in meeting the require-
ments of Figure 104.8-1, eqs. (15) and (16).

II-3.4 Earthquake Analysis

Seismic loads must be known to calculate bending
moments at critical points in the safety valve installation.
If a design specification exists, it should stipulate if the
piping system must be designed for earthquake. If so,
it should specify the magnitude of the earthquake, the
plant conditions under which the earthquake is
assumed to occur, and the type of earthquake analysis
to be used (equivalent static or dynamic). If a design spec-
ification does not exist, it is the responsibility of the
designer to determine what consideration must be
given to earthquake analysis. It is beyond the scope of
this Appendix to provide rules for calculating moments
due to earthquake. The literature contains satisfactory
references for determining moments by use of static
seismic coefficients and how to perform more sophisti-
cated dynamic analyses of the piping system using
inputs in such formas timehistoriesof displacement, velo-
city, and acceleration or response spectrawhere displace-
ment, velocity, or acceleration is presented as a function of
frequency.

II-3.5 Analysis for Reaction Forces Due to Valve
Discharge

II-3.5.1 Open Discharge Systems

II-3.5.1.1 ð22ÞThe moments due to valve reaction forces
may be calculated by simply multiplying the force, calcu-
lated as described in para. II-2.3.1.1, times the distance
from the point in the piping system being analyzed
(moment arm), times a suitable dynamic load factor. In
no case shall the reaction moment used in para. II-4.2
at the branch connection below the valve be taken at
less than the product of

F L(DLF)( )( )o1

where
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DLF = dynamic load factor (see para. II-3.5.1.3)
F1 = force calculated per para. II-2.3.1.1
Lo = moment arm

Reaction force and resultant moment effects on the
header, supports, and nozzles for each valve or combina-
tion of valves blowing shall be considered.

II-3.5.1.2 Multiple Valve Arrangements. Reaction
force and moment effects on the run pipe, header,
supports, vessel, and connecting nozzles for each valve
blowing, and, when appropriate, for combinations of
valves blowing, should be considered. In multiple valve
arrangements, each valve will open at a different time,
and since all valves may not be required to open
during an overpressure transient, several possible combi-
nations of forces can exist. It may be desirable to vary the
direction of discharge of several safety valves on the same
header to reduce the maximum possible forces when all
valves are blowing.

II-3.5.1.3ð22Þ DynamicAmplificationofReactionForces.
In a piping system acted on by time-varying loads, the
internal forces and moments are generally greater than
those produced under static application of the load.
This amplification is often expressed as the dynamic
load factor, DLF, and is defined as the maximum ratio
of the dynamic deflection at any time to the deflection
that would have resulted from the static application of
the load. For structures having essentially one degree
of freedom and a single load application, the DLF value
will range between one and two depending on the
time history of the applied load and the natural frequency
of the structure. If the run pipe is rigidly supported, the
safety valve installation can be idealized as a one-degree-
of-freedom system and the time history of the applied
loads can often be assumed to be a single ramp function
between the no-load and steady-state conditions. In this
case, theDLFmay be determined in the followingmanner:
(a) Calculate the safety valve installation period, T,

using the following equation and Figure II-3.5.1.3-1:

=T Wh
EIg

3.63
c

3

where
E = Young’s modulus of inlet pipe, lbf/in.2, at design

temperature
gc = gravitational constant
x = 32.2 lbm-ft/lbf-sec2
h = distance from run pipe to center of gravity of the

safety valve and attachments (pipe, flanges, etc.),
in.

I = moment of inertia of inlet pipe, in.⁴
T = safety valve installation period, sec
W = weight of safety valve, installation piping, flanges,

attachments, etc., lbf

(b) Calculate the ratio of safety valve opening time to
installation period (to/T), where to is the time the safety
valve takes to go from fully closed to fully open, sec, and T
is determined in (a).
(c) Enter Figure II-3.5.1.3-2 with the ratio of safety

valve opening time to installation period and read the
DLF from the ordinate. The DLF shall never be taken
less than 1.1.

If a less conservativeDLF is used, theDLF shall be deter-
mined by calculation or test.

II-3.5.1.4 Valve Cycling. Often, safety valves are full
lift, pop-type valves, and are essentially full-flow devices,
with no capability for flowmodulation. In actual pressure
transients, the steam flow required to prevent overpres-
sure is a varying quantity, from zero to the full rated ca-
pacity of the safety valves. As a result, the valves may be
required to open and close a number of times during the
transient. Since each opening and closing produces a reac-
tion force, consideration should be given to the effects of
multiple valve operations on the piping system, including
supports.

II-3.5.1.5 Time-History Analysis. The reaction force
effects are dynamic in nature. A time-history dynamic
solution, incorporating a multidegree-of-freedom
lumped mass model solved for the transient hydraulic
forces, is considered to be more accurate than the
form of analysis presented in this Appendix.

II-3.5.2 Closed Discharge Systems. Closed discharge
systems do not easily lend themselves to simplified
analysis techniques. The discussions on pressure in
para. II-2.2.2 and on forces in para. II-2.3.2 indicate
that a time-history analysis of the piping system may
be required to achieve realistic values of moments.

II-3.5.3 Water Seals. To reduce the problem of steam
or gas leakage through the safety valve seats, the valve
inlet piping may be shaped to form a water seal below
each valve seat. If the valves are required to open to
prevent overpressure, the water from the seal is
discharged ahead of the steam as the valve disk lifts.
The subsequent flow of water and steam through the
discharge piping produces a significant pressure and
momentum transient. Each straight run of discharge
piping experiences a resulting force cycle as the water
mass moves from one end of the run to the other.

For most plants that employ water seals, only the first
cycle of each occurrence has a force transient based on
water in the seal. The remaining cycles of each occurrence
would be based on steam occupying the seal piping, and
the transient forces would be reduced in magnitude.
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II-4 LOADING CRITERIA AND STRESS
COMPUTATION

II-4.1ð22Þ Loading Criteria

All critical points in the safety valve installation shall
meet the following loading criteria:

+S S Slp SL h (1)

+ +S S S kSlp SL OL h (2)

+ + +S S S S Slp SL E A h (3)

where

SE = bending stresses due to thermal expansion
Slp = longitudinal pressure stress
SOL = bending stresses due to occasional loads, such as

earthquake, reaction from safety valve
discharge, and impact loads

SSL = bending stresses due to sustained loads, such as
deadweight

Sh, k, and SA are as defined in ASME B31.1.
The three loading criteria defined above are repre-

sented by Figure 104.8-1, eqs. (15), (16), and (17).

II-4.2 Stress Calculations

II-4.2.1 Pressure Stresses. The Code does not require
determination of the pressure stresses that could cause
failure of the pressure-containing membrane. Instead,

Figure II-3.5.1.3-1
ð22Þ Safety Valve Installation (Open Discharge System)

Centerline of
 outlet piping

Run pipe

Inlet pipe

Branch connection

Center of gravity of the attached weight
   (pipe and valve) above the surface
   of the run pipe

h
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the Code provides rules to ensure that sufficient wall
thickness is provided to prevent failures due to pressure.
It is not necessary to repeat these rules in this Appendix;
however, some of themore important are listed below for
reference.
(a) All pipe (plus other components) must satisfy the

minimum required wall thickness of eq. (7) in para.
104.1.2. In addition, wall thickness must be adequate
to satisfy Figure 104.8-1, eqs. (15) and (16). These two
equations may govern determination of wall thickness
in low-pressure systems.
(b) No minimum wall thickness calculations are

needed for components purchased to approved standards
in Table 126.1-1.
(c) Pipe bendsmustmeet the requirements of eq. (1) in

para. II-4.1 after bending.
(d) Branch connections that do not meet the require-

ments of eq. (2) in para. II-4.1mustmeet the area replace-
ment requirements of para. 104.3.

II-4.2.2 Pressure Plus Bending Stresses. To guard
against membrane failures (catastrophic), to prevent
fatigue (leak) failures, and to ensure shakedown, the equa-
tions in para. 104.8 must be satisfied. These equations
apply to all components in the safety valve installation
and will not be repeated here. However, some additional
explanationof theseequations in regard to theverycritical
points upstream of the safety valve are in paras. II-4.2.2.1
and II-4.2.2.2.

II-4.2.2.1 Additive Stresses at Branch Connection.
For the purposes of Figure 104.8-1, eqs. (15) through
(17), the section modulus and moments for application
to branch connections, such as safety valve inlet pipes,
are as follows:
(a) For branch connections, Z should be the effective

section modulus for the branch as defined in para. 104.8.
Thus,

= =Z Z r t (effective section modulus)b b s
2

where

Figure II-3.5.1.3-2
Dynamic Load Factors for Open Discharge System
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rb = mean branch cross-sectional radius, in.
ts = lesser of tr and itb, where

i = the branch connection stress intensifica-
tion factor

tb = nominal thickness of branch pipe
tr = nominal thickness of run pipe

(b) Moment terms shall be defined as follows:

= + +M M M MB x y z3
2

3
2

3
2

where MB, Mx3, My3, and Mz3 are defined in para. 104.8.
(c) Where the Do/tn of the branch connection differs

from the Do/tn header or run, the larger of the two
Do/tn values should be used in the first term of Figure
104.8-1, eqs. (15) and (16), where Do and tn are
defined in paras. 104.1 and 104.8, respectively.

II-4.2.2.2 Additive Stresses in Inlet Pipe. Figure
104.8-1, eqs. (15), (16), and (17) may be applied to
the inlet pipe in the same manner as described above
for the branch connection, except that the values for
Do/tn and Z should be for the inlet pipe and the stress
intensification factor used will be different. It should
be noted that the values Do, tn, and Z should be taken
from a point on the inlet pipe such that Do/tn will have
a maximum and Z a minimum value for the inlet pipe.

II-4.2.3 Analysis of Flange. It is important that the
moments from the various loading conditions described
in para. II-4.2.2 do not overload the flanges on the safety
valve inlet and outlet. One method of doing this is to
convert the moments into an equivalent pressure that
is then added to the internal pressure. The sum of
these two pressures, PFD, would be acceptable if either
of the following criteria is met:
(a) PFD does not exceed the ASME B16.5 flange rating.
(b) SH, SR, and ST should be less than the yield stress at

design temperature, where SH, SR, and ST are as defined in
ASMEBPVC, SectionVIII, Division1, 2-7with the following
exceptions:

(1) PFD should be used in the ASME BPVC, Section
VIII, Division 1 equations instead of the design pressure.

(2) SH should include the longitudinal pressure
stress at the flange hub.

II-4.2.4 Analysis of Valve. The allowable forces and
moments that the piping system may place on the
safety valves must be determined by the valve manufac-
turer. In some cases, the valve flanges are limiting rather
than the valve body.

II-5 DESIGN CONSIDERATIONS

II-5.1 General

The design of safety valve installations shall be in accor-
dancewith para. 104 except that consideration be given to
the rules provided in the following subparagraphs. These
rules are particularly concerned with that portion of the
piping system attached to and between the safety valve
and the run pipe, header, or vessel that the valve services
and includes the branch connection to the run pipe,
header, or vessel.

II-5.2 Geometry

II-5.2.1 Locations of Safety Valve Installations.
Safety valve installations should be located at least
eight pipe diameters (based on I.D.) downstream from
any bend in a high-velocity steam line to help prevent
sonic vibrations. This distance should be increased if
the direction of the change of the steam flow is from
vertical upwards to horizontal in such a manner as to
increase density of the flow in the area directly
beneath the station nozzles. Similarly, safety valve instal-
lation should not be located closer than eight pipe
diameters (based on I.D.) either upstream or downstream
from fittings.

II-5.2.2 Spacing of Safety Valve Installation. Spacing
of safetyvalve installationsmustmeet the requirements in
Mandatory Appendix D, Table D-1, Note (10)(c).

II-5.3 Types of Valves and Installations

II-5.3.1 Installations With Single Outlet Valves.
Locate unsupported valves as close to the run pipe or
header as is physically possible to minimize reaction
moment effects.

Orientation of the valve outlet should preferably be
parallel to the longitudinal axis of the run pipe or header.

Angular discharge elbows oriented to minimize the
reaction force moment shall have a straight pipe of at
least one pipe diameter provided on the end of the
elbow to ensure that the reaction force is developed at
the desired angle. Cut the discharge pipe square with
the centerline. Fabrication tolerances, realistic field erec-
tion tolerances, and reaction force angle tolerances must
be consideredwhen evaluating themagnitude of the reac-
tion moment.

The length of unsupported discharge piping between
the va l v e ou t l e t and the f i r s t ou t l e t e l bow
(Figure II-1.2-2), distance l] should be as short as practical
to minimize reaction moment effects.

II-5.3.2 Installations With Double Outlet Valves.
Double outlet valves with symmetrical tailpipes and
vent stacks will eliminate the bending moment in the
nozzle and the run pipe or header, provided there is
equal and steady flow from each outlet. If equal flow
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cannot be guaranteed, the bending moment due to the
unbalanced flow must be considered. Thrust loads
must also be considered.

II-5.3.3 Multiple Installations. The effects of the
discharge of multiple safety valves on the same header
shall be such as to tend to balance one another for all
modes of operation.

II-5.4 Installation Branch Connections

Standard branch connections shall as a minimummeet
the requirements of para. 104.3. It should be noted that
branch connections on headers frequently do not have
sufficient reinforcement when used as a connection for
a safety valve. It may be necessary to provide additional
reinforcing (weld deposit buildup) or special headers that
will satisfactorily withstand the reaction moments
applied.

Material used for the branch connection and its rein-
forcement shall be the same or of higher strength than
that of the run pipe or header.

It is strongly recommended that branch connections
intersect the run pipe or header normal to the surface
of the run pipe or header at α = 90 deg, where α is
defined as the angle between the longitudinal axis of
the branch connection and the normal surface of the
run pipe or header. Branch connections that intersect
the run pipe or headers at angles,

>90 deg 45 deg

should be avoided. Branch connections should not in any
case intersect the run pipe or header at angles,

< 45 deg

II-5.5 Water in Installation Piping

II-5.5.1 Drainage of Discharge Piping. Drains shall be
provided so that condensed leakage, rain, or other water
sources will not collect on the discharge side of the valve
and adversely affect the reaction force. Safety valves are
generally provided with drain plugs that can be used for a
drain connection. Discharge piping shall be sloped and
provided with adequate drains if low points are unavoid-
able in the layout.

II-5.5.2 Water Seals. Where water seals are used
ahead of the safety valve, the total water volume in the
seals shall be minimized. To minimize forces due to
slug flow or water seal excursion, the number of
changes of direction and the lengths of straight runs of
installation piping shall be limited. The use of short
radius elbows is also discouraged; the pressure differen-
tial across the cross section is a function of the elbow
radius.

II-5.6 Discharge Stacks

If telescopic or uncoupled discharge stacks or equiva-
lent arrangements are used, then care should be taken to
ensure that forces on the stack are not transmitted to the
valve discharge elbow. Stack clearances shall be checked
for interference from thermal expansion, earthquake dis-
placements, etc. Discharge stacks shall be supported
adequately for the forces resulting from valve discharge
so that the stack is not deflected, allowing steam to escape
in the vicinity of the valve. In addition, the deflection of the
safety valve discharge nozzle (elbow) and the associated
piping system when subjected to the reaction force of the
blowing valve shall be calculated. This deflection shall be
considered in the design of the discharge stack’s slip-joint
to ensure that the discharge nozzle remains in the stack,
preventing steamfromescaping in thevicinityof thevalve.

To prevent blowback of discharging steam from the
inlet end of the vent stack, consider the use of an antiblow-
back device that still permits thermal movements of the
header.

II-5.7 Support Design

Supports provided for safety valves and the associated
piping require analysis to determine their role in restraint
as well as support. These analyses shall consider at least
the following effects:
(a) differential thermal expansion of the associated

piping, headers, and vessels.
(b) dynamic response characteristics of the support in

relation to the equipment being supported and the struc-
ture to which it is attached, during seismic events and
valve operation. Maximum relative motions of various
portions of the building and structures to which supports
are attached resulting from seismic excitation must be
considered in selecting, locating, and analyzing support
systems.
(c) capability of the support to provide or not provide

torsional rigidity, per the support design requirements.

II-5.7.1 Pipe Supports. Where necessary, it is recom-
mended that the support near the valve discharge be
connected to the run pipe, header, or vessel rather
than to adjacent structures to minimize differential
thermal expansion and seismic interactions.

Each straight leg of discharge piping should have a
support to take the force along that leg. If the support
is not on the leg itself, it should be as near as possible
on an adjacent leg.

When a large portion of the system lies in a plane, the
piping, if possible, should be supported normal to that
plane even though static calculations do not identify a
direct force requiring restraint in that direction.
Dynamic analyses of these systems have shown that
out-of-plane motions can occur.
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II-5.7.2 Snubbers.Snubbersareoftenused toprovidea
supportor a stopagainst a rapidly applied load, suchas the
reaction force of a blowing valve or the pressure-
momentum transient in a closed piping system. Since
snubbers generally displace a small distance before
becoming rigid, the displacement must be considered
in the analysis. In addition, if the load is applied to the
snubber for a relatively long time, the snubber perfor-
mance characteristics shall be reviewed to ensure that
the snubber will not permit motion during the time
period of interest, or the additional displacement must
be considered in the analysis. The snubber performance
shall also be reviewed for response to repetitive load
applications caused by the safety valve cycling open
and closed several times during a pressure transient.

II-5.8 Silencer Installation

Silencers are occasionally installed on safety valve
discharges to dissipate the noise generated by the
sonic velocity attained by the fluid flowing through the
valve.

Silencers must be properly sized to avoid excessive
backpressure on the safety valve causing improper
valve action or reducing relieving capacity.

Safety valve discharge piping, silencers, and vent stacks
shall be properly supported to avoid excessive loading on
the valve discharge flange.

II-6 SAMPLE DESIGNS

Examples of various safety valve installations that a
designer may encounter in practice are presented in
Figures II-1.2-2 and II-6-1.

II-7 SAMPLE PROBLEM (SEE FIGURES II-7-1 AND
II-7-2)

II-7.1 Procedure

(a) Determine the pressure and velocity at the
discharge elbow exit.

Figure II-6-1
Examples of Safety Valve Installations

F

F

F

FF

F

(a) (b)

(d)(c)

Insulation

F = reaction force
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(b) Calculate the maximum operating pressure for the
discharge exit.
(c) Calculate the reaction force at the discharge elbow

exit.
(d) Calculate thebendingmomentsofPoints (1)and(2)

from the reaction force and seismic motion.
(e) Determine the stress intensification factors at

Points (1) and (2).
(f) Calculate the predicted stresses at Points (1) and (2)

and compare with the allowable stress.
(g) Calculate the maximum operating pressure for the

vent pipe.
(h) Check for blowback.
(i) Calculate the forces and moments on the vent pipe.

II-7.1.1ð22Þ Pressure and Velocity at Discharge Elbow Exit
(Para. II-2.2.1)

=

=

P

V

m
A

b
b

h a J
g b

g J h a

b

1
( 1) 2( )

(2 1)

1
2 ( )

2 1

o

c

c o

1

where
a = 823 Btu/lbm for 15 ≤ P1 ≤ 1,000 psia and

ho ≤ 1,600 Btu/lbm
A1 = 50.03 in.2
b = 4.33 for 15 ≤ P1 ≤ 1,000 psia and ho ≤ 1,600

Btu/lbm
gc = 32.2 lbm-ft/lbf-sec2
ho = stagnation enthalpy for steam at 910 psia,

1,000°F
x = 1,508.4 Btu/lbm
J = 778 ft-lbf/Btu

m = mass flow rate
x = 116.38 lbm/sec

P1 = 118 psia
V1 = 2,117 ft/sec

II-7.1.2ð22Þ Discharge Elbow Maximum Operating Pres-
sure. For NPS 8 Class 150 ASME weld neck flange,

= =L
D

4 in.
7.981 in.

0.5

For NPS 8 Schedule 40 short radius elbow,
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For 12 in. of NPS 8 Schedule 40 pipe,
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0.5 20 1.5 22

0.013
1.3

0.286

L
D

12 in.
7.981 in.

From Figure II-2.2.1-2, P/P* = 1.55
= * =P P P P( / ) 182.9a1 1

II-7.1.3 ð22ÞReaction Force at Discharge Elbow Exit. Reac-
tion force,

= +F
mV

g
P P A( )

c
a1

1
1 1

where
A1 = 50.03 in.2
gc = 32.2 lbm-ft/lbf-sec2
m = 116.38 lbm/sec
P1 = 118 psia
Pa = 14.7 psia
V1 = 2,117 ft/sec

= =P P( ) 118 14.7 103.3 psiga1

=mV g/ 7,651 lbfc1

=P P A( ) 5,168 lbfa1 1

=F 12,819 lbf1

II-7.1.4 ð22ÞBending Moments at Points (1) and (2) Due to
Reaction at Point (1)

DLF = dynamic load factor
Lo = moment arm
x = 24 in.

M1 = M2
x = F1 × Lo × DLF

To determine DLF, first determine the safety valve instal-
lation period, T:

=T Wh
EIg

3.63
c

3
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Figure II-7-1
ð22Þ Sample Problem Figure 1

Point (2)

Short radius elbow

12 in.

Weld neck flange 12 in.

7 in.Point (1)

20 ft 0 in.

24 in.

Not to scale

4 in.

Anchor
Anchor

Point (3)

21/2 in.

331/4 in.

= 910 psigsafety valve set pressure
steam temperature

orifice size
actual flow capacity of valve

at 10% accumulation
valve inlet I.D.

valve outlet I.D.
valve discharge elbow

valve vent pipe

weight of short radius elbow

nozzle material

allowable stress at 1,000°F
valve weight

valve rise time

Determine stresses at Points (1) and (2) due to
   relief valve discharge loads only.

= 418,950 lbm/hr
= 6.314 in.
= 8 in.

= 8,000 psi
= 800 lb
= 0.040 sec

= NPS 8 Schedule 40
= NPS 12 Schedule 30

= 31 lb
weight of 150-lb weld neck flange = 39 lb

weight of 12-in. length of
NPS 8 Schedule 40 pipe = 28.6 lb

= ASTM A182 
   Grade F22 Class 1

weight of 12 1½-in.-diameter bolts and nuts = 72 lb
weight of weldolet/branch connection = 29 lb

= 11.05 in.2 (Q orifice)
= 1,000°F

Weldolet/branch connection
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Figure II-7-2
ð22ÞSample Problem Figure 2

7 in.

6.314 in. I.D.

1.218 in.

i (1) = 2.05

i (1) = 1.5

i = 1.5

11 in. O.D. = 2rp

Point (2)

Point (1)

Not to scale

   = 21/2 in.

83/4 in.

2/3 1/2

2/3 1/2

Tr = 21/2 in.
Rm = 153/8 in.

 = 41/4 in.

1/2 in. R approx.

4.25
15.375( )15.375

2.5( ) 4.25
5.5( )2.5

2.5( )

Rm

Rm, Tr , r ‘m , T ‘b , and rp are shown in sketch below:

Tr
( ) Rm

( ) rp )

r ‘m

T ‘b

Tr
( ()r ‘m r ‘mT ‘b
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where
E = Young’s modulus of inlet pipe at design tempera-

ture
x = 24.7 × 106 psi
gc = × =32.2 3.864lbm-ft

lbf-sec
12 in.

1 ft
lbm-in.
lbf-sec2 2

h = distance from the surface of the run pipe to center
of gravity of the safety valve and attachments
(pipe, flanges, etc.), in.

x = 19 in.
I = moment of inertia of inlet pipe
x = ( )D Do i64

4 4

UseaverageO.D. and I.D. todetermine I. Do=9.875
in. avg.; Di = 6 in. avg.

x = 403.2 in.⁴
T = 0.0048 sec
W = weight of valve and components from the surface

of the run pipe
x = 1,000 lb

For a valve rise time of 0.040 sec = to, the ratio to/T is 8.3.
From Figure II-3.5.1.3-2, DLF = 1.13.

Using F1 = 12,819 lbf, L = 24 in., and DLF = 1.13,
M1 = M2 = 346,032 in.-lb

II-7.1.5 Stress IntensificationFactorsatPoints (1) and
(2)

(a) At Point (1), Branch Connection
=i 2.05(1)

(b) Stress Intensification Factors at Point (2), Butt Weld
=i 1.0(2)

II-7.1.6ð22Þ Predicted Stresses at Points (1) and (2)

(a) Predicted Stresses at Point (1), Branch Connection

= PD
t

Predicted pressure stress
4

o

n

= =D
t

for run pipe
33.25 in.

2.5 in.
13.3o

r

= =
T

2
for branch pipe

11 in.
2.5 in.

4.4
rp

b

Use larger value with P = 910 psig.
=Pressure stress 3,026 psi(1)

=
iM

Z
Flexure stress

0.75
(1)

(1)

(1)

= ( )Z r m t( ) ( )s(1)
2

=t T i Tlesser of or ( )s r b

= = ( )T i T2.5 in.; ( ) 2.05 2.5 in.r b

=t 2.5 in.S

=r 4.25 in.m

=Z 142 in.(1)
3

= =i M2.05; 346,032 in.-lb(1) (1)

=Flexure stress 3,750 psi(1)

=
+

=

Combined stress pressure stress

flexure stress
6,776 psi

(1) (1)

(1)

(b) Predicted Stresses at Point (2), Butt Weld

= PD
t

Pressure stress
4

o

n

=P 910 psig

=D 8.75 in.o

=t 1.218 in.n

=Pressure stress 1,634 psi(2)
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=
iM

Z
Flexure stress

0.75
(2)

(2)

(2)

=Z
D D

D32
o i

o
(2)

4 4

=D 8.75 in.o

=D 6.314 in.i

=Z 47.9 in.(2)
3

=i 1.0(2)

=M 346,032 in.-lb(2)

=Flexure stress 7,218 psi(2)

(Note that 0.75i is set equal to 1.0whenever 0.75i is less
than 1.0, as in this case.)

=
+

=

Combined stress pressure stress

flexure stress
8,852 psi

(2) (2)

(2)

(c) Comparison of Predicted Stress With Allowable
Stress. Allowable stress of nozzle material at 1,000°F is

=S 8,000 psih

=k 1.2

=kS 9,600 psih

=Combined stress 6,776 psi(1)

=Combined stress 8,852 psi(2)

II-7.1.7 ð22ÞCalculate the Maximum Operating Pressure
for Vent Pipe
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From Figure II-2.2.1-2, P/P* = 1.5
= * =P P P P( / ) 77.1 psia2 3

II-7.1.8 ð22ÞCheck for Blowback From Vent Pipe. Calculate
the velocity V2 that exists at the inlet to the vent pipe
[para. II-2.2.1(b)(4)].
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0.258 from para. II-7.1.7

= =V V 2,117 ft/sec3 1

From Figure II-2.2.1-2, V/V* = 0.71
= * =V V V V( / ) 1,503 ft/sec2 3

Check the inequality from para. II-2.3.1.2.

>W V V
g

P P A P P A
( )

( ) ( )
c

a a
1 2

2 2 1 1

>

>

(77.1 14.7)(114.8)

(118 14.7)(50.03)
2,219 1,995

116.38 (2,116 1,502)
32.2

The inequality has been satisfied but the designer may
require a designmargin thatwouldmakeNPS14Schedule
30moreacceptable. If a largerventpipe is chosen, then the
vent pipe analysis would have to be repeated for the NPS
14 Schedule 30 pipe.
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II-7.1.9ð22Þ Calculate Forces and Moments on Vent Pipe
Anchor

= +

=

+
= + =

F P P A( )

(77.1 14.7)(114.8)
5,432 7,164 12,596 lbf

mV
g a2 2 2

(116.38)(1,503)
32.2

c

2

=

+
= + =

F

(51.4 14.7)(114.8)
7,651 4,213 11,864 lbf

3
(116.38)(2,117)

32.2

Net imbalance on the vent pipe in the vertical direction is
=F F 732 lbf2 3

Moment on the vent pipe anchor is

=

=

=
( )

M F F( )

(732)

388 ft-lb

D
2 3 2

1.06
2

o

The vent pipe anchorwould then bedesigned for the loads
shown in Figure II-7.1.9-1 for safety valve operation.

II-7.1.10 ð22ÞConclusion. Branch connection stresses at
Points (1) and (2) due to valve discharge are within
1.2Sfh. Blowback will not occur with the NPS 12 standard
weight vent pipe. The vent pipe anchor loads have been
identified.

Figure II-7.1.9-1
ð22ÞSample Problem Figure 3

732 lb

Anchor

388 lb-ft

Attachment to vent pipe
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NONMANDATORY APPENDIX IV
CORROSION CONTROL FOR ASME B31.1 POWER PIPING

SYSTEMS

FOREWORD

Present Code rules apply to the design, materials, fabri-
cation, assembly, erection, inspection, examination,
testing, operation, and maintenance of piping systems.

ThisAppendix contains guidelines that are applicable to
existing operating piping systems contained in the scope
of ASME B31.1, as well as “new construction.”

Minimum requirements for corrosion control of power
piping systems are outlined herein. It is recognized that
many sound, although perhaps diverse, corrosion control
programs exist. The philosophy used has been to establish
minimum requirements. Users are encouraged to
augment these guidelines to suit their particular needs
and to offer constructive criticism to the Committee on
this Appendix.

IV-1 GENERAL

External and internal corrosion should be prevented or
controlled consistent with design requirements and in
consideration of the environment in which the system
is located, including the anticipated service conditions
and the contained fluid or fluids.

IV-1.1 Recommended Guidance

Application of corrosion control requires a significant
amount of competent judgment. NACE SP0169 (ref. [1])
(formerly NACE RP0169) provides guidance for estab-
lishing the minimum requirements for control of corro-
sion of underground or submerged metallic piping
systems. NACE SP0106 (ref. [2]) provides guidance
related to controlling internal corrosion of piping trans-
porting hydrocarbon fluids. In addition, ASME B31G (ref.
[3]) may provide additional guidance for piping not oper-
ating in the creep range.

IV-1.2 Protection of All Piping Systems

The following minimum requirements and procedures
should be provided for protection of all piping systems
containing hazardous liquids or gases and other piping
as specified by the owner against internal, external,
and atmospheric corrosion.

IV-2 EXTERNAL CORROSION CONTROL FOR
BURIED OR SUBMERGED PIPELINES

IV-2.1 General

IV-2.1.1 Means to prevent or mitigate external corro-
sion of buried or submerged piping systems should be
considered in the initial design, unless it can be demon-
stratedby tests, investigations, or experience in theareaof
installation that a detrimental corrosive environment
does not exist.

IV-2.1.2 A means for control of external corrosion of
buriedor submergedpipeandcomponentsmaybeaccom-
plished through application of an effective protective
coating or wrapping. This method of corrosion control
can be supplemented with cathodic protection such as
sacrificial anodes, rectifier-ground bed units, and suitable
drainage bonds in stray current areas.Materials should be
selected with due regard to the type of supplemental
corrosion protection employed.

IV-2.2 Protective Coating

IV-2.2.1 Protective coatings applied for the purpose of
external corrosion should
(a) be applied on a properly prepared surface
(b) mitigate corrosion
(c) have sufficient adhesion to themetal surface and be

free of voids so as to effectively resist underfilmmigration
of moisture
(d) be sufficiently ductile to resist cracking
(e) have sufficient strength to resist damage due to

handling and soil stress
(f) be impact resistant

IV-2.2.2 Coatings should have low moisture absorp-
tion characteristics and provide high electrical resistance.
Properly compounded concrete coatings may be used.

IV-2.2.3 Pipe coatings should be inspected visually
with a holiday detector and thickness gage prior to back-
filling the excavation. Any bare spots, thin areas, holidays,
or other damage to the coating should be repaired and
reexamined prior to backfilling.
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IV-2.2.4 Precautions should be taken tominimize pipe
coating damage during installation if coated pipe is
installed by boring, driving, or similar method.

IV-2.2.5 Pipe coatings should be protected from
damage resulting from adverse ditch conditions or
damage from supporting blocks. Only fine-grain backfill
is permitted in contact with the coating. This fine-grain
layer should be continuous and of sufficient thickness
toprevent coatingdamage from larger articles in theback-
fill.

IV-2.2.6 The backfilling operation should be carefully
controlled to prevent damage to pipe coatings.

IV-2.3 Cathodic Protection System

IV-2.3.1 Unless it can be demonstrated by investiga-
tion, tests, or experience that cathodic protection is not
needed, a cathodic protection system should be installed
forall newburiedcarbonsteel, alloy, ductile iron, cast iron,
aluminum, or other metallic piping.

IV-2.3.2 All cathodic protection systems should
comply with NACE SP0169.

IV-2.3.3 Cathodic protection current should be
controlled so as to prevent damage to the protective
coating, pipe, or components.

IV-2.4 Electrical Isolation

IV-2.4.1 Buried or submerged coated and uncoated
piping systems should be electrically isolated at all inter-
connections with neighboring systems except where
arrangements are made for mutual cathodic protection
or where undergroundmetallic structures are electrically
interconnected and cathodically protected as a unit. Elec-
trical isolation of dissimilar metals, i.e., steel pipe
connected to aluminum tanks, should be provided.

IV-2.4.2 Grounding of all piping systems, where
required, should be in accordance with IEEE Standard
142 (ref. [4]) or acceptable alternate standards.

IV-2.4.3 The electrical continuity of all buried or
submerged metallic piping systems is recommended
for proper station grounding, and to facilitate the installa-
tion of cathodic protection. Continuity across all mechan-
ical joints should be achieved by electrical bonding.

IV-2.4.4 If a pipe culvert or sleeve is used, the encased
pipe should be independently supported outside each end
of the sleeve and electrically insulated throughout the
length of the section.

IV-2.5 Electrical Interference

IV-2.5.1 The possibility of external corrosion induced
by stray electrical currents in the earth is recognized.
These stray currents are generated by sources indepen-
dent of the piping system, and are more predominant in

highly industrialized areas, mining regions, and locales
containing high voltage, direct current, electrical power
ground beds. Neighboring companies’ pipeline cathodic
protection systems are also a common source of stray
earth currents.

IV-2.5.2 The protection of the piping system against
stray current-induced corrosion should be provided by
metallic bonds, increased electrical cathodic protection,
supplemental protective coatings, or insulating flanges.

IV-2.5.3 Each cathodic protection systemprovided for
the plant piping should be designed and installed so as to
minimize any adverse effects on adjacent underground
metallic structures.

IV-2.5.4 Where piping systems are located near elec-
trical transmission tower footings, ground cables, ground
rods, or in other areaswhere fault currents or unusual risk
of lightningmay be anticipated, piping should be provided
with protection against damage thatmay result from fault
currents or lightning. Protective measures should also be
taken at insulating devices where used.

IV-3 INTERNAL CORROSION CONTROL

IV-3.1 General

Internal corrosion might occur during operation. A
liquid or gas that will corrode the internal surfaces of
piping should not be transported unless its corrosive
effects have been investigated. The piping material and
any lining should be selected to be compatible with
the flowing fluid to minimize corrosion. NACE SP0106
may provide useful guidance.

IV-3.2 Inhibitors

If inhibitors are used to control internal corrosion, suffi-
cient coupon samples or other types of monitoring tech-
niques should be used to determine adequately the
effectiveness of the inhibitors.

IV-3.3 ð22ÞLinings

If linings are used to prevent corrosion, they should
meet the quality specifications established by the
designer. They should be inspected in accordance with
industry-recommended practices. All base material and
weld metal surfaces should be covered with the lining
to at least the thickness specified by the designer.

IV-3.4 Precautions at Hydrotesting

Equipment fabricated from austenitic (300 series) and
ferritic (400 series) stainless steels and requiring hydro-
static testing should be tested with deionizedwater, high-
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purity steam condensate, or potable water, in decreasing
order of preference.
NOTE: Potable water in this context follows U.S. practice, with
250 parts per million maximum chloride content, sanitized with
chlorine or ozone.

After testing is completed, equipment should be thor-
oughly drained, with all high point vents open during
draining, and dried by air blowing, swabbing, or other
appropriate means. If immediate draining and drying
are not possible, hydrotest water should be circulated
in the piping for at least one hourdaily to reduce the possi-
bility of pitting and microbiologically influenced corro-
sion.

IV-4 EXTERNAL CORROSION CONTROL FOR
PIPING EXPOSED TO THE ATMOSPHERE

Piping that is exposed to the atmosphere should be
protected against external corrosion by use of corro-
sion-resistant materials or by application of protective
coatings or paints. Periodic inspection of insulated
piping may be necessary in instances where moisture
can be trapped against pipe surfaces, leading to external
surface damage or wall thinning.

IV-5 MONITORING OF PIPE WALL THINNING DUE
TO FLOW-ACCELERATED CORROSION

IV-5.1 Definition

Flow-acceleratedcorrosion(FAC) is acorrosionprocess
that leads to loss of wall thickness in carbon or low alloy
steel pipe exposed to water orwet steam. The parameters
that affect the rate of metal loss include water or steam
temperature, pH, oxygen content of the fluid, steam
quality, flow velocity and piping layout, and the
piping’s chromium, copper, and molybdenum content.
Section IV-5 does not apply to other wall-thinning
mechanisms, such as general corrosion, erosion, micro-
biologically influenced corrosion, or cavitation.

IV-5.2 Systems and Components Susceptible to
FAC

FAChas causedpiping failuresor severewall thinning in
the following systems:
(a) feedwater, auxiliary feedwater
(b) feedwater recirculation
(c) condensate recirculation
(d) blowdown
(e) turbine crossaround/crossover
(f) extraction steam
(g) moisture separator reheater
(h) feedwater heater drains, drips, and vents
Piping damage due to FAC is not limited to these

systems and may occur in any system of carbon steel
or low alloy piping that is exposed to water or wet

steam and operates at a temperature greater than
200°F (93°C). System parameters and their effect on
FAC rates are shown in Table IV-5.2-1.

Typical piping components known to experience wall
thinning due to FAC include elbows, tees, reducers, and
closely coupled fittings. Piping downstreamandupstream
of these fittings and downstream of orifices and control
valves is also susceptible.

IV-5.3 Methods of Detection

Detection of wall thinning due to FAC may be accom-
plished by a number of NDE techniques including visual,
radiographic, ultrasonic, and other measurement
methods. However, the most widely used method for
detection of wall thinning caused by FAC is ultrasonic
thickness examination. Current industry practice
supports use of a repeatable grid patternwith identifiable
reference points at grid intersections. Grid sizes should
not be greater than rt2 n , where r is the outside
radius and tn is the nominal wall thickness of the
piping item, except that grid sizes need not be smaller
than 1 in. (25 mm) and should not be larger than 6 in.
(150 mm). Thickness readings should be recorded at
the grid intersection points and the pipe between the
grid points scanned for detection of local thinning. If un-
acceptable thinning is detected, additional readings
should be made and recorded with a refined or expanded
grid. If thinning is detected within the boundaries of a
component grid, a refined grid should be defined
within the component to further define the region of
wear and provide locations for documentation of
measurements. If unacceptable thinning is found at the
boundary of a grid, the grid should be expanded in the
direction of thinning until thickness readings become ac-
ceptable.

Table IV-5.2-1
Flow-Accelerated Corrosion Rates

Parameter FAC Rate Increases If Parameter Is
Fluid velocity Higher [over 10 fps (3 m/s) for water,

over 150 fps (45 m/s) for steam]
Fluid pH level Less than 9.2
Fluid oxygen content Less than 30 ppb
Fluid temperature 200°F–450°F (93°C–232°C) (water)

200°F–500°F (93°C–260°C) (wet steam)
Steam quality Less than 100%
Component geometry Such as to create more turbulence
Component alloy content

of chromium, copper,
and molybdenum

Lower
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IV-5.4 Acceptance Standards

The Code-required wall thickness, tm, of each compo-
nent inspected shall be determined in accordance with
para. 104 of the Code. The required wall thickness
should include consideration of the minimum wall thick-
ness required to satisfy all of the stress requirements of
para. 104.

A calculation of predicted wall thickness, tp, at the next
examination should beperformed for all componentswith
measured wall thickness less than 87.5% of nominal wall
thickness, tn.
(a) All components with tp at the next examination of

less than tm or 0.8tn, whichever is greater, should be iden-
tified. Additional examinations during the current inspec-
tion should be performed for

(1) equivalent piping items in other trains when the
systemcontaining the subject piping itemconsists ofmore
than one train

(2) additional components in the same system/pipe-
line that have been determined to be susceptible to FAC

When (1) and (2) reveal additional components that
meet the criteria of (1), this process should be repeated
until no additional components meet the criteria.
(b) All componentswith predictedwall thickness at the

next examination of less than or equal to the greater of tm
or 0.2tn shall be repaired, replaced, or evaluated for
acceptability for continued service. An acceptable evalua-
tion procedure has been provided in refs. [3] and [5].

IV-5.5 Repair/Replacement Procedures

Repair or replacement of piping components should be
performed in accordance with Nonmandatory Appendix
V. FAC damage rates for chrome-molybdenum alloys are
significantly lower than for carbon steels and virtually
nonexistent for stainless steels. When replacement is
chosen, consideration of the increased resistance of
alloy steels to FAC should be included in the selection
of the replacement component material. The use of
backing rings, which can create areas of local turbulence
that will promote FAC damage, should be avoided.
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[1] NACE1 SP0169, Control of External Corrosion on
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2006
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NONMANDATORY APPENDIX V
RECOMMENDED PRACTICE FOR OPERATION, MAINTENANCE,

AND MODIFICATION OF POWER PIPING SYSTEMS

FOREWORD

The ASME B31.1 Power Piping Code prescribes
minimum requirements for the construction of power
and auxiliary service piping within the scope of
para. 100.1. The Code, however, does not provide rules
or other requirements for a determination of optimum
system function, effective plant operations, or other
measures necessary to ensure the useful life of piping
systems. These concerns are the responsibility of the
designer and, after construction turnover, the Operating
Company personnel responsible for plant activities.

Past experience has shown that a need exists for the
definition of acceptable plant practices for achieving
both reliable service and apredictable life in the operation
of power piping systems. This Appendix is intended to
serve that purpose. For this objective, this Appendix is
structured in three parts that recognize and address
the following basic concepts:
(a) Operation.Thedesign of a piping system is basedon

specified service requirements and operating limitations.
Subsequent operation within these defined limits is
assumed and, for some systems, will be important for
an acceptable service life.
(b) Maintenance. The design of a piping system

assumes that reasonable maintenance and plant
service will be provided. The lack of this support will,
in some cases, introduce an increasing degree of piping
system life uncertainty.
(c) Modifications. Future modifications of a piping

system or its operational functions are not assumed in
original design unless specified. Modifications must not
invalidate the integrity of a piping system design.

The practices in this Appendix are recommended for all
plants and systems within the scope of the Power Piping
Code, both for new construction and for existing plants in
operation. An acceptable implementation of these or
equivalent practices will be beneficial for new systems.
The application of these practices is recommended for
power piping systems in operating plants.

The recommended practices in this Appendix define
minimum requirements for establishing a program to
accommodate the basic considerations for piping
system operation, maintenance, service, modification,
and component replacement.

Chapter VII of this Code requires that each Operating
Companydevelop operation andmaintenanceprocedures
for covered piping systems (CPS) to ensure safe facility
operations after construction. This Appendix is intended
to provide direction to the Operating Company in the
development of these procedures. Additionally, this
Appendix provides requirements that may be useful
for maintenance of noncovered piping systems.

A record-keeping program is prescribed that can serve
as a point of reference for analyzing piping system distor-
tions or potential failures. Such a program is intended to
identify distortions or failures and assure compatibility
between the materials and components of existing
piping systemswith those portions undergoing repair, re-
placement, or modification.

V-1 DEFINITIONS1

Code: ASME Code for Pressure Piping, ASME B31.1 Power
Piping.
component: equipment, such as vessel, piping, pump, or
valve, that is combined with other components to form
a system.
critical piping systems: those piping systems that are part
of the feedwater-steam circuit of a steam generating
power plant, and all systems that operate under two-
phase flow conditions. Critical piping systems include
runs of piping and their supports, restraints, and root
valves. Hazardous gases and liquids, at all pressure
and temperature conditions, are also included herein.
The Operating Company may, in its judgment, consider
other piping systems as being critical, in which case it
may consider them as part of this definition.
examination: an element of inspection consisting of inves-
tigation of materials, components, supplies, or services to
determine conformance to those specified requirements
that canbedeterminedbysuch investigation.Examination
is usually nondestructive and includes simple physical
manipulation, gaging, and measurement.
failure: a physical condition that renders a system, compo-
nent, or support inoperable.

1 The definitions pertain specifically to this Appendix.
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maintenance: actions required to assure reliable and
continued operation of a power plant, including care,
repair, and replacement of installed systems.
modification: change in piping design or operation accom-
plished in accordance with the requirements and limita-
tions of the Code.
procedure: document that specifies or describes how an
activity is to be performed. It may include methods to be
employed, equipment or materials to be used, and
sequences of operations.
qualification (personnel): demonstration of the abilities
gained through training and/or experience that enable
an individual to perform a required function.
renewal: activity that discards an existing component and
replaces it with new or existing spare materials of the
same or better qualities as the original component.
repair: to restore the system or component to its designed
operating condition as necessary tomeet all Code require-
ments.
specification: a set of requirements to be satisfied by a
product,material, or process, indicating,whenever appro-
priate, the procedure by means of which it may be deter-
mined whether the requirements given are satisfied.

V-2 GENERAL

V-2.1 Application

V-2.1.1 This Appendix recommends minimum re-
quirements for programs to operate and maintain
ASME B31.1 Power Piping systems and also for repairs
to these systems.

V-2.1.2 Local conditions and the location of piping
systems (such as indoors, outdoors, in trenches, or
buried) will have considerable bearing on the approach
to any particular operating and maintenance procedure.
Accordingly, themethods and procedures set forth herein
serve as a general guide. The Operating Company is
responsible for the inspection, testing, operation, and
maintenance of the piping system and shall have the
responsibility for taking prudent action to deal with
inherent plant conditions.

V-2.2 Conformance

V-2.2.1 When conformance with time periods for ex-
amination recommended in this Appendix is impractical,
an extension may be taken if an evaluation demonstrates
that no safety hazard is present.

V-2.3 Requirements

V-2.3.1 This Appendix recommends that the following
items be established and implemented:

(a) complete design and installation records of the “as-
built” large bore piping systems, including expansion
joints, hangers, restraints, and other supporting compo-
nents. The Operating Company shall define those sizes
considered to be large bore pipe.
(b) records of operation and maintenance history.
(c) programs for periodic inspection and monitoring.
(d) procedures for reporting and analyzing failures.
(e) procedures for maintenance, repairs, and replace-

ments.
(f) procedures for abandoning piping systems and for

maintaining piping systems in and out of service condi-
tion.
(g) procedures for assuring that all personnel engaged

in directmaintenance of such piping systems as defined in
para. V-5.2.1(c) are qualified by training or experience for
their tasks or work.

V-2.3.2 Consideration should be given to identifying
the contents of piping, with special consideration given to
pipingconveyinghazardous, flammable, or fire-quenching
fluids. Referencemay bemade to ASMEA13.1, Scheme for
the Identification of Piping Systems.

V-3 OPERATING AND MAINTENANCE PROGRAM

V-3.1 General

Each Operating Company shall develop an operating
and maintenance program comprising a series of
written procedures, keeping inmind that it is not possible
to prescribe a single set of detailed operating and main-
tenance procedures applicable to all piping systems. The
operating and maintenance procedures shall include per-
sonnel qualifications as defined by the Operating
Company, material history and records, and supplemen-
tary plans to be implemented in case of piping system fail-
ures. The requirements for an operating andmaintenance
program for CPS are included in paras. 139 through 142
and 144.

V-3.2 Documentation

Each plant should maintain and file the following docu-
mentation that exists for each unit:
(a) current piping drawings
(b) construction isometrics (or other drawings) that

identify weld locations
(c) pipeline specifications covering material, outside

diameter, and wall thickness
(d) flow diagrams
(e) support drawings
(f) support setting charts
(g) records of any piping system modifications
(h) material certification records
(i) records of operating events that exceed design

criteria of the piping or supports
(j) valve data
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(k) allowable reactions at piping connections to equip-
ment
(l) welding procedures and records

V-4 REQUIREMENTS OF THE OPERATING,
MAINTENANCE, AND MODIFICATION
PROCEDURES

The Operating Company shall have procedures for the
following, in addition to those required by paras. 139
through 141 and 144:
(a) to perform normal operating and maintenance

work. These procedures shall include sufficiently detailed
instructions for employees engaged in operating and
maintaining the piping systems.
(b) to prescribe action required in the event of a piping

system failure ormalfunction thatmay jeopardize person-
nel safety, safe operation, or system shutdown. Proce-
dures shall consider

(1) requirements defined for piping system opera-
tions and maintenance and should include failure condi-
tions underwhich shutdownmaybe required. Procedures
should include both the action required and the conse-
quence of the action on related systems or subsystems.

(2) the designation of personnel responsible for the
implementationof requiredaction, andminimumrequire-
ments for the instruction, training, and qualification of
these personnel.
(c) to inspect and review changes periodically in con-

ditions affecting the safety of the piping system. These
procedures shall provide for a system of reporting to a
designated responsible person in order that corrective
measures may be taken.
(d) to ensure that modifications are designed and

implemented by qualified personnel and in accordance
with the provisions of the Code.
(e) to analyze failures to determine the cause and

develop corrective action to minimize the probability
of recurrence.
(f) to intentionally abandon unneeded piping systems,

or portions thereof, and to maintain those that are out of
service for extended periods of time as defined by the
Operating Company.
(g) to ensure that instruction books and manuals are

consulted in performing maintenance operations.
(h) to log, file, maintain, and update instruction books.
(i) to log operating and maintenance records.
(j) to review and revise procedures periodically as

dictated by experience and changes in conditions.

V-5 PIPING AND PIPE-SUPPORT MAINTENANCE
PROGRAM AND PERSONNEL REQUIREMENTS

V-5.1 Maintenance Program

V-5.1.1 The maintenance program shall include the
following features:

(a) a purpose for the program
(b) the frequency for performing all elements of main-

tenance in the program
(c) generic requirements as related to initial hanger

positions at time of unit startup, changes and adjustments
in hanger positions at periodic inspections (see also
section V-7), and review of themanufacturer’s instruction
and maintenance manuals applicable to components
included in the program
(d) updating and modification as may be desirable by

reason of Code revisions and technological advances or
other considerations
(e) steps to keep maintenance and inspection person-

nel aware of program revisions

V-5.2 Personnel

V-5.2.1 To the extent necessary for conformance with
themaintenance programof theOperating Company, only
qualified personnel shall be responsible for the following:
(a) observation, measurement, and recording the posi-

tion of piping systems and support readings (see also
section V-7)
(b) adjustment of supports and all other components of

support and restraint systems
(c) repair and periodic maintenance routines

including, but not limited to
(1) routine piping assembly, including welding of

integral attachments
(2) mechanical repair of valves, traps, and similar

types of piping specialty components, including packings
(3) removal and replacement of piping insulation
(4) lubrication of applicable piping and support

components, such as valves and constant supports, main-
tenance of fluid levels in hydraulic restraints, and stroking
of hydraulic and mechanical dynamic restraints (snub-
bers)

(5) routine surveillance for changing conditions
including changes in position of piping and settings of
piping supports and shock suppressors (snubbers)

V-6 MATERIAL RESTORATION

V-6.1 Material Condition After Failure

V-6.1.1 Defective components shall be repaired or
replaced with comparable or upgraded materials permis-
sible by this Code after evaluation of the failure and taking
into account conclusions as to cause. Evenwhenmaterials
are replaced by the same or upgraded items, a formal
failure report should follow.

V-6.1.2 Care shall be exercisedwhen replacing system
components toensure thatnoparts of the systemareover-
stressed.Thestresses in therepairedsystemshallbeequal
to or less than theoriginal stressesunless analysis permits
increased stresses. During the replacement of the compo-
nent, the piping system should be temporarily supported
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or restrained on both sides of the component to be
removed so as to maintain its as-found cold position
until the component or components are installed. If the
desired piping position cannot be maintained, an analysis
shall be made to determine the reason for the problem. A
new stress analysis may be necessary. Care shall be exer-
cisedwhenworkingona systemthathasbeensubjected to
self-springing, relaxation, or cold pull.

V-6.1.3 Weld preparations and fit-up of theweld joints
shall meet the requirements of Chapter V.

V-6.1.4 Welding procedures and preheat/postheat
treatments of the weld joints shall meet the minimum re-
quirements of Chapter V.

V-6.2 Inspection Program for Materials With
Adverse History

V-6.2.1 Materials that have been reported to the
industry to exhibit an adverse performance under
certain conditions shall be given special attention by
the Operating Company through a program of planned
examination and testing. This program shall include
the development of procedures for repair or replacement
of the material when the Operating Company determines
that such action is necessary.

V-6.2.2 Methods of surveillance and analysis shall be
determined by the Operating Company. ASME PCC-3,
Inspection Planning Using Risk-Based Methods, offers
guidance for the development and implementation of a
risk-based inspection program.

V-6.2.3 The frequency of the material inspection shall
also consider the expected service life of the component.

V-6.3 Nondestructive Examination

Nondestructive examinations used to investigate any
suspectmaterials or problem areas shall be in accordance
with Chapter VI.

Other techniques or acceptance criteria may be used
when appropriate for the investigation being performed
and when approved by the owner.

V-7 CPS POSITION HISTORY

V-7.1 General

V-7.1.1 The Operating Company shall develop and
implement aprogramandprocedures requiring recording
and documentation of piping support observations and
piping displacements. This program should include, at
a minimum, CPS operating in the creep range. Records
should be kept andmaintained of position indicator read-
ings, load adjustments, travel adjustments, repairs, and
replacements.

V-7.1.2 Although the Code recognizes that CPS pipe
supports seldom return to their exact original positions
after each heat cycle, piping system displacements should
be maintained within the bounds of engineering-evalu-
ated limitations.

V-7.1.3 Documentation of the piping support observa-
tions and piping displacements should be performed on a
periodic basis. Each set of hot and coldwalkdowns should
not exceed 5-yr intervals (typically associated with a
scheduled major outage). Specific unit walkdown inter-
vals are determined by theOperating Company. The inter-
vals may be dependent on previous walkdown and NDE
results, unit operating conditions, environment, and
industry experience with specific piping or pipe supports.
If a set of hot and coldwalkdowns is not performedwithin
5 yr, the justification should be documented.

V-7.2 Visual Survey

The CPS should be observed visually, as frequently as
deemed necessary. Any unusual conditions should be
brought to the attention of plant management personnel
as prescribed in the procedures of para. V-3.1. Observa-
tions should include determination of interferences with
or fromotherpipingorequipment, vibrations, andgeneral
condition of the piping systemand supports, including but
not limited to hangers, guides, restraints, anchors, supple-
mentary steel, and attachments.

V-7.3 Piping Position Markers

V-7.3.1 Piping position and displacements may be
monitored periodically at selected locations to document
field conditions and to identify any migration beyond the
bounds of engineering-evaluated limitations. For the
purpose of easily making periodic position determina-
tions at the selected locations, permanent markings or
pointersmay be attached to piping components. The posi-
tions of these markings or pointers should be noted and
recorded with respect to stationary datum reference
points.

V-7.3.2 Placement of pointers should be such that per-
sonnel safety hazards are not created.

V-7.4 Pipe Supports on CPS

V-7.4.1 Pipe support readings should be observed and
recorded periodically. Piping system anomalies, such as
interferences and lagging/insulation damage, should also
benoted and recorded. Readings shouldbeobtainedwhile
the piping is within the range of normal operating
temperatures. The online pipe temperature range
during the time of reading supports should be recorded.
Walkdowns during unit shutdown should also be
performed when the pipe is sufficiently cool [approxi-
mately 100°F (38°C) or below]. In addition to online
and off-line walkdowns, a postadjustment walkdown of
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the adjusted and adjacent supports should be performed.
Walkdowns should be scheduled to evaluate the most
critical operation scenarios; readings associated with
each critical operation mode should be documented.

V-7.4.2 Variable and constant spring supports,
dynamic restraints and snubbers, sliding supports, and
rigid rod supports should bemaintained so that they func-
tion as designed and within the limits specified by the
manufacturers and designers. Maintenance of these
items may include, but not necessarily be limited to,
cleaning, lubrication, and corrosion protection. Snubbers
should be examined and tested periodically in accordance
with the manufacturer’s recommendations to assure that
they travel freely without binding and lock up within
design parameters.

V-7.5 CPS Records

CPS support design details may be documented as
provided in Form V-7.5-1. Records of position settings
of all constant and variable spring supports and of all
snubbers should be made before initial startup of the
plant. Pipe position indicator readings, as observed on
the travel scales of variable and constant spring supports,
should be recorded in a manner that can be easily inter-
preted. The condition of rigid rod and sliding supports
should also be recorded on walkdown logs. As examples,
a suggested support hot walkdown record form is
provided in Form V-7.5-2, and a suggested support
cold walkdown record form is provided in Form
V-7.5-3.Thewalkdown log sheet informationmaybeorga-
nizedandpostprocessedonelectronicmedia aspart of the
engineering evaluation process.

The log sheets should be accompanied by a pipe-
support location plan or piping-system isometric
drawing with hanger mark number designations
clearly noted. Records should include positions of
sliding supports and snubbers in the hot and cold (oper-
ating and shutdown) conditions. Records should bemain-
tained showing axial and lateral displacements in
expansion joints, including records of hot and cold (oper-
ating and shutdown) positions, particularly those not
equipped with control rods or gimbals. If necessary,
robust reference markings should be created for
measuring differential displacements. Physical measure-
ment records should include a description of location and
measurement setup. Any adjustments to pipe-support
travel and load ratings should be documented.

V-7.6ð22Þ Recommendations

After complete examination of the records of observa-
tions made in accordance with para. V-7.5, recommenda-
tions for necessary corrective actions should bemade by a
qualified individual. Evaluations, repairs, and/or modifi-
cations should be carried out by qualified personnel for all
of the following discrepancies:

(a) excessively corroded support components
(b) broken springs or any damaged hardware that is

part of the complete support assembly
(c) excessive piping vibration; valve operator shaking

or movements
(d) piping interferences
(e) excessive piping deflection that may require the

installation of spring supports having a greater travel
range or higher spring constant, or sliding support rede-
sign
(f) significantly reduced or increased movement

compared to the expected design movement (such as
the maximum of more than 20% variation or 1∕2 in.
from the expected travel)
(g) pipe sagging that may require support adjustment

or the reanalysis and redesign of the support system
(h) spring support unit riding at either the top or the

bottom of the available travel
(i) need for adjustment of spring support load-carrying

capacity
(j) need for adjustments of support rods or turnbuckle
(k) loose or broken anchors
(l) inadequate clearances at guides or limit stops
(m) inadequate clearances between safety valve vent

pipes, discharge elbows, and drip pans
(n) any failed or deformed support or support compo-

nent (such as hanger, guide, U-bolt, anchor, snubber or
shock absorber, dampener, and slide support) or
supporting steel
(o) unacceptable movement in expansion joints
(p) low fluid levels in hydraulic pipe restraints
(q) severely damagedormissing lagging and insulation
(r) loose or missing fastener

V-8 PIPING CORROSION

V-8.1 General

V-8.1.1 This section pertains to the requirements for
inspection of critical piping systems thatmay be subject to
internal or external erosion or corrosion, such as buried
pipe, piping in a corrosive atmosphere, or piping having
corrosive or erosive contents. Requirements for inspec-
tion of piping systems to detect wall thinning of piping
and piping components due to flow-accelerated corrosion
(FAC) are also included. FAC of carbon steel piping may
occur at locationswhere high fluid velocity exists adjacent
to the metal surface, due to either high velocity or the
presence of some flow discontinuity (elbow, reducer,
expander, tee, control valve, etc.) causing high levels of
local turbulence. The FAC process may be associated
with wet steam or high-purity, low-oxygen-content
water systems. Damage may occur under both single-
and two-phase flow conditions. Piping systems that
may be damaged by FAC include, but are not limited
to, feedwater, condensate, heater drains, and wet
steam extraction lines. Maintenance of corrosion
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Form V-7.5-1   Piping System Support Design Details

Utility    Plant    Unit   Sheet  of

Piping system

Support 
Designation Type [Note (1)] Manufacturer/Specification

Unit
Design Travel

Total Predicted

Design
Loads

Cold Hot

Design
Elevation

Cold [Note (2)]

Hot/Cold
Indicator

Positions [Note (3)]

NOTES:
(1)  For constant spring support and variable spring support types, indicate by "CS" or "VS." For rigid rod, rigid strut, anchor, guide, sliding, sway brace, snubber,
 or other type of support, indicate by "RR," "RS," "A," "G," "S," "SB," "SN," or "other,” respectively. Other support types should be described in some
 manner. Directional orientations such as vertical, lateral, and axial may be noted as subscripts, e.g., "RRv," "RRLat," and "RRAx."
(2) Elevation of centerline of pipe after cold springing and final support setting with line code.
(3)  Design information: "CS" — percentage from topped-out; "VS" — loads.
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Form V-7.5-2   Hot Walkdown of Piping System Supports

Support 
Designation

NOTES:
(1) For constant spring support and variable spring support types, indicate by "CS" or "VS." For rigid rod, rigid strut, anchor,
 guide, sliding, sway brace, snubber, or other type of support, indicate by "RR," "RS," "A," "G," "S," "SB," "SN," or "other,”
 respectively. Other support types should be described in some manner. Directional orientations such as vertical, lateral,
 and axial may be noted as subscripts, e.g., "RRv," "RRLat," and "RRAx."
(2) Design information: "CS" — percentage from topped-out; "VS" — load/in.
(3) Examples: photograph number, broken rod, bent rod, topped-out, bottomed-out, missing indicator, missing clevis nut,
 loose nut, or missing scale indicator.
(4) Examples: adjust travel, repair support, on a watch list, or OK.

Utility   Plant    Unit           Sheet          of 

Piping system   Date    Read by

Operating temperature  °F               Operating pressure        psig            Load                 MW

Reading 
Orientation

Type
[Note (1)]

Position Indicator 
Stamps

Hot Cold

Hot Arrow
Indicator [Note (2)]

Comments [Note (3)]
and Recommendations [Note (4)]
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Form V-7.5-3   Cold Walkdown of Piping System Supports

Support 
Designation

NOTES:
(1) For constant spring support and variable spring support types, indicate by "CS" or "VS." For rigid rod, rigid strut, anchor,
 guide, sliding, sway brace, snubber, or other type of support, indicate by "RR," "RS," "A," "G," "S," "SB," "SN," or "other,”
 respectively. Other support types should be described in some manner. Directional orientations such as vertical, lateral,
 and axial may be noted as subscripts, e.g., "RRv," "RRLat," and "RRAx."
(2) Design information: "CS" — percentage from topped-out; "VS" — load/in.
(3) Examples: photograph number, broken rod, bent rod, topped-out, bottomed-out, missing indicator, missing clevis nut,
 loose nut, or missing scale indicator.
(4) Examples: adjust travel, repair support, on a watch list, or OK.

Utility   Plant    Unit           Sheet          of 

Piping system   Date    Read by

Reading 
Orientation

Type
[Note (1)]

Position Indicator 
Stamps

Hot Cold

Cold Arrow
Indicator [Note (2)]

Comments [Note (3)]
and Recommendations [Note (4)]
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control equipment and devices is also part of this section.
Measures in addition to those listed herein may be
required.

V-8.1.2 Where corrosion is cited in this section, it is to
be construed to include anymechanism of corrosion and/
or erosion. Recommended methods for monitoring and
detection, acceptance standards, and repair/replacement
procedures for piping components subjected to various
erosion/corrosion mechanisms, including flow-assisted
corrosion, are provided in Nonmandatory Appendix IV.

V-8.1.3 Guidance for the evaluation and monitoring of
carbon steel piping susceptible to erosion/corrosion
(flow-assisted corrosion) is provided in Nonmandatory
Appendix IV, para. IV-5.

V-8.2 Procedures

V-8.2.1 The Operating Company shall establish proce-
dures to cover the requirements of this paragraph.

V-8.2.2 Procedures shall be carriedoutbyorunder the
direction of persons qualified by training or experience in
corrosion control and evaluation of piping systems for
corrosion damage.

V-8.2.3 Procedures for corrosion control shall include,
but not be limited to, the following:
(a) maintenance painting to resist external ambient

conditions
(b) coating and/or wrapping for external protection of

buried or submerged systems
(c) lining to resist internal corrosion from system fluid

when applicable
(d) determining the amount of corrosion or erosion of

the piping system internals caused by the flowing fluid
(e) determining the amount of external corrosion

caused by ambient conditions, such as atmosphere,
buried in soil, installed in tunnels or covered trenches,
and submerged underwater
(f) preparing records that shall include all known

leakage information, type of repairmade, location of cath-
odically protected pipe, and the locations of cathodic
protection facilities including anodes
(g) examining records from previous inspections and

performing additional inspections where needed for
historical records

V-8.3 Records

V-8.3.1 Tests, surveys, and inspection records to indi-
cate the adequacy of corrosion control shall bemaintained
for the service life of the piping system. This should
include records of measured wall thickness and rates
of corrosion.

V-8.3.2 Inspection and maintenance records of
cathodic protection systems shall be maintained for
the service life of the protected piping.

V-8.3.3 Observations of the evidence of corrosion
found during maintenance or revision to a piping
system shall be recorded.

V-8.4 Examination of Records

V-8.4.1 Records shall be examined and evaluated by
trained personnel.

V-8.4.2 Where inspections or leakage history indicate
that active corrosion is taking place to the extent that a
safety hazard is likely to result, applicable portions of the
system shall be replaced with corrosion-resistant mate-
rials or with materials that are protected from corrosion,
or other suitable modifications shall be made.

V-8.5 Frequency of Examination

V-8.5.1 Within 3 yr after original installation, each
piping system shall be examined for evidence of corrosion
in accordance with the requirements established by the
Operating Company’s procedures. Piping in severe service
or environmental conditions should be inspected initially
within a time framecommensuratewith the severityof the
service or environment. Corrective measures shall be
taken if corrosion is above the amount allowed for in
the original design.

V-8.5.2 Continued examination shall bemade at inter-
vals basedon the results of the initial inspection, but not to
exceed 5 yr, with corrective measures being taken each
time that active corrosion is found.

V-8.5.3 Examination for evidenceof internal corrosion
shall be made by one of the following:
(a) drilled hole with subsequent plugging
(b) ultrasonic test for wall thickness determination
(c) removal of representative pipe section at flange

connections or couplings
(d) removal of short section of pipe
(e) radiography for evidence of wall thinning
(f) borescope or videoprobe examination
(g) a method equivalent to those in (a) through (f)

V-8.5.4 Examinations for evidence of external corro-
sion shall bemade after removal of covering, insulation, or
soil on a representative short section of the piping system,
taking into consideration varying soil conditions.

V-9 PIPING ADDITION TO EXISTING PLANTS

V-9.1 Piping Classification

Piping and piping components that are replaced, modi-
fied, or added to existing piping systems are to conform to
the edition and addenda of the Code used for design and
construction of the original systems, or to later Code
editions or addenda as determined by the Operating
Company. Any additional piping systems installed in
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existing plants shall be considered as newpiping and shall
conform to the latest edition of the Code.

V-9.2 Duplicate Components

Duplicates of original components and materials are
permitted for permanent replacements, provided the
renewal is a result of reasonable wear and not the
result of the improper application of the material, such
as temperature and corrosive environment.

V-9.3 Replacement Piping and Piping Components

Where replacement components differ from the
original components with respect to weight, dimensions,
layout, ormaterial, thedesignof theaffectedpipingsystem
shall be rechecked for the following design considera-
tions:
(a) Hangers and supports shall be adequate for addi-

tional or altered distribution of weight. They shall accom-
modate the flexibility characteristics of the altered piping
system.
(b) Changes in stresses imposed on both existing and

replacement components of the piping shall be evaluated
and compensation shall be made to prevent overstress in
any part of the entire altered piping system.

V-10 PRESSURE RELIEF DEVICES

V-10.1 General

This section is applicable to pressure relief devices
(PRDs) as defined by ASME PTC 25, Pressure Relief
Devices. Except as otherwise noted, or as applicable,
all references to PRDs shall be considered to include
both reclosing and nonreclosing PRDs. PRDs shall be
maintained in good working condition. Also, discharge
pipes and their supports shall be inspected routinely
and maintained properly. Any evidence of blowback at
the drip pan of open PRD vent systems should be
noted and its cause determined and corrected. Precau-
tionary safeguards should be considered and provided
to protect against the detrimental impact of discharge
from PRDs on personnel and other equipment located
in the surrounding area. These safeguards should also
consider the impact from discharge that may prevent
or restrict personnel from taking corrective actions nec-
essary to permit the continued safe operation of the PRD
vent systems and other nearby equipment.

V-10.2 Inspection, Testing, and Adjustment

V-10.2.1 Determination of appropriate inspection and
testing of PRDs for pressure setting or functionality shall
be in accordance with written procedures that incorpo-
rate the requirements of regulatory agencies, operational
history and previous inspection results, jurisdictional re-
quirements, and manufacturer’s instructions. Inspection
and applicable online testing should be performed and

documented just prior to a planned outage so that any
required repair or maintenance, except spring and blow-
down ring adjustments, can be performed during the
outage, thereby assuring tight devices upon return to
service. It is recommended that all rupture disks and
breaking pin type devices be replaced periodically to
prevent unintended and premature failure.

V-10.2.2 The setting or adjustment of PRDs shall be
done by personnel trained in the operation and mainte-
nance of such devices. PRDs, as applicable, shall be tested
after any change in setting of the spring or blowdown ring.
Appropriate seals should be used to assure that there is no
unauthorized tampering with the device settings. Repairs
to PRDs and disassembly, reassembly, and/or adjust-
ments affecting the pressure relief device function,
which are considered a repair, should be performed by
an authorized repair organization.2

V-10.3 Operation

The precautions stated in themanufacturer’s operating
manual or instruction books shall be followedwhen oper-
ating valve-type PRDs. In general, these precautions will
include the following:
(a) Hand lifting is permitted. Assistance, as required,

may be accomplished by the use of small wires or chains.
(b) Striking or hammering the valve body shall not be

permitted. Only the hand-test lever shall be used.
(c) Attempts to stop leakage through the valve seat

shall not be made by compressing the spring.

V-11 DYNAMIC LOADING

Evidence of excessive dynamic loadingmay include, but
is not limited to, observation of abnormal piping motion,
abnormal sounds from the piping, insulation damage,
permanent displacement of piping, distortion of pipe
hangers/supports/restraints, fluid links, and distortion
of structural steel.

V-11.1 Water Hammer

V-11.1.1 Water hammer includes any water or other
liquid transient event such as pressure surge or impact
loading resulting from a sudden or momentary change
in flow or flow direction.

V-11.1.2 Water hammer could be the result of an incor-
rectly sloped pipe intended for steam condensate drain-
age.Water hammer problems resulting fromaccumulated
condensate in a steam line cannot be solved simply by
adding restraints. Corrective actionmay include changing

2 Examplesof organizations thatmaybeauthorizedby theowner, orby
the local jurisdiction, to perform repairs on PRDs include, but are not
limited to, the original devicemanufacturer or a repair organization that
holds a National Board of Boiler and Pressure Vessel Inspectors (NB-23)
VR stamp.
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line slopes, adding drain pots, adding warm-up lines
around valves, and checking for leaking desuperheaters,
faulty electrical controls on automatic drains, etc.

V-11.1.3 Water hammer due to column separation in
feedwater or booster pump suction piping results when
the deaerator pegging pressure is not maintained. This
type of water hammer can be particularly severe and
requires prompt attention to control and reduce it.

V-11.1.4 Asapriority, corrective action should address
the causeofwaterhammer first. If such correctiveaction is
ineffective in reducing the effects of water hammer to ac-
ceptable levels, installation of restraintsmay be necessary
to limit pipingdisplacements and/ordamage from fatigue.

V-11.2 Steam Hammer

Dynamic loads due to rapid changes in flow conditions
and fluid state in a steam piping system are generally
called steam hammer loads. Piping response to these
momentary unbalanced loads can be significant in
high-pressure steam systems, such as main steam, hot
and cold reheat steam, bypass, and auxiliary steam
systems that are subject to rapid interruptionor establish-
ment of full steam flow.

V-12ð22Þ DAMAGE MECHANISMS

As discussed in para. 145, creep is a material degrada-
tion mechanism that must be considered when designing
many CPS; detailed information regarding creep damage
isprovided inpara.V-13.However, otherdamagemechan-
isms may also require consideration by the Operating
Company so that appropriate monitoring, maintenance,
or repairs can be performed, as necessary. Factors that
can influence the potential for these mechanisms to
occur include operating conditions, operating history,
system geometry, materials of construction, and stress
levels.
(a) If a specific damage mechanism other than creep is

considered to be active or potentially active, programs or
procedures related to monitoring or evaluating such a
damage mechanism shall be carried out by, or under
the direction of, persons qualified by training and experi-
ence in the assessment of material damage in power plant
piping.
(b) Brief descriptions of some of the potential damage

mechanisms that can affect CPS (including creep) are
provided in (1) through (16) below. Additional informa-
tion on material degradation mechanisms is provided in
ASMEBPVC, Section II, PartD,NonmandatoryAppendixA;
ASME BPVC, Section III, Nonmandatory Appendix W; API
570; and API 571.

(1) creep: as described in para. V-13, a stress-,
temperature-, time-, and material-dependent plastic
deformation process that can eventually lead to crack
initiation and failure.

(2) fatigue: amechanism ofmicrostructural damage,
crack initiation, and crack propagation caused by cyclic
loading.

(3) creep/fatigue interaction: amechanism bywhich
creep damage and fatigue damage occur concomitantly,
thereby increasing the propensity for crack formation
and failure.

(4) corrosion fatigue: a mechanism that is normally
initiated at the internal surface of water-wetted tubing
and piping and results from cyclic loads (thermal or
mechanical) repetitively cracking internal oxide layers
and exposing new metal to fluid within the system.

(5) differential thermal expansion/contraction: a
mechanism in which high localized stresses can result
from joined materials or components with different
thermal expansion coefficients. A common location for
resulting damage is along the fusion lines of dissimilar
metal welds (DMWs).

(6) thermal fatigue: a form of fatigue failure wherein
the driving force for crack initiation and propagation is
cyclic thermal stresses, which are normally greatest
near attachment points or geometric features that act
as stress risers.

(7) thermal degradation: a general mechanism by
which exposure to excessive temperatures causes micro-
structural changes and an undesirable change in material
properties, including ductility and strength. This
mechanism can occur rapidly or over a very long
period of time; the rate at which this mechanism
occurs is dependent on the temperature exposure
(both magnitude and duration).

(8) thermal shock: a mechanism in which rapidly
changing thermal conditions induce deformation or
cracking associatedwith high stresses caused by localized
differential thermal expansion.

(9) thermal ratcheting: a mechanism in which cyclic
thermal loading causes an accumulation of plastic strain
and associated geometry changes or material damage.

(10) erosion: a mechanical degradation mechanism,
which includes the specific case of cavitation damage, in
which wall loss occurs, either on a general basis or in a
localized region, due to wear by flowing fluid.

(11) flow-accelerated corrosion (FAC): a specific
mechanism of damage in which wall loss occurs due to
a breakdown of the protective internal oxide and subse-
quent corrosionor oxidation of themetal; also called flow-
assisted corrosion.

(12) graphitization: a long-term damagemechanism
that affects some carbon and low alloy steels through the
transformation of carbides into graphite particles or
flakes, either in the basemetal or alongweld heat-affected
zones.

(13) corrosion: a broad category of degradation in-
volving any of a wide range of specific mechanisms that
reduce wall thickness uniformly (general corrosion) or in
a localized manner (localized corrosion, including pitting
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corrosion, crevice corrosion, and underdeposit corro-
sion).

(14) stress corrosion cracking (SCC): a specific
mechanism of corrosion involving a combination of
susceptible material, a material-specific corrodant, and
tensile stress, which results in crack initiation and propa-
gation with virtually no wall loss.

(15) mechanical damage (gouges, dents, etc.): a
physical damage mechanism affecting component integ-
rity by providing, e.g., stress concentrations, potential
crack initiation sites, or possible altered flow conditions.

(16) deformation/overload: a physical damage
mechanism affecting component integrity through
plastic deformation, which can result in, e.g., stress redis-
tribution, wall thinning, or changes to flow conditions.

V-13 CREEP

V-13.1 General

V-13.1.1 For materials operating in the creep regime,
accelerated creep damage, including rupture, can occur
from prolonged operation at high stress levels. Further-
more, creep damage can be accelerated through
prolonged exposure to temperatures or pressures
above design values.

Since creep damage is time dependent, the Operating
Company should periodically select high-priority creep
damage areas for examination, based on the guidelines
provided in para. V-13.2.

V-13.1.2 The effect of temperature on the time to
failure due to creep is illustrated in Figure V-13.1.2-1.
As an example, based on 11∕4Cr–1∕2Mo and 21∕4Cr–1Mo
material creep rupture properties, this figure indicates
the appropriate percentage change in the time to
failure for variations in the steady operating temperature.

Figure V-13.1.2-1
Effect of Various Steady Operating Temperatures on Time to Failure Due to Creep

Steady Operation at a Temperature Relative to X, °F (°C)
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GENERAL NOTES:
(a) This figure illustrates the significant effect of temperature variance on time to failure due to creep. The illustration should not be used for

piping life assessment, because other attributes and fluctuations are not considered.
(b) The curve is based on 11∕4 Cr–1∕2Mo and 21∕4Cr–1Mo material creep rupture properties.
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For example, a component constantly operates at a spe-
cific temperature, X, that is within the material creep
regime. If the component continuously operates at 9°F
(5°C) below X, the time to failure due to creep is increased
by about 45%. If the component continuously operates at
9°F (5°C) above X, the time to failure is decreased by about
30%.

V-13.1.3ð22Þ The remaining useful life of a componentmay
be estimated by determining the extent of current and
predicted creep and fatigue damage. The evaluation
should consider the past and future (estimated) tempera-
tures, pressures, and redistributed multiaxial (bending
and through-wall) stresses for the applicable service-
degraded material within the component. Independent
evaluations may be appropriate for parent metal, weld
metal, or heat-affected zones at welds.

V-13.2 Procedures

V-13.2.1 The Operating Company shall develop a
program and procedures to determine the extent of
creep damage. The procedures shall be carried out by,
or under the direction of, persons qualified by training
and experience in the evaluation of creep effects in
power plant piping. The NDE and evaluation procedures
may include the following considerations:
(a) a review of prior NDE results to determine the

extent of prior creep damage.
(b) liquid penetrant, magnetic particle, radiographic,

or ultrasonic examination, and other NDE methods
approved by the Operating Company to detect surface
and internal cracks.
(c) diametral measurements to detect creep swelling.
(d) an examination of the microstructure to determine

the degree ofmaterial degradation. This can be performed
by surface replication techniques, metallography using
specimens obtained by boat-sampling or trepanning,
and other methods approved by the Operating Company.

V-13.2.2 A procedure should be developed to select
piping system areas more likely to have greater creep
damage. The procedure should include an evaluation
process, which may include a review of
(a) material specifications
(b) operating stress levels
(c) previous walkdown results (considering noted

anomalies)
(d) NDE results
(e) operatinghistory (including temperature,pressure,

and severe transient events)
(f) cycles (for creep–fatigue interaction)
(g) maintenance history
(h) industry experience
The procedure should establish a prioritized examina-

tion schedule based on the evaluation process. Following
an examination, the evaluation process should be periodi-
cally repeated to select subsequent sets of high-priority

creep damage areas. The frequency of examination shall
be in accordance with para. V-13.5.

To evaluate the potential for accelerated creep damage
in longitudinal seam welds, para. 102.4.7 may be used to
provide seam weld strength reduction factors.

V-13.3 Records

Records of creep damage survey findings and evalua-
tions shall be maintained in accordance with paras. 140
and 141.

V-13.4 Examination of Records

V-13.4.1 Records of creep damage surveys and test
reports shall be examined by personnel qualified, by
training and experience, to evaluate and interpret NDE
and metallographic studies.

V-13.4.2 Where surveys and examinations of piping
systems operating in the creep range indicate that
creep damage has progressed to an unacceptable level
(determined by the Operating Company), those portions
of the piping system shall be considered for more exten-
sive evaluations or replacement.

V-13.5 Frequency of Examination

The frequency of examination, determined by the Oper-
ating Company, should be based on previous evaluation
results and industry experience. Particular consideration
should be given to the selected high-priority weldments.

V-14 RERATING PIPING SYSTEMS

V-14.1 Conditions

An existing piping system may be rerated for use at a
higher pressure and/or temperature if all of the following
conditions are met:
(a) A design analysis shall be performed to demon-

strate that the piping system meets the requirements
of the Code at the new design conditions.
(b) The condition of the piping system and support/

restraint scheme shall be determined by field inspections
and the examination of maintenance records, manufac-
turer’s certifications, and/or other available information
toensureconformancewith theCoderequirements for the
new design conditions.
(c) Necessary repairs, replacements, or alterations to

the piping system are made to conform with the require-
ments prescribed in (a) and (b).
(d) The systemhas been leak tested to a pressure equal

to or greater than that required by the Code for a new
piping system at the new design conditions.
(e) The rate of pressure and temperature increase to

the highermaximum allowable operating conditions shall
be gradual so as to allow sufficient time for periodic
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observations of the piping system movements and leak
tightness.
(f) Records of investigations, work performed, and

pressure tests conducted in rerating the piping
systems shall be preserved for the service life of the
piping systems.
(g) All safety valves, relief valves, and other pressure-

relievingdevicesmustbeexamined, and recertified for the
newpressure–temperature design conditions. Capacity of
relieving equipment shall be investigated if the design
pressure and/or temperature is changed in rerating a
piping system.

V-15 REPAIR OF PIPING SYSTEMS

V-15.1 Guidance for Repairs

The referenced standards/codes listed below may be
used by the Operating Company to assist in the prepara-
tion of repair procedures. This list is not intended to be all-
inclusive, nor should it be considered an endorsement of
the listed referenced standards. Jurisdictional require-
ments may also apply and should be reviewed prior to
making any repairs.
(a) ASME PCC-2, Repair of Pressure Equipment and

Piping
(b) ANSI/NB-23, National Board Inspection Code —

Part 3: Repairs and Alterations
(c) API 570, Piping Inspection Code: In-service Inspec-

tion, Rating, Repair, and Alteration of Piping Systems
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NONMANDATORY APPENDIX VII
PROCEDURES FOR THE DESIGN OF RESTRAINED

UNDERGROUND PIPING

FOREWORD

The Code contains rules governing the design, fabrica-
tion, materials, erection, and examination of power piping
systems. Experience over the years has demonstrated that
these rules may be conservatively applied to the design
and analysis of buried piping systems.However, theASME
B31.1 rules were written for piping suspended in open
space, with the supports located at local points on the
pipe. Buried piping, on the other hand, is supported,
confined, and restrained continuously by the passive
effects of the backfill and the trench bedding. The
effects of continuous restraint cannot be easily evaluated
by the usual methods applied to exposed piping, since
these methods cannot easily accommodate the effects
of bearing and friction at the pipe/soil interface. Accord-
ingly, this Appendix has been prepared to illustrate and
clarify the application of Code rules to restrained buried
piping.

All components in the buried piping system must be
given consideration, including the building penetrations,
branches, bends, elbows, flanges, valves, grade penetra-
tions, and tank attachments. It is assumed that welds are
made in accordance with this Code and that appropriate
corrosion protection procedures are followed for buried
piping.

This Appendix provides analytic and nomenclature
definition figures to assist the designer, and is not
intended to provide actual design layout. Sample calcula-
tions for various configurations of semirigid buried piping
have been provided at the end of the text to assist the
designer in the application of these procedures.

VII-1 SCOPE AND DEFINITIONS

VII-1.1 Scope

The scope of this Appendix is confined to the design of
buried piping as defined in para. VII-1.2. Thermal expan-
sion in buried piping affects the forces, the resulting
bending moments and stresses throughout the buried
portions of the system, particularly at the anchors,
building penetrations, buried elbows and bends, and
branch connections, and it is the designer’s responsibility
to consider these forces. This Appendix, however, deals

only with the buried portions of the system, and not
the complete system.

The design and analysis of buried piping requires that
careful attention be paid to
(a) all loads acting on the system
(b) the forces and the bending moments in the piping

and piping components resulting from the loads
(c) the loading and stress criteria
(d) general design practices

VII-1.2 Definitions
confining pressure: the pressure imposed by the
compacted backfill and overburden on a buried pipe.
Confining pressure is assumed to act normal to the
pipe circumference.
flexible coupling: a piping component that permits a small
amount of axial or angular movement while maintaining
the pressure boundary.
friction: the passive resistance of soil to axial movement.
Friction at the pipe/soil interface is a function of confining
pressure and the coefficient of friction between the pipe
and the backfill material. Friction forces exist only where
there is actual or impending slippage between the pipe
and soil.
influence length: theportionof a transversepipe run that is
deflected or “influenced” by pipe thermal expansion along
the axis of the longitudinal run.
modulus of subgrade reaction: the rate of change of soil
bearing stress with respect to compressive deformation
of the soil. It is used to calculate the passive spring rate of
the soil.
penetration: thepoint atwhichaburiedpipeenters thesoil
either at grade or from a wall or discharge structure.
settlement: the changes in volume of soil under constant
load that result in the downwardmovement, over a period
of time, of a structure or vessel resting on the soil.
virtual anchor: a point or region along the axis of a buried
pipe where there is no relative motion at the pipe/soil
interface.
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VII-1.3 Nomenclature
A = cross-sectional metal area of pipe, in.2
Ac = surface area of a 1-in. long pipe segment,

in.2
a, b, c = quadratic equation functions

Bd = trench width at grade, in.
CD = soil bearing parameter from Table VII-

3.2.3-1, dimensionless
Ck = horizontal stiffness factor for backfill

(ref. [8]), dimensionless
D = pipe outside diameter, in.
dL = length of pipe element, in.
E = Young’s modulus for pipe, psi
f = unit friction force along pipe, lb/in.
Ff = total friction force along effective length, lb

Fmax = maximum axial force in pipe, lb
fmin, fmax = minimum, maximum unit friction force on

pipe, lb/in.
H = pipe depth below grade, in.
I = pipe section moment of inertia, in.⁴
k = soil modulus of subgrade reaction, psi
kh = soil horizontal modulus of subgrade reac-

tion, psi
ki,j = orthogonal soil springs on pipe, lb/in.
kv = soil vertical modulus of subgrade reaction,

psi
L1 = length of transverse pipe run, in.
L2 = length of longitudinal pipe run, in.
L′ = effective slippage length for short pipes, in.
L″ = effective slippage length for long pipes, in.
Lm = minimum slippage length of pipe, in.
n = number of modeling elements for pipe

springs, dimensionless
Nh = horizontal force factor (ref. [8]), dimen-

sionless
P = maximum operating pressure in pipe, psi
Pc = confining pressure of backfill on pipe, psi
SA = allowable expansion stress range, psi
Sh = basicmaterial allowable stress atTdegrees

Fahrenheit, psi
SE = expansion stress, psi
T = maximum operating temperature, °F
t = pipe wall thickness, in.

To = ambient temperature of pipe, °F
w = soil density, lb/ft3, lb/in.3

Wp = unit weight of pipe and contents, lb/in.
α = coefficient of thermal expansion of pipe,

in./in./°F
β = pipe/soil system characteristic (ref. [2]),

in.−1
ε = pipe unit thermal expansion, in./in.
μ = coefficient of friction, dimensionless
Ω = effective length parameter, in.

VII-2 LOADS

VII-2.1 Thermal Expansion

Thermal displacements at the elbows, branch connec-
tions, and flanges in a buried piping system and the forces
and moments resulting from the displacements may be
determined by analyzing each buried run of pipe using
the method described in this Appendix.

VII-2.1.1 Installations With Continuous Runs. For
buried piping installations that contain continuous
runs without flexible couplings, the passive restraining
effects of soil bearing on the transverse legs at the
ends of long runs subject to thermal expansion may be
significant and result in high axial forces and elbow or
branch connection bending moments.

VII-2.1.2 Installations With Flexible Couplings. For
buried piping installations that incorporate flexible
couplings into the pipe runs subject to thermal expansion,
the bending moments and stresses may be substantially
reduced. However, the flexible couplings must be chosen
carefully to accommodate the thermal expansion in the
pipe, and the friction forces or stiffness in the coupling
must be considered.

VII-2.1.3 Installations With Penetration Anchors. For
buried piping systems in which the building penetration
provides complete restraint to the pipe, it is necessary to
calculate the penetration reactions to thermal expansion
in the initial buried run. If this run incorporates flexible
couplings, piping reactions at the penetration resulting
from unbalanced forces due to internal pressure must
be considered.

VII-2.1.4 Installations With Flexible Penetrations.
For buried piping systems in which the building penetra-
tions permit some axial or angular movements, the inter-
actionbetween theburied runoutside thepenetrationand
the point-supported portion of the system inside the
building must be considered.

VII-2.2 Pressure

Pressure loads in buried piping are important for two
primary reasons.

VII-2.2.1 In pipe runs that incorporate flexible
couplings, there is no structural tie between the
coupled ends, with the result that internal pressure
loads must be reacted externally. External restraint
may be provided by thrust blocks, external anchors,
soil resistance to elbows or fittings at each end of the
pipe run, or control rods across the coupling. Where
one or both of the ends terminate at a penetration or
an anchor, or at connected equipment such as a pump
or vessel, the pressure forces can be quite high and
must be considered in the anchor or equipment design.
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VII-2.2.2 For discharge structures, the reaction forces
due toupstreampressureandmass flowmomentumin the
discharge leg may be high and must be considered in the
design of the last elbow or bend before the discharge.

VII-2.3 Earthquake

An earthquake subjects buried piping to axial loads and
bendingmoments fromsoil straindue to seismicwaves, or
from ground faulting across the axis of the pipe. The
seismic soil strain can be estimated for a design earth-
quake in a specific geographical region, from which
design values for forces and moments in buried piping
can be calculated. However, consideration of the magni-
tude and effects of seismic ground faulting on buried
piping is beyond the scope of this Appendix.

VII-3 CALCULATIONS

The calculations for stresses in restrained underground
piping are carried out in four steps, as follows.

VII-3.1 Assembling the Data

The pipe material and dimensions, soil characteristics,
and operating conditions must be established.

VII-3.1.1 Pipe Data

(a) pipe outside diameter, D, in.
(b) wall thickness, t, in.
(c) length of pipe runs, L1 (transverse) and L2 (longi-

tudinal), in.
(d) Young’s modulus, E , psi (from Mandatory

Appendix C)
(e) pipe depth below grade, H, in.

VII-3.1.2 Soil Characteristics

(a) soil density, w, lb/ft3 (from site tests)
(b) type of backfill
(c) pipe trench width at grade, Bd, in.
(d) range of coefficient of friction, μ, between pipe and

backfill

VII-3.1.3 Operating Conditions

(a) maximum operating pressure, P, psi
(b) maximum pipe temperature, T, °F
(c) ambient pipe temperature, To, °F
(d) pipe coefficient of thermal expansion, α, in./in./°F

VII-3.2 Calculations of Intermediate Parameters

The parameters specified in paras. VII-3.2.1 through
VII-3.2.6 must be calculated.

VII-3.2.1 Maximum Relative Strain, ε, at the Pipe/Soil
Interface, in./in. For thermal expansion, this is the unit
thermal elongation of the unrestrained pipe

= T T( )o (1)

where
T − To = difference between operating and installa-

tion temperatures
α = coefficient of thermal expansion

VII-3.2.2 Modulusof Subgrade Reaction,k, psi.This is
a factor that defines the resistance of the soil or backfill to
pipe movement due to the bearing pressure at the pipe/
soil interface. Several methods for calculating k have been
developed by Audibert and Nyman (ref. [7]), Trautmann
and O’Rourke (ref. [8]), and others ([refs. [4], [5], [6]). For
example (ref. [8]), for pipe movement horizontally, the
modulus of subgrade, kh, may be found by

=k C N wD, psih k h (2)

where
Ck = a dimensionless factor for estimating horizontal

stiffness of compacted backfill. Ck may be esti-
mated at 20 for loose soil, 30 for medium soil,
and 80 for dense or compacted soil.

D = pipe outside diameter, in.
Nh = a dimensionless horizontal force factor from

Figure 8 of ref. [8]. For a typical value where
the soil internal friction angle is 30 deg, the
curve from ref. [8] may be approximated by a
straight line defined by

Nh = 0.285H/D + 4.3

where
H = the depth of pipe below grade at the pipe

centerline, in.
w = soil density, lb/in.3

For pipe movement upward or downward, the proce-
dures recommended in ref. [4] may be applied. Conserva-
tively, the resistance to upward movement may be
considered the same as for horizontal movement with
additional consideration for the weight of the soil. Resis-
tance to downward movement may conservatively be
considered as rigid for most expansion stress analysis.

VII-3.2.3 Unit Friction Force at the Pipe/Soil Inter-
face, f

= +f P A W( ), lb/in.c c p (3)

where
Ac = surface area of a pipe segment, in.2
Pc = confining pressure of soil on pipe, psi
Wp = unit weight of pipe and contents, lb/in.
μ = coefficient of friction between pipe and soil

For piping that is buried within 3 pipe diameters of the
surface, confining pressure, Pc, may be estimated by

ASME B31.1-2022

355

LeKePiping ASME B31.1-2022 | POWER PIPING

LeKe Piping | www.lkpiping.com Document page 364 of 382



=P wH , lb/in.c
2

where
H = the depth below grade, in.
w = the soil density, lb/in.3

For piping that is buried more than 3 pipe diameters
below grade, confining pressure, Pc, is found by using the
modified Marston equation (ref. [9]).

=P wC B , lb/in.c D D
2

where
BD = the trench width, with a maximum value of 24 in.

plus the pipe diameter
CD = a dimensionless parameter obtained from

Table VII-3.2.3-1

VII-3.2.4 Pipe/Soil System Characteristic (ref. [2])

= [ ]k EI/(4 ) , in.1/4 1 (4)

where
E = Young’s modulus for pipe, psi
I = area moment of inertia for pipe, in.⁴
k = soil modulus of subgrade reaction kh or kv, psi

VII-3.2.5 Minimum Slippage Length, Lm (ref. [1])
=L AE f/ , in.m (5)

where
A = pipe cross section area

VII-3.2.6 Maximum Axial Force, Fmax, in the Longitu-
dinal Pipe Run. The maximum axial force in a pipe long
enough for friction force to develop to the point where a
regionof thepipe is totally restrained longitudinallyby the
soil is found by

= =F fL AE , lbmmax (6)

VII-3.3 Classification of the Pipe Runs

VII-3.3.1 Purpose. The classification and subclassifica-
tion of the buried pipe elements are used in choosing the
proper equation for effective slippage length, L′ or L″,
which is then used in calculating piping forces and
stresses. The pipe segment identified by the dimension
L′ or L″ always begins at an elbow, bend, tee, or
branch connection and terminates at the point (described
belowas the “virtual anchor”) atwhich there isno slippage
or relative movement at the pipe/soil interface.

VII-3.3.2 Classification of the Pipe Elements. It is in
the bends, elbows, and branch connections that the
highest stresses are found in buried piping subject to
thermal expansion of the pipe. These stresses are due
to the soil forces that bear against the transverse run
(the run running perpendicular or at some angle to the
direction of the pipe expansion). The stresses are propor-
tional to the amount of soil deformation at the elbow or
branch connection.

Piping elements are divided into threemajor categories
depending on what type of transverse element is being
analyzed, as follows:
Category A: elbow or bend (see Figure VII-3.3.2-1)
Category B: branch pipe joining the longitudinal run (see
Figure VII-3.3.2-2)
Category C: longitudinal run ending in a tee (see
Figure VII-3.3.2-3)
CategoryD: straight pipe, no branchor transverse run (see
Figure VII-3.3.2-4)

Table VII-3.2.3-1
Approximate Safe Working Values of CD for Use in

Modified Marston Formula

Ratio
H/BD

Damp Top
Soil and
Dry and
Wet Sand

Saturated
Top Soil

Damp
Yellow
Clay

Saturated
Yellow
Clay

0.5 0.46 0.47 0.47 0.48
1.0 0.85 0.86 0.88 0.90
1.5 1.18 1.21 1.25 1.27
2.0 1.47 1.51 1.56 1.62
2.5 1.70 1.77 1.83 1.91

3.0 1.90 1.99 2.08 2.19
3.5 2.08 2.18 2.28 2.43
4.0 2.22 2.35 2.47 2.65
4.5 2.34 2.49 2.53 2.85
5.0 2.45 2.61 2.19 3.02
5.5 2.54 2.72 2.90 3.18
6.0 2.61 2.91 3.01 3.32

6.5 2.68 2.89 3.11 3.44
7.0 2.73 2.95 3.19 3.55
7.5 2.78 3.01 3.27 3.65
8.0 2.82 3.06 3.33 3.74
9.0 2.88 3.14 3.44 3.89

10.0 2.92 3.20 3.52 4.01

11.0 2.95 3.25 3.59 4.11
12.0 2.97 3.28 3.63 4.19
13.0 2.99 3.31 3.67 4.25
14.0 3.00 3.33 3.70 4.30
15.0 3.01 3.34 3.72 4.34
∞ 3.03 3.38 3.79 4.50
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Categories A, B, and C are further divided into three
subcategories depending on the configuration of the
pipe run at the end opposite that being analyzed. The
piping elements are classified as follows:
A1, B1, C1: other end free or terminating in a flexible
coupling or joint
A2, B2, C2: other end contains an elbow or tee
A3, B3, C3: other end is anchored

Category D elements include straight runs between an
anchor (either actual or virtual) and a free end or a pipe
section that is connected to an expansion joint.

The elements are further broken down into subtypes
depending on whether the longitudinal run (the pipe
or P leg) and the transverse run (called the T leg) are
long or short with respect to certain criteria. The trans-
verse or T leg is the run against which the soil bears,
producing an in-plane bending moment in elbow,
branch, or tee. (Category D elements have no transverse
leg.)

The strict criterion for a long or short transverse leg is
whether the length of the transverse run, L1, is longer or
shorter than 3π/4β, the length at which the hyperbolic
functions in Hetenyi’s equations (ref. [2]) approach
unity. Thecritical value forL1 isoftencalled the “influence”
length, or that portion of the transverse or T run that is
deflected or “influenced” by seismic soil strain or pipe
thermal expansion along the axis of the longitudinal or
P run. In practice, a critical influence length, L1, of 1/β
to 1.2/βmay often be used, since there is very little defor-
mation or load in that portion of the transverse run that
exceeds this length. This implies that the vast majority of
the bearing load on the transverse or T leg occurs in the
first several feet of the pipe at the bend or branch. In
summary, a transverse pipe is “long” if

L 3 /4 (conservative)1

or
L 1/ to 1.2/ (usually acceptable)1

The criterion for a short or long P leg is whether its
length, L2, is sufficiently long to experience the
maximum force that can develop at the friction interface.
For full maximum friction force (Fmax = εAE) to occur in a
straight pipe axially free at each end, its length, L2, would
have to equal or exceed2LmwithLm calculatedbyeq. (5). If
one end terminates in an elbowor a tee,with theother end
remaining axially unrestrained, the total length, L2, nec-
essary for full friction to develop is L″ + Lm; the friction
force over Lm is equal to the soil bearing force, S, plus the
friction force acting on the length, L′ or L″, which is called
the effective slippage length. The effective slippage length
is the maximum length along which slippage occurs at the
pipe/soil interface of a pipe with a transverse leg or
branch. The effective slippage length, L″, for long pipes
with long transverse legs is calculated by

= +
Ä
Ç
ÅÅÅÅÅÅ

É
Ö
ÑÑÑÑÑÑL F f(1 2 / ) 1 , in.max

1/2 (7)

where
Ω = AEβ/k

and Fmax is calculated by eq. (6).

Figure VII-3.3.2-1
Element Category A, Elbow or Bend

L‘‘, L‘

T leg

P leg

Influence
 length

Actual
 or
 virtual
 anchor

k f

S M

Figure VII-3.3.2-2
Element Category B, Branch Pipe Joining the P Leg

L‘‘, L‘

T leg

P legk f

S M
Influence
 length

Actual
 or
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 anchor

Figure VII-3.3.2-3
Element Category C, Tee on End of P Leg
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T leg

T leg

P leg
k
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 length
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Figure VII-3.3.2-4
Element Category D, Straight Pipe

S

P legf

[Note (1)]

Actual
 or
 virtual
 anchor

NOTE: (1) Expansion joint pressure load plus sliding or convolution
loads.
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Equation (7) applies to bends, tees, and branches.
Although eq. (7) was developed for the case where L2
= L″ + Lm, it applies also for any case where L2 > L″ +
Lm, since the length of the region where there is zero slip-
page at the friction interface is immaterial (ref. [1]). Using
L″ as calculated by eq. (7), it can now be established that a
P leg is classified as long if it meets the following criteria:
(a) for Types A1, B1, and C1, L2 ≥ Lm + L″
(b) for Types A2, B2, and C2, L2 ≥ 2L″
(c) for Types A3, B3, C3, and D, L2 ≥ L″
The point located a distance L′ or L″ from the bend,

branch, or tee is called the virtual anchor, since it acts
as if it were a three-axis restraint on the pipe.

VII-3.3.3 Locating the Virtual Anchor. Calculation of
the forces and moments in buried piping at changes in
direction requires that the location of the virtual
anchor (the effective slippage length, L′, away from the
bend or branch element) in the P run and deformation,
δ, of the soil at the buried element be established. For
elements of all typeswith long P legs, L″may be calculated
by eq. (7).

ForTypesA1,B1, andC1elements (withoneendof theP
leg freeorunrestrainedaxially)with “short” P legs,L′must
be found by a less direct method as follows (ref. [1]):

= +
Ä

Ç
ÅÅÅÅÅÅÅÅÅ

É

Ö
ÑÑÑÑÑÑÑÑÑ( )L b b ac a4 /2 , in.2 1/2

(8)

where
a = 3f/(2AE)
b = ϵ − fL2/(AE) + 2fβ/k
c = −fβL2/k

However, the most highly stressed runs in a buried
piping system typically are restrained at both ends, by
either a combination of transverse runs or a transverse
and an anchor (either real or virtual).

ForTypesA2,B2, andC2elementswith short P legs,L′ is
expressed by

=L L /2, in.2 (9)

ForTypesA3,B3,C3, andDelementswith shortP legs,L′
is expressed by

=L L , in.2 (10)

VII-4 COMPUTER MODELING OF BURIED PIPING

VII-4.1 Determination of Stresses

With f,k, andL′ orL″ established, the stresses in aburied
pipe due to thermal expansion can be determined with a
general-purpose pipe stress computer program. A buried
piping systemcanbemodeledwith a typicalmainframeor
microcomputer pipe stress program by breaking the
buried portions into elements of convenient length and
then imposing a transverse spring at the center of

each element to simulate the passive resistance of the
soil. The entire pipe can be divided into spring-restrained
elements in this manner; however, the only regions of the
pipe that really need to bemodeled in this manner are the
lengths entering and leaving elbows or tees. The analyst
should refer to the program users’ manual for guidance in
modeling soil springs.

All pipe stress computer programs with buried piping
analysis options require that the following factors be
calculated or estimated:
(a) location of the virtual anchor (dimension L′ or L″)
(b) soil spring rate, ki,j, which is a function of the

modulus of subgrade reaction, k
(c) influence length, also a function of k
Someprograms ignore the frictionat thepipe/soil inter-

face; this is conservative for calculating bending stresses
on the buried elbows and branch connections but may be
unconservative for calculating anchor reactions.

VII-4.2 Determination of Element Lengths

The element lengths and transverse soil spring rates for
each element are calculated by the following procedure.

VII-4.2.1 Establish the element length, dL, and the
number n of elements, as follows:
(a) Set the element length to be equal to between 2 and

3pipe diameters. For example, dL for aNPS6maybe set at
either 1 ft or 2 ft, whichever is more convenient for the
analyst.
(b) Establish the number of elements, n, by

=n dL(3 /4 )/ (11)

This gives the number of elements, each being dL inches in
length, to which springs are to be applied in the computer
model. Thenumber of elements,n, is always roundedup to
an integer.

VII-4.2.2 Calculate the lateral spring rate, ki,j, to be
applied at the center of each element.

=k kdL , lb/in.i j, (12)

where
k = the modulus of subgrade reaction calculated from

eq. (2).

VII-4.2.3 Calculate the equivalent axial load necessary
to simulate friction resistance to expansion. The friction
resistance at the pipe/soil interface can be simulated in
the computer model by imposing a single force Ff in a
direction opposite that of the thermal growth.

=F fL fL/2 or /2, lbf (13)

VII-4.2.4 Incorporate the springs and the friction force
in the model. The mutually orthogonal springs ki,j are
applied to the center of each element, perpendicular to
the pipe axis. Shorter elements, with proportionally
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smaller values for the springs on these elements, may be
necessary tomodel the soil restraint at elbows and bends.
The friction force, Ff, for each expanding leg is imposed at
or near the elbow tangent node, opposite to the direction
of expansion.

VII-4.3 Determination of Soil Parameters

Soil parameters are difficult to establish accurately due
to variations in backfill materials and degree of compac-
tion. Consequently, values for elemental spring constants
on buried pipe runs can only be considered as rational
approximations. Stiffer springs can result in higher
elbow stresses and lower bending stresses at nearby
anchors, while softer springs can have the opposite
effects. Backfill is not elastic; testing has shown that
soil is stiffest for very small pipe movements, but
becomes less stiff as the pipe movements increase. Refer-
ences [4], [7], and [8]discuss soil stiffnessand recommend
procedures for estimating values for k that are consistent
with the type of soil and the amount of pipe movement
expected. The analyst should consult the project geotech-
nical engineer forassistance in resolvinganyuncertainties
in establishing soils parameters, such as the modulus of
subgrade reaction, k; confining pressure, pc; and coeffi-
cient of friction, μ.

VII-4.4 Pipe With Expansion Joints

An expansion joint must be considered as a relatively
free end in calculating stresses onburied elbowsand loads
on anchors. Since incorporation of expansion joints or
flexible couplings introduces a structural discontinuity
in the pipe, the effects of the unbalanced pressure load
and the axial joint friction or stiffness must be superim-
posed on the thermal expansion effects to determine the
maximum pipe stresses and anchor loads.

VII-4.5 Pipe Stresses at Building Penetrations

Stresses at building penetrations can be calculated
easily after the reactions due to thermal expansion in
theburiedpipinghavebeendetermined. If thepenetration
is ananchor, then the stressdue to theaxial force,Fmax, and
the lateral bending moment, M, can be found by

= +S F A M Z/ / , psiE max (14)

If the penetration is not an anchor, but is instead a
simple support with a flexible water seal, it is necessary
todetermine the stiffness effects of thewater sealmaterial
to calculate the stress in thepipe at thepenetration.Differ-
ential movement due to building or trench settlement can
generate high theoretical stresses at piping penetrations
to buildings. Calculation of such stresses is beyond the
scope of this Appendix.

VII-5 ALLOWABLE STRESS IN BURIED PIPE

Buried piping under axial stress can theoretically fail in
one of two ways — either by column buckling (pipe pops
out of the ground atmid-span) or local failure by crippling
or tensile failure (much more serious than column buck-
ling). Since buried piping stresses are secondary in nature,
and since the piping is continuously supported and
restrained (see Figure VII-5-1), higher total stresses
may be permitted as follows:

+S S SC A h (15)

where SA and Sh are as defined in para. 102.3.2.

VII-6 EXAMPLE CALCULATIONS

VII-6.1 Assemble the Data
VII-6.1.1 Pipe Data

(a) diameter, D = 12.75 in.
(b) wall thickness = 0.375 in.
(c) length of runs
(1) Run 1: L1 = 100 ft, L2 = 400 ft
(2) Run 2: L1 = 20 ft, L2 = 100 ft
(3) Run 3: L1 = 100 ft, L2 = 20 ft

(d) Young’s modulus, E = 27.9 × 106 psi
(e) moment of inertia, I = 279.3 in.4
(f) cross section metal area, A = 14.57 in.2

VII-6.1.2 Soil Characteristics

(a) soil density, w = 130 lb/ft3
(b) pipe depth below grade, H = 12 ft (144 in.)
(c) type of backfill: dense sand
(d) trench width, Bd = 3 ft (36 in.)
(e) coefficient of friction, μ = 0.3 minimum to 0.5

maximum (estimated)
(f) horizontal soil stiffness factor, Ck = 80

VII-6.1.3 Operating Conditions

(a) pressure, P = 100 psig
(b) temperature = 140°F
(c) ambient temperature = 70°F

Figure VII-5-1
Plan of Example Buried Pipe

20 ft

100 ft

400 ft

Pipe: NPS 12
Material: ASME SA-106 Grade B C.S.
Depth below grade: 12 ft
Trench width: 3 ft

L.R. elbow
 (typical)

B3

A

2

1
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VII-6.2 Calculate the Intermediate Parameters

VII-6.2.1 Relative Strain at the Pipe/Soil Interface.
Thermal expansion for ASME SA-106 Grade B carbon
steel pipe from 70°F to 140°F is 0.0053 in./ft. Therefore,

=
=

(0.0053 in./ft)/(12 in./ft)
0.000424 in./in.

VII-6.2.2 Modulus of Subgrade Reaction, k (ref. [8]).
Since the expansion is in the horizontal plane, use kh from
eq. (2).

=k C N Dh k h

=C 80k

= +
= +
=

N H D0.285 / 4.3
0.285(12 ft)(12 in./ft )/ 12.75 in. 4.3
7.519

h

=

=

( ) ( )130 lb/ft / 1,728 in. /ft

0.0752 lb/in.

3 3 3

3

=D 12.75 in.

= =( )( )( )( )k 80 7.519 0.0752 12.75 577 lb/in.h
2

VII-6.2.3 Friction Forces per Unit Length Acting at the
Pipe/Soil Interface

= +( )f P A Wc c p

Since the pipe lies more than 3 diameters below grade,
the modified Marston equation from ref. [1] is used to
determine the confining pressure Pc of soil on the pipe.

=P wC Bc D d

= =
=

C H B2.22 for / 12 ft/3 ft
4 (see Table VII-3.2.3-1 for sand)

D d

=
=

( )( )( ) ( )P 130 lb/ft 2.22 3 ft / 144 in. /ft

6.01 psi
c

3 2 2

= =
=

A D(1 in.) (12.75 in.)(1 in.)

40.05 in. /in. of length
c

2

=W 8.21 lb/in. for water-filled carbon steel pipep

Maximum value of friction force per unit length, fmax

= +
=

Ä
Ç
ÅÅÅÅÅÅ

É
Ö
ÑÑÑÑÑÑ( )( )f 0.5 6.01 psi 40.05 in. /in. 8.21 lb/in.

124.5 lb/in.
max

2

Minimum value of friction force per unit length, fmin

= [ + ]
=

f 0.3 (6.01)(40.05) 8.21
74.7 lb/in.

min

VII-6.2.4 Pipe/Soil System Characteristic, β (ref. [2])

= [ ]

= ×

=

Ä
Ç
ÅÅÅÅÅÅÅ

É
Ö
ÑÑÑÑÑÑÑ( )( )

k EI/(4 )

577 psi/4 27.9 10 psi 279.3 in.

0.01166 in.

h
1/4

6 4 1/4

1

VII-6.2.5 Minimum Slippage Length, Lm
=

= ×

=

( )( )(
L AE f/

0.000424 in./in. 14.57 in. 27.9 10 psi)

/74.7 lb/in.
2,307 in. or 192 ft 4 in.

m min
2 6

VII-6.2.6 Maximum Axial Force, Fmax, Corresponding
to Lm

= = ×

=
( ) ( )F AE 0.000424 (14.57) 27.9 10

172,357 lb
max

6

VII-6.3 Classification of Runs

Classify the pipe runs in accordance with the models
given inTableVII-6.3-1andcalculate theeffective slippage
length, L′ or L′′, for each run.

VII-6.3.1 Run1 is a Category A1 (elbowon one end, the
otherend free). Check to see if the transverse leg,L1, is long
or short.

=L 1,200 in.1

=( )( )3 / 4 0.01166 in. 202 in.1

Since 1,200 in. > 202 in., L1 is long. Check to see if the
longitudinal leg, L2, is long or short, that is, longer or
shorter than Lm + L′′. Using eq. (7) to calculate L′′,

= +
Ä
Ç
ÅÅÅÅÅÅ

É
Ö
ÑÑÑÑÑÑL F f(1 2 / ) 1max min

1/2
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= = ×

× =

( )( )
( )

AE k/ 14.57 in. 27.9 10 psi

0.01166 in. /577 psi 8,214 in.

2 6

1

{ }= [ + × × ]
=

L 8,214 1 2 172,357/(74.7 8,214) 1

2,051 in.

1/2

+ = + =L L 2,307 2,051 4,358 in.m

L2=400 ft or4,800 in. andsince4,800>4,358, thepipe run
length L2 is long, and Run 1 can be fully classified as Cate-
gory A1 (long transverse, long pipe).
NOTE: If Lm + L′′ would have exceeded L2, then L′ would be recal-
culated using eq. (8), the correct equation for a short pipe.

VII-6.3.2 Run 2 is a Category A2 (elbow on each end).
Check to see if the legs L1 and L2 are long or short.

Since L1 > 3π/4β (240 in. > 202 in.) and L2 < 2L′′ [1,200
in. < 2(2,051 in.)], then Run 2 can be fully classified as a
Category A2 (long transverse, short pipe). Then

= = =L L /2 (1,200 in.)/2 600 in.2

VII-6.3.3 Run 3 is a Category A3 (anchor on one end,
elbow on the other). Check to see if the legs L1 and L2 are
long or short.

Since L1 > 3π/4β (1,200 in. > 202 in.) andL2 <L′′ (240 in.
< 2,051 in.), thenRun3 can be fully classified as a Category
A3 (long transverse, short pipe). Then

= =L L 240 in.2

NOTE: To fully qualify a buried piping system, it may also be
necessary to include stresses due toweight of overburden (back-
fill) and vehicular loads (refs. [5], [6]).

VII-6.4 Computer Modeling

Calculate the soil springs and friction force for use in a
computer model of the buried pipe.

VII-6.4.1 Element Length. Set the element length to be
≈ 3 pipe diameters. dL = 36 in.

VII-6.4.2 Number of Elements. Only the soil within a
length 3π/4β from the elbow will be subject to bearing
force from the pipe. For the example system, 3π/4β =
202 in. Therefore, the number of elements needed is
found by

=
= =

n dL(3 /4 )/
202/36 5.61

Therefore, use six elements, each 36 in. long.

VII-6.4.3 Spring Rate,ki.j.The spring rate tobe applied
to each element is found by

=k kdLi j,

where k is from eq. (2)
= =k (577 psi)(36 in.) 20,772 lb/in.i j,

Table VII-6.3-1
Equations for Calculating Effective Length L′ or L″

Element
Category

Equations for L′ or L″
Short P Leg L′ Long P Leg L″

A1, B1, C1 If L2 < Lm + L″, If L2 ≥ Lm + L″,
L′ = [−b + (b2− 4ac)1/2]/2a (8) L″ = Ω[(1 + 2Fmax/fminΩ)1/2 − 1] (7)
where
a = 3f/(2AE)
b = ε − fL2/(AE) + 2fβ/k
c = −fβL2/k

A2, B2, C2 If L2 < 2L″, If L2 ≥ 2L″,
L′ = L2/2 (9) L″ = Ω[(1 + 2Fmax/fminΩ)1/2 − 1] (7)

A3, B3, C3 If L2 < L″, If L2 ≥ L″,
L′ = L2 (10) L″ = Ω[(1 + 2Fmax/fminΩ)1/2 − 1] (7)

D If L2 < Lm, If L2 ≥ Lm,
L′ = L2 (10) L″ = Lm = εAE/f (5)
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This is the theoretical spring rate to be imposed at the
center of each element and normal to the surface of the
pipe, with ki in the plane of the expansion, and kj perpen-
dicular to the plane of expansion.

VII-6.4.4 Friction Force, Ff. The friction forces to be
applied at the elbow tangent points in Runs 1 and 2
are calculated as follows:

Parallel to Run 1,
=F fL /2f

where
f = fmin = 74.7 lb/in.

L″ = 2,051 in.

=
=

F (74.7 lb/in.)(2,051 in.)/2
76,605 lb

f

Parallel to Run 2,

=
=

F (74.7 lb/in.)(600 in.)/2
22,410 lb

f

The friction force to be applied at the elbow tangent
point in Run 3 is calculated as follows:

Parallel to Run 3,

=
=

F (74.7 lb/in.)(240 in.)/2
8,964 lb

f

The computer model then appears as is shown in
Figure VII-6.4.4-1.

VII-6.5 Results of Analysis

Compute r ana l y s i s o f the mode l shown in
Figure VII-6.4.4-1 gives combined stress, SC, at various
locations in the buried pipe as follows:

Location SC, psi
Virtual anchor 7,036
Elbow A 26,865
Elbow B 9,818
Penetration anchor 2,200

NOTE: SC for this example includes longitudinal pressure stress,
intensified bending stresses, and direct stresses due to axial
loads from friction and soil bearing loads. It does not include
weight of backfill or live loads.

The allowable stress as givenbyeq. (15) is SA+ Sh, which
for ASME SA-106 Grade B steel pipe is 22,500 psi + 15,000
psi = 37,500 psi. Therefore, since the maximum SC of
26,865 psi < 37,500 psi, the Code conditions are met.

VII-6.6 Anchor Load Example

If Element 1 is simply a straight pipe anchored at one
end with the other end terminating in an expansion joint
(see Figure VII-6.6-1), the load on the anchor is found as
follows:
(a) Calculate the maximum friction force acting along

the friction interface.
= =F F AEf max

= = × =( )F AE (0.000424)(14.57) 27.9 10 172,357 lbmax
6

(b) Calculate the load, S, at the expansion joint.
= +S F Sj p

where
Fj = expansion joint friction force
x = 9,000 lb (from vendor data)
Sp = pressure force
x = PAs

where
P = design pressure
x = 100 psig
As = effective cross-sectional area
x = πD2/4
x = π (12.752)/4
x = 127.6 in.2

x = (100)(127.6) = 12,760 lb

= + =S 9,000 12,760 21,760 lb

(c) The total axial load, Fa, at the anchor then becomes
= + =F 172,357 21,760 194,117 lba

If anchor loadsmust be limited, then the expansion joint
should be located closer to the anchor to reduce the force
due to friction at the pipe/soil interface.
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NONMANDATORY APPENDIX VIII
GUIDELINES FOR DETERMINING IF LOW-TEMPERATURE

SERVICE REQUIREMENTS APPLY

ASME B31T, Standard Toughness Requirements for
Piping, establishes a “low-temperature service limit.” If
the design minimum temperature is equal to or
warmer than the low-temperature service limit, then
low-temperature service requirements do not apply.
Table VIII-1 summarizes this limit for each material T-
number group. Table VIII-2 provides the T-number
group for materials listed in ASME B31T.

This Appendix extracts only part of the requirements of
ASME B31T and focuses on services that are exempt from
additional requirements. To determine if a material and

servicehaveadditional requirements, lookup thematerial
in Table VIII-2 and determine the T-number group, and
then look up that T-number group (and thickness if ap-
plicable) in Table VIII-1 and determine the low-tempera-
ture service limit. If the design minimum temperature is
equal toorwarmer than the low-temperature service limit
from Table VIII-1, then ASME B31T would not invoke any
additional requirements. If the designminimum tempera-
ture is colder than the low-temperature service limit from
Table VIII-1, then ASME B31T may invoke additional re-
quirements and require further evaluation.
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Table VIII-1
Low-Temperature Service Requirements by Material Group

T-Number Group
Nominal

Thickness, in.
Low-Temperature
Service Limit, °F

Nominal
Thickness, mm

Low-Temperature
Service Limit, °C

Carbon Steels
CS −55 … −20 … −29
CS −50 … −20 … −29
CS −20 … −20 … −29
CS −20(A) … −20 … −29
CS 0 … 0 … −18
CS +20(A) … 20 … −7

CS A ≤0.394 20 ≤10.0 −7
≤0.4375 25 ≤11.1 −4
≤0.5 30 ≤12.7 −1
≤0.6 40 ≤15.2 4
≤0.7 50 ≤17.7 10
≤0.85 60 ≤21.6 16
≤1.03 70 ≤26.2 21
≤1.25 80 ≤31.1 27
≤1.5625 90 ≤39.7 32
≤2.0325 100 ≤51.6 38
≤3 110 ≤76.2 43
≤3.6875 115 ≤93.7 46
>3.6875 120 >93.7 49

CS B ≤0.394 −20 ≤10.0 −29
≤0.47 −10 ≤11.9 −23
≤0.57 0 ≤14.5 −18
≤0.68 10 ≤17.3 −12
≤0.83 20 ≤21.1 −7
≤0.98 30 ≤24.9 −1
≤1.19 40 ≤30.2 4
≤1.47 50 ≤37.3 10
≤1.85 60 ≤47.0 16
≤2.4385 70 ≤61.9 21
≤3.25 80 ≤82.6 27
≤4.00 90 ≤101.6 32
>4.00 120 >101.6 49

CS C ≤0.65 −20 ≤16.5 −29
≤0.85 −10 ≤21.6 −23
≤1.08 0 ≤27.4 −18
≤1.38 10 ≤35.1 −12
≤1.75 20 ≤44.5 −7
≤2.25 30 ≤57.2 −1
≤2.94 40 ≤74.7 4
≤3.75 50 ≤95.3 10
≤4.00 52 ≤101.6 11
>4.00 120 >101.6 49
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Table VIII-1
Low-Temperature Service Requirements by Material Group (Cont’d)

T-Number Group
Nominal

Thickness, in.
Low-Temperature
Service Limit, °F

Nominal
Thickness, mm

Low-Temperature
Service Limit, °C

CS D ≤1.3 −20 ≤33.0 −29
≤1.6875 −10 ≤42.9 −23
≤2.25 0 ≤57.2 −18
≤2.9375 10 ≤74.6 −12
≤3.75 20 ≤95.3 −7
≤4.00 23 ≤101.6 −5
>4.00 120 >101.6 49

Low Alloy Steels
LA −320 … −20 … −29
LA −275 … −20 … −29
LA −150 … −20 … −29
LA −100 … −20 … −29
LA −75 … −20 … −29
LA −55 … −20 … −29
LA −40 … −20 … −29
LA −20 … −20 … −29
LA 0 … 0 … −18
LA +20 … 20 … −7

Stainless Steels
SS −425 … −20 … −29
SS −325 … −20 … −29
SS −60 … −20 … −29
SS −20 … −20 … −29

Nickel Alloys
NI −325 … −325 … −198

Cast Irons
CI −20 … −20 … −29
CI −20(A) … −20 … −29

Copper Alloys
CU −452 … −452 … −269
CU −325 … −325 … −198

Aluminum Alloys
AL −452 … −452 … −269

Titanium and Titanium Alloys
TI −75 … −75 … −59

Zirconium and Zirconium Alloys
ZI −75 … −75 … −59
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Table VIII-2
ð22ÞMaterial Groupings by Material Specification

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

A36 … CS A Carbon steels PL …
A47 Grade 32510 CI −20(A) Cast irons C …
A48 Grade 20, 25, 30, 35, 40, 45, 50, 55, 60 CI −20 Cast irons C …
A53 Grade A (Type F) CS +20(A) Carbon steels P …

Grade A (except Type F), B CS B Carbon steels P …

A105 … CS −20 Carbon steels FI & FO …
A106 Grade A, B, C CS B Carbon steels P …
A126 Class A, B, C CI −20 Cast irons C …

A134 Grade A283 Gr. A, A283 Gr. B CS B Carbon steels P …
Grade A283 Gr. C, D CS A Carbon steels P …
Grade A285 Gr. A, A285 Gr. B CS B Carbon steels P …
Grade A285 Gr. C CS A Carbon steels P …
Grade A36 CS A Carbon steels P …
Grade A570 Gr. 30, 33, 36, 40, 45, 50 CS A Carbon steels P …

A135 Grade A, B CS B Carbon steels P …
A139 Grade A, B, C, D, E CS A Carbon steels P …
A167 Type 347, 348 SS −325 Stainless steels PL (1)

Type 347, 348 SS −20 Stainless steels PL (2)
Type 302B, 308 SS −325 Stainless steels PL (3)
Type 302B, 308 SS −20 Stainless steels PL (4)
Type 309, 310 SS −325 Stainless steels PL (1), (3), (5)
Type 309, 310 SS −20 Stainless steels PL (2) or (4), (5)

A178 Grade A, C CS −20 Carbon steels T …
A179 … CS −20 Carbon steels T …
A181 Class 60, 70 CS A Carbon steels FI & FO …
A182 Grade F1, F2, F5, F5a, F9, F11, F12, F21, F22, F91 LA −20 Low alloy steels FI & FO …

Grade F10 SS −325 Stainless steels FI & FO (3)
Grade F10 SS −20 Stainless steels FI & FO (4)
Grade F304, F304L, F316, F316L SS −425 Stainless steels FI & FO …
GradeF304H, F316H,F317L, F321, F321H,F347, F347H,F348, F348H SS −325 Stainless steels FI & FO …
Grade F310 SS −325 Stainless steels FI & FO (3), (5)
Grade F310 SS −20 Stainless steels FI & FO (4), (5)
Grade F6a SS −20 Stainless steels FI & FO (5)
Grade F60 (S32205) SS −20 Stainless steels FI & FO (5)
Grade S32760 SS −60 Stainless steels FI & FO …

A192 … CS −20 Carbon steels T …
A193 Grade B5 ≤4 in., B16 ≤4 in. LA −20 Low alloy steels B …

Grade B6 SS −20 Stainless steels B …
Grade B7 ≤21∕2 in. LA −55 Low alloy steels B …
Grade B7 >21∕2 in., ≤4 in. LA −40 Low alloy steels B …
Grade B7M ≤4 in. LA −55 Low alloy steels B …
Grade B8 Cl. 2, B8C Cl. 2, B8M, B8T SS −325 Stainless steels B (6)
Grade B8 Cl. 1, B8C Cl. 1 SS −425 Stainless steels B …
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Table VIII-2
Material Groupings by Material Specification (Cont’d)

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

A194 Grade 1 CS −20 Carbon steels N …
Grade 3 LA −20 Low alloy steels N …
Grade 6 SS −20 Stainless steels N …
Grade 2, 2H, 2HM CS −55 Carbon steels N …
Grade 7, 7M LA −150 Low alloy steels N …
Grade 8, 8CA, 8FA, 8MA, 8TA SS −325 Stainless steels N …
Grade 8A SS −425 Stainless steels N …

A197 … CI −20(A) Cast irons C …

A203 Grade A, B, D, E LA −20 Low alloy steels PL …
A204 Grade A, B, C LA −20 Low alloy steels PL …
A210 Grade A-1 CS −20 Carbon steels T …
A214 … CS −20 Carbon steels T …
A216 Grade WCA, WCB, WCC CS −20 Carbon steels C …

A217 Grade C5, C12, WC1, WC4, WC5, WC6, WC9 LA −20 Low alloy steels C …
Grade CA-15 SS −20 Stainless steels C (5)

A226 … CS −20 Carbon steels T …
A234 Grade WP1, WP5, WP9, WP11, WP12, WP22, WP91 LA −20 Low alloy steels FI …

Grade WPB, WPC CS B Carbon steels FI …

A240 Type 305 SS −325 Stainless steels PL (1), (3)
Type 305 SS −20 Stainless steels PL (2) or (4)
Type 302, 317, 317L, 321, 321H, 347, 348 SS −325 Stainless steels PL (1)
Type 302, 317, 317L, 321H, 348 SS −20 Stainless steels PL (2)
Type 304, 304L, 316, 316L SS −425 Stainless steels PL (1)
Type 304, 304L, 316, 316L, 321, 347 SS −20 Stainless steels PL (2)
Type 309S, 310S SS −325 Stainless steels PL (1), (5)
Type 309S, 310S SS −20 Stainless steels PL (2), (5)
Type 405, 410, 410S, 420, 429, X8M SS −20 Stainless steels PL (5)
UNS S32205 SS −20 Stainless steels PL (5)
UNS S32760 SS −60 Stainless steels PL …

A268 Grade TP405, TP409, TP410, TP430, TP430Ti, TP433, TP436 SS −20 Stainless steels T (5)
A269 Grade TP304, TP304L, TP316, TP316L SS −425 Stainless steels P (1)

Grade TP304, TP304L, TP316, TP316L SS −20 Stainless steels P (2)
A278 Class 20, 25, 30, 35, 40, 45, 50, 60 CI −20 Cast irons C …
A283 Grade A, B, C, D CS A Carbon steels PL …

A285 Grade A, B CS B Carbon steels PL …
Grade C CS A Carbon steels PL …

A299 … CS A Carbon steels PL …

A302 Grade A, B, C, D LA −20 Low alloy steels PL …
A307 Grade B CS −20 Carbon steels B …
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Table VIII-2
Material Groupings by Material Specification (Cont’d)

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

A312 Grade TP304, TP304L, TP316, TP316L SS −425 Stainless steels P (1)
Grade TP304, TP304L, TP316, TP316L SS −20 Stainless steels P (2)
Grade TP304H, TP316H, TP321H, TP347H, TP348H SS −325 Stainless steels P …
Grade TP309, TP310 SS −325 Stainless steels P (1), (3), (5)
Grade TP309, TP310 SS −20 Stainless steels P (2) or (4), (5)
Grade TP317, TP317L, TP321, TP347, TP348 SS −325 Stainless steels P (1)
Grade TP317, TP317L, TP321, TP347, TP348 SS −20 Stainless steels P (2)

A320 Grade B8 Cl. 1, B8C C1. 1 SS −425 Stainless steels B …
Grade B8 Cl. 2, B8C Cl. 2, B8F, B8M, B8T SS −325 Stainless steels N …
Grade L7, L43 LA −150 Low alloy steels B (7)
Grade L7A, L7B, L7C LA −150 Low alloy steels B (7)
Grade L7M LA −100 Low alloy steels B (7)

A325 … CS −20 Carbon steels B …
A333 Grade 8 LA −320 Low alloy steels P (7)

Grade 1, 6 CS −50 Carbon steels P (7)
Grade 3, 4 LA −150 Low alloy steels P (7)
Grade 7, 9 LA −100 Low alloy steels P (7)

A334 Grade 3 LA −150 Low alloy steels T (7)
Grade 8 LA −320 Low alloy steels T (7)
Grade 1, 6 CS −50 Carbon steels T (7)
Grade 7, 9 LA −100 Low alloy steels T (7)

A335 Grade P1, P2, P5, P5b, P5c, P9, P11, P12, P15, P21, P22, P91 LA −20 Low alloy steels P …

A350 Grade LF1 CS −20 Carbon steels FI & FO (7)
Grade LF2 Cl. 1 CS −50 Carbon steels FI & FO (7)
Grade LF2 Cl. 2 CS 0 Carbon steels FI & FO (7)
Grade LF3 LA −150 Low alloy steels FI & FO (7)

A351 Grade CE20N, CH20, CK20, HK30, HK40 SS −20 Stainless steels C (5)
Grade CF8C, CF10MC, CH8, CH10, CN7M SS −325 Stainless steels C …
Grade HT30 SS −325 Stainless steels C (1)
Grade CF3, CF3A, CF3M, CF8, CF8A, CF8M SS −425 Stainless steels C …

A352 Grade LC1 LA −75 Low alloy steels C (7)
Grade LC2 LA −100 Low alloy steels C (7)
Grade LC3 LA −150 Low alloy steels C (7)
Grade LCB CS −50 Carbon steels C (7)

A353 … LA −320 Low alloy steels PL (7)
A354 Grade BC LA 0 Low alloy steels B …

Grade BD LA +20 Low alloy steels B …

A358 Grade 304, 304L, 316, 316L SS −425 Stainless steels P (1)
Grade 304, 304L, 316, 316L SS −20 Stainless steels P (2)
Grade 309S, 310S SS −325 Stainless steels P (1), (5)
Grade 309S, 310S SS −20 Stainless steels P (2), (5)
Grade 321, 347, 348, S34565 SS −325 Stainless steels P (1)
Grade 321, 347, 348, S34565 SS −20 Stainless steels P (2)
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Table VIII-2
Material Groupings by Material Specification (Cont’d)

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

A369 Grade FP1, FP2, FP3b, FP5, FP9, FP11, FP12, FP21, FP22 LA −20 Low alloy steels P …
Grade FPA CS B Carbon steels P …
Grade FPB CS −20 Carbon steels P …

A376 Grade 16-8-2H SS −325 Stainless steels P (1), (5)
Grade 16-8-2H SS −20 Stainless steels P (2), (5)
Grade TP304, TP316 SS −425 Stainless steels P (1)
Grade TP304, TP316, TP321, TP347, TP348 SS −20 Stainless steels P (2)
Grade TP304H, TP316H, TP321, TP321H, TP347, TP347H, TP348 SS −325 Stainless steels P (1)
Grade TP304H, TP316H, TP321H, TP347H SS −20 Stainless steels P (2)

A381 Class Y35, Y42, Y46, Y48, Y50, Y52, Y56, Y60 CS A Carbon steels P …
A387 Grade 2, 5, 9, 11, 12, 21, 22, 91 LA −20 Low alloy steels PL …
A395 … CI −20(A) Cast irons C …

A403 Grade WP304, WP304L, WP316, WP316L SS −425 Stainless steels FI …
Grade WP304H, WP316H, WP317, WP317L, WP321, WP321H,

WP347, WP347H, WP348
SS −325 Stainless steels FI …

Grade WP309, WP310 SS −325 Stainless steels FI (3), (5)
Grade WP309, WP310 SS −20 Stainless steels FI (4), (5)

A409 Grade TP304, TP316 SS −425 Stainless steels P (1)
Grade TP304, TP316 SS −20 Stainless steels P (2)
Grade TP309, TP310 SS −20 Stainless steels P (2) or (4), (5)
Grade TP309, TP310 SS −325 Stainless steels P (1), (3), (5)
Grade TP317, TP321, TP347, TP348 SS −325 Stainless steels P (1)
Grade TP317, TP321, TP347, TP348 SS −20 Stainless steels P (2)

A414 Grade A CS B Carbon steels PL …
Grade B, C, D, E, F, G CS A Carbon steels PL …

A420 Grade WPL3 LA −150 Low alloy steels FI (7)
Grade WPL6 CS −50 Carbon steels FI (7)
Grade WPL8 LA −320 Low alloy steels FI (7)

A426 Grade CP1, CP2, CP5, CP5b, CP9, CP11, CP12, CP15, CP21, CP22 LA −20 Low alloy steels P …
Grade CPCA-15 SS −20 Stainless steels P (5)

A437 Grade B4B, B4C SS −20 Stainless steels B …
A451 Grade CPE20N, CPH8, CPH10, CPH20, CPK20 SS −20 Stainless steels P (5)

Grade CPF8, CPF8C, CPF8M, CPF10MC SS −20 Stainless steels P …

A453 Grade 651 Cl. A and Cl. B SS −20 Stainless steels B …
A479 Type 304H, 316, 316H SS −325 Stainless steels PL (8)

Type 304, 304L, 316L SS −425 Stainless steels PL (8)
A487 Grade CA6NM SS −20 Stainless steels C (5)

A515 Grade 60 CS B Carbon steels PL …
Grade 65, 70 CS A Carbon steels PL …

A516 Grade 55, 60 — not normalized CS C Carbon steels PL (9)
Grade 55, 60, 65, 70 — normalized CS D Carbon steels PL (9)
Grade 65, 70 — not normalized CS B Carbon steels PL (9)

A524 Grade I, II CS −20 Carbon steels P …
A536 Grade 65-45-12, 60-40-18 CI −20 Cast irons C …
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Table VIII-2
Material Groupings by Material Specification (Cont’d)

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

A537 Class 1 CS D Carbon steels PL …
A553 Type 2 LA −275 Low alloy steels PL (7)

Type 1 LA −320 Low alloy steels PL (7)

A563 Grade A CS −20(A) Carbon steels N …
A570 Grade 30, 36, 40, 45, 50 CS A Carbon steels PL …
A571 Type D-2M, Cl. 1 CI −20 Cast irons C (10)
A587 … CS −20 Carbon steels P …

A645 … LA −275 Low alloy steels PL (7)
A671 Grade CA55 (A285 Gr. C), CB70 (A515 Gr. 70), CK75 (A299), CMS75

(A299)
CS A Carbon steels P …

Grade CB60 (A515 Gr. 60) CS B Carbon steels P …
Grade CC60 (A516 Gr. 60) not normalized CS C Carbon steels P (9)
Grade CC65 (A516 Gr. 65), CC70 (A516 Gr. 70) not normalized CS B Carbon steels P (9)
Grade CC60 (A516 Gr. 60), CC65 (A516 Gr. 65), CC70 (A516 Gr. 70)

normalized
CS D Carbon steels P (9)

Grade CD70 (A537 Cl. 1) CS D Carbon steels P …
Grade CF70, CF71 LA −20 Low alloy steels P …

A672 Grade A45 (A285 Gr. A), A50 (A285 Gr. B), B60 (A515 Gr. 60) CS B Carbon steels P …
Grade A55 (A285 Gr. C), B65 (A515 Gr. 65), B70 (A515 Gr. 70), N75

(A299)
CS A Carbon steels P …

Grade C55 (A516 Gr. 55), C60 (A516 Gr. 60) not normalized CS C Carbon steels P (9)
Grade C65 (A516 Gr. 65), C70 (A516 Gr. 70) not normalized CS B Carbon steels P (9)
Grade C55 (A516 Gr. 55), C60 (A516 Gr. 60), C65 (A516 Gr. 65), C70

(A516 Gr. 70) normalized
CS D Carbon steels P (9)

Grade D70 (A537 Cl. 1) CS D Carbon steels P …
Grade L65, L70, L75 LA −20 Low alloy steels P …

A675 Grade 45, 50, 55, 60, 65, 70, 80 CS −20 Carbon steels B (11)
A691 Grade1∕2Cr, 1Cr, 11∕4Cr, 21∕4Cr, 3Cr, 5Cr, 9Cr, CM-65,CM-70,CM-75,P91 LA −20 Low alloy steels P …

Grade CMS-75 (A299) CS A Carbon steels P …
Grade CMSH-70 (A537 Cl. 1) CS D Carbon steels P …

A789 UNS S31803, S32304, S32750, S32760 SS −60 Stainless steels T …
UNS S32205 SS −20 Stainless steels P (5)
UNS S32900 SS −20 Stainless steels T …

A790 UNS S31803, S32304, S32750, S32760 SS −60 Stainless steels P …
UNS S32205 SS −20 Stainless steels P (5)
UNS S32900 SS −20 Stainless steels P …

A815 UNS S32205 SS −20 Stainless steels FI & FO (5)
UNS S32760 SS −60 Stainless steels FI & FO …

A995 Grade 2A, 6A SS −60 Stainless steels C …
API 5L Grade A, A25 (smls. & ERW), B CS B Carbon steels P …

Grade A25 (butt weld) CS −20(A) Carbon steels P …
Grade X42, X46, X52, X56, X60, X65, X70, X80 CS A Carbon steels P …
Grade X42, X46, X52, X56, X60, X65, X70, X80 CS B Carbon steels P (12)

B21 UNS C46400, C48200, C48500 CU −325 Copper alloys B (11)
B42 UNS C10200, C12000, C12200 CU −452 Copper alloys P …
B43 UNS C23000 CU −452 Copper alloys P …
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Table VIII-2
Material Groupings by Material Specification (Cont’d)

Spec.
No. Type/Grade/Class/Condition/Temper/UNS No.

T-Number
Group Material Type

Product
Form Notes

B61 UNS C92200 CU −325 Copper alloys C …
B62 UNS C83600 CU −325 Copper alloys C …
B68 UNS C12200 CU −452 Copper alloys T …
B75 UNS C10200, C12000, C12200 CU −452 Copper alloys T …
B88 UNS C12200 CU −452 Copper alloys T …
B96 UNS C65500 CU −452 Copper alloys PL …
B98 UNS C65100, C65500, C66100 CU −325 Copper alloys B (11)

B148 UNS C95200, C95300, C95500 CU −452 Copper alloys C …
UNS C95400, C95600 CU −325 Copper alloys C …

B150 UNS C61400, C63000, C64200 CU −325 Copper alloys B (11)
B152 UNS C10200, C10400, C10500, C10700, C12200, C12300 CU −452 Copper alloys PL …

B169 UNS C61400 CU −452 Copper alloys PL …
B171 UNS C70600, C71500 CU −452 Copper alloys PL …
B187 UNS C10200, C11000, C12000, C12200 CU −325 Copper alloys B (11)

B280 UNS C12200 CU −452 Copper alloys T …
B283 UNS C11000, C46400, C65500 CU −452 Copper alloys FO …

UNS C37700, C48500, C67500 CU −325 Copper alloys FO …
B466 UNS C70600, C71000 CU −452 Copper alloys P & T …
B467 UNS C70600, C71500 CU −452 Copper alloys P …
B493 Grade R60702, R60705 ZI −75 Zirconium FO …

B523 Grade R60702, R60705 ZI −75 Zirconium T …
B550 Grade R60702, R60705 ZI −75 Zirconium PL …
B551 Grade R60702, R60705 ZI −75 Zirconium PL …
B584 UNS C86200, C86300, C86400, C86500, C86700, C90300, C90500,

C92200, C92300, C97300, C97600, C97800
CU −325 Copper alloys C …

B658 Grade R60702, R60705 ZI −75 Zirconium P …

Various Various NI −325 Nickel alloys ... …
Various Various AL −452 Aluminum … …
Various Various TI −75 Titanium … …

GENERAL NOTE: The product form abbreviations are

B = bolts N = nuts
C = castings P = pipe
FI = fittings PL = plates, sheets, and bars
FO = forgings T = tube

NOTES:
(1) Solution heat treated after forming.
(2) Not solution heat treated after forming.
(3) Carbon content ≤0.10%.
(4) Carbon content >0.10%.
(5) This material may have low impact properties at room temperature after being exposed to high service temperatures.
(6) Strain-hardened varieties of this carbide solution treated bolting material can also be used at the low temperatures indicated.
(7) Material specification requires impact testing.
(8) Strain-hardened varieties of this material can also be used at the low temperatures indicated.
(9) These materials’ group depends on whether they are normalized or not.
(10) Minimum temperature −320°F (−195°C) with impact testing.
(11) Bar specification used for making bolting material.
(12) T-Number Group CS B may be used only when normalized or quenched and tempered.
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LeKePiping PROJECT SUPPORT

Send your requirement
Send a drawing, product list, size, material grade, standard, schedule or wall thickness, testing and project document

requirements.

EMAIL info@lkpiping.com

WHATSAPP +86 139 0327 9556

TECHNICAL RESOURCES www.lkpiping.com/technical/

RESPONSE AND DOCUMENT COORDINATION

Initial enquiries are answered within 24 hours, including weekends, by email or WhatsApp. Drawing review,

material/standard matching and project document requirements can be discussed and organized with the buyer.

Third-party inspection can be buyer-nominated or coordinated on request.

ADDRESS

Longtan Industrial Zone, Yanta Road, Yanshan County, Cangzhou City,

Hebei Province, China
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